
125 South Wacker Drive, Suite 700 

Chicago, IL  60606 

tel: 312 346-5000 

fax: 312 346-5228

December 6, 2017 

Mr. Brian Conrath 
Illinois Environmental Protection Agency 
1021 N. Grand Avenue East 
Springfield, IL  62702-4059 

Subject: 2010300074 - Winnebago County 
Soil Component Remedial Action Completion Report 
Source Area 4, Southeast Rockford Groundwater Contamination Superfund Site 
Rockford, Winnebago County, Illinois 
Superfund/Technical 

Dear Mr. Conrath: 

CDM Smith Inc. (CDM Smith) is pleased to submit two copies of the Final Soil Component 

Remedial Action Completion Report for Source Area 4 of the Southeast Rockford 

Groundwater Contamination Superfund Site, located in Rockford, Winnebago County, 

Illinois.  

If you have any questions or comments, please contact me at (312) 780-7737.  

Sincerely, 

John C. Grabs, P.G. 
Senior Project Manager 
CDM Smith, Inc. 

cc: Karen Kirchner, U.S. EPA (electronic only) 

2003033



 

 

 

 

ILLINOIS EPA 
Soil Component Remedial Action 

Completion Report 
Source Area 4 

Southeast Rockford Groundwater 
Contamination Superfund Site 

 

FINAL REPORT 

December 2017 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

  

 

 

 

 

 

 

 

 

 
  



 

This page intentionally left blank. 

 



 

i 

Table of Contents  

Section 1 Introduction ..................................................................................................... 1-1 

1.1 Purpose and Organization .................................................................................................................................. 1-1 

1.2 Site Name, Location and Description ............................................................................................................. 1-2 

1.3 Site History................................................................................................................................................................ 1-3 

1.4 Regulatory Enforcement Activities ................................................................................................................. 1-3 

1.5 Investigation Activities and Remedial Actions .......................................................................................... 1-4 

1.5.1 Historical Investigations ................................................................................................................. 1-4 

1.5.2 Remedial Investigation and Feasibility Study........................................................................ 1-4 

1.5.3 Pre-Design Activities and Pilot Testing .................................................................................... 1-5 

1.5.4 Previous Remedial Actions ............................................................................................................ 1-5 

Section 2 Source Area 4 Description ................................................................................. 2-1 

2.1 ROD Requirements and Design Criteria ....................................................................................................... 2-1 

2.1.1 Remedial Action Objectives ........................................................................................................... 2-1 

2.1.2 Selected Remedy and Cleanup Goals ......................................................................................... 2-2 

2.2 Remedial Design Summary ................................................................................................................................ 2-3 

2.2.1 Pre-Design Field Study ..................................................................................................................... 2-3 

2.2.2 Electrical Resistance Heating Process ....................................................................................... 2-3 

Section 3 Chronology of Events ........................................................................................ 3-1 

Section 4 Construction Activities ...................................................................................... 4-1 

4.1 Pre-Construction Activities ................................................................................................................................ 4-1 

4.1.1 Site Preparation .................................................................................................................................. 4-1 

4.1.2 Utility Location and Modification ................................................................................................ 4-1 

4.1.3 Building Preparation ........................................................................................................................ 4-1 

4.1.4 Permits .................................................................................................................................................... 4-2 

4.1.5 Temporary Facilities ......................................................................................................................... 4-2 

4.2 Installation of Multi-Phase Extraction Electrodes, Vapor Piezometers, Groundwater 

Monitoring Piezometers, and Temperature Monitoring Points ......................................................... 4-2 

4.2.1 Multi-Phase Extraction Electrode Installation....................................................................... 4-3 

4.2.2 Vapor and Groundwater Piezometer Installation ................................................................ 4-3 

4.2.3 Temperature Monitoring Point Installation ........................................................................... 4-4 

4.2.4 Electrode Drip System and Cooling Loop Installation ........................................................ 4-4 

4.3 Trenching Activities .............................................................................................................................................. 4-5 

4.4 Equipment Delivery and Connection ............................................................................................................. 4-6 

4.5 Operational Construction ................................................................................................................................... 4-7 

4.5.1 Marshall Street Construction ........................................................................................................ 4-7 

4.5.2 Steam Sparging System Construction........................................................................................ 4-7 

Section 5 Operational Readiness Review and Electrical Resistance Heating System 
Start Up Operations .............................................................................................. 5-1 

5.1 ERH Startup Operations ...................................................................................................................................... 5-1 

5.1.1 Health and Safety ............................................................................................................................... 5-1 

5.1.2 Process Equipment Functionality Tests ................................................................................... 5-1 



Table of Contents • Soil Component Remedial Action Completion Report 

ii 

5.1.3 Security System Functionality Tests .......................................................................................... 5-1 

5.1.4 Voltage Potential Testing ................................................................................................................ 5-1 

5.2 Operational Readiness Review ......................................................................................................................... 5-2 

Section 6 ERH System Operation and Maintenance .......................................................... 6-1 

6.1 Weekly ERH System Monitoring and Operation and Maintenance .................................................. 6-1 

6.1.1 Weekly Monitoring and Sampling ............................................................................................... 6-1 

6.1.2 Weekly Reporting ............................................................................................................................... 6-2 

6.2 Sulfate Reducing Bacteria ................................................................................................................................... 6-3 

6.3 Vapor Carbon Change Out................................................................................................................................... 6-3 

Section 7 Performance Standards and Construction Quality Control ................................. 7-1 

7.1 Confirmation Soil Sampling................................................................................................................................ 7-1 

7.1.1 First Round of Confirmation Soil Sampling ............................................................................. 7-1 

7.1.2 Second Round of Confirmation Soil Sampling ........................................................................ 7-3 

7.1.3 Third Round of Confirmation Soil Sampling ........................................................................... 7-4 

7.1.4 Soil Data Conclusions ........................................................................................................................ 7-4 

7.2 Electrical Energy Application ............................................................................................................................ 7-5 

7.3 ERH System Waste ................................................................................................................................................. 7-5 

7.4 Groundwater Sampling ........................................................................................................................................ 7-5 

7.4.1 Pre-RA Groundwater Sampling .................................................................................................... 7-5 

7.4.2 Post-RA Groundwater Sampling .................................................................................................. 7-5 

7.4.3 Groundwater Data Conclusions .................................................................................................... 7-6 

7.5 Data Evaluation and Usability ........................................................................................................................... 7-6 

7.5.1 Sample Analysis .................................................................................................................................. 7-6 

7.5.2 Validation Summary .......................................................................................................................... 7-7 

7.5.3 Laboratory Analytical Results Comparison ............................................................................. 7-9 

Section 8 Final Inspections and Demobilization ................................................................ 8-1 

8.1 Equipment Demobilization and Well Abandonment .............................................................................. 8-1 

8.2 Final Demobilization Completion Meeting .................................................................................................. 8-2 

Section 9 Area 4 Contact Information .............................................................................. 9-1 

Section 10 References ................................................................................................... 10-1 
 

  



Table of Contents • Soil Component Remedial Action Completion Report  

iii 

List of Figures 

Figure 1-1. Southeast Rockford Groundwater Contamination Superfund Site 

Figure 1-2. Source Area 4 Layout 

 

List of Tables 

Table 6-1. PID Concentrations in MPE Electrodes 

Table 7-1. Round 1 Soil Confirmation Sampling Analytical Data 

Table 7-2. Round 2 Soil Confirmation Sampling Analytical Data 

Table 7-3. Round 3 Soil Confirmation Sampling Analytical Data 

Table 7-4. Round 1 Split Soil Confirmation Samples Comparison 

Table 7-5. Round 2 Split Soil Confirmation Samples Comparison 

Table 7-6. Round 3 Split Soil Confirmation Samples Comparison 

Table 7-7. Compounds Exceeding Remediation Goals in Groundwater 

 

Appendices 

Appendix A CDM Smith Field Documentation 

Appendix B Pre-Design and Design Documentation 

Appendix C Construction Permit 

Appendix D Data Validation Reports 

Appendix E Final Demobilization Memorandum 

Appendix F Photographic Log 

 

  



Table of Contents • Soil Component Remedial Action Completion Report 

iv 

Abbreviations and Acronyms 

1,1,1-TCA 1,1,1-trichloroethane 

1,1,2-TCA 1,1,2-trichloroethane 

1,1-DCE 1,1-dichloroethene 

Area 4 Source Area 4 

bgs below ground surface 

Bodine Bodine Environmental Services, Inc. 

CDM Smith CDM Smith, Inc. 

CLP Contract Laboratory Program 

cm/sec centimeter per second 

COC contaminant of concern 

CPVC chlorinated polyvinyl chloride 

Creative Crane Creative Crane and Rigging, Inc. 

ERH electrical resistance heating 

ESD Explanation of Significant Difference 

FFS Focused Feasibility Study 

ft/day feet per day 

GETS Groundwater Extraction and Treatment System 

GMZ Groundwater Management Zone 

GWP groundwater monitoring probe 

hp horsepower 

HSA hollow-stem auger 

IC institutional control 

ID inside diameter 

Illinois EPA Illinois Environmental Protection Agency 

K&S K&S Engineers, Inc. 

kW kilowatt 

kWh kilowatt hour 

LGAC liquid-phase granular activated carbon 

LNAPL light non-aqueous phase liquid 

MPE multi-phase extraction 

MS/MSD matrix spike/matrix spike duplicate 

NAPL non-aqueous phase liquid 

NPL National Priorities List 

O&F operational and functional 

O&M Operation and Maintenance 

OU operable unit  



Table of Contents • Soil Component Remedial Action Completion Report  

v 

OU1 Operable Unit 1 

OU2 Operable Unit 2 

OU3 Operable Unit 3 

PARCCS precision, accuracy, representativeness, comparability, completeness, and 
sensitivity 

PCE tetrachloroethene 

PCU Power Control Unit 

PEX cross-linked polyethylene 

PID photoionization detector 

ppb part per billion 

ppm part per million 

PRP potentially responsible party 

psi pounds per square inch 

PVC polyvinyl chloride 

QA quality assurance 

QAPP Quality Assurance Project Plan 

QC quality control 

RA Remedial Action 

RAO remedial action objective 

RD Remedial Design 

RI Remedial Investigation 

RG Remediation Goal 

ROD Record of Decision 

RPD relative percent difference 

SAP Sampling and Analysis Plan 

SCOU Source Control Operable Unit 

SDG sample delivery group 

SERGC Southeast Rockford Groundwater Contamination Superfund Site 

SERT Soil Electrical Resistance Testing 

sf square feet 

SRB sulfate-reducing bacteria 

STAT STAT Analysis Inc. 

TCE trichloroethene 

Terra Terra Probe Environmental, Inc. 

TMP temperature monitoring probe 

TRS TRS Group, Inc. 

U.S. EPA United States Environmental Protection Agency 

V volt 



Table of Contents • Soil Component Remedial Action Completion Report 

vi 

VGAC vapor-phase granular activated carbon 

VOC volatile organic compound 

VP vapor piezometer 

VR vapor recovery 

 

 



 

1-1 

Section 1 

Introduction 

CDM Smith, Inc. (CDM Smith) received Work Orders 4 and 5 from the Illinois Environmental 

Protection Agency (Illinois EPA) under Contract HWA-16302. Under these work orders, CDM 

Smith was authorized to conduct remedial action (RA) oversight and document these activities in 

a completion report for the Source Area 4 (Area 4) soil component of the Southeast Rockford 

Groundwater Contamination Superfund site (SERGC) located in Rockford, Illinois.  Field 

documentation including an executed Consent for Access to Property, logbook notes, and daily 

reports, generated by CDM Smith is provided in Appendix A. 

The RA was conducted in accordance with the Operable Unit 3 (OU3, or Source Control Operable 

Unit) Record of Decision (ROD) (U.S. EPA 2002) and the Explanation of Significant Differences 

(ESD) signed by Illinois EPA and United State Environmental Protection Agency (U.S. EPA) in July 

2012. 

1.1 Purpose and Organization 
The purpose of this RA completion report is to provide information regarding the implementation 

of the soil RA at Area 4. As described in the Close Out Procedures for National Priorities List 

(NPL) Sites guidance, an RA completion report is to be completed after the RA is complete 

(U.S. EPA 2011). 

In general accordance with the close-out procedures guidance, this report is organized into the 

following sections:  

Section 1 – Introduction: provides a Site description and Site history for Area 4. 

Section 2 – Source Area 4 Description: provides a summary of the ROD requirements and 

remediation goals (RGs) and other characteristics of the soil remedial design for OU3 – Area 4. 

Section 3 – Chronology of Events: provides a chronological summary of events that took place 

during the RA. 

Section 4 – Construction Activities: provides a summary of the soil RA construction activities 

conducted. 

Section 5 – Operational Readiness Review and Electrical Resistance Heating System 

Startup Operations: provides details pertaining to the operational readiness review as well as 

details about the Electrical Resistance Heating (ERH) system start up procedures.  

Section 6 – ERH System Operation and Maintenance: provides details about ERH system 

operation and maintenance performed while the ERH system was running. 

Section 7 – Performance Standards and Construction Quality Control: provides details and a 

discussion about confirmation soil sampling at Area 4. 
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Section 8 – Final Inspections and Demobilization: provides details about ERH equipment 

demobilization and the final demobilization completion meeting. 

Section 9 – Area 4 Contact Information: provides a list of contact information for personnel 

involved in the construction of the ERH system, including Illinois EPA personnel, and contractor 

personnel. 

Section 10 – References: provides documents referenced in report. 

1.2 Site Name, Location and Description 
The Southeast Rockford Groundwater Contamination Site is located in the southeast portion of 

Rockford, Illinois and covers an area approximately three miles long by two and one-half miles 

wide and has three operable units (OU):  

▪ Operable Unit 1 (OU1): Drinking Water Operable Unit  

▪ Operable Unit 2 (OU2): Groundwater Operable Unit  

▪ Operable Unit 3 (OU3): Source Control Operable Unit 

OU1 focused on providing local residents with a safe supply of drinking water, while OU2 

addressed the area-wide groundwater contamination. A remedial investigation (RI) was 

conducted for OU2 that identified the primary source areas for groundwater contamination. 

These source areas include Areas 4, 7, 9/10, and 11. The contaminant plume in the groundwater 

with total chlorinated volatile organic compound (VOC) concentrations above 10 parts per billion 

(ppb) defines the boundaries of the Southeast Rockford Superfund Site, as defined by the OU2 

ROD (U.S. EPA 1995). The extent of the Southeast Rockford Groundwater Contamination Site is 

shown in Figure 1-1. 

OU3 began as a state-lead action in May 1996 to select remedies for each of the source areas. 

Additional investigations were conducted for OU3 to determine the best course of action to clean 

up the source areas. The ROD for OU3 (U.S. EPA 2002) contains the actions, alternatives and 

preferred options for remediation of the source area contamination. The remedies selected for 

each source were split into separate soil and “leachate” components, where leachate was defined 

as shallow contaminated groundwater within the source area. The RA discussed in this report 

was implemented to remediate the soil contamination at Area 4 in accordance with the OU3 ROD. 

Area 4 is located in southeast portion of Rockford, Illinois, within a mixed industrial, commercial, 

and residential area. A residential trailer park is located adjacent to Area 4 to the northeast. The 

location of Area 4 is shown on Figure 1-2. 

Area 4 is specifically located south of Harrison Avenue at 2360 Marshall Street. This location 

consists of a building and a parking lot that formerly housed the Swebco Manufacturing, Inc. 

machine shop and was last used as a wood pallet manufacturing and refurbishing operation. The 

building is currently vacant and was condemned by the City of Rockford in July 2016. Prior to and 

during the RA, unauthorized access to the building was noticed; however, this did not impact 

progress of the RA. Property taxes for the property have not been paid in a number of years and 

the property is in receivership. 



Section 1 • Introduction 

1-3 

1.3 Site History 
In 1981, the City of Rockford discovered groundwater contamination at the property that became 

the Southeast Rockford Superfund Site. From 1981 to 1997, the Illinois EPA and the Illinois 

Department of Public Health performed investigations at the site that revealed that VOCs were 

present in the groundwater, soil, and soil gas. During this and subsequent investigations, 

numerous contaminants of concern (COC) were identified including 1,1-dichloroethene 

(1,1-DCE), 1,1,1-trichloroethane (1,1,1-TCA), 1,1,2-trichloroethane (1,1,2-TCA), trichloroethene 

(TCE), tetrachloroethene (PCE), and carbon tetrachloride.  

Historical activities at the Site by Swebco Manufacturing, Inc. resulted in spills, leaks, and/or 

direct discharges of chemicals at the former loading dock area and other areas. Chlorinated 

solvents are the principal contaminants present at the Site. Soil contamination, including visible 

staining and free product, existed from approximately 12 to 37 feet below ground surface (bgs) 

under the southern portion of the building and from 25 to 37 feet bgs in the northern portion of 

the parking lot area, and from just below the surface to 37 feet bgs in the former loading dock 

area where waste was thought to have been placed on the ground. Groundwater samples 

collected from the aquifer in the overburden soil revealed that chlorinated solvent contamination 

was present in the groundwater. Depth to groundwater varies seasonally by up to several feet, 

but is generally encountered at approximately 30 feet bgs.  

The Site was proposed for listing on the NPL in the Federal Register on June 24, 1988, and was 

formally added to the NPL on March 31, 1989 as a state-lead, federally-funded Superfund site. 

The ROD for OU3 of the Site was signed by the Illinois EPA Director on May 8, 2002 and by the 

U.S. EPA Superfund Division Director on June 11, 2002. The SERGC is identified by the 

Comprehensive Environmental Response, Compensation, and Liability Information System 

identification number of ILD981000417. 

1.4 Regulatory Enforcement Activities 
Since the development of the 1995 ROD, there have been several major enforcement agreements 

developed between the U. S. EPA, Illinois EPA and parties associated with the Southeast Rockford 

site. The first of these was a consent decree entered by the federal district court in Rockford in 

April 1998. This decree required the City of Rockford to install water mains and services within 

the public right-of-way, provide needed connections to homes and businesses, supplement the 

previously existing groundwater well-monitoring network with new wells, and commence a 

long-term groundwater sampling and analytical program. This work has entered the monitoring 

phase. Over 9,200 feet of new water mains have been installed, and an additional 262 individual 

water service connections have been made. A total of nine new groundwater monitoring wells 

were installed, with several of these located near the Rock River. The consent decree also 

required the payment of up to $200,000 by the City of Rockford to the State of Illinois and federal 

government for future oversight costs. 

Several subsequent consent decrees were entered into with various potentially responsible 

parties, some of which were source area specific.  
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1.5 Investigation Activities and Remedial Actions 
This section presents a brief summary of previous investigation activities at Area 4, significant 

findings of the RI, Focused Feasibility Study (FFS) and pre-RA characterization activities, as well 

as previous RAs conducted. 

1.5.1 Historical Investigations 
The Phase I RI for the Southeast Rockford Groundwater Contamination Site was conducted from 

May to October of 1991 and consisted primarily of a site-wide soil gas survey, monitoring well 

installation, and groundwater sampling and analysis. Within Area 4, ten soil gas samples were 

collected and down gradient monitoring wells were sampled. The results from the Phase I RI 

sampling indicated that elevated levels of TCA, PCE and TCE were present in the subsurface soils 

and in groundwater. Based on these results, the Phase II RI activities focused on finding the 

source areas of contamination within Area 4.  

The Phase II activities were conducted from January 1993 to January 1994 and included 

additional soil gas sampling, installation and sampling of six soil borings and collection of two 

surficial soil samples. The Phase II results indicated that high concentrations of VOCs, primarily 

TCA, were present in the subsurface at depths ranging from 8 feet bgs to approximately 30 feet 

bgs. The Phase II site-wide groundwater investigation conducted concurrently also indicated the 

same contaminant mix down gradient, confirming that the subsurface in Area 4 was impacting 

site-wide groundwater. In December 1993, residential air sampling was conducted in Area 4 to 

determine if the soil and groundwater contamination was affecting indoor air quality in homes 

near the source. The VOCs detected in the indoor air samples were consistent with those detected 

in the soil gas but were not found to be present at levels above health-based guidelines. 

Additional indoor air sampling was conducted in Area 4 in July 2003 and evaluated using the 

more recently developed soil vapor intrusion modeling guidelines. This indoor air evaluation 

indicated that the migration pathways are generally inadequate or incomplete and do not result 

in indoor air concentrations at levels that present an unacceptable health risk.  

1.5.2 Remedial Investigation and Feasibility Study 
The RI Report for the site-wide groundwater investigation and source area identification was 

completed by CDM Smith (CDM Smith 1995) and resulted in the signing of the OU2 ROD which 

required additional extension of the City of Rockford municipal water system and selected 

natural attenuation, long-term groundwater monitoring, and source control measures as the 

remedy to restore the contaminated aquifer. In 2000 the Source Control Operable Unit (SCOU) RI 

and FFS reports were completed.  

The SCOU FFS addressed contaminated soils, non-aqueous phase liquid (NAPL), and leachate 

considered to be principal threat wastes and the primary causes of groundwater contamination at 

the four source areas. Alternatives developed in the SCOU FFS were separated into soil and 

leachate alternatives. In order to simplify the OU3 ROD, technologies intended to contain and/or 

treat contaminated shallow groundwater in the immediate vicinity of the four primary source 

areas were considered leachate alternatives. 
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1.5.3 Pre-Design Activities and Pilot Testing 
The subsurface consists of sand to a depth of approximately 60 feet bgs. The sand is generally 

fine- to medium-grained down to approximately 30 feet bgs and medium- to coarse-grained 

below 30 feet bgs. Several feet of silty topsoil are at the surface in most areas. The depth to 

groundwater is approximately 30 feet bgs and groundwater flow beneath Area 4 varies toward 

west and northwest. Based on a pump test conducted in 2006 at Area 4, the upper portion aquifer 

is highly conductive with an estimated hydraulic conductivity of 150 feet per day (ft/day) or 

5.3 X 10-2 centimeters per second (cm/sec). 

Since 2004, CDM Smith has conducted several pre-design investigations that have included the 

collection of soil and groundwater samples. Contamination at the site consists of contaminated 

soil with heavy staining and a light non-aqueous phase liquid (LNAPL) layer at the top of the 

aquifer. Based on the horizontal and vertical profile of the contamination and site characteristics, 

the contamination was divided into three zones, as shown on Figure 1 in TRS Final Report:  

▪ Zone 1 consists of soil contamination and LNAPL below a portion of the former Swebco 

building that is a high-bay garage. Significant contamination generally exists between 

12 and 37 feet bgs, but is closer to the building foundation on the northern end of the 

garage. It is believed that some waste was deposited in this area prior to construction of the 

garage. 

▪ Zone 2 consists of soil contamination and LNAPL in the former loading dock area. 

Contamination was originally encountered between 0.5 and 37 feet bgs, but the area was 

subsequently excavated down to 3 feet bgs. The excavated area was lined with plastic 

sheeting and backfilled with clean gravel. It is believed that this is the primary location 

where waste was deposited.  

▪ Zone 3 consists of the area below the parking lot where significant contamination and 

LNAPL exists in approximately the top 10 feet of the aquifer. The transition between Zone 2 

and Zone 3 is very abrupt indicating the waste deposited in Zone 2 essentially dropped 

straight down until it encountered the water table and then migrated into Zone 3. 

1.5.4 Previous Remedial Actions  
An interim soil removal was conducted on September 13, 2005 in the 20 feet by 50 feet area of 

the former loading dock. Soils were excavated to a depth of approximately 3 feet bgs and 

disposed off-site as non-hazardous waste. The excavation was lined and backfilled with clean fill. 

The Area 4 leachate component RA began in late 2009 and was declared operational and 

functional (O&F) in October 2010. The Interim Leachate Component RA Completion Report is 

dated February 2011. The remedy selected for Area 4 leachate was hydraulic containment; a 

groundwater extraction system was constructed to prevent continued migration of impacted 

groundwater from the site. Three groundwater extraction wells (EW001, EW002, and EW003) 

were installed in Marshall Street downgradient of the site as shown on the figures. Each well 

pumps at approximately 30 gallons per minute and sends contaminated groundwater to a 

treatment unit located one block west of the site before being discharged to a concrete drainage 
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ditch. The treatment train consists of an oil/water separator, air stripper, bag filter, and granular 

activated carbon for both the water and vapor effluent streams. 

As part of the Area 4 leachate component, a Groundwater Management Zone (GMZ) was 

established.  Groundwater monitoring and extraction wells at the site have been sampled 

quarterly since the system began operation and beginning in 2012, the quarterly events changed 

to semiannually. Since the beginning of sampling activities at the site, contaminant concentrations 

have slowly decreased over time and have generally been below applicable standards since 2014. 
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Section 2 

Source Area 4 Description 

This section presents background information on the Site including the following: 

▪ A summary of requirements specified in the OU3 ROD (EPA 2002) including information on 

cleanup goals, institutional controls (IC), monitoring requirements, operation and 

maintenance requirements, and other parameters applicable to the design, construction, 

operation, and performance of the RA.  

▪ Additional information regarding the basis for determining cleanup goals for the Site, 

including planned future land use and a summary of the remedial design, including any 

significant regulatory or technical considerations or events occurring during the 

preparation of the Remedial Design. 

2.1 ROD Requirements and Design Criteria 
This section describes RA objectives (RAOs) and soil cleanup goals, and a description of the 

selected remedy for Area 4 soil. 

Remedy selection was based on the nature and extent of contamination, as well as consideration 

of the types of and uses of the properties in each area. The remedies described in the OU3 ROD 

were selected to accomplish the following results: (1) stop on-going contamination of the 

groundwater, thus protecting the water resources for future generations; (2) ensure that VOCs in 

soil gas do not move into the basements of nearby residences; (3) protect people from ingestion 

of contaminated groundwater; (4) reduce the risk of direct contact with contaminated soil or free 

product beneath the ground surface; and (5) assure the project is in compliance with the OU2 

ROD provisions that required controlling sources of groundwater contamination. 

Source Control Alternatives developed within the OU3 FFS and discussed in the ROD were 

separated into soil and leachate alternatives. In some cases, technologies designed to remediate 

soil, NAPL, and leachate contamination are either not sufficient to protect human health and the 

environment, or they are not practical solutions. In these cases, technologies were considered to 

contain rather than treat the resulting groundwater contamination. In order to simplify the ROD, 

technologies intended to contain shallow, contaminated groundwater in the immediate vicinity of 

the four primary source areas were considered leachate alternatives. 

2.1.1 Remedial Action Objectives 
Based on RIs and a site-specific risk assessment, RAOs were developed. The following Area 4 

RAOs provide a general description of what the RA is intended to accomplish: 

▪ Prevent the public from ingestion of soil, and direct contact with soil containing 

contamination in excess of state or federal standards or that poses a threat to human health 
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▪ Prevent the public from inhalation of airborne contaminants in excess of State or federal 

standards or that pose a threat to human health 

▪ Prevent the further migration of contamination from Area 4 that would result in 

degradation of site-wide groundwater or surface water to levels in excess of State or 

federal standards, or that pose a threat to human health or the environment 

A number of potential RA alternatives for Area 4 were developed and evaluated based on RAOs, 

RGs and comparative evaluation criteria. The detailed comparative analysis of Area 4 remedial 

alternatives is discussed in detail in the OU3 ROD. Based on the comparative analysis, the remedy 

selected for Area 4 includes ICs, soil excavation with on-site low temperature thermal desorption 

for the soil component, and hydraulic containment and treatment of leachate for the leachate 

component. 

2.1.2 Selected Remedy and Cleanup Goals 
The OU3 ROD for SERGC identified ex situ thermal remediation through excavation and onsite 

low-temperature thermal desorption as the appropriate remedy for the contaminated soils 

impacting the groundwater at Area 4. (The hydraulic containment remedy selected for 

contaminated groundwater is currently operating.) As a result of pre-design work, it was 

established that the volume of soil to be treated was approximately double the original estimate 

due to significant contamination extending below the footprint of the building onsite. The 

excavation of the soils beneath the building and excavation to the required depth of 

approximately 37 feet bgs presented significant construction challenges and increased costs. In 

addition, the space required to stockpile uncontaminated, contaminated, and treated soil at the 

same time in a relatively small area presented significant challenges for implementation of an 

excavation remedy and increased the time required to conduct the remedy due to staging 

requirements.  

Therefore, the Illinois EPA and the U.S. EPA determined that employing Electrical Resistance 

Heating (ERH), an in situ thermal remedy for the soils, would eliminate these challenges and 

decrease the cleanup costs. ERH is capable of achieving the same or better results with 

significantly fewer health and safety hazards to construction workers and the public during 

implementation at a lower cost than the remedy as outlined in the ROD. The ESD that altered the 

remedy was submitted and signed by the Illinois EPA and the U.S. EPA on July 27, 2012. 

The specific performance standards required for the implementation of the RA include achieving 

the following RGs established in the ROD and subsequent documentation for Area 4 as shown in 

the table below. 

Contaminant Soil RG Ground-water RG Liquid Effluent Discharge 

Carbon tetrachloride* 70 5 280 

1,1-Dichloroethene 60 7 1 

1,1,1-Trichloroethane 9,118 200 390 

1,1,2-Trichloroethane* 20 5 12 

Trichloroethene 60 5 25 

Tetrachloroethene* 60 5 3 
Note: All units in parts per billion (ppb) 
*Subsequently established RG (Illinois EPA  2004) 
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Institutional controls identified in the OU1, OU2, and OU3 RODs were not changed by the ESD.  

These ICs included access agreements to monitoring wells located on private property, land and 

water use restrictions, and informational/notification programs. 

2.2 Remedial Design Summary 
The selected remedy for Area 4 is summarized in this section. The area containing the subsurface 

appurtenances associated with the ERH RA is divided into three remediation zones. Zone 1 is 

1,350 square feet (sf) in area and is located below the building onsite. Zone 2 is 1,300 sf in area 

and is located adjacent to the building west of Zone 1 below a former loading dock area. Zone 3 is 

6,100 sf in area, is located west of Zone 2, and extends to the west side of Marshall Street. A work 

plan was submitted by TRS Group, Inc., (TRS), the ERH vendor, and approved in June 2016.  

2.2.1 Pre-Design Field Study 
On January 12, 2016, TRS was on site to collect continuous soil samples to 36 feet bgs in the 

center of Zone 2. This is the location of the site where the highest concentrations of TCA have 

been historically observed and also where LNAPL has been previously observed. The soil sample 

was collected using a direct push rig (Geoprobe 6620) with a dual-tube 21 sampler system. A 

water sample was collected from the boring location by pushing a 1-inch temporary polyvinyl 

chloride (PVC) well with 5 feet of 10-slot screen interval. A peristaltic pump was then used to 

briefly purge and collect a sample from the well. Several attempts were made but no NAPL was 

observed.  

The two soil samples with the strongest odor (from 12 to 16 feet bgs and 28 to 32 feet bgs) were 

selected for individual testing of percent moisture, wet and dry density, calculated porosity, sieve 

analysis, and gas chromatograph fingerprinting. Refer to Appendix B for testing results. 

Soil Electrical Resistance Testing (SERT) was completed by TRS once during the pre-design study 

and once after electrode installation was complete to obtain the specific electrical resistance of 

the native soil as measured in ohms. The soil samples collected during the pre-design study 

ranged between approximately 23 and 47 ohm-meters which was consistent with the 

34 ohm-meter value that TRS used in the preliminary design for the ERH system. Refer to 

Appendix B for a summary of the resistivity data. TRS also completed SERT testing at the site in 

September 2016 by applying low voltages to the soil volume to determine the resistance of the 

soil and subsequently confirm the ERH design. Although the resulting SERT data was not 

provided under a claim of intellectual property, no modifications to the ERH system were made 

and it is assumed that the results provided sufficient evidence that the system would achieve the 

RGs as configured. 

2.2.2 Electrical Resistance Heating Process 
ERH is a process whereby soils and groundwater are heated by creating a voltage gradient to 

induce current flow through the subsurface volume to be remediated. Electrical energy is 

introduced to the subsurface at electrodes, and it is the resistance of the soil matrix to the flow of 

electricity between electrodes that heats the subsurface and eventually boils a portion of the soil 

moisture into steam. This in situ steam generation occurs in all soil types, regardless of 

permeability. The heat generated by resistance to the induced electrical current also volatilizes 
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the target contaminants. The in situ steam generated by ERH acts as a carrier gas to carry VOCs to 

negative pressure vapor recovery (VR) wells. 

From the VR wells, steam and soil vapors are transported via chlorinated polyvinyl chloride 

(CPVC) plastic piping headers to the ERH condenser where the recovered mixture is passed 

through a vapor/liquid separator and heat exchanger. The condensate generated following the 

heat exchange is captured and conveyed for subsequent treatment and the extracted air is treated 

using vapor-phase granular activated carbon (VGAC). 

Although volatilization is usually the primary removal mechanism for VOCs in conjunction with 

steam stripping, chlorinated ethanes (such as TCA) can be degraded in place by hydrolysis. 

Hydrolysis is a chemical substitution reaction in which hydrogen ions in water react with organic 

molecules, replacing chlorine atoms. Oxidizing conditions or available oxygen is not required for 

hydrolysis. Hydrolysis can be a significant degrader of some CVOCs at room temperature; 

especially halogenated alkanes. The rate of hydrolysis increases with temperature and clay soil 

types tend to accelerate hydrolysis. 
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Section 3 
Chronology of Events 

This	section	presents	a	tabular	summary	that	lists	the	major	events	for	the	SERGC	Area	4	project	
and	associated	dates	of	these	events	beginning	with	the	ROD	signature.		

Date  Event 
June 2002  EPA ROD for OU3 
March 2004  Phase I Pre‐Design Sampling Activities 
August – December 2005  Phase II Pre‐Design Sampling Activities 
September 2005  Interim Soil Removal 
October 6, 2010  Area 4 Leachate Component declared O&F 
October 2011  Pre‐design Sampling Activities 
July 27, 2012  Explanation of Significant Differences  
January 12, 2016  TRS on site at Area 4 to conduct a pre‐design field study 
April 11, 2016  Submittal of Area 4 Soil Component RD 
June 30, 2016  Approval of Area 4 Soil Component RD 
July 2016  RA mobilization and site preparation 
July – October 2016  Installation of all appurtenances related to ERH Remedial Action (including multi‐

phase extraction electrode installation, equipment placement, and construction of 
all conveyance piping) 

September 9, 2016  Marshall Street reopened for public access 
October 3, 2016  Semiannual GMZ sampling/pre‐RA groundwater sampling 
October 11, 2016  Operational Readiness Review with U.S. EPA, Illinois EPA, TRS, Bodine 

Environmental Services, Inc. (Bodine), and CDM Smith 

October 14, 2016  ERH system operations began (except for nine multi‐phase extraction electrodes in 
Marshall Street) 

November 9, 2016  Marshall Street repaved because of voltage potential issues 
November 13, 2016  Nine multi‐phase extraction electrodes connected to Power Control Unit (PCU). Full 

ERH application began 

December 13, 2016  First round of soil confirmation sampling 
January 16, 2017  Second round of soil confirmation sampling  
January 23, 2017  Steam sparging system installed 
February 16, 2017  Third round of soil confirmation sampling 
February 22, 2017  Illinois EPA approves completion of treatment activities; TRS begins demobilizing 

ERH equipment off site 
March 13, 2017  MPE electrodes abandoned in place 
April 16, 2017  Final demobilization meeting held between U.S. EPA, Illinois EPA, Bodine, and CDM 

Smith 

May 30, 2017  Semiannual GMZ sampling/post‐RA groundwater sampling 
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Section 4 

Construction Activities 

This section provides a summary description of the activities undertaken to construct and 

implement the Southeast Rockford Area 4 ERH RA including mobilization and site preparation; 

construction and installation of all Multi-Phase Extraction (MPE) electrodes, monitoring points, 

conveyance pipes, connections, appurtenances related to the connection between MPE 

electrodes, and the VR system; startup; and testing of the ERH system and VR system. 

TRS Group, Inc., of Broadview Washington was the RA Contractor for the project. 

4.1 Pre-Construction Activities 
Prior to commencement of major construction activities at the Site, several activities were 

conducted, including trimming of trees, installation of orange construction fence, placement of 

the project office trailer, utility locating, and obtaining permits. 

4.1.1 Site Preparation 
Before work started at the site, a temporary security fence was erected around the site. This was 

later replaced with a permanent chain link fence and vehicle gate. After the fencing was installed, 

an existing interior loading dock on the western side of the building was removed so that MPE 

electrodes could be installed in the area. The broken concrete removed from this area was 

stockpiled inside of the existing building on site. 

4.1.2 Utility Location and Modification 
Prior to commencing construction activities, TRS contacted the Joint Utility Location Information 

for Excavators one call entity for marking subsurface utilities throughout the proposed work 

area. TRS also used another subcontractor, Blood Hound Underground Utility Locators to mark 

private utilities located on the site. During the remedial design process, utilities had been located 

and included on the design contract drawings. The onsite utility locate verified the location of 

utilities included on the design drawings. 

Alongside the utility locate, ground penetrating radar was used to scan over each boring location 

in the treatment area.  

4.1.3 Building Preparation 
Before construction activities commenced, TRS made sure the existing building on site was secure 

in order to prevent unauthorized access to the building during construction and operations. This 

work included boarding up a broken window, placing locks on all entrance doors, and placing a 

lock on the inside of the garage door located on the south end of the building. Although 

unauthorized access to the building interior was noticed during the RA, it did not result in any 

impact to the RA. 



Section 4 • Construction Activities 

4-2 

4.1.4 Permits 
Prior to commencing construction activities, TRS obtained a Right of Way Permit (Permit #: 

ROW20161344) to perform work on Marshall Street. Under the permit, the portion of Marshall 

Street within the work area limits was shutdown to through traffic, but still accessible to 

residents that lived within the area. TRS obtained road barricades from Traffic Services, Inc., that 

were erected on the north and south sides of the closed street and temporary fencing, consisting 

of 6-foot high stand fence held in place with sand bags, was placed around the work area to keep 

unauthorized personnel from entering the work area. For the duration of work on Marshall 

Street, a road closed sign was posted at the north end of Marshall Street at the intersection with 

Harrison Avenue as well as detour signs that notified residents of an alternate route.  

Work was completed on Marshall Street within the scheduled period of the permit and the road 

was reopened on September 9, 2016. A copy of the Marshall Street permit is included in 

Appendix C. 

An electrical permit was also obtained by TRS. This permit allowed for the electrical connection 

from the PCU to the Commonwealth Edison electrical pole that was installed on site.  TRS did not 

retain a copy of the electrical permit in its records. 

4.1.5 Temporary Facilities 
A mobile site office trailer was placed by TRS at the south end of the existing building located on 

site. This trailer remained on site for the duration of the RA and was removed after remediation 

was complete. The trailer contained two locking external doors, work bench, cabinet storage 

spaces, and electrical connection. Temporary fencing was erected around the work area located 

in Marshall Street and was removed when permanent fencing was installed after completion of 

construction activities in Marshall Street. 

4.2 Installation of Multi-Phase Extraction Electrodes, Vapor 
Piezometers, Groundwater Monitoring Piezometers, and 
Temperature Monitoring Points 
This section summarizes construction activities associated with the installation of MPE electrodes 

and monitoring points at the site. Field activities associated with the RA were initiated on July 5, 

2016. Drilling and installation of the electrodes and various monitoring points was performed by 

subcontractors Terra Probe Environmental, Inc. (Terra), of Ottawa Lake, Michigan and K&S 

Engineers, Inc. (K&S), of Highland, Indiana. Subsurface installations included 39 MPE electrodes, 

8 vapor piezometers (VPs), 7 temperature monitoring probes (TMPs), and 8 groundwater 

monitoring probes (GWPs). Refer to Figure 1 in TRS’ Final Report (Appendix B) for the locations 

of the electrodes and monitoring points. 

Prior to the start of construction of the ERH system, on February 2, 2016, TRS requested that all 

electrodes and monitoring points that were not located in Marshall Street be installed above 

grade instead of the proposed below grade design. On April 27, 2016, CDM Smith and the Illinois 

EPA approved this change and authorized TRS to construct all MPE electrodes and monitoring 

points not located in Marshall Street above grade. 
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4.2.1 Multi-Phase Extraction Electrode Installation 
Terra used a Geoprobe 6620 track-mounted rig to install MPE electrodes and monitoring points 

inside of the existing building on site and K&S used a Diedrich-120 truck-mounted drilling rig to 

install the remaining MPE electrodes and monitoring points outside of the building. Both 

subcontractors installed both MPE electrodes and monitoring points in a similar fashion. With the 

exception of boreholes located near suspected subsurface utilities, a pilot hole was advanced to 

5 feet bgs with an 8.25-inch inside diameter (ID) hollow-stem augers (HSA) with a center plug on 

a 3-inch diameter rod. The HSA, with a wooden plug in the bit, was then used to drill the borehole 

to 39.5 or 40 feet bgs charging the HSA with water between flight connections after reaching 25 

feet bgs. At locations near suspected subsurface utilities, K&S personnel used a hand auger to 

advance pilot holes to 5 feet bgs to verify utility clearance before advancing the 8.25-inch ID HSA. 

While the borings were being advanced, CDM Smith recorded the soil types and collected 

readings using a photoionization detector (PID) from the soil cuttings. Elevated PID readings 

were recorded between 32 feet bgs and 39 feet bgs which indicated that there were higher 

concentrations of contamination than originally expected at depth.  This information is included 

in Appendix A.  As field-level data generated from soil cuttings obtained during drilling, no quality 

review was performed on the information. 

After the borehole was drilled, a 4-inch Schedule 40 black iron steel pipe with a protective coating 

and a capped end was lowered inside the HSAs, and a 50-pound bag of iron shot was poured into 

the HSAs and allowed to sink to the bottom. Batches of graphite/iron shot mixture consisting of 

one 50-pound bag of iron shot for every three 50-pound bags of SWS Earth Contact Backfill 

graphite was then poured into the HSA. The mixture was saturated with water in a wheelbarrow 

for batches to be used in the portion of the annulus that was below the water table. For MPE 

electrodes in remediation Zones 1 and 2, the top of the graphite/iron shot mixture was brought 

up to 2 feet above the top of the slotted interval. For MPE electrodes in remediation Zone 3, the 

top of the graphite/iron shot mixture was only brought up to 23 feet bgs. Then, #4 

silica/bluestone sand was poured through the HSAs and into the annulus on top of the installed 

graphite/iron shot mixture. The borehole annulus was filled with sand up to 1 to 0.5 feet bgs. 

Refer to TRS’s Final Report (located in Appendix B) for MPE construction logs. 

The locations of MPE-B2, MPE-B3, MPE-B4, MPE-C2, MPE-C4, MPE-F5, MPE-K7, and MPE-L7 were 

moved up to 4 feet from the original proposed locations because of various subsurface and 

overhead obstructions. Relocation of these MPE electrodes did not impact the ERH system or its 

functionality. Refer to TRS’s Final Report (located in Appendix B) for additional details about 

construction and location of MPE electrodes. 

4.2.2 Vapor and Groundwater Piezometer Installation 
Eight VPs and 8 GWPs were installed within and around the perimeter of the remediation area. 

All 16 VPs and piezometers were installed by K&S using a HSA drill rig. After VP installation was 

complete, TRS placed sample ports on top of the above grade piezometers. 

Five VPs were completed above grade and three VPs were completed below grade. VPs were 

installed to 13 feet bgs. While the borings were being advanced, CDM Smith recorded the soil 

types and collected readings using a PID. The VPs were constructed of 0.5-inch schedule 80 CPVC 

pipe from 0 to 11 feet bgs and a 2-foot section of 0.5-inch V-wrapped stainless steel screen 
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(20 slot) from 11 to 13 feet bgs. A 0.5-inch stainless steel cap was attached to the bottom of the 

screen. #4 silica sand was poured into the bore hole by hand to 10 feet bgs and then grout was 

poured into the hole up to existing ground surface. Refer to TRS’s Final Report (located in 

Appendix B) for additional construction details. 

Six GWPs were installed above grade and two were installed below grade. GWPs were installed to 

a depth of 45 feet bgs. While the borings were being advanced, CDM Smith recorded the soil types 

and collected readings using a PID. The GWPs were constructed with a 2-inch V-Wrapped 

stainless steel well screen from 20 to 40 feet bgs. #4 silica sand was placed in the hole by hand to 

the bottom of the bore hole to 19.5 feet bgs with grout poured on top of the sand to existing 

ground surface. After installation, a groundwater transducer was placed in the well which was 

placed approximately 5 feet below the treatment area. A PVC protective sleeve was placed over 

the groundwater probe to keep rain water from entering the well. Refer to TRS’s Final Report 

(Appendix B) for additional construction details. 

There were two deviations from the original work plan.  First, VP-C2 was moved approximately 

10 feet to the west and 4 feet to the south of MPE-B4 because of a low hanging overhead utility 

line and due to an unknown and unmarked underground pipe.  Second, GWP-L4 was moved 1.5 

feet to the south because the original location was too close to the existing onsite building and the 

drill rig could not access the original location. The relocation of both of these monitoring points 

had no effect on the ERH system functionality. Refer to Figure 1 in TRS’s Final Report (Appendix 

B) for final monitoring point locations. 

4.2.3 Temperature Monitoring Point Installation 
Seven TMPs were installed within the remediation area to measure subsurface temperatures 

during remediation. Six TMPs were completed above grade and one TMP was completed below 

grade. Terra installed two of TMPs and K&S installed the remaining five TMPs. 

TMPs were installed using a 4.25-inch ID HSA fitted with a wooden knock out plug in the bit to a 

depth of 37 feet bgs. While the borings were being advanced, CDM Smith recorded the soil types 

and collected readings using a PID. Once at depth, the wooden plug was knocked out from the 

bottom of the HSA. A 1.5-inch diameter copper pipe (10.5-foot sections connected with soldered 

couplers) was then grouted into place with neat cement. Upon completion, the top of the copper 

pipe was approximately 1 foot above ground surface at all of the TMP locations except TMP-D3 

located under Marshall Street. For this TMP, the copper pipe was cut off below grade and 

temporarily capped once the cement grout set.  

One of the TMPs was installed in a revised location due to site conditions. The location of TMP-D3 

was moved approximately one-foot west of the proposed location because the proposed location 

was only approximately 9 feet west of overhead power lines. This deviation from the original 

location did not affect the ERH system’s functionality. 

4.2.4 Electrode Drip System and Cooling Loop Installation 
An electrode drip system consisting of 0.75-inch cross-linked polyethylene (PEX) tubing was 

connected to a solenoid which was then connected to the MPE electrodes located in Zone 1 and 

Zone 2. The purpose of the drip water was to keep the interface between the electrode and 
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surrounding soil moist for optimum electrical conductivity, with special focus on electrode 

elements with conductive intervals targeted across the unsaturated zone. In-line solenoids were 

wired to a solenoid field box to regulate the volume of water distributed in the immediate vicinity 

of each electrode via a 0.5-inch copper tube that was installed during MPE electrode installation. 

On September 27, 2016, TRS installed a cooling loop inside groundwater extraction well EW003 

to prevent heat damage to the pump within the extraction well. The cooling loop was placed in 

the trench network while it was still open and ran through the concrete vault of the extraction 

well (two 1-inch holes were drilled into the concrete). The cooling loop consisted of 0.75-inch 

PEX from 0 to 35 feet bgs and transitioned to 0.5-inch from 35 to 42.5 feet bgs. The cooling loop 

ran above ground from the exit trench, along the 4-inch CPVC blowdown line and connected to 

the north side of the condenser unit. 

4.3 Trenching Activities 
Trenching activities began on August 29, 2016. Diamond Cut Concrete Cutters of Villa Park, 

Illinois started by saw cutting a 30-inch wide cut in the asphalt connecting each MPE electrode 

location as well as a cut down to the Groundwater Extraction and Treatment System (GETS) vault. 

The trench network was run primarily in a north to south orientation with one leg of the trench 

heading in an east to west direction south of extraction well EW003, which is different than was 

indicated in the work plan and was done to avoid a potential encounter with any of Bodine 

Environmental Services, Inc. (Bodine’s) pre-existing extraction well infrastructure. This deviation 

from the originally proposed trench layout did not affect the functionality of the ERH system. 

TRS personnel used a small excavator, TB250, to peel back asphalt in Marshall Street. This asphalt 

was staged to the side for future recycling. The excavator was then used to excavate an 

approximately 26-inch wide by 30-inch deep network of trenches so that MPE electrodes, TMPs, 

GWPs, VPs and their respective conveyance pipe and cable could be installed under Marshall 

Street. While trenches were being dug at the site, temporary fencing was placed around the open 

trenches to keep unauthorized persons from entering the area. Soil removed from Marshall Street 

was loaded and placed in roll off dumpsters for eventual disposal at Winnebago Landfill in 

Rockford, Illinois. Refer to Appendix B for the special waste profile and the landfill weight tickets. 

On August 31, 2016, TRS discovered a concrete stormwater pipe that runs north-south parallel to 

the row “D” MPE electrodes. TRS deviated from the newly proposed trench design and extended 

the easternmost north-south trench to the eastern side of the “D” row of MPE electrodes in an 

effort to not disturb the concrete pipe. This new trench design did not interfere with the 

functionality of the ERH system. Refer to Figure 1 in TRS’s Final Report (Appendix B) for the 

updated trench locations. 

Once the network of trenches was complete, electrode heads were placed on MPE electrodes; VPs 

were capped; groundwater piezometers had 90-degree angle fittings attached and groundwater 

transducers were placed down into the water table; and resistance temperature detectors were 

placed in one TMP well (TMP-D3). All below grade wells were constructed similarly to the above 

grade MPE electrodes, vapor and groundwater piezometers, and TMPs (refer to Section 4.2). 

Electrode cables (Type W 350) were connected to the MPE electrode heads and ran along the 

bottom of the trench to the exit point at the southeast side of the trench network. Two 1-inch 
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CPVC pipes were connected to all MPE electrode heads for simultaneous vapor and water 

recovery, 1.5-inch CPVC pipe was connected to VP-B4, 1.25-inch CPVC pipe was connected to 

TMP-D3, and 1.25-inch CPVC pipes were connected to GWP-B4 and GWP-C3. All CPVC pipes were 

laid at the bottom of the trench and ran to the exit point where they exited the trench and came 

above grade.  

After completion of below grade work, TRS had flowable backfill (Illinois Department of 

Transportation specification 2364) and concrete (rated at 4,000 pounds per square inch [psi]) 

delivered to the site by Ozinga. The flowable backfill was poured into the trench by the truck and 

spread by TRS personnel. Flowable backfill was placed to approximately 4-inches bgs. Concrete 

was then poured on top of the backfill and smoothed by TRS personnel.  

Coinciding with the trenching activities in Marshall Street, a trench was extended to the north 

along the west side of Marshall Street so that the condensate blowdown line (4-inch CPVC) and 

communication cable could be connected to the existing GETS system vault operated by Bodine. 

This blowdown line was set into place so that effluent from the ERH system could be treated by 

the GETS. Two holes, a 6-inch hole and a 1-inch hole, were cored into the side of the concrete 

vault. The CPVC pipe was placed in the 6-inch diameter hole and hydraulically cemented into 

place and the communication cable was run through the 1-inch diameter hole and hydraulically 

cemented into place. Before the condensate blowdown line was fully connected, TRS performed a 

pressure test on the line to check for any leaks or compromised joints. TRS performed this 

pressure test by connecting ball valves at both ends of the line and filling the line with water 

which created approximately 40 to 70 psi inside the pipe. Once the whole line was filled with 

water, the ball valves were closed and the water was allowed to sit in the line for approximately 

one hour. At the end of this time, TRS personnel walked the line to check and see if there were 

any leaks. No leaks were present and the condensate blowdown line was deemed operational.  

Marshall Street was reopened to the public and returned to normal traffic patterns on 

September 9, 2016. This section of Marshall Street was also repaved due to operational reasons 

which is described in Section 4.5.1. 

4.4 Equipment Delivery and Connection 
Throughout the course of the ERH system construction, TRS placed each piece of the ERH process 

equipment on the site. Process equipment that was mobilized to the site is listed below: 

▪ PCU 

▪ Condenser/cooling towers 

▪ 40-horsepower (hp) vacuum blower 

▪ Two auto-transformers 

▪ VGAC roll off  

▪ Two liquid-phase granular activated carbon (LGAC) vessels 
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On September 22, 2016, the PCU, condenser/cooling towers, 40-hp vacuum blower, two auto-

transformers, and two LGAC vessels were delivered and placed onsite. Creative Crane and Rigging 

(Creative Crane) used a GMK-5240 crane to place equipment at the direction of TRS personnel. 

Equipment was delivered via semi-truck and was picked up from the bed of the semi by Creative 

Crane and placed on site. Refer to Figure 1 in Appendix B for locations of each piece of equipment. 

On October 6, 2016, a 13,000-pound VGAC rolloff was delivered to the site. The rolloff was 

approximately 20 feet by 8 feet and separated into two different chambers (acting as two 

vessels). It was installed on the effluent side of the VR blower in series (primary and secondary 

chambers).  

After all the equipment was delivered and placed in its respective spot on site, TRS began 

connecting each piece of equipment together. Conveyance piping was connected to each of the 

MPE electrodes which consisted of 0.25-inch CPVC up to 2-inch CPVC pipe. These conveyance 

pipes were then run across the site and connected to a 6-inch CPVC VR pipe which was connected 

to the north side of the condenser unit. A blower in (6-inch PVC) pipe was connected from the 

south end of the condenser unit and ran to the 40-hp blower located inside of the building and a 

blower out pipe (6-inch CPVC) was ran from the 40-hp blower out of the building and connected 

to the VGAC rolloff located just in front of the vehicle gate. A process flow diagram is included in 

Appendix B. 

Type W 350 electrode cables were connected to the PCU by bolting one end of the cable to an 

Amp-Trap which was then attached to its respective phase plate; first, second, or third phase, 

with the other end of the cable bolted to the top of its respective MPE electrode head.  

A security system was installed along the fence line that surrounds the equipment and treatment 

area and consisted of 5 motion-detecting sensors as well as 9 motion activated cameras. The 

security system, once armed, recorded if movement was detected within the coverage area. 

4.5 Operational Construction 
This section discusses additional construction activities that occurred at Area 4 while the ERH 

system was operating.  

4.5.1 Marshall Street Construction 
Stray voltage issues that were present in Marshall Street led to the subsequent repaving of the 

entire trench network. On November 9, 2016, Stenstrom Excavation & Blacktop was on site to 

mill and repaved a section of Marshall Street measuring 40 feet by 121.5 feet that encompassed 

the entire network of trenches.  

4.5.2 Steam Sparging System Construction 
On January 17, 2017, TRS installed five steam sparge points at Area 4 following the second round 

of soil confirmation sampling. This steam sparging system was installed because of insufficient 

heating at depth which resulted from a suspected higher hydraulic conductivity that exists below 

30 feet bgs. 

These steam sparge points were constructed with a 0.75-inch copper pipe that was slotted along 

the bottom 2 feet. These steam sparge points were installed at GP-01 and GP-08 to 42 feet bgs and 
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GP-06, GP-09, and a new point between MPE-E4 and MPE-E5 to 39 feet bgs via direct push 

technology. After the copper pipe was installed in the borehole, with the slotted interval 

surrounded by native soil, concrete was mixed and placed in the hole to keep the steam sparge 

points in place. On January 23, 2017, TRS began construction of the steam sparge system. On 

January 24, 2017, a 5-hp Atlas GX4FF air compressor was delivered to the site. An 0.5-inch black 

iron steep pipe was connected to the air compressor, located inside of the existing building and 

ran through the building and exited the building near the former loading dock. At the exit point, 

the pipe was connected to 3 solenoid valves which connected to the 3 steam sparge points (GP-

01, GP-06, and GP-09) via a rubber hose. At each steam sparge point, one 0.75-inch copper 90-

degree angle fitting was attached to the 0.75-inch copper pipe in the ground with a reducing 0.5-

inch copper 90-degree fitting attached to the other end. A flow sensor was then attached to the 

0.5-inch copper 90-degree fitting with a copper barb and another copper barb at the bottom for a 

rubber hose connection. The rubber hose was then connected with a pipe clamp with the other 

end of the hose connected to a solenoid valve attached to a timer. Air was added for 

approximately 1 hour at each steam sparge point in consecutive cycles regulated by a timer for a 

24-hour period. 
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Section 5 
Operational Readiness Review and Electrical 
Resistance Heating System Start Up Operations 

This section summarizes ERH system startup operations as well as the Operational Readiness 

Review that was conducted on site. 

5.1 ERH Startup Operations 
On October 5, 2016, TRS began running through its startup checklist, available in TRS’s Final 

Report (located in Appendix B). This checklist contains action items that were required to be 

complete before the ERH system could begin operation. Action items on the startup check list 

included health and safety checks, proper function of equipment and alarms, security system 

functions, voltage potential testing, and SERT. 

5.1.1 Health and Safety 
Health and safety meetings were held daily while the ERH system was being constructed and 

before any intrusive site work was started. Refer to Appendix B for TRS’s Health and Safety Plan. 

5.1.2 Process Equipment Functionality Tests 
TRS performed checks on all process equipment located on site. The condenser was filled with 

water from a potable water source located on site. Items inspected included leak checks, 

functionality of float switches and valves, and the condenser’s ability to maintain normal 

operations. Float switches were checked in order to assess that the alarms were functioning 

properly. If an alarm was triggered inside of the unit, the system would stop discharging water to 

the GETS.  

5.1.3 Security System Functionality Tests 
Security system functionality tests were performed by TRS by arming all perimeter sensors and 

cameras and having personnel disrupt the sensor barrier and monitoring that electrical service 

was discontinued and the PCU contactor opened. This was done to simulate a scenario where an 

unauthorized person was onsite. 

5.1.4 Voltage Potential Testing 
TRS started performing voltage testing on October 6, 2016. TRS first supplied the treatment area 

with approximately 130 volts (V) of electricity. While the field was being powered, only 

authorized TRS personnel were allowed in the treatment area. TRS used a volt meter and the 

“step and touch” method as described in TRS’s Final Report (located in Appendix B). By using this 

technique, TRS found stray voltage issues at the following site features: 

▪ Metal pipe sticking from building measured at 32 V. 

▪ Metal on solenoid attached to MPE-J4 measured at 40 V. 
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▪ Concrete seal in Marshall Street consistently measured above 5 V.  

▪ Concrete over abandoned multi-extraction well (MLW001) measured above 10 V.  

▪ Grout around over sleeves inside of the building consistently measured above 10 V. 

Presented below are the ways the sources of the voltage issues were either mitigated or 

completely removed:  

▪ The metal pipe sticking from the building was removed and discarded. 

▪ The solenoids in Zone 2 were wrapped in foam pipe insulation and securely taped with 

electrical tape. 

▪ Rubberized sealant was sprayed by hand on concrete seal above each electrode. 

▪ A rubber mat was placed over abandoned multi-extraction well (MLW01).  

▪ The grout inside of the building and the concrete trench in Marshall Street were both 

sprayed with a rubberized spray. 

After further testing, voltage potential was still an issue on the trench concrete seal in Marshall 

Street. Next, TRS applied another rubberized sealant to the concrete with paint rollers. After the 

rubberized sealant was set, another round of voltage testing was performed on Marshall Street. 

After the testing was complete, voltage potential issues were still present in Marshall Street.  

On October 12, 2017, while voltage testing was continuing in Marshall Street, Illinois EPA 

authorized TRS to begin operating the ERH system (see Section 5.2), but because of the voltage 

potential issues that were still present in the street, the nine below grade MPE electrodes 

remained offline. 

On November 9, 2016, Stenstrom Excavation & Blacktop was on site to mill and repave a section 

of Marshall Street measuring 40 feet by 121.5 feet that encompassed the entire network of 

trenches. After this segment of Marshall Street was repaved, a final round of testing was 

successfully completed.  

On November 13, 2016, the nine below grade MPE electrodes (MPE-B2, MPE-B3, MPE-B4, MPE-

C2, MPE-C3, MPE-C4, MPE-D3, MPE-D4, and MPE-D5) were connected to the PCU and brought 

back into service. 

5.2 Operational Readiness Review 
On October 11, 2016, a readiness review was conducted on site with TRS, CDM Smith, Illinois 

EPA, U.S. EPA, and Bodine. This readiness review was held to obtain authorization from the 

Illinois EPA to operate the ERH system at full capacity. On October 12, 2016, the Illinois EPA 

deemed the Area 4 soil component RA operationally ready and gave TRS permission to start 

operation of the ERH system. The ERH system began operating on October 17, 2016. 
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Section 6 

ERH System Operation and Maintenance 

This section summarizes the general activities and unforeseen issues that occurred during the 

ERH system operation. 

6.1 Weekly ERH System Monitoring and Operation and 
Maintenance 
Throughout system operation, TRS made weekly visits to the site to operate and maintain the 

ERH system. During these visits, operational data was collected, maintenance was performed on 

the system (such as insulating water lines for cold weather, changing bag filters, system updates), 

and general site upkeep was completed. See TRS’s Final Report (located in Appendix B) for full 

operational data. 

6.1.1 Weekly Monitoring and Sampling 
During system operation, TRS monitored both vapor and water stream processes on site. A PID 

was used to monitor the vapor stream for presence of VOCs. The PID was also used to collect two 

rounds of VOC data at each of the MPE electrodes, although suspected interference was 

encountered due to the presence of steam in the vapor stream. PID data collected at MPE 

electrodes are summarized in Table 6-1.  

Table 6-1. PID Concentrations in MPE Electrodes  
SE Rockford Area 4 ERH Soil Component 

MPE Electrode 
PID Reading (PPM) PID Reading (PPM) 

11/30/2016 12/7/2016 

B2 0.0 0.0 

B3 0.0 0.0 

B4 0.0 0.0 

C2 3.3 19.1 

C3 1.1 11.2 

C4 1.9 12.3 

D3 12.8 43.1 

D4 20.1 25.3 

D5 1.6 12.0 

E3 8.3 39.4 

E4 15.8 11.1 

E5 5.3 18.7 

F3 1.4 62.9 

F4 86.6 17.9 

F5 31.8 64.8 

G2 10.4 21.6 
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MPE Electrode 
PID Reading (PPM) PID Reading (PPM) 

11/30/2016 12/7/2016 

G3 57.7 230.3 

G4 152.1 167.4 

G5 69.3 56.8 

H2 63.6 62.3 

H3 35.9 72.7 

H4 240.2 352.1 

H5 133.9 116.4 

H6 91.2 109.1 

J3 101.0 81.4 

J4 250.0 54.1 

J5 95.0 227.9 

J6 30.0 32.4 

K3 16.0 100.4 

K4 15.0 121.8 

K5 52.0 248.7 

K6 47.0 82.7 

K7 35.0 78.0 

L4 25.0 68.4 

L5 2.0 105.0 

L6 6.0 132.3 

L7 3.0 23.4 

M5 14.0 34.6 

M6 27.0 48.9 
ppm – part per million 

Summa canisters were collected from the vapor discharge of the condenser weekly for the first 

month and bimonthly thereafter. Aqueous samples were also collected on the effluent side of the 

LGAC vessel weekly for the first month and bimonthly thereafter. Aqueous samples were 

analyzed by EPA Method 8260B. All data collected (except for the PID data collected at the MPE 

electrodes) at the site by TRS is summarized in their final report located in Appendix B.  

6.1.2 Weekly Reporting 
Throughout system operation, TRS provided weekly monitoring reports. These reports described 

the general operation of the ERH system, work performed during the previous week, 

conformance with applicable vapor and water discharge limits, and anticipated upcoming work. 

The reports also contained data on the following operational parameters:  

▪ Flowrate and total flow of recovered vapors 

▪ Flow rate and total flow of water discharged to the GETS 

▪ Analytical data 

▪ Contaminant mass removal (rate and total) 
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▪ Subsurface temperatures (site average and individual TMP data) 

▪ VP data 

▪ Groundwater piezometer data 

▪ Power and energy data 

Refer to Appendix B for all TRS weekly reports. 

6.2 Sulfate Reducing Bacteria 
A problem that arose during the operation of the ERH system was the presence of sulfate 

reducing bacteria (SRB) in process water that was being discharged to the GETS.  (Operational 

difficulties with the GETS caused primarily by iron reducing bacteria, and SRB to a lesser extent, 

resulting from reductive dechlorination of contaminants in the aquifer have occurred almost 

since the GETS was turned on.)  The SRB was being caught and thus clogging the bag filters in the 

GETS treatment system. Prior to ERH operation the bag filters were being changed weekly, but at 

its worst the filters needed to be changed every 24 hours.  

TRS made some modifications to their system which included being able to recirculate process 

water through the two LGAC vessels then through two 25-micron bag filters that were placed in 

parallel. After going through the two bag filters, the water was sent up to the two cooling towers 

located on top of the condenser unit before ultimately being sent to the GETS. By making this 

adjustment, TRS could minimize the amount of water sent to the GETS. On November 15, 2016, 

TRS installed a 6,000-gallon process tank so that in the event the GETS shut down, TRS could 

pump excess water to the tank instead of the ERH system shutting down. This measure was taken 

after experiencing multiple ERH system shutdowns over several weeks. After the process tank 

was installed, the ERH system ran mostly uninterrupted.  

6.3 Vapor Carbon Change Out 
On November 22, 2016 Evoqua was onsite to change out the vapor carbon located in the roll off 

on site. Evoqua used a vacuum and extension to suction out the spent carbon inside of the roll off 

and placed it into bags. After the spent carbon was placed into the bags, new carbon was dumped 

into the roll off using a mechanical lift. The spent carbon was submitted for landfill approval and 

taken off site on February 1, 2017.  
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Section 7 

Performance Standards and Construction Quality 

Control 

7.1 Confirmation Soil Sampling 
The following section details the three rounds of confirmation sampling that occurred on site.  

With one exception, confirmation sampling by TRS and CDM Smith was conducted in accordance 

with each contractor’s respective Sampling and Analysis Plans (SAP) or Quality Assurance Project 

Plans (QAPP). The exception was that instead of the lowest confirmation sampling interval being 

32 feet bgs in each boring, a limited number of sampling interval depths were increased to 37 feet 

bgs to confirm that deeper contamination observed during construction installation had been 

sufficiently treated. 

Each sample collected by TRS and CDM Smith was collected using three 5-gram EnCore™ 

samplers. TRS collected soil samples for quick turn-around VOC (SW-846 8260B) analysis by its 

subcontract laboratory, Test America, Inc.  CDM Smith collected soil samples for analysis by two 

different laboratories to verify TRS’ analytical results.  CDM Smith submitted samples for quick 

turn-around VOC (SW-846 8260B) analysis to its subcontract laboratory, STAT Analysis, Inc. 

(STAT) and for standard turn-around target compound list (TCL) VOC (SOM02.3) analysis 

through U.S. EPA’s Contract Laboratory Program (CLP).  All TRS and CDM Smith analytical data 

was evaluated and validated as described in Section 7.5. 

Data from each round of confirmation sampling were compared to the RGs for the COCs 

established in the ROD.  Samples with all COC concentrations below the RGs were considered to 

have “passed,” signifying that treatment at that sampling location/interval was complete.  

Conversely, samples with any COC concentration above RGs was considered to have not passed 

and further treatment and confirmation sampling was necessary at that sampling 

location/interval.  

Summarized soil analytical results are shown in Table 7-1 through Table 7-6.  

7.1.1 First Round of Confirmation Soil Sampling 
On December 13, 2016, the first round of soil confirmation sampling began at Area 4. Prior to the 

start of sampling, the entire system was de-energized. Terra was the subcontractor that was used 

for this phase of work.  

A total of 18 soil borings were advanced at Area 4 using direct push technology. Confirmation soil 

samples were collected from four locations in Zone 1, four locations in Zone 2, and ten locations 

in Zone 3. Investigation locations, sample depths, and laboratories that received samples for the 

first round of soil sampling are listed in the sampling summary table below. 
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Investigation 
Location Sample Depth (ft) Test America (TRS) STAT CLP 

GP-01 37 X X  
GP-02 37 X  X 

GP-03 32 X  X 

GP-04 32 X   
GP-05 32 X   
GP-06 32 X   
GP-07 32 X   
GP-08 37 X X  
GP-09 32 X X  
GP-10 32 X   

GP-11 

8 X   
16 X   
24 X X X 

32 X X X 

GP-12 

8 X   
16 X   
24 X   
32 X X  

GP-13 

8 X   
16 X   
24 X X X 

32 X X X 

GP-14 

8 X   
16 X   
24 X X X 

37 X X  

GP-15 

8 X   
16 X  X 

24 X   
32 X  X 

GP-16 

8 X   
16 X   
24 X   
32 X   

GP-17 

8 X   
16 X   
24 X   
32 X   

GP-18 

8 X   
16 X   
24 X  X 

32 X   
Note:  Samples with COC concentrations above RGs are shaded. 

 

The results are compared to the RGs for the COCs established in the ROD. Samples collected from 

borings GP-01, GP-03, GP-06, GP-08, GP-09, GP-13, GP-15, and GP-17 contained PCE and 1,1-DCE 

that exceeded the respective RGs indicating that additional treatment was required.  Therefore, 
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electrical energy input to the MPE electrodes nearest those sampling locations was continued.  

TRS modified the ERH system on December 27, 2016. These modifications resulted in the 

following MPE electrodes remaining in operation:  

▪ MPE-D4 

▪ MPE-D5 

▪ MPE-E4  

▪ MPE-E5 

▪ MPE-F4  

▪ MPE-F5  

▪ MPE-G4 

▪ MPE-G5  

▪ MPE-H4  

▪ MPE-H5  

▪ MPE-H6  

▪ MPE-K6  

▪ MPE-K7  

▪ MPE-L5  

▪ MPE-L7  

▪ MPE-M5 

▪ MPE-M6  

All other remaining MPE electrodes were disconnected from the PCU to reduce the energy input 

to the areas from which samples collected had met RGs. 

7.1.2 Second Round of Confirmation Soil Sampling 
The second round of confirmation soil sampling was conducted on January 16, 2017 and 

January 17, 2017. All soil samples were collected in the same manner as in the first round of 

confirmation sampling and split with CDM Smith. Investigation locations, sample depths, and 

laboratories that received samples for the second round of soil sampling are listed in the 

sampling summary table below. 

Investigation 
Location Sample Depth (ft) Test America STAT CLP 

GP-01 37 X X X 

GP-03 32 X X X 

GP-06 32 X X X 

GP-08 37 X X X 

GP-09 32 X X X 

GP-15 32 X X X 

GP-17 32 X  X 

Note:  Samples with COC concentrations above RGs are shaded. 

A soil sample collected from GP-17 was not submitted to STAT because of limited soil recovery 

from the boring. Prior to the start of sampling, the contactor on the PCU was opened 

discontinuing electrical service to the treatment volume.  

Following the second round of confirmation sampling and while waiting for analytical results, the 

following MPE electrodes remained in operation per the request of the Illinois EPA:  MPE-G3, 

MPE-G4, MPE-G5, MPE-H4, MPE-H5, and MPE-H6. These MPE electrodes were requested to 

remain in operation because this area had the highest concentrations of contamination as seen 

from the first round of confirmation sampling and Illinois EPA did not want to “lose ground” by 

allowing the ground to cool while waiting for analytical results. 

Samples collected from GP-01 had concentrations of PCE that exceeded the RGs at 37 feet bgs, GP-

06 had concentrations of PCE and TCE that exceeded the RGs at 32 feet bgs and GP-09 had 

concentrations of PCE that exceeded the RGs at 32 feet bgs. Because concentrations of PCE either 
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increased or remained constant at depth, a steam sparging system was installed as discussed in 

Section 4.5.2 to more aggressively target the deepest intervals following the second round of 

confirmation sampling. 

After the analytical results were received, the following MPE electrodes remained in operation in 

conjunction with the steam sparging system: 

▪ MPE-F4  

▪ MPE-F5  

▪ MPE-G3  

▪ MPE-G4  

▪ MPE-G5  

▪ MPE-H3 

▪ MPE-H4  

▪ MPE-H5  

▪ MPE-H6  

▪ MPE-J4 

▪ MPE-J5  

▪ MPE-J6 

 

7.1.3 Third Round of Confirmation Soil Sampling 
On February 16, 2017, a third round of confirmation samples were collected at Area 4. All soil 

samples were collected in the same manner as the first and second round of confirmation 

sampling and all samples were split with CDM Smith. Prior to the start of sampling, the contactor 

on the PCU was opened discontinuing electrical service to the treatment volume and the steam 

sparge system was turned off. Investigation locations, sample depths, and laboratories that 

received samples for the third round of soil sampling are listed in the sampling summary table 

below. 

Investigation 
Location Sample Depth (ft) Test America STAT CLP 

GP-01 37 X X X 

GP-06 32 X X X 

GP-09 32 X X X 

 

PCE was still detected in GP-01 at 37 feet bgs but was reported below the established RGs. All 

other samples collected reported analytes below RLs.  

7.1.4 Soil Data Conclusions 
Overall, there was a reduction in COC concentrations as seen throughout the three rounds of soil 

confirmation sampling. As stated in the TRS Final Report, the overall average percent of reduction 

was 99.97 percent when using the laboratory “minimum detection limit” for each COC as the basis 

of the calculation. However, this calculation used maximum concentration from data that was 

collected by CDM Smith in 2004.  

Although significant reductions in COC concentrations were observed, especially with the 

addition of the steam sparging system, it is unknown whether that reduction percentage is 

accurate given the baseline data used in the calculation is 13 years old, lower concentrations have 

been observed in soil samples collected more recently, and natural attenuation processes are 

known to be occurring at Area 4.  Although CDM Smith does not consider the use of this old data 

as strictly wrong or incorrect, the resulting reduction percentage is qualified as likely biased high. 



Section 7 •  Performance Standards and Construction Quality Control 

7-5 

7.2 Electrical Energy Application 
A total of 1,356,100 kilowatt hours (kWh) of energy were applied to the treatment volume which 

exceeded the original estimate of 790,000 kWh by approximately 566,000 kWh. This was a result 

of the extended run time of the ERH system to allow for remediation of contamination at the 

bottom of the treatment volume. As is stated in the TRS Final Report, the average power level 

during energy application, when considering downtime, was 493 kilowatts (kW) which was less 

than the original TRS estimate of 616 kW. This lower power level was achieved because the 

system ran at a lower power for approximately 2 months after the first round of soil confirmation 

sampling was conducted until the system was turned off in February 2017.  

7.3 ERH System Waste 
During system operations, a total of 214,685 gallons of condensate water and entrained liquid 

were generated by the ERH system. Of the 214,685 gallons, 112,279 gallons were discharged to 

the GETS. The remaining 102,406 gallons of liquid was condensate water that was generated by 

the ERH system and was recirculated through the drip line system connected to MPE electrodes 

in Zones 1 and 2 with a small percentage of that condensate evaporated through the two cooling 

towers located on top of the condenser unit. 

7.4 Groundwater Sampling 
This section describes GMZ sampling activities that occurred prior to ERH application as well as 

post ERH application.  Semiannual GMZ sampling events were scheduled to be conducted just 

before and after ERH application to provide an indication of the ERH RA’s short timeframe impact 

on the contaminated, shallow groundwater below Area 4.  Extraction well EW003, as the well 

closest to Area 4 and historically most contaminated, was the focus of the evaluation.  Analytical 

results for both rounds of GMZ sampling are provided in Table 7-7. 

7.4.1 Pre-RA Groundwater Sampling 
On October 3, 2016, CDM Smith conducted semiannual GMZ groundwater sampling as part of the 

Area 4 leachate component remedy prior to the start of the ERH system. Eight groundwater 

monitoring wells and one groundwater extraction well (EW003) were sampled in accordance 

with the Area 4 GMZ planning documents.  1,1,1-TCA exceeded its RG in EW003 and 

bromodichloromethane exceeded the RG in MW-32.  However, MW-32 is an upgradient 

background well and the detection of bromodichloromethane in this well is almost certainly 

unrelated to Area 4.  

7.4.2 Post-RA Groundwater Sampling 
On May 30, 2017, CDM Smith conducted another semiannual GMZ sampling event at Area 4 once 

the soil component of the Area 4 RA was complete. Eight groundwater monitoring wells and three 

groundwater extraction wells (EW001, EW002, and EW003) were sampled. Only one compound, 

bromodichloromethane, exceeded the RG in MW-32. All other concentrations were reported 

below the RGs.  



Section 7 • Performance Standards and Construction Quality Control 

7-6 

7.4.3 Groundwater Data Conclusions 
The groundwater data depicts a decrease in COC concentrations, especially concentrations of 

1,1,1-TCA in EW003. EW003 had a concentration of 210 micrograms per liter (µg/L) before ERH 

operations and a concentration of 6.1 µg/L after ERH operation. Overall, the data appears to show 

that the RA was effective in treating groundwater contamination and reducing COC 

concentrations to below applicable RGs. 

7.5 Data Evaluation and Usability 
As specified in the original QAPP, field duplicates were taken at a rate of 1 per 10 natural samples 

(i.e., 10 percent) and matrix spike/matrix spike duplicate (MS/MSD) samples at the rate of 1 per 

20 samples (i.e., 5 percent).  

A data evaluation/validation review was conducted on the Rockford Area Four soil data. Quality 

assurance (QA) objectives for data are expressed in terms of measurement performance data 

quality indicators, precision, accuracy, representativeness, comparability, completeness, and 

sensitivity (PARCCS). QA objectives provide a mechanism for ongoing quality control (QC) and 

evaluating and measuring data quality throughout the project. These QA objectives are outlined 

in the QAPP (CDM Smith 2016).  

A review of the collected data is necessary to identify if the measurement performance criteria 

established in the QAPP have been met. In general, the following data measurement objectives 

were considered:  

▪ Achievement of analytical method and reporting limit requirements  

▪ Adherence to and achievement of appropriate laboratory analytical QC requirements  

▪ Achievement of required measurement performance criteria for data quality indicators 

(PARCCS) 

▪ Adherence to sampling and sample handling procedures 

▪ Adherence to the sampling design and deviations documented on field change notifications 

Data verification, data validation, and data assessment were used to verify adherence to the QAPP 

procedures and requirements. These assessments were used to reconcile the planned objectives 

detailed in the QAPP against the investigation results. The outputs serve to verify that the 

collected data are of sufficient quality to support their intended use.   

7.5.1 Sample Analysis 
Test America Laboratories Inc., University Park, Illinois; STAT Analysis Corporation, Chicago, 

Illinois; and the USEPA Contract Laboratory Program, Chemtech Consulting Group, Mountainside, 

New Jersey provided all volatile organic compound analyses.   

There were five data packages from Test America, six data packages from STAT and three data 

packages from Chemtech.  Each laboratory analyzed a subset of the same samples in order to 

confirm the sample results for the site. In accordance with the QAPP, the Test America and STAT 
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data were validated at a Level IV validation. The CLP data was validated by the USEPA. CDM Smith 

reviewed the CLP validation reports and verified the sample results and applied qualifiers.     

Field duplicates and MS/MSD samples were collected during the sampling events. The 

laboratories performed field duplicate and MS/MSD analyses as required by the methods. The 

individual data validation reports in Appendix D show the field duplicate samples and relative 

percent differences (RPD).   

The level IV validation was performed following the National Functional Guidelines for Organic 

Superfund Methods Data Review (USEPA 2017). Some of the earlier data packages were validated 

with previous versions of the guidelines.  For this report, all the data was reviewed against the 

latest 2017 guidelines and any required changes have been appropriately addressed. Data 

validation reports for the 14 validated packages are provided in Appendix D.   

7.5.2 Validation Summary 
Specific details of the validation are provided in Appendix D. In summary, some analytes were 

qualified as estimated (J/UJ), estimated biased high (J+) or biased low (J-) and/or non-detect (U), 

based on validation criteria. No sample results were rejected. A summary of the qualifications is 

provided in the following section. 

Test America Data 

SDGs:  680-121487-01; 680-121487-02; 500-121609-01; 500-122698-01; J124029-01 

▪ Applicable sample results for 1,2-dichloropropane, carbon disulfide and chloroethane were 

qualified as estimated (J/UJ) based on laboratory control sample criteria. 

▪ 1,1,2,2-Tetrachloroethane matrix spike percent recovery was outside of criteria for 

samples in one sample delivery group (SDG).  The associated sample results were 

nondetect so no qualification was required. 

▪ Applicable detected sample results for benzene, chlorobenzene, ethylbenzene, toluene and 

xylenes were qualified as estimated biased high (J+) based on surrogate recovery criteria.   

STAT Data 

SDGs:  16120484; 16120511; 17010423; 17010472; 17020519; 17050731 

▪ Associated sample results for methylene chloride, acetone, carbon disulfide and 2-

butanone, were qualified as estimated (J/UJ) based on initial and continuing calibration 

results.  

▪ 1,1,2,2-Tetrachloroethane, 2-hexanone, bromoform, ethylbenzene and tetrachloroethene 

were detected in the method blank for one SDG. No qualifiers were required though as 

associated sample results were either nondetect or greater than the blank action criteria.  

Trichloroethene was also detected in a method blank.  All associated sample results were 

nondetect so no qualifiers were required. Ethylbenzene, toluene and chloroform were 

detected in another SDG method blank. Associated sample results for toluene were 
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qualified as nondetect. Ethylbenzene and chloroform results were nondetect in the 

associated samples so no qualifiers were required. Methylene chloride was detected in 

another SDG method blank.  It was detected in 3 of the associated samples and was 

qualified nondetect (U).  

▪ Applicable sample results for carbon disulfide were qualified as estimated (J/UJ) based on 

laboratory control sample criteria. 

▪ Applicable 1,1,2,2-tetrachloroethane results were qualified as estimated biased high 

(J+/UJ) based on internal standard criteria. 

▪ Bromoform, carbon tetrachloride, chlorobenzene, ethylbenzene, styrene, toluene, and total 

xylenes, results in sample A4-GP12A-161215 were qualified as estimated (J/UJ) based on 

matrix spike recovery results. 1,1,2,2-tetrachloreothane was also outside of matrix spike 

recovery criteria (high) but the sample result was nondetect so no qualifiers were required. 

Bromomethane, chloroethane and 1,1,2,2-tetrachloroethane matrix spike recoveries were 

also outside of criteria for sample A4-GP008A-170117.  Sample results were qualified as 

estimated (J/UJ) except for 1,1,2,2-tetrachloroethane as that result was nondetect and not 

require qualification. The matrix spike recoveries for 1,1,2,2-tetrachloroethane, 2-

hexanone, 4-methyl-2-pentanone, bromoform, styrene and xylenes were outside of criteria 

(high) for sample A4-GP09A-170216.  Sample results for styrene, bromoform, and xylenes 

were qualified (J/UJ) and all other results were nondetect so qualification was required.   

▪ Applicable sample results for benzene, chlorobenzene, ethylbenzene, toluene and xylenes 

were qualified as estimated biased low (J-/UJ) based on surrogate recovery criteria.  

CLP Data 

SDGs:  E3Y20; E3Y31; E3Y39 

▪ Methylene chloride was detected in the method blanks.  Applicable sample results were 

qualified as nondetect (U).  

▪ Surrogate recoveries were outside of criteria (high) for a few of the samples. Associated 

detected sample results were qualified as estimated biased high (J+). Nondetect results did 

not require qualification. Surrogate recoveries were also outside of criteria (low) for a few 

of the samples. Associated sample results were qualified as estimated (UJ).   

▪ Some internal standard recoveries were outside of criteria. Associated sample results were 

qualified as biased high (J+/UJ).  Some internal standards were below the appropriate 

criteria. Detected results were qualified as biased high (J+). 

▪ The initial calibration result for o-xylene was outside of criteria. The associated sample 

results were nondetect so no qualification was required.    

In summary, most of the validated and reviewed data are suitable for their intended use for site 

characterization. Two results for 1,2-dibromo-3-chlolorpropane were rejected in the CLP samples 
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A4-GP11B-161215 and A4-GP15B-161214. Sample results that were qualified as estimated are 

usable for project decisions.  Results that have been rejected are not usable for project decisions. 

7.5.3 Laboratory Analytical Results Comparison  
Split samples were analyzed between STAT, Test America and CLP laboratories. Not all split 

samples were analyzed between all three laboratories.  

For Round 1 data, split sample results between the three laboratories, STAT, Test America and 

CLP have comparable sample results for most of the samples. There were a couple of samples 

between Test America and CLP where the differences between the results above the remediation 

goal were not as precise as other results. In these cases, the Test America reporting limits were 

higher than the CLP reporting limits.  Even though the precision between the detected values for 

samples analyzed by these two laboratories is not as comparable as other results, there doesn’t 

seem to be any major deficiencies in data quality as variability is common between samples and 

laboratories. Using the highest detected value between these results for project purposes is a 

conservative approach. The reporting limits between the laboratories were the most similar 

between STAT and CLP in most of the sample comparisons.   

For Round 2 data, the reporting limits were both higher for STAT and CLP results for the majority 

of the samples.  Test America reporting limits were lower in most cases and similar to the 

reporting limits in Round 3. Most of the detected results that were above the remediation goal 

had good duplicate precision between the laboratories. One sample had a larger discrepancy 

between the laboratory results for PCE. As the detected concentrations were below or near the 

remediation goal this does not indicate data quality objectives are compromised.  

For Round 3 data, the split sample results between the three laboratories, STAT, Test America 

and CLP have comparable sample results. Only one sample had a detected result from STAT while 

the other sample results were nondetect. The detected result for tetrachloroethene was below the 

reporting limit but above the method detection limit. It was also below the remediation goal. 

When sample results are close to the reporting limits, it is common practice to review the 

difference between the results.  In this case, the difference between the two results is less than 

(two times – common soil limit) the reporting limit indicating good precision between the two 

results. 

The reporting limits for STAT and CLP laboratories were consistently more similar and lower 

than the Test America results. This is not unexpected as variability between laboratories is 

common due to instrument sensitivities and capabilities.   
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Section 8 

Final Inspections and Demobilization 

8.1 Equipment Demobilization and Well Abandonment 
On February 22, 2017, CDM Smith along with the Illinois EPA completed a final review of 

analytical data received from the third round of confirmation sampling and notified TRS that they 

may discontinue ERH application and begin demobilizing equipment off site. 

On February 23, 2017, TRS began disconnecting all cables from the MPE electrodes, disconnecting 

and cutting all conveyance pipes on site, and disconnecting all monitoring equipment. All large 

equipment (PCU, blower, condenser unit, cooling towers, etc.) was mobilized off site on 

March 7, 2017.  

On March 13, 2017, TRS began to abandon all above grade monitoring wells. TRS first broke the 

grout seal around each of the above grade MPE electrodes and monitoring points to expose the 

below ground piping. A miniature excavator was then used to excavate down approximately 

3 feet bgs next to each point. After the casing was exposed, Jackson Welding was on site to cut 

each MPE electrode and monitoring point approximately 2 feet below grade. After the casing was 

cut, TRS used the miniature excavator to lift on the black iron steel pipe so that the attached 

copper extraction pipe could be cut into smaller lengths.  

On March 22, 2017, PJ’s Concrete Pumping Services was on site to abandon all MPE electrodes 

and monitoring points. Each MPE electrode and all monitoring points were abandoned using a 

concrete mixture delivered to the site by Ozinga. Concrete was poured from the truck into a pump 

provided by PJ’s Concrete which was then used to slowly pump the concrete mixture into each 

point that needed to be abandoned.  The concrete mixture was allowed to settle for a period of 

time before it was topped off. Once each point was abandoned, excavated material was placed 

back in the surrounding excavated area up to 6 inches below existing grade and topped with the 

concrete mixture until it was flush with the surrounding grade. All below grade wells were 

abandoned by pumping a concrete slurry through the conveyance pipes to each below grade well 

until they were completely full. Once the conveyance pipes were filled, each CPVC pipe was cut 

below existing grade and the area was topped with Portland Type 1 cement.  

Two drums of spent carbon were placed inside of the building for storage until they could be 

hauled off site. The two drums were hauled off for disposal on April 28, 2017, refer to TRS’ Final 

report in Appendix B for waste profiles. While the drums were being stored on site, a 

combination lock was placed on the man door adjacent to the overhead garage door to keep the 

building on site secure. Once the drums were removed from the site, the lock on the building was 

removed. 
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8.2 Final Demobilization Completion Meeting 
On April 6, 2017, a final demobilization completion meeting was held at the site between TRS, 

CDM Smith, Bodine, the Illinois EPA, and the U.S. EPA. The purpose of the meeting was to confirm 

that the site had been returned to its original condition. After the meeting was completed, it was 

determined that the site had been returned as close as possible to its previous condition.  The one 

exception is that the interior loading ramp that was removed for electrode/probe installation was 

not replaced or restored because the building has been condemned and will almost certainly be 

demolished.   In addition, two drums of spent carbon and the external process tank were onsite at 

the time, but were eventually removed on April 28, 2017. Refer to Appendix E for the 

demobilization memorandum that was submitted to the Illinois EPA on April 10, 2017. The memo 

includes punch list items inspected during the final demobilization completion meeting.  
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Section 9 
Area 4 Contact Information 

A	summary	of	the	key	Area	4	ERH	RA	project	personnel	contacts	is	presented	below.	

Name  Title  Organization  Contact Information 

Brian Conrath  Remedial Project 
Manager 

Illinois 
Environmental 
Protection 
Agency 

Bureau of Land 
1021 North Grand Avenue East 
Springfield, Illinois 62794 
217‐557‐8155 
Brian.Conrath@illinois.gov 

Karen Kirchner  Remedial Project 
Manager 

U.S. 
Environmental 
Protection 
Agency 

77 West Jackson Boulevard 
Mail Code: SR‐6J 
Chicago, IL 60604 
312‐353‐4669 
Karen.kirchner@epa.gov 

Chris Thomas  Senior Project 
Manager  TRS Group, Inc. 

PO Box 737 
Longview, Washington 98632 
847‐376‐3691 
cthomas@thermalrs.com 

Brad Morris  Project Manager  TRS Group, Inc. 

PO Box 737 
Longview, Washington 98632 
360‐560‐7551 
bmorris@thermalrs.com 

John Grabs  Senior Project 
Manager  CDM Smith, Inc. 

125 South Wacker Drive 
Suite 700 
Chicago, Illinois 
312‐346‐5000 
grabsjc@cdmsmith.com 

Troy McFate  Senior Project 
Manager 

Bodine 
Environmental 
Services, Inc. 

5350 East Firehouse Road 
Decatur, Illinois 62521 
217‐519‐3955 
tmcfate@bodineservices.com 
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Table 7-1 

Round 1 Soil Confirmation Sampling Analtytical Data

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

1,1,1-Trichloroethane 9118 280 U 330 300 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

1,1,2,2-Tetrachloroethane 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 UJ 5.5 U 290 U

1,1,2-Trichloro-1,2,2-trifluoroethane

1,1,2-Trichloroethane 20 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

1,1-Dichloroethane 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

1,1-Dichloroethene 60 280 U 280 U 300 U 15 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

1,2,3-Trichlorobenzene

1,2,4-trichlorobenzene

1,2-Dibromo-3-chloropropane

1,2-Dibromoethane

1,2-Dichlorobenzene

1,2-Dichloroethane 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

1,2-Dichloropropane 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

1,3-Dichlorobenzene

1,4-Dichlorobenzene

2-Butanone 4200 U 4200 U 4500 U 83 U 87 U 85 U 82 U 90 U 86 U 83 U 4400 U

2-Hexanone 1100 UJ 1100 UJ 1200 UJ 22 UJ 23 UJ 23 UJ 22 UJ 24 U 23 U 22 U 1200 U

4-Methyl-2-pentanone 1100 U 1100 U 1200 U 22 U 23 U 23 U 22 U 24 U 23 U 22 U 1200 U

Acetone 4200 U 4200 U 4500 U 83 U 87 U 85 U 82 U 90 UJ 86 UJ 83 UJ 4400 UJ

Benzene 110 U 110 U 120 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 U 0.55 U 120 U

Bromochloromethane

Bromodichloromethane 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 U 0.55 U 290 U

Bromoform 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 UJ 6 U 5.7 U 0.55 U 290 U

Bromomethane 560 U 560 U 600 U 11 UJ 12 U 11 U 11 U 12 U 11 U 11 U 590 U

Carbon disulfide 2800 U 2800 U 3000 U 55 U 5.8 U 57 U 54 U 60 UJ 57 UJ 55 UJ 2900 UJ

Carbon tetrachloride 70 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 UJ 6 U 5.7 U 5.5 U 290 U

Chlorobenzene 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 UJ 6 U 5.7 U 5.5 U 290 U

Chloroethane 560 U 560 U 600 U 11 U 12 U 11 U 11 U 12 U 11 U 11 U 590 U

Chloroform 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

Chloromethane 560 U 560 U 600 U 11 U 12 U 11 U 11 U 12 U 11 U 11 U 590 U

cis-1,2-Dichloroethene 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

cis-1,3-Dichloropropene 110 U 110 U 120 U 2.2 U 2.3 U 2.3 U 2.2 U 24 U 2.3 U 2.2 U 120 U

Cyclohexane

Dibromochloromethane 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

Dichlorodifluoromethane

Ethylbenzene 280 U 280 U 300 U 94 5.8 U 5.7 U 5.4 UJ 6 U 5.7 U 5.5 U 290 U

Isopropylbenzene

m,p-Xylene

Methyl Acetate

Methyl tert-butyl ether 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

Methylcyclohexane

Methylene chloride 560 UJ 560 UJ 600 UJ 11 UJ 12 UJ 11 UJ 11 UJ 12 UJ 11 UJ 11 UJ 590 UJ

o-xylene

Styrene 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 UJ 6 U 5.7 U 5.5 U 290 U

Tetrachloroethene 60 740 540 500 77 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

Toluene 280 U 280 U 300 U 12 5.8 U 5.7 U 5.4 UJ 6.3 5.7 U 5.5 U 290 U

trans-1,2-Dichloroethene 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

trans-1,3-Dichloropropene 110 U 110 U 120 U 2.2 U 2.3 U 2.3 U 2.2 U 24 U 2.3 U 2.2 U 120 U

Trichloroethene 60 280 U 280 U 300 U 25 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

Trichlorofluoromethane

Vinyl chloride 280 U 280 U 300 U 5.5 U 5.8 U 5.7 U 5.4 U 6 U 5.7 U 5.5 U 290 U

Xylenes, Total 840 U 840 U 900 U 650 17 U 17 U 33 J 18 U 17 U 17 U 880 U

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

NA = Not Analyzed

STAT STAT STAT STAT STAT STAT STAT STAT STAT STAT STAT

NA NANA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA

NANA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA

NANA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA

NANA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA

NA NA NA NA

NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA

NA NA NA NA

NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA

NA

NA

NA

NA NA NA NA NA NA

NA NA NA NA NA NA

NA NA NA NA NA NA

NA NA NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA NA NA NA

A4-GP01A-161215 A4-GP08A-161215 A4-GP08A-161215D A4-GP09A-161215 A4-GP11A-161215 A4-GP11B-161215 A4-GP14B-161214A4-GP13A-161214 A4-GP13B-161214 A4-GP14A-161214

12/15/2016 12/15/2016 12/15/2016 12/15/2016 12/15/2016 12/15/2016 12/14/201612/15/2016 12/14/2016 12/14/2016 12/14/2016

A4-GP12A-161215
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Table 7-1 

Round 1 Soil Confirmation Sampling Analtytical Data

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal

1,1,1-Trichloroethane 9118

1,1,2,2-Tetrachloroethane

1,1,2-Trichloro-1,2,2-trifluoroethane

1,1,2-Trichloroethane 20

1,1-Dichloroethane

1,1-Dichloroethene 60

1,2,3-Trichlorobenzene

1,2,4-trichlorobenzene

1,2-Dibromo-3-chloropropane

1,2-Dibromoethane

1,2-Dichlorobenzene

1,2-Dichloroethane

1,2-Dichloropropane

1,3-Dichlorobenzene

1,4-Dichlorobenzene

2-Butanone

2-Hexanone

4-Methyl-2-pentanone

Acetone

Benzene

Bromochloromethane

Bromodichloromethane

Bromoform

Bromomethane

Carbon disulfide

Carbon tetrachloride 70

Chlorobenzene

Chloroethane

Chloroform

Chloromethane

cis-1,2-Dichloroethene

cis-1,3-Dichloropropene

Cyclohexane

Dibromochloromethane

Dichlorodifluoromethane

Ethylbenzene

Isopropylbenzene

m,p-Xylene

Methyl Acetate

Methyl tert-butyl ether

Methylcyclohexane

Methylene chloride

o-xylene

Styrene

Tetrachloroethene 60

Toluene

trans-1,2-Dichloroethene

trans-1,3-Dichloropropene

Trichloroethene 60

Trichlorofluoromethane

Vinyl chloride

Xylenes, Total

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

NA = Not Analyzed

Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 400 J 99 U 50 U 49 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

510 U 1.9 U 420 J 100 U 470 U 570 1.7 U 490 U 99 U 50 U 49 U

510 U 4.7 U 460 U 100 U 470 U 470 U 4.2 U 490 U 99 U 50 U 49 U

510 U 1.9 U 460 UJ 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

2500 U 4.7 U 2300 U 520 U 2300 U 2400 U 4.7 2500 U 490 U 250 U 250 U

2500 U 4.7 U 2300 U 520 U 2300 U 2400 U 4.2 U 2500 U 490 U 250 U 250 U

2500 U 4.7 U 520 U 520 U 2300 U 2400 U 4.2 U 2500 U 490 U 250 U 250 U

2500 U 19 U 2300 U 520 U 2300 U 2400 U 27 2500 U 490 U 250 U 580

130 U 1.9 U 110 U 26 U 120 U 120 U 1.7 U 120 U 25 U 12 U 12 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

1000 U 1.9 U 920 U 210 U 940 U 940 U 4.2 U 990 U 200 U 100 U 98 U

1000 U 4.7 U 920 U 210 U 940 U 940 U 4.2 U 990 U 200 U 100 U 98 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

510 UJ 4.7 U 460 U 100 U 470 U 470 U 4.2 U 490 U 99 U 50 U 49 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

510 U 4.7 U 460 U 100 U 470 U 470 U 4.2 U 490 U 99 U 50 U 49 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

130 U 1.9 U 230 26 U 120 U 680 1.7 U 120 U 140 12 U 12 U

2500 U 4.7 U 520 U 520 U 2300 U 2400 U 4.2 U 2500 U 490 U 250 U 250 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

560 1.9 U 460 U 100 U 470 U 280 J 1.7 U 440 J 86 J 50 U 49 U

130 U 4 110 U 26 U 120 U 140 3.1 120 U 25 U 12 U 12 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

510 U 1.9 U 460 U 100 U 470 U 470 U 1.7 U 490 U 99 U 50 U 49 U

250 U 1.9 U 23 U 52 U 230 U 240 U 1.7 U 250 U 49 U 25 U 25 U

250 U 1.9 U 230 U 52 U 230 U 240 U 1.7 U 250 U 49 U 25 U 25 U

250 U 3.8 U 1800 200 650 5100 3.4 U 250 U 1200 25 U 25 U

Test America Test America Test America Test America Test America Test America Test America Test America

NA NA NA

Test America Test America

NA NA NA NANA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NANA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NANA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NANA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA

NA NA NA NA NA NANA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NANA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NANA NA NA NA NA

NA NANA NA NA NA NA NA NA NA NA

Test America

SS1-37' SS8-37'SS2-37'-SOL-20161214 SS3-32'-SOL-20161214 SS4-32' SS5-32' SS6-32' SS7-32' SS9-32' SS10-32' SS11-8'

12/15/2016 12/14/2016 12/14/2016 12/16/2016 12/15/2016 12/16/2016 12/15/201612/16/2016 12/16/2016 12/15/2016 12/15/2016
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Table 7-1 

Round 1 Soil Confirmation Sampling Analtytical Data

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal

1,1,1-Trichloroethane 9118

1,1,2,2-Tetrachloroethane

1,1,2-Trichloro-1,2,2-trifluoroethane

1,1,2-Trichloroethane 20

1,1-Dichloroethane

1,1-Dichloroethene 60

1,2,3-Trichlorobenzene

1,2,4-trichlorobenzene

1,2-Dibromo-3-chloropropane

1,2-Dibromoethane

1,2-Dichlorobenzene

1,2-Dichloroethane

1,2-Dichloropropane

1,3-Dichlorobenzene

1,4-Dichlorobenzene

2-Butanone

2-Hexanone

4-Methyl-2-pentanone

Acetone

Benzene

Bromochloromethane

Bromodichloromethane

Bromoform

Bromomethane

Carbon disulfide

Carbon tetrachloride 70

Chlorobenzene

Chloroethane

Chloroform

Chloromethane

cis-1,2-Dichloroethene

cis-1,3-Dichloropropene

Cyclohexane

Dibromochloromethane

Dichlorodifluoromethane

Ethylbenzene

Isopropylbenzene

m,p-Xylene

Methyl Acetate

Methyl tert-butyl ether

Methylcyclohexane

Methylene chloride

o-xylene

Styrene

Tetrachloroethene 60

Toluene

trans-1,2-Dichloroethene

trans-1,3-Dichloropropene

Trichloroethene 60

Trichlorofluoromethane

Vinyl chloride

Xylenes, Total

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

NA = Not Analyzed

Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

250 U 250 U 2300 U 240 U 230 U 260 U 490 U 470 U 250 U 230 U 240 U

250 U 250 U 2300 U 240 U 230 U 260 U 490 U 470 U 250 U 230 U 240 U

250 U 250 U 2300 U 240 U 230 U 260 U 490 U 471 U 250 U 230 U 240 U

250 U 250 U 2300 U 240 U 230 U 260 U 490 U 680 250 U 230 U 240 U

12 U 13 U 110 U 12 U 12 U 13 U 24 U 23 U 12 U 12 U 12 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

99 U 100 U 920 U 96 U 94 U 100 U 200 U 190 U 98 U 94 U 97 U

99 U 100 U 920 U 96 U 94 U 100 U 200 U 190 U 98 U 94 U 97 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

12 U 13 U 110 U 12 U 12 U 13 U 24 U 23 U 12 U 12 U 12 U

250 U 250 U 2300 U 240 U 230 U 260 U 490 U 470 U 250 U 230 U 240 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

12 U 13 U 110 U 12 U 47 U 13 U 24 U 23 U 12 U 12 U 10 J

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

50 U 51 U 460 U 48 U 47 U 51 U 98 U 94 U 49 U 47 U 49 U

25 U 25 U 230 U 24 U 23 U 26 U 49 U 47 U 25 U 23 U 24 U

25 U 25 U 230 U 24 U 23 U 26 U 49 U 47 U 25 U 23 U 24 U

25 U 25 U 230 U 24 U 23 U 26 U 49 U 47 U 25 U 23 U 24 U

NA NA NA NA NA NA

NA

Test America Test America Test America Test America Test America Test America Test America Test America Test America Test America Test America

NA NA NA

NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NANA NA NA NA NA NA

NA NANA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA

NA NA NA

NA NA

NA NA NA NA NANA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NANA NA

NA NA NA NA NA NA NA NANA NA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NANA NA NA NA NA

NA NA NA NA NA NA NA NA

NA

NA NA NA

NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NANA NA NA NA NA

NA NA NA NA NA NA NA NA

NA

NA NA NA

NA NA NA NANA NA NA NA NA NA NA

12/14/2016

SS13-16'-SOL-20161214-DupSS11-32' SS12-8' SS12-16' SS12-24'SS11-16' SS11-24'

12/14/201612/15/2016 12/15/2016 12/15/2016 12/15/2016 12/15/2016 12/15/2016 12/15/2016

SS12-32' SS13-8'-SOL-20161214 SS13-16'-SOL-20161214 SS13-24'-SOL-20161214

12/14/201612/14/2016
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Table 7-1 

Round 1 Soil Confirmation Sampling Analtytical Data

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal

1,1,1-Trichloroethane 9118

1,1,2,2-Tetrachloroethane

1,1,2-Trichloro-1,2,2-trifluoroethane

1,1,2-Trichloroethane 20

1,1-Dichloroethane

1,1-Dichloroethene 60

1,2,3-Trichlorobenzene

1,2,4-trichlorobenzene

1,2-Dibromo-3-chloropropane

1,2-Dibromoethane

1,2-Dichlorobenzene

1,2-Dichloroethane

1,2-Dichloropropane

1,3-Dichlorobenzene

1,4-Dichlorobenzene

2-Butanone

2-Hexanone

4-Methyl-2-pentanone

Acetone

Benzene

Bromochloromethane

Bromodichloromethane

Bromoform

Bromomethane

Carbon disulfide

Carbon tetrachloride 70

Chlorobenzene

Chloroethane

Chloroform

Chloromethane

cis-1,2-Dichloroethene

cis-1,3-Dichloropropene

Cyclohexane

Dibromochloromethane

Dichlorodifluoromethane

Ethylbenzene

Isopropylbenzene

m,p-Xylene

Methyl Acetate

Methyl tert-butyl ether

Methylcyclohexane

Methylene chloride

o-xylene

Styrene

Tetrachloroethene 60

Toluene

trans-1,2-Dichloroethene

trans-1,3-Dichloropropene

Trichloroethene 60

Trichlorofluoromethane

Vinyl chloride

Xylenes, Total

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

NA = Not Analyzed

Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 4.6 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 UJ

490 U 240 U 510 U 240 U 220 U 250 U 230 U 4.7 U 4.6 U 260 U 270 U

490 U 240 U 510 U 240 U 220 U 250 U 230 U 4.7 U 4.6 U 260 U 270 U

490 U 240 U 510 U 240 U 220 U 250 U 230 U 4.7 U 4.6 U 260 U 270 U

490 U 1000 1200 240 U 220 U 250 U 230 U 19 U 19 U 260 U 270 U

30 12 U 26 U 12 U 11 U 12 U 12 U 2 2.1 13 U 13 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

200 U 95 U 200 U 98 U 89 U 100 U 92 U 1.9 U 1.8 U 100 U 110 U

200 U 95 U 200 U 98 U 89 U 100 U 92 U 4.7 U 4.6 U 100 U 110 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 4.7 U 4.6 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 4.6 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

29 12 U 26 U 12 U 11 U 12 U 12 U 1.9 U 1.8 U 13 U 13 U

490 U 240 U 510 U 240 U 220 U 250 U 230 U 4.7 U 4.6 U 260 U 270 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

39 12 U 26 U 12 U 11 U 12 U 12 U 4.8 5.7 13 U 13 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

99 U 47 U 100 U 49 U 45 U 50 U 46 U 1.9 U 1.8 U 52 U 53 U

26 J 24 U 51 U 24 U 22 U 25 U 23 U 1.9 U 1.8 U 26 U 27 U

49 U 24 U 51 U 24 U 22 U 25 U 23 U 1.9 U 1.8 U 26 U 27 U

110 24 U 51 U 24 U 22 U 25 U 23 U 3.8 U 3.8 U 26 U 27 U

Test America Test America Test America Test America Test America Test America Test America Test America

NA NA NA

Test America Test America Test America

NA NA NA NA NA NA NA NA

NA NA NA NA

NA NA NA NANA NA NA NA NA NA NA

NA NA NANA NA NA NA

NA NA NA NANA NA NA NA NA NA NA

NA NA NA NA NA NA NANA NA NA NA

NA NA NA NANA NA NA NA NA NA NA

NA NA NA NA NA NA NANA NA NA NA

NA NA NA NANA NA NA NA NA NA NA

NA NA NA NANA NA NA NA NA NA NA

NA NA NA NA NA NA NANA NA NA NA

NANA NA NA NA NA NA NA NA NANA

NA NA NA NANA NA NA NA NA NA NA

NA NA NA NANA NA NA NA NA NA NA

NANA NA NA NA NA NA NA NA NANA

NA NA NA NANA NA NA NA NA NA NA

NA NA NA NANA NA NA NA NA NA NA

NANA NA NA NA NA NA NA NA NANA

NA NA NA NA NA NANA NA NA NA NA

12/14/2016

SS15-24'-SOL-20161214-Dup

12/14/201612/14/2016 12/14/201612/14/2016

SS14-8'-SOL-20161214-Dup SS14-16'-SOL-20161214 SS14-24'-SOL-20161214 SS14-37'-SOL-20161214 SS15-8'-SOL-20161214 SS15-16'-SOL-20161214 SS15-24'-SOL-20161214SS13-32'-SOL-20161214 SS14-8'-SOL-20161214 SS14-16'-SOL-20161214-Dup

12/14/2016 12/14/2016 12/14/2016 12/14/2016 12/14/201612/14/2016
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Table 7-1 

Round 1 Soil Confirmation Sampling Analtytical Data

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal

1,1,1-Trichloroethane 9118

1,1,2,2-Tetrachloroethane

1,1,2-Trichloro-1,2,2-trifluoroethane

1,1,2-Trichloroethane 20

1,1-Dichloroethane

1,1-Dichloroethene 60

1,2,3-Trichlorobenzene

1,2,4-trichlorobenzene

1,2-Dibromo-3-chloropropane

1,2-Dibromoethane

1,2-Dichlorobenzene

1,2-Dichloroethane

1,2-Dichloropropane

1,3-Dichlorobenzene

1,4-Dichlorobenzene

2-Butanone

2-Hexanone

4-Methyl-2-pentanone

Acetone

Benzene

Bromochloromethane

Bromodichloromethane

Bromoform

Bromomethane

Carbon disulfide

Carbon tetrachloride 70

Chlorobenzene

Chloroethane

Chloroform

Chloromethane

cis-1,2-Dichloroethene

cis-1,3-Dichloropropene

Cyclohexane

Dibromochloromethane

Dichlorodifluoromethane

Ethylbenzene

Isopropylbenzene

m,p-Xylene

Methyl Acetate

Methyl tert-butyl ether

Methylcyclohexane

Methylene chloride

o-xylene

Styrene

Tetrachloroethene 60

Toluene

trans-1,2-Dichloroethene

trans-1,3-Dichloropropene

Trichloroethene 60

Trichlorofluoromethane

Vinyl chloride

Xylenes, Total

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

NA = Not Analyzed

Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 4.2 U 4.8 U 4.8 U 97 U 4.1 U

100 U 100 UJ 50 UJ 47 UJ 51 UJ 550 UJ 1.7 U 1.9 U 1.9 U 97 UJ 1.6 U

520 U 500 U 250 U 240 U 250 U 250 U 410 12 12 480 U 120

520 U 500 U 250 U 240 U 250 U 2800 U 5.9 4.8 U 4.8 U 480 U 4.1 U

520 U 500 U 250 U 240 U 250 U 2800 U 4.2 U 4.8 U 4.8 U 480 U 4.1 U

520 U 500 U 1500 860 260 2800 U 3100 140 53 480 U 1300

26 U 25 U 13 U 12 U 13 U 140 U 1.7 U 1.9 U 1.9 U 24 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

210 U 200 U 100 U 95 U 100 U 1100 U 4.2 U 1.9 U 1.9 U 190 U 1.6 U

210 UJ 200 U 100 U 95 U 100 U 1100 U 4.2 U 4.8 U 4.8 U 190 U 4.1 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 4.2 U 4.8 U 4.8 U 97 U 4.1 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 4.2 U 4.8 U 4.8 U 97 U 4.1 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

26 U 25 U 13 U 12 U 13 U 140 U 1.7 U 1.9 U 1.9 U 24 U 1.6 U

520 U 500 U 250 U 240 U 250 U 2800 U 4.2 U 4.8 U 4.8 U 480 U 4.1 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

67 J 110 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 130 1.6 U

26 U 25 U 13 U 18 13 U 140 U 1.7 U 1.9 U 1.9 U 24 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

100 U 100 U 50 U 47 U 51 U 550 U 1.7 U 1.9 U 1.9 U 97 U 1.6 U

52 U 50 U 25 U 24 U 25 U 280 U 1.7 U 1.9 U 1.9 U 48 U 1.6 U

52 U 50 U 25 U 24 U 25 U 280 U 1.7 U 1.9 U 1.9 U 48 U 1.6 U

52 U 50 U 25 U 24 U 25 U 280 U 3.4 U 3.8 U 3.8 U 48 U 3.3 U

Test America Test America Test America Test America Test America Test America Test America Test America

NA

Test America Test America Test America

NA NA NA NA NA NA NA NA NANA

NA NA NA NA NA NANA NA NA NA NA

NA NA NA NA NA NA NA NA NANA NA

NA NA NA NA NA NANA NA NA NA NA

NA NA NA NA NA NA NA NA NANA NA

NA NA NA NA NA NANA NA NA NA NA

NA NA NA NA NA NA NA NA NANA NA

NA NA NA NA NA NANA NA NA NA NA

NA NA NA NA NA NANA NA NA NA NA

NA NA NA NA NA NA NA NA NANA NA

NA NA NANA NA NA NA NA NA NA NA

NA NA NA NA NANA NA NA NA NA NA

NA NA NA NA NA NA NA NANA NA

NA NA NA

NA

NA NA NA NA NA NA NA NA

NA NA NA NA NANA NA NA NA NA NA

NA NA NA NA NA NA NA NANA NA

NA NA NA

NA

NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NANA NA NA

SS15-32'-SOL-20161214-Dup

12/14/201612/14/2016

SS17-16'-SOL-20161213 SS17-24'-SOL-20161213 SS17-32'-SOL-20161213SS16-16'-SOL-20161213SS15-32'-SOL-20161214 SS16-8'-SOL-20161213

12/13/2016 12/13/2016 12/13/201612/13/2016 12/13/2016 12/13/2016 12/13/2016 12/13/2016

SS18-8'-SOL-20161213

12/13/2016

SS16-24'-SOL-20161213 SS16-32'-SOL-20161213 SS17-8'-SOL-20161213
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Table 7-1 

Round 1 Soil Confirmation Sampling Analtytical Data

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal

1,1,1-Trichloroethane 9118

1,1,2,2-Tetrachloroethane

1,1,2-Trichloro-1,2,2-trifluoroethane

1,1,2-Trichloroethane 20

1,1-Dichloroethane

1,1-Dichloroethene 60

1,2,3-Trichlorobenzene

1,2,4-trichlorobenzene

1,2-Dibromo-3-chloropropane

1,2-Dibromoethane

1,2-Dichlorobenzene

1,2-Dichloroethane

1,2-Dichloropropane

1,3-Dichlorobenzene

1,4-Dichlorobenzene

2-Butanone

2-Hexanone

4-Methyl-2-pentanone

Acetone

Benzene

Bromochloromethane

Bromodichloromethane

Bromoform

Bromomethane

Carbon disulfide

Carbon tetrachloride 70

Chlorobenzene

Chloroethane

Chloroform

Chloromethane

cis-1,2-Dichloroethene

cis-1,3-Dichloropropene

Cyclohexane

Dibromochloromethane

Dichlorodifluoromethane

Ethylbenzene

Isopropylbenzene

m,p-Xylene

Methyl Acetate

Methyl tert-butyl ether

Methylcyclohexane

Methylene chloride

o-xylene

Styrene

Tetrachloroethene 60

Toluene

trans-1,2-Dichloroethene

trans-1,3-Dichloropropene

Trichloroethene 60

Trichlorofluoromethane

Vinyl chloride

Xylenes, Total

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

NA = Not Analyzed

Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

1.6 U 1.6 U 53 U 5.4 UJ 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 UJ 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 U 310 U 6.0 U 6.1 U 5.1 R 6.7 U 5.5 U 5.6 U 5.5 U 5.3 R 5.5 U

5.4 UJ 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 UJ 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 UJ 310 U 6.0 U 6.1 U 5.1 UJ 6.7 U 14 5.6 U 5.5 U 5.3 U 5.5 U

5.4 UJ 310 U 6.0 U 6.1 U 5.1 UJ 6.7 UJ 5.5 UJ 5.6 UJ 5.5 UJ 5.3 UJ 5.5 U

5.4 UJ 310 U 6.0 U 6.1 U 5.1 UJ 6.7 UJ 5.5 UJ 5.6 UJ 5.5 UJ 5.3 UJ 5.5 U

5.4 U 310 U 6.0 U 6.1 U 5.1 R 6.7 UJ 5.5 U 5.6 UJ 5.5 U 5.3 R 5.5 U

5.4 UJ 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 UJ 5.3 U 5.5 U

5.4 UJ 310 U 6.0 U 6.1 U 5.1 UJ 6.7 UJ 5.5 UJ 5.6 UJ 5.5 UJ 5.3 UJ 5.5 U

4.1 U 4.1 U 53 U 5.4 UJ 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 UJ 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

5.4 UJ 310 U 6.0 U 6.1 U 5.1 UJ 6.7 UJ 5.5 UJ 5.6 UJ 5.5 UJ 5.3 UJ 5.5 U

5.4 UJ 310 U 6.0 U 6.1 U 5.1 UJ 6.7 UJ 5.5 UJ 5.6 UJ 5.5 UJ 5.3 UJ 5.5 U

16 32 260 U 11 U 620 U 8.0 J 5.3 J 6.4 J 7.1 J 11 U 5.1 J 11 U 3.6 J 26

4.1 U 4.1 U 260 U 11 U 620 U 12 U 12 U 10 U 13 U 11 U 11 U 11 U 11 U 11 U

4.1 U 4.1 U 260 U 11 U 620 U 12 U 12 U 10 U 13 U 11 U 11 U 11 U 11 U 11 U

620 140 260 U 11 U 620 U 24 19 12 22 9.1 J 15 11 U 7.7 J 80

1.6 U 1.6 U 13 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 UJ 5.5 U 5.6 UJ 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 110 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

4.1 U 4.1 U 110 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 UJ 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 UJ 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 UJ 310 U 6.0 U 6.1 U 5.1 UJ 6.7 U 5.5 UJ 5.6 U 5.5 UJ 5.3 UJ 5.5 U

4.1 U 4.1 U 53 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

4.1 U 4.1 U 53 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 UJ 310 U 6.0 U 6.1 U 5.1 UJ 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 13 U 5.4 U 380 6.0 U 6.1 U 2.8 J 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

5.4 U 140 J 6.0 U 6.1 U 8.9 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

5.4 U 1700 1.9 J 1.3 J 16 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

5.4 UJ 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 UJ 5.3 U 5.5 U

5.4 UJ 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 UJ 5.3 U 5.5 U

5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 94 J+ 5.6 U 5.5 U 5.3 5.5 U

4.1 U 4.1 U 260 U 5.4 UJ 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 UJ 5.3 U 5.5 U

5.4 U 1300 1.2 J 6.1 U 12 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 U 310 U 6.0 U 6.1 U 1.5 J 6.7 U 150 J+ 5.6 U 5.5 U 9.7 5.5 U

1.6 U 1.6 U 13 U 5.4 U 310 U 8.5 2.2 J 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 1.7 J 5.5 U

1.6 U 1.6 U 535 U 5.4 UJ 310 U 6.0 U 6.1 U 5.1 UJ 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 53 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

1.6 U 1.6 U 26 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 3.9 J+ 5.6 U 5.5 U 5.3 U 5.5 U

5.4 UJ 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 UJ 5.3 U 5.5 U

1.6 U 1.6 U 26 U 5.4 U 310 U 6.0 U 6.1 U 5.1 U 6.7 U 5.5 U 5.6 U 5.5 U 5.3 U 5.5 U

3.3 U 3.3 U 26 U 10.8 U 3000 3.1 J 1.3 J 28 13.4 U 11 U 13.2 U 11 U 10.6 U 11 U

CLP CLP CLP CLPTest America Test America CLP CLP CLP CLP CLP CLP CLPTest America

NA NA NA

NA NA

NA NA

NA

NA

NA NA NA

NA NA NA

NA NA NA

NA NA NA

NA NA NA

NA NA NA

NA NA NA

NA NA NA

NA NA NA

NANA NA

NA NA NA

NA NA NA

NANA NA

NA NA NA

NA NANA

A4-GP18A-161213SS18-32'-SOL-20161213 A4-GP02A-161214 A4-GP03A-161214 A4-GP11A-161215 A4-GP11A-161215-D A4-GP11B-161215 A4-GP13A-161214 A4-GP15B-161214

12/13/2016 15:50:0012/14/2016 12/15/2016 12/15/2016 12/15/2016 12/14/2016 12/14/201612/14/2016 12/14/201612/13/201612/13/2016

SS18-16'-SOL-20161213 A4-GP14A-161214 A4-GP15A-161214

12/13.2016

A4-GP13B-161214

12/14/2016

SS18-24'-SOL-20161213

12/14/2016
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Table 7-2 

Round 2 Soil Confirmation Sampling Analtytical Data

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

1,1,1-Trichloroethane 9118 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

1,1,2,2-Tetrachloroethane 260 U 250 U 260 U 280 U 5.2 UJ 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

1,1,2-Trichloro-1,2,2-trifluoroethane

1,1,2-Trichloroethane 20 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

1,1-Dichloroethane 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

1,1-Dichloroethene 60 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

1,2,3-Trichlorobenzene

1,2,4-trichlorobenzene

1,2-Dibromo-3-chloropropane

1,2-Dibromoethane

1,2-Dichlorobenzene

1,2-Dichloroethane 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

1,2-Dichloropropane 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

1,3-Dichlorobenzene

1,4-Dichlorobenzene

2-Butanone 4000 UJ 3800 U 4000 UJ 4100 UJ 77 U 79 U 75 U 490 U 470 U 460 U 440 U 260 U 230 U 230 U

2-Hexanone 1100 U 1000 U 1100 U 1100 U 21 U 21 U 20 U 490 U 470 U 460 U 440 U 260 U 230 U 230 U

4-Methyl-2-pentanone 1100 U 1000 U 1100 U 1100 U 21 U 21 U 20 U 490 U 470 U 460 U 440 U 260 U 230 U 230 U

Acetone 4000 UJ 3800 U 4000 UJ 4100 UJ 77 U 79 U 75 U 490 U 470 U 460 U 440 U 260 U 230 U 230 U

Benzene 260 U 250 U 260 U 280 U 5.2 UJ 5.2 U 4.9 U 24 U 24 U 23 U 22 U 13 U 12 U 11 U

Bromochloromethane

Bromodichloromethane 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

Bromoform 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

Bromomethane 520 U 510 U 540 U 550 UJ 10 U 10 U 10 U 190 U 190 U 180 U 180 U 100 U 93 U 92 U

Carbon disulfide 2600 U 2800 U 11 2800 U 0.45 J 0.58 J 0.53 J 190 U 190 U 180 U 180 U 100 U 93 U 92 U

Carbon tetrachloride 70 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

Chlorobenzene 260 U 250 U 260 U 280 U 5.2 UJ 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

Chloroethane 520 U 510 U 540 U 550 UJ 10 U 10 U 10 U 97 UJ 95 UJ 91 UJ 88 UJ 52 UJ 46 UJ 46 UJ

Chloroform 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 190 U 190 U 180 U 180 U 100 U 93 U 92 U

Chloromethane 520 U 510 U 540 U 550 U 10 U 10 U 10 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

cis-1,2-Dichloroethene 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

cis-1,3-Dichloropropene 110 U 100 U 110 U 110 U 2.1 U 2.1 U 2 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

Cyclohexane

Dibromochloromethane 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

Dichlorodifluoromethane

Ethylbenzene 260 U 250 U 380 280 U 16 J- 5.2 U 4.9 U 97 U 24 U 23 U 76 J+ 13 U 12 U 11 U

Isopropylbenzene

m,p-Xylene

Methyl Acetate

Methyl tert-butyl ether 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U

Methylcyclohexane

Methylene chloride 520 U 510 U 540 U 550 U 15 U 16 U 15 U 490 U 470 U 460 U 440 U 260 U 230 U 230 U

o-xylene

Styrene 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

Tetrachloroethene 60 740 250 U 210 280 U 11 5.2 U 4.9 U 1700 95 U 91 U 77 J 52 U 46 U 46 U

Toluene 260 U 250 U 29 280 U 1.3 J- 1.8 J 4.9 U 24 U 24 U 23 U 22 U 14 12 U 11 U

trans-1,2-Dichloroethene 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

trans-1,3-Dichloropropene 110 U 100 U 110 U 110 U 2.1 U 2.1 U 2 U 97 U 95 U 91 U 88 U 52 U 46 U 46 U

Trichloroethene 60 260 U 250 U 120 23 5.2 U 5.2 U 4.9 U 49 U 47 U 46 U 44 U 26 U 23 U 23 U

Trichlorofluoromethane

Vinyl chloride 260 U 250 U 260 U 280 U 5.2 U 5.2 U 4.9 U 49 U 47 U 46 U 44 U 26 U 23 U 23 U

Xylenes, Total 28 760 U 2600 830 U 120 J- 0.91 J 15 U 49 U 47 U 46 U 770 J+ 26 U 23 U 23 U

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

NA = Not Analyzed

Test America Test America Test America

NA NA NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA

NA NA NA

NA NA NA

NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA

NA NA NANA

NA NA NA

NA NA NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA

NA NA NANA

NA NA NA

NA NA NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA

NA NA NANA

NA NA NA

NA NA NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA

NA NA NA

NA NA NA NA NA NA NA NA NA NA NA NA NA

NA NA NA NA NA NA NA NA NA

NA

NA

NA

NA

NA NA NA NA NA

NA NA NA NA NA

NA NA NA NA NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

STAT STAT STAT STAT STAT STAT STAT Test America Test America Test America Test America

SS17-32'-SOL-20170116-DUPA4-GP01A-170117 A4-GP03A-170116 A4-GP06A-170117 A4-GP15L-170116D SS1-37'-SOL-20170117 SS3-32'-SOL-20170116 SS8-37'-SOL-20170117A4-GP15L-170116A4-GP09A-170116A4-GP08A-170117

1/17/201701/17/2017 1/16/2017 01/17/20171/16/20171/16/2017 01/16/2017 1/17/201701/17/2017 01/16/2017

SS9-32'-SOL-20170116 SS15-32'-SOL-2017

1/16/2017

SS17-32'-SOL-20170116

01/16/2017 1/16/2017 1/16/2017
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Table 7-2 

Round 2 Soil Confirmation Sampling Analtytical Data

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal

1,1,1-Trichloroethane 9118

1,1,2,2-Tetrachloroethane

1,1,2-Trichloro-1,2,2-trifluoroethane

1,1,2-Trichloroethane 20

1,1-Dichloroethane

1,1-Dichloroethene 60

1,2,3-Trichlorobenzene

1,2,4-trichlorobenzene

1,2-Dibromo-3-chloropropane

1,2-Dibromoethane

1,2-Dichlorobenzene

1,2-Dichloroethane

1,2-Dichloropropane

1,3-Dichlorobenzene

1,4-Dichlorobenzene

2-Butanone

2-Hexanone

4-Methyl-2-pentanone

Acetone

Benzene

Bromochloromethane

Bromodichloromethane

Bromoform

Bromomethane

Carbon disulfide

Carbon tetrachloride 70

Chlorobenzene

Chloroethane

Chloroform

Chloromethane

cis-1,2-Dichloroethene

cis-1,3-Dichloropropene

Cyclohexane

Dibromochloromethane

Dichlorodifluoromethane

Ethylbenzene

Isopropylbenzene

m,p-Xylene

Methyl Acetate

Methyl tert-butyl ether

Methylcyclohexane

Methylene chloride

o-xylene

Styrene

Tetrachloroethene 60

Toluene

trans-1,2-Dichloroethene

trans-1,3-Dichloropropene

Trichloroethene 60

Trichlorofluoromethane

Vinyl chloride

Xylenes, Total

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

NA = Not Analyzed

Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result q Result Q

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

9 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 UJ 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 UJ 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 UJ 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 UJ 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 UJ 5.4 U

480 U 5 U 650 U 640 U 590 U 600 U 650 U 550 U 10 U 11 U

480 U 5 U 650 U 640 U 590 U 600 U 650 U 550 U 10 U 11 U

480 U 5 U 650 U 640 U 590 U 600 U 650 U 550 U 10 U 11 U

480 U 6.1 650 U 640 U 590 U 600 U 650 U 550 U 7.2 J 8.1 J

24 U 0.5 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

190 U 2 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

190 U 2 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 UJ 5.4 U

96 UJ 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

190 U 2 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

1000 J+ 0.5 U 320 U 320 U 460 510 320 U 280 U 5.2 U 5.4 U

660 140 J 280 J 330 1000 280 U 5.2 U 5.4 U

320 U 320 U 2200 2600 320 U 130 J 5.2 U 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

230 J 320 U 72 J 83 J 400 280 U 5.2 U 5.4 U

480 U 5 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

320 U 320 U 1200 1400 320 U 80 J 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

520 1 U 1100 320 U 220 J 250 J 320 U 280 U 5.2 U 5.4 U

100 J+ 0.5 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

96 U 1 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

84 0.5 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

48 U 0.5 U 320 U 320 U 290 U 300 U 320 U 280 U 5.2 U 5.4 U

7800 J+ 1 U 640 U 640 U 3400 4000 640 U 210 U 10.4 U 10.8 U

CLP CLP CLP CLPTest America Test America CLP CLP CLP CLP

NA

NA NA

NA

NA

NA

NA NA

NA

NA NA

NA

NA

NA

NA NA

NA

NA NA

NA

NA

NA

NA NA

NA

NA NA

NA

NA

NA

NA NA

NA NA

NA NA

A4-GP17A-170116SS6-32'-SOL-20170117

1/16/2017

Trip Blank (ug/L) A4-GP01A-170117 A4-GP03A-170116

1/17/2017 1/16/2017 1/16/2017

A4-GP08A-170117 A4-GP09A-170116 A4-GP15C-170116

1/17/20171/17/2017

A4-GP06A-170117 A4-GP06A-170117-D

01/16/2017 1/17/2017 1/16/20171/17/2017
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Table 7-3 

Round 3 Soil Confirmation Sampling Analtytical Data

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

1,1,1-Trichloroethane 9118 5.7 U 5 U 5.3 U 5.3 U 46 U 94 U 46 U 46 U 1 U

1,1,2,2-Tetrachloroethane 5.7 U 5 U 5.3 U 5.3 U 46 U 94 U 46 U 46 U 1 U

1,1,2-Trichloro-1,2,2-trifluoroethane

1,1,2-Trichloroethane 20 5.7 U 5 U 5.3 U 5.3 U 46 U 94 U 46 U 46 U 1 U

1,1-Dichloroethane 5.7 U 5 U 5.3 U 5.3 U 46 U 94 U 46 U 46 U 1 U

1,1-Dichloroethene 60 5.7 U 5 U 5.3 U 5.3 U 46 U 94 U 46 U 46 U 1 U

1,2,3-Trichlorobenzene

1,2,4-trichlorobenzene

1,2-Dibromo-3-chloropropane

1,2-Dibromoethane

1,2-Dichlorobenzene

1,2-Dichloroethane 5.7 U 5 U 5.3 U 5.3 U 46 U 94 U 46 U 46 U 1 U

1,2-Dichloropropane 5.7 U 5 U 5.3 U 5.3 U 46 U 94 U 46 U 46 U 1 U

1,3-Dichlorobenzene

1,4-Dichlorobenzene

2-Butanone 85 U 75 U 80 U 79 U 230 U 470 U 230 U 230 U 5 U

2-Hexanone 23 U 20 U 21 U 21 U 230 U 470 U 230 U 230 U 5 U

4-Methyl-2-pentanone 23 U 20 U 21 U 21 U 230 U 470 U 230 U 230 U 5 U

Acetone 14 20 11 7.7 230 U 470 U 230 U 230 U 5 U

Benzene 5.7 U 5 U 5.3 UJ 5.3 U 12 U 24 U 11 U 12 U 0.5 U

Bromochloromethane

Bromodichloromethane 5.7 U 5 U 5.3 U 5.3 U 46 U 94 U 46 U 46 U 1 U

Bromoform 5.7 U 5 U 5.3 U 5.3 UJ 46 U 94 U 46 U 46 U 1 U

Bromomethane 11 U 10 U 11 U 11 U 92 U 190 U 92 U 92 U 2 U

Carbon disulfide 0.59 0.97 3.2 0.28 92 U 190 U 92 U 92 U 2 U

Carbon tetrachloride 70 5.7 U 5 U 5.3 U 5.3 U 46 U 94 U 46 U 46 U 1 U

Chlorobenzene 5.7 U 5 U 5.3 UJ 5.3 U 46 U 94 U 46 U 46 U 1 U

Chloroethane 11 U 10 U 11 U 11 U 46 U 94 U 46 U 46 U 1 U

Chloroform 5.7 U 5 U 5.3 U 5.3 U 92 U 190 U 92 U 92 U 2 U

Chloromethane 11 U 10 U 11 U 11 U 46 U 94 U 46 U 46 U 1 U

cis-1,2-Dichloroethene 5.7 U 5 U 5.3 U 5.3 U 46 U 94 U 46 U 46 U 1 U

cis-1,3-Dichloropropene 2.3 U 2 U 2.1 U 2.1 U 46 U 94 U 46 U 46 U 1 U

Cyclohexane

Dibromochloromethane 5.7 U 5 U 5.3 U 5.3 U 46 U 94 U 46 U 46 U 1 U

Dichlorodifluoromethane

Ethylbenzene 5.7 U 5 U 5.3 UJ 5.3 U 12 U 24 U 11 U 12 U 0.5 U

Isopropylbenzene

m,p-Xylene

Methyl Acetate

Methyl tert-butyl ether 5.7 U 5 U 5.3 U 5.3 U

Methylcyclohexane

Methylene chloride 11 U 10 U 11 U 11 U 230 U 470 U 230 U 230 U 5 U

o-xylene

Styrene 5.7 U 5 U 5.3 U 5.3 UJ 46 U 94 U 46 U 46 U 1 U

Tetrachloroethene 60 5.7 U 5 U 3 5.3 U 46 U 94 U 46 U 46 U 1 U

Toluene 5.7 U 5.7 U 5.7 UJ 5.7 U 12 U 24 U 11 U 12 U 0.5 U

trans-1,2-Dichloroethene 5.7 U 5 U 5.3 U 5.3 U 46 U 94 U 46 U 46 U 1 U

trans-1,3-Dichloropropene 2.3 U 2 U 2.1 U 2.1 U 46 U 94 U 46 U 46 U 1 U

Trichloroethene 60 5.7 U 5 U 5.3 U 5.3 U 23 U 47 U 23 U 23 U 0.5 U

Trichlorofluoromethane

Vinyl chloride 5.7 U 5 U 5.3 U 5.3 U 23 U 47 U 23 U 23 U 0.5 U

Xylenes, Total 17 U 15 U 16 UJ 16 UJ 23 U 47 U 23 U 23 U 1 U

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

NA = Not Analyzed

Test America Test America Test America Test AmericaSTAT STAT STAT STAT Test America

NA NA NA

NA NA NA NA NA NA NA NA

NA NA NA NA NA

NA NA NA

NA NA NA NA NA

NA NA NA NA NA

NA NA NA

NA NA NA NA NA NA NA NA

NA NA NA NA NA

NA NA NA

NA NA NA NA NA NA NA NA

NA NA NA NA NA

NA NA NA

NA NA NA NA NA NA NA NA

NA NA NA NA NA

NA NA NA

NA NA NA NA NA NA NA NA

NA NA NA NA NA

NA

NA NA NA NA NA NA NA NA

NA NA NA NA NA

NA NA NA NA NA

NA NA NA NA NA

NA NA NA NA NA

NA NA NA NA NA

A4-GP06A-170216

2/16/2017

NA

NA

NA NA NA

NA NA NA

NA NA NA

NA NA NA

NA NA

NA

NA

NA

NA

NA

2/16/2017

A4-GP01A-170216

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

A4-GP06A-170216D SS1-37'-SOL-20170216 SS9-32'-SOL-20170216

2/16/2017

SS1-37'-SOL-20170216-Dup

2/16/2017 2/16/2017

SS6-32'-SOL-20170216

2/16/2017

A4-GP09A-170216

2/16/2017

Trip Blank (ug/L)

2/16/20172/16/2017
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Table 7-3 

Round 3 Soil Confirmation Sampling Analtytical Data

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal

1,1,1-Trichloroethane 9118

1,1,2,2-Tetrachloroethane

1,1,2-Trichloro-1,2,2-trifluoroethane

1,1,2-Trichloroethane 20

1,1-Dichloroethane

1,1-Dichloroethene 60

1,2,3-Trichlorobenzene

1,2,4-trichlorobenzene

1,2-Dibromo-3-chloropropane

1,2-Dibromoethane

1,2-Dichlorobenzene

1,2-Dichloroethane

1,2-Dichloropropane

1,3-Dichlorobenzene

1,4-Dichlorobenzene

2-Butanone

2-Hexanone

4-Methyl-2-pentanone

Acetone

Benzene

Bromochloromethane

Bromodichloromethane

Bromoform

Bromomethane

Carbon disulfide

Carbon tetrachloride 70

Chlorobenzene

Chloroethane

Chloroform

Chloromethane

cis-1,2-Dichloroethene

cis-1,3-Dichloropropene

Cyclohexane

Dibromochloromethane

Dichlorodifluoromethane

Ethylbenzene

Isopropylbenzene

m,p-Xylene

Methyl Acetate

Methyl tert-butyl ether

Methylcyclohexane

Methylene chloride

o-xylene

Styrene

Tetrachloroethene 60

Toluene

trans-1,2-Dichloroethene

trans-1,3-Dichloropropene

Trichloroethene 60

Trichlorofluoromethane

Vinyl chloride

Xylenes, Total

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

NA = Not Analyzed

Result Q Result Q Result Q Result Q

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 UJ 5.4 U

5.6 UJ 5.3 U 5.5 U 5.4 U

5.6 UJ 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 UJ 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 UJ 5.3 U 5.5 U 5.4 U

5.6 UJ 5.3 U 5.5 U 5.4 U

11 U 11 U 11 U 11 U

11 U 11 U 11 U 11 U

11 U 11 U 11 U 11 U

7.4 J 17 11 U 11 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 UJ 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 UJ 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

120 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 UJ 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

5.6 U 5.3 U 5.5 U 5.4 U

11.2 U 10.8 U 11 U 10.8 U

CLP CLP CLPCLP

A4-GP01A-170216 A4-GP06A-170216 A4-GP06A-170216-D A4-GP09A-170216

2/16/2017 2/16/2017 2/16/2017 2/16/2017
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Table 7-4 

Round 1 Split Soil Confirmation Samples Comparison

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

1,1,1-Trichloroethane 9118 280 U 510 U 5.4 UJ 1.9 U 310 U 460 U 330 300 U

1,1,2-Trichloroethane 20 280 U 510 U 5.4 U 1.9 U 310 U 460 U 280 U 300 U

1,1-Dichloroethene 60 280 U 510 U 5.4 UJ 1.9 U 310 U 420 J 280 U 300 U

Carbon tetrachloride 70 280 U 510 U 5.4 UJ 1.9 U 310 U 460 U 280 U 300 U

Tetrachloroethene 60 740 560 5.4 U 1.9 U 310 U 460 U 540 500

Trichloroethene 60 280 U 250 U 5.4 U 1.9 U 310 U 23 U 280 U 300 U

Analyte

Remediation 

Goal Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

1,1,1-Trichloroethane 9118 400 J 5.5 U 99 U 5.8 U 51 U 6.0 U 6.1 U 5.7 U

1,1,2-Trichloroethane 20 490 U 5.5 U 99 U 5.8 U 51 U 6.0 U 6.1 U 5.7 U

1,1-Dichloroethene 60 490 U 15 99 U 5.8 U 51 U 6.0 U 6.1 U 5.7 U

Carbon tetrachloride 70 490 U 5.5 U 99 U 5.8 U 51 U 6.0 U 6.1 U 5.7 U

Tetrachloroethene 60 440 J 77 86 J 5.8 U 51 U 6.0 U 6.1 U 5.7 U

Trichloroethene 60 250 U 25 49 U 5.8 U 25 U 6.0 U 6.1 U 5.7 U

Analyte

Remediation 

Goal Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

1,1,1-Trichloroethane 9118 460 U 5.1 U 5.4 U 51 U 6 U 49 U 6.7 U 5.7 U

1,1,2-Trichloroethane 20 460 U 5.1 U 5.4 U 51 U 6 U 49 U 6.7 U 5.7 U

1,1-Dichloroethene 60 460 U 5.1 UJ 5.4 U 51 U 6 U 49 U 6.7 U 5.7 U

Carbon tetrachloride 70 460 U 5.1 U 5.4 UJ 51 U 6 U 49 U 6.7 U 5.7 U

Tetrachloroethene 60 460 U 1.5 J 5.4 U 51 U 6 U 49 U 6.7 U 5.7 U

Trichloroethene 60 230 U 5.1 U 5.4 U 26 U 6 U 24 U 6.7 U 5.7 U

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

A4-GP08A-161215 A4-GP08A-161215DSS1-37'

STAT

STAT

STAT

Test America Test America Test AmericaCLP

A4-GP01A-161215 SS3-32'-SOL-20161214

Test America

CLP

A4-GP13A-161214 A4-GP13B-161214

A4-GP02A-161214 A4-GP03A-161214

Test America

A4-GP13A-161214

12/15/2016

A4-GP11A-161215-D

SS2-37'-SOL-20161214

12/15/2016

A4-GP08A-161215

SS8-37'

N N N FD

A4-GP11A-161215

N

FDN

N

A4-GP11A-161215

N N

12/15/2016 12/15/2016 12/14/2016 12/14/2016

12/14/2016 12/14/2016

N

12/15/2016

N

12/15/2016 12/15/2016

CLP

CLP

12/14/2016

12/15/2016

12/15/2016 12/14/2016

12/15/2016

SS13-24'-SOL-20161214

CLP

A4-GP12A-161215

12/15/2016

STATTest America

SS11-32'

SS9-32'

A4-GP11B-161215

12/15/2016

N

12/15/2016

N

A4-GP09A-161215

12/15/2016

Test America

12/14/2016

12/14/2016

STAT

12/15/2016

Test America

SS11-24'

N

12/15/2016

A4-GP11A-161215

N

Test America

SS12-24'

STAT STAT

A4-GP11B-161215

STAT
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Table 7-4 

Round 1 Split Soil Confirmation Samples Comparison

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal Result Q Result Q Result Q Result Q Result Q Result Q Result Q

1,1,1-Trichloroethane 9118 99 U 5.5 U 5.5 U 50 U 5.6 U 290 U 46 U

1,1,2-Trichloroethane 20 99 U 5.5 U 5.5 U 50 U 5.6 U 290 U 46 U

1,1-Dichloroethene 60 99 U 14 5.5 U 50 U 5.6 U 290 U 46 U

Carbon tetrachloride 70 99 U 5.5 U 5.5 U 50 U 5.6 U 290 U 46 U

Tetrachloroethene 60 99 U 150 J+ 5.5 U 50 U 5.6 U 290 U 46 U

Trichloroethene 60 26 J 3.9 J+ 5.5 U 25 U 5.6 U 290 U 23 U

Analyte

Remediation 

Goal Result Q Result Q Result Q Result Q Result Q Result Q Result Q

1,1,1-Trichloroethane 9118 1.8 U 5.5 UJ 100 U 100 U 5.3 U 1.6 U 5.5 U

1,1,2-Trichloroethane 20 1.8 U 5.5 U 100 U 100 U 5.3 U 1.6 U 5.5 U

1,1-Dichloroethene 60 1.8 U 5.5 U 100 U 100 U 5.3 U 1.6 U 5.5 U

Carbon tetrachloride 70 1.8 U 5.5 UJ 100 U 100 U 5.3 U 1.6 U 5.5 U

Tetrachloroethene 60 1.8 U 5.5 U 67 J 110 9.7 1.6 U 5.5 U

Trichloroethene 60 1.8 U 5.5 U 52 U 50 U 5.3 U 1.6 U 5.5 U

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

N

SS14-37'-SOL-20161214

CLP

SS14-24'-SOL-20161214

Test America

STATCLPTest America

SS15-32'-SOL-20161214-Dup

CLP

12/14/2016 12/14/2016

SS15-32'-SOL-20161214

A4-GP15B-161214

NN NN

N

A4-GP18A-161213

CLP

12/14/2016

N NFD

12/14/2016

SS15-16'-SOL-20161214

12/13/2016

12/14/2016 12/14/2016

SS15-32'-SOL-20161214

N

12/14/2016

12/14/2016

12/14/2016

12/14/201612/14/2016

Test America

SS18-24'-SOL-20161213

N

12/13.2016

CLP

NN N

A4-GP14B-161214A4-GP14A-161214A4-GP13B-161214

Test America Test America

A4-GP14A-161214

12/14/2016

Test America

SS13-32'-SOL-20161214

A4-GP15A-161214

STAT
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Table 7-5 

Round 2 Split Soil Confirmation Samples Comparison

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

1,1,1-Trichloroethane 9118 260 U 97 U 320 U 250 U 95 U 320 U 260 U 96 U 290 U 300 U 280 U 91 U 320 U

1,1,2-Trichloroethane 20 260 U 97 U 320 U 250 U 95 U 320 U 260 U 9 U 290 U 300 U 280 U 91 U 320 U

1,1-Dichloroethene 60 260 U 97 U 320 U 250 U 95 U 320 U 260 U 96 U 290 U 300 U 280 U 91 U 320 U

Carbon tetrachloride 70 260 U 97 U 320 U 250 U 95 U 320 U 260 U 96 U 290 U 300 U 280 U 91 U 320 U

Tetrachloroethene 60 740 1700 1100 250 U 95 U 320 U 210 520 220 J 250 J 280 U 91 U 320 U

Trichloroethene 60 260 U 49 U 320 U 250 U 47 U 320 U 120 84 290 U 300 U 23 46 U 320 U

1/16/2017

Analyte

Remediation 

Goal Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

1,1,1-Trichloroethane 9118 5.2 U 88 U 280 U 5.2 U 4.9 U 52 U 5.2 U 46 U 46 U 5.4 U

1,1,2-Trichloroethane 20 5.2 U 88 U 280 U 5.2 U 4.9 U 52 U 5.2 U 46 U 46 U 5.4 U

1,1-Dichloroethene 60 5.2 U 88 U 280 U 5.2 U 4.9 U 52 U 5.2 U 46 U 46 U 5.4 U

Carbon tetrachloride 70 5.2 U 88 U 280 U 5.2 U 4.9 U 52 U 5.2 U 46 U 46 U 5.4 U

Tetrachloroethene 60 11 77 J 280 U 5.2 U 4.9 U 52 U 5.2 U 46 U 46 U 5.4 U

Trichloroethene 60 5.2 U 44 U 280 U 5.2 U 4.9 U 26 U 5.2 U 23 U 23 U 5.4 U

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

A4-GP08A-170117

SS15-32'-SOL-2017

1/16/2017

SS8-37'-SOL-20170117

01/17/2017

A4-GP06A-170117 A4-GP06A-170117-D

01/17/2017 01/16/2017

SS9-32'-SOL-20170116

Test America CLP STAT Test America CLP Test America CLP

A4-GP09A-170116 A4-GP15L-170116 A4-GP17A-170116A4-GP15C-170116

01/16/2017 1/17/20171/17/20171/17/2017 1/17/2017

1/16/2017

01/17/2017

1/16/2017

1/17/201701/17/201701/17/2017 01/16/2017

01/16/2017 01/16/20171/16/2017 1/16/2017 1/16/20171/16/2017

A4-GP09A-170116 SS17-32'-SOL-20170116-DUPSS17-32'-SOL-20170116

SS6-32'-SOL-20170117

A4-GP15L-170116D

SS1-37'-SOL-20170117 SS3-32'-SOL-20170116A4-GP01A-170117 A4-GP03A-170116

STAT

Test AmericaCLP CLP Test America CLPSTAT STAT STATTest America CLP

A4-GP01A-170117 A4-GP03A-170116 A4-GP06A-170117

STAT

A4-GP08A-170117

Test America
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Table 7-6 

Round 3 Split Soil Confirmation Samples Comparison

Souce Area 4 Soil Component RA

Southeast Rockford Groundwater Contamination Superfund Site

Analyte

Remediation 

Goal Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q Result Q

1,1,1-Trichloroethane 9118 5.3 U 94 U 46 U 5.6 U 5.7 U 5 U 46 U 5.3 U 5.5 U 5.3 U 46 U 5.4 U

1,1,2-Trichloroethane 20 5.3 U 94 U 46 U 5.6 U 5.7 U 5 U 46 U 5.3 U 5.5 U 5.3 U 46 U 5.4 U

1,1-Dichloroethene 60 5.3 U 94 U 46 U 5.6 U 5.7 U 5 U 46 U 5.3 U 5.5 UJ 5.3 U 46 U 5.4 U

Carbon tetrachloride 70 5.3 U 94 U 46 U 5.6 U 5.7 U 5 U 46 U 5.3 U 5.5 U 5.3 U 46 U 5.4 U

Tetrachloroethene 60 3 94 U 46 U 5.6 U 5.7 U 5 U 46 U 5.3 U 5.5 U 5.3 U 46 U 5.4 U

Trichloroethene 60 5.3 U 47 U 23 U 5.6 U 5.7 U 5 U 23 U 5.3 U 5.5 U 5.3 U 23 U 5.4 U

Notes:

All results in micrograms per kilogram

Shaded results exceed remediation goal

U = Not detected at value shown

J = Estimated result

Q = Qualifier

Test America

A4-GP01A-170216 A4-GP06A-170216

02/16/2017 2/16/2017

STAT

A4-GP06A-170216D

STAT

A4-GP01A-170216 SS1-37'-SOL-20170216

CLP

A4-GP06A-170216

02/16/2017 02/16/201702/16/2017

SS1-37'-SOL-20170216-Dup A4-GP09A-170216

Test America

SS9-32'-SOL-20170216

Test America

SS6-32'-SOL-20170216 A4-GP09A-170216

02/16/2017 02/16/2017 02/16/2017

A4-GP06A-170216-D

02/16/2017 02/16/2017 02/16/2017 

CLP

02/16/2017 

STAT CLP
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Table 7-7

Compounds Exceeding Remediation Goals in Groundwater

Souce Area 4 ERH Soil Component

Southeast Rockford Groundwater Contamination Superfund Site

E3Y14 E3Y16 E3Y17 E3Y08 E3Y09 E3Y18 E3Y19 E3Y11 E3Y12 E3Y10 E3Y53 E3Y54 E3Y55

A4-EW003 A4-MW022A A4-MW022B A4-MW032A A4-MW032A A4-MW130A A4-MW130B A4-MW401A A4-MW401B A4-MW403 A4-EW001 A4-EW002 A4-EW003

10/3/2016 10/3/2016 10/3/2016 10/3/2016 10/3/2016 10/3/2016 10/3/2016 10/3/2016 10/3/2016 10/3/2016 5/30/2017 5/30/2017 5/30/2017

Analyte Name RG INITIAL INITIAL INITIAL INITIAL INITIAL INITIAL INITIAL INITIAL INITIAL INITIAL INITIAL INITIAL INITIAL

1,1,1-Trichloroethane 200 210 0.69 7.6 4.5 4.7 8 8.6 4.2 8 12 7.5 5.9 6.1

1,1-Dichloroethane 1,400 59 0.5U 9.5 5.7 5.8 9.6 11 4.4 11 2.7 5.9J 12J 11

1,1-Dichloroethene 7 5U 0.5U 1.6 1.1 0.96 1.8 1.9 0.88 0.5U 0.99J- 1.6 6.1 7.1

Bromodichloromethane 0.2* 5U 0.5U 0.5U 0.94 0.96 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 5U

Carbon Tetrachloride 5 5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 5U

Chloroform 70 5U 0.5U 0.5U 1.4 1.5 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 5U

cis-1,2-Dichloroethene 70 3.2J 0.5U 1.8 1.6 1.6 2 2.2 1 2.4 0.59J- 1.7 1.9 2.3J

Dibromochloromethane 140* 5U 0.5U 0.5U 0.63 0.7 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 5U

Dichlorodifluoromethane (Freon 12) 1,400 5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 5U

Ethyl Benzene 700 5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 5U

Isopropyl Benzene 700 5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 5U

Tetrachloroethene 5 5U 0.5U 0.37J 0.6 0.55 0.41J 0.38J 0.14J 0.4J 0.19J 0.42J 0.63 5U

Toluene 1,000 5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 5U

trans-1,2-Dichloroethene 100 5U 0.5U 0.29J 0.5U 0.18J 0.23J 0.28J 0.5U 0.32J 0.5U 0.23J 0.27J 5U

Trichloroethene 5 1.3J 0.11J 1.2 1.3 1.3 1.4 1.4 0.48J 1.4 0.33J 1.3 1.3 1.4J

Trichlorofluoromethane (Freon 11) 2,100 5U 0.5U 0.4J 0.5U 0.5U 0.5U 0.34J 0.5U 0.5U 0.5U 0.5U 0.5U 5U

Xylene (total) 10,000 1J 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.1J 0.5U 0.24J 3.5J

Notes:

All results in micrograms per liter

* = Remediation goal from TACO (35 IAC 742)

Shaded results exceed remediation goal

D = Diluted sample result

U = Not detected at value shown

J = Estimated result

EPA Sample ID

Station Location

Sample Date

Remediation goals from Record of Decision 

  or Class I Groundwater Standard from 

  35 IAC 620.410
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Table 7-7

Compounds Exceeding Remediation Goals in Groundwater

Souce Area 4 ERH Soil Component

Southeast Rockford Groundwater Contamination Superfund Site

Analyte Name RG

1,1,1-Trichloroethane 200

1,1-Dichloroethane 1,400

1,1-Dichloroethene 7

Bromodichloromethane 0.2*

Carbon Tetrachloride 5

Chloroform 70

cis-1,2-Dichloroethene 70

Dibromochloromethane 140*

Dichlorodifluoromethane (Freon 12) 1,400

Ethyl Benzene 700

Isopropyl Benzene 700

Tetrachloroethene 5

Toluene 1,000

trans-1,2-Dichloroethene 100

Trichloroethene 5

Trichlorofluoromethane (Freon 11) 2,100

Xylene (total) 10,000

Notes:

All results in micrograms per liter

* = Remediation goal from TACO (35 IAC 742)

Shaded results exceed remediation goal

D = Diluted sample result

U = Not detected at value shown

J = Estimated result

EPA Sample ID

Station Location

Sample Date

Remediation goals from Record of Decision 

  or Class I Groundwater Standard from 

  35 IAC 620.410

E3Y59 E3Y60 E3Y61 E3Y62 E3Y57 E3Y58 E3Y63 E3Y64 E3Y65

A4-MW022A A4-MW022B A4-MW032A A4-MW032A A4-MW130A A4-MW130B A4-MW401A A4-MW401B A4-MW403

5/30/2017 5/30/2017 5/30/2017 5/30/2017 5/30/2017 5/30/2017 5/30/2017 5/30/2017 5/30/2017

INITIAL INITIAL INITIAL INITIAL INITIAL INITIAL INITIAL INITIAL INITIAL

6.7 7.2 5.2 5.4 8.5 7.9 8.5 7 2

0.5UJ 12J 5.8J 9.3J 14J 13J 8.7J 13J 3.3J

0.5U 1.2 0.99 1 1.8 1.5 1.5 1.4 1.1

0.5U 0.5U 0.95 0.99 0.5U 0.5U 0.5U 0.5U 0.5U

0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U

0.5U 0.5U 1.2 1.2 0.5U 0.5U 0.5U 0.5U 0.5U

0.5U 1.8 2 2 2 2 1.8 2.1 0.58

0.5U 0.5U 0.72 0.71 0.5U 0.5U 0.5U 0.5U 0.5U

0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U

0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U

0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U 0.5U

0.5U 0.4J 0.59 0.61 0.45J 0.43J 0.35J 0.45J 0.25J

0.58 0.5U 0.5U 0.5U 0.5U 0.23J 0.5U 0.5U 0.25J

0.5U 0.29 0.22J 0.24J 0.26J 0.5U 0.5U 0.27J 0.5U

0.5U 1.4 1.5 1.6 1.5 1.5 1.3 1.4 0.5U

0.5U 0.3J 0.5U 0.5U 0.5U 0.25J 0.5U 0.5U 0.5U

0.75J 0.21J 0.5U 0.5U 0.5U 0.23J 0.5U 0.5U 0.27J
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Appendix A •  CDM Smith Field Documentation  

 

Soil Lithologies and PID Readings 

 

  



S.E. ROCKFORD AREA 4

LITHOLOGY AND ORGANIC VAPOR READINGS OF SOIL SAMPLES FROM BORINGS

GWP-B4 MPE-B4 MPE-B3 MPE-B2 MPE-C4 GWP-C3 MPE-C3 MPE-C2 MPE-D5 MPE-D4 MPE-D3 MPE-E5 MPE-E4 MPE-E3 MPE-F5 MPE-F4 MPE-F3 GWP-F3 MPE-G5 MPE-G4 MPE-G3 MPE-G2 GWP-H6 MPE-H6 GWP-G5 MPE-H5 MPE-H4 MPE-H3 MPE-H2

0.5 NM NM NM NM NM NM NM NM NM NM NM 0.0 0.1 0.4 0.1 0.0 18.8 0.0 0.3 0.2 2.9 0.1 0.1 0.9 0.2 NM 39 45.0 3.5

1 < 0.3 0.0 0.0 0.0 0.0 < 0.3 0.0 0.0 0.0 0.3 0.0 0.4 0.6 0.4 0.0 0.0 18.8 0.0 0.1 0.3 2.9 0.3 0.1 0.2 0.5 NM 62 48.3 3.5

1.5 < 0.3 0.0 0.0 0.0 0.0 < 0.3 0.0 0.0 0.0 0.3 0.0 0.4 0.8 0.3 0.0 0.3 9.5 0.0 0.1 0.1 2.9 0.3 0.1 0.2 0.5 NM 85 51.5 3.5

2 < 0.3 0.0 0.0 0.0 0.0 < 0.3 0.0 0.0 0.0 0.1 0.0 0.1 0.8 0.3 0.2 0.3 9.5 0.0 0.1 0.1 4.8 0.3 0.1 0.2 0.5 NM 108 54.8 3.5

2.5 < 0.3 0.0 0.0 0.0 0.0 < 0.3 0.0 0.0 0.0 0.3 0.0 0.0 0.3 0.1 0.2 0.1 9.5 0.0 0.1 0.1 4.8 0.1 0.1 0.0 0.5 NM 51 58.0 3.5

3 < 0.3 0.0 0.0 2.0 0.0 < 0.3 0.0 0.0 0.0 0.1 0.0 0.0 0.3 0.3 0.1 0.0 4.1 0.0 0.0 0.1 1.9 0.0 0.1 0.0 0.1 NM 41 32.0 3.5

3.5 < 0.3 0.0 0.0 2.1 0.0 < 0.3 0.0 0.2 0.0 0.3 0.0 0.0 0.1 0.1 0.1 0.2 4.1 0.0 0.0 0.1 1.9 0.4 0.3 0.0 0.1 NM 35 26.0 3.5

4 < 0.3 0.0 0.0 2.3 0.0 < 0.3 0.0 0.3 0.1 0.3 0.0 0.0 0.1 0.4 0.5 0.2 3.5 0.0 0.0 0.1 2.5 0.4 0.3 0.0 0.2 NM 28 20.0 1.1

4.5 < 0.3 0.0 0.0 2.4 0.0 < 0.3 0.0 0.5 0.1 0.3 0.0 0.0 0.1 0.4 0.5 0.2 4.7 0.0 0.0 0.0 2.5 0.3 0.3 0.0 0.2 NM 21 27.6 1.0

5 < 0.3 0.0 0.0 2.5 0.0 < 0.3 0.0 0.6 0.1 0.3 0.0 0.0 0.1 0.4 0.5 0.2 4.4 0.0 0.0 0.0 2.5 0.3 0.3 0.0 0.2 NM 10.5 27.6 1.0

5.5 < 0.3 0.0 0.0 2.7 0.1 < 0.3 0.0 0.8 0.1 0.3 0.0 0.0 0.1 0.1 0.5 0.2 4.2 0.0 0.1 0.5 2.5 0.1 0.3 0.0 0.2 NM 9.3 27.6 0.9

6 < 0.3 0.0 0.0 2.8 0.1 < 0.3 0.0 1.0 0.1 0.3 0.0 0.0 0.1 0.1 0.5 0.2 3.9 0.0 0.1 0.5 2.5 0.1 0.3 0.0 0.2 NM 8.0 27.6 0.8

6.5 < 0.3 0.0 0.0 2.9 0.2 < 0.3 0.0 1.1 0.1 0.0 0.1 0.0 0.1 0.1 13.5 0.2 3.6 0.0 0.2 0.3 3.0 1.5 0.1 0.0 0.6 NM 7.6 27.6 0.8

7 < 0.3 0.0 0.0 3.1 0.2 < 0.3 0.0 1.3 0.1 0.0 0.1 0.0 0.1 0.1 9.5 0.2 3.3 0.0 0.2 0.3 2.9 1.4 0.1 0.1 0.6 NM 7.6 27.6 0.7

7.5 < 0.3 0.0 0.0 3.2 0.3 < 0.3 0.0 1.4 0.1 0.0 0.1 0.0 0.1 0.1 5.4 0.1 3.1 0.0 0.2 0.3 2.9 1.3 0.1 0.1 0.6 NM 7.6 6.7 0.7

8 < 0.3 0.0 0.0 3.3 0.3 < 0.3 0.4 1.6 0.1 0.0 0.1 0.0 0.1 0.1 1.4 0.1 2.8 0.0 0.3 0.3 2.8 1.2 0.1 0.1 0.6 NM 7.6 6.5 0.6

8.5 < 0.3 0.0 0.0 3.5 0.2 < 0.3 0.4 1.8 0.0 0.0 0.2 0.5 0.1 1.0 0.4 0.1 2.5 0.0 0.3 0.5 2.7 1.1 0.1 0.1 0.6 NM 7.6 6.4 0.5

9 < 0.3 0.0 0.0 3.6 0.2 < 0.3 0.4 1.9 0.0 0.0 0.2 0.5 0.1 1.0 0.4 0.1 2.2 0.0 0.3 0.5 2.7 1.0 0.1 0.1 0.6 NM 7.6 6.2 0.5

9.5 < 0.3 0.0 0.0 3.7 0.2 < 0.3 0.4 2.1 0.0 0.0 0.2 0.4 0.1 0.9 0.4 0.1 2.0 0.1 0.3 0.5 2.6 0.9 0.2 0.2 0.6 NM 3.4 6.1 0.4

10 < 0.3 0.0 0.0 3.8 0.2 < 0.3 0.4 2.2 0.0 0.0 0.2 0.4 0.1 0.9 0.4 0.1 1.7 0.1 0.4 0.5 2.5 0.8 0.2 0.2 0.6 NM 3.4 5.9 0.3

10.5 < 0.3 0.0 0.0 4.0 0.2 < 0.3 0.3 2.4 0.0 0.0 0.2 0.4 0.1 0.9 0.4 0.1 1.4 0.1 0.4 0.5 2.5 0.7 0.3 0.2 0.6 NM 3.4 5.7 0.3

11 < 0.3 0.0 0.0 4.1 0.2 < 0.3 0.3 2.5 0.0 0.0 0.2 0.3 0.1 0.8 0.5 0.1 1.1 0.1 0.4 0.5 2.4 0.6 0.3 0.2 0.6 NM 3.4 5.6 0.2

11.5 < 0.3 0.0 0.0 4.2 0.2 < 0.3 0.3 2.7 0.0 0.0 0.2 0.3 0.1 0.8 0.5 0.1 0.9 0.1 0.5 0.5 2.3 0.5 0.1 0.2 0.6 NM 3.4 5.4 0.2

12 < 0.3 0.0 0.0 4.4 0.2 < 0.3 0.3 2.9 0.0 0.0 0.2 0.2 0.1 0.8 0.5 0.1 0.6 0.1 0.5 0.5 2.3 0.4 0.1 0.2 0.6 NM 3.4 5.2 0.3

12.5 < 0.3 0.0 0.0 4.5 0.2 < 0.3 0.3 3.0 0.0 0.0 0.3 0.2 0.1 0.7 0.5 0.1 0.4 0.1 0.0 0.6 2.2 0.3 0.1 0.3 0.6 NM 1.5 5.1 0.3

13 < 0.3 0.0 0.0 4.6 0.3 < 0.3 0.3 3.2 0.0 0.0 0.3 0.2 0.1 0.7 0.5 0.1 0.4 0.1 0.1 0.6 2.2 0.3 0.1 0.3 0.6 NM 1.5 4.9 0.4

13.5 < 0.3 0.1 0.1 4.8 0.3 < 0.3 0.3 3.3 0.0 0.1 0.3 0.1 0.1 0.7 0.5 0.1 0.4 0.1 0.2 0.6 2.1 0.3 0.1 0.3 0.6 NM 1.4 4.8 0.4

14 < 0.3 0.1 0.1 4.9 0.3 < 0.3 0.3 3.5 0.0 0.1 0.3 0.1 0.1 0.7 0.5 0.1 0.4 0.1 0.3 0.6 2.0 0.3 0.1 0.3 0.6 NM 1.4 4.6 0.5

14.5 < 0.3 0.1 0.1 5.0 0.3 < 0.3 0.2 3.7 0.0 0.2 0.3 0.3 0.1 0.6 0.5 0.1 0.4 0.1 0.4 0.6 2.0 0.3 0.1 0.3 0.6 NM 1.3 4.4 0.6

15 < 0.3 0.2 0.2 5.2 0.3 < 0.3 0.2 3.8 0.1 0.2 0.4 0.3 0.1 0.6 0.5 0.1 0.4 0.1 0.6 0.7 1.9 0.3 0.1 0.4 0.6 NM 1.3 4.3 0.6

15.5 < 0.3 0.2 0.2 5.3 0.3 < 0.3 0.2 4.0 0.1 0.3 0.6 0.3 0.1 0.6 0.5 0.1 0.4 0.1 0.7 0.7 1.8 0.3 0.1 0.4 0.6 NM 1.3 4.1 0.7

16 < 0.3 0.2 0.2 5.4 0.3 < 0.3 0.2 4.1 0.1 0.3 0.7 0.3 0.1 0.5 0.6 0.1 0.4 0.1 0.8 0.7 1.8 0.3 0.1 0.4 0.6 NM 1.2 4.0 0.8

16.5 < 0.3 0.2 0.2 5.6 0.3 < 0.3 0.2 4.3 0.1 0.4 0.9 0.3 0.1 0.5 0.6 0.1 0.4 0.1 0.9 0.7 1.7 0.4 0.1 0.7 0.6 NM 1.2 3.8 0.8

17 < 0.3 0.3 0.3 5.7 0.3 < 0.3 0.2 4.5 0.1 0.4 1.0 0.3 0.1 0.5 0.6 0.1 0.4 0.1 1.0 0.7 1.6 0.4 0.1 0.8 0.6 NM 1.2 3.6 0.9

17.5 < 0.3 0.3 0.3 5.8 0.3 < 0.3 0.2 4.6 0.1 0.5 1.2 0.3 0.1 0.4 0.6 0.1 0.4 0.1 1.1 0.7 1.6 0.4 0.1 0.9 0.6 NM 1.1 3.5 0.9

18 < 0.3 0.3 0.3 6.0 0.3 < 0.3 0.2 4.8 0.1 0.5 1.3 0.3 0.1 0.4 0.6 0.1 0.4 0.1 1.2 0.7 1.5 0.4 0.1 1.0 0.6 NM 1.1 3.3 1.0

18.5 < 0.3 0.1 0.1 6.1 0.3 < 0.3 0.1 4.9 0.4 0.5 1.5 0.3 0.3 0.7 0.3 0.1 0.4 0.4 1.3 0.7 0.1 0.4 0.1 1.2 0.6 NM 1.0 3.1 1.1

19 < 0.3 0.1 0.1 6.2 0.3 < 0.3 0.1 5.1 0.0 0.4 1.6 0.3 0.3 0.7 0.3 0.1 0.4 0.4 1.5 0.7 0.1 0.4 0.1 1.3 0.6 NM 1.0 3.0 1.1

19.5 < 0.3 0.1 0.1 6.4 0.3 < 0.3 0.1 5.3 0.0 0.4 1.8 0.3 0.1 0.6 0.4 0.1 0.4 0.3 1.6 0.7 0.2 0.4 0.1 1.4 0.6 NM 1.0 2.8 1.2

20 < 0.3 0.1 0.1 6.5 0.3 < 0.3 0.1 5.4 0.0 0.4 1.9 0.3 0.2 0.6 0.4 0.1 0.4 0.3 1.7 0.8 0.2 0.4 0.1 1.5 0.6 NM 0.9 2.7 1.2

20.5 < 0.3 0.2 0.2 6.6 0.3 < 0.3 0.1 5.6 0.0 0.3 2.1 0.3 0.2 0.6 0.4 0.1 0.4 0.2 1.8 0.8 0.3 0.4 0.1 1.6 0.6 NM 0.9 2.5 1.3

21 < 0.3 0.2 0.2 6.7 0.4 < 0.3 0.1 5.7 0.0 0.3 2.2 0.3 0.3 0.6 0.4 0.1 0.4 0.2 1.9 0.8 0.3 0.4 0.1 1.7 0.6 NM 0.9 2.3 1.4

21.5 < 0.3 0.2 0.2 6.9 0.4 < 0.3 0.1 5.9 0.0 0.3 2.4 0.3 0.4 0.5 0.5 0.1 0.4 0.1 2.0 0.8 0.4 0.4 0.1 1.8 0.6 NM 0.8 2.2 1.4

22 < 0.3 0.2 0.2 7.0 0.4 < 0.3 0.0 6.0 0.1 0.2 2.5 0.3 0.4 0.5 0.5 0.1 0.4 0.1 2.1 0.8 0.4 0.4 0.1 2.0 0.6 NM 0.8 2.0 1.5

22.5 < 0.3 0.2 0.2 7.1 0.4 < 0.3 0.0 6.2 0.1 0.2 2.7 0.3 0.5 0.5 0.5 0.2 0.4 0.1 2.2 0.8 0.4 0.4 0.1 2.1 0.6 NM 0.7 1.9 1.6

23 < 0.3 0.2 0.2 7.3 0.4 < 0.3 0.0 6.4 0.1 0.1 2.8 0.3 0.5 0.5 0.5 0.2 5.6 0.2 2.4 0.8 0.5 0.4 0.1 2.2 0.6 NM 0.7 1.7 1.6

23.5 < 0.3 0.2 0.2 7.4 0.4 < 0.3 0.0 6.5 0.1 0.1 3.0 0.7 0.6 0.4 0.6 0.2 0.4 0.2 2.5 0.8 0.5 0.5 0.1 2.3 0.6 NM 0.7 1.5 1.7

24 < 0.3 0.2 0.2 7.5 0.4 < 0.3 0.0 6.7 0.1 0.1 3.1 1.0 0.7 0.4 0.6 0.2 0.3 0.2 2.6 0.8 0.6 0.5 0.1 2.4 0.6 NM 0.6 1.4 1.7

24.5 < 0.3 0.3 0.3 7.7 0.4 < 0.3 0.3 6.8 0.1 0.0 3.3 1.3 0.7 0.4 0.6 0.2 0.1 0.2 2.7 0.8 0.6 0.5 0.1 2.5 0.6 NM 0.6 1.2 1.8

25 < 0.3 0.3 0.3 7.8 0.4 < 0.3 0.3 7.0 0.1 0.0 3.4 1.8 0.8 0.4 0.6 0.2 0.0 0.2 2.8 0.9 0.3 0.5 0.3 2.6 0.6 NM 0.6 1.0 10.3

25.5 < 0.3 0.3 0.3 0.1 0.1 < 0.3 0.3 2.0 0.5 0.8 3.6 2.2 0.8 0.3 0.7 0.2 0.4 0.2 6.9 0.9 1.2 0.5 0.4 2.8 0.9 NM 0.5 0.9 9.5

26 < 0.3 0.3 0.3 0.1 0.1 < 0.3 0.4 2.6 1.4 0.8 3.7 2.7 0.9 0.3 0.7 0.2 0.5 0.2 8.8 0.9 2.1 0.5 0.4 2.9 1.3 NM 0.5 0.7 8.7

"B" BORINGS "C" BORINGS

BORINGS IN ZONE 3 (West of Property Line) 

"D" BORINGSDEPTH

(ft bls)

"F" BORINGS "G" BORINGS "H" BORINGS

BORINGS IN ZONE 3 (On Subject Property)

"E" BORINGS
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S.E. ROCKFORD AREA 4

LITHOLOGY AND ORGANIC VAPOR READINGS OF SOIL SAMPLES FROM BORINGS

GWP-B4 MPE-B4 MPE-B3 MPE-B2 MPE-C4 GWP-C3 MPE-C3 MPE-C2 MPE-D5 MPE-D4 MPE-D3 MPE-E5 MPE-E4 MPE-E3 MPE-F5 MPE-F4 MPE-F3 GWP-F3 MPE-G5 MPE-G4 MPE-G3 MPE-G2 GWP-H6 MPE-H6 GWP-G5 MPE-H5 MPE-H4 MPE-H3 MPE-H2

"B" BORINGS "C" BORINGS

BORINGS IN ZONE 3 (West of Property Line) 

"D" BORINGSDEPTH

(ft bls)

"F" BORINGS "G" BORINGS "H" BORINGS

BORINGS IN ZONE 3 (On Subject Property)

"E" BORINGS

26.5 < 0.3 0.1 0.1 0.1 0.1 < 0.3 0.4 3.1 2.3 0.8 3.9 3.1 1.1 0.4 8.7 0.2 0.5 0.2 10.7 0.9 2.9 0.5 0.5 3.0 1.6 NM 0.4 0.6 7.8

27 < 0.3 0.1 0.1 0.1 0.1 < 0.3 0.4 3.7 3.3 0.8 4.0 3.6 1.2 2.4 12.1 0.2 0.6 0.3 12.7 0.9 3.8 0.5 0.5 3.1 1.9 NM 0.4 0.4 7.0

27.5 < 0.3 0.1 0.1 0.1 0.2 < 0.3 0.4 4.2 4.2 0.8 4.2 4.0 1.4 4.3 15.5 0.2 0.6 0.3 14.6 28.9 4.7 0.4 0.6 4.8 2.2 NM 28.1 21 6.2

28 < 0.3 0.1 0.1 0.1 0.2 < 0.3 0.4 4.8 5.1 0.8 4.3 4.4 1.5 6.3 18.9 0.2 0.7 0.3 16.5 32.0 5.6 0.4 0.7 8.1 2.6 NM 28.9 23 5.4

28.5 < 0.3 0.1 0.1 0.1 0.2 < 0.3 0.5 5.3 6.0 8.7 18.7 4.9 1.7 8.3 89 0.2 0.7 0.3 18.4 35.1 6.4 0.3 0.7 11.4 2.9 NM 29.8 25 4.5

29 < 0.3 0.1 0.1 0.1 0.2 < 0.3 0.5 5.9 7.0 24 24 5.3 1.8 10.2 94 0.2 0.8 0.3 20.3 38.3 7.3 0.3 0.8 14.7 3.2 NM 30.6 27 3.7

29.5 < 0.3 0.1 0.1 0.2 0.2 < 0.3 0.5 6.4 7.9 39 29 143 2.0 12.2 99 0.2 0.9 0.3 22.2 41.4 8.2 0.3 0.8 18.1 3.5 NM 31.5 29 2.9

30 < 0.3 0.2 0.2 0.2 0.2 < 0.3 0.5 7.0 8.8 55 34 160 2.1 14.1 104 0.2 0.9 0.3 24.2 44.5 9.1 0.3 0.9 21.4 3.9 NM 32.3 31 2.1

30.5 < 0.3 0.2 0.2 0.2 0.3 < 0.3 0.5 110 9.7 70 40 177 49.8 16.1 109 0.4 1.0 0.3 26.1 47.6 9.9 0.2 0.9 24.7 4.2 NM 33.1 34 1.2

31 < 0.3 0.2 0.2 0.2 0.3 < 0.3 0.6 119 10.7 85 45 194 85 18.1 113 4.8 1.0 0.4 28.0 50.8 10.8 0.2 0.9 28.0 4.5 NM 34.0 36 0.4

31.5 < 0.3 0.2 0.2 0.2 0.3 < 0.3 0.6 128 11.6 101 47 211 120 20.0 118 9.1 1.1 0.4 43 53.9 38 0.2 1.0 39 302 NM 34.8 38 3.1

32 < 0.3 0.2 0.2 0.2 0.3 < 0.3 0.6 137 12.5 116 54 227 155 22.0 123 14 1.1 0.4 55 57.0 41 0.2 1.0 41 298 NM 35.6 40 3.2

32.5 < 0.3 0.2 0.2 0.2 0.3 < 0.3 8.7 145 13.4 131 61 244 246 48 128 18 1.2 0.4 67 141 44 0.1 1.1 43 293 NM 36.5 42 3.3

33 < 0.3 0.2 0.2 0.2 0.3 < 0.3 21.7 154 14.4 146 68 261 259 54 133 22 1.2 0.4 80 144 47 0.1 1.1 46 289 NM 37.3 44 3.4

33.5 < 0.3 0.2 0.2 0.2 0.4 < 0.3 34.8 163 15.3 162 76 278 273 60 249 27 33 9.4 92 147 49 0.0 53.2 48 285 NM 38.2 64 3.5

34 < 0.3 0.2 0.2 0.2 0.4 < 0.3 47.8 172 16.2 177 83 295 286 66 243 31 38 13.3 104 151 52 0.1 66.0 50 281 NM 39.0 67 3.6

34.5 < 0.3 0.2 0.2 0.2 0.4 < 0.3 70.9 181 20.1 183 90 324 299 71 237 55 44 17.1 116 154 55 0.2 78.7 52 276 NM 44.0 71 3.7

35 < 0.3 0.2 0.2 0.2 0.4 < 0.3 70.9 190 25.5 185 97 316 313 77 231 60 49 21 128 157 58 0.2 91.5 55 272 NM 50.6 74 3.8

35.5 < 0.3 0.2 0.2 0.2 0.1 < 0.3 70.9 198 30.9 186 120 308 326 83 226 65 125 48 141 160 72 0.3 104 57 268 NM 57.2 77 3.9

36 < 0.3 0.2 0.2 0.2 0.1 < 0.3 70.9 207 36.4 188 137 300 339 89 220 71 122 51 153 164 71 0.4 117 59 264 NM 63.8 81 3.9

36.5 < 0.3 0.2 0.2 0.3 0.1 < 0.3 70.9 216 41.8 189 155 292 353 178 214 76 119 55 165 167 70 0.0 130 86 259 NM 70.4 84 4.0

37 < 0.3 0.3 0.3 0.3 0.2 < 0.3 70.9 225 47.2 191 172 284 366 196 208 81 117 58 177 170 69 0.1 142 108 255 NM 77.0 87 4.1

37.5 < 0.3 0.3 0.3 0.3 0.2 < 0.3 198 234 118 172 189 258 398 215 141 153 114 61 189 173 69 0.2 155 130 218 NM 156 91 4.2

38 < 0.3 0.3 0.3 0.3 0.2 < 0.3 199 243 167 215 206 258 401 233 152 104 111 65 201 176 68 0.3 168 152 214 NM 134 94 4.3

38.5 < 0.3 0.3 0.3 0.3 0.2 < 0.3 200 251 87 257 224 258 405 332 164 189 245 68 214 180 67 0.5 186 174 210 NM 111 70 4.4

39 < 0.3 0.3 0.3 0.3 0.3 < 0.3 200 260 202 300 241 258 408 306 175 205 208 72 226 183 66 0.3 202 196 206 NM 89 47 4.5

39.5 < 0.3 0.3 0.3 0.3 0.3 < 0.3 201 269 125 342 258 258 411 281 186 222 171 75 238 186 65 0.2 218 218 201 NM 66.7 23 4.6

40 < 0.3 0.3 0.3 0.3 0.3 < 0.3 202 278 TD = 39.5 TD = 39.5 TD = 39.5 TD = 39.5 TD = 39.5 255 TD = 39.5 238 134 78 TD = 39.5 TD = 39.5 TD = 39.5 0.0 233 TD = 39.5 197 TD = 39.5 TD = 39.5 TD = 39.5 TD = 39.5

40.5 < 0.3 TD = 40 TD = 40 TD = 40 TD = 40 < 0.3 TD = 40 TD = 40 TD = 40 TD = 40 TD = 40 82 TD = 40 249 193

41 < 0.3 < 0.3 85 265 189

41.5 < 0.3 < 0.3 119 226 185

42 < 0.3 < 0.3 117 214 181

42.5 < 0.3 < 0.3 115 203 177

43 < 0.3 < 0.3 113 191 173

43.5 < 0.3 < 0.3 110 180 168

44 < 0.3 < 0.3 108 168 164

44.5 < 0.3 < 0.3 106 157 160

45 < 0.3 < 0.3 104 145 156

45.5 < 0.3 < 0.3 87 134 210

46 < 0.3 < 0.3 82 122 184

46.5 < 0.3 < 0.3 78 111 159

47 < 0.3 < 0.3 73 99 133

47.5 TD = 47 TD = 47 TD = 47 88 TD = 47

48 76

48.5 TD = 48

49

49.5

50
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S.E. ROCKFORD AREA 4

LITHOLOGY AND ORGANIC VAPOR READINGS OF SOIL SAMPLES FROM BORINGS
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20.5
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22.5

23

23.5

24

24.5

25

25.5

26

DEPTH

(ft bls) MPE-J6 MPE-J5 MPE-J4 MPE-J3 MPE-K7 MPE-K6 MPE-K5 MPE-K4 MPE-K3 VP-L7 MPE-L7 MPE-L6 MPE-L5 MPE-L4 GWP-L4 MPE-M6 VP-M6 MPE-M5

NM 0.0 0.0 13.1 0.0 0.0 0.0 0.0 0.0 0.0 2.2 0.1 0.0 NM NM 13.1 2.2 0.0

NM 0.0 0.0 28.7 0.0 0.0 20.2 14.5 0.8 0.0 2.2 0.1 0.0 NM NM 13.1 2.2 0.0

NM 1.2 0.0 44.0 0.0 0.0 20.2 14.5 0.8 0.0 2.2 0.1 0.0 NM NM 13.1 2.2 0.0

NM 2.3 0.0 44.0 0.0 0.0 20.2 14.5 0.8 0.0 2.2 0.1 0.0 NM NM 13.1 2.2 0.0

NM 3.5 0.0 44.0 0.0 0.0 20.2 14.5 0.8 0.0 2.2 0.1 0.0 NM NM 13.1 3.8 0.0

NM 4.6 0.0 44.0 0.0 0.0 20.2 14.5 0.8 0.0 2.2 0.1 0.0 NM NM 13.1 3.8 0.0

NM 5.8 0.0 6.8 0.0 0.0 20.2 14.5 48 0.0 2.2 0.1 0.0 NM NM 13.1 3.8 0.0

NM 6.9 0.0 7.5 0.0 0.0 20.2 14.5 62 0.0 2.2 0.1 0.0 NM NM 13.1 3.8 0.0

NM 8.1 0.0 8.1 0.0 0.0 0.7 14.5 76 0.0 2.2 0.1 0.0 NM NM 13.1 5.8 0.0

NM 75 34.1 8.8 0.0 0.0 0.7 14.5 90 0.0 2.2 0.1 0.0 NM NM 13.1 5.8 0.0

NM 80 52.7 9.4 0.0 0.0 0.7 14.5 7.5 0.0 0.4 0.1 0.0 NM NM NM 5.8 0.0

NM 85 71.3 10.1 0.0 0.0 0.7 14.5 7.5 0.0 0.4 0.1 0.0 NM NM NM 5.8 0.0

NM 90 43.7 7.4 0.2 0.1 0.1 49.5 7.5 0.0 0.4 0.1 0.0 NM NM NM 5.8 0.0

NM 94 43.7 7.0 0.2 0.1 0.1 49.5 7.5 0.0 0.4 0.1 0.0 NM NM NM 5.8 0.0

NM 99 43.7 6.7 0.2 0.1 0.1 49.5 2.9 0.0 0.4 0.1 0.0 NM NM NM 6.6 0.0

NM 104 43.7 6.3 0.2 0.2 0.1 49.5 2.9 0.0 0.4 0.1 0.0 NM NM NM 6.6 0.0

NM 226 53 6.0 0.2 0.2 0.1 68 2.9 0.0 0.1 0.1 1.2 NM NM 0.2 6.6 0.0

NM 226 59 5.6 0.2 0.2 0.1 62 2.9 0.0 0.1 0.1 1.2 NM NM 0.2 6.6 0.0

NM 314 66 4.5 0.1 0.2 68.8 57 2.9 0.0 0.1 6.8 1.2 NM NM 0.2 6.6 0.0

NM 314 72 4.3 0.1 0.3 75 51 2.9 0.0 0.1 6.8 1.2 NM NM 0.2 6.6 0.0

NM 314 79 4.1 0.1 0.3 81 45 16.4 0.0 0.1 6.8 1.2 NM NM 0.2 3.1 0.0

NM 314 85 3.9 0.1 0.3 86 39 16.4 0.0 0.1 6.8 1.2 NM NM 0.3 3.1 0.0

NM 298 92 3.7 0.1 4.1 92 34 13.3 0.0 0.1 6.8 7.8 NM NM 0.3 3.1 0.0

NM 295 98 3.5 0.1 12 98 28 12.9 0.0 0.1 6.8 7.8 NM NM 0.3 3.1 0.0

NM 291 210 3.3 1.5 21 104 31 12.6 0.0 0.1 6.8 7.8 NM NM 0.3 3.1 0.0

NM 288 214 3.0 1.5 29 110 34 12.2 0.0 0.1 6.8 7.8 NM NM 0.3 3.1 0.0

NM 285 218 2.8 1.5 37 85 37 11.9 0.0 0.1 6.8 7.8 NM NM 0.3 3.1 0.0

NM 282 223 2.6 1.6 45 86 39 11.5 0.0 0.1 6.8 7.8 NM NM 0.3 3.1 0.0

NM 278 227 2.4 1.6 54 88 42 11.2 0.0 0.0 6.8 7.8 NM NM 0.3 3.1 0.0

NM 275 231 2.2 1.6 62 89 45 10.8 0.0 0.0 6.8 7.8 NM NM 0.4 3.1 0.0

NM 272 235 2.0 1.6 73 91 48 10.5 0.0 0.0 21.3 7.8 NM NM 0.4 3.1 0.0

NM 269 239 1.8 1.6 75 92 50 10.1 0.0 0.0 24.0 7.8 NM NM 0.4 3.1 0.0

NM 265 243 1.1 1.7 77 94 53 9.8 0.0 0.0 26.7 7.8 NM NM 0.4 3.1 0.0

NM 262 248 1.2 1.7 80 95 56 9.4 0.0 0.0 29.4 7.8 NM NM 0.4 3.1 0.0

NM 218 252 1.3 1.7 82 97 88 9.1 0.0 0.0 32.1 7.8 NM NM 0.4 3.1 0.0

NM 218 256 1.4 1.7 84 98 90 8.7 0.0 0.0 34.9 7.8 NM NM 0.4 3.1 0.0

NM 218 248 1.5 1.7 86 238 92 8.3 0.0 0.0 37.6 7.8 NM NM 0.4 3.1 0.0

NM 218 248 1.6 1.8 89 241 94 8.0 TD = 18.5 0.0 40.3 7.8 NM NM 0.5 TD = 18.5 0.0

NM 218 248 1.7 1.8 91 245 96 7.6 0.0 43.0 7.8 NM NM 0.5 0.0

NM 218 248 1.8 1.8 93 248 98 7.3 0.0 45.7 7.8 NM NM 0.5 0.0

NM 218 248 1.9 1.8 171 252 100 6.9 0.0 48.4 7.8 NM NM 0.5 0.0

NM 218 248 1.9 1.8 171 255 102 6.6 0.0 51.1 7.8 NM NM 0.5 0.0

NM 218 248 2.0 1.8 171 259 104 6.2 0.0 53.8 7.8 NM NM 0.5 0.0

NM 218 248 2.1 1.9 171 262 106 5.9 0.0 56.5 7.8 NM NM 0.5 0.0

NM 156 248 2.2 1.9 171 245 108 5.5 0.0 59.2 7.8 NM NM 0.5 0.0

NM 152 248 2.3 1.9 171 243 110 5.2 0.0 62.0 7.8 NM NM 0.6 0.0

NM 148 248 2.4 1.9 171 241 112 4.8 0.0 64.7 7.8 NM NM 0.6 0.0

NM 144 248 2.5 1.9 171 238 114 4.5 0.0 67.4 7.8 NM NM 0.6 0.0

NM 140 248 2.6 2.0 171 236 116 4.1 0.0 70.1 7.8 NM NM 0.6 0.0

NM 136 248 0.3 2.0 165 234 118 0.4 0.0 72.8 7.8 NM NM 0.6 0.0

NM 132 248 0.3 2.0 166 180 120 0.4 0.0 99.4 7.8 NM NM 22 0.0

NM 128 248 0.4 2.0 167 174 122 0.4 0.0 102 7.8 NM NM 23 0.0

BORINGS IN ZONE 1

"L" BORINGS "M" BORINGS"J" BORINGS "K" BORINGS

BORINGS IN ZONE 2
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S.E. ROCKFORD AREA 4

LITHOLOGY AND ORGANIC VAPOR READINGS OF SOIL SAMPLES FROM BORINGS
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"L" BORINGS "M" BORINGS"J" BORINGS "K" BORINGS

BORINGS IN ZONE 2

NM 124 248 0.4 2.0 167 169 124 0.4 0.0 104 NM NM NM 24 0.0

NM 120 248 0.4 2.1 168 163 126 0.4 0.0 107 NM NM NM 25 0.0

NM 116 278 0.4 2.1 169 157 113.0 0.4 78 109 NM NM NM 25 4.5

NM 112 273 0.5 2.1 170 151 108 0.4 98 111 NM NM NM 26 4.2

NM 159 268 0.5 146 171 146 102 0.4 117 114 NM NM NM 27 3.8

NM 163 262 0.5 157 172 140 97 0.4 137 116 NM NM NM 28 3.5

NM 168 257 0.5 168 172 134 92 0.4 156 119 NM NM NM 8.8 3.1

NM 172 252 0.6 179 173 128 87 0.4 176 121 NM NM NM 9.1 2.8

NM 176 247 0.6 190 174 123 81 0.4 155 84 NM NM NM 9.3 2.4

NM 180 241 0.6 202 175 117 76 0.4 156 83 NM NM NM 9.6 2.1

NM 185 236 0.6 213 176 111 81 0.4 156 83 NM NM NM 9.8 0.0

NM 189 231 0.7 224 176 105 82 0.4 157 82 NM NM NM 10.1 0.0

NM 171 198 0.7 235 177 100 83 0.4 158 81 NM NM NM 10.4 0.0

NM 159 193 0.7 246 178 94 84 0.4 159 80 NM NM NM 10.6 0.0

NM 147 188 7.8 370 205 88 86 0.4 159 80 NM NM NM 10.9 0.0

NM 136 183 12.9 370 228 82 87 0.4 160 79 NM NM NM 11.1 0.0

NM 124 178 18.0 370 252 77 88 0.1 161 78 NM NM NM 11.4 0.0

NM 112 173 23.1 370 275 71 89 0.2 162 77 NM NM NM 11.7 0.0

NM 107 168 28.1 370 298 121 71 0.2 162 77 NM NM NM 11.9 0.0

NM 107 163 33.2 370 322 119 72 0.3 163 76 NM NM NM 12.2 0.0

NM 107 158 38.3 370 345 116 72 0.4 164 75 NM NM NM 12.4 0.0

NM 107 153 43.4 370 368 114 73 0.5 164 75 NM NM NM 12.7 0.0

NM 107 185 48.5 370 392 111 74 0.5 165 74 NM NM NM 13.0 0.0

NM 107 165 53.6 370 415 109 74 0.6 166 73 NM NM NM 13.2 0.0

NM 107 145 58.6 370 438 106 75 0.7 167 72 NM NM NM 13.5 0.0

NM 107 125 63.7 370 462 104 75 0.7 167 72 NM NM NM 13.7 0.0

NM 107 105 68.8 370 485 101 76 0.8 168 71 NM NM NM 14.0 0.0

TD = 39.5 TD = 39.5 TD = 39.5 TD = 39.5 TD = 39.5 TD = 39.5 TD = 39.5 TD = 39.5 TD = 39.5 TD = 39.5 TD = 39.5 TD = 39.5 TD = 39.5 NM TD = 39.5 0.0

NM TD = 40

NM

NM

NM

NM

NM

NM

NM

NM

NM

NM

NM

NM

NM

TD = 47
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Appendix A • CDM Smith Field Documentation 

  

Daily Reports 

  



DAILY ACTIVITY REPORT  
 
 

Date: 7/5/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 75 degrees, mostly cloudy, slight breeze.  Forecast to clear up a little and go into the 
80s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas, John Grabs 
TRS: Ted Highley, Jeff Riffe, Kevin Riffe 
Terra Probe Environmental Inc. (Terra): Steve Overly, Joe Foijtik, Luke Wedwaldt 
K&S Engineers, Inc. (K&S): None 
Visitors: ComEd Crew 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
 

• ComEd crew was onsite to complete hookup. 

• The Terra crew mobilized equipment to the site including a Geoprobe 6620 
track-mounted Direct Push Technology (DPT) rig and John Deere tractor with front 
loader bucket. 

• Two covered rolloffs (for containerizing soil cuttings) were delivered to the site. 
 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety kickoff meeting with CDM Smith & Terra personnel. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• Ted Highley informed David that contaminated soil (soil with apparent staining and 
odor) was previously encountered @ ~3-4 feet below ground surface while advancing a 
post hole for the gate fencepost located ~40 feet south southeast of proposed electrode H2 
location. 

 

Potential Work Tomorrow: 
 

• Terra will begin installing ERH Multi-phase Extraction (MPE) electrodes in Zone 1 (inside 
the building). 

• K&S will mobilize drilling equipment to the site and begin installing ERH MPE electrodes 
in Zone 2 (unpaved area west of the building). 



DAILY ACTIVITY REPORT  
 
 

Date: 7/6/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 71 degrees, cloudy, NW wind ~5-8 mph, light rain.  There was moderate to heavy 
rain overnight.  Forecast to cease raining by mid-morning and go into the 80s, but heavy rain 
tonight and into tomorrow. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Ted Highley, Jeff Riffe, Kevin Riffe 
Terra Probe Environmental Inc. (Terra): Joe Foijtik, Luke Wedwaldt 
K&S Engineers, Inc. (K&S): None 
Visitors:  

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode L4 (incomplete) 

• Terra used their Geoprobe 6620 track-mounted Direct Push Technology (DPT) rig to 
advance a pilot hole with 10.25” diameter solid stem augers (SSA) to 35 feet below ground 
surface (bgs).  Terra pulled out of the hole (POH) with the SSAs then advanced a 12.25” 
diameter hollow stem augers (HSAs) with a wooden plug in the bit to 39.5 feet bgs 
charging the HSAs with water between flight connections after reaching 25 feet bgs. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 1    None SAND, lt-med org brn, f-grn, dry, no odor 
1 – 5    Collected SAND, black, f-grn, dry, no odor 
5 – 10   SAND, med org brn, f-m grn, dry, no odor 
10 – 30   SAND, lt-med org brn, f-m grn, dry to sli moist, no odor 
30 – 35   SAND, lt-med org brn, f-m grn, moist to wet, no odor 
35 – 39.5  SAND, lt-med org brn, f-m grn, wet, no odor 

• TRS lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of three 10-foot joints with vertical 40-slot and one 8-foot joint only slotted in 
bottom 3 feet.  Top of slotted interval ~4 feet bgs.  Top of pipe is 0.7 feet above ground 
surface (ags). 

• Terra began POH with HSAs while TRS and Terra personnel mixed and poured 
graphite/steel shot mix into HSAs (keeping mix at least one foot inside HSAs until last 
flight POH).  Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot.  
Required 10 mixes to bring graphite/iron shot to 2 feet bgs. 

• Terra poured 1 50-lb bag of #4 silica sand in annulus from 2 feet bgs to 1.5 feet bgs. 

• TRS tagged water level @ 27.4 feet bgs, tapped up and placed a safety cone over top of 
pipe. 

 



  Installation of ERH MPE electrode L5 (incomplete) 

• Terra used their DPT rig to advance a pilot hole with 10.25” diameter SSA to 35 feet bgs.  
Terra POH with the SSAs then advanced a 12.25” diameter HSAs with a wooden plug in 
the bit to 39.5 feet bgs charging the HSAs with water between flight connections after 
reaching 25 feet bgs. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 4    0.0  Gravely SAND, blk, f-grn, dry, no odor 
4 – 8    0.0  SAND, black, f-grn, dry to sli moist, no odor 
8 – 11    1.2  SAND, dk-med org brn, f-grn, moist, sli odor 
11 – 26    7.8  SAND, dk org brn to gry brn, f-m grn, moist, strong odor 
26 – 39.5  SAND, dk org brn to gry brn, f-m grn w/some co, wet, strong odor 

• TRS and Terra lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the 
HSAs.  Pipe consists of three 10-foot joints with vertical 40-slot and one 8-foot joint only 
slotted in bottom 3 feet.  Top of slotted interval ~4 feet bgs.  Top of pipe is 0.9 feet ags. 

• Terra began POH with HSAs while TRS and Terra personnel mixed and poured 
graphite/steel shot mix into HSAs (keeping mix at least one foot inside HSAs until last 
flight POH).  Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot.  
Required ~9.3 mixes to bring graphite/iron shot to 2 feet bgs. 

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting with CDM Smith & Terra personnel. 

• It appears that there is approximately a 2-inch gap between joints of the black iron Sch 40 
pipe at each 4-inch coupler. 

• Cuttings from the installation of MPE L4 were placed in south rolloff due to no evidence 
of contamination. 

• Cuttings from the installation of MPE L5 were placed in north rolloff due to evidence of 
contamination based on odors and PID. 

• Terra had difficulty bumping plug out of HSAs when installing MPE electrode L5.  Terra 
approved TRS to use percussion head of DPT rig on cap temporarily installed on pipe to 
push plug out of HSAs.  

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• TRS did not receive delivery of vapor monitoring equipment until after Terra completed 
installation activities at the MPE electrode L4 location. 

• Ted collected a sample of the cuttings from ~30 feet bgs at MPE L5 and placed them in a 
ziplock baggie.  He suggested that TRS may have the sample analyzed to determine if 
contaminants present are amenable to treatment by ERH. 

• Highest PID reading recorded by TRS in the workspace during installation of MPE 
electrode L5 was 22 ppm. 

 

Potential Work Tomorrow: 
 

• Terra will continue installing ERH MPE electrodes in Zone 1 (inside the building). 

• K&S will mobilize drilling equipment to the site and begin installing ERH MPE electrodes 
in Zone 2 (unpaved area west of the building). 



DAILY ACTIVITY REPORT  
 
 

Date: 7/7/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 72 degrees, cloudy, wind is calm.  Forecast to go into the 80s, but for quick moving 
light rain by mid-morning and severe weather late in the day. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Ted Highley, Jeff Riffe, Kevin Riffe 
Terra Probe Environmental Inc. (Terra): Joe Foijtik, Luke Wedwaldt 
K&S Engineers, Inc. (K&S): Eric DeWitt, Carlos Santana 
Visitors:  

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode K7 (incomplete) 

• Terra used their Geoprobe 6620 track-mounted Direct Push Technology (DPT) rig to 
advance a pilot hole with 10.25” diameter solid stem augers (SSA) to 35 feet below ground 
surface (bgs).  Terra pulled out of the hole (POH) with the SSAs then advanced a 12.25” 
diameter hollow stem augers (HSAs) with a wooden plug in the bit to 39.5 feet bgs 
charging the HSAs with water between flight connections after reaching 20 feet bgs. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 4    0.0  Gravely SAND, blk to dk gry brn, f-grn, debris – brick, dry, no odor 
4 – 6    0.0  SAND w/ tr gravel, dk gry brn, f-m grn, dry, no odor 
6 – 9    0.2  SAND, med org brn, f-m grn, sli moist, sli odor 
9 – 12    0.1  SAND, med org brn, f-m grn, sli moist, no odor 
12 – 28    1.5 – 2.1 SAND, lt-med org brn, f-m grn (coarser than above), moist 

becoming wet with depth, slight to mod odor 
28 – 33    146 - 246 SAND, lt-med org brn, f-m grn, wet, strong odor 
33 – 39.5  370  SAND, grayish brn, m w/some f & c grn, wet, stained, strong odor 
 

• TRS and Terra lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the 
HSAs.  Pipe consists of three 10-foot joints with vertical 40-slot and one 8-foot joint only 
slotted in bottom 3 feet.  Top of slotted interval ~4 feet bgs.  Top of pipe is 0.9 feet above 
ground surface (ags). 

• Terra began POH with HSAs while TRS and Terra personnel mixed and poured 
graphite/steel shot mix into HSAs (keeping mix at least one foot inside HSAs until last 
flight POH).  Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot.  
Required 9.5 mixes to bring graphite/iron shot to 2 feet bgs. 

• TRS tagged water level @ 27.05 feet bgs, tapped up and placed a safety cone over top of 
pipe. 



 
  Installation of ERH MPE electrode K6 (incomplete) 

• K&S used their Central Mine Equipment Co. (CME) 850 track mounted drilling rig to 
advance a pilot hole with 12.25” diameter HSA with center plug on 3-inch AW rod to 5 
feet bgs.  K&S POH with the HSA and center plug, installed a wooden plug in the bit, 
and drilled to 24.5 feet bgs before shutting down for the night. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.5    0.0  SAND, backfill, dry, no odor 
0.5 – 5    0.0  Limerock GRAVEL, backfill, no odor 
5 – 6    0.0  SAND, med brn, f-grn, dry, no odor 
6 – 11    0.1 – 0.3 SAND, med org brn, f-grn, dry, sli odor 
11 – 15    4.1 - 62 SAND, med org brn grading to med gry brn, f-m grn, sli moist, 

stained (increasing with depth), mod odor 
15 – 20    73 - 93 SAND, med gry brn, f-m grn, sli moist, stained, mod to strong odor 
20 – 24.5  171  SAND, med gry brn, f-m grn, sli moist, staining, strong odor 

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with CDM Smith & 
Terra personnel, then again in the afternoon with K&S personnel after they arrived. 

• TRS tagged the water level in MPE L5 @ 27.33 feet bgs. 

• TRS approved the relocation of proposed MPE K7 ~3 feet to the SE of originally proposed 
location to avoid overhead obstructions (fan shroud and garage door track). 

• Cuttings from 0 – 12 feet bgs at MPE K7 location were placed in south rolloff and the rest 
were placed in the north rolloff due to evidence of contamination based on odors and 
PID. 

• K&S mobilized a CME 850 track mounted drilling rig to the site. 

• Cuttings from the installation of MPE K6 were placed in north rolloff due to evidence of 
contamination based on odors and PID. 

• K&S personnel ceased drilling after advancing HSAs to 5 feet bgs and walked outside 
fenced area to talk with personnel that are parked on Marshal Street.  TRS indicated they 
believe the personnel on the road are union personnel.  Approximately one hour of 
downtime.  The personnel on the road are taking pictures of the site and the Terra 
support vehicle. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• David informed TRS that K&S personnel were using motor oil to lubricate auger bolts 
while they were advancing HSAs at the MPE electrode K6 location.  TRS asked K&S to 
cease using the motor oil and to use an environmentally friendly product such as Crisco 
oil for lubrication of downhole tools. 

 

Potential Work Tomorrow: 
 

• Terra will continue installing ERH MPE electrodes in Zone 1 (inside the building). 

• K&S will continue drilling at the MPE electrode K6 location and begin installing ERH 
MPE electrodes in Zone 2 (unpaved area west of the building). 



DAILY ACTIVITY REPORT  
 
 

Date: 7/8/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 73 degrees, clear, wind is calm.  Forecast to go into the 80s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Ted Highley, Jeff Riffe, Kevin Riffe, Chris Thomas 
Terra Probe Environmental Inc. (Terra): Joe Foijtik, Luke Wedwaldt 
K&S Engineers, Inc. (K&S): Eric DeWitt, Carlos Santana 
Visitors:  

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode L6 (incomplete) 

• Terra used their Geoprobe 6620 track-mounted Direct Push Technology (DPT) rig to 
advance a pilot hole with 10.25” diameter solid stem augers (SSA) to 30 feet below ground 
surface (bgs).  Terra pulled out of the hole (POH) with the SSAs then advanced a 12.25” 
diameter hollow stem augers (HSAs) with a wooden plug in the bit to 39.5 feet bgs 
charging the HSAs with water between flight connections after reaching 25 feet bgs. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 3    0.1  Gravely Silty SAND, blk, f-grn, sli moist, sli odor 
3 – 9    0.1  Silty SAND, blk, f-grn, sli moist, sli odor 
9 – 15    6.8  SAND, grn gry, f-grn, moist, stained, mod to strong odor 
15 – 25    21.3 – 72.8 SAND, grn gry, f-m grn, stained, moist to wet, strong odor 
25 – 30    99.4 - 121 SAND, grn gry, f-m grn, heavily stained, moist to wet, strong odor 
30 – 39.5  84 - 71 SAND, grn gry, f-c grn (coarsening w/depth), staining decreasing 
    w/depth, wet, strong odor 

• TRS lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of three 10-foot joints with vertical 40-slot and one 8-foot joint only slotted in 
bottom 3 feet.  Top of slotted interval ~4 feet bgs. 

• Terra began POH with HSAs while TRS and Terra personnel poured one 50-lb bag of iron 
shot then mixed and poured graphite/steel shot mix into HSAs (keeping mix at least one 
foot inside HSAs until last flight POH).  Mix = 3 50-lb bags of SWS Earth Contact Backfill 
+ 1 50-lb bag of iron shot.  Required 9.25 mixes to bring graphite/iron shot to 2 feet bgs. 

• TRS placed a safety cone over top of pipe. 
 
 

Additional Notes and Observations: 
 

• Upon arriving at the site in the morning, there were five union vehicles parked on 



Marshal Street and when 2 union people approached me from their cars and began to ask 
me about Terra I told them I was an employee with CDM Smith and was not at liberty to 
discuss the site activities with them. 

• TRS conducted a Health & Safety tailgate meeting in the morning with Terra, K&S, and 
CDM Smith personnel. 

• Cuttings from the installation of MPE L6 were placed in north rolloff due to evidence of 
contamination based on odors and PID readings. 

• Before resuming drilling activities, K&S personnel left the site after talking with union 
personnel that were parked on Marshal Street.  The personnel on the road began 
picketing.  K&S personnel did not return to the site and TRS personnel had to secure the 
K&S rig and the top of the HSAs that were in the MPE K6 borehole and had been left 
uncovered. 

• Terra had difficulty bumping plug out of HSAs when installing MPE electrode L6.  Terra 
approved TRS to use percussion head of DPT rig on cap temporarily installed on pipe to 
push plug out of HSAs. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• TRS personnel communicated with CDM Smith personnel regarding the dispute with the 
unions and the potential that K&S may not return to the site next week. 

 

Potential Work Next Week: 
 

• Terra will install the three remaining ERH MPE electrodes, two vapor piezometers, and 
two temperature monitoring points (TMPs) in Zone 1 (inside the building). 

• K&S will complete drilling at the MPE electrode K6 location and begin installing ERH 
MPE electrodes in Zone 2 (unpaved area west of the building). 



DAILY ACTIVITY REPORT  
 
 

Date: 7/11/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 79 degrees, clear skies, S wind ~3-5 mph.  Forecast to go into the 90s (feels-like ~100) 
today, but stormy weather is forecast for tomorrow and Wednesday. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas & John Grabs 
TRS: Ted Highley & Jeff Riffe 
Terra Probe Environmental Inc. (Terra): Joe Foijtik & Luke Wedwaldt 
K&S Engineers, Inc. (K&S): None 
Visitors:  

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Temperature Monitoring Probe (TMP)-M5 (incomplete) 

• Terra used their Geoprobe 6620 track-mounted Direct Push Technology (DPT) rig to 
advance 3.5” diameter drive rods equipped with an expendable pointed end cap to 37.7 
feet below ground surface (bgs), charging the rods with water between rod connections 
after reaching 25 feet bgs. 

• Terra filled the rods with neat cement then TRS personnel lowered 1.5” diameter copper 
pipe inside the rods.  The copper pipe sections from bottom to top are 14’ + 14’ + 6’ + 6’ 
(10.25” were trimmed off the stickup after the pipe was lowered in the rods- so, the top 
section was actually on 5.15’ in length), are attached with soldered couplers, and have a 
copper endcap soldered on the bottom.   Terra pulled out of the hole (POH) with the 
rods, keeping the rods downhole full of neat cement.  Top of copper pipe is 25.75” above 
ground surface (ags). 

• Terra mixed and used 3 94-lb bags of Type I Portland cement to bring grout to the bottom 
of the concrete pad (~5” bgs). 

 
  Installation of ERH Multi-phase Extraction (MPE) electrode L7 (incomplete) 

• Terra and TRS determined that the location of the electrode could be moved 2’ south of 
the proposed location due to overhead obstructions and to facilitate moving the rig and 
mobilizing to other locations. 

• Terra used their DPT rig to begin advancing a pilot hole with 10.25” diameter solid stem 
augers (SSAs).  The SSAs were advanced to 20 feet bgs then Terra SDFN. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 5    2.2  Silty SAND, dk brn, f-grn, some-tr gravel, dry, tr odor 
5 – 8    0.4  SAND, dk-med org brn, f grn, dry, no odor 
8 – 20    0.1 – 0.0 SAND, lt yel brn, f grn w/some m-grn with depth, dry becoming 

moist below 18’ bgs, no odor 



 
 

Additional Notes and Observations: 
• TRS conducted a Health & Safety tailgate meeting with CDM Smith & Terra personnel. 

• Union personnel continue to picket in the roadway easements around the site. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• TRS indicated that due to the union dispute, they do not anticipate that K&S personnel 
will return to the site until Terra has completed their work and left the site.  Terra expects 
to be done with what they need to accomplish in Zone 1 by the end of the day on 
Thursday (7/14/16). 

 

Potential Work Tomorrow: 
 

• Terra will complete the installation of ERH MPE electrode MPE L7. 



DAILY ACTIVITY REPORT  
 
 

Date: 7/12/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 74 degrees, cloudy, S wind ~5 mph.  Forecast to start raining by mid-morning with 
possible thunderstorms and go into the mid to upper 80s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Ted Highley & Jeff Riffe 
Terra Probe Environmental Inc. (Terra): Joe Foijtik & Luke Wedwaldt 
K&S Engineers, Inc. (K&S): None 
Visitors:  

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode L7 (incomplete) 

• Terra used their Geoprobe 6620 track-mounted Direct Push Technology (DPT) rig to 
continue advancing a pilot hole with 10.25” diameter solid stem augers (SSA) to 30 feet 
below ground surface (bgs).  Terra pulled out of the hole (POH) with the SSAs then 
advanced a 12.25” diameter hollow stem augers (HSAs) with a wooden plug in the bit to 
39.5 feet bgs charging the HSAs with water between flight connections after reaching 25 
feet bgs. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 5    2.2  Silty SAND, dk brn, f-grn, some-tr gravel, dry, tr odor 
5 – 8    0.4  SAND, dk-med org brn, f grn, dry, no odor 
8 – 20    0.1 – 0.0 SAND, lt yel brn, f grn w/some m-grn with depth, dry becoming 

moist below 18’ bgs, no odor 
20 – 27    0.0  SAND, lt-med org brn, f-grn w/some m-grn, sli moist becoming 

moist w/depth, no odor 
27 – 30    78 - 176 SAND, lt-med gry brn, f-m grn, moist to wet, stained, strong odor 
30 – 39.5  155 - 168 SAND, dk grn gry, f-m grn w/tr to some c-grn (inc. w/depth, 

stained, wet, strong odor 

• TRS and Terra lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the 
HSAs.  Pipe consists of three 10-foot joints with vertical 40-slot and one 8-foot joint only 
slotted in bottom 3 feet.  Top of slotted interval ~4.5 feet bgs.  Top of pipe is 0.3 feet 
above ground surface (ags). 

• A 50-lb bag of shot was poured into HSAs then Terra began POH with HSAs while TRS 
and Terra personnel mixed and poured graphite/steel shot mix into HSAs (keeping mix 
at least 3 feet inside HSAs until last flight POH).  Mix = 3 50-lb bags of SWS Earth 
Contact Backfill + 1 50-lb bag of iron shot.  Required 9.5 mixes to bring graphite/iron 
shot to 2 feet bgs. 



• Terra tagged water level (WL) in electrode at 27.0’ bgs and placed a safety cone over top 
of pipe. 

 
  Installation of ERH MPE electrode M6 (incomplete) 

• Terra used their DPT rig to advance a pilot hole with 10.25” diameter SSA to 30 feet bgs.  
Terra POH with the SSAs then advanced a 12.25” diameter HSAs with a wooden plug in 
the bit to 39.5 feet bgs charging the HSAs with water between flight connections after 
reaching 20 feet bgs. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 5    13.1  Silty SAND, blk to dusky dk brn, f-grn, tr to few gravel, dry to sli 

moist, sli odor 
5 – 8    Not Meas. SAND, med org brn, f-grn, dry to sli moist, tr odor 
8 – 25    0.2 – 0.6 SAND, med yel brn, f-grn, dry to moist w/depth, no odor 
25 – 29    22 - 28 SAND, dk org brn mottled w/gry brn, f-grn w/few m-grn, moist to 

wet, mottled staining, mod to strong odor 
29 – 39.5  8.8 – 14.0 SAND, dk greenish gry, f-m grn w/tr to some c-grn (increasing 

w/depth, wet, stained, mod strong odor 

• TRS and Terra lowered 4-inch diameter black Sch 40 pipe with capped end inside the 
HSAs.  Pipe consists of three 10-foot joints with vertical 40-slot and one 8-foot joint only 
slotted in bottom 3 feet.  Top of slotted interval ~4 feet bgs. 

• A 50-lb bag of shot was poured into HSAs then Terra began POH with HSAs while TRS 
and Terra personnel mixed and poured graphite/steel shot mix into HSAs (keeping mix 
at least one foot inside HSAs until last flight POH).  Mix = 3 50-lb bags of SWS Earth 
Contact Backfill + 1 50-lb bag of iron shot.  Required ~10.5 mixes to bring graphite/iron 
shot to 2 feet bgs. 

 

Additional Notes and Observations: 
 

• Union personnel remained in the right-of-way all day displaying signs indicating that 
they are on strike because Terra Probe is working onsite. 

• TRS conducted a Health & Safety tailgate meeting with CDM Smith & Terra personnel. 

• Cuttings from 0 – 27’ bgs from the installation of MPE L7 were placed in south rolloff due 
to no evidence of contamination.  Cuttings from 27 – 39.5’ bgs from the installation of 
MPE L7 were placed in north rolloff due based on odors and PID. 

• Cuttings from the installation of MPE M6 were placed in north rolloff due to evidence of 
contamination based on odors and PID. 

• Terra had difficulty bumping plug out of the HSAs when installing MPE electrodes L7 
and M6.  Terra approved TRS to use percussion head of DPT rig on cap temporarily 
installed on pipes to push plugs out of HSAs.  

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• Highest PID reading recorded by TRS in the workspace during installation of MPE 
electrodes L7 and M6 was 2.8 ppm. 

 

Potential Work Tomorrow: 
 

• Terra will complete installing ERH MPE electrodes and Temperature Monitoring Probes 



(TMPs) in Zone 1 (inside the building). 



DAILY ACTIVITY REPORT  
 
 

Date: 7/13/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 71 degrees, partly cloudy, S wind ~3 mph.  Forecast to go into the high 80s today, but 
showers and possible stormy weather is forecast for late in the day. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Ted Highley & Jeff Riffe 
Terra Probe Environmental Inc. (Terra): Joe Foijtik & Luke Wedwaldt 
K&S Engineers, Inc. (K&S): None 
Visitors:  

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode M5 (incomplete) 

• Terra used their Geoprobe 6620 track-mounted Direct Push Technology (DPT) rig to 
advance a pilot hole with 10.25” diameter solid stem augers (SSA) to 30 feet below ground 
surface (bgs).  Terra pulled out of the hole (POH) with the SSAs then advanced a 12.25” 
diameter hollow stem augers (HSAs) with a wooden plug in the bit to 40 feet bgs charging 
the HSAs with water between flight connections after reaching 25 feet bgs. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 6    0.0  Silty SAND, dusky brn to blk, f-grn, few gravel, tr debris – glass & 

concrete rubble, dry, no odor 
6 – 13    0.0  SAND, dk org brn, f-grn, dry, no odor 
13 – 19    0.0  SAND, mod yel brn mottled w/dk brn, f-grn, sli moist, no odor 
19 – 24    0.0  SAND, lt to mod yel brn, f-grn, sli moist, no odor 
24 – 27    0.0  SAND, mod to dk org brn, f-grn, sli moist to moist, no odor 
27 – 31    4.5 – 2.1 SAND, mod org brn to lt-mod yel brn, f-m grn, streaks of staining, 

moist to wet, sli odor 
31 – 40    0.0  SAND, lt-mod yel brn, f-m grn w/tr-few c grn (coarsening 

w/depth), wet, no odor 

• TRS lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of three 10-foot joints with vertical 40-slot and one 8-foot joint only slotted in 
bottom 3 feet.  Top of slotted interval ~5 feet bgs. 

• Terra began POH with HSAs while TRS and Terra personnel poured one 50-lb bag of iron 
shot then mixed and poured graphite/steel shot mix into HSAs (keeping mix at least 3 
feet inside HSAs until last flight POH).  Mix = 3 50-lb bags of SWS Earth Contact Backfill 
+ 1 50-lb bag of iron shot.  Required 10.75 mixes to bring graphite/iron shot to 2 feet bgs.  
Annulus from 2 feet bgs to 0.5 feet bgs were filled with #4 silica sand. 

• Stick-up of 4-inch diameter black iron pipe = 0.45 feet above ground surface (ags).  TRS 



tagged water level (WL) @ 27.59 feet bgs. 

• TRS pushed a 4.5 foot long 0.5-inch diameter copper pipe with a piece of screen material 
clamped onto the bottom in borehole adjacent to the black iron electrode leaving 0.5 feet 
of the pipe ags.  TRS then placed a safety cone over top of the pipes. 

 
 Installation of ERH Temperature Monitoring Probe (TMP)-K7 (incomplete) 

• Terra used their Geoprobe 6620 track-mounted DPT rig to advance 3.5” diameter drive 
rods equipped with an expendable pointed end cap to 37.9 feet bgs, charging the rods 
with water between rod connections after reaching 25 feet bgs. 

• TRS personnel lowered 40 feet of 1.5” diameter copper pipe inside the rods.  The copper 
pipe sections from bottom to top are 14’ + 8’ + 6’ + 2.5’ + 6’ +3.5’ (~1.8’ was trimmed off 
the stickup after the pipe was lowered in the rods to facilitate the removal of the rods.  
The sections of the copper pipe are attached with soldered couplers, and have a copper 
endcap soldered on the bottom.  Terra POH with the rods, keeping the rods downhole 
full of neat cement. 

• Terra mixed and used 2 94-lb bags of Type I Portland cement to bring grout from 37.9 feet 
bgs to ~1 foot bgs. 

 

Additional Notes and Observations: 
• TRS conducted a Health & Safety tailgate meeting with CDM Smith & Terra personnel. 

• Union personnel continue to picket in the roadway easement south of the site. 

• TRS measured stick-up of 4-inch diameter black iron pipe electrode of MPE-M6 and WL 
in the pipe.  Stick-up = 0.65 feet ags and WL = 27.48 feet bgs. 

• TRS & Terra filled the annuluses of all seven of the MPE electrode boreholes in Zone 1 
between 2 feet bgs to 0.5 feet bgs with #4 silica sand. 

• TRS pushed 4.5 foot long 0.5-inch diameter copper drip pipes each with a piece of screen 
material clamped onto the bottom of the pipe into the boreholes of MPE M6 and MPE-L7 
leaving 0.5 feet of the pipes ags.  Drip pipes have now been installed in all seven of the 
MPEs that have been installed in Zone 1. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• TRS indicated that they do not anticipate that K&S personnel will return to the site until 
Monday July 18th. 

• TRS expects that the stainless-steel materials required for the installation of the vapor 
monitoring probes will be delivered tomorrow morning.  

 

Potential Work Tomorrow: 
 

• Terra will advance a soil probe in the vicinity of the entry gate so CDM Smith can collect a 
soil sample and they will install vapor monitoring probes VP-M6 and VP-L7.  Terra 
expects to be done with what they need to accomplish in Zone 1 and mobilize offsite with 
their equipment by the end of the day tomorrow (7/14/16). 
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DAILY ACTIVITY REPORT  
 
 

Date: 7/14/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 69 degrees, clear, W wind ~3 mph.  Forecast to go into the mid 80s today. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Ted Highley & Jeff Riffe 
Terra Probe Environmental Inc. (Terra): Joe Fojtik & Luke Wedwaldt 
K&S Engineers, Inc. (K&S): None 
Visitors:  

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Vapor Piezometer (VP) L7 (incomplete) 

• TRS approved the relocation of the proposed location of VP-L7 2.5 feet south of the 
proposed location due to the presence of a wall.  Terra used their Geoprobe 6620 
track-mounted Direct Push Technology (DPT) rig to advance a borehole with 4” diameter 
solid stem augers (SSA) to 18.5 feet below ground surface (bgs).  Terra pulled out of the 
hole (POH) with the SSAs and the hole remained open to 18.5 feet bgs.  Had to wait 1.5 
hours for the delivery of the stainless steel pipe before the piezometer could be 
constructed. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 3    0.0  Gravely SAND, dk org brn mottled w/lt-mod org brn, mod silty, 

f-c grn, gravel inc. slag, dry, no odor 
3 – 6    0.0  Silty SAND, dusky brn to blk, f-m grn, tr gravel, sli moist, no odor 
6 – 12    0.0  SAND, mod-dk org brn, f-grn, tr fine gravel, sli moist, no odor 
12 – 15    0.0  SAND, lt yel brn mottled w/mod brn, f-grn, dry, no odor 
15 – 18.5  0.0  SAND, lt yel brn, f-grn, dry, no odor 

• Once the stainless steel pipe was delivered to the site, Terra backfilled the borehole to 13 
feet bgs with #4 silica sand then TRS lowered a 1.5-inch diameter 2.5-foot section of 
V-wrapped stainless steel screen (20 slot) with capped end screwed onto one 5-foot 
section of 1.5-inch diameter stainless steel riser pipe connected to a 6.2-foot long section of 
1.5-inch Sch 80 CPVC pipe with a CPVC female coupler inside the borehole.  Couplers 
and exposed threads add ~0.9 feet of length.  The screened interval ~13.0 – 10.5 feet bgs.  
Terra poured additional #4 silica sand into the borehole bringing the sand pack up to 8 
feet bgs then filled the remainder of the annulus with neat cement grout to surface. 

• Stick-up of 1.5-inch diameter CPVC pipe = 1.4 feet above ground surface (ags). 
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 Installation of ERH VP-M6 (incomplete) 

• Terra used their Geoprobe 6620 track-mounted DPT rig to advance a borehole with 4” 
diameter SSAs to 18.5 feet bgs.  Terra POH with the SSAs and the hole remained open to 
18.5 feet bgs. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 2    2.2  Gravely SAND, lt to mod gry brn, f-c grn, gravel is f-c sized, dry, sli 

odor 
2 – 4    3.8  Gravely SAND, mod to dk gry, f-c grn, gravel is f-m sized, dry, sli 

odor 
4 – 7    5.8  Silty SAND, blk, f-grn w/few med-grn, sli moist, mod odor 
7 – 10    6.6  Silty SAND, dusky brn to blk, f-grn, sli moist, mod to strong odor 
10 – 18.5  3.1  SAND, mod yel brn mottled w/gry brn, f-grn, streaks of staining 

incr. w/depth to pervasive staining, moist becoming wet, 
mod to strong odor 

• Terra backfilled the borehole to 13 feet bgs with #4 silica sand then TRS lowered a 1.5-inch 
diameter 2.5-foot section of V-wrapped stainless steel screen (20 slot) with capped end 
screwed onto one 5-foot section of 1.5-inch diameter stainless steel riser pipe connected to 
a 6.2-foot long section of 1.5-inch Sch 80 CPVC pipe with a CPVC female coupler inside 
the borehole.  Couplers and exposed threads add ~0.9 feet of length.  The screened 
interval ~13.0 – 10.5 feet bgs.  Terra poured additional #4 silica sand into the borehole 
bringing the sand pack up to 8 feet bgs then filled the remainder of the annulus with neat 
cement grout to surface. 

• Stick-up of 1.5-inch diameter CPVC pipe = 1.4 feet ags. 
. 
Collection of Soil Sample A4-PLOT 160714 

• Terra used their Geoprobe 6620 track-mounted DPT rig to advance 2” diameter soil 
probes to 5 feet bgs adjacent to the eastern gate post where TRS noted odorous black soil 
during the installation of the fence post. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.2    No Read Asphalt 
0.2 – 1.3   6.8  Gravely SAND, lt gry mottled w/dk brn & blk, f-c grn, dry, mod to 

strong odor 
1.3 – 3.5   2.8 – 0.4 SAND, blk grading to dusky brn, f-grn, mod silty, dry to sli moist, 

mod to strong odor 
3.5 – 4.5   0.1  SAND, dk org brn, f-grn, dry to sli moist, sli odor 
4.5 – 5.0   0.0  SAND, med org brn, f-grn, tr gravel, dry to sli moist, sli odor 

• CDM Smith collected a soil sample from 0.2-3.5’ bgs and placed the material in clear glass 
2-oz sample container.  Based on a discussion with John Grabs (CDM Smith) the sample 
was submitted to STAT Analysis Corp. laboratory to be analyzed for volatile organic 
contaminants (VOCs) with standard turn-around time.  An additional sample was 
placed in a 16-ounce sample container and will be kept refrigerated just in case additional 
analyses are desired. 

 

Additional Notes and Observations: 
• TRS conducted a Health & Safety tailgate meeting with CDM Smith & Terra personnel. 

• Union personnel arrived late in the morning and were observed in the roadway 
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easements around the site for the rest of the day while Terra personnel were onsite. 

• TRS received shipment of stainless steel supplies for vapor piezometers at 11:20 AM. 

• Terra demobilized from the site. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• TRS indicated that they do not anticipate that K&S personnel will return to the site until 
Monday July 18th. 

 

Potential Work Tomorrow: 
 

• TRS will continue to inventory supplies and partially assemble piping in preparation for 
additional installations of multiphase extraction (MPE) electrodes, VPs and temperature 
monitoring points (TMPs) once K&S returns to the site. 



DAILY ACTIVITY REPORT  
 
 

Date: 7/18/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 77 degrees, cloudy, wind is 1-3 mph SW.  Forecast to go into the 80s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas & John Grabs 
TRS: Jeff Riffe & Brad Morris 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors:  

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode K6 (incomplete) 

• K&S used their Central Mine Equipment Co. (CME) 850 track mounted drilling rig to 
resume advancing 12.25” diameter hollow stem augers (HSAs) with a wooden plug in the 
bit, drilling to 39.5 feet below ground surface (bgs).  K&S had already drilled to 24.5 feet 
bgs on 7/7/16.  K&S charged the HSAs with water between flight connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
25.4 – 33  165 - 178 SAND, yel brn to mod gry brn, f-grn w few m-grn, moist becoming 

wet w/depth, strong odor 
33 – 39.5  205 - 485 SAND, mod grn gry, f-m grn w/tr to few coarse (coarsening 

w/depth), wet, staining, strong odor, inc. PID w/depth 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only 
slotted in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to 
making the connection.  Top of slotted interval ~4 feet bgs. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and one graphite/steel shot mix into the HSAs.  Mix = 3 50-lb bags of SWS 
Earth Contact Backfill + 1 50-lb bag of iron shot.  K&S continued POH with HSAs while 
pouring graphite/steel shot mix into HSAs (keeping mix at least two foot inside HSAs 
until last flight POH).  Required 9.25 mixes to bring graphite/iron shot to 2 feet bgs. 

• TRS pushed a drip tube (a 4.5 foot long 0.5-inch diameter copper pipe with a piece of 
screen material clamped onto the bottom) in the borehole adjacent to the black iron 
electrode leaving 0.5 feet of the pipe above ground surface (ags) then dumped a half of a 
50-lb bag of #4 silica sand in the annulus to fill from 2 feet bgs to 1 foot bgs. 

 
  Installation of ERH MPE electrode K5 (incomplete) 

• K&S used their CME 850 track mounted drilling rig to advance a pilot hole with 12.25” 
diameter HSA with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the HSA 
and center plug, installed a wooden plug in the bit, and drilled to 24.5 feet bgs before 



shutting down for the night. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.5    0.0  SAND, backfill, dry, no odor 
0.5 – 4    20.2  Limerock GRAVEL, backfill, sli odor 
4 – 6    0.7  SAND, mod brn, f-grn, dry, no odor, some gravel (from above?) 
6 – 9    0.1  SAND, mod to dk yel brn, f-grn, dry, no odor 
9 – 13    68.8 - 110 SAND, dk gry, f-m grn, sli moist, stained (increasing with depth), 

strong odor 
13 – 18    85 - 98 SAND, dk grn gry, f-grn, sli moist, stained, strong odor 
18 – 22   238 - 262 SAND, mod grn gry, f-grn, sli moist, staining, strong odor 
22 – 25   245 - 234 SAND, lt to mod grn gry, f-grn, dry to sli moist, some staining, 

strong odor 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with Wolf Brothers Tree 
Service (WBTS), K&S and CDM Smith personnel. 

• WBTS personnel trimmed the limbs of the elm tree that were in the way of the derrick of 
the drill rig at the proposed locations of MPE H6 & J6 and Groundwater Monitoring 
Piezometer (GMP) GWP-H6. 

• Cuttings from the installation of MPE K6 were placed in north rolloff due to evidence of 
contamination based on odors and PID readings. 

• Cuttings from the installation of MPE K5 from surface to 9 feet bgs were placed in south 
rolloff due to a lack of evidence of contamination based on odors and PID readings.  
Cuttings from the installation of MPE K5 from below 9 feet bgs were placed in the north 
rolloff due to evidence of contamination based on odors and PID readings.. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• Based on information obtained by TRS personnel from K&S personnel, K&S personnel 
will only be working 8 hours each day to avoid overtime charges. 

• K&S does not have tooling onsite to do installations of anything except the MPEs.  They 
will be bringing the tooling to do the Temperature Monitoring Points (TMPs), the Vapor 
Piezometers (VPs) and GMPs next week. 

 

Potential Work Tomorrow: 
 

• K&S will continue installing ERH MPE electrodes in Zone 2 (unpaved area west of the 
building). 
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DAILY ACTIVITY REPORT  
 
 

Date: 7/19/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 69 degrees, clear, wind is 1-3 mph S.  Forecast to go into the upper 80s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Jeff Riffe & Brad Morris 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: Tim Drexler (IEPA) & Crystal Nickel-Reuss (CH2M Hill) 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode K5 (incomplete) 

• K&S used their Central Mine Equipment Co. (CME) 850 track-mounted drilling rig to 
resume advancing 12.25” diameter hollow stem augers (HSAs) with a wooden plug in the 
bit, drilling to 39.5 feet below ground surface (bgs).  K&S had already drilled to 25 feet 
bgs on 7/18/16.  K&S charged the HSAs with water between flight connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
25 – 35  180 – 71* SAND, mod grn gry, f-m grn w/tr to few c-grn, moist becoming 

wet with depth, stained, mod to strong odor.  *Lower PID 
reading may have been due to influence of water 
introduced from charging HSAs – cuttings very soupy. 

35 – 39.5  121 - 101 SAND, mod grn gry, f-m grn w/some c-grn, wet, mod to strong 
odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only 
slotted in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to 
making the connection.  Top of slotted interval ~3 feet bgs. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and one graphite/steel shot mix into the HSAs.  Mix = 3 50-lb bags of SWS 
Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S had difficulty bumping plug out of HSAs when installing MPE electrode K5.  TRS 
approved K&S to use their standard penetration test (SPT) hammer on the rig to push 
plug out of HSAs by driving the black iron pipe with a cap temporarily installed on it.  
This successfully dislodged the plug, but stripped the threads and jammed the cap on the 
pipe.  TRS indicated that since there are still undamaged threads left on the stickup pipe, 
they believe they can cut the cap off the pipe and repair the threads on the stickup. 
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• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least two foot inside HSAs until last flight POH).  Required 9.75 mixes to 
bring graphite/iron shot to 2 feet bgs. 

• TRS pushed a drip tube (a 4.5 foot long 0.5-inch diameter copper pipe with a piece of 
screen material clamped onto the bottom) in the borehole adjacent to the black iron 
electrode leaving 0.5 feet of the pipe above ground surface (ags) then dumped a 3/4 of a 
50-lb bag of #4 silica sand in the annulus to fill from 2 feet bgs to 1 foot bgs. 

 
  Installation of ERH MPE electrode K4 (incomplete) 

• K&S used their CME 850 track mounted drilling rig to advance a pilot hole with 12.25” 
diameter HSAs with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the 
HSA and center plug, installed a wooden plug in the bit, and drilled to 39.5 feet bgs 
charging the HSAs with water between flight connections after reaching 25 feet bgs. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.5    0.0  SAND - backfill, no odor 
0.5 – 6    14.5  LIMEROCK GRAVEL - backfill, blk, sli odor 
6 – 8    49.5  Silty SAND, med to dk gry, f-grn, dry to sli moist, sli to mod odor 
8 – 12    68 – 28 SAND, dk grn to brn gry, f-grn, sli silty, stained, sli moist to moist, 

mod odor 
12 – 17    31 - 56 SAND, dk grn gry, f-grn, spotty stained, sli moist, mod odor 
17 – 27    88 - 126 SAND, lt to mod yel brn, f-grn, dry to sli moist becoming moist 

@ 25’ bgs, mod to strong odor 
27 – 31    113 – 76 SAND, mod grn gry, f-grn w/few m-grn, spotty staining, wet, mod 

to strong odor 
31 – 35    81 - 89 SAND, mod grn gry, f-m grn w/tr to few c-grn, some staining, wet, 

mod to strong odor 
35 – 39.5  71 - 76 SAND, mod to dk grn gry grading to med gry brn, f-m grn w/some 

c-grn, some staining, wet, mod to strong odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only 
slotted in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to 
making the connection.  Top of slotted interval ~3 feet bgs. 

• Before beginning to POH with the HSAs, K&S poured one 50-lb bag of steel shot and one 
graphite/steel shot mix into the HSAs.  Mix = 3 50-lb bags of SWS Earth Contact Backfill 
+ 1 50-lb bag of iron shot. 

• K&S had difficulty bumping plug out of HSAs when installing MPE electrode K5.  TRS 
approved K&S to push plug out of HSAs by pushing down with the drill head on the 
black iron pipe with a cap temporarily installed on it.  This successfully dislodged the 
plug. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least two foot inside HSAs until last flight POH).  Required 9.75 mixes to 
bring graphite/iron shot to 2 feet bgs. 

• TRS pushed a drip tube (a 4.5 foot long 0.5-inch diameter copper pipe with a piece of 
screen material clamped onto the bottom) in the borehole adjacent to the black iron 
electrode leaving 0.5 feet of the pipe ags then dumped a 3/4 of a 50-lb bag of #4 silica 
sand in the annulus to fill from 2 feet bgs to 1 foot bgs. 

• David measured the stickup and WL.  Stickup = 1.05’ ags  WL = 27.65’ bgs 
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  Installation of ERH MPE electrode J3 (incomplete) 

• K&S used their CME 850 track mounted drilling rig to advance a pilot hole with 12.25” 
diameter HSA with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the HSA 
and center plug, installed a wooden plug in the bit, and drilled to 24.5 feet bgs before 
shutting down for the night (SDFN). 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.5    13.1  SAND & GRAVEL, yel brn, dry, sli odor 
0.5 – 1    28.7  SAND & GRAVEL, dk yel brn, dry, sli to mod odor 
1 – 3    44  Silty SAND, blk, f-grn w/few m-grn, few to some gravel dec. 

w/depth, dry, sli to mod odor 
3 – 6    6.8 – 10.1 Clayey Gravely SAND, blk grading to dk dusky brn, f-grn, clay has 

low to mod plasticity, dry to sli moist, sli odor 
6 – 9    7.4 – 5.6 Silty SAND, mod org brn mottled w/dk brn, f-grn, dry, sli odor 
9 – 16    4.5 – 1.8 SAND, mod yel org brn mottled w/dk brn, f-grn, dry, no odor 
16 – 24.5  1.1 – 2.6 SAND, lt yel brn, f-grn, dry, no odor 

• K&S ceased advancing 12.25” diameter HSAs @ 22 feet bgs due to the drill rig engine 
overheating.  Later, drilled to 24.5’ bgs before SDFN. 

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

• While K&S were drilling at the proposed MPE-K4 location, Tim Drexler (IEPA) & Crystal 
Nickel-Reuss (CH2M Hill) were observed photographing the site from the Marshall ROW.  
Eventually, they came onto the site and inquired with Brad regarding the possibility of 
temporarily storing on this site five drums of investigative derived wastes (IDW) from the 
advancement of borings for a soil vapor investigation.  They indicated that the site where 
the material will be generated beginning in approximately 3 weeks is an unsecured EPA 
site with suspected solvent contamination.  Brad said he would discuss it with 
management and get back with Tim. 

• David measured the stickup and WL of ERH MPE-K6 installed on 7/18/16.  Stickup = 
0.66’ ags  WL = 27.71’ bgs 

• K&S personnel spoke w/their office and have gotten their request approved to have a 
truck-mounted drill rig brought to the site to exchange for the existing rig (since it is 
overheating and the tracks are tearing up the asphalt parking lot).  The new rig will be 
delivered either tonight or first thing tomorrow morning.  They will likely not be 
bringing the smaller augers needed for the installation of Temperature Monitoring Points 
(TMPs), the Vapor Piezometers (VPs) and Groundwater Monitoring Piezometers (GMPs). 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• TRS personnel communicated with CDM Smith personnel regarding K&S not having the 
downhole tools onsite for installing the TMPs, VPs and GMPs until next week.  Both TRS 
and K&S believe they will be able to maneuver the rig that will be arriving tomorrow 
around the installed MPE to install the TMPs, VPs and GMPs that are in and amongst the 
MPEs once they are installed. 
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Potential Work Tomorrow: 
 

• K&S will continue to install MPE electrodes in Zone 2 (unpaved area west of the 
building). 
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DAILY ACTIVITY REPORT  
 
 

Date: 7/20/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 70 degrees, clear, wind is calm.  Forecast is for the temperature to go into the mid to 
upper 80s and there is a slight chance for showers and thunderstorms in the afternoon. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Jeff Riffe & Brad Morris 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode J3 (incomplete) 

• K&S moved their Central Mine Equipment Co. (CME) 850 track-mounted drilling rig off 
the location into the staging area and move in and rigged up (MIRU) their Diedrich-120 
(D-120) truck-mounted drilling rig and resumed advancing 12.25” diameter hollow stem 
augers (HSAs) with a wooden plug in the bit, drilling to 39.5 feet below ground surface 
(bgs).  K&S had already drilled to 24.5 feet bgs on 7/19/16.  K&S charged the HSAs 
with water between flight connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
24.5 – 33  0.3 – 0.7 SAND, lt to mod yel org brn, f-grn w/tr to few m-grn, moist 

becoming wet below ~27’ bgs, stained, no odor. 
33 – 39.5  7.8 – 68.8 SAND, mod gry brn, f-m grn w/tr to few c-grn, wet, spotty 

staining becoming more prevalent w/depth, sl to mod 
odor, PID readings dropped into the 40s below ~38’ bgs 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only 
slotted in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to 
making the connection.  Top of slotted interval ~3.5 feet bgs. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and one graphite/steel shot mix into the HSAs.  Mix = 3 50-lb bags of SWS 
Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least two foot inside HSAs until last flight POH).  Required 10 mixes to 
bring graphite/iron shot to 2 feet bgs. 

• TRS pushed a drip tube (a 4.5 foot long 0.5-inch diameter copper pipe with a piece of 
screen material clamped onto the bottom) in the borehole adjacent to the black iron 
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electrode leaving 0.5 feet of the pipe above ground surface (ags) then dumped a 3/4 of a 
50-lb bag of #4 silica sand in the annulus to fill from 2 feet bgs to 1 foot bgs. 

 
  Installation of ERH MPE electrode K3 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 12.25” 
diameter HSA with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the HSA 
and center plug, installed a wooden plug in the bit, and drilled to 24.5 feet bgs before 
shutting down for the night (SDFN). 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.5    0.0  Gravely SAND, lt to mod yel brn, gravel is f-m sized limerock, dry, 

no odor 
0.5 – 3    0.8  LIMEROCK GRAVEL – backfill, no odor 
3 – 5    48 - 90 Silty SAND, blk to dk gry, f-grn, few to some gravel dec. w/depth, 

sli to mod clayey, dry, staining, mod to strong odor 
5 – 7    7.5  Silty SAND, mod yel brn mottled w/dk brn, f-grn, dry, sli odor 
7 – 10    2.9  SAND, lt to mod yel brn mottled w/dk brn, f-grn, dry, tr odor 
10 – 11    16.4  SAND, grayish yel brn mottled w/dk gry brn, f-grn, dry, sli odor 
11 – 24.5  13.3 – 4.1 SAND, lt to mod yel brn, f-grn, dry, sli odor dec. w/depth 

• K&S ceased advancing 12.25” diameter HSAs @ 24.5 feet bgs because they would not be 
able to complete the installation of the electrode within their 8-hour work day.  SDFN. 

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

• K&S personnel had to drive to their shop in Highland, Indiana to pick up a 
truck-mounted drill rig to exchange for the existing rig (since it is overheating and the 
tracks are tearing up the asphalt parking lot).  The K&S personnel showed up at the site 
with the D-120 rig at 10:15 this morning.  They brought 3.25” augers (which make a 7.25” 
diameter hole) but they do not have any wooden plugs for these smaller augers. 

• While at lunch, inclement weather with light to moderately heavy rainfall occurred.  
K&S personnel had already informed TRS that they would not work in the rain.  After 40 
minutes, the rain became only a light drizzle before terminating completely and K&S 
MIRU at the proposed MPE-K3 location and drilled to 24.5’ bgs.  They ceased drilling at 
this “point-of-no-stop” depth because they would not be able to complete the installation 
of the electrode within their 8-hour work day (a constraint established by K&S).  The 
depth of 24.5’ bgs was established as a “point-of-no-stop” depth by TRS because once the 
augers are advanced below the water table (WT), the electrode and graphite/shot mix 
must be installed otherwise the HSAs might partially fill with sediment if left overnight 
below the WT. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• None. 
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Potential Work Tomorrow: 
 

• K&S will continue to install MPE electrodes in Zone 2 (unpaved area west of the 
building). 
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DAILY ACTIVITY REPORT  
 
 

Date: 7/21/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 78 degrees, foggy, wind is calm.  Forecast is for clear skies and the temperature to go 
into the mid to upper 90s and there is a heat warning for the afternoon. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Jeff Riffe & Brad Morris 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode K3 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to resumed advancing 
12.25” diameter hollow stem augers (HSAs) with a wooden plug in the bit, drilling to 
39.5 feet below ground surface (bgs).  K&S had already drilled to 24.5 feet bgs on 
7/18/16.  K&S charged the HSAs with water between flight connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
24.5 – 34  0.4  SAND, lt to mod yel brn grading to lt to mod gry brn, f-grn 

becoming f-m grn w/depth, sli moist becoming wet below 
~28’ bgs, tr to sli odor. 

34 – 39.5  0.1 – 0.8 SAND, lt to mod gry brn, f-m grn w/ few c-grn, wet, sl to mod 
odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only 
slotted in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to 
making the connection.  Top of slotted interval ~3.5 feet bgs. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and two graphite/steel shot mix into the HSAs, and pushed down on the 4” 
black iron pipe with the rig’s auger drive cap to push out the wooden plug in the HSA 
bit.  Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until last flight POH).  Required 10 mixes to 
bring graphite/iron shot to 2 feet bgs. 

• TRS pushed a drip tube (a 4.5 foot long 0.5-inch diameter copper pipe with a piece of 
screen material clamped onto the bottom) in the borehole adjacent to the black iron 
electrode leaving 0.5 feet of the pipe above ground surface (ags) then dumped 1 1/2 50-lb 
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bags of #4 silica sand in the annulus to fill from 2 feet bgs to 1 foot bgs. 

• David measured the stickup and WL.  Stickup = 0.90’ ags  WL = 27.23’ bgs 
 
Installation of ERH MPE electrode J4 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 12.25” 
diameter HSAs with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the 
HSA and center plug, installed a wooden plug in the bit, and drilled to 39.5 feet bgs 
charging the HSAs with water between flight connections after reaching 25 feet bgs. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.5    0.0  Gravely SAND, lt to mod yel brn, f-m grn, gravel is limerock, dry, 

no odor 
0.5 – 4.5   0.0  Gravely SAND, dk brn gry grading to dk brn,f-m grn, dry, no odor 
4.5 – 6    34.1 – 71.3 Silty SAND, blk to dusky brn, f-grn, sli clayey, dry to sli moist, 

stained, sli to mod odor 
6 – 8    43.7  Silty SAND, bluish blk, f-grn, oily, stained, sli moist to moist, 

mod odor 
8 – 12    53 – 98 Silty SAND, dk gry to bluish gry, f-m grn, stained, dry to sli moist, 

mod to strong odor 
12 – 18    210 -256 SAND, med to dk gry, f-grn, dry to sli moist, stained, strong odor 
18 – 27    248  SAND, lt to mod brn gry getting lighter and browner in color 

w/depth, f-grn, dry, strong odor 
27 – 32    278 – 231 SAND, med gry mottled w/dk gry, f-grn, staining, moist 
becoming 

wet w/depth, strong odor 
32 – 37    198 - 153 SAND, med to dk gry, f-m grn w/ few c-grn, some staining, wet, 

strong odor 
37 – 39.5  185 - 105 SAND, dk gry grading to med to dk brn gry, f-m grn w/few to 

some c-grn (coarsening w/depth), some, wet, strong to 
mod odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only 
slotted in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to 
making the connection.  Top of slotted interval ~3 feet bgs. 

• Before beginning to POH with the HSAs, K&S poured one 50-lb bag of steel shot and two 
graphite/steel shot mix into the HSAs and pushed down on the 4” black iron pipe with 
the rig’s auger drive cap to push out the wooden plug in the HSA bit. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until last flight POH).  Required 10.5 mixes to 
bring graphite/iron shot to 2 feet bgs. 

• TRS pushed a drip tube in the borehole adjacent to the black iron electrode leaving 0.5 
feet of the pipe ags then dumped 1.75 bags of #4 silica sand in the annulus to fill from 2 
feet bgs to 1 foot bgs. 

• David measured the stickup and WL.  Stickup = 0.86’ ags  WL = 26.98’ bgs 
 
 
Installation of ERH MPE electrode J5 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 12.25” 
diameter HSA with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the 
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HSA and center plug, installed a wooden plug in the bit, and drilled to 24.5 feet bgs 
before shutting down for the night (SDFN). 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.5    0.0  Gravely SAND, yel brn, f-m grn, gravel is f-m sized limerock, dry, 

no odor 
0.5 – 4.5   0.0 – 8.1 LIMEROCK GRAVEL – backfill, dry, tr to sli odor 
4.5 – 8    75 - 104 Gravely SAND, dk brn, f-c grn, gravel and some c-grn are 
limerock,  

dry, sli to mod odor 
8 – 9    226  Silty SAND, dk brn to blackish brn, f-grn, sli clayey, dry to sli 

moist, strong odor 
9 – 11    314  Silty SAND, bluish blk, f-grn, oily, stained, sli moist, strong odor 
11 – 17    298 - 262 SAND, dk brn gry, f-grn, sli moist, stained, strong odor 
17 – 22    218  SAND, med to lt gry brn lighter w/depth, f-grn, dry, strong odor 
22 – 24.5  156  SAND, lt yel brn to lt gry brn, f-grn, dry, mod to strong odor 

• K&S ceased advancing 12.25” diameter HSAs @ 24.5 feet bgs because they would not be 
able to complete the installation of the electrode within their 8-hour work day.  SDFN. 

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

• Brad collected soil samples from the soil cuttings roll offs to send to an offsite laboratory 
to verify disposal options. 

• David measured the stickup and WL of MPE-J3.  Stickup = 0.78’ ags  WL = 26.94’ bgs 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• None. 
 

 
Potential Work Tomorrow: 
 

• K&S will complete the installation of MPE electrodes in Zone 2 (unpaved area west of 
the building) and begin advancing HSAs at one of the proposed locations for a MPE 
electrode in Zone 3. 
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DAILY ACTIVITY REPORT  
 
 

Date: 7/22/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 71˚F, ptly cloudy, wind is calm.  Heavy rainfall overnight (~4”).  Forecast is for clear 
skies and the temperature to go into the mid 90s and there is a heat warning for the afternoon. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Brad Morris 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode J5 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to resumed advancing 
12.25” diameter hollow stem augers (HSAs) with a wooden plug in the bit, drilling to 39.5 
feet below ground surface (bgs).  K&S had already drilled to 24.5 feet bgs on 7/21/16.  
K&S charged the HSAs with water between flight connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
22 – 28    156 – 112 SAND, lt brn to lt gry brn, f-grn, dry to sli moist, mod to strong 

odor 
28 – 32    159 - 189 SAND, mod to dk gry brn getting darker with depth, f-grn, 

staining, moist becoming wet, mod to strong odor. 
32 – 35    171 – 112 SAND, dk grn gry, f-m grn w/few c-grn, wet, stained, strong odor 
35 – 39.5  107  SAND, mod yel brn mottled w/mod to dk gry brn, f-m grn w/ few 

to some c-grn (coarser w/depth, wet, spotty staining, mod 
odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only 
slotted in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to 
making the connection.  Top of slotted interval ~3 feet bgs. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and two graphite/steel shot mix into the HSAs, and pushed down on the 4” 
black iron pipe with the rig’s auger drive cap to push out the wooden plug in the HSA bit.  
Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until last flight POH).  Required 9.5 mixes to 
bring graphite/iron shot to 2 feet bgs. 
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• TRS pushed a drip tube (a 4.5 foot long 0.5-inch diameter copper pipe with a piece of 
screen material clamped onto the bottom) in the borehole adjacent to the black iron 
electrode leaving 0.5 feet of the pipe above ground surface (ags) then dumped 1 50-lb bag 
of #4 silica sand in the annulus to fill from 2 feet bgs to 1 foot bgs. 

• David measured the stickup and WL.  Stickup = 1.06’ ags  WL = 27.08’ bgs 
 
Installation of ERH MPE electrode H6 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 12.25” 
diameter HSAs with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the 
HSA and center plug, installed a wooden plug in the bit, and drilled to 39.5 feet bgs 
charging the HSAs with water between flight connections after reaching 25 feet bgs. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. Asphalt 
0.1 – 0.5   0.9  Gravely SAND, med to dk org brn, f-c grn, dry, tr odor 
0.5 – 2.0   0.2  Silty SAND, dk brn, f-m grn w/tr c-grn, sli clayey, dry, no odor 
2.0 – 3.5   0.0  Silty SAND, dk red brn grading to mod red brn, f-grn, dry no odor 
3.5 – 5    0.0  SAND, mod org brn, f-m grn w/few c-grn, sli silty, dry, no odor 
5 – 16    0.0 – 0.4 SAND, mod yel brn becoming mottled w/mod gry brn w/depth, 

f-grn, dry, no odor 
16 – 27    0.7 -3.1 SAND, lt to mod org yel brn, f-grn, dry, no odor 
27 – 31    4.8 – 28 SAND, mod gry org brn, f-grn, spotty staining, moist becoming 

wet w/depth, sli to mod odor 
31 – 36    39 - 59 SAND, grn yel gry brn, f-m grn w/tr c-grn but coarsening 

w/depth, some staining, wet, mod to strong odor 
36 – 39.5  86 - 218 SAND, mod grn gry, f-m grn w/few to some c-grn (coarsening 

w/depth), stained, wet, strong odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only 
slotted in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to 
making the connection.  Top of slotted interval ~3.5 feet bgs. 

• Before beginning to POH with the HSAs, K&S poured one 50-lb bag of steel shot and two 
graphite/steel shot mix into the HSAs and pushed down on the 4” black iron pipe with 
the rig’s auger drive cap to push out the wooden plug in the HSA bit. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  
Required 4.5 mixes to bring graphite/iron shot to 23 feet bgs.  K&S continued POH with 
HSAs while pouring #4 silica sand into HSAs (keeping sand at least eight feet inside 
HSAs until POH w/HSAs.  Required 29.5 50-lb bags of sand to bring it to 1 foot bgs. 

• David measured the stickup and WL.  Stickup = 0.57’ ags  WL = 27.35’ bgs 
 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

• TRS pushed a drip tube in the borehole adjacent to the black iron electrode of MPE-H6 
leaving 0.5 feet of the pipe ags.  David informed Brad that the figure showing the 
proposed construction of MPEs in Zone 3 do not show the need for a drip tube, but Brad 
said he thought it was decided that drip tubes would be placed in all MPEs.  He will find 
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out over the weekend and it can be pulled out next week if not needed. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• TRS and K&S personnel are scheduled to start work on Monday 7/25/16 at 09:00 AM. 

• Brad is still trying to determine if K&S personnel can work more than 8-hours in a 
particular day without being considered “overtime” if they limit their working hours 
onsite to no more than 40-hrs per week. 

 

 
Potential Work Next Week: 
 

• K&S will bring the correct sized HSA’s (4.25-inch ID) for installing Temperature 
Monitoring Points (TMPs), Vapor Piezometers (VPs) & Groundwater Monitoring 
Piezometers (GMPs) when they return to the site next week.  They will also continue the 
installation of MPE electrodes in Zone 3. 
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DAILY ACTIVITY REPORT  
 
 

Date: 7/25/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 80˚F, clear, wind is calm.  Forecast is for mostly sunny skies and the temperature to go into 
the mid 80s. 
 

Report Author: John Grabs (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: John Grabs 
TRS: Brad Morris & Ted Highely 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode J6 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to advance a pilot hole with 
12.25” diameter HSAs with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the 
HSA and center plug, installed a wooden plug in the bit, drilling to 39.5 feet below ground 
surface (bgs).  After reaching 25 feet bgs, K&S charged the HSAs with water between flight 
connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0.0 – 5.0   Not meas Asphalt and gravely Silty SAND fill, blk to dk gry, f-m w/tr c grn, sli 

clayey, dry,sli to mod odor 
5.0 – 26.0  NAB SAND, mod yel brn mottled w/dk yel brn, f- to med grn, dry, no odor, 

slight variations in color and grain size, but generally the same. 
26 – 27    27.7 SAND, lt to mod yel brn getting grayer with depth, med-grn, damp to 

wet, odor. 
27 – 39.5  289  SAND, med to dk grn gray, f-m grn w/some c-grn (coarser 

w/depth), wet, staining, strong to mod odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped inside the HSAs.  Pipe 
consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only slotted in 
bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to making the 
connection.  Top of slotted interval ~3.5 feet bgs. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag of steel 
shot and two graphite/steel shot mix into the HSAs, and pushed down on the 4” black iron pipe 
with the rig’s auger drive cap to push out the wooden plug in the HSA bit.  Mix = 3 50-lb bags 
of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs (keeping mix 
at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  Required 4.5 mixes 
to bring graphite/iron shot to 23 feet bgs.  K&S continued POH with HSAs while pouring #4 



2 
 

silica sand into HSAs (keeping sand at least eight feet inside HSAs until POH w/HSAs.  
Required 26.75 50-lb bags of sand to bring it to 1 foot bgs. 

• Trip tube inserted 
 
Installation of ERH MPE electrode H5 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 12.25” diameter 
HSAs with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the HSA and center 
plug, installed a wooden plug in the bit, and drilled to 39.5 feet bgs charging the HSAs with 
water between flight connections after reaching 25 feet bgs. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0.0 – 4.5   0.2  Asphalt and gravely SAND fill, dk brn to blk, f-m grn w/few c-grn 

limerock and quartz, dry, no odor 
4.5 – 5.0   0.2  Silty SAND, med brown, f-grn, dry, loose, no odor 
5.0 –26.5   0.1  SAND, lt to dk yel brn, f- to med-grn, dry sli odor 
26.5-29.5   1.2 Silty SAND, lt grayish brn, med-grn, damp, odor 
29.5-39.5   146-224 SAND, med-grn, lt grayish, med-grn, wet, sheen in lower portion, strong 

odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  Pipe 
consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only slotted in 
bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to making the 
connection.  Top of slotted interval ~3.5 feet bgs. 

• Before beginning to POH with the HSAs, K&S poured one 50-lb bag of steel shot and two 
graphite/steel shot mix into the HSAs and pushed down on the 4” black iron pipe with the rig’s 
auger drive cap to push out the wooden plug in the HSA bit. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs (keeping mix 
at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  Required 4.5 mixes 
to bring graphite/iron shot to 23 feet bgs.  K&S continued POH with HSAs while pouring #4 
silica sand into HSAs (keeping sand at least five feet inside HSAs until POH w/HSAs.  
Required 28 50-lb bags of sand to bring it to 1 foot bgs. 

• Trip tube inserted. 

 
 
Additional Notes and Observations: 
 

• All Zone 3 MPE electrodes will be constructed in the same manner as described above. 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM Smith 
personnel. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or Deficiencies: 
 

• Brad spoke with K&S management personnel and determined that K&S personnel can work 
more than 8-hours in a particular day without being considered “overtime” as long as they limit 
their working hours onsite to no more than 40-hrs per week. 

 
Potential Work Tomorrow: 
 

• K&S will continue installation of MPE electrodes along the H line (i.e., H-4 through H-2). 
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DAILY ACTIVITY REPORT  
 
 

Date: 7/26/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 78˚F, clear, wind is calm.  Forecast is for clear skies and the temperature to go into the 
mid 80s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas & John Grabs 
TRS: Brad Morris & Ted Highely 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: Brian Conrath (IEPA) 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode H4 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to advance a pilot hole 
with 12.25” diameter HSAs with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH 
with the HSA and center plug, installed a wooden plug in the bit, drilling to 39.5 feet 
below ground surface (bgs).  After reaching 25 feet bgs, K&S charged the HSAs with 
water between flight connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. Asphalt 
0.1 – 2.0   39 - 108 Gravely Silty SAND, blk to dk gry, f-m w/tr c grn, sli clayey, dry, 

sli to mod odor 
2.0 – 3.0   51 - 41 Silty SAND, dk dusky brn, f-grn w/tr m&c, sli clayey, tr to few 

gravel, dry, sli odor 
3.0 – 4.5   35 - 21 Silty SAND, dk brn, f-m grn w/some c-grn, few to some gravel, 

dry, sli odor 
4.5 – 6.0   10.5 – 8 SAND, med org brn, f-grn, dry, tr to no odor 
6.0 – 9.0   7.6  SAND, dk org brn mottled w/dk dusky brn, f-grn w/tr m-c grn, 

dry, tr to no odor 
9.0 – 12   3.4  SAND, mod yel brn mottled w/dk yel brn, f-grn, dry, no odor 
12 – 27    1.5 – 0.4 SAND, lt to mod yel brn getting lighter with depth, f-grn, dry, no 

odor. 
27 – 34    28.1 - 39 SAND, lt yel brn, f-grn, sli moist becoming wet below ~29’ bgs, sli 

odor. 
34 – 37    44 – 77 SAND, med grn brn becoming darker in color w/depth, f-m grn 

w/tr c-grn, wet, spotty staining incr. w/depth, mod. odor 
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37 – 39.5  156 – 66.7 SAND, med to dk grn gray, f-m grn w/some c-grn (coarser 
w/depth), wet, staining, strong to mod odor, sli less 
staining & PID w/depth 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped inside the HSAs.  Pipe 
consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only slotted 
in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to making the 
connection.  Top of slotted interval ~3.5 feet bgs. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and two graphite/steel shot mix into the HSAs, and pushed down on the 4” 
black iron pipe with the rig’s auger drive cap to push out the wooden plug in the HSA bit.  
Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  
Required 4.5 mixes to bring graphite/iron shot to 23 feet bgs.  K&S continued POH with 
HSAs while pouring #4 silica sand into HSAs (keeping sand at least eight feet inside 
HSAs until POH w/HSAs.  Required 26.75 50-lb bags of sand to bring it to 1 foot bgs. 

• David measured the stickup and WL.  Stickup = 0.60’ ags  WL = 26.48’ bgs 
 
Installation of ERH MPE electrode H3 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 12.25” 
diameter HSAs with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the 
HSA and center plug, installed a wooden plug in the bit, and drilled to 39.5 feet bgs 
charging the HSAs with water between flight connections after reaching 25 feet bgs. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. Asphalt 
0.1 – 2.5   45 - 58 Gravely SAND, dk brn to blk, f-m grn w/few c-grn, gravel is 

limerock and quartz, dry, sli to mod odor 
2.5 – 4.0   32 - 20 Silty SAND, med org brn mottled w/dk brn, f-grn, dry, sli odor 
4.0 – 7    27.6  SAND, dk yel brn, f-grn, dry sli odor 
7 – 27    6.7 -0.4 SAND, lt to mod yel brn, f-grn, dry, tr to no odor 
27 – 33    21 – 44 SAND, mod yel brn to mod grn brn, f-grn, spotty staining, sli moist 

becoming wet below ~29’ bgs, sli to mod odor 
33 – 39.5  64 – 94 - 23 SAND, mod grn brn, f-m grn w/tr to few c-grn (coarsening 

w/depth), stained, wet, mod to strong odor. Highest PID 
from ~38’ bgs; lowest PID from ~ 39’ bgs 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only 
slotted in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to 
making the connection.  Top of slotted interval ~3.5 feet bgs. 

• Before beginning to POH with the HSAs, K&S poured one 50-lb bag of steel shot and two 
graphite/steel shot mix into the HSAs and pushed down on the 4” black iron pipe with 
the rig’s auger drive cap to push out the wooden plug in the HSA bit. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  
Required 4.5 mixes to bring graphite/iron shot to 23 feet bgs.  K&S continued POH with 
HSAs while pouring #4 silica sand into HSAs (keeping sand at least five feet inside HSAs 
until POH w/HSAs.  Required 28 50-lb bags of sand to bring it to 1 foot bgs. 

• David measured the stickup and WL.  Stickup = 0.74’ ags  WL = 26.60’ bgs 
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Installation of ERH MPE electrode H2 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 12.25” 
diameter HSA with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the HSA 
and center plug and found that they had hit a buried steel drum.  After the remains of 
the drum were removed, K&S installed a wooden plug in the bit, and drilled to 10 feet 
bgs.  Upon reaching this depth, it was determined that the wooden plug had been 
pushed up into the HSAs, so they were POH, the wooden plug removed, and a new plug 
installed.  The borehole was then advanced to 24.5 feet bgs before SDFN. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. Asphalt 
0.1 – 3.5   3.5  Gravely SAND, mod to dk yel brn, f-m grn, dry, no odor 
3.5 – 11    1.1 – 0.2 SAND, mod org brn mottled w/dk yel brn, f-grn, tr gravel, sli 

moist, dry, no odor 
11 – 24.5  0.2 – 1.8 SAND, lt yel brn, f-grn, dry, no odor 

• K&S ceased advancing 12.25” diameter HSAs @ 24.5 feet bgs because they would not be 
able to complete the installation of the electrode within their 8-hour work day.  SDFN. 

 
Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

• TRS pushed a drip tube in the borehole adjacent to the black iron electrode of MPE-H6 
leaving 0.5 feet of the pipe ags.  David informed Brad that the figure showing the 
proposed construction of MPEs in Zone 3 do not show the need for a drip tube, but Brad 
said he thought it was decided that drip tubes would be placed in all MPEs.  He will find 
out over the weekend and it can be pulled out next week if not needed. 

• David measured the stickup and WL of MPE-J6.  Stickup = 0.73’ ags  WL = 26.85’ bgs 

• David measured the stickup and WL of MPE-H5.  Stickup = 0.46’ ags  WL = 26.83’ bgs 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• Brad stated that TRS is installing drip tubes in the annulus of each of the MPE electrodes 
in Zone 3 even though the proposed construction figures don’t call for them.  They are 
doing this so a means to provide hydration is available just in case hydrating is 
determined to be necessary for these electrodes to enhance the remediation process. 

• Brad spoke with K&S management personnel and determined that K&S personnel can 
work more than 8-hours in a particular day without being considered “overtime” as long 
as they limit their working hours onsite to no more than 40-hrs per week. 

 
Potential Work Tomorrow: 
 

• K&S will complete the installation of MPE-H2 then use the 4.25-inch ID HSAs to install 
Temperature Monitoring Points (TMPs), Vapor Piezometers (VPs) & Groundwater 
Monitoring Piezometers (GMPs) in Zone 2 and the eastern portion of Zone 3.  They will 
then continue the installation of MPE electrodes in Zone 3. 
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DAILY ACTIVITY REPORT  
 
 

Date: 7/27/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 71 degrees, clear, wind is calm.  Forecast is for clear skies and the temperature to go 
into the mid to upper 80s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Brad Morris 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: Bret Baker (Bodine) 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode H2 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to resumed advancing 
12.25” diameter hollow stem augers (HSAs) with a wooden plug in the bit, drilling to 39.5 
feet below ground surface (bgs).  K&S had already drilled to 24.5 feet bgs on 7/26/16.  
K&S charged the HSAs with water between flight connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
24.5 – 31  10.3 - 0.4 SAND, lt to mod yel brn, f-grn w/few m-grn w/depth, dry 

becoming moist @`26’ bgs and wet below ~30’ bgs, tr to sli
 odor. 

31 – 39.5  3.1 – 4.6 SAND, mod yel brn grading to grayish yel brn, f-m grn w/ tr c-grn, 
wet, sli odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only 
slotted in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to 
making the connection.  Top of slotted interval ~3 feet bgs. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and two graphite/steel shot mix into the HSAs, and pushed down on the 4” 
black iron pipe with the rig’s auger drive cap to push out the wooden plug in the HSA bit.  
Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  
Required 4.5 mixes to bring graphite/iron shot to 23 feet bgs.  K&S continued POH with 
HSAs while pouring #4 silica sand into HSAs (keeping sand at least eight feet inside 
HSAs until POH w/HSAs.  Required 35 50-lb bags of sand to bring it to 1 foot bgs. 

• TRS pushed a drip tube in the borehole adjacent to the electrode leaving 0.5 feet of the 
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pipe ags. 

• David measured the stickup and WL.  Stickup = 0.91’ ags  WL = 26.63’ bgs 
 
Installation of ERH Temperature Monitoring Point (TMP)-K5 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 4.25” inside 
diameter (ID) HSAs (which create a 7.88” diameter hole) with center plug on 1.75-inch 
AWJ rod to 5 feet bgs.  K&S POH with the HSA and center plug, installed a wooden plug 
in the bit, and drilled to 39 feet bgs charging the HSAs with water between flight 
connections after reaching 25 feet bgs. 

• K&S lowered open-ended 1.75-inch AWJ rods in the HSAs and tagged sand @ ~30 feet 
bgs (not sure if sand came in through HSA joints or if the wooden plug failed).  K&S 
jetted the HSAs with water through the rods and washed sand out of HSAs.  Used rods 
to push plug out of the HSAs then pulled out of the augers (POA) with rods.  K&S and 
TRS personnel lowered two 20-foot sections of 1.25” diameter copper pipe in the HSAs, 
soldering the coupler between the two sections. 

• Before beginning to POH with the HSAs, K&S filled HSAs with neat cement grout. 

• K&S continued POH with HSAs while pouring more grout into HSAs (keeping the 
downhole HSAs full of grout until last flight POH).  Required 17 94-lb bags of Type I 
Portland cement to bring grout to 2 feet bgs.  The top of the copper pipe is 1.15’ ags. 

• Later, K&S brought grout in the annulus to ~0.5 feet bgs. 
 
Installation of ERH Vapor Piezometer (VP)-K5 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 4.25” ID 
HSAs (which create a 7.88” diameter hole) with center plug on 1.75-inch AWJ rods to 13 
feet bgs.  K&S then pulled out of the augers (POA) with rods and center plug.  TRS 
personnel lowered the pre-assembled 14-foot long VP in the HSAs which consisted of 2.5’ 
of 1.5” diameter stainless-steel (SS) wire-wrapped screen, 5.75’ of 1.5” diameter SS riser, 
and 5.75’ of 1.5” diameter CPVC pipe. 

• Before beginning to POH with the HSAs, K&S dumped ½ of a 50-lb bag of #4 silica sand 
in the HSAs.  As K&S began POH with the HSAs, the VP became wedged in the HSAs 
(due to bridging with the sand pack material).  K&S POH with the HSAs and VP, but the 
borehole remained open to 13’ bgs, so the VP was lowered in the borehole with the screen 
from 10.5’ to 13.0’ bgs and 3.5 50-lb bags of #4 sand were dumped into the annulus to 
bring the top of the sandpack to 8.0’ bgs. 

• K&S poured grout into the annulus, filling the remainder of the annulus.  Required 5 
94-lb bags of Type I Portland cement to bring grout to surface. 

 
Installation of ERH Temperature Monitoring Point (TMP)-K4 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 4.25” ID 
HSAs (which create a 7.88” diameter hole) with center plug on 1.75-inch AWJ rod to 5 feet 
bgs.  K&S POH with the HSA and center plug, installed a wooden plug in the bit, and 
drilled to 24.5 feet bgs with the HSAs.  K&S ceased advancing the HSAs @ 24.5 feet bgs 
because they would not be able to complete the installation of the electrode within the 
scheduled 10-hour work day.  Also, Brad needs to deliver the soil samples that he 
collected today from the rolloffs to FedEx.  SDFN. 

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 
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• Brad re-collected soil samples from the soil cuttings roll offs to send to an offsite 
laboratory to verify disposal options.  The samples had to be re-collected because the 
previous samples collected had exceeded holding times as a result of shipping problems. 

• Rockford Utilities (RU) have closed Marshall Street west of the site to perform utility 
work (tie into water main, locate supply valve to site bldg.. & cap the fire suppression line 
to the site bldg.).  Bret Baker (Bodine) showed RU personnel where the Groundwater 
Extraction System (GWES) piping was located under Marshall St. and in the right-of-way 
(ROW) west of the roadway.  RU personnel requested a drawing showing the GWES 
piping and Bret stated that Bodine would provide it. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• None. 

 
Potential Work Tomorrow: 
 

• K&S will complete the installation of TMP-K4 and then install TMP-H3, groundwater 
piezometers (GWPs)-K3, GWP-H6, and move in and rig up (MIRU) on GWP-G5. 
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DAILY ACTIVITY REPORT  
 
 

Date: 7/28/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 70 degrees, partly cloudy, wind is calm.  Forecast is for potential afternoon showers 
or thundershowers and the temperature to go into the lower 80s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Brad Morris 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Temperature Monitoring Point (TMP)-K4 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to resumed advancing 
4.25” inside diameter (ID) hollow stem augers (HSAs) with a wooden plug in the bit, 
drilling to 39 feet below ground surface (bgs).  K&S had already drilled to 24.5 feet bgs 
on 7/27/16.  K&S charged the HSAs with water between flight connections. 

• K&S lowered open-ended 1.75-inch AWJ rods in the HSAs and push plug out of the HSAs 
then pulled out of the augers (POA) with rods.  K&S and TRS personnel lowered two 
20-foot sections of 1.25” diameter copper pipe in the HSAs, soldering the coupler between 
the two sections. 

• Before beginning to POH with the HSAs, K&S filled HSAs with neat cement grout. 

• K&S continued POH with HSAs while pouring more grout into HSAs (keeping the 
downhole HSAs full of grout until last flight POH).  Required 20 94-lb bags of Type I 
Portland cement to bring grout to 1 feet bgs.  The top of the copper pipe is 1.35’ ags. 

• Later, K&S brought grout in the annulus to ~0.5 feet bgs. 
 
  Installation of ERH TMP-H3 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 4.25” ID 
HSAs (which create a 7.88” diameter hole) with center plug on 1.75-inch AWJ rod to 5 feet 
bgs.  K&S POH with the HSA and center plug, installed a wooden plug in the bit, and 
drilled to 39 feet bgs charging the HSAs with water between flight connections after 
reaching 25 feet bgs. 

• K&S lowered open-ended 1.75-inch AWJ rods in the HSAs and push plug out of the HSAs 
then pulled out of the augers (POA) with rods.  K&S and TRS personnel lowered two 
20-foot sections of 1.25” diameter copper pipe in the HSAs, soldering the coupler between 
the two sections. 

• Before beginning to POH with the HSAs, K&S filled HSAs with neat cement grout. 

• K&S continued POH with HSAs while pouring more grout into HSAs (keeping the 
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downhole HSAs full of grout until last flight POH).  Required 16 94-lb bags of Type I 
Portland cement to bring grout to 1 feet bgs.  The top of the copper pipe is 1.31’ ags. 

• Later, K&S brought grout in the annulus to ~0.5 feet bgs 
 
  Installation of ERH Groundwater Piezometer (GWP)-K3 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 4.25” ID 
HSAs (which create a 7.88” diameter hole) with center plug on 1.75-inch AWJ rod to 5 feet 
bgs.  K&S POH with the HSA and center plug, installed a wooden plug in the bit, and 
drilled to 24.5 feet bgs with the HSAs.  K&S ceased advancing the HSAs @ 24.5 feet bgs 
because they would not be able to complete the installation of the GWP within the 
scheduled 10-hour work day.  Secured the site and SDFN. 

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

• Inclement weather began occurring at 11:58 this morning as dark clouds approached and 
lightning was observed.  The site was secured and all personnel took an hour lunch 
break.  During lunch, heavy rainfall occurred and when personnel returned to the site, 
there was light rain (with periods of heavy rain), thunder, and lightning, so work did not 
resume until 14:25 when the thunder and lightning abated.  Although there was still 
occasional periods of light rain and drizzle, thunder and lightning was not observed for 
30 minutes, so K&S resumed drilling activities. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• David and Brad discussed proposed short-term and long-term schedule for drilling.  
Both of us are concerned about potential “bridging” problems if K&S attempts to install 
sandpack in 4.25” ID HSAs for the 2” diameter GWPs.  TRS may ask K&S to bring 6.25” 
ID HSAs with them next week and use them to install the GWPs, but Brad wants to try to 
install one of the GWPs this week to see if it can be done with the 4.25” ID HSAs without a 
problem. 

• David inquired with Brad regarding the proposed “adjustments” to be made regarding 
the proposed locations of the three “D” MPEs currently designed to be directly under the 
overhead electric (OE) lines.  Brad spoke with K&S personnel and determined that K&S 
has a Direct Push Technology (DPT) rig [a Geoprobe 6610 model] and they would like to 
be able to bring it to the site next week and use it to install those MPEs because it will be 
required on another site the following week.  There will not be a separate drilling crew, 
the 2-man drilling crew currently at the site will operate the rig. 

• David reconnoitered the underground utility markings on Marshall Street and noticed 
that there are gas and sewer lines marked on the street pavement that are not shown on 
the TRS figures and some of the underground and overhead utilities are not correctly 
located on the TRS figures based on the markings (for underground utilities) and what 
was observed overhead (for overhead utilities).  David related these observations to 
Brad. 

• David inquired with Brad regarding the proposed schedule for surface installations.  
Brad stated that surface installation activities would likely begin sometime next week, but 
would likely only involve the assembly of electrode heads and other surface completion 
appurtenances by one or two people at times when they are not working with the K&S 



3 
 

personnel installing MPEs, TPWs, VPs, or GWPs. 

 
Potential Work Tomorrow: 
 

• K&S will complete the installation of GWP-K3 and possibly move in and rig up (MIRU) 
on GWP-H6 and possibly advance HSAs to 24.5’ bgs. 
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DAILY ACTIVITY REPORT  
 
 

Date: 7/29/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 69˚F, cloudy, wind is 2-4 mph SW.  Forecast is for cloudy skies and temperatures in 
the high 70s and there is a heat good chance for rain/thunderstorms in the afternoon. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Brad Morris 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: ComEd Representative 

 
Installation of ERH MPE electrode G5 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to advance a pilot hole 
with 12.25” diameter hollow stem augers (HSAs) [which have an 8.25” inside diameter 
(ID)] with center plug on 3-inch AW rod to 5 feet below ground surface (bgs).  K&S 
pulled out of the hole (POH) with the HSA and center plug, installed a wooden plug in 
the bit, and drilled to 39.5 feet bgs charging the HSAs with water between flight 
connections after reaching 25 feet bgs. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. Asphalt 
0.1 – 0.5   0.3  Gravely SAND, dk gry brn, f-m grn, dry, no odor 
0.5 – 1.0   0.1  Gravely SAND, med brn mottled w/dk brn, f-grn, gravel is quartz 

and limerock, dry, no odor 
1.0 – 2.5   0.1  Silty SAND, blk grading to dk dusky brn, f-grn, sli clayey, organics, 

tr gravel, dry, no odor 
2.5 – 3.0   0.0  Gravely Silty SAND, med to dk brn, f-grn, gravel is subrounded 

quartz & limerock, dry, no odor 
3.0 – 5.0   0.0  Silty SAND, med org brn grading to lt org brn w/depth, f-grn, dry, 

no odor 
5.0 – 12    0.1 -0.5 Silty SAND, lt yel gry brn, f-grn, less silty w/depth, dry, no odor 
12 – 25    0.0 – 2.8 SAND, lt yel brn becoming mottled w/yel gry brn w/depth, f-grn, 

dry to sli moist at depth, no odor 
25 – 31    6.9 - 28 SAND, mod yel gry brn grading to brn gray with depth, f-grn w/tr 

m-grn, moist becoming wet below ~28’ bgs, tr staining, sli 
to mod odor 

31 – 39.5  43 - 238 SAND, grn brn gry, f-m grn w/few to some c-grn (coarsening 
w/depth), stained, wet, mod to strong odor 
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• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only 
slotted in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to 
making the connection.  Top of slotted interval ~3.5 feet bgs. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and two graphite/steel shot mix into the HSAs and pushed down on the 4” 
black iron pipe with the rig’s auger drive cap to push out the wooden plug in the HSA bit. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  
Required 4.5 mixes to bring graphite/iron shot to 23 feet bgs.  K&S continued POH with 
HSAs while pouring #4 silica sand into HSAs (keeping sand at least eight feet inside 
HSAs until POH w/HSAs.  Required 32 50-lb bags of sand to bring it to 1 foot bgs. 

• TRS pushed a drip tube (a 4.5 foot long 0.5-inch diameter copper pipe with a piece of 
screen material clamped onto the bottom) in the borehole adjacent to the black iron 
electrode leaving ~1.0 feet of the pipe above ground surface (ags). 

• David measured the stickup and water level (WL) of the 4” pipe:  Stickup = 0.71’ ags  
WL = 26.79’ bgs 

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

• Due to the problem with the threads of the stainless steel piping for the groundwater 
piezometers (GWPs) [see bullet in the section below for details], K&S moved the D-120 
drill rig off the proposed GWP-K3 location leaving the 4.25” ID HSAs that had been 
advanced to 24.5’ bgs on 7/28/16 in the ground. 

• A representative from ComEd showed up at the site this morning.  Brad and the ComEd 
representative discussed the electrical power supply needs that TRS will require for the 
ERH system. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• TRS and K&S personnel are scheduled to start work on Monday 8/1/16 at 09:00 AM. 

• TRS attempted to pre-construct the stainless steel GWP materials in the staging area 
inside the site building last night before shutting down for the night (SDFN) and found 
that the threads of the stainless steel pipes are out of specification or not properly or fully 
machined resulting in an inability to fully thread couplers or caps to the pipe.  The 
couplers and caps will easily thread on the threads of the manufactured screens, so it does 
not appear that the problem is with the threads of the couplers and caps.  Brad suggested 
that TRS will likely have a local machine shop repair the pipe threads of the stainless steel 
pipes early next week.  Until the stainless steel pipes can be repaired or replaced, TRS 
will have to postpone the installation of the GWPs. 

 
Potential Work Next Week: 
 

• K&S will bring their track mounted Direct Push Technology (DPT) rig [a Geoprobe Model 
6610] which will be used to install the MPE electrodes (MPE-D3, MPE-D4, and MPE-D5) 
that are proposed to be installed in close proximity to the overhead power lines on the 
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east side of Marshall Street.  They will install the three “D” MPEs and continue to install 
MPEs, Temperature Monitoring Points (TMPs), and Vapor Piezometers (VPs) on the 
property in Zone 3 when they return to the site next week. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/1/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 71˚F, clear to partly cloudy, wind is 1-3 mph ESE.  Forecast is for clearing skies and 
the temperature to go into the mid 80s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas & John Grabs 
TRS: Jeff Riffe & Ted Highely 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode G4 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to advance a pilot hole 
with 12.25” diameter HSAs with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH 
with the HSA and center plug, installed a wooden plug in the bit, drilling to 39.5 feet 
below ground surface (bgs).  After reaching 25 feet bgs, K&S charged the HSAs with 
water between flight connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. Asphalt 
0.1 – 0.5   0.2  Gravely SAND, dk gry brn, f-m, sli to mod silty, dry, no odor 
0.5 – 1.0   0.3  Gravely SAND, med brn mottled w/dk brn, f- grn, dry, no odor 
1.0 – 4.0   0.1  Silty SAND, dk dusky brn grading to dk brn, f- grn, sli to mod 

clayey, dry, no odor 
4.0 – 5.0   0.0  Silty SAND, med org brn, f-grn, dry, no odor 
5.0 – 6.0   0.5  Silty SAND, lt to mod org brn, f-grn, dry, no odor 
6.0 – 8.0   0.3  Silty SAND, med yel org brn, f-grn, dry, no odor 
8.0 – 12    0.5  SAND, med gry brn, f-grn, dry, no odor 
12 – 27    0.6 – 0.9 SAND, lt yel gry brn, f-grn, dry becoming moist @ 26’ bgs, no odor 
27 – 32    28.9 - 57 SAND, med gry brn, f-grn w/tr to few m-grn, moist becoming wet 

below ~30’ bgs, sli to mod odor 
32 – 36    83 – 128 SAND, med greenish gray brn, f-m grn w/tr to few c-grn, wet, 

staining, mod to strong odor 
36 – 39.5  141 – 186 SAND, med grn gray, f-m grn w/few c-grn (coarser w/depth), wet, 

staining, strong odor 
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• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped inside the HSAs.  Pipe 
consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only slotted 
in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to making the 
connection.  Top of slotted interval ~3.5 feet bgs. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and two graphite/steel shot mix into the HSAs, and pushed down on the 4” 
black iron pipe with the rig’s auger drive cap to push out the wooden plug in the HSA bit.  
Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  
Required 4.0 mixes to bring graphite/iron shot to 23 feet bgs.  K&S continued POH with 
HSAs while pouring #4 silica sand into HSAs (keeping sand at least eight feet inside 
HSAs until POH w/HSAs.  Required 32 50-lb bags of sand to bring it to 0.5 foot bgs. 

• A drip tube (a 4-foot long ½” diameter copper pipe with a stainless steel screen clamped 
onto the bottom of it) was placed in the lead HSA just before it was POH so as the HSA 
was POH the drip tube settled in the borehole adjacent to the black iron electrode leaving 
~1.0 foot of the copper pipe above ground surface (ags). 

• David measured the stickup and WL of MPE-G4: Stickup = 0.62’ ags  WL = 26.46’ bgs 
 
Installation of ERH MPE electrode G3 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 12.25” 
diameter HSA with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the HSA 
and center plug and installed a wooden plug in the bit, and drilled to 24.5 feet bgs before 
SDFN. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. Asphalt 
0.1 – 1.5   2.9  Gravely Silty SAND, blk to dk dusky brn, f-m grn, dry, sli odor 
1.5 – 2.5   4.8  Gravely Clayey SAND, dk dusky brn, f-m grn, dry to sli moist, sli 

odor 
2.5 – 3.5   1.9  Gravely Silty SAND, dk red brn, f-m grn, dry, no odor 
3.5 – 6.0   2.5  Silty SAND, med to dk org brn, f-grn, dry, no odor 
6.0 – 18    3.0 – 1.5 SAND, lt to mod yel brn, sli silty, becoming lighter in color and less 

silty with depth, f-grn, dry, no odor 
18 – 24.5  0.1 – 0.6 SAND, lt yel brn, f-grn, dry becoming sli moist w/depth, no odor 

• K&S ceased advancing 12.25” diameter HSAs @ 24.5 feet bgs because they would not be 
able to complete the installation of the electrode within their 8-hour work day.  SDFN. 

 
Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

• K&S brought their track-mounted Direct Push Technology (DPT) Model 6610 Geoprobe 
with them when they re-mobilized to the site.  This rig will be used to install the “D” 
MPEs in the easement east of Marshall Street. 

• TRS purchased a thread die and was able to improve the threads of some of the 2-inch 
diameter stainless steel piping that will be used to construct the groundwater piezometers 
(GWPs).  They will continue to work on the threads of the remaining 2-inch diameter 
stainless steel piping and anticipate that all of the threads can be repaired with the die 
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once an attachment to provide more leverage to turn the die is purchased tomorrow. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• Jeff stated that K&S needs to obtain their own utility clearance prior to initiating the 
installation of the “D” MPEs in the easement east of Marshall Street. 

 
Potential Work Tomorrow: 
 

• K&S will complete the installation of MPE-G3 then move to the location of GWP-K3 and 
continue advancing the 4.25-inch ID HSAs that were advanced to 24.5’ bgs on 7/28/16 to 
install that GMP.  If the installation of GMP-K3 goes smoothly, K&S will also attempt to 
install GMP-H6 tomorrow. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/2/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 70 degrees, clear, wind is 1-3 mph S.  Forecast is for a chance of brief afternoon 
showers and the temperature to go into the mid to upper 80s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Brad Morris, Jeff Riffe, & Ted Highley 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode G3 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to resumed advancing 
12.25” diameter hollow stem augers (HSAs) with a wooden plug in the bit, drilling to 39.5 
feet below ground surface (bgs).  K&S had already drilled to 24.5 feet bgs on 8/1/16.  
K&S charged the HSAs with water between flight connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
24.5 – 31  0.3 - 10.8 SAND, lt to mod gry yel brn, f-grn w/few m-grn, moist 

becoming wet below ~28’ bgs, no to sli odor. 
31 – 35    38 – 58 SAND, mod greenish gry brn, f-grn w/some m-grn tr c-grn, 

wet, some staining increasing with depth, mod odor 
31 – 39.5  72 – 65 SAND, mod greenish gry brn, f-m grn w/tr c-grn, wet, some more 

predominant staining, strong to mod odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped end inside the HSAs.  
Pipe consists of one 21-foot long joint with vertical 40-slot and one 18.5-foot joint only 
slotted in bottom 13.5 feet.  TRS applied conductive paste on threads of pipe prior to 
making the connection.  Top of slotted interval ~3.5 feet bgs. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and two graphite/steel shot mix into the HSAs, and pushed down on the 4” 
black iron pipe with the rig’s auger drive cap to push out the wooden plug in the HSA bit.  
Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  
Required 4.25 mixes to bring graphite/iron shot to 23 feet bgs.  K&S continued POH 
with HSAs while pouring #4 silica sand into HSAs (keeping sand at least eight feet inside 
HSAs until POH w/HSAs.  Required 32 50-lb bags of sand to bring it to 0.5 foot bgs. 
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• TRS pushed a drip tube in the borehole adjacent to the electrode leaving 0.5 feet of the 
pipe ags. 

 
  Installation of ERH Groundwater Piezometer (GWP)-K3 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to resumed advancing 4.25” inside 
diameter (ID) HSAs (which create a 7.88” diameter hole) with a wooden plug in the bit, 
drilling to 45.5 feet bgs.  K&S had already drilled to 24.5 feet bgs on 7/28/16.  K&S 
charged the HSAs with water between flight connections. 

• Because there was ~6” of sand in the HSAs, K&S lowered 1.75” diameter AWJ rods inside 
the HSAs to 45’ bgs and flushed (suspended) sand material [no water or sand was 
brought to the surface during flushing].  Then, K&S bumped the wooden plug and POH 
w/rods and, with help from TRS personnel, lowered the stainless-steel (SS) material for 
the GWP in the HSAs.  From bottom to top, these 2” diameter materials include a SS cap, 
5’ long SS riser (sump), SS coupler, 10’ long SS V-wrapped 20-slot well screen, SS coupler, 
10’ long SS V-wrapped 20-slot well screen, SS coupler, 10’ long SS riser, SS coupler, and a 
10’ long SS riser.  TRS personnel applied Teflon tape to the threads at each connection.  
Although this would appear to be 45 feet of materials, due to the cap, couplers and 
exposed threads, the total length of the SS materials for the GWP is 47.6 feet. 

• Once K&S completed lowering the SS materials for the GWP in the HSAs, they began 
slowly pouring #4 silica sand into HSAs to set a sandpack in the annulus while picking 
up (PU) and POH w/HSAs (keeping sand at least one foot inside HSAs.  While PU the 
HSAs, the SS GWP materials also rose over one foot.  K&S obtained approval from TRS 
to use their center plug to gently hammer the SS materials in an attempt to push them 
down, but only succeeded in pushing them down about 2 inches.  Because the SS 
materials rose during construction, the total depth of the SS materials and the screened 
interval are higher than planned.  Also, it appears ~0.83’ of either fine sand material from 
the #4 sand or the formation flowed into the SS material during construction.  The 
following are some construction details for GWP-K3: 

o Top of SS materials = 3.7’ ags 
o Bottom of SS materials = 43.9’ bgs 
o Screened Interval = 18’ bgs to 38.5’ bgs 
o Top of Sandpack = 16’ bgs 
o Sand inside SS materials ~0.83’ 

• Required 17 50-lb bags of #4 Silica sand to bring it to 16 feet bgs in the annulus. 

• K&S poured grout into the HSAs while finishing POH, filling the remainder of the 
annulus up to approximately 0.5 feet bgs.  Required 4.5 94-lb bags of Type I Portland 
cement to bring grout to 0.5 feet bgs. 

 
  Installation of ERH GWP-H6 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 4.25” ID 
HSAs (which create a 7.88” diameter hole) with center plug on 1.75-inch AWJ rod to 5 feet 
bgs.  K&S POH with the HSA and center plug, installed a wooden plug in the bit, and 
resumed drilling. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 3    0.1  Gravely SAND, med yel brn mottled w/dk brn, f-m grn, sli silty, 

dry, no odor 
3 –6    0.3  Silty SAND, dk brn, f-grn w/few m-grn & tr c-grn, dry, no odor 
6 – 8    0.1  Silty Gravely SAND, mod to dk yel brn, f-grn, dry, no odor 
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DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
8 – 11    0.1 – 0.3 SAND, lt to mod yel brn, f-grn, sli silty, dry, no odor, becoming less 

silty and lighter in color w/depth 
11 – 14    0.1  SAND, mod yel brn, f-grn, sli silty, dry, no odor 
14 – 24.5  0.1  SAND, lt yel brn, f-grn, dry becoming sli moist w/depth, no odor 

• K&S ceased advancing 4.25” diameter HSAs @ 24.5 feet bgs because they would not be 
able to complete the installation of the GMP within their 10-hour work day.  SDFN. 

 
  Installation of 1” Copper Entrainment Pipes and Electrode Caps @ MPE-L4 & MPE-L5 

• For each of these two electrodes, TRS soldered together sections of 1” diameter copper 
pipe, cut an angled end on the pipe and drilled four air vent holes in the bottom 3.25’ of 
the pipe before lowering the pipe inside the electrode, screwing it into an electrode cap 
that was then screwed onto the top of the electrode after a conductive paste was applied 
to the threads.  The lowest of the vent holes is ¼” diameter and is ~0.25’ from the bottom 
of the pipe.  The second vent hole is ¼” diameter and is ~ 1.25’ from the bottom of the 
pipe.  The third vent hole is 1/8” diameter and is ~ 2.25’ from the bottom of the pipe.  
The top vent hole is 1/8” diameter and is ~ 3.25’ from the bottom of the pipe.  The 
following are additional details regarding these installations: 

o MPE-L4 

▪ Water level measured before pipe installed = 28.03’ below top of electrode 

▪ Bottom of entrainment pipe = 28.6’ below top of electrode 

o MPE-L5 

▪ Water level measured before pipe installed = 28.3’ below top of electrode 
▪ Bottom of entrainment pipe = 28.9’ below top of electrode. 

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

• Jeff & Ted used the thread die with a ratcheting devise and a file to repair the threads on 
SS piping for the GWPs. 

• K&S is expected to receive utility clearance for Marshall St. at 12:15 on 8/3/16. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• The construction of GWP-K3 is not as indicated in the figures provided by TRS.  This is 
in part due to the cap, couplers and exposed threads causing the total length of the SS 
materials for the GWPs to be 47.6 feet long, not 45 feet as detailed in the figure.  Also, 
because the SS materials rose during construction, the total depth of the SS materials and 
the screened interval are higher than planned.  To compensate for this, the boreholes for 
the remaining 7 GWPs will be advanced to 47’ bgs instead of 45.5’ bgs. 

 
Potential Work Tomorrow: 
 

• K&S will complete the installation of GWP-H6 with the D-120 rig and then switch to 
using the Geoprobe 6610 Direct Push Technology (DPT) rig to install one of the “D” MPEs 
in the Marshall Street easement.  TRS will continue to install entrainment pipes. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/3/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 74 degrees, clear, wind is calm.  Forecast is for a chance of brief afternoon showers 
and the temperature to go into the lower 90s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Brad Morris, Jeff Riffe, & Ted Highley 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Groundwater Piezometer (GWP)-H6 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to resumed advancing 
4.25” diameter hollow stem augers (HSAs) with a wooden plug in the bit, drilling to 48 
feet below ground surface (bgs).  K&S had already drilled to 24.5 feet bgs on 8/2/16.  
K&S attempted to charge the HSAs with water between flight connections, but water was 
leaking out of HSAs rapidly.  However, wooden plug remained in bottom of HSAs and 
there did not appear to be significant amount of sediment in HSAs.  

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
24.5 – 30  0.3 – 0.9 SAND, lt to mod yel brn, f-grn w/tr to few m-grn, sli moist 

becoming moist to wet w/depth, no odor. 
30 – 33    0.9 – 1.1 SAND, mod yel brn, f-m grn, wet, no odor 
33 – 38    53.2 – 168 SAND, lt to mod greenish gry brn darker w/depth, f-m grn w/tr to 

few c-grn w/depth, wet, stained, mod to strong odor inc. 
w/depth 

38 – 41    186 – 265 SAND, mod gry brn, f-m grn w/tr to few c-grn, wet, stained, strong 
odor 

41 – 48    226 – 76 SAND, mod yel brn, f-grn w/some m-grn & tr c-grn, spotty 
staining, wet, strong to mod odor dec. w/depth 

• K&S lowered 1.75” diameter AWJ rods inside the HSAs to 48’ bgs and flushed with ~25 
gallons water [no water or sand was brought to the surface during flushing].  Then, K&S 
bumped the wooden plug and POH w/rods and, with help from TRS personnel, lowered 
the stainless-steel (SS) material for the GWP in the HSAs.  From bottom to top, these 2” 
diameter materials include a SS cap, 5’ long SS riser (sump), SS coupler, 10’ long SS 
V-wrapped 20-slot well screen, SS coupler, 10’ long SS V-wrapped 20-slot well screen, SS 
coupler, 10’ long SS riser, SS coupler, and a 10’ long SS riser.  TRS personnel applied 
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Teflon tape to the threads at each connection.  Although this would appear to be 45 feet 
of materials, due to the cap, couplers and exposed threads, the total length of the SS 
materials for the GWP is 47.6 feet. 

• Once K&S completed lowering the SS materials for the GWP in the HSAs, they began 
slowly pouring #4 silica sand into HSAs to set a sandpack in the annulus while picking 
up (PU) and POH w/HSAs (keeping sand at least one foot inside HSAs.  While PU the 
HSAs, the SS GWP materials were also purposely raised so that the bottom of the SS 
materials were at 45.5’ bgs.  As K&S continued to construct sandpack and PU HSAs, the 
SS GWP materials rose another 0.3’.  The following are some construction details for 
GWP-H6: 

o Top of SS materials = 2.4’ ags 
o Bottom of SS materials = 45.2’ bgs 
o Screened Interval = 19.2’ bgs to 39.7’ bgs 
o Top of Sandpack = 17’ bgs 

• Required 19 50-lb bags of #4 Silica sand to bring it to 17 feet bgs in the annulus. 

• K&S poured grout into the HSAs while finishing POH, filling the remainder of the 
annulus up to approximately 0.5 feet bgs.  Required 5 94-lb bags of Type I Portland 
cement to bring grout to 0.5 feet bgs. 

 
  Installation of ERH Multi-phase Extraction (MPE) electrode D4 (incomplete) 

• K&S used their Geoprobe 6610 track-mounted Direct Push Technology (DPT) drilling rig 
and their 8.25” ID HSAs (which create a 12.25” diameter hole) to cut through the asphalt 
pavement at the proposed MPE location.  Then they used a hand auger to advance two 
adjacent pilot holes to 5’ bgs to verify utility clearance.  After advancing the 4.25” ID 
HSAs with center plug on 1.75-inch AWJ rod to 5 feet bgs, they POH with the HSA and 
center plug, installed a wooden plug in the bit, and resumed drilling w/the HSAs. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.5    Not Meas. ASPHALT 
0.5 –1.4    0.3  LIMEROCK - roadbase 
1.4 – 2.0   0.1  Silty Gravely SAND, dk brn, f-grn, dry, no odor 
2.0 – 2.5   0.3  Silty SAND, mod to dk org brn, f-grn w/tr m&c grn, dry to sli 

moist, no odor 
2.5 – 3.0   0.1  Silty SAND, mod yel brn, f-grn, dry, no odor 
3.0 – 6.0   0.3  Silty SAND, lt yel brn, f-grn, becoming less silty w/depth, dry, no 

odor 
6.0 – 12   0.0  SAND, lt grayish yel brn, f-grn, dry, no odor 
12 – 25    0.0*  SAND, lt yel brn, f-grn, dry, no odor, *0.5ppm @ 18’ bgs 

• K&S ceased advancing 8.25” ID HSAs @ 25 feet bgs because they would not be able to 
complete the installation of the MPE within their 10-hour work day.  K&S personnel 
placed a temporary wooden plug in the top of the HSAs to secure them for the night.  
Also, a safety cone and 2 barricades were positioned to protect the HSAs.  SDFN. 

 
  Installation of 1” Copper Entrainment Pipes and Electrode Caps @ 5 MPEs 

• For each of these five electrodes, TRS soldered together sections of 1” diameter copper 
pipe, cut an angled end on the pipe and drilled four air vent holes in the bottom 3.25’ of 
the pipe before lowering the pipe inside the electrode, screwing it into an electrode cap 
that was then screwed onto the top of the electrode after a conductive paste was applied 
to the threads.  The lowest of the vent holes is ¼” diameter and is ~0.25’ from the bottom 
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of the pipe.  The second vent hole is ¼” diameter and is ~ 1.25’ from the bottom of the 
pipe.  The third vent hole is 1/8” diameter and is ~ 2.25’ from the bottom of the pipe.  
The top vent hole is 1/8” diameter and is ~ 3.25’ from the bottom of the pipe.  The 
following are additional details regarding these installations: 

o MPE-K7 

▪ Water level measured before pipe installed = 27.92’ below top of electrode 

▪ Bottom of entrainment pipe = 28.51’ below top of electrode. 
o MPE-L6 

▪ Water level measured before pipe installed = 28.4’ below top of electrode 

▪ Bottom of entrainment pipe = 28.9’ below top of electrode 

o MPE-L7 

▪ Water level measured before pipe installed = 27.15’ below top of electrode 

▪ Bottom of entrainment pipe = 27.73’ below top of electrode. 
o MPE-M5 

▪ Water level measured before pipe installed = 27.9’ below top of electrode 

▪ Bottom of entrainment pipe = 28.4’ below top of electrode 

o MPE-M6 

▪ Water level measured before pipe installed = 27.99’ below top of electrode 

▪ Bottom of entrainment pipe = 28.57’ below top of electrode. 
 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• TRS, K&S, and CDM Smith personnel looked at the “D” MPE proposed locations and 
determined the K&S should be able to rig up their Geoprobe rig at the proposed D3 and 
D4 locations without having the mast within 10 feet of the overhead electrical wires 
(OEWs).  However, the proposed location of MPE-D5 may need to be moved to maintain 
a 10’ clearance of the OEWs. 

 
Potential Work Tomorrow: 
 

• K&S will use their Geoprobe 6610 DPT rig to install the electrodes for MPE-D4 and 
MPE-D3 and possibly advance HSAs to 25’ at the proposed (or possibly a modified) 
location of MPE-D5.  TRS will continue to install entrainment pipes and electrode caps. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/4/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 73 degrees, clear, wind is 1-3 mph S.  Forecast is for temperature to go into the lower 
90s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Brad Morris, Jeff Riffe, & Ted Highley 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: Brett Baker (Bodine) 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode D4 (incomplete) 

• K&S had used their Geoprobe 6610DT track-mounted Direct Push Technology (DPT) 
drilling rig and their 8.25” ID hollow-stem augers (HSAs) (which create a 12.25” diameter 
hole) to advance the borehole for the MPE to 25’ below ground surface (bgs) before 
shutting down for the night (SDFN) on 8/3/16.  K&S moved in and rigged up (MIRU) 
the DPT on the HSAs and continued advancing them to 39.5’ bgs (charging them with 
water at each connection). 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
25 – 28    0.8  SAND, lt yel brn, f-grn, dry becoming moist @ 26’ bgs, no odor 
28 – 34    8.7 - 177 SAND, lt to med grayish yel brn, f-grn w/few m-grn, spotty 

staining, sli to strong odor, staining/odor/PID readings inc. 
w/depth, wet 

34 – 37    183 - 191 SAND, med greenish grayish brn, f-m grn w/tr to few c-grn, 
stained, strong odor, wet 

37 – 39.5   172 - 342 SAND, mod greenish brownish gray, f-m grn w/tr to few c grn, 
stained, strong odor, wet 

• K&S lowered 4-inch diameter black iron Sch 40 pipe inside the HSAs.  Pipe consists of 
three 10.5-foot long joints and one 4.5-foot joint with vertical 40-slot connected with 
couplers and capped on both ends.  The cap on the top is a temporary cap that will be 
replaced with the appropriate electrode cap with fittings once all of the drilling is 
complete in the Marshall Street area and TRS excavates trenches to install subsurface 
piping and cables.  TRS applied conductive paste on the threads of pipe prior to making 
all of the connections except the temporary cap on top.  Top of slotted interval ~3 feet 
bgs. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
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of steel shot and two graphite/steel shot mixes into the HSAs.  Mix = 3 50-lb bags of SWS 
Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  
Required 4.25 mixes to bring graphite/iron shot to 23 feet bgs.  K&S continued POH 
with HSAs while pouring #4 silica sand into HSAs (keeping sand at least eight feet inside 
HSAs until POH w/HSAs.  Required 28 50-lb bags of sand to bring it to surface. 

• A drip tube (a 4-foot long ½” diameter copper pipe with a stainless steel screen clamped 
onto the bottom of it) was placed in the lead HSA just before it was POH so as the HSA 
was POH the drip tube settled in the borehole adjacent to the black iron electrode.  The 
top of the drip tube only dropped to 15” bgs, so it will have to be pushed deeper when 
TRS excavates the trenches to complete the construction of the MPE. 

 
  Installation of ERH Multi-phase Extraction (MPE) electrode D3 (incomplete) 

• K&S used their Geoprobe 6610DT track-mounted DPT drilling rig and their 8.25” ID 
HSAs to cut through the asphalt pavement at the proposed MPE location.  Then they 
used a hand auger to advance two adjacent pilot holes to 5’ bgs to verify utility clearance.  
After advancing the 8.25” ID HSAs with center plug on 1.75-inch AWJ rod to 5 feet bgs, 
they POH with the HSA and center plug, installed a wooden plug in the bit, and resumed 
drilling w/the HSAs. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.5    Not Meas. ASPHALT 
0.5 –1.0    0.0  SAND & LIMEROCK – roadbase, dry, no odor, sand is grayish brn, 

f-grn 
1.0 – 2.0   0.0  Silty Gravely SAND, dk dusky brn, f-grn, sli clayey w/low 

plasticity, dry, no odor 
2.0 – 4.0   0.0  Silty SAND, mod yel brn mottled w/dk yel brn, lighter in color 

w/depth, f-grn, dry, no odor 
4.0 – 6.0   0.0  Silty SAND, lt gry brn mottled w/mod yel brn, f-grn, becoming 

less silty w/depth, dry, no odor 
6.0 – 14   0.1 – 0.3 SAND, lt grayish yel brn, f-grn, dry, no odor 
14 – 28    0.3 – 4.3 SAND, lt grayish yel brn mottled w/mod org brn, f-grn, dry 

becoming moist @ ~26’ bgs, no odor or PID readings >0.3 
until 28’ bgs – sli odor 

28 – 31    18.7 - 45 SAND, lt greenish grayish yel brn, f-grn, spotty staining, sli to mod 
odor, staining/odor/PID readings inc. w/depth, moist to 
wet 

31 – 35    47 - 97 SAND, med grayish greenish brn, f-grn w/few m-grn, stained, 
mod to strong odor, wet 

35 – 39.5   120 - 258 SAND, mod greenish gray, f-m grn w/tr to few c-grn inc w/depth, 
increased amt of dk mineral grains compared to units 
above, stained, strong odor, wet, PID = 208 from cuttings on 
bottom flight of lead HSA after POH 

• K&S lowered 4-inch diameter black iron Sch 40 pipe inside the HSAs.  Pipe consists of 
three 10.5-foot long joints and one 4.5-foot joint with vertical 40-slot connected with 
couplers and capped on both ends.  The cap on the top is a temporary cap that will be 
replaced with the appropriate electrode cap with fittings once all of the drilling is 
complete in the Marshall Street area and TRS excavates trenches to install subsurface 
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piping and cables.  TRS applied conductive paste on the threads of pipe prior to making 
all of the connections except the temporary cap on top.  Top of slotted interval ~3 feet 
bgs. 

• Before beginning to POH with the HSAs, K&S poured one 50-lb bag of steel shot and two 
graphite/steel shot mixes into the HSAs.  Mix = 3 50-lb bags of SWS Earth Contact 
Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  
Required 4.5 mixes to bring graphite/iron shot to 22 feet bgs.  K&S continued POH with 
HSAs while pouring #4 silica sand into HSAs (keeping sand at least eight feet inside 
HSAs until POH w/HSAs.  Required 28.5 50-lb bags of sand to bring it to surface. 

• A drip tube (a 4-foot long ½” diameter copper pipe with a stainless steel screen clamped 
onto the bottom of it) was placed in the lead HSA just before it was POH so as the HSA 
was POH the drip tube settled in the borehole adjacent to the black iron electrode.  The 
top of the drip tube only dropped to 12” bgs, so it will have to be pushed deeper when 
TRS excavates the trenches to complete the construction of the MPE. 

  
 Installation of ERH Multi-phase Extraction (MPE) electrode D5 (incomplete) 

• K&S used their Geoprobe 6610DT track-mounted DPT drilling rig and their 8.25” ID 
HSAs to cut through the asphalt pavement at the proposed MPE location.  Then they 
used a hand auger to advance two adjacent pilot holes to 5’ bgs to verify utility clearance.  
After advancing the 8.25” ID HSAs with center plug on 1.75-inch AWJ rod to 5 feet bgs, 
they POH with the HSA and center plug, installed a wooden plug in the bit, and resumed 
drilling w/the HSAs. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.5    Not Meas. ASPHALT 
0.5 –1.5    0.0  LIMEROCK – roadbase (sandy) 
1.5 – 2.5   0.0  Silty Gravely SAND, dk dusky brn, f-grn, sli clayey w/low 

plasticity clay, dry, no odor 
2.5 – 3.5   0.0  Silty SAND, mod to dk org brn, f-grn, dry, no odor 
3.5 – 8.0   0.1  Silty SAND, lt yel brn, f-grn, less silty w/depth, dry, no odor 
8.0 – 11    0.0  SAND, lt to mod yel brn mottled w/dk brn, f-grn, sli silty, dry, no 

odor 
11 – 18    0.0 – 0.1 SAND, lt yel brn, f-grn, sli silty becoming less silty w/depth, dry, 

no odor 
18 – 25    0.0 – 0.1* SAND, lt yel brn, f-grn w/tr to few m-grn, tr silty becoming less 

silty w/depth, dry, no odor, *0.4 ppm @ 18’ bgs 

• K&S ceased advancing 8.25” ID HSAs @ 25 feet bgs because they would not be able to 
complete the installation of the MPE within their 10-hour work day.  K&S personnel 
placed a temporary wooden plug in the top of the HSAs to secure them for the night.  
Also, a safety cone and 2 barricades were positioned to protect the HSAs.  SDFN. 

 
  Installation of 1” Copper Entrainment Pipes, Electrode Caps, and Cap Fittings @ 7 MPEs 

• For each of these seven electrodes, TRS constructed entrainment pipes by soldered 
together sections of 1” diameter copper pipe, cut an angled end on the bottom of the pipe 
and drilled four air vent holes in the bottom 3.25’ of the pipe.  The lowest of the vent 
holes on the entrainment pipe is ¼” diameter and is ~0.25’ from the bottom of the pipe.  
The second vent hole is ¼” diameter and is ~ 1.25’ from the bottom of the pipe.  The third 
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vent hole is 1/8” diameter and is ~ 2.25’ from the bottom of the pipe.  The top vent hole 
is 1/8” diameter and is ~ 3.25’ from the bottom of the pipe.  A threaded coupler was 
soldered to the top of the pipe. 

• The entrainment pipe was then lowered most of the way inside the electrode, screwing it 
into the bottom of an electrode cap that was then screwed onto the top of the electrode 
after a conductive paste was applied to the threads.  Then, metal fittings were screwed 
into the top of the cap that will eventually be attached to the vapor recovery piping and 
multi-phase extraction line. 

• The following are specific details regarding each of these installations: 
o MPE-K3 

▪ Water level measured before pipe installed = 27.9’ below top of electrode 
▪ Bottom of entrainment pipe = 28.6’ below top of electrode. 

o MPE-K4 

▪ Water level measured before pipe installed = 28.5’ below top of electrode 

▪ Bottom of entrainment pipe = 29.1’ below top of electrode 

o MPE-K6 

▪ Water level measured before pipe installed = 28.15’ below top of electrode 

▪ Bottom of entrainment pipe = 28.90’ below top of electrode. 
o MPE-J3 

▪ Water level measured before pipe installed = 27.5’ below top of electrode 

▪ Bottom of entrainment pipe = 28.1’ below top of electrode 

o MPE-J4 
▪ Water level measured before pipe installed = 27.64’ below top of electrode 

▪ Bottom of entrainment pipe = 28.25’ below top of electrode. 
o MPE-J5 

▪ Water level measured before pipe installed = 27.94’ below top of electrode 

▪ Bottom of entrainment pipe = 28.60’ below top of electrode 

o MPE-J6 

▪ Water level measured before pipe installed = 27.70’ below top of electrode 

▪ Bottom of entrainment pipe = 28.35’ below top of electrode. 
 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

• Brett Baker of Bodine visited the site and showed Jeff and Brad where he believed the 
conduits and piping associated with the groundwater extraction system (GWES) were 
under Marshall St. and at the vault.  Based on his recollections where the subsurface 
wiring/piping are located, the only proposed drilling location for the ERH system 
installations that might encounter them is MPE-C4.  In order to avoid hitting the GWES 
wiring/piping, it will be necessary to move this location to the east or west at least 4-5 
feet.  Brad stated that since all of the “B” locations will have to be moved to the east to 
avoid the subsurface gas line near their locations, it is likely that the proposed location for 
MPE-C4 will be moved to the east. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• See second bullet above. 
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Potential Work Tomorrow: 
 

• K&S will use their Geoprobe 6610 DPT rig to install the electrode for MPE-D5 and TRS 
will continue to install entrainment pipes and electrode caps. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/5/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 64 degrees, overcast, wind is 4-8 mph N.  Heavy rainfall occurred last night.  
Forecast is for temperature to go into the low to mid 80s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas 
TRS: Brad Morris, Jeff Riffe, & Ted Highley 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode D5 (incomplete) 

• K&S had used their Geoprobe 6610DT track-mounted Direct Push Technology (DPT) 
drilling rig and their 8.25” ID hollow-stem augers (HSAs) (which create a 12.25” diameter 
hole) to advance the borehole for the MPE to 25’ below ground surface (bgs) before 
shutting down for the night (SDFN) on 8/4/16.  K&S moved in and rigged up (MIRU) 
the DPT on the HSAs and continued advancing them to 39.5’ bgs (charging them with 
water at each connection). 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
25 – 34    0.5 – 16.2 SAND, lt yel brn, f-grn w/few to some m-grn, moist becoming wet 

@ 31’ bgs, tr odor 
34 – 37    20.1 – 47.2 SAND, lt greenish yel brn, f-grn w/few m-grn, spotty staining, sli 

to mod odor, odor & PID readings inc. w/depth, wet 
37 – 38    118 - 167 SAND, lt to mod greenish yel brn, f-grn w/some m-grn, spotty 

staining, mod to strong odor, wet 
38 – 39.5   87 – 202* SAND, mod greenish brownish gray, f-m grn w/tr to few c grn, 

spotty staining, mod to strong odor, wet (*PID readings 
from cuttings collected from HSAs while POH varied 
widely; 202 ppm was highest reading, but cuttings from 
flights of the last HSA POH were all in the low 100s 

• K&S lowered 4-inch diameter black iron Sch 40 pipe inside the HSAs.  Pipe consists of 
three 10.5-foot long joints and one 4.5-foot joint with vertical 40-slot connected with 
couplers and capped on both ends.  The cap on the top is a temporary cap that will be 
replaced with the appropriate electrode cap with fittings once all of the drilling is 
complete in the Marshall Street area and TRS excavates trenches to install subsurface 
piping and cables.  TRS applied conductive paste on the threads of pipe prior to making 
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all of the connections except the temporary cap on top.  Top of slotted interval ~3 feet 
bgs. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and two graphite/steel shot mixes into the HSAs.  Mix = 3 50-lb bags of SWS 
Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  
Required 4.25 mixes to bring graphite/iron shot to 23 feet bgs.  K&S continued POH 
with HSAs while pouring #4 silica sand into HSAs (keeping sand at least eight feet inside 
HSAs until POH w/HSAs.  Required 29 50-lb bags of sand to bring it to surface. 

• A drip tube (a 5-foot long ½” diameter copper pipe with a stainless steel screen clamped 
onto the bottom of it) was placed in the lead HSA just before it was POH so as the HSA 
was POH the drip tube settled in the borehole adjacent to the black iron electrode.  The 
top of the drip tube only dropped to 24” bgs, so it will have to be pushed deeper when 
TRS excavates the trenches to complete the construction of the MPE. 

 
  Installation of ERH GWP-G5 (incomplete) 

• K&S used their Diedrich-120 truck-mounted drilling rig to advance a pilot hole with 4.25” 
ID HSAs (which create a 7.88” diameter hole) with center plug on 1.75-inch AWJ rod to 5 
feet bgs.  K&S POH with the HSA and center plug, installed a wooden plug in the bit, 
and resumed drilling. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. ASPHALT 
0.1 – 0.5   0.2  Gravely Silty SAND, med brn mottled w/dk brn, f-m grn w/some 

c-grn, dry, no odor 
0.5 – 2.5   0.5  Silty SAND, dk dusky brn, f-m grn w/few c-grn, sli clayey (lo pl), 

sli moist, no odor 
2.5 – 3.5   0.1  Silty SAND, dk red brn, f-grn w/few m-grn, tr gravel, dry, no odor 
3.5 – 6    0.2  Silty SAND, med orangish brn, f-grn w/tr m&c grn, dry, no odor 
6 – 17    0.6  SAND, lt grayish yel brn, f-grn, dry, no odor 
17 – 24.5  0.6  SAND, lt to med grayish yel brn, f-grn, dry, no odor 

• K&S ceased advancing 4.25” diameter HSAs @ 24.5 feet bgs because they would not be 
able to complete the installation of the GMP within their 5-hour work day.  Shut down 
for the weekend (SDFW). 

 
  Installation of 1” Copper Entrainment Pipes, Electrode Caps, and Cap Fittings @ 5 MPEs 

• For each of these five electrodes, TRS measured the static water level (SWL) in the 
electrode then constructed entrainment pipes by soldered together sections of 1” diameter 
copper pipe, cut an angled end on the bottom of the pipe and drilled four air vent holes in 
the bottom 3.5’ of the pipe.  The lowest of the vent holes on the entrainment pipe is ¼” 
diameter and is ~0.5’ from the bottom of the pipe.  The second vent hole is ¼” diameter 
and is ~ 1.5’ from the bottom of the pipe.  The third vent hole is 1/8” diameter and is ~ 
2.5’ from the bottom of the pipe.  The top vent hole is 1/8” diameter and is ~ 3.5’ from 
the bottom of the pipe.  A threaded coupler was soldered to the top of the pipe. 

• The entrainment pipe was then lowered most of the way inside the electrode, screwing it 
into the bottom of an electrode cap that was then screwed onto the top of the electrode 
after a conductive paste was applied to the threads.  Then, metal fittings were screwed 
into the top of the cap that will eventually be attached to the vapor recovery piping and 
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multi-phase extraction line.  The distance from the bottom of the top plate of the cap and 
the top of the electrode pipe = 1”. 

• The following are specific details regarding each of these installations: 
o MPE-H2 

▪ SWL before entrainment pipe installed = 27.64’ below top of electrode 

▪ Bottom of entrainment pipe = 28.22’ below top plate of electrode cap 

o MPE-H3 

▪ SWL before entrainment pipe installed = 27.43’ below top of electrode 

▪ Bottom of entrainment pipe = 28.01’ below top plate of electrode cap 
o MPE-H4 

▪ SWL before entrainment pipe installed = 27.19’ below top of electrode 

▪ Bottom of entrainment pipe = 27.77’ below top plate of electrode cap 

o MPE-H5 

▪ SWL before entrainment pipe installed = 27.39’ below top of electrode 

▪ Bottom of entrainment pipe = 27.97’ below top plate of electrode cap 

o MPE-H6 

▪ SWL before entrainment pipe installed = 27.72’ below top of electrode 

▪ Bottom of entrainment pipe = 28.30’ below top plate of electrode cap 
 

Additional Notes and Observations: 
• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 

Smith personnel. 

• K&S loaded the Geoprobe rig on the support trailer and took it back to the shop with 
them when they left the site. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 

• None 

 
Potential Work Next Week: 

• K&S will use their Diedrich rig to install the remaining 9 MPEs, 3 GWPs, 1 TMP, and 1 VP 
that are to be located between the west side of the building and the west property line.  
That will leave the remaining 6 MPEs, 2 GWPs, 1 TMP, and 3 VPs in Marshall Street and 
the VP (VP-L4) and the GWP (GWP-L4) south of the building to install the following 
week.  TRS will continue to install entrainment pipes and electrode caps and will start 
installing oversleaves and piping to the electrode cap fittings. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/8/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 71 degrees, clear, wind = 2 - 5 mph NE.  Forecast is for the temperature to go into the 
lower 80s. 
 

Report Authors: David Rojas & Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas & Kevin Saller 
TRS: Brad Morris, Jeff Riffe, & Ted Highley 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Groundwater Piezometer (GWP)-H6 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to resumed advancing 
4.25” diameter hollow stem augers (HSAs) with a wooden plug in the bit, drilling to 47 
feet below ground surface (bgs).  K&S had already drilled to 24.5 feet bgs on 8/5/16.  
K&S charged the HSAs with water between flight connections.  

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
24.5 – 31  0.6 – 4.5 SAND, lt to mod grayish yel brn, f-grn w/tr m-grn, moist 

becoming wet @ 30’ bgs, no odor. 
31 – 37    302 – 255 SAND, med brn greenish gray, f-m grn, wet, stained, strong odor 
37 – 45    218 – 156 SAND, med greenish gry, f-m grn, coarser and more dark mineral 

grains than unit above, wet, stained, strong odor 
45 – 47    210 – 133 SAND, med greenish brn gray, f-m grn w/few c-grn, coarser than 

unit above, tr gravel, stained but becoming spotty staining 
w/depth, wet, strong odor 

• K&S lowered 1.75” diameter AWJ rods inside the HSAs to 47’ bgs and flushed with ~25 
gallons water [no water or sand was brought to the surface during flushing].  Then, K&S 
bumped the wooden plug and POH w/rods and, with help from TRS personnel, lowered 
the stainless-steel (SS) material for the GWP in the HSAs.  From bottom to top, these 2” 
diameter materials include a SS cap, 5’ long SS riser (sump), SS coupler, 10’ long SS 
V-wrapped 20-slot well screen, SS coupler, 10’ long SS V-wrapped 20-slot well screen, SS 
coupler, 10’ long SS riser, SS coupler, and a 10’ long SS riser.  TRS personnel applied 
Teflon tape to the threads at each connection.  Although this would appear to be 45 feet 
of materials, due to the bottom cap, couplers and exposed threads, the total length of the 
SS materials for the GWP is 47.6 feet. 

• Once K&S completed lowering the SS materials for the GWP in the HSAs, they began 



2 

 

slowly pouring #4 silica sand into HSAs to set a sandpack in the annulus while picking 
up (PU) and POH w/HSAs (keeping sand at least one foot inside HSAs.  While PU the 
HSAs, the SS GWP materials were also purposely raised so that the bottom of the SS 
materials were at 45.4’ bgs.  As K&S continued to construct sandpack and PU HSAs, the 
SS GWP materials rose another 1.3’.  TRS approved K&S to use the AWJ rod with the 
centerplug to hammer the SS GWP material down 1.2’ before completing the installation 
of the remainder of the sandpack.  The following are some construction details for 
GWP-H6: 

o Top of SS materials = 2.3’ ags 
o Bottom of SS materials = 45.3’ bgs 
o Screened Interval = 19.3’ bgs to 39.8’ bgs 
o Top of Sandpack = 14’ bgs 

• Required 19 50-lb bags of #4 Silica sand to bring it to 14 feet bgs in the annulus. 

• K&S poured grout into the HSAs while finishing POH, filling the remainder of the 
annulus up to approximately 0.5 feet bgs.  Required 5 94-lb bags of Type I Portland 
cement to bring grout to 0.5 feet bgs, including the refilling of the annulus three times 
after grout settled to ~1’ bgs. 

 
  Installation of ERH Multi-phase Extraction (MPE) electrode E5 (incomplete) 

• K&S used their D-120 drilling rig and their 8.25” ID HSAs (which create a 12.25” diameter 
hole) with center plug on 1.75-inch AWJ rod to 5 feet bgs.  After drilling the 5’ pilot hole, 
they POH with the HSA and center plug, installed a wooden plug in the bit, and resumed 
drilling w/the HSAs. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. ASPHALT 
0.1 – 0.8   0.0  Gravely SAND, med brn gry, f-m grn, sli silty, dry, no odor 
0.8 – 1.5   0.4  Silty SAND, blk to dk dusky brn, f-grn w/few m-grn, sli clayey, 

dry, no odor 
1.5 – 2.0   0.1  Silty SAND, dk dusky brn, f-grn, sli clayey, dry to sli moist, no odor 
2.0 – 3.0   0.0  Gravely SAND, mod to dk yel brn, f-m grn w/few c-grn, sli to mod 

silty, dry, no odor 
3.0 – 8.0   0.0  Silty SAND, med org brn, f-grn, dry to sli moist, no odor 
8.0 – 14   0.5 – 0.1 SAND, lt to mod yel brn, f-grn, sli silty, dry, no odor 
14 – 23    0.3  SAND, lt to mod yel brn, f-grn, dry, no odor 
23 – 24.5  0.7 – 1.3 SAND, lt to mod yel brn, f-grn w/few to some m-grn, sli moist, no 

odor 

• K&S ceased advancing 8.25” ID HSAs @ 24.5 feet bgs because they would not be able to 
complete the installation of the MPE within their 10-hour work day.  TRS and K&S 
personnel secured the site and SDFN. 

 
  Installation of 1” Copper Entrainment Pipes, Electrode Caps, and Cap Fittings @ 3 MPEs 

• For each of these three electrodes, TRS measured the static water level (SWL) in the 
electrode then constructed entrainment pipes by soldered together sections of 1” diameter 
copper pipe, cut an angled end on the bottom of the pipe and drilled four air vent holes in 
the bottom 3.5’ of the pipe.  The lowest of the vent holes on the entrainment pipe is ¼” 
diameter and is ~0.5’ from the bottom of the pipe.  The second vent hole is ¼” diameter 
and is ~ 1.5’ from the bottom of the pipe.  The third vent hole is 1/8” diameter and is ~ 
2.5’ from the bottom of the pipe.  The top vent hole is 1/8” diameter and is ~ 3.5’ from 
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the bottom of the pipe.  A threaded coupler was soldered to the top of the pipe. 

• The entrainment pipe was then lowered most of the way inside the electrode, screwing it 
into the bottom of an electrode cap that was then screwed onto the top of the electrode 
after a conductive paste was applied to the threads.  Then, metal fittings were screwed 
into the top of the cap that will eventually be attached to the vapor recovery piping and 
multi-phase extraction line.  The distance from the bottom of the top plate of the cap and 
the top of the electrode pipe = 1”. 

• The following are specific details regarding each of these installations: 
o MPE-G3 

� SWL before entrainment pipe installed = 27.20’ below top of electrode 
� Bottom of entrainment pipe = 27.78’ below top plate of electrode cap 

o MPE-G4 
� SWL before entrainment pipe installed = 27.27’ below top of electrode 
� Bottom of entrainment pipe = 27.85’ below top plate of electrode cap 

o MPE-G5 
� SWL before entrainment pipe installed = 27.63’ below top of electrode 
� Bottom of entrainment pipe = 28.21’ below top plate of electrode cap 

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

• CDM Smith personnel discussed use of a finer sand than the #4 sand currently used in the 
annular space of the groundwater monitoring wells, and the infringement of grout into 
the sand layers after applying ~16 ft of grout above; an email was sent out to the PM and 
PE about the issue for resolution. 

• TRS has completed installing entrainment pipes and electrode caps in all of the electrodes 
installed to date (except MPE-K5, which requires the removal of the temporary cap that 
was “hammered” onto the electrode, stripping the threads). 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• Potential change in the use of #4 sand to a finer sand on groundwater monitoring wells. 

 
Potential Work Tomorrow: 
 

• K&S will use their D-120 rig to complete advancing the boring for the installation of the 
MPE-E5 electrode, then advance borings and install electrodes at the proposed locations 
of MPE-F5 and possibly advance HSAs to 25’ at the proposed location of MPE-E4.  TRS 
will continue to prepare the bottom sections of 1” diameter copper entrainment pipes in 
preparation for installing them once a few more electrodes are installed. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/9/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 72 degrees, partly cloudy, wind is calm.  Forecast is for sun & clouds and temperature 
to go into the mid to upper 80s. 
 

Report Authors: David Rojas and Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas & Kevin Saller 
TRS: Chris Phillips, Jeff Riffe, Brad Morris, & Ted Highley 
K&S Engineers, Inc. (K&S): Eric DeWitt & Carlos Santana 
Visitors: George Lytwynyshyn (CTS) 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode E5 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to resumed advancing 
8.25” ID hollow stem augers (HSAs) with a wooden plug in the bit, drilling to 39.5 feet 
below ground surface (bgs).  K&S had already drilled to 24.5 feet bgs on 8/8/16.  K&S 
charged the HSAs with water between flight connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
24.5 – 29  1.8 – 5.3 SAND, lt to mod yel brn, f-m grn, moist, sli odor w/depth 
29 – 34    143 – 295 SAND, mod gry brn getting lighter w/depth, f-m grn wet, some 

staining increasing with depth, mod to strong odor 
34 – 37    324 – 284 SAND, mod brownish greenish gry, f-m grn w/tr to few c-grn, wet, 

stained, strong odor 
37 – 39.5  258  SAND, mod brownish greenish gry, f-m grn w/tr to few c-grn, tr 

f-m gravel, wet, stained, strong odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped bottom inside the HSAs.  
The bottom 21-foot long joint with vertical 40-slot was lowered into the HSAs first, then 
an 18.5-foot joint with only the bottom 13.5 feet slotted and a coupler on the bottom was 
connected to it prior to lower the pipe to the bottom of the boring.  The top of slotted 
interval ~4.5 feet bgs.  A temporary cap was placed on the top of the electrode during 
installation, but it will be replaced with the appropriate electrode cap with fittings once 
the entrainment pipe is installed.  TRS applied conductive paste on the threads of pipe 
prior to making all of the connections except the temporary cap on top. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and two graphite/steel shot mix into the HSAs, and pushed down on the 4” 
black iron pipe with the rig’s auger drive cap to push out the wooden plug in the HSA bit.  
Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 
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• K&S continued POH with HSAs while pouring 3:1 graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  
Required 4.25 mixes to bring 3:1 graphite/iron shot to 23 feet bgs.  K&S continued POH 
with HSAs while pouring #4 silica/bluestone sand into HSAs (keeping sand at least 5 feet 
inside HSAs until POH w/HSAs.  Required 33 50-lb bags of sand to bring it to 0.5 foot 
bgs. 

• A drip tube (a 5-foot long ½” diameter copper pipe with a stainless steel screen clamped 
onto the bottom of it) was placed within the annular sand in the lead HSA just before it 
was POH so as the HSA was POH the drip tube settled in the borehole adjacent to the 
black iron electrode.  The drip tube was subsequently adjusted so that the top of the drip 
tube ended up ~0.5’ above ground surface (ags). 

• David measured stick-up of electrode and water level in electrode:  Stickup = 0.71’ ags, 
WL = 27.42’ btoe (or, 26.71’ bgs). 

 
  Installation of ERH Multi-phase Extraction (MPE) electrode F5 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig and a 8.25” ID HSA to cut a hole in the 
asphalt, then used a handauger to advance a pilot hole to 5’ bgs to verify clearance of the 
gas line identified in this area.  Then, once natural stratified soils and no gas line 
encountered, K&S advanced the HSAs with center plug on 3-inch AW rod to 5 feet bgs.  
K&S POH with the HSA and center plug, installed a wooden plug in the bit, drilling to 
39.5 feet bgs.  After reaching 25 feet bgs, K&S charged the HSAs with water between 
flight connections. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. Asphalt 
0.1 – 0.5   0.1  Gravely SAND, org brn mottled w/dk brn, f-c, sli to mod silty, dry, 

no odor 
0.5 – 1.3   0.0  Gravely SAND, org brn with tr mottled w/dk brn, f-c grn, sli silty, 

dry, no odor 
1.3 – 2.5   0.2  Silty SAND, blk to dk dusky brn, f- grn, sli to mod clayey (low 
    plasticity), sli moist, no odor 
2.5 – 3.5   0.1  Silty SAND, dk brn, f-grn, sli clayey (low plasticity), dry to sli 

moist, no odor 
3.5 – 6.0   0.5  Silty SAND, lt to mod org brn, f-grn, dry, no odor 
6.0 – 8.0   13.5 – 1.4 SAND, lt to med grayish brn, f-grn, dry, sli odor dec. w/depth 
8.0 – 18    0.4 -0.6 SAND, lt yel brn grading med yel brn, f-grn, dry, no odor 
18 – 26    0.3 – 0.7 SAND, lt to mod yel brn, f-grn, dry, no odor 
26 – 28    8.7 – 18.9 SAND, med gry yel brn, f-m grn, moist becoming wet at base of 

unit, sli odor 
28 – 33    89 – 133 SAND, med brownish greenish gray, f-m grn, wet, staining, strong 

odor 
33 – 37   249 – 208 SAND, med grn gray, f-m grn w/few c-grn (coarser w/depth), wet, 

staining, strong odor 
37 – 39.5  141 – 186 SAND, med grn gray, f-m grn w/few c-grn (coarser w/depth), 

trace fine gravel, wet, staining, strong odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped bottom inside the HSAs.  
The bottom 21-foot long joint with vertical 40-slot was lowered into the HSAs first, then 
an 18.5-foot joint with only the bottom 13.5 feet slotted and a coupler on the bottom was 
connected to it prior to lower the pipe to the bottom of the boring.  The top of slotted 
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interval ~4.0 feet bgs.  A temporary cap was placed on the top of the electrode during 
installation, but it will be replaced with the appropriate electrode cap with fittings once 
the entrainment pipe is installed.  TRS applied conductive paste on the threads of pipe 
prior to making all of the connections except the temporary cap on top. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and two graphite/steel shot mix into the HSAs, and pushed down on the 4” 
black iron pipe with the rig’s auger drive cap to push out the wooden plug in the HSA bit.  
Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring 3:1 graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until nearing the prescribed level of 23’ bgs).  
Used 4.5 mixes and brought 3:1 graphite/iron shot to 22 feet bgs.  K&S continued POH 
with HSAs while pouring #4 silica/bluestone sand into HSAs (keeping sand at least eight 
feet inside HSAs until POH w/HSAs.  Required 31 50-lb bags of sand to bring it to 1.0 
foot bgs. 

• A drip tube was placed in the lead HSA just before it was POH so as the HSA was POH 
the drip tube settled in the borehole adjacent to the black iron electrode leaving ~0.5 foot 
of the copper pipe ags. 

• David measured the stickup and WL: Stickup = 1.04’ ags  WL = 27.74’ btoe = 26.70’ bgs 
 
  Installation of ERH Multi-phase Extraction (MPE) electrode E4 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 8.25” ID 
HSAs with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the HSA and 
center plug, installed a wooden plug in the bit and resumed drilling with the HSAs to 
39.5’ bgs.  After reaching 25 feet bgs, K&S charged the HSAs with water between flight 
connections. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. Asphalt 
0.1 – 0.5   0.1  Gravely SAND, med to dk org brn, f-m grn w/few c-grn, sli to mod 

silty, dry, no odor 
0.5 – 1.0   0.6  Silty SAND, dk brn, f- grn w/few m-grn, few fine gravel, sli clayey 

(low plasticity), dry to sli moist, no odor 
1.0 – 2.0   0.8  Silty Clayey SAND, dk dusky brn grading to dk org brn, f- grn 

w/tr m-c grn, sli moist, no odor 
2.0 – 3.0   0.3  Silty Gravely SAND, med to dk org brn mottled w/mod yel brn, f-c 

grn, dry, no odor 
3.0 – 18   0.1  Silty SAND, lt yel brn, f-grn, becoming less silty w/depth, dry, no 

odor 
18 – 19    0.3  Silty SAND, mod yel brn, f-grn, dry, no odor 
19 – 25    0.1 – 0.8 SAND, lt yel brn, f-grn, sli silty becoming less silty w/depth, dry, 

no odor 
25 – 30    0.8 – 2.1 SAND, lt yel brn, f-grn w/few m-grn, dry w/no odor becoming 

moist w/sli odor w/depth 
30 – 32    49.8 - 155 SAND, lt gry brn, f-grn w/few to some m-grn (coarsening 

w/depth), moist becoming wet below ~31’ bgs, mod to 
strong odor 

32 – 37    246 – 366 SAND, lt to mod brownish gray grading to med greenish gray, 
f-grn w/few to some m-grn, wet, staining, strong odor 

37 – 39.5  398 – 411 SAND, med grn gray, f-m grn w/tr c-grn and tr fine gravel (coarser 
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w/depth), wet, staining, strong odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped bottom inside the HSAs.  
The bottom 21-foot long joint with vertical 40-slot was lowered into the HSAs first, then 
an 18.5-foot joint with only the bottom 13.5 feet slotted and a coupler on the bottom was 
connected to it prior to lower the pipe to the bottom of the boring.  The top of slotted 
interval ~4.0 feet bgs.  A temporary cap was placed on the top of the electrode during 
installation, but it will be replaced with the appropriate electrode cap with fittings once 
the entrainment pipe is installed.  TRS applied conductive paste on the threads of pipe 
prior to making all of the connections except the temporary cap on top. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and two 3:1 graphite/steel shot mixes into the HSAs, and pushed down on 
the 4” black iron pipe with the rig’s auger drive cap to push out the wooden plug in the 
HSA bit.  Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring 3:1 graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until nearing the prescribed level of 23’ bgs).  
Used 4.0 mixes and brought 3:1 graphite/iron shot to 22 feet bgs.  K&S continued POH 
with HSAs while pouring #4 silica/bluestone sand into HSAs (keeping sand at least eight 
feet inside HSAs until POH w/HSAs.  Required 31 50-lb bags of sand to bring it to 1.0 
foot bgs. 

• A drip tube was placed in the lead HSA just before it was POH so as the HSA was POH 
the drip tube settled in the borehole adjacent to the black iron electrode leaving ~0.5 foot 
of the copper pipe ags. 

• David measured the stickup and WL: Stickup = 0.88’ ags  WL = 27.31’ btoe = 26.43’ bgs 
 
  Installation of 10” Diameter CPVC Oversleeves @ 22 of the MPE Locations 

• For each of these twenty-two electrodes, TRS cut a 2.5’ long piece of 10” diameter CPVC 
and lowered it into the annular space around the electrode.  Prior to placing the 
oversleeve in the annular space, TRS placed a piece of visquine on top of the #4 
silica/bluestone sandpack to prevent the grout that will be placed inside and around the 
oversleeve from penetrating into the sandpack. 

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

• TRS conducted a site tour with George Lytwynyshyn of CTS (reportedly, a perspective 
client of TRS).  CDM Smith personnel did not intervene or supervise the site tour, but 
David was introduced to Mr. Lytwynyshyn during the tour. 

• The CME-850 track-mounted drilling rig that has been sitting idle at the site for the last 
few weeks was picked up by a K&S transport vehicle. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• TRS moved the proposed location of MPE-F5 approximately 1.5 feet south to move the 
location so it was ~3’ from a marked gas line (reportedly disconnected).  However, when 
TRS instructed K&S to drill at the revised location without first advancing a pilot hole 
with a hand auger, David strongly suggested that a hand augered pilot hole be advanced 
to 5’ bgs prior to drilling to verify subsurface utility clearance.  K&S personnel concurred 
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and TRS personnel eventually agreed. 

• David mentioned to Chris Thomas that CDM Smith and K&S personnel in the field had 
discussed with TRS personnel onsite that it might be better to use a finer sand material 
(such as 20/30 Sand also referred to as #5 Sand) for the sandpacks of the groundwater 
piezometers (GWPs) to reduce the amount of formation material that is flowing into the 
GWPs during construction and that will possibly continue to accumulate in the GWPs.  
Chris said he was aware of the discussions, thought it “sounded reasonable” and was 
going to discuss it further within TRS. 

 
Potential Work Tomorrow: 
 

• Tomorrow, K&S will first drill the borehole for and install MPE-F4 with the D-120 rig and 
TRS will work with K&S personnel to grout the oversleeves that have been (and will be) 
placed around existing MPEs.  Tomorrow, K&S will also continue working to complete 
the installations of three MPEs (E3, F3, & G2), Temperature Monitoring Point (TMP) F4, 
Vapor Piezometer (VP) G4, and GWPs F3 and E3 by the end of the week.  This will leave 
VP-L4 and GWP-L4 (which are in front of the bay door of the building), and the 
remaining installations located in Marshall Street (6 MPEs, 3 VPs, 2 GWPs, & 1 TMP) to be 
installed next week. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/10/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 72 degrees, partly cloudy, wind is calm.  Forecast is for sun & clouds and temperature 
to go into the mid to upper 80s. 
 

Report Authors: David Rojas and Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas & Kevin Saller 
TRS: Jeff Riffe, Brad Morris, & Ted Highley 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: CH2M Hill personnel 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode F4 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig and a 8.25” ID hollow 
stem auger (HSA) with center plug on 3-inch AW rod to advance a pilot hole 5 foot bgs.  
K&S pulled out of the hole (POH) with the HSA and center plug, installed a wooden plug 
in the bit, drilling to 40 feet below ground surface (bgs).  After reaching 25 feet bgs, K&S 
charged the HSAs with water between flight connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. Asphalt 
0.1 – 1.0   0.0  Gravely SAND, dk red brn mottled w/dk brn, f-c, sli to mod silty, 

dry, no odor 
1.0 – 2.0   0.3  Silty SAND, dk dusky brn grading to dk brn,, f-grn, sli to mod 

clayey (lo plasticity), sli gravely decreasing w/depth, 
sli moist, no odor 

2.0 – 2.5   0.1  Gravely Silty SAND, dk reddish brn, f-c grn, sli clayey (low 
    plasticity), sli moist, no odor 
2.5 – 3.0   0.0  Silty SAND, med org brn, f-grn, dry, no odor 
3.0 – 7.0   0.2  Silty SAND, lt yel brn, f-grn, dry, no odor 
7.0 – 10     0.1  Silty SAND, lt to med grayish yel brn, f-grn, dry, no odor 
10 – 22     0.1  SAND, lt yel brn, f-grn, dry, no odor 
22 – 28     0.2  SAND, lt to mod yel brn, f-grn w/few m-grn, dry to sli moist, no 

odor 
28 – 30     0.2  SAND, mod gry brn, f-grn w/few to some m grn, moist becoming 

wet at base of unit, no odor 
30 – 34    0.4 – 31 SAND, med brownish gray, f-m grn w/tr c-grn, wet, sli to mod 

odor 
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34 – 37   55 – 81 SAND, med grn gray, f-m grn w/few c-grn (coarser w/depth), wet, 
staining, mod odor 

37 – 38   153 – 104 SAND, lt to med greenish gray, f-m grn w/some c-grn (coarser 
w/depth), wet, spotty staining, strong odor 

38 – 40   189 – 238 SAND, med to dk greenish gray, f-m grn w/some c-grn (coarser 
w/depth), few fine to coarse gravel, wet, staining, strong 
odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped bottom inside the HSAs.  
The bottom 21-foot long joint with vertical 40-slot was lowered into the HSAs first, then 
an 18.5-foot joint with only the bottom 14.5 feet slotted and a coupler on the bottom was 
connected to it prior to lower the pipe to the bottom of the boring.  The top of the slotted 
interval is 3.38 feet bgs.  A temporary cap was placed on the top of the electrode during 
installation, but it will be replaced with the appropriate electrode cap with fittings once 
the entrainment pipe is installed.  TRS applied conductive paste on the threads of pipe 
prior to making all of the connections except the temporary cap on top. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and two 3:1 graphite/steel shot mixes into the HSAs, and pushed down on 
the 4” black iron pipe with the rig’s auger drive cap to push out the wooden plug in the 
HSA bit.  Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring 3:1 graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until nearing the prescribed level of 23’ bgs).  
Used 4.25 mixes and brought 3:1 graphite/iron shot to 22.5 feet bgs.  K&S continued 
POH with HSAs while pouring #4 silica/bluestone sand into HSAs (keeping sand at least 
eight feet inside HSAs until POH w/HSAs.  Required 31 50-lb bags of sand to bring it to 
0.5 foot bgs. 

• A drip tube (a 5-foot long ½” diameter copper pipe with a stainless steel screen clamped 
onto the bottom of it) was placed in the lead HSA just before it was POH so as the HSA 
was POH the drip tube settled in the borehole adjacent to the black iron electrode leaving 
~0.5 foot of the copper pipe above ground surface (ags). 

• David measured the stickup and WL: Stickup = 0.62’ ags  WL = 27.15’ btoe = 26.53’ bgs 
 
  Installation of ERH Multi-phase Extraction (MPE) electrode E3 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 8.25” ID 
HSAs with center plug on 3-inch AW rod to 5 feet bgs.  K&S POH with the HSA and 
center plug, installed a wooden plug in the bit and resumed drilling with the HSAs to 40’ 
bgs.  After reaching 25 feet bgs, K&S charged the HSAs with water between flight 
connections. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. Asphalt 
0.1 – 0.8   0.4  Gravely SAND, med to dk brn gry mottled w/lt orangish & yel 

brn, f-c grn, sli to mod silty, dry, no odor 
0.8 – 2.0   0.3  Silty SAND, blk to dk dusky brn, f- grn, sli to mod clayey (low 

plasticity), dry, no odor 
2.0 – 2.5   0.1  Gravely SAND, dk brn, f-c grn, dry, no odor 
2.5 – 3.0   0.3  Silty SAND, dk reddish brn, f-m grn, sli clayey (low plasticity), dry, 

no odor 
3.0 – 3.5   0.1  Silty SAND, med org brn, f-grn w/tr to few m-grn, dry, no odor 
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DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
3.5 – 5.0   0.4  Silty SAND, med to lt yel brn (lighter in color w/depth), f-grn, dry, 

no odor 
5.0 – 8.0   0.1  Silty SAND, med org brn, f-grn, dry, no odor 
8.0 – 18    1.0 – 0.4 SAND, grayish lt yel brn, f-grn, sli silty lenses, dry, no odor 
18 – 26    0.7 – 0.3 SAND, grayish lt yel brn, f-grn w/few m-grn, sli silty lenses, dry 

becoming moist w/depth, no odor 
26 – 32    0.4 – 22 SAND, med grayish brn, f-grn w/few to some m-grn, moist 

becoming wet w/depth, no odor except bottom of unit has 
sli odor 

32 – 36    48 - 89 SAND, med brn gry grading to med greenish gray, f-m grn w/tr 
c-grn (coarsening w/depth), wet, stained, mod to strong 
odor 

36 – 38    178 – 233 SAND, med greenish gray, f-m grn w/few to some c-grn, tr f-m 
gravel, wet, staining, strong odor 

38 – 40   332 – 255 SAND, mod to dk greenish gray, f-m grn w/few to some c-grn, few 
f-c gravel, wet, staining, strong odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped bottom inside the HSAs.  
The bottom 21-foot long joint with vertical 40-slot was lowered into the HSAs first, then 
an 18.5-foot joint with only the bottom 14.5 feet slotted and a coupler on the bottom was 
connected to it prior to lower the pipe to the bottom of the boring.  The top of slotted 
interval ~3.1 feet bgs.  A temporary cap was placed on the top of the electrode during 
installation, but it will be replaced with the appropriate electrode cap with fittings once 
the entrainment pipe is installed.  TRS applied conductive paste on the threads of pipe 
prior to making all of the connections except the temporary cap on top. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and two 3:1 graphite/steel shot mixes into the HSAs, and pushed down on 
the 4” black iron pipe with the rig’s auger drive cap to push out the wooden plug in the 
HSA bit.  Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring 3:1 graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until nearing the prescribed level of 23’ bgs).  
Used 4.0 mixes and brought 3:1 graphite/iron shot to 21.8 feet bgs.  K&S continued POH 
with HSAs while pouring #4 silica/bluestone sand into HSAs (keeping sand at least eight 
feet inside HSAs until POH w/HSAs.  Required 31.5 50-lb bags of sand to bring it to 1.0 
foot bgs. 

• A drip tube was placed in the lead HSA just before it was POH so as the HSA was POH 
the drip tube settled in the borehole adjacent to the black iron electrode leaving ~0.5 foot 
of the copper pipe ags. 

• David measured the stickup and WL: Stickup = 0.90’ ags  WL = 27.21’ btoe = 26.31’ bgs 
 
  Installation of ERH Multi-phase Extraction (MPE) electrode F3 (incomplete) 

• K&S used their D-120 drilling rig and their 8.25” ID HSAs (which create a 12.25” diameter 
hole) with center plug on 1.75-inch AWJ rod to 5 feet bgs.  After drilling the 5’ pilot hole, 
they POH with the HSA and center plug, installed a wooden plug in the bit, and resumed 
drilling w/the HSAs. 
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• Lithology & PID Readings at MPE-F3: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. ASPHALT 
0.1 – 1.0   18.8 Gravely SAND, dk gry brn mottled w/dk brn, f-c grn, sli to mod 

silty, dry, sli odor 
1.0 – 2.5   9.5  Gravely SAND, blk grading to dk dusky brn, f-grn w/few m-c grn, 

sli to mod clayey (low plasticity), sli moist, sli odor 
2.5 – 3.5   4.1  Silty SAND, dk reddish brn, f-grn w/few m-grn, sli clayey (low 

plasticity), dry to sli moist, tr odor 
3.5 – 4.0   3.5  Silty SAND, med org brn, f-grn w/tr fine gravel, dry, tr odor 
4.0 – 12   4.7 – 0.6 Silty SAND, lt yel brn, f-grn, becoming no odor and less silty 

w/depth, dry, tr to no odor 
12 – 25   0.4* – 0.0 SAND, lt yel brn, f-grn, sli silty lenses, dry, no odor, *(All but one of 

the samples analyzed in this interval had 0.4 ppm or less 
except @ 23’ bgs = 5.6 ppm) 

• K&S ceased advancing 8.25” ID HSAs @ 25 feet bgs because they would not be able to 
complete the installation of the MPE within their 10-hour work day.  TRS and K&S 
personnel secured the site and SDFN. 

 
  Installation of 1” Copper Entrainment Pipes, Electrode Caps, and Cap Fittings @ 3 MPEs 

• For each of these three electrodes, TRS measured the static water level (SWL) in the 
electrode then constructed entrainment pipes by soldered together sections of 1” diameter 
copper pipe, cut an angled end on the bottom of the pipe and drilled four air vent holes in 
the bottom 3.5’ of the pipe. The lowest of the vent holes on the entrainment pipe is ¼” 
diameter and is ~0.5’ from the bottom of the pipe. The second vent hole is ¼” diameter 
and is ~ 1.5’ from the bottom of the pipe. The third vent hole is 1/8” diameter and is ~ 2.5’ 
from the bottom of the pipe. The top vent hole is 1/8” diameter and is ~ 3.5’ from the 
bottom of the pipe. A threaded coupler was soldered to the top of the pipe. 

• The entrainment pipe was then lowered most of the way inside the electrode, screwing it 
into the bottom of an electrode cap that was then screwed onto the top of the electrode 
after a conductive paste was applied to the threads. Then, metal fittings were screwed 
into the top of the cap that will eventually be attached to the vapor recovery piping and 
multi-phase extraction line. The distance from the bottom of the top plate of the cap and 
the top of the electrode pipe = 1”. 

• The following are specific details regarding each of these installations: 
o MPE-E5 

� SWL before entrainment pipe installed = 27.76’ below top of electrode 
� Bottom of entrainment pipe = 28.34’ below top plate of electrode cap 

o MPE-E4 
� SWL before entrainment pipe installed = 27.45’ below top of electrode 
� Bottom of entrainment pipe = 28.03’ below top plate of electrode cap 

o MPE-F5 
� SWL before entrainment pipe installed = 28.0’ below top of electrode 
� Bottom of entrainment pipe = 28.58’ below top plate of electrode cap 

 
Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 
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• CH2M personnel dropped off four steel drums of investigative derived waste (IDW) 
generated from another IEPA site in Rockford.  CH2M had already obtained approval 
from IEPA to temporarily store these drums (which primarily contain cuttings from a soil 
gas investigation at a site suspected to have solvent contamination) until the sampling 
activities at the other site are completed and arrangements can be made to properly 
dispose of the drums.  Reportedly, additional IDW material will be added to the existing 
drums which are being stored on a wooden pallet in the southwest portion of the site 
within the locked fence.  CDM Smith personnel did not observe or supervise the delivery 
of the IDW drums which took place early this morning prior to the arrival of CDM Smith 
personnel. 

• CDM Smith personnel noticed that TRS had added plastic liner sheets to act as a barrier 
between the annular space of the MPE wells and the grout that will be placed to hold the 
oversleaves in place. TRS explained that this barrier was placed to stop grout migration 
through the #4 sandpack and into the electrodes, some of which have screens starting as 
high as 3 ft bgs. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• In the 8/9/16 Daily Activity Report, it was stated that TRS moved the proposed location 
of MPE-F5 approximately 1.5 feet south to move the location so it was ~3’ from a marked 
gas line (reportedly disconnected).  However, today, after a closer inspection, it was 
observed that the location had actually been moved approximately 3’ south. 

• David asked Jeff Riffe if he had heard any results regarding the potential for using a finer 
sand than the #4 silica/bluestone sand (such as 20/40 or #5 Sand) to build the sandpacks 
for the remaining five groundwater piezometers (GWPs) (two of which are scheduled to 
be installed this week).  Jeff stated that he had not received any instructions to post-pone 
installing the remaining GWPs or to revise the proposed construction procedures. 

 
Potential Work Tomorrow: 
 

• Tomorrow, K&S will complete drilling the borehole for and install MPE-F3 with the 
D-120 rig and TRS will work with K&S personnel to grout the oversleeves that have been 
(and will be) placed around existing MPEs.  Tomorrow and Friday, K&S will also 
attempt to complete the installations of MPE-G2, Temperature Monitoring Point (TMP) 
F4, Vapor Piezometer (VP) G4, and GWPs F3 and E3.  This will leave VP-L4 and GWP-L4 
(which are in front of the bay door of the building), and the remaining installations 
located in Marshall Street (6 MPEs, 3 VPs, 2 GWPs, & 1 TMP) to be installed next week. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/11/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 76 degrees, clear with slight fog, wind is 3-8 mph S.  Forecast is for sun & clouds and 
temperature to go into the mid 90s. 
 

Report Authors: David Rojas and Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas & Kevin Saller 
TRS: Jeff Riffe, Brad Morris, & Ted Highley 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Multi-phase Extraction (MPE) electrode F3 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to resumed advancing 
8.25” ID hollow stem augers (HSAs) with a wooden plug in the bit, drilling to 40 feet 
below ground surface (bgs).  K&S had already drilled to 25 feet bgs on 8/10/16.  K&S 
charged the HSAs with water between flight connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
25 – 29    0.4 – 0.8 SAND, grayish lt yel brn, f-grn, moist, no odor 
29 – 33    0.9 – 1.2 SAND, grayish lt yel brn mottled w/mod brn gray, f-grn w/few 

m-grn, wet, spotty staining, sli odor 
33 – 35    33 – 49 SAND, lt grayish yel brn grading to med brn gray, f-m grn, wet, 

stained, mod to strong odor 
35 – 38    125 – 111 SAND, med greenish gry, f-m grn w/tr to few c-grn, tr fine gravel, 

wet, stained, strong odor 
38 – 40    245 - 134 SAND, med to dark greenish gry, f-m grn w/some c-grn, few f-c 

gravel, wet, stained, strong odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped bottom inside the HSAs.  
The bottom 21-foot long joint with vertical 40-slot was lowered into the HSAs first, then 
an 18.5-foot joint with only the bottom 14.5 feet slotted and a coupler on the bottom was 
connected to it prior to lower the pipe to the bottom of the boring.  The top of slotted 
interval ~3.2 feet bgs.  A temporary cap was placed on the top of the electrode during 
installation, but it will be replaced with the appropriate electrode cap with fittings once 
the entrainment pipe is installed.  TRS applied conductive paste on the threads of pipe 
prior to making all of the connections except the temporary cap on top. 

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and 2.5 3:1 graphite/steel shot mixes into the HSAs, and pushed down on the 



2 

 

4” black iron pipe with the rig’s auger drive cap to push out the wooden plug in the HSA 
bit.  Mix = 3 50-lb bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring 3:1 graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until reaching the prescribed level of 23’ bgs).  
Required 4.75 mixes to bring 3:1 graphite/iron shot to 23 feet bgs.  K&S continued POH 
with HSAs while pouring #4 silica/bluestone sand into HSAs (keeping sand at least 5 feet 
inside HSAs until POH w/HSAs.  Required 35 50-lb bags of sand to bring it to 0.5 foot 
bgs. 

• A drip tube (a 5-foot long ½” diameter copper pipe with a stainless steel screen clamped 
onto the bottom of it) was placed within the annular sand in the lead HSA just before it 
was POH so as the HSA was POH the drip tube settled in the borehole adjacent to the 
black iron electrode.  The drip tube was subsequently adjusted so that the top of the drip 
tube ended up ~0.5’ above ground surface (ags). 

• David measured stick-up of electrode and water level in electrode:  Stickup = 0.82’ ags, 
WL = 27.20’ btoe (or, 26.38’ bgs). 

 
  Installation of ERH Multi-phase Extraction (MPE) electrode G2 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig and a 8.25” ID HSA with center plug on 
3-inch AW rod to 5 feet bgs.  K&S POH with the HSA and center plug, installed a 
wooden plug in the bit, then drilled to 40 feet bgs.  After reaching 25 feet bgs, K&S 
charged the HSAs with water between flight connections. 

• Lithology & PID Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. Asphalt 
0.1 – 0.5   0.1  Gravely SAND, med brn mottled w/dk brn, f-c, sli to mod silty, 

dry, no odor 
0.5 – 2.0   0.3  Gravely Clayey SAND, blk to dk dusky brn, f-m grn w/few c-grn, 

finer and less gravely w/depth, sli silty, dry to sli moist, no 
odor 

2.0 – 2.5   0.1  Gravely Silty SAND, dk brn, f- grn, sli clayey (low plasticity), dry to 
sli moist, no odor 

2.5 – 3.0   0.0  Silty SAND, dk reddish brn, f-grn, sli clayey (low plasticity), dry, 
no odor 

3.0 – 4.0   0.4  Silty SAND, med org brn, f-grn, dry, no odor 
4.0 – 5.0   0.3  Silty SAND, lt yel brn, f-grn, dry, no odor 
5.0 – 6.0   0.1  Silty SAND, med grayish yel brn mottled w/dk brn, f-grn, dry, no 

odor 
6.0 – 12    1.5 - 0.4 SAND, lt grayish yel brn, f-grn, dry, no odor 
12 – 27    0.3 – 0.5 SAND, lt yel brn becoming lighter in color w/depth, f-grn, dry to 

sli moist at bottom of unit, no odor 
27 – 33    0.4 – 0.1 SAND, lt to med gry yel brn, f-grn w/few m-grn, moist becoming 

wet, no odor 
33 – 36    0.0 – 0.4 SAND, med yel brownish gray, f-m grn, wet, no odor 
36 – 38   0.0 – 0.3 SAND, med gray yel brn, f-m grn w/tr to few c-grn (coarser 

w/depth), wet, no odor 
38 – 40   0.5 – 0.0 SAND, med gray yel brn, f-m grn w/tr to few c-grn (coarser 

w/depth), tr to few f-m gravel inc. w/depth, wet, no odor 

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped bottom inside the HSAs.  
The bottom 21-foot long joint with vertical 40-slot was lowered into the HSAs first, then 
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an 18.5-foot joint with only the bottom 14.5 feet slotted and a coupler on the bottom was 
connected to it prior to lower the pipe to the bottom of the boring.  The top of slotted 
interval ~3.2 feet bgs.  A temporary cap was placed on the top of the electrode during 
installation, but it will be replaced with the appropriate electrode cap with fittings once 
the entrainment pipe is installed.  TRS applied conductive paste on the threads of pipe 
prior to making all of the connections except the temporary cap on top. 

• Before beginning to POH with the HSAs, K&S poured one 50-lb bag of steel shot and 2.25 
3:1 graphite/steel shot mixes into the HSAs, and pushed down on the 4” black iron pipe 
with the rig’s auger drive cap to push out the wooden plug in the HSA bit.  Mix = 3 50-lb 
bags of SWS Earth Contact Backfill + 1 50-lb bag of iron shot. 

• K&S continued POH with HSAs while pouring 3:1 graphite/steel shot mix into HSAs 
(keeping mix at least five feet inside HSAs until nearing the prescribed level of 23’ bgs).  
Used 4.25 mixes and brought 3:1 graphite/iron shot to 22.7 feet bgs.  K&S continued 
POH with HSAs while pouring #4 silica/bluestone sand into HSAs (keeping sand at least 
eight feet inside HSAs until POH w/HSAs.  Required 32 50-lb bags of sand to bring it to 
0.5 foot bgs. 

• A drip tube was placed in the lead HSA just before it was POH so as the HSA was POH 
the drip tube settled in the borehole adjacent to the black iron electrode leaving ~0.5 foot 
of the copper pipe ags. 

• David measured the stickup and WL: Stickup = 0.83’ ags  WL = 27.23’ btoe = 26.40’ bgs 
 
Installation of ERH Vapor Piezometer (VP)-G4 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 4.25” ID 
HSAs (which create a 7.88” diameter hole) with center plug on 1.75-inch AWJ rods to 5' 
bgs.  K&S POH with the HSA and center plug, installed a wooden plug in the bit, then 
drilled to 15 feet bgs.  TRS personnel lowered the pre-assembled 14.04-foot long VP in 
the HSAs which consisted of 2.5’ of 1.5” diameter stainless-steel (SS) wire-wrapped 
screen, 5.75’ of 1.5” diameter SS riser, and 5.75’ of 1.5” diameter CPVC pipe.  The 
additional 0.04’ of length of the VP is due to the coupling between the SS riser and the 
CPVC pipe. 

• After pushing down on the VP to push out the wooden plug, the HSAs were POH.  
Then, K&S began dumping #4 silica/bluestone sand in the annulus while holding the VP 
so the top would be approximately one foot ags.  After dumping 5 50-lb bags of #4 sand 
into the annulus, the top of the sandpack was at 7.5’ bgs. 

• The top of the VP is at 0.75’ ags, so the screened interval is at 10.79 – 13.29 feet bgs. 

• K&S poured neat cement into the annulus, filling the remainder of the annulus to the 
surface.  They had mixed 5 94-lb bags of Type I Portland cement w/25 gallons of water, 
and there was still ~15 gallons of grout left in the mixing drum. 

 
Installation of ERH Temperature Monitoring Point (TMP)-F4 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 4.25” inside 
diameter (ID) HSAs (which create a 7.88” diameter hole) with center plug on 1.75-inch 
AWJ rod to 5 feet bgs.  K&S POH with the HSA and center plug, installed a wooden plug 
in the bit, and drilled to 25 feet bgs. 

• K&S ceased advancing 4.25” ID HSAs @ 25 feet bgs because they would not be able to 
complete the installation of the TMP within their 10-hour work day.  TRS and K&S 
personnel secured the site and SDFN. 
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Installation of 1” Copper Entrainment Pipes, Electrode Caps, and Cap Fittings @ 2 MPEs 

• For each of these three electrodes, TRS measured the static water level (SWL) in the 
electrode then constructed entrainment pipes by soldered together sections of 1” diameter 
copper pipe, cut an angled end on the bottom of the pipe and drilled four air vent holes in 
the bottom 3.5’ of the pipe. The lowest of the vent holes on the entrainment pipe is ¼” 
diameter and is ~0.5’ from the bottom of the pipe. The second vent hole is ¼” diameter 
and is ~ 1.5’ from the bottom of the pipe. The third vent hole is 1/8” diameter and is ~ 2.5’ 
from the bottom of the pipe. The top vent hole is 1/8” diameter and is ~ 3.5’ from the 
bottom of the pipe. A threaded coupler was soldered to the top of the pipe. 

• The entrainment pipe was then lowered most of the way inside the electrode, screwing it 
into the bottom of an electrode cap that was then screwed onto the top of the electrode 
after a conductive paste was applied to the threads. Then, metal fittings were screwed 
into the top of the cap that will eventually be attached to the vapor recovery piping and 
multi-phase extraction line. The distance from the bottom of the top plate of the cap and 
the top of the electrode pipe = 1”. 

• The following are specific details regarding each of these installations: 
o MPE-E3 

� SWL before entrainment pipe installed = 27.24’ below top of electrode 
� Bottom of entrainment pipe = 27.82’ below top plate of electrode cap 

o MPE-F4 
� SWL before entrainment pipe installed = 27.16’ below top of electrode 
� Bottom of entrainment pipe = 27.74’ below top plate of electrode cap 

 
  Installation of Grouting for the 10” Diameter Oversleeves @ 5 MPE Locations 

• Oversleeves were first cut from 10” diameter CPVC pipe in 2.5’ long sections to be placed 
over the exposed portion of the MPE wells at the surface. Prior to placing the 10” CPVC 
oversleeve, TRS placed a piece of visquine on top of the exposed #4 sandpack to prevent 
penetration of the grout into the sandpack. A layer of grout was added from the top of the 
sandpack on MPE-J5, -J4, -K6, -H4, and -M5 to ground surface. The grout was mixed with 
25-gallons of water and 5, 94 pound bags of Portland Type 1 cement.. 

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• None. 

 
Potential Work Tomorrow: 
 

• Tomorrow, K&S will complete drilling the borehole for and install TMP-F4 with the 
D-120 rig and TRS will work with K&S personnel to grout additional oversleeves that 
have been (and will be) placed around existing MPEs.  This will leave VP-L4 and 
groundwater piezometers (GWPs)-F3, GWP-E3, and GWP-L4, and the remaining 
installations located in Marshall Street (6 MPEs, 3 VPs, 2 GWPs, & 1 TMP) to be installed 
next week. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/12/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Temperature is 72 degrees, sky is overcast, and wind is calm.  Forecast is for rain with 
occasional thunderstorms and the high temperature to only get into the low 80s. 
 

Report Author: David Rojas (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas and Kevin Saller 
TRS: Brad Morris & Jeff Riffe 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: Jim Malison (CH2M Hill) 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Temperature Monitoring Point (TMP)-K5 (incomplete) 

• K&S used their Diedrich 120 (D-120) truck-mounted drilling rig to continue advancing 
4.25” inside diameter (ID) hollow-stem augers (HSAs) (which create a 7.88” diameter 
hole) with a wooden plug in the bit to 39 feet bgs, charging the HSAs with water between 
flight connections. 

• K&S personnel used the Moyno pump on the D-120 to mix two batches of neat cement in 
two 55-gallon drums.  Each batch consisted of 5 94-lb bags of Portland Type I cement and 
30 gallons of water.  Then, K&S lowered open-ended 1.75-inch diameter AWJ rods in the 
HSAs and tagged the wooden plug @ ~39 feet bgs.  K&S charged the HSAs with water, 
used the rods to push the wooden plug out of the HSAs, then pulled out of the augers 
(POA) with the rods.  K&S and TRS personnel lowered two 20-foot sections of 1.25” 
diameter copper pipe in the HSAs, soldering the coupler between the two sections. 

• Before beginning to POH with the HSAs, K&S filled the HSAs with neat cement grout and 
used an 1.75-inch diameter AWJ rod to hold the copper pipe of the TMP in place. 

• K&S continued POH with HSAs while pouring more grout into HSAs (keeping the 
downhole HSAs full of grout until the last flight was POH).  K&S mixed two more 
batches of neat cement (3rd mix = 4.5 bags of Portland + 25 gal water; 4th mix = 5 bags of 
Portland + 30 gal water) while POH with HSAs.  A total of 19.5 94-lb bags of Type I 
Portland cement was mixed and it took all but ~10 gallons of the grout to bring grout to 
the surface.  The top of the copper pipe is 1.25’ ags.  The bottom of the pipe is at 38.75’ 
bgs. 

• K&S and TRS personnel cleaned up the equipment and secured the site in preparation for 
leaving for the weekend break. 

 

Additional Notes and Observations: 
• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 

Smith personnel. 
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• CH2M Hill representative Jim Malison and Terra Probe personnel working under his 
direction were onsite first thing this morning placing investigative derived waste (IDW) 
materials (lexane sleeves, decontamination water, soil cuttings, and soil impacted from a 
hydraulic oil spill) in labeled steel 55-gallon drums being stored at this site.  Terra Probe 
personnel added a fifth drum to the stockpile of drums being stored on wooden pallets 
inside the locked fenced in area.  The IDW was generated offsite at a S.E. Rockford 
Superfund Site. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 

• None. 

 
Potential Work Next Week: 

• Next Monday, K&S will drill the boreholes for and install groundwater piezometers 
(GWPs)-F3 & GWP-E3.  Once these two GWPs are installed, the only two remaining 
installations requiring drilling on the property are the vapor piezometer VP-L4 and the 
groundwater piezometer GWP-L4, both of which are in front of the south bay door of the 
site building (primary access to the equipment/supplies staging area inside the building).  
These two installations will therefore be postponed until all other drilling is complete.  
So, after GWP-F3 and GWP-E3 are installed, K&S will complete the remaining 
installations located in Marshall Street (6 MPEs, 3 VPs, 2 GWPs, & 1 TMP) before 
installing VP-L4 and GWP-L4.  The amount of time to complete the remaining drilling 
activities is estimated to be 6 full days.  Therefore, it is unlikely that the drilling activities 
will be completed next week. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/15/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 76 degrees, partly cloudy, calm wind.  Forecast is for a chance of brief afternoon 
showers and the temperature to go into the mid to upper 80s. 
 

Report Author: David Rojas & Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas & Kevin Saller 
TRS: Brad Morris, Tim Black, & Ted Highley 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Groundwater Piezometer (GWP)-E3 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to advance a pilot hole 
with 4.25” inside diameter (ID) hollow stem augers (HSAs) (which create a 7.88” diameter 
hole) with center plug on 1.75-inch AWJ rod to 5 feet below ground surface (bgs).  K&S 
POH with the HSA and center plug, installed a wooden plug in the bit, and drilled to 47 
feet bgs.  K&S charged the HSAs with water between flight connections.  The highest 
PID reading measured obtained from soil cuttings was 145 ppm from cuttings brought to 
the surface on the flights of the augers after spinning the augers for ~3 minutes after 
reaching a depth of 37’ bgs.  The PID reading obtained from cuttings brought to the 
surface after reaching the total depth of 47 feet and spinning the augers for ~3 minutes 
was 85 ppm. 

• After advancing the HSAs to 47’ bgs, K&S lowered 1.75” diameter AWJ rods inside the 
HSAs to 45’ bgs and flushed the HSAs [no water or sand was brought to the surface 
during flushing].  Then, K&S bumped the wooden plug, POH w/rods, poured 0.5 bag of 
#4 silica/bluestone to backfill the borehole from 47 to 45 feet bls, and, with help from TRS 
personnel, lowered the stainless-steel (SS) material for the GWP in the HSAs.  From 
bottom to top, these 2” diameter materials include a SS cap, 5’ long SS riser (sump), SS 
coupler, 10’ long SS V-wrapped 20-slot well screen, SS coupler, 10’ long SS V-wrapped 
20-slot well screen, SS coupler, 10’ long SS riser, SS coupler, and a 10’ long SS riser.  TRS 
personnel applied Teflon tape to the threads at each connection.  Although this would 
appear to be 45 feet of materials, due to the cap, couplers and exposed threads, the total 
length of the SS materials for the GWP is 47.6 feet. 

• Once K&S completed lowering the SS materials for the GWP in the HSAs, they began 
slowly pouring #4 silica/bluestone sand into HSAs to set a sandpack in the annulus while 
picking up (PU) and POH w/HSAs (keeping sand at least one foot inside HSAs.  While 
PU the HSAs, the SS GWP materials also rose over one foot.  After multiple attempts to 
PU the HSAs while holding the SS materials down using a 5’ long section of the rods 
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wedged between the top of GWP and the auger head of the rig failed, K&S obtained 
approval from TRS to pull the SS materials out of the HSAs, lower the rods back in the 
hole, flush the HSAs, then POH with the rods and re-lower the SS materials back in the 
HSAs and attempt to construct the sandpack.  This worked. 

• The following are some construction details for GWP-E3: 
o Top of SS materials = 2.6’ ags 
o Bottom of SS materials = 45’ bgs 
o Screened Interval = 19’ bgs to 39.5’ bgs 
o Top of Sandpack = 16’ bgs 

• Required 16 50-lb bags of #4 silica/bluestone sand to bring it to 16 feet bgs in the annulus. 

• K&S poured grout into the HSAs while finishing POH, filling the remainder of the 
annulus up to approximately land surface.  Required 5 94-lb bags of Type I Portland 
cement to bring grout to ground surface. 

 
  Preparation of 1” Copper Entrainment Pipes and Electrode Caps for 2 MPEs 

• For these two electrodes, TRS measured the static water level (SWL) in the electrode pipe 
then constructed entrainment pipes by soldered together sections of 1” diameter copper 
pipe, cut an angled end on the bottom of the pipe and drilled four air vent holes in the 
bottom 3.5’ of the pipe. The lowest of the vent holes on the entrainment pipe is ¼” 
diameter and is ~0.5’ from the bottom of the pipe. The second vent hole is ¼” diameter 
and is ~ 1.5’ from the bottom of the pipe. The third vent hole is 1/8” diameter and is ~ 2.5’ 
from the bottom of the pipe. The top vent hole is 1/8” diameter and is ~ 3.5’ from the 
bottom of the pipe. A threaded coupler was soldered to the top of the pipe. 

• The following are specific details regarding each of these entrainment pipes: 
o MPE-F3 

� SWL before entrainment pipe installed = 27.09’ below top of electrode 
� Bottom of entrainment pipe = 27.67’ below top plate of electrode cap 

o MPE-G2 
� SWL before entrainment pipe installed = 27.19’ below top of electrode 
� Bottom of entrainment pipe = 27.77’ below top plate of electrode cap 

• These entrainment pipes and caps will be installed on the MPE wells once the drill rig is 
safely out of the way, which will most likely happen on Tuesday, 8/16/16. 

 
Installation of Grouting for the 10” Diameter Oversleeves @ 5 MPE Locations 

• Oversleeves were first cut from 10” diameter CPVC pipe in 2.5’ long sections to be placed 
over the exposed portion of the MPE wells at the surface. Prior to placing the 10” CPVC 
oversleeve, TRS placed a piece of visquine on top of the exposed #4 sandpack to prevent 
penetration of the grout into the sandpack. A layer of grout was added from the top of the 
sandpack on MPE-J6, -H5 –H6, -G3, -G4, -G5, -F4, -E5, -L4, and –L5 to ground surface. The 
grout was mixed with 25-gallons of water and 5, 94 pound bags of Portland Type 1 
cement. 

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. 

• After moving the rig to the original proposed location for GWP-F3, it was decided that 
since this location would put the mast of the drill rig at ~9 feet from the overhead power 
lines, the location for GWP-F3 would be moved 1.0 foot due east from the original point. 
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Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• None 

 
Potential Work Tomorrow: 
 

• K&S will install GWP-F3 with the D-120 rig and then move the rig into Marshall Street 
and resume installations in this area. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/16/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 72 degrees, clear sky, 1-3 mph SW wind.  Forecast is for a chance of brief afternoon 
showers and the temperature to go into the mid to upper 80s. 
 

Report Authors: David Rojas & Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas & Kevin Saller 
TRS: Brad Morris, Tim Black, & Ted Highley 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Groundwater Piezometer (GWP)-F3 (incomplete) 

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to advance a pilot hole 
with 4.25” inside diameter (ID) hollow stem augers (HSAs) (which create a 7.88” diameter 
hole) with center plug on 1.75-inch AWJ rod to 5 feet below ground surface (bgs).  K&S 
POH with the HSA and center plug, installed a wooden plug in the bit, and drilled to 47 
feet bgs.  K&S charged the HSAs with water between flight connections. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.1    Not Meas. ASPHALT 
0.1 –2.0    0.0  Gravely Clayey SAND, dk dusky brn, f-m grn, clay is high 

plasticity, sli moist, no odor 
2.0 – 2.5   0.0  Gravely Silty SAND, med yel brn mottled w/dk yel brn, f-grn, sli 

clayey w/high plasticity, sli moist, no odor 
2.5 – 3.5   0.0  Silty SAND, lt to mod orangish brn, f-grn, dry, no odor 
3.5 – 9.0   0.0  Silty SAND, lt yel brn, f-grn, dry, no odor 
9.0 – 18   0.1  SAND, lt yel brn, f-grn, sli silty, dry, no odor 
18 – 21    0.4 – 0.2 SAND, lt to mod yel brn, f-grn w/few m-grn, dry, no odor 
21 – 24    0.1 – 0.2 SAND, lt yel brn, f-grn, dry, no odor 
24 – 33   0.2 – 0.4 SAND, lt to mod grayish yel brn, f-grn w/few to some m-grn, dry 

becoming moist w/depth, no odor 
33 – 35    9.4 – 21 SAND, lt to mod grayish yel brn, f-m grn, wet, sli to mod odor, 

becoming grayer and more odorous with depth 
35 – 41    48 - 85 SAND, med brownish gray, f-m grn, stained, wet, mod to strong 

odor 
41 – 45    119 – 104 SAND, med brownish gray, f-m grn w/tr to few c-grn, stained, 

wet, strong odor 
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Lithology & PID Readings (cont) 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
45 – 47    87 - 73 SAND, med brownish gray, f-m grn w/few to some c-grn, tr 

rounded f-m sized gravel, spotty staining, mod to strong 
odor, wet 

increased amt of dk mineral grains compared to units above, stained, strong odor, wet, 
PID = 208 from cuttings on bottom flight of lead HSA after POH 

• After advancing the HSAs to 47’ bgs, K&S lowered 1.75” diameter AWJ rods inside the 
HSAs to 45’ bgs and flushed the HSAs [no water or sand was brought to the surface 
during flushing].  Then, K&S bumped the wooden plug, POH w/rods, poured 0.5 bag of 
#4 silica/bluestone, and lowered the stainless-steel (SS) material for the GWP in the 
HSAs.  From bottom to top, these 2” diameter materials include a SS cap, 5’ long SS riser 
(sump), SS coupler, 10’ long SS V-wrapped 20-slot well screen, SS coupler, 10’ long SS 
V-wrapped 20-slot well screen, SS coupler, 10’ long SS riser, SS coupler, and a 10’ long SS 
riser.  TRS personnel had applied Teflon tape to the threads at each connection.  
Although this would appear to be 45 feet of materials, due to the cap, couplers and 
exposed threads, the total length of the SS materials for the GWP is 47.6 feet. 

• Once K&S completed lowering the SS materials for the GWP in the HSAs, they began 
slowly pouring #4 silica/bluestone sand into HSAs to set a sandpack in the annulus while 
picking up (PU) and POH w/HSAs (keeping sand at least one foot inside HSAs. 

• The following are some construction details for GWP-E3: 
o Top of SS materials = 2.06’ ags 
o Bottom of SS materials = 45.54’ bgs 
o Screened Interval = 19.54’ bgs to 40.04’ bgs 
o Top of Sandpack = 16’ bgs 
o Amount of Material (sand?) inside SS materials = 0.37 feet 

• Required 16 50-lb bags of #4 silica/bluestone sand to bring it to 16 feet bgs in the annulus. 

• K&S poured grout into the HSAs while finishing POH, filling the remainder of the 
annulus up to approximately land surface.  Required 6 94-lb bags of Type I Portland 
cement to bring grout to ground surface. 

 
  Installation of ERH Vapor Piezometer (VP)-D4 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig and the 4.25” ID HSA with a bit on the 
bottom to cut a hole in the 0.5’ thick asphalt surface of Marshall Street at the proposed 
location of VP-D4.  Then, a pilot hole was advanced to 5’ bgs using a hand auger to verify 
subsurface utility clearance.  The material encountered from below the asphalt to 5’ bgs 
was well compacted limerock backfill to approximately 4.3’ bgs and dark brown gravely 
sand from there to 5’ bgs.  Then, 4.25” ID HSAs (which create a 7.88” diameter hole) with 
a center plug on a 1.75-inch AWJ rod was advanced to 5' bgs.  K&S POH with the HSA 
and center plug, installed a wooden plug in the bit, then drilled to 15 feet bgs.  TRS 
personnel lowered the pre-assembled 14.17-foot long VP in the HSAs which consisted of 
2.5’ of 1.5” diameter stainless-steel (SS) wire-wrapped screen, 5.75’ of 1.5” diameter SS 
riser, and 5.75’ of 1.5” diameter CPVC pipe.  The additional 0.17’ of length of the VP is 
due to the coupling between the SS riser and the CPVC pipe. 

• After pushing down on the VP to push out the wooden plug, the HSAs were POH.  
Then, K&S began dumping #4 silica/bluestone sand in the annulus while holding the VP 
so the top would be approximately one foot ags.  After dumping 4.25 50-lb bags of #4 
sand into the annulus, the top of the sandpack was at 8.0’ bgs. 

• The top of the VP was at 1.17’ ags, so the screened interval is at 10.5 – 13.0 feet bgs. 
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• K&S poured neat cement into the annulus, filling the annulus to 4’ bgs using 
approximately ¾ of a mix of grout consisting of 2 94-lb bags of Type I Portland cement 
w/10 gallons of water, and there was still ~5 gallons of grout left in the mixing drum. 

 
  Installation of ERH Temperature Monitoring Point (TMP)-D3 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig and the 4.25” ID HSA with a bit on the 
bottom to cut a hole in the 0.5’ thick asphalt surface of Marshall Street at the proposed 
location of VP-D4.  Then, a pilot hole was advanced to 5’ bgs using a hand auger to verify 
subsurface utility clearance.  The material encountered from below the asphalt to 5’ bgs 
was well compacted limerock backfill to approximately 4’ bgs and dark brown gravely 
sand from there to 5’ bgs.  Then, the 4.25” ID HSA with bit (which create a 7.88” diameter 
hole) with a center plug on a 1.75-inch AWJ rod was advanced to 5' bgs.  K&S POH with 
the HSA and center plug, installed a wooden plug in the bit, then drilled to 24.5 feet bgs. 

• K&S ceased advancing the 4.25” ID HSAs @ 24.5 feet bgs because they would not be able 
to complete the installation of the TMP within their 10-hour work day.  TRS and K&S 
personnel secured the site and SDFN. 

 
  Installation of 1” Copper Entrainment Pipes and Electrode Caps for 2 MPEs 

• For these two electrodes, TRS measured the static water level (SWL) in the electrode pipe 
then constructed entrainment pipes by soldered together sections of 1” diameter copper 
pipe, cut an angled end on the bottom of the pipe and drilled four air vent holes in the 
bottom 3.5’ of the pipe. The lowest of the vent holes on the entrainment pipe is ¼” 
diameter and is ~0.5’ from the bottom of the pipe. The second vent hole is ¼” diameter 
and is ~ 1.5’ from the bottom of the pipe. The third vent hole is 1/8” diameter and is ~ 2.5’ 
from the bottom of the pipe. The top vent hole is 1/8” diameter and is ~ 3.5’ from the 
bottom of the pipe. A threaded coupler was soldered to the top of the pipe. 

• The entrainment pipe was then lowered most of the way inside the electrode, screwing it 
into the bottom of an electrode cap that was then screwed onto the top of the electrode 
after a conductive paste was applied to the threads. Then, metal fittings were screwed 
into the top of the cap that will eventually be attached to the vapor recovery piping and 
multi-phase extraction line. The distance from the bottom of the top plate of the cap and 
the top of the electrode pipe = 1”. 

• The following are specific details regarding each of these entrainment pipes: 
o MPE-F3 

� SWL before entrainment pipe installed = 27.09’ below top of electrode 
� Bottom of entrainment pipe = 27.67’ below top plate of electrode cap 

o MPE-G2 
� SWL before entrainment pipe installed = 27.19’ below top of electrode 
� Bottom of entrainment pipe = 27.77’ below top plate of electrode cap 

 
Installation of Grouting for the 10” Diameter Oversleeves @ 5 MPE Locations 

• Oversleeves were first cut from 10” diameter CPVC pipe in 2.5’ long sections to be placed 
over the exposed portion of the MPE wells at the surface. Prior to placing the 10” CPVC 
oversleeve, TRS placed a piece of visquine on top of the exposed #4 sandpack to prevent 
penetration of the grout into the sandpack. A layer of grout was added from the top of the 
sandpack on MPE-H3, -H2, -G3, -G2, -F5, -F3, -E3, -J3, and –K3 to ground surface.  

 

Additional Notes and Observations: 
 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
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Smith personnel. 

• After moving the rig to the original proposed location for TMP-D3, it was decided that 
since this location put the drill rig at 9 feet from the overhead power lines, the location for 
TMP-D3 would be moved 1.0 feet due west from the original proposed location. 

 
Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• CDM Smith and K&S personnel suggested to TRS personnel that it might be more 
efficient for the remaining proposed locations where drilling is to be performed in 
Marshall Street to be cleared using air knifing as it is very time consuming to hand auger 
through 4+ feet of compacted limerock gravel that appears to be present under the 
asphalt. 

 
Potential Work Tomorrow: 
 

• Tomorrow K&S will use the D-120 drill rig to complete drilling the borehole for and 
install TMP-D3 and hopefully at least one of the other appurtenances that remain to be 
installed in Marshall Street.  The subsurface appurtenances that remain to be installed 
using the drill rig include 6 MPEs, 2 VPs, 2 GWPs, & 1 TMP in Marshall Street and VP-L4 
& GWP-L4 outside the bay door of the building onsite.  TRS will continue to build 
surface completion assemblies for the MPEs and VPs.   
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DAILY ACTIVITY REPORT  
 
 

Date: 8/17/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 72 degrees, partly cloudy, 2 – 5 mph SW wind.  Chance for late morning/afternoon 
brief showers and temperatures to go into the mid 80s. 

 
Report Authors: David Rojas and Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: John Grabs, David Rojas, & Kevin Saller 
TRS: Brad Morris, Ted Highley, & Tim Black 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: None 

 
Work Performed Today Onsite by TRS and Contractors for TRS: 
  Installation of ERH Temperature Monitoring Point (TMP)-K5 (incomplete) 

• K&S used their Diedrich 120 (D-120) truck-mounted drilling rig to continue advancing 
4.25” inside diameter (ID) hollow-stem augers (HSAs) (which create a 7.88” diameter 
hole) with a wooden plug in the bit to 39 feet bgs, charging the HSAs with water 
between flight connections.  The following are Photoionization Detector (PID) readings 
obtained from samples brought to the surface during drilling:  25’ bgs – 1.3 ppm; 30’ bgs 
– 145 ppm; 35’ bgs – 348 ppm; 37’ bgs – 308 ppm; and 39’ bgs – 247 ppm. 

• K&S personnel mixed 4.5 94-lb bags of Portland Type I cement in 25 gallons of water 
using a drill wisk, then lowered open-ended 1.75-inch diameter AWJ rods in the HSAs 
and tagged the wooden plug @ ~39 feet bgs.  K&S charged the HSAs with water, used 
the rods to push the wooden plug out of the HSAs, then pulled out of the augers (POA) 
with the rods.  K&S and TRS personnel lowered two 20-foot sections of 1.25” diameter 
copper pipe in the HSAs, soldering the coupler between the two sections then pumped 
this neat cement grout mixture down the HSAs and started POH with the HSAs. 

• K&S personnel used the Moyno pump on the D-120 to mix two more batches (same 
volumes) of neat cement in two 55-gallon drums. 

• K&S continued POH with HSAs while pouring more grout into HSAs (keeping the 
downhole HSAs full of grout until the last flight was POH).  K&S mixed one more batch 
of neat cement (2 bags of Portland + 10 gal water) while POH with HSAs.  A total of 15.5 
94-lb bags of Type I Portland cement were mixed to bring grout to 4’ bgs.  The top of the 
copper pipe is 1.2’ ags and will be cut off below grade once the cement grout has set.  
The bottom of the pipe is at 38.8’ bgs. 

 
  Installation of ERH Multi-phase Extraction (MPE) electrode C2 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig and a 8.25” ID HSA to core the asphalt 
at the revised location for MPE-C2.  The location was moved 5’ north of the original 
proposed location due to the presence of overhead cable TV wires directly over the 
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original proposed location.  After the asphalt was cored, K&S advanced a pilot hole 
with a hand auger to 5’ bgs to verify underground utility clearance.  No utilities were 
encountered. 

• K&S began advancing the lead 8.25” ID HSA with center plug on 3-inch AW rod, but 
after advancing only 3.5’ bgs, resistance was encountered and the drill string (DS) was 
POH and the borehole explored further using a hand auger, posthole digger, probing rod 
and a shovel.  Eventually, a 1.5” diameter steel pipe running east-west at the south edge 
of the borehole was exposed.  It did not appear that the integrity of the pipe had been 
compromised. 

• Carlos discussed the findings with Brad and it was decided that K&S would move to one 
of the other proposed MPE locations while Brad consulted with other TRS personnel to 
determine where the next revised location for MPE-C2 should be moved.  The borehole 
was backfilled with the cuttings. 
  

  Installation of ERH Multi-phase Extraction (MPE) electrode C3 (incomplete) 

• K&S used their D-120 truck-mounted drilling rig and a 8.25” ID HSA to core the asphalt.  
After the asphalt was cored, K&S (with assistance from TRS and CDM Smith personnel) 
advanced a pilot hole with a hand auger, posthole digger, probing rod and a shovel to 
6.5’ bgs to verify underground utility clearance.  No utilities were encountered. 

• K&S began advancing the lead 8.25” ID HSA with center plug on 3-inch AW rod, but 
after advancing to 5’ bgs they SDFN and secured the drill rig and site for the night due to 
the late hour. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.4    Not Meas. Asphalt 
0.4 – 4.0   0.0  Limerock roadbase 
4.0 – 5.0   0.0  Gravely Silty SAND, med yel brn, f-c grn, sli clayey (lo plasticity), 

dry, no odor 
5.0 – 6.5   0.0  Silty SAND, lt to med pinkish brn, f-m grn, sli clayey (low 
    plasticity), dry, no odor 

 
  Installation of 1” Tubing Connections to Entrainment and Vacuum Pipes @ 23 MPEs 

• TRS first drilled two, 1.5” holes in the sides of every grouted 10-inch MPE oversleeve. 
The location of the drilled holes corresponded to the two barbed fittings (i.e., one fitting 
for the MPE entrainment pipe and one for the MPE vacuum) to attach 1-inch thermally 
insulated, chemical-resistant tubing through the oversleeve.  

• For these 23 electrode locations, TRS installed 4 foot long sections of thermally insulated, 
chemical-resistance tubing connected to the barbed fixtures on the entrainment and 
vacuum pipes affixed to the electrode well cap. 

• This tubing was installed for all MPE wells in rows E, F, G, H, J, and K. 
  
  Installation of Ball-Valves and ‘T’ connections to Entrainment and Vacuum Tubing @ 9 

MPEs 
• Ball-valves were installed at the non-electrode end of the two, 1-inch chemically-resistant 

tubes affixed to the MPE well cap, and then joined together by a ‘T’ joint with CPVC 
piping for later connection to the main piping conveyance system. 

• The wells with these CPVC tubing and valve system installed today were: MPE-H2, J-3, 
J-4, J-5, J-6, K-3, -K-4, –K-5, and –K-6. 
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Additional Notes and Observations: 
• Brad spoke with the woman who lives across Marshall Street from the site regarding the 

need to trim the tree that extends over the roadway at some of the proposed “B” 
locations.  Brad stated that the woman said it was fine for TRS to have the tree trimmed 
to whatever extent was necessary.  Later, Brad stated that he had made arrangements 
for Wolf Brothers Tree Service to visit the site this afternoon at 3:00 to provide a bid and 
possibly perform the work.  However, by the end of the day, they still had not shown 
up at the site. 

• K&S Personnel were 2.5 hours late arriving at the site this morning reportedly due to 
vehicle troubles. 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel 

• The original proposed location for MPE-C2 was directly under an overhead cable TV line 
and too close to an existing overhead powerline, so it was decided to move the location 
for MPE-C2 approximately 5 feet due north of the original location. 

• After hand-augering MPE-C2 to 5-feet bgs, Carlos Santana (K&S) continued to slowly 
drill out the hole using an 8.25-inch hollow-stem auger at a reduced drilling rate. At 
approximately 3.5 feet bgs, a black pipe was reportedly felt by K&S, and drilling 
immediately stopped. After additional hand excavation of the MPE-C2 location, the 
black, approximately 1.5-inch pipe was discovered in this location that appeared to run 
perpendicular to the road. This pipe was not marked by the previously completed utility 
locates, and appeared to be undamaged by our investigation.  

 

Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• CDM Smith and K&S personnel once again suggested to Brad that it might be more 
efficient for the remaining proposed locations where drilling is to be performed in 
Marshall Street to be cleared using air knifing as it is very time consuming to hand auger 
through 4+ feet of compacted limerock gravel that appears to be present under the 
asphalt.  Brad stated that he had proposed this option to his superiors, but had yet to 
receive any guidance on the matter. 

 
Potential Work Tomorrow: 
 

• Tomorrow K&S will use the D-120 drill rig to complete drilling the borehole for and 
install MPE-C3 and hopefully at least one of the other appurtenances that remain to be 
installed in Marshall Street.  The subsurface appurtenances that remain to be installed 
using the drill rig include 6 MPEs, 2 VPs, & 2 GWPs in Marshall Street and VP-L4 & 
GWP-L4 outside the bay door of the building onsite.  TRS will continue to build surface 
completion assemblies for the MPEs and VPs.   
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DAILY ACTIVITY REPORT  
 
 

Date: 8/18/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 72 degrees, sunny. Forecast is for temperature to go into the mid 80s. 
 

Report Author: Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: David Rojas, Kevin Saller 
TRS: Brad Morris & Ted Hughley 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: Brian Conrath, IEPA 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  

  Installation of ERH Multi-phase Extraction (MPE) electrode C3 (complete) 

• Previously, K&S used their D-120 truck-mounted drilling rig and an 8.25” ID HSA to 
core the asphalt. After the asphalt was cored, K&S (with assistance from TRS and CDM 
Smith personnel) advanced a pilot hole with a hand auger, posthole digger, probing rod 
and a shovel to 6.5’ bgs to verify underground utility clearance. No utilities were 
encountered. 

• K&S began advancing the lead 8.25” ID HSA with center plug on 3-inch AW rod. K&S, 
installed a wooden plug in the HSA flight bit, and drilled to 39.5 feet bgs. K&S charged 
the HSAs with water between flight connections after reaching 25’ bgs to maintain 
hydrostatic pressure. The highest PID reading measured obtained from soil cuttings was 
202 ppm from cuttings brought to the surface on the flights of the augers after spinning 
the augers for ~3 minutes after reaching a depth of 39.5’ bgs.  

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped bottom inside the 
HSAs. The bottom 21-foot long joint with vertical 40-slot was lowered into the HSAs 
first, then a 15.5-foot joint and a coupler on the bottom was connected to it prior to lower 
the pipe to the bottom of the boring. The top of slotted interval ~3.2 feet bgs. A 
temporary cap was placed on the top of the electrode during installation, but it will be 
replaced with the appropriate electrode cap with fittings once the entrainment pipe is 
installed. TRS applied conductive paste on the threads of pipe prior to making all of the 
connections except the temporary cap on top.  

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and dropped the electrode pipe down from a height of 2 feet above ground 
surface to push out the wooden plug in the HSA bit. K&S continued POH with HSAs 
while pouring hydrated 3:1 graphite/steel shot mix into HSAs (keeping mix at least five 
feet inside HSAs until reaching the prescribed level of 23’ bgs). Required 4 mixes to bring 
3:1 graphite/iron shot to 22 feet bgs. K&S continued POH with HSAs while pouring #4 
silica/bluestone sand into HSAs (keeping sand at least 5 feet inside HSAs until POH 
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w/HSAs. Required 31, 50-lb bags of sand to bring it to 0.5 foot bgs. The top of the 
electrode sites at approximately 3.5 ft bgs. 

• A drip tube (a 5-foot long ½” diameter copper pipe with a stainless steel screen clamped 
onto the bottom of it) was placed within the annular sand in the lead HSA just before it 
was POH so as the HSA was POH the drip tube settled in the borehole adjacent to the 
black iron electrode. The drip tube was subsequently adjusted so that the top of the drip 
tube ended up ~3.0’ below ground surface. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.4    Not Meas. Asphalt 
0.4 – 4.0   0.0  Limerock roadbase 
4.0 – 5.0   0.0  Gravely Silty SAND, med yel brn, f-c grn, sli clayey (lo plasticity), 

dry, no odor 
5.0 – 6.5   0.0  Silty SAND, lt to med pinkish brn, f-m grn, sli clayey (low 
   plasticity), dry, no odor 
6.5 – 7.5   0.0  Silty SAND, med yellow brown, fine grained, some fine to  
   Gravel, dry, no odor 
7.5-24.0   0.4-0.0 SAND, light yellow brown, fine grained, moderately silty, dry, no 

odor, becoming less silty with depth 
 24 – 32    0.3-0.6 SAND, few medium grained, coarsening with depth, light to  

medium greyish brown, fine grained, dry becoming slightly moist  
to wet with depth to 30 ft bgs, no odor 

 32 – 34    8.7-47.8 SAND, light tomed grayish brown, fine to medium grain, slightly  
    moderate odor, wet 
 34 – 37    70.9 SAND, medium brownish gray, fine to medium green with trace  
    to few coarse grain, moderate odor, more dark minerals than  
    above soils 
 37 – 40    198-202 SAND, A.A, except stained, few to some coarse grained, strong  
    odor, PID reading from bottom of HAS at 38 ppm 
 
Installation of ERH Multi-phase Extraction (MPE) electrode C4 (complete) 

• K&S used their D-120 truck-mounted drilling rig and an 8.25” ID HSA to core the 
asphalt. After the asphalt was cored, K&S (with assistance from TRS and CDM Smith 
personnel) advanced a pilot hole with a hand auger, posthole digger, probing rod and a 
shovel to 6.5’ bgs to verify underground utility clearance. No utilities were encountered. 
However, at 4.5’ bgs, a 2” thick Styrofoam pad was discovered with gravel above and 
below. After a phone call to Brett Baker at Bodine, he was able to confirm that this 
Styrofoam was placed to insulate installed water lines running between extraction wells 
installed approximately 3’ east of the location for MPE-C4. 

• K&S began advancing the lead 8.25” ID HSA with center plug on 3-inch AW rod. K&S, 
installed a wooden plug in the HSA flight bit, and drilled to 39.5 feet bgs. K&S charged 
the HSAs with water between flight connections after reaching 25’ bgs to maintain 
hydrostatic pressure. The highest PID reading measured obtained from soil cuttings was 
0.4 ppm from cuttings brought to the surface on the flights of the augers after spinning 
the augers for ~3 minutes after reaching a depth of 39.5’ bgs.  

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped bottom inside the 
HSAs. The bottom 21-foot long joint with vertical 40-slot was lowered into the HSAs 
first, then a 15.5-foot joint and a coupler on the bottom was connected to it prior to lower 
the pipe to the bottom of the boring. The top of slotted interval ~3.2 feet bgs. A 
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temporary cap was placed on the top of the electrode during installation, but it will be 
replaced with the appropriate electrode cap with fittings once the entrainment pipe is 
installed. TRS applied conductive paste on the threads of pipe prior to making all of the 
connections except the temporary cap on top. The top of the electrode sites at 
approximately 3.5 ft bgs. 

• Before beginning to POH with the HSAs, K&S poured one 50-lb bag of steel shot and 
dropped the electrode pipe down from a height of 2 feet above ground surface to push 
out the wooden plug in the HSA bit. K&S continued POH with HSAs while pouring 
hydrated 3:1 graphite/steel shot mix into HSAs (keeping mix at least five feet inside 
HSAs until reaching the prescribed level of 23’ bgs). Required 4 mixes to bring 3:1 
graphite/iron shot to 22 feet bgs. K&S continued POH with HSAs while pouring #4 
silica/bluestone sand into HSAs (keeping sand at least 5 feet inside HSAs until POH 
w/HSAs. Required 30, 50-lb bags of sand to bring it to 0.5 foot bgs.  

• A drip tube (a 5-foot long ½” diameter copper pipe with a stainless steel screen clamped 
onto the bottom of it) was placed within the annular sand in the lead HSA just before it 
was POH so as the HSA was POH the drip tube settled in the borehole adjacent to the 
black iron electrode. The drip tube was subsequently adjusted so that the top of the drip 
tube ended up ~3.0’ below ground surface. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.4    Not Meas. Asphalt 
0.4 – 3.5   0.0  Limerock roadbase 
3.5 – 4.0   0.0  SAND, Brownish gray, silty sand, fine to medium, dry, no odor 
4.0 – 4.5   0.0  GRAVEL, grayish brown, some sand, used as fill 
4.5 – 4.7   Not Meas. ~2” thick Styrofoam used as insulation for nearby water pipes 
4.7 – 5.0   0.0  Gravely silty SAND, grayish brown  

 5.0 – 8.0   0.1-0.3 Silty SAND, light brown and gray, fine to medium, no odor 
 8 – 25     0.2-0.4 SAND, light brown, fine, some silt, no odor, dry  
 25 – 35    0.1-0.4 SAND, mostly fine to medium, some coarse, brown, wet, gets 

coarser with depth 
 35 – 40    0.1-0.3 SAND, brown, medium to coarse, wet, no odor, some gravel, more 

black minerals than above 
 
  Installation of Ball-Valves and ‘T’ connections to Entrainment and Vacuum Tubing @ 14 

MPEs 
• Ball-valves were installed at the non-electrode end of the two, 1-inch chemically-resistant 

tubes affixed to the MPE well cap, and then joined together by a ‘T’ joint with CPVC 
piping for later connection to the main piping conveyance system. 

• The wells with these CPVC tubing and valve system installed today were: MPE-G-3, -G-
4, -G-5, -F-3, -F-4, -F-5, -E-3, -E-4, -E-5, -L-4, -L-5, -L-6, -M-5, -M-6. 

• A correction on the previous days report: All of MPE row H was completed, as well as 
MPE G-2, for these valve system installations. 

 

Additional Notes and Observations: 
• TRS contracted Wolf Brothers Tree Service to visit the site early in the day to perform 

tree trimming activities for clearing the space for the MPE ‘B’ row. They were onsite for 
approximately 1 hour. 

• TRS conducted a Health & Safety tailgate meeting in the morning with K&S and CDM 
Smith personnel. Discussed new ways to hand-auger points, and to mitigate the heat 
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stresses during the day. The use of a vacuum was implemented to help remove soils 
while hang-augering, which was a moderate success. 

 

Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• None today. 

 
Potential Work Tomorrow: 
 

• Tomorrow K&S will use the D-120 drill rig to complete drilling the borehole for and 
install MPE-C4 and hopefully at least one of the other appurtenances that remain to be 
installed in Marshall Street. The subsurface appurtenances that remain to be installed 
using the drill rig include 4 MPEs, 2 VPs, & 2 GWPs in Marshall Street and VP-L4 & 
GWP-L4 outside the bay door of the building onsite.  
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DAILY ACTIVITY REPORT  
 
 

Date: 8/19/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 70 degrees, cloudy. Forecast: temperature in the 80s with high chance of rain. 
 

Report Author: Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: Kevin Saller 
TRS: Brad Morris & Ted Hughley 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: None  

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  

Installation of ERH Vapor Piezometer (VP)-B4 (complete)  

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 4.25” ID 
HSAs (which create a 7.88” diameter hole) with center plug on 1.75-inch AWJ rods to 5' 
bgs. K&S pulled out of the hole (POH) with the HSA and center drill, installed a wooden 
plug in the lead HSA, then drilled to 15 feet bgs.  

• The HAS was then POH, leaving the hole open to 15’ bgs. 

• TRS personnel lowered the pre-assembled 14.04-foot long VP in the open hole which 
consisted of 2.5’ of 1.5” diameter stainless-steel (SS) wire-wrapped screen, 5.75’ of 1.5” 
diameter SS riser, and 5.75’ of 1.5” diameter CPVC pipe. The additional 0.04’ of length of 
the VP is due to the coupling between the SS riser and the CPVC pipe.  

• K&S began dumping #4 silica/bluestone sand in the annulus while holding the VP so 
the bottom would be approximately 13 foot bgs. After dumping 3.5, 50-lb bags of #4 
sand into the annulus, the top of the sandpack was at 8’ bgs.  

• K&S poured neat cement into the annulus, filling the remainder of the annulus to the 
surface. This neat cement was mixed with 3, 94-lb bags of Type I Portland cement w/15 
gallons of water. The top of the CPVC pipe was cut off at the road surface. 

 

Additional Notes and Observations: 
• After clouding up early in the morning, rain began to fall at approximately 0900, 

followed by a few nearby lightning strikes. The drill rig was shut down at this point, and 
cleanup and storage at the site was done. 

• Since the modified location (due to the power lines) for MPE-C2 had an unmarked metal 
pipe at approximately 4.5’ bgs, a new location still needs to be found for drilling to be 
able to finish. 

 

Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
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• None today. 

 
Potential Work Next Week: 
 

• Next week, K&S will use the D-120 drill rig to complete drilling the remaining Marshall 
Street MPE and groundwater piezometer wells. The subsurface appurtenances that 
remain to be installed using the drill rig include 4 MPEs, 1 VP, & 2 GWPs in Marshall 
Street and VP-L4 & GWP-L4 outside the bay door of the building onsite.  
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DAILY ACTIVITY REPORT  
 
 

Date: 8/22/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 70 degrees, sunny. Forecast: temperature in the 80s and sunny. 
 

Report Author: Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: Kevin Saller 
TRS: Tim Black & Jeff Riffe 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: Brian Conrath 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
Installation of ERH Groundwater Piezometer (GWP)-B4 (complete)  

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to advance a pilot hole 
with 4.25” inside diameter (ID) hollow stem augers (HSAs) (which create a 7.88” 
diameter hole) with center plug on 1.75-inch AWJ rod to 1’ below ground surface (bgs). 
The hole was then hand-augered to 6.5’ bgs to check for utility lines and none were 
found. K&S installed a wooden plug in the bit, and drilled to 47 feet bgs. K&S charged 
the HSAs with water between flight connections.  

• PID was used on soils from HAS cuttings at depths throughout the drilling. All soil PID 
readings were found below 0.3 ppm. The soil profile was identical to nearby MPE wells 
and consisted of fine to medium sands to 47’ bgs. 

• After advancing the HSAs to 47’ bgs, K&S lowered 1.75” diameter AWJ rods inside the  
HSAs and flushed the HSAs [no water or sand was brought to the surface during 
flushing] to remove the wooden plug, POH rods, poured 0.5 bag of #4 silica/bluestone 
down the HSA, and lowered the stainless-steel (SS) pipe for the GWP in the HSAs. The 
bottom of the SS pipe was finished at 46’ bgs. From bottom to top, these 2” diameter 
materials include a SS cap, 5’ long SS riser (sump), SS coupler, 10’ long SS V-wrapped 20-
slot well screen, SS coupler, 10’ long SS V-wrapped 20-slot well screen, SS coupler, 10’ 
long SS riser, SS coupler, and 17’1”’ of SS risers to 4 ft bgs to TOC. TRS personnel applied 
Teflon tape to the threads at each connection.  

• Once K&S completed lowering the SS materials for the GWP in the HSAs, they began 
slowly pouring #4 silica/bluestone sand into HSAs to set a sandpack in the annulus 
while picking up (PU) and POH w/HSAs (keeping sand at least one foot inside HSAs.  

• The following are some construction details for GWP-B4:  
o Top of SS materials = 4’ bgs  
o Bottom of SS materials = 46’ bgs  
o Screened Interval = 21’ bgs to 41’ bgs  
o Top of Sandpack = 18’ bgs  

• Required 17, 50-lb bags of #4 silica/bluestone sand to bring it to 18 feet bgs in the 
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annulus.  

• K&S poured grout into the HSAs while finishing POH, filling the remainder of the 
annulus up to approximately 5’ bgs. 4.5 bags of 94-lb bags of Type I Portland cement 
were used with 25 gallons of water. 

 

Additional Notes and Observations: 
• An onsite meeting was conducted at 1100 with representatives of CDM Smith, Bodine, 

TRS, and IEPA to discuss tie-in of the new system to the existing groundwater extraction 
system, and additional concerns at the site. 

 

Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• None today. 

 
Potential Work Tomorrow: 
 

• On Tuesday 8/23, K&S will use the D-120 drill rig to complete drilling the remaining 
Marshall Street groundwater piezometer well GWP-C3, and possibly move on to 
electrode point MPE-C2. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/23/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 70 degrees, sunny. Forecast: temperature in the 70’s and sunny. 
 

Report Author: Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: Kevin Saller 
TRS: Tim Black, Brad Morris, Ted Hughley, & Jeff Riffe 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  
Installation of ERH Multi-phase Extraction (MPE) electrode B4 (new location, complete) 

• Previously, K&S used their D-120 truck-mounted drilling rig and an 8.25” ID HSA to 
core the asphalt. After the asphalt was cored, K&S (with assistance from TRS and CDM 
Smith personnel) advanced a pilot hole with a hand auger, posthole digger, probing rod 
and a shovel to 8.0’ bgs to verify underground utility clearance. No utilities were 
encountered in the second location for MPE-B4 which is 4’ east of the original point. An 
iron pipe was discovered in the first marked location for MPE-B4 during hand-augering.  

• K&S began advancing the lead 8.25” ID HSA with center plug on 3-inch AW rod. K&S, 
installed a wooden plug in the HSA flight bit, and drilled to 39.5 feet bgs. K&S charged 
the HSAs with water between flight connections after reaching 25’ bgs to maintain 
hydrostatic pressure. The highest PID reading measured obtained from soil cuttings was 
0.3 ppm from cuttings brought to the surface on the flights of the augers after spinning 
the augers for ~3 minutes after reaching a depth of 39.5’ bgs.  

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped bottom inside the 
HSAs. The bottom 21-foot long joint with vertical 40-slot was lowered into the HSAs 
first, then a 15.5-foot joint and a coupler on the bottom was connected to it prior to lower 
the pipe to the bottom of the boring. A temporary cap was placed on the top of the 
electrode during installation, but it will be replaced with the appropriate electrode cap 
with fittings once the entrainment pipe is installed. TRS applied conductive paste on the 
threads of pipe prior to making all of the connections except the temporary cap on top.  

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and dropped the electrode pipe down from a height of 2 feet above ground 
surface to push out the wooden plug in the HSA bit. K&S continued POH with HSAs 
while pouring hydrated 3:1 graphite/steel shot mix into HSAs (keeping mix at least five 
feet inside HSAs until reaching 22’ bgs). Required 4 mixes to bring 3:1 graphite/iron shot 
to 22 feet bgs. K&S continued POH with HSAs while pouring #4 silica/bluestone sand 
into HSAs (keeping sand at least 5 feet inside HSAs until POH w/HSAs. Required 34, 50-
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lb bags of sand to bring it to 0.5 foot bgs. The top of the electrode sits at approximately 
2.5 ft bgs. 

• A drip tube (a 5-foot long ½” diameter copper pipe with a stainless steel screen clamped 
onto the bottom of it) was placed within the annular sand before the HSA was POH so as 
the HSA was POH the drip tube settled in the borehole adjacent to the black iron 
electrode. The drip tube was subsequently adjusted so that the top of the drip tube ended 
up ~3.0’ below ground surface. 

• Lithology & Photoionization Detector (PID) Readings: 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.4    Not Meas. Asphalt 
0.4 – 1.25   0.0 Limerock roadbase, light brown, dry 
1.25 – 2.5   0.0 Gravely sand, dark brown, moist, find to coarse 
2.5 – 13    0.0 Silty SAND, light brown, fine, no odor, dry    
13 - 18     0.1-0.3 SAND, light yellow brown, fine grained, moderately silty, dry, no 

odor, becoming less silty with depth, some dark minerals 
 18 – 26     0.1-0.3 Silty SAND, light brown, medium, moist, no odor 
 26 – 40     0.1-0.3 SAND, medium brownish gray, trace to few coarse grain, 

no odor, more dark minerals than above soils, becomes more 
coarse with depth. 

 
Installation of ERH Groundwater Piezometer (GWP)-C3 (complete)  

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to advance a pilot hole 
with 4.25” inside diameter (ID) hollow stem augers (HSAs) (which create a 7.88” 
diameter hole) with center plug on 1.75-inch AWJ rod to 1’ below ground surface (bgs). 
The hole was then hand-augered to 6’ bgs to check for utility lines and none were found. 
K&S installed a wooden plug in the bit, and drilled to 47 feet bgs. K&S charged the HSAs 
with water between flight connections.  

• PID was used on soils from HSA cuttings at depths throughout the drilling. All soil PID 
readings were found below 0.3 ppm. The soil profile was identical to nearby MPE wells 
and consisted of fine to medium sands to 47’ bgs. 

• After advancing the HSAs to 47’ bgs, K&S lowered 1.75” diameter AWJ rods inside the  
HSAs and flushed the HSAs [no water or sand was brought to the surface during 
flushing] to remove the wooden plug, POH rods, poured 0.5 bags of #4 silica/bluestone 
down the HSA, and lowered the stainless-steel (SS) pipe for the GWP in the HSAs. The 
bottom of the SS pipe was finished at 46’ bgs. From bottom to top, these 2” diameter 
materials include a SS cap, 5’ long SS riser (sump), SS coupler, 10’ long SS V-wrapped 20-
slot well screen, SS coupler, 10’ long SS V-wrapped 20-slot well screen, SS coupler, 20’ 
long SS riser to 1.5 ft bgs to TOC. TRS personnel applied Teflon tape to the threads at 
each connection.  

• Once K&S completed lowering the SS materials for the GWP in the HSAs, they began 
slowly pouring #4 silica/bluestone sand into HSAs to set a sandpack in the annulus 
while picking up (PU) and POH w/HSAs (keeping sand at least one foot inside HSAs.  

• The following are some construction details for GWP-B4:  
o Top of SS materials = 1.5’ bgs  
o Bottom of SS materials = 46.5’ bgs  
o Screened Interval = 21.5’ bgs to 41.5’ bgs  
o Top of Sandpack = 17.5’ bgs  

• Required 17, 50-lb bags of #4 silica/bluestone sand to bring it to 17.5 feet bgs in the 
annulus.  
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• K&S poured grout into the HSAs while finishing POH, filling the remainder of the 
annulus up to approximately 3’ bgs. 5 bags of 94-lb bags of Type I Portland cement were 
used with 30 gallons of water. 

 

Additional Notes and Observations: 
• An iron ~4” pipe was found during daylighting in the location of MPE-B4 at 5.5’ bgs, 

which was not on any drawings or marked by the utility findings. The location of MPE-
B4 was moved 4’ east of the original location. 

 

Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• None today. 

 
Potential Work Tomorrow: 
 

• On 8/24, K&S will use the D-120 drill rig to complete drilling the remaining Marshall 
Street electrodes MPE-B3 and –B2. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/24/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 65 degrees, rainy. Forecast: temperature in the 70’s and sunny. 
 

Report Author: Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: Kevin Saller and Andrew Schamber 
TRS: Tim Black, Brad Morris, Ted Hughley, & Jeff Riffe 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  
Installation of ERH Multi-phase Extraction (MPE) electrode B3 (new location, complete) 

• K&S used their D-120 truck-mounted drilling rig and an 8.25” ID HSA to core the 
asphalt. After the asphalt was cored, K&S (with assistance from TRS and CDM Smith 
personnel) advanced a pilot hole with a hand auger, posthole digger, probing rod, 
vacuum, and a shovel to 8.0’ bgs to verify underground utility clearance. No utilities 
were encountered in the second location for MPE-B3 which is 4’ directly east of the 
original point.  

• K&S began advancing the lead 8.25” ID HSA with center plug on 3-inch AW rod. K&S, 
installed a wooden plug in the HSA flight bit, and drilled to 39.5 feet bgs. K&S charged 
the HSAs with water between flight connections after reaching 25’ bgs to maintain 
hydrostatic pressure. The highest PID reading measured obtained from soil cuttings was 
0.3 ppm from cuttings brought to the surface on the flights of the augers after spinning 
the augers for ~3 minutes after reaching a depth of 39.5’ bgs.  

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped bottom inside the 
HSAs. The pipe consisted of 3, 10.5’ sections and 1, 5’ section. The 10’ sections were 
lowered into the HSAs first with couplers joining them, then the 5’ joint was connected at 
the top prior to dropping the pipe to the bottom of the HSA. A temporary cap was 
placed on the top of the electrode during installation, but it will be replaced with the 
appropriate electrode cap with fittings once the entrainment pipe is installed. TRS 
applied conductive paste on the threads of pipe prior to making all of the connections 
except the temporary cap on top.  

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and dropped the electrode pipe down from a height of 3 feet above ground 
surface to push out the wooden plug in the HSA bit. K&S continued POH with HSAs 
while pouring hydrated 3:1 graphite/steel shot mix into HSAs (keeping mix at least five 
feet inside HSAs until reaching 21’ bgs). Required 4 mixes to bring 3:1 graphite/iron shot 
to 21 feet bgs. K&S continued POH with HSAs while pouring #4 silica/bluestone sand 
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into HSAs (keeping sand at least 5 feet inside HSAs until POH w/HSAs. Required 32, 50-
lb bags of #4 sand to bring it to 0.5 foot bgs. The top of the electrode sits at approximately 
2.5 ft bgs. 

• A drip tube (a 5-foot long ½” diameter copper pipe with a stainless steel screen clamped 
onto the bottom of it) was placed within the annular sand before the HSA was POH so as 
the HSA was POH the drip tube settled in the borehole adjacent to the black iron 
electrode. The drip tube was subsequently adjusted so that the top of the drip tube ended 
up ~8.0’ below ground surface. 

• Lithology & Photoionization Detector (PID) Readings (MPE-B3): 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 0.4    Not Meas. Asphalt 
0.4 – 1.25   0.0 Limerock roadbase, light brown, dry 
1.25 – 2.5   0.0 Gravely sand, dark brown, moist, find to coarse 
2.5 – 13    0.0 Silty SAND, light brown, fine, no odor, dry    
13 - 18     0.1-0.3 SAND, light yellow brown, fine grained, moderately silty, dry, no 

odor, becoming less silty with depth, some dark minerals 
 18 – 26     0.1-0.3 Silty SAND, light brown, medium, moist, no odor 
 26 – 40     0.1-0.3 SAND, medium brownish gray, trace to few coarse grain, 

no odor, more dark minerals than above soils, becomes more 
coarse with depth. 

 
Installation of ERH MPE electrode B2 (new location, complete) 

• K&S used their D-120 truck-mounted drilling rig and an 8.25” ID HSA to core the 
asphalt. After the asphalt was cored, K&S (with assistance from TRS and CDM Smith 
personnel) advanced a pilot hole with a hand auger, posthole digger, probing rod, 
vacuum, and a shovel to 8.0’ bgs to verify underground utility clearance. No utilities 
were encountered in the second location for MPE-B2 which is 4’ directly east of the 
original point.  

• K&S began advancing the lead 8.25” ID HSA with center plug on 3-inch AW rod. K&S, 
installed a wooden plug in the HSA flight bit, and drilled to 39.5 feet bgs. K&S charged 
the HSAs with water between flight connections after reaching 25’ bgs to maintain 
hydrostatic pressure. The highest PID reading measured obtained from soil cuttings was 
7.8 ppm from cuttings brought to the surface on the flights of the augers in soils located 
in the vadose zone, but soils located beneath the water table had minimal PID results.  

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped bottom inside the 
HSAs. The pipe consisted of 3, 10.5’ sections and 1, 5’ section. The 10’ sections were 
lowered into the HSAs first with couplers joining them, then the 5’ joint was connected at 
the top prior to dropping the pipe to the bottom of the HSA. A temporary cap was 
placed on the top of the electrode during installation, but it will be replaced with the 
appropriate electrode cap with fittings once the entrainment pipe is installed. TRS 
applied conductive paste on the threads of pipe prior to making all of the connections 
except the temporary cap on top.  

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and dropped the electrode pipe down from a height of 3 feet above ground 
surface to push out the wooden plug in the HSA bit. K&S continued POH with HSAs 
while pouring hydrated 3:1 graphite/steel shot mix into HSAs (keeping mix at least five 
feet inside HSAs until reaching 22’ bgs). Required 4 mixes to bring 3:1 graphite/iron shot 
to 22 feet bgs. K&S continued POH with HSAs while pouring #4 silica/bluestone sand 
into HSAs (keeping sand at least 5 feet inside HSAs until POH w/HSAs. Required 34, 50-
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lb bags of #4 sand to bring it to 0.5 foot bgs. The top of the electrode sits at approximately 
2.5 ft bgs. 

• A drip tube (a 5-foot long ½” diameter copper pipe with a stainless steel screen clamped 
onto the bottom of it) was placed within the annular sand before the HSA was POH so as 
the HSA was POH the drip tube settled in the borehole adjacent to the black iron 
electrode. The drip tube was subsequently adjusted so that the top of the drip tube ended 
up ~8.0’ below ground surface. 

• Lithology & Photoionization Detector (PID) Readings (MPE-B2): 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0–4”      --  Asphalt 
4”-16”     0.0 Limerock roadbase, light brown, dry, no odor 
16”-30”    0.0 Gravely sand, dark brown, moist, find to coarse, moist 

 30”-25’   2.0-7.8 Silty SAND, light brown, medium, moist, no odor 
 25’–40’   0.1-0.3 SAND, medium, brown, trace to few coarse grain, no odor, 

becomes more coarse with depth. 
 
Installation of ERH MPE Valve Assembly Connections 

• TRS personnel installed 1”, 2”, and 4” CPVC connections to the previously installed MPE 
wellhead valve assemblies for connection to the main 6” CPVC conveyance line to the 
blower (not yet installed) at 19 MPE locations. These connections were done by using a 
combination of CPVC Tee’s and reducers, were laid down directly on the ground for all 
conveyance, and follow the piping plan set forth in the workplan. 

 

Additional Notes and Observations: 
• None today. 

 

Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• None today. 

 
Potential Work Tomorrow: 
 

• On 8/25, K&S will use the D-120 drill rig to complete drilling the remaining Marshall 
Street electrode MPE-B2 move across the site to GWP-L4. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/25/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 68 degrees F, cloudy. Forecast: temperature in the low 80’s and cloudy. 
 

Report Author: Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: Kevin Saller and Andrew Schamber 
TRS: Brad Morris, Ted Hughley, & Jeff Riffe 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: None 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  
Installation of ERH Multi-phase Extraction (MPE) electrode C2 (new location, complete) 

• K&S used their D-120 truck-mounted drilling rig and an 8.25” ID HSA to core the 
asphalt. After the asphalt was cored, K&S (with assistance from TRS and CDM Smith 
personnel) advanced a pilot hole with a hand auger, posthole digger, probing rod, 
vacuum, and a shovel to 8.0’ bgs to verify underground utility clearance. No utilities 
were encountered in the second location for MPE-C2 which is approximately 4’ east-
southeast of the original point.  

• K&S began advancing the lead 8.25” ID HSA with center plug on 3-inch AW rod. K&S, 
installed a wooden plug in the HSA flight bit, and drilled to 39.5 feet bgs. K&S charged 
the HSAs with water between flight connections after reaching 25’ bgs to maintain 
hydrostatic pressure. The highest PID reading measured obtained from soil cuttings was 
248 ppm from cuttings brought to the surface on the flights of the augers from 
approximately 39.5’ bgs.  

• K&S lowered 4-inch diameter black iron Sch 40 pipe with capped bottom inside the 
HSAs. The pipe consisted of 3, 10.5’ sections and 1, 5’ section. The 10’ sections were 
lowered into the HSAs first with couplers joining them, then the 5’ joint was connected at 
the top prior to dropping the pipe to the bottom of the HSA. A temporary cap was 
placed on the top of the electrode during installation, but it will be replaced with the 
appropriate electrode cap with fittings once the entrainment pipe is installed. TRS 
applied conductive paste on the threads of pipe prior to making all of the connections 
except the temporary cap on top.  

• Before beginning to pull out of the hole (POH) with the HSAs, K&S poured one 50-lb bag 
of steel shot and dropped the electrode pipe down from a height of 3 feet above ground 
surface to push out the wooden plug in the HSA bit. K&S continued POH with HSAs 
while pouring hydrated 3:1 graphite/steel shot mix into HSAs (keeping mix at least five 
feet inside HSAs until reaching 22’ bgs). Required 4 mixes to bring 3:1 graphite/iron shot 
to 22 feet bgs. K&S continued POH with HSAs while pouring #4 silica/bluestone sand 
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into HSAs (keeping sand at least 5 feet inside HSAs until POH w/HSAs. Required 33, 50-
lb bags of #4 sand to bring it to 0.5 foot bgs. The top of the electrode sits at approximately 
2.5 ft bgs. 

• A drip tube (a 5-foot long ½” diameter copper pipe with a stainless steel screen clamped 
onto the bottom of it) was placed within the annular sand before the HSA was POH so as 
the HSA was POH the drip tube settled in the borehole adjacent to the black iron 
electrode. The drip tube was subsequently adjusted so that the top of the drip tube ended 
up ~8.0’ below ground surface. 

• Lithology & Photoionization Detector (PID) Readings (MPE-C2): 
DEPTH   PID  
(ft bgs)    (ppm)    LITHOLOGY 
0 – 4”      --  Asphalt 
4” – 16”    0.0 Limerock roadbase, light brown, dry 
16 – 30”    0.0 Gravely sand, dark brown, moist, find to coarse, no odor 
30” – 25’   0.0-7.0 Silty SAND, light brown, fine, no odor, moist    
25’ – 30’   2.0-7.0 Silty SAND, brown, fine to medium, moderately silty, moist, some 

odor, becoming less silty with depth 
 30’ – 40   110-248 SAND, medium, brownish gray (stained), few coarse grain, 

strong odor, becomes more coarse with depth. 
 
Installation of ERH Groundwater Piezometer (GWP)-L4 (complete)  

• K&S used their Diedrich-120 (D-120) truck-mounted drilling rig to advance a pilot hole 
with 4.25” inside diameter (ID) hollow stem augers (HSAs) (which create a 7.88” 
diameter hole) with center plug on 1.75-inch AWJ rod to 5’ below ground surface (bgs). 
K&S installed a wooden plug in the bit, and drilled to 47 feet bgs. K&S charged the HSAs 
with water between flight connections. This GWP was moved approximately 1.5 feet to 
the southeast to avoid obstacles near the original point. 

• The soil profile was identical to nearby MPE wells and consisted of fine to medium sands 
to 47’ bgs. 

• After advancing the HSAs to 47’ bgs, K&S lowered 1.75” diameter AWJ rods inside the  
HSAs and flushed the HSAs [no water or sand was brought to the surface during 
flushing] to remove the wooden plug, POH rods, poured 0.5 bags of #4 silica/bluestone 
down the HSA, and lowered the stainless-steel (SS) pipe for the GWP in the HSAs. The 
bottom of the SS pipe was finished at 46’ bgs. From bottom to top, these 2” diameter 
materials include a SS cap, 5’ long SS riser (sump), SS coupler, 10’ long SS V-wrapped 20-
slot well screen, SS coupler, 10’ long SS V-wrapped 20-slot well screen, SS coupler, 22.16’ 
long SS riser to 1.5 ft ags to TOC. TRS personnel applied Teflon tape to the threads at 
each connection.  

• Once K&S completed lowering the SS materials for the GWP in the HSAs, they began 
slowly pouring #4 silica/bluestone sand into HSAs to set a sandpack in the annulus 
while picking up (PU) and POH w/HSAs (keeping sand at least one foot inside HSAs.  

• The following are some construction details for GWP-L4:  
o Top of SS materials = 1.5’ ags  
o Bottom of SS materials = 46.5’ bgs  
o Screened Interval = 21.5’ bgs to 41.5’ bgs  
o Top of Sandpack = 17’ bgs  

• K&S poured grout into the HSAs while finishing POH, filling the remainder of the 
annulus up to approximately 0.5’ bgs. 5.5 bags of 94-lb bags of Type I Portland cement 
were used with 30 gallons of water. 
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Installation of ERH MPE Valve Assembly Connections 

• TRS personnel installed 1”, 2”, and 4” CPVC connections to the previously installed MPE 
wellhead valve assemblies for connection to the main 6” CPVC conveyance line to the 
blower (not yet installed) at 7 MPE locations within the interior of the building. These 
connections were done by using a combination of CPVC Tee’s and reducers, were laid 
down directly on the ground for all conveyance, and follow the piping plan set forth in 
the workplan. 

 

Additional Notes and Observations: 
• None today. 

 

Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• None today. 

 
Potential Work Tomorrow: 
 

• On 8/26, K&S will use the D-120 drill rig to complete drilling the remaining two vapor 
sampling points VP-L4 and VP-C2. 
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DAILY ACTIVITY REPORT  
 
 

Date: 8/26/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: 72 degrees F, sunny. Forecast: temperature in the low 80’s and sunny. 
 

Report Author: Kevin Saller (CDM Smith) 

 
Personnel/visitors onsite:  

CDM Smith: Kevin Saller and Andrew Schamber 
TRS: Brad Morris, Ted Hughley, & Jeff Riffe 
K&S Engineers, Inc. (K&S): Carlos Santana & Jack Zilz 
Visitors: Mike Jackson (Jackson Welding) 

 

Work Performed Today Onsite by TRS and Contractors for TRS: 
  
Installation of ERH Vapor Piezometer (VP)-L4 (complete)  

• K&S used their D-120 truck-mounted drilling rig to advance a pilot hole with 4.25” ID 
HSAs (which create a 7.88” diameter hole) with center plug on 1.75-inch AWJ rods to 5' 
bgs. K&S pulled out of the hole (POH) with the HSA and center drill, installed a wooden 
plug in the lead HSA, then drilled to 15 feet bgs.  

• The HSA was then POH, leaving the hole open to 15’ bgs. 

• TRS personnel lowered the pre-assembled 13.5-foot long VP in the open hole which 
consisted of 2.5’ of 1.5” diameter stainless-steel (SS) wire-wrapped screen, 5.25’ of 1.5” 
diameter SS riser, and 5.75’ of 1.5” diameter CPVC pipe. 

• K&S began dumping #4 silica/bluestone sand in the annulus while holding the VP so 
the bottom would be approximately 13.5 foot bgs. After dumping bags of #4 sand into 
the annulus, the top of the sandpack was at 8’ bgs.  

• K&S poured neat cement into the annulus, filling the remainder of the annulus to the 
surface. The top of the CPVC pipe was approximately 2” ags. 

 
Installation of ERH Vapor Piezometer (VP)-C2 (complete)  

• K&S and TRS first used a hand-auger to check for utilities in the new location of VP-C2 
to 7’ bgs. The new location is approximately 4’ due south of the existing monitoring well 
location on the property due west of the site. The existing monitoring well is located 9’9” 
due west of the new point for MPE-B4. 

• K&S used their D-120 truck-mounted drilling rig to advance 4.25” ID HSAs (which create 
a 7.88” diameter hole) with center plug on 1.75-inch AWJ rods in 2' sections, while using 
the 2’ long split-spoon tool and hammer to sample the soils to 32’ bgs using the PID. K&S 
pulled out of the hole (POH) with the HSA and center drill. 

• TRS personnel lowered the pre-assembled 14.2-foot long VP in the open hole which 
consisted of 3’ of 1.5” diameter stainless-steel (SS) wire-wrapped screen, 5.25’ of 1.5” 
diameter SS riser, and 5.75’ of 1.5” diameter CPVC pipe. 
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• K&S began dumping #4 silica/bluestone sand in the annulus while holding the VP so 
the bottom would be approximately 14 foot bgs. After dumping 11 bags of #4 sand into 
the annulus, the top of the sandpack was at 8’ bgs.  

• K&S poured neat cement into the annulus, filling the remainder of the annulus to 0.5’ 
bgs. The top of the CPVC pipe was approximately 2” ags. 

 

Additional Notes and Observations: 
• None today. 

 

Verbal Communications between CDM Smith and TRS Regarding Concerns or 
Deficiencies: 
 

• None today. 

 
Potential Work Next Week: 
 

• The week of August 28th will see the abandonment of the onsite multilevel monitoring 
well (approximately 75’ deep), and the construction of the trenches on Marshall Street for 
the MPE conveyance lines to the main system. 



DAILY CONSTRUCTION REPORT  
 
 

Date: 08/29/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Sunny/Partly Cloudy, 75 degrees Fahrenheit   

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Brad Morris (TRS), Jeff Riffe (TRS), Carlos Santana (K&S), Jack 
Zilz (K&S), Neal (Keldorn Trucking), Mike Pinn (Diamond Sawcut), John Grabs (CDM Smith) 
 

Work Performed Today by Contractor: 
 
K&S Engineers 
  

 K&S abandoned the existing multilevel monitoring well (approximately 75’ bgs).  They 
grouted the well using a drum and automatic mixer up to the top of casing which was 
approximately 2 feet below ground surface.  After letting the grout settle they topped it 
off to bring the grout back up to top of casing. 

 After grouting the well they over drilled the well with an 8” HSA to 10 feet below 
ground surface and placed 4 bags of bentonite chips down the well and hydrated the 
chips. 

 
TRS and Subcontractors 
  

 Keldorn Trucking hauled off 7 rolloff dumpsters of soil to the landfill.  After hauling the 
soil to the landfill, they removed 3 rolloffs from the site leaving 4 onsite for storage of soil 
that will be generated during trenching activities that are scheduled to occur this week. 

 Diamond Sawcut sawcut all of the trenches in Marshall St. 

 TRS performed general site cleaning which consisted of trimming down overgrown 
shrubs and weeds with a weed wacker. 

 TRS completed the electrode construction of K-5 which included placing a copper pipe 
down into the water table and screwing on the electrode head. 

 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 



 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 UPS made a delivery for TRS which contained electrical cable and pipe fittings. 
 
Potential Work Tomorrow: 
 

 Trenching in Marshall St shall start on Tuesday August 29, 2016.  
 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
08/29/2016 

Time: 
1054 

 

Direction: 
 
Southeast 

Description: 
 
Diamond Sawcut sawcutting trenches in Marshall St. 

 
Photo No. 

2 

Date: 
08/29/2016 

Time: 
1055 

 

Direction: 
 
North 
 
Description: 
 
Excavator TRS mobilized on site to assist in 
trenching and general small excavating  

 
Photo No. 

3 

Date: 
08/29/2016 

Time: 
1112 

 

Direction: 
  

Description: 
 
K&S over-drilling groundwater monitoring well located 
on site.  Well was grouted from bottom to top of 
casing then over-drilled to 10 feet below ground 
surface.  Concrete was then poured into well vault 
and settled to 2.5 feet below ground surface.  

 



DAILY CONSTRUCTION REPORT  
 
 

Date: 08/30/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Cloudy 74 degrees Fahrenheit, forecast calls for 50 percent chance of rain throughout 
day   

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Brad Morris (TRS), Jeff Riffe (TRS), Steve Agostire (TRS), Tim 
Black (TRS), Brett Baker (Bodine), Troy (Bodine), Chris Thomas (TRS) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS trenched north to south along western side of Marshall St between the “B” row of 
electrodes and “C” row of electrodes.  Trenching depths ranged from 25.5” bgs to 29“ 
bgs. 

 Andrew Schamber spoke with Troy (Bodine), Brett Baker (Bodine), and Chris Thomas 
(TRS) about connecting into the existing groundwater extraction system vault.  We came 
to a conclusion that the electrical cable that was to be run into the vault needed to be ran 
in a conduit or sleeve to prevent water from entering the vault as well as having a quick 
grip adaptor placed on the cable as it enters the vault. 

 Electrodes C-4 (depth to water 23.3’ bgs), B-4 (depth to water 23.1’ bgs), B-3 (depth to 
water 23.4’ bgs), B-2 (depth to water 23.4’ bgs), and C-2 (depth to water 23.6’ bgs) were 
completed by placing a copper pipe (stinger) down the well to 6” below the groundwater 
surface and an electrode cap on the well. 

 A new copper drip tube was placed in C-2. 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 

Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 



 
Delivery of Equipment and Materials: 
 

 No deliveries were made 
 
Potential Work Tomorrow: 
 

 Continued trenching in Marshall St shall be conducted and the remaining electrodes that 
are underground shall be completed with a stinger and electrode cap on Wednesday 
August 30, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
08/30/2016 

Time: 
0805 

 

Direction: 
 
East 

Description: 
 
TRS began trenching in Marshall St. starting on the 
Southeast corner and working their way to the North. 

 
Photo No. 

2 

Date: 
08/30/2016 

Time: 
1109 

 

Direction: 
 
South 
 
Description: 
 
TRS excavated down to between 25” and 30” below 
ground surface for cpvc pipe that connected to below 
ground surface electrodes, temperature monitoring 
points, and groundwater monitoring points. 

 
Photo No. 

3 

Date: 
08/30/2016 

Time: 
1650 

 

Direction: 
 South 

Description: 
 
TRS stockpiled asphalt from the stop of the trenches 
on the southwest corner of the property.  All of the 
asphalt will be recycled at the end of trenching 
activities. 

 



DAILY CONSTRUCTION REPORT  
 
 

Date: 08/31/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Sunny 70 degrees Fahrenheit, forecast calls for sunny and 78 degrees Fahrenheit  

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Amy Wagner (TRS), Jeff Riffe (TRS), Steve Agostire (TRS), Tim 
Black (TRS), Chris Thomas (TRS) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Trenching activities continued throughout the day.  A stormwater pipe was 
encountered while trenching along the east side of the row of “D” electrodes.  A new 
trenching schematic was discussed between Jeff Riffe, Chris Thomas and Andrew 
Schamber.  A new trench was started that runs parallel to the existing trench but shifted 
4 feet to the East.  The exit point for all of the pipe and cable was shifted to exit to the 
east of electrode D-3. 

 Electrodes C-3, D-5, D-4, and D-3 were completed with electrode caps and copper 
stingers. 

 Electrode cable was ran to B-4, B-3, B-2, C-4, C-3, C-2, D-3, D-4, and D-5.  Electrode cable 
was cut to desired length and then lugged at the end.  The wire was stripped using a 
wire stripper then lugged with a long barrel lug then crimped.  Silicone tape was then 
applied over the connection between lug and wire sleeve.  Electrical tape was then 
applied over the silicone tape.  No heat shrink was used. 

 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 

Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 



Delivery of Equipment and Materials: 
 

 No deliveries were made 
 
Potential Work Tomorrow: 
 

 Continued work in Marshall St including placing cpvc pipe and connecting the rest of 
the electrodes will begin at 0700 on September 1, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
08/31/2016 

Time: 
00857 

 

Direction: 
 
East 

Description: 
 
A stormwater pipe was encountered while digging a 
north-south trench between the C and D row of 
electrodes.  After discussions, a new trench was 
sawcut 4 feet to the east of planned trench. 

 
Photo No. 

2 

Date: 
08/31/2016 

Time: 
1109 

 

Direction: 
 
South 
 
Description: 
 
Example of typical below ground electrode 
construction.  Electrode cables were cut to desired 
length and then lugged at the end.  The wire was 
stripped using a wire stripper then lugged with a long 
barrel lug.  Luges were crimped at the end using a 
large wire crimper.  Silicone tape and electrical tape 
was then applied over connection between lug and 
rubber sleeve. 

 
Photo No. 

3 

Date: 
08/31/2016 

Time: 
1612 

 

Direction: 
 South 

Description: 
 
New north-south trench located 4 feet to the east of 
proposed trench.  New trench was 26” wide and 
excavated to a depth of 25” to 30" 

 
 



 

Photo No. 

4 

Date: 
08/31/2016 

Time: 
1533 

 

Direction: 
 East 

Description: 
 
Electrode cable was ran at the bottom of the trench 
and exited at the southeast corner. 

 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/01/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Cloudy 63 degrees Fahrenheit, forecast calls for partly sunny and 73 degrees 
Fahrenheit  

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Chris Thomas (TRS), Amy Wagner (TRS), Steve 
Agostire (TRS), Mike Jackson (Jackson Welding), Randy Lingle (Midwest Mechanical) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Randy Lingle (Midwest Mechanical) cored a 4” hole in the side of the groundwater 
extraction vault under the supervision of Brett Baker (Bodine).  Concrete was roughly 6” 
thick. 

 Keldorn Trucking was on site to start hauling off roll offs that were full of soil.  3 roll 
offs were hauled off site. 

 TRS hand cleared to approximately 4’ over the line marked for the natural gas line.  No 
pipe was encountered so it was safe to continue to excavate trench that connects to the 
extraction vault and runs along the west side of Marshall St. 

 Once all of the cpvc pipe was connected for the blowdown pipe, TRS pressure tested the 
line to make sure that there were no leaks.  They used the hose that was on site and 
filled the line with water with an internal pressure of 40 to 70 psi.  The test was 
concluded after the water was held in the pipe for several minutes and the line was 
walked by TRS personnel.   

 Mike Jackson (Jackson Welding) was on site to fix an electrode cap that had broken the 
previous week. 

 Electrodes B-4, B-3, B-2 and C-4 were all completed with cpvc pipe, electrode cable and 
drip tubes 

 VP-B4, GWP-B4, GWP-C3 were completed as well. 

 Drip tube construction consisted of copper drip tube, hex adapter, white plastic tube, and 
a copper 90 degree angle with the solenoid valve being added later. 

 Flowable backfill was brought on site by Ozinga followed by a truck with concrete, also 
brought on to site by Ozinga.  TRS backfilled the trench from the existing extraction 
vault all the way to electrode C-4.  Concrete was placed on top which was roughly 4” 
thick. 

 A cooling line was rant north to south between “B” and “C” electrode rows then runs 
east-west along south side of trenches. 

 RTD’s (temperature probes) were placed in east-west trench along south border of trench 
lines.  These are used to record the temperature of the various trenches. 
 
 

Additional Notes and Observations: 



 
 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 

Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 None. 
 
Potential Work Tomorrow: 
 

 Finish connecting all below ground monitoring points and general site cleaning will 
begin at 0700 on September 3, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/1/2016 

Time: 
0816 

 

Direction: 
 
North 

Description: 
 
TRS excavated near Bodine’s groundwater extraction 
vault so that a holes could be drilled into the side.   

 
Photo No. 

2 

Date: 
09/1/2016 

Time: 
1125 

 

Direction: 
 
North 
 
Description: 
 
2 holes were cored into the side of the vault.  One 
cpvc pipe was placed for a blowdown pipe and 
another cpvc pipe was used for a communication 
cable.  Both pipes were sealed into place using 
concrete. 

 
Photo No. 

3 

Date: 
09/1/2016 

Time: 
1156 

 

Direction: 
 South 

Description: 
 
Blowdown pipe was pressure tested by placed vlaves 
on each side and filling the pipe with water.  Internal 
pressure was between 40 and 70 psi. 

 
 



 

Photo No. 

4 

Date: 
09/1/2016 

Time: 
1356 

 

Direction: 
  

Description: 
 
Typical electrode construction including drip tube. 

 
Photo No. 

5 

Date: 
09/1/2016 

Time: 
1423 

 

Direction: 
 North 

Description: 
 
Flowable backfill (Illinois DOT specified) was placed 
in trench by Ozinga. 

 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/02/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Clear 68 degrees Fahrenheit, forecast calls for partly sunny and 75 degrees Fahrenheit  

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Chris Thomas (TRS),  
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Drip tubes were completed on remaining electrodes. 

 Cpvc piping was completed to all below ground monitoring points and was also 
organized at the exit trench so that everything was well organized. 

 Site was cleared and cleaned of soil and asphalt.  Marshall Street will be opened as soon 
as all of the trenches are backfilled and topped with concrete.  Street will hopefully be 
open sometime next week. 

 Chris Thomas (TRS) was able to connect all of the cameras on site and code them so that 
they are all on the same network. 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 

Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 None. 
 
 
 



Potential Work Next Week: 
 

 Backfill and concrete the remaining open trenches and continue to connection all of the 
above ground electrodes will begin at 0900 on September 6, 2016. 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/06/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Clear 82 degrees Fahrenheit, forecast calls for sunny and 90 degrees Fahrenheit  

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Amy Wagner (TRS), Tim Black (TRS), Brad 
Morris (TRS), Ted Hughley (TRS), John Grabs (CDM Smith) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS performed a SERT test on the electrodes which passed voltage through the 
electrodes in order to see how much current can be passed through the entire network of 
electrodes. 

 TRS sawcut and extended trench from electrode C-3 to EW-3.  Asphalt was removed 
and placed on the asphalt pile located near the soil rolloff dumpster.  Soil was removed 
to a depth of approximately 2.5 feet below ground surface and placed in soil rolloff 
dumpster. 

 After soil was removed 3 1.25” diameter holes were drilled into the southwestern side of 
EW-3 well vault with a concrete hammer drill.  Conduit was placed into holes.  
Conduit was for the cooling loop that will be placed in the extraction well as well as for 
the temperature probe that will be placed in the well. 

 After conduit was placed, hydraulic cement was used to make a watertight seal around 
the conduit. 

 PVC cover was placed and cemented around electrode K-5 
 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 

Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 



 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 None. 
 
Potential Work for September 7, 2016: 
 

 TRS plans to have flowable backfill and concrete delivered onsite so that Marshall St. can 
be opened up at the end of the week.  Work will begin at 0700 on September 7, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/6/2016 

Time: 
1334 

 

Direction: 
 
West 

Description: 
 
Exit point of underground piping.   

 
Photo No. 

2 

Date: 
09/6/2016 

Time: 
1335 

 

Direction: 
 
East 
 
Description: 
 
East-west trench with all of the underground piping. 

 
Photo No. 

3 

Date: 
09/6/2016 

Time: 
1433 

 

Direction: 
 North 

Description: 
 
TRS extended trench to the North of electrode C-3 to 
connect with EW-3. 

 
 



 

Photo No. 

4 

Date: 
09/6/2016 

Time: 
1554 

 

Direction: 
 East 

Description: 
 
3 1.25” holes were drilled into side of EW-3 vault.  2 
holes for the cooling loop that will be placed in EW-3 
and 1 hole for a temperature probe.  Holes were 
sealed with hydraulic cement. 

 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/07/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Cloudy 79 degrees Fahrenheit, forecast calls for rain and 87 degrees Fahrenheit  

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Ted Hughley (TRS), Tim Black (TRS), Brad 
Morris (TRS), ComED Electric Co., Ozinga (Backfill and Concrete Co.) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Disturbed area by Bodine’s groundwater extraction system was raked of any large 
stones, seeded, and mulch matted to prevent any soil erosion from area into Marshall St. 

 Remaining open trenches were filled with Illinois DOT spec flowable backfill (Number 
2364) up to 6” below ground surface by Ozinga.  A total of 25 cubic yards of backfill was 
delivered to the site.   

 ComED (Electric Company) was on site to see if electric poles had been set and meter 
was connected.  ComED was supposed to be on site September 6, 2016 to set pole but 
never came on site.  Brad Morris (TRS) spoke with ComED to see when they would be 
on site to set pole but nothing was conclusive. 

 Well vault was placed over VP-C2.  Vault will be concreted in at a later date. 

 RTD’s (temperature monitoring probe) were placed in TMP wells.  RTD’s were placed 
starting at 3 feet below ground surface every 5 feet down to 37’ below ground surface in 
TMP-M5, TMP-K7, TMP-K5, and TMP-K4.  RTD’s were placed starting at 22’ below 
ground surface every 5’ down to 37’ below ground surface in TMP-H3 and TMP-F4. 

 Over-sleeves were placed on all TMP wells to protect wells and to keep rain from getting 
into wells. 
 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 

Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 



Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 None. 
 
Potential Work for September 8, 2016: 
 

 Concrete will be placed on remaining trenches in Marshall St. Work will begin at 0700 on 
September 7, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/7/2016 

Time: 
1244 

 

Direction: 
 
West 

Description: 
 
Excavation near groundwater extraction system vault 
was raked, seeded, and mulch mat was placed.   

 
Photo No. 

2 

Date: 
09/7/2016 

Time: 
1431 

 

Direction: 
 
North 
 
Description: 
 
All trenches were filled with flowable backfill by 
Ozinga. 

 
Photo No. 

3 

Date: 
09/7/2016 

Time: 
1605 

 

Direction: 
 East 

Description: 
 
Over-sleeves were placed over temperature 
monitoring points (TMP).  Temperature probes 
(RTD’s) were placed down TMP’s.  First RTD was 
either placed at 3’ below ground surface or 22’ below 
ground surface and each subsequent RTD was 5’ 
below with the last one at 37’ below ground surface.  
Over-sleeves were placed to protect RTD’s and keep 
water from getting into wells. 

 
 



 

Photo No. 

4 

Date: 
09/6/2016 

Time: 
1554 

 

Direction: 
 East 

Description: 
 
3 1.25” holes were drilled into side of EW-3 vault.  2 
holes for the cooling loop that will be placed in EW-3 
and 1 hole for a temperature probe.  Holes were 
sealed with hydraulic cement. 

 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/08/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Cloudy 73 degrees Fahrenheit, forecast calls for 83 degrees Fahrenheit and partly 
cloudy  

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Ted Hughley (TRS), Brad Morris (TRS), Julie 
(CDM Smith), Ozinga (Backfill and Concrete Co.), Dach Fencing (Fence Co.) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Dach Fencing installed permanent fencing along Marshall Street.  Fencing connected to 
existing fence and ran to the north on the east side of Marshall St. which then connected 
to the building.  Fence was standard chain-link fence with poles spaced 10 feet apart 
and barbed wire on top. 

 Ozinga brought 4,000 psi concrete on site to place in trenches in Marshall St.  TRS used 
concrete floats to smooth and spread concrete to match existing grade.  A total of 16 
cubic yards of concrete was placed on site.  
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 

Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 None. 
 
 



Potential Work for September 9, 2016: 
 

 Barricades and temporary fencing will be mobilized off site and Marshall Street will be 
opened to the general public. Work will begin at 0700 on September 9, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/8/2016 

Time: 
1356 

 

Direction: 
 
South 

Description: 
 
Concrete was brought onto the site and poured by 
Ozinga.  TRS used concrete floats to smooth the 
concrete out by hand. 

 
Photo No. 

2 

Date: 
09/8/2016 

Time: 
1409 

 

Direction: 
 
North 
 
Description: 
 
Concrete was poured up to the exit point of all of the 
pipes and cables coming from the trench.  It was 
poured and the fence set approximately 3 feet away 
so someone couldn’t reach in and grab anything on 
site. 

 
Photo No. 

3 

Date: 
09/8/2016 

Time: 
1629 

 

Direction: 
 N/A 

Description: 
 
TRS shoveled concrete around the vault set over VP-
C2. 

 
 



 

Photo No. 

4 

Date: 
09/6/2016 

Time: 
1554 

 

Direction: 
 East 

Description: 
 
3 1.25” holes were drilled into side of EW-3 vault.  2 
holes for the cooling loop that will be placed in EW-3 
and 1 hole for a temperature probe.  Holes were 
sealed with hydraulic cement. 

 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/12/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Sunny 66 degrees Fahrenheit, forecast calls for 79 degrees Fahrenheit and sunny  

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Ted Hughley (TRS), Brad Morris (TRS), Dach 
Fencing (Fence Co.), ComED (Electric Company), Garvish Damania (CDM Smith), Keldorn 
Trucking 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Dach Fencing installed privacy netting on new permanent fencing that was installed last 
week.   

 ComED was on site in the morning setting 2 electrical poles.  One pole was located on 
the southwestern side of the property roughly 25 feet to the south of permanent fence 
with the second pole being set approximately 30 feet to the north of the first pole. 

 Keldorn trucking was on site hauling off the 2 remaining roll off dumpsters that were on 
site.  One dumpster had soil in it from trenching activities and the other was empty.  
The roll off with soil was taken to the landfill and both were hauled off site by Keldorn 
Trucking. 

 TRS started pulling Type W cable for electrodes.  Cable was on large wooden spools.  
Cable was pulled off spool and placed on the ground, once the cable was laid out on the 
pavement each individual cable was coiled and placed next to an electrode.  24 
electrodes had cable coiled next to them at the end of the day. 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 

Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 



 
Delivery of Equipment and Materials: 
 

 UPS delivered one box for TRS. 
 
 
Potential Work for September 13, 2016: 
 

 TRS plans to pull the rest of the electrode cable and place next to remaining electrodes as 
well as start connecting drip tubes. Work will begin at 0700 on September 13, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/12/2016 

Time: 
1039 

 

Direction: 
 
East 

Description: 
 
Type W 350 cable was delivered on spools.  TRS 
unspooled the cable to disconnect the various lengths 
of cable. 

 
Photo No. 

2 

Date: 
09/12/2016 

Time: 
1357 

 

Direction: 
 
Northwest 
 
Description: 
 
Cable was drug to the appropriate electrode and 
coiled next to it until it was time to land the cable on 
the electrode and on the PCU. 

 
Photo No. 

3 

Date: 
09/12/2016 

Time: 
1401 

 

Direction: 
 Northwest 

Description: 
 
TRS shoveled concrete around the vault set over VP-
C2. 

 
 



 

 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/13/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Partly Cloudy and 66 degrees Fahrenheit, forecast calls for 78 degrees Fahrenheit and 
Partly Cloudy  

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Ted Hughley (TRS), Brad Morris (TRS), 
ComED (Electric Company), Dave Miller (TRS) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS finished pulling Type W cable for electrodes with remaining cable that was on site.  
More cable is needed than what was delivered to the site, so they plan on bringing 
remaining cable from Des Plaines next week (week of 9/19). 

 ComED came back on site to run wire from existing power pole located on the western 
side of the property to the 2 new power poles that they set yesterday, 9/12.   

 TRS plans to have their electrician on site tomorrow, 9/14, to install meter and run wire 
from power pole through conduit below ground in preparation for delivery of PCU next 
week, week of 9/19. 

 TRS trenched out a 2‘ wide by 15’ long by 3’ deep next to northern most power pole and 
laid 4” conduit in preparation for next week. 

 Dave Miller (TRS) on site today to take a look at electrical components. 

 TRS finished connecting all below ground electrodes with cpvc pipe. 

 TRS began labeling and drilling holes in electrode outer sleeves. Labels included 
electrode name as well as which phase each electrode was to be connected to.  The hole 
in the outer sleeve is for the electrode cable to be connected to the electrode head. 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 

Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 



 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 No deliveries were made today. 
 
 
Potential Work for September 14, 2016: 
 

 TRS plans to start connecting drip tubes together and installing solenoid valves and 
various other tasks to get ready for the next week. Work will begin at 0700 on September 
14, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/13/2016 

Time: 
1114 

 

Direction: 
 
Southwest 

Description: 
 
TRS used a mini excavator to dig trench for conduit 
that will run from ComED’s power pole, underground, 
and up into the site inside of the fence. 

 
Photo No. 

2 

Date: 
09/13/2016 

Time: 
1117 

 

Direction: 
 
West 
 
Description: 
 
TRS trenched to a depth of 3’ below ground surface 
with a length of 10’ and a width of 2’ 

 
Photo No. 

3 

Date: 
09/13/2016 

Time: 
1413 

 

Direction: 
 West 

Description: 
 
TRS completed the recovery piping for the 
underground electrodes in Marshall St. 

 
 



 

 
 

Photo No. 

4 

Date: 
09/13/2016 

Time: 
1618 

 

Direction: 
 
N/A 
 
Description: 
 
4” CPVC was used as conduit for cable running from 
power pole to PCU.  The pipe was laid on the bottom 
of the trench (approximately 3’ below ground 
surface). 

 
Photo No. 

5 

Date: 
09/13/2016 

Time: 
1643 

 

Direction: 
 Southwest 

Description: 
 
The trench was backfilled with native soil. 

 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/14/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Partly Cloudy and 62 degrees Fahrenheit, forecast calls for 75 degrees Fahrenheit and 
Partly Cloudy  

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Ted Hughley (TRS), Brad Morris (TRS), 
ComED (Electric Company), MKD Electric  
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS finished connecting all of the electrode cables to the above ground electrode heads.  
Cables were slid through a hole that was drilled into the outer protective sleeve.  Some 
cables required new lugs to be set either because the old lugs were in bad shape or were 
not present.  Lugs were placed on the cable by stripping off rubber protective sleeve 
then crimped into placed with a long barrel lugger.  No heat shrink was placed on 
connection between rubber sleeve and lug because the connection is made inside of the 
outer protective sleeve which has a black protective cover attached. 

 MKD Electric was on site to install a meter and run wire through the below ground 
conduit.  They will be back, tentatively, on Monday 9/19 to finish up. 

 ComED was back on site today working on the new power poles and running wire and 
placing a cluster of transformers on power pole. 

 TRS finished placing ball valves and 90 degree heads on drip tubes on following above 
ground electrodes:  G2, G3, G4, G-5, F3, F4, F5, E3, E4, E5, H3, H4, H5, H6, and J6.  A 
hole was drilled into the side of the outer protective sleeve and PEX tubing placed 
through the hole and connected to the 90 degree head on the drip tube. 

 TRS placed ball valves on the following below ground electrode tubes coming out of 
trench:  B2, B3, B4, B5, C2, C3, C4, D3, D4, and D5.   
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 



 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 No deliveries were made today. 
 
Potential Work for next week: 
 

 TRS will be back on site Tuesday 9/20 to gather materials for cooling loop that is to be 
installed in EW-3 on Wednesday 9/22.  The PCU is now planned to be on site Thursday 
9/22. Work will begin at 0900 on September 21, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/14/2016 

Time: 
1110 

 

Direction: 
 
N/A 

Description: 
 
TRS drilled holes into the side of the electrode over 
sleeve so that the electrode cable could be 
connected to the electrode head. 

 
 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/19/2016 

Time: 
0954 

 

Direction: 
 
N/A 

Description: 
 
MKD Electric installed an electrical meter on 
ComED’s power pole. 

 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/21/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Cloudy, rainy and 67 degrees Fahrenheit, forecast calls for mid 80s with rain and 
Cloudy skies 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Ted Hughley (TRS), Kevin Riffe (TRS) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS unloaded solenoid valves and cables as well as lumber that will be used for bracing 
of the underneath of the equipment. 

 PCU, cooling tower, blower, and various other pieces of equipment will be delivered to 
the site at various times tomorrow with the PCU arriving first thing in the morning.  
TRS will have a crane mobilized on site to help in the placement of the equipment. 

 TRS worked on fixing the electrode head on M6.  The bolt that the electrode cable 
sheared off so they will have to bring a welder back on site in order to weld a new bolt 
onto the electrode head. 

 TRS painted out and talked about placement of equipment on the site. 

 TRS will install their cooling loop in EX-003 on Tuesday 9/27/2016 when Bodine plans 
to reinstall the pump back into the well.   
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 

 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 



 

 No deliveries were made today. 
 
Potential Work for next week: 
 

 TRS plans to have all of their equipment delivered to the site and they plan on starting to 
get connections in place between the various pieces of equipment.  Work will begin at 
0700 on September 22, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/21/2016 

Time: 
0928 

 

Direction: 
 
West 

Description: 
 
Bodine pulled the pump and shroud out of Extraction 
Well 3 to be cleaned.  TRS plans to install their 
cooling loop while the pump is out of the well. 

 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/22/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Cloudy 65 degrees Fahrenheit, forecast calls for mid 80s with Cloudy skies 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Ted Hughley (TRS), Kevin Riffe (TRS), Alex 
Joss (CDM Smith), John Grabs (CDM Smith), MKD Electric, Creative Crane and Rigging 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Large equipment was delivered to the site today.  Equipment was delivered on 3 
separate semi-truck loads.  The following equipment was delivered to the site and 
placed by Creative Crane and Rigging via a GMK-5240 crane: 

o PCU 
 Model Number:  PCU 2000-5 
 Supply Voltage:  12,470/13,200/13,800V 
 Frequency:  60 Hz 

o 2 Auto Transformers – Dry Transformers 
 ATX-1 Dry Type transformer Class AA 
 ATX-3 Dry Type Transformer 

o Blower 
 Blower ID:  B10-40-6 
 480 Volts 

o Condenser 
o 2 cooling towers 

 Delta Cooling Towers, INC 
 Blower motor attached to each cooling tower 

 MKD Electric was also onsite today to run cable from power pole down through conduit 
and up through the bottom of the PCU.  3 cables were ran from power pole. 

 A spool of Type W 350 electrode cable was also delivered to the site (approximately 1,200 
feet) 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 



 No tests were performed today. 
 

 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 See description of daily work in previous section for deliveries that were made today. 
 
Potential Work for next week: 
 

 TRS plans to start connecting equipment together and placing the rest of the electrode 
cable near remaining electrodes that need cable.  Work will begin at 0700 on September 
23, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/22/2016 

Time: 
0915 

 

Direction: 
 
Southeast 

Description: 
 
Creative Crane and Rigging setting up the crane 
before the equipment arrives on site. 

 
Photo No. 

2 

Date: 
09/22/2016 

Time: 
1027 

 

Direction: 
 
East 
 
Description: 
 
PCU arrives to the site via semi-truck.  Creative used 
two straps to lift the PCU up and over the fence and 
place it on site. 

 
Photo No. 

3 

Date: 
09/22/2016 

Time: 
1039 

 

Direction: 
 West 

Description: 
 
The PCU was placed over the conduit coming up at 
the trench and placed on 4X4’s that were used to 
support the bottom as well as raise the PCU above 
the ground. 

 
 



 

 
 

Photo No. 

4 

Date: 
09/22/2016 

Time: 
1306 

 

Direction: 
 
Northeast 
 
Description: 
 
2 auto transformers (ATX-1 andATX-3) as well as a 
spool of Type W 350 cable was delivered via semi-
truck. 

 
Photo No. 

5 

Date: 
09/22/2016 

Time: 
1308 

 

Direction: 
 Northwest 

Description: 
 
The blower was delivered via semi and placed with 
the crane.  Eventually it will be pushed into the 
building so muffle the sound for the residents next 
door. 

 
 

Photo No. 

6 

Date: 
09/22/2016 

Time: 
1525 

 

Direction: 
 Northeast 

Description: 
 
The condenser unit and cooling towers arrived on site 
via semi-truck.  Creative crane use the same 
technique to lift the condenser unit as they did the 
PCU. 

 
 



 

 
 

Photo No. 

7 

Date: 
09/22/2016 

Time: 
1535 

 

Direction: 
 
West 
 
Description: 
 
Control panel and primary knockout tank inside of the 
condenser unit. 

 
Photo No. 

8 

Date: 
09/22/2016 

Time: 
1543 

 

Direction: 
 South 

Description: 
 
The cooling towers were placed on top of the 
condenser unit by Creative Crane. 

 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/23/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Cloudy 65 degrees Fahrenheit, forecast calls for mid 70s with Cloudy skies 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Ted Hughley (TRS), Kevin Riffe (TRS)  
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS changed configuration on PCU from a “Y” configuration to a “Delta” configuration 
in order to meet site specific conditions. 

 TRS installed the hoods on the east side of the PCU as well as planned out piping 
diagrams for use next week. 

 TRS performed general site cleaning and maintenance which included chaining the 
dumpster shut.  Mini excavator will be mobilized off site early next week. 

 TRS changed oil and greased belts as well as generally cleaned the blower unit. 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 

 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 No deliveries were made today. 
 
Potential Work for next week: 
 

 TRS plans to start connecting equipment together and placing the rest of the electrode 



cable near remaining electrodes that need cable.  Work will begin at 0900 on September 
26, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/23/2016 

Time: 
0849 

 

Direction: 
 
West 

Description: 
 
Inside of the panel on ATX-1. 
 

 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/26/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Sunny and breezy, 62 degrees Fahrenheit, forecast calls for upper 60s with sunny 
skies 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Ted Hughley (TRS), Brad Morris (TRS), John 
Grabs (CDM Smith) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Slow start to work today.  TRS connected piping on top of the condenser between the 
two cooling towers.   

 Another spool of Type W 350 electrode cable was brought on to the site by Jeff Riffe 
(TRS) from Brownsburg, IN. 

 Vent hood was installed on north side of condenser. 

 Jumper cables were installed on PCU going to transformers (ATX-1 and ATX-2).  2 
cables were attached to each phase (3 phases) with on cable going to ATX-1 and the other 
cable to ATX-2. 

 Electrode cables from the “L” and “M” electrode rows (inside of building) were attached 
to the PCU.  Each electrode cable was attached to an amp trap then to its respective 
phase landing plate. 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 



 

 UPS delivered one box for TRS. 
 
Potential Work for Tomorrow: 
 

 TRS plans to start landing cable on PCU and/or transformers.  They also plan to start 
connecting CPVC pipe to condenser unit.  Bodine plans on putting their pump back in 
Extraction Well 3 and TRS plans on installing their cooling loop inside of the well.  
Work will begin at 0700 on September 27, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/26/2016 

Time: 
1330 

 

Direction: 
 
East 

Description: 
 
Control panel and water softener inside of the 
condenser unit. 
 

 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/27/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Sunny 49 degrees Fahrenheit, forecast calls for mid 60s with partly cloudy skies 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Ted Hughley (TRS), Brad Morris (TRS), Mike 
Jackson (Jackson Welding), Brett Baker (Bodine), Troy McFate (Bodine), Bloyer Pump and Well, 
ComED (Electric Company) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Mike Jackson was onsite today welding the bolt back on to electrode M6.  Electrode 
head had to be removed and over-sleeve cut. 

 Bodine was onsite removing pump from EX-001 for cleaning and placing pump back in 
EX-003.  TRS installed their cooling loop inside of EX-003 and pump was set in well.  
Cooling loop extended down to 42.5 feet below ground surface (which is below pump 
and shroud) with ¾ inch PEX from 0 to 37.5 feet below ground surface and transitioned 
to ½ inch PEX from 37.7 to 40 feet below ground surface.  RTD’s (temperature probes) 
were also placed in EX-003 which were set at 10 and 20 feet below ground surface. 

 ComED was onsite to take a look at the line and power pole.  They will be back onsite 
later this week to energize line. 

 9 bolts on various electrode heads popped off of the top of the electrode (probably at 
different times throughout the last week).  Mike Jackson will be onsite later this week to 
fix electrode heads. 

 TRS finished landing electrode cables on PCU and both auto transformers (ATX-1 and 
ATX-2). 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 
 
 



Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 UPS delivered four boxes for TRS. 
 
Potential Work for next week: 
 

 TRS plans to start putting together pipe for vapor and water recovery.  This pipe will 
connect to the recovery pipes coming from the electrodes and connect to the condenser 
and then to the blower.  Work will begin at 0700 on September 28, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/27/2016 

Time: 
1127 

 

Direction: 
 
N/A 

Description: 
 
Drip loop was installed in EX-003 to 42’ below ground 
surface and consisted of ¾” PEX tubing to 35’ and ½” 
PEX tubing from 35’ to 42’.  The tubing was brought 
through the plastic cover and into the manhole. 

 
Photo No. 

2 

Date: 
09/27/2016 

Time: 
1354 

 

Direction: 
 
North 
 
Description: 
 
Electrode cable was brought down between electrode 
rows.  This electrode run is between row “G” and “H”. 

 
Photo No. 

3 

Date: 
09/27/2016 

Time: 
1606 

 

Direction: 
 West 

Description: 
 
All electrode cables attached to Amp-Traps and 
attached to phase plates on the PCU. 

 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/28/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Partly cloudy 51 degrees Fahrenheit, forecast calls for low 60s with partly cloudy 
skies with a chance of rain 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Ted Hughley (TRS), Brad Morris (TRS), Mike 
Jackson (Jackson Welding), ComED (Electric Company) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Mike Jackson was onsite today talking different alternatives for replacing bolts on 
electrode heads.  He will be back onsite tomorrow (9/29/16) to weld bolts back on. 

 TRS finished connecting recovery pipe to condenser and blower.  6” CPVC pipe 
connects to the recovery line from the electrodes at the south end of the building and 
runs to the north side of the condenser unit. From there CPVC pipe was connected to the 
south of the condenser unit, through the garage door opening to the blower that is 
located inside of the building. 

 ComED was onsite to energize power lines that run to PCU. 

 TRS built one stand made of fiberglass wall mounting rack to hold the control box for the 
drip system.  A temperature control box was placed in the “K” row of electrodes on a 
pre-built rack out of the same material. 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
 



Delivery of Equipment and Materials: 
 

 UPS delivered one box for TRS. 
 
Potential Work for Tomorrow: 
 

 Mike Jackson (Jackson Welding) will be back on site to fix the bolts on 9 of the electrode 
heads.  TRS plans to connect the blowdown pipe coming out of the trench to the 
condenser unit (2” CPVC).  Work will begin at 0700 on September 29, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/28/2016 

Time: 
1113 

 

Direction: 
 
South 

Description: 
 
The 6” CPVC recovery pipe runs along the building 
and angles up at a 22 degree angle into the 
condenser unit. 

 
Photo No. 

2 

Date: 
09/27/2016 

Time: 
1459 

 

Direction: 
 
North 
 
Description: 
 
6” PVC pipe goes in to the blower (bottom) and 6” 
CPVC pipe comes out (top). 

 
Photo No. 

3 

Date: 
09/27/2016 

Time: 
1459 

 

Direction: 
 South 

Description: 
 
6” PVC pipe runs out of the south side of the 
condenser to the blower then from the blower will be 
connected to the VGAC vessel when it arrives. 
 

 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/29/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Cloudy, cool, 58 degrees Fahrenheit, forecast calls for mid 60s with cloudy skies with 
a chance of rain 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Ted Hughley (TRS), Brad Morris (TRS), Mike 
Jackson (Jackson Welding) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Mike Jackson was onsite today welding bolts back on 9 electrode heads (E3, E4, E5, F4, 
H3, H6, J3, J5, and K6). 

 TRS put together the blowdown line which runs from the trench and connects to the 
condenser unit (2” CPVC). 

 Ted Hughley brought the primary and secondary LGAC (Liquid Granular Activated 
Carbon) vessels (picked up from a site in Des Plaines).  TRS piped both together and 
connected them to the north side of the condenser unit using 1” CPVC pipe. 

 TRS replaced a breaker inside of the PCU. After replacement the main disconnect was 
closed in order for them to bump test equipment. The following equipment was bump 
tested: 

o Blower fan on cooling tower 1 
o Blower fan on cooling tower 2 
o Blower fan on blower unit inside of building 

 TRS ran the rest of the drip line (3/4” PEX tubing) which was zip tied to the recovery 
tubing coming from the electrode field and connected to the condenser unit. 

 TRS placed “High voltage” signs as well as general warning signs around the site. 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 
 



Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
 
Delivery of Equipment and Materials: 
 

 No deliveries were made today. 
 
Potential Work for Tomorrow: 
 

 General site cleaning as well as general site maintenance will be done.  Work will begin 
at 0700 on September 30, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
09/29/2016 

Time: 
1052 

 

Direction: 
 
East 

Description: 
 
One of two RTD (temperature control boxes) placed 
on site.  All of the temperature sensors are connected 
to one of the two boxes which then connects to the 
site computer on site. 

 
Photo No. 

2 

Date: 
09/29/2016 

Time: 
1639 

 

Direction: 
 
South 
 
Description: 
 
The primary (left) and secondary (right) LGAC (Liquid 
Granular Activated Carbon) vessels were hard piped 
to the condenser unit using 1” CPVC pipe. 

 
 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 09/30/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Cloudy, misty, 60 degrees Fahrenheit, forecast calls for mid 60s with cloudy skies 
with a chance of rain 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Ted Hughley (TRS), Brad Morris (TRS),  
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS performed general site clearing and cleaning in preparation for system start up next 
week. 

 TRS connected remaining drip tube system.  ¾ inch PEX was connected to drip system 
near 6” vapor recovery pipe and ran along the recovery pipe where it connected to the 
condenser unit. 

 Over sleeve was replaced on electrode M6 and grouted into place. 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 
 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
 
Delivery of Equipment and Materials: 
 

 No deliveries were made today. 
 
 



Potential Work for Next Week: 
 

 TRS plans to get the site ready for system start up.  Work will begin at 1100 on October 
3, 2016. 



DAILY CONSTRUCTION REPORT  
 
 

Date: 10/3/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Sunny 66 degrees Fahrenheit, forecast calls for mid 70s with sunny conditions 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Brad Morris (TRS), Dave Miller (TRS) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS built last remaining rack for interlock box.  This control box is connected to each 
piece of equipment on site and shuts equipment down if anything is not running 
properly. 

 Drip loop was connected to electrodes J6, K7, and L7.  Solenoid valves and drip tubes 
are now connected to all of Zone 1 and Zone 2 electrodes. 

 Vapor sample ports were attached to all of the VP wells onsite.  The vapor sample ports 
were tapped and screwed into PVC dome caps which were then placed on the well. 

 Holes were drilled for recovery tubes, electrode cable, and drip tube in the over sleeve on 
electrode M6. 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 
 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
 
Delivery of Equipment and Materials: 
 

 No deliveries were made today. 



 
 
Potential Work for Tomorrow: 
 

 More small tasks will be completed tomorrow including blowdown pipe construction, 
placing labels, programming system, etc.  Work will begin at 0700 on October 4, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
10/03/2016 

Time: 
1147 

 

Direction: 
 
North 

Description: 
 
One of the warning signs up on the exterior of the site 
warning of the dangers that are present at the site. 

 
Photo No. 

2 

Date: 
10/03/2016 

Time: 
1234 

 

Direction: 
 
N/A 
 
Description: 
 
Solenoids were placed on the drip tubes attached to 
Zone 1 and Zone 2 electrodes.  These solenoids will 
release water to the sand pack on select electrodes if 
the sand starts to dry up and current starts to drop. 
 

 
 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 10/4/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Cloudy 64 degrees Fahrenheit, forecast calls for low 70s with partly cloudy conditions 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Brad Morris (TRS), Jason (TRS), Dave Miller 
(TRS), Amy Wagner (TRS) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS placed carbon in LGAC (Liquid Granular Activated Carbon) vessels.  Each vessel 
contains 3.75 bags of carbon (50 lb bags) 

 TRS connected the blowdown pipe to the condenser unit.  The 2” CPVC pipe transitions 
to a 1” CPVC pipe at the conedenser. 

 Over sleeves were placed around groundwater monitoring wells.  All over sleeves both 
on groundwater monitoring wells and temperature monitoring wells were grouted into 
places using Type 1 Portland cement. 

 Drip loop was connected to the condenser unit.  Drip loop consists of ¾” PEX tubing 
and connects Zone 1 and Zone 2 electrode fields (M5, M6, L4, L5, L6, K3, K4, K5, K6, K7, 
J3, J4, J5). 

 Pitot tubes were placed in each of the 6” CPVC pipes coming from the blower unit. 

 High voltage stickers were placed on all wells (electrodes, groundwater monitoring 
wells, vapor monitoring wells, and temperature monitoring wells). 

 Solenoid cables were ran from electrodes in Zone 1 and Zone 2 and landed on the drip 
control box. 

 Transducers were placed in GWP-L4 (set at 41’ below ground surface), GWP-K3 (set at 
42’ below ground surface), GWP-G5 (set at 42’ below ground surface), GWP-H6 (set at 
42’ below ground surface), GWP-F3 (set at 42’ below ground surface). 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 
 



Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
 
Delivery of Equipment and Materials: 
 

 FedEx delivered one box for TRS and UPS delivered 2 boxes for TRS. 
 
Potential Work for Tomorrow: 
 

 More small tasks will be completed tomorrow including the start of going through the 
Startup Checklist.  Work will begin at 0700 on October 5, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
10/04/2016 

Time: 
0913 

 

Direction: 
 
East 

Description: 
 
Sample ports were placed on top off all of the VP 
(Vapor Point) wells. 

 
Photo No. 

2 

Date: 
10/04/2016 

Time: 
1010 

 

Direction: 
 
South 
 
Description: 
 
Drip loop was connected to the condenser unit with 1” 
PEX tubing. 
 

 
 
 



DAILY CONSTRUCTION REPORT  
 
 

Date: 10/5/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Partly cloudy 65 degrees Fahrenheit, forecast calls for mid 70s with partly cloudy 
conditions 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Brad Morris (TRS), Jason (TRS), Dave Milan 
(TRS), Amy Wagner (TRS) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Well cover over monitoring well and vapor monitoring well in neighbor’s yard was 
spray painted with flex seal so that there would not be a voltage potential or any kind of 
potential hazard. 

 One 8’ X 20’ rolloff containing activated carbon was delivered for VGAC (Vapor 
Granular Activated Carbon) was delivered to the site. 

 2 large Fernco fittings were placed on the VGAC rolloff for connection to the 
condenser unit. 

 90 degree elbows were placed on the groundwater monitoring wells (GWP’s) to 
protect the wiring and probe as well as to keep rain water from getting into the 
well. 

 2 stands were built out of lumber to hold 2 electrical boxes.  These stands were 
placed on site to connect 4 transducer cables each so that they could be then fed 
to the PCU. 

 TRS started working through part 1 of the Startup checklist. 

 TRS also kept working on programming the system together so that they could 
remotely access the system.  They anticipate to be completed with this task by 
Tuesday October 11, 2016. 

 Security camera was placed on the east side of the PCU. 

 1” PEX was connected to the cooling loop coming out of the trench.  Will be 
connected to condenser unit once fittings are purchased. 

 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 



Type and Location of Tests Performed and Results of these Tests: 
 

 No tests were performed today. 
 
 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 FedEx delivered one box for TRS and UPS delivered 2 boxes for TRS. 
 
Potential Work for Tomorrow: 
 

 More small tasks will be completed tomorrow including continuing to go through the 
Startup Checklist.  Work will begin at 0700 on October 6, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
10/05/2016 

Time: 
0929 

 

Direction: 
 
West 

Description: 
 
VGAC (Vapor Granular Activated Carbon) arrives on 
site from Evoqua Water Technologies.  The rolloff is 
comprised of 2 internal chambers with 2 inlets located 
on the east side of the vessel and 2 outlets that are 
located on top of the vessel. 
 

 
Photo No. 

2 

Date: 
10/05/2016 

Time: 
0941 

 

Direction: 
 
South 
 
Description: 
 
TRS sprayed Flex Seal on the VP and groundwater 
monitoring well located in the adjacent property 
across Marshall Street.  This was done to mitigate 
any potential voltage issues and to keep the public 
safe because of their location outside of the perimeter 
fence. 
 

 
Photo No. 

3 
Date: 
10/05/2016 

Time: 
1141 

 

Direction: 
 
Northeast 

Description: 
 
TRS placed PVC over sleeves on GWP wells with a 
90 degree fitting on top to keep rain water from 
getting into the well. 

 



 

Photo No. 

4 

Date: 
10/05/2016 

Time: 
1512 

 

Direction: 
 
West 
 
Description: 
 
TRS had to build stands for 2 electrical boxes that 
were placed on site.  These boxes are used as 
extenders so that new cable would not need to be 
placed.  
 

 



DAILY CONSTRUCTION REPORT  
 
 

Date: 10/6/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Rainy, cool, 58 degrees Fahrenheit, forecast calls for mid 70s with cloudy conditions 
and a chance of rain throughout the day 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Brad Morris (TRS), Jason (TRS), Dave Milan 
(TRS), Amy Wagner (TRS), Troy McFate (Bodine), Chris Thomas (TRS) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS installed tubing coming from both of the pitot tubes going to the pressure 
differential gauges as well as from the vapor pressure control box to a 4” CPVC recovery 
pipe. 

 Both primary and secondary knock out tanks inside of the condenser unit were filled 
with water to check the low level float alarm, high level float alarm, and the high high 
float level alarm.  This was done to make sure that all alarms were reading properly in 
control panel and to check if valves opened and closed when they should. 

 4 bags of activated carbon were placed in the second LGAC vessel near condenser unit. 

 Part 1 of the startup checklist was completed.  This included bump testing equipment, 
checking to make sure all the checks and balances of equipment were operating 
properly, signs were hung, proper lock out tag out procedures were in place, etc…  

 TRS installed an exhaust stack on the NW corner of the condenser unit.  The exhaust 
stack is connected to the outlet of the VGAC (Vapor Granular Activated Carbon) rolloff. 

 TRS performed their first voltage test.  The PCU was powered and set 130 volts into the 
electrode field.  Per TRS protocol, no area should have a reading of 10 Volts or higher 
when read with a volt meter.  Below are the findings from this test: 

o Metal pipe protruding from building near former loading dock had 32 volts on it. 
o Fitting on electrode J4 had 40 Volts on it 
o Grass field on the eastern side of the building had varying readings above 10 

Volts  
o Grout inside of building had varying readings above 10 volts 

 Voltage mitigation will take place either tomorrow or first thing next week. 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 



Type and Location of Tests Performed and Results of these Tests: 
 

 No tests were performed today. 
 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 7 bags of activated carbon were delivered to the site for TRS and one box was delivered 
by UPS for TRS. 

 
Potential Work for Tomorrow: 
 

 More small tasks will be completed tomorrow including continuing to go through the 
Startup Checklist, which includes a second voltage test and voltage mitigation.  Work 
will begin at 0700 on October 7, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
10/06/2016 

Time: 
0929 

 

Direction: 
 
West 

Description: 
 
A pressure interlock box was placed on site.  This 
gauge monitors the pressure in the pipes and will 
shut down the system if pressure goes below or 
above certain pressures. 
 

 
Photo No. 

2 

Date: 
10/06/2016 

Time: 
0941 

 

Direction: 
 
West 
 
Description: 
 
TRS installed a 360 degree camera on top of the east 
side of the PCU so that they can see what is going on 
remotely on site if they get an alarm.  They will check 
this camera before starting the system remotely 
incase somebody is on site or there is a major visible 
issues with the equipment on site. 

 



DAILY CONSTRUCTION REPORT  
 
 

Date: 10/7/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Mostly cloudy, 64 degrees Fahrenheit, forecast calls for mid 60s with partly cloudy 
conditions  

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Brad Morris (TRS), Jason (TRS), Dave Milan 
(TRS), Chris Thomas (TRS) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS installed insulation on the solenoids in Zone 2 (electrode in grassy area, “J” and “K” 
row of electrodes) to mitigate voltage issues. 

 Metal wire was tied across the gate to connect both ends. 

 Adaptors were glued onto VGAC system to connect tubing from condenser unit to 
VGAC rolloff. 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 No deliveries were made today. 
 
Potential Work for Tomorrow: 
 

 More small tasks will be completed next week including continuing to go through the 
Startup Checklist, which includes a more voltage testing and voltage mitigation.  Work 



will begin at 0900 on October 10, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
10/07/2016 

Time: 
0846 

 

Direction: 
 
N/A 

Description: 
 
The solenoid valves in Zone 2 were wrapped with 
foam because it was discovered during a voltage 
survey that the metal valves were recording a voltage 
of 40 Volts which is greater than what they are 
allowed (10 V inside of fence and 5 V outside of 
fence). 
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Date: 10/10/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Sunny, 61 degrees Fahrenheit, forecast calls for mid 70s with partly cloudy conditions  

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Brad Morris (TRS), Dave Milan (TRS), Chris 
Thomas (TRS), Brett Baker (Bodine) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Flexible tubing was connected to VGAC rolloff from condenser unit. 

 VGAC system was bump tested. 

 TRS replaced ¾” PEX with 1” PEX for cooling loop.  Cooling loop now runs from 
condenser unit down the blowdown line and connects with tubing coming from trench. 

 Another voltage test was done using a volt meter attached to a metal shunt which 
consists of a metal bar connected to a metal plate.  Per TRS protocol readings cannot be 
above 10 volts inside of the fence and above 5 volts outside of the fence. 

o Grout around electrodes read between 9 and 11 volts.  Grout will need to be 
sealed with flex seal or rubber mats will need to be placed around electrode over 
sleeve. 

o Abandoned groundwater well read at 9 volts.  TRS placed a rubber mat over 
concrete 

o Concrete over electrodes along the west side of Marshall Street read between 8 
and 9 volts.  TRS plans to spray flex seal over concrete directly above electrode 
heads.  

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were performed today. 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 



 
Delivery of Equipment and Materials: 
 

 UPS delivered one box for TRS. 
 
Potential Work for Tomorrow: 
 

 TRS plans to finish mitigating voltage issues as well as install secondary containment 
underneath condenser unit to get the system ready for operation and the Operational 
Readiness Review.  Work will begin at 0700 on October 11, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
10/10/2016 

Time: 
1632 

 

Direction: 
 
South 

Description: 
 
TRS replaced the ¾” PEX with 1” PEX for the drip 
loop and the cooling loop (which goes to EX-003).  
They also placed “T” fittings in the cooling loop line so 
that they could connect the drip line so that all of the 
lines connect at the condenser unit. 

 
Photo No. 

2 
Date: 
10/10/2016 

Time: 
1632 

 

Direction: 
 
Northwest 

Description: 
 
1” PEX for the cooling loop that runs down the 
blowdown line to the trench. 
 

 
Photo No. 

3 
Date: 
10/10/2016 

Time: 
1727 

 

Direction: 
 
Southwest 

Description: 
 
The blower out CPVC pipe was connected to the inlet 
of the northern most chamber of the VGAC system.  
The outlet was then CPVC piped to the second inlet.  
The second outlet was then fitted so that it could be 
connected to 6” hose to an exhaust stack that was 
attached to the PCU.  Each outlet and inlet was fitted 
with a Fernco fitting to reduce the 15” opening to a 6” 
opening. 

 



DAILY CONSTRUCTION REPORT  
 
 

Date: 10/11/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Cloudy, 56 degrees Fahrenheit, forecast calls for mid 60s with partly cloudy 
conditions  

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Brad Morris (TRS), Dave Milan (TRS), Chris 
Thomas (TRS), Brett Baker (Bodine), Troy McFate (Bodine), John Grabs (CDM Smith), Karen 
Kirchner (EPA), Michael Haggitt (IEPA) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 Chris Thomas (TRS) performed the Operational Readiness Review for IEPA today.  
Gave tour of site and a rundown of what operations will consist of on site. 

 Flex seal was applied to “B” row of electrodes along west side of Marshall St.  Another 
voltage test was done but voltage readings were still too high.  TRS then applied Leak 
Seal made by Rustoleum which was poured onto the concrete from a can and spread 
with a paint roller.  Will perform another voltage test in the morning after everything as 
dried. 

 Secondary containment underneath condenser unit was erected. 

 Air was bled from cooling loop line. 

 Grout on electrodes inside of the building and in the grassy area outside of the building 
was sprayed with clear Flex Seal. 
 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 IEPA was onsite to inspect operation and give the go ahead for operation to start 
sometime this week.  Operation will begin after a formal letter has been submitted.  

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 



 
 
Delivery of Equipment and Materials: 
 

 FedEx delivered one cooler for TRS. 
 
Potential Work for Tomorrow: 
 

 TRS plans to finish mitigating voltage issues in Marshall St.  Security system will be 
updated and Evoqua will be onsite to seal leaks in VGAC rolloff.  Work will begin at 
0700 on October 12, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
10/11/2016 

Time: 
1412 

 

Direction: 
 
Northwest 

Description: 
 
TRS performing a voltage survey of concrete in 
Marshall St.  Voltage readings ranged between 8 and 
9 Volts.  Issues will have to be mitigated because per 
TRS protocol no readings can be above 5 V. 

 
Photo No. 

2 
Date: 
10/11/2016 

Time: 
1413 

 

Direction: 
 
South 

Description: 
 
Concrete was first sprayed with Flex Seal.  TRS 
checks dry and wet conditions.  Flex Seal did not 
work so TRS will have to do more mitigation in 
Marshall St. 
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Date: 10/12/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Cloudy, 60 degrees Fahrenheit, forecast calls for mid 60s with cloudy conditions and 
a chance of rain this afternoon 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Jeff Riffe (TRS), Brad Morris (TRS), Brett Baker (Bodine), Troy 
McFate (Bodine), Evoqua (Carbon Supplier) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS check voltage readings to the “B” row of electrodes which were covered with Leak 
Seal made by Rustoleum.  Voltage readings ranged from 0 to 4 Volts so TRS plans to 
seal the remaining concrete in Marshall St. with Leak Seal sometime next week.  In the 
meantime, the “B”, “C”, and “D” rows of electrodes were disconnected at the PCU so 
that operation could begin this week.  They will be brought back online once the 
concrete is sealed and rechecked with shunt. 

 Evoqua was on site today to seal leaks in the VGAC rolloff.  They applied epoxy 
from a squeeze tube around both plates on the north and south sides of the 
rolloff.  Epoxy did not work.  Evoqua will be back on site to repair. 

 Wifi was connected at the site and an antennae was placed on the top side of the 
PCU near the 360 degree camera. 

 Temperature sensors were installed in the blower return line and the effluent 
stack on the condenser unit. 

 TRS sent water down blowdown line to Bodine’s treatment system.  Water was 
successfully received with no issues. 

 TRS started to update security system with new sensors that were placed around 
the site. 

Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were made today 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 



Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
Delivery of Equipment and Materials: 
 

 No deliveries were made today. 
 
Potential Work for Tomorrow: 
 

 TRS plans to finish updating security system and start collecting data from the system 
and updating spreadsheets to make sure everything is in good operating order.  Evoqua 
will be back on site next week to replace metal plates and gaskets on both ends of the 
rolloff.  Work will begin at 0700 on October 13, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
10/12/2016 

Time: 
0736 

 

Direction: 
 
North 

Description: 
 
Leak Seal was spread on concrete over “B” row of 
electrodes as well as trench between “B” and “C” 
rows of electrodes.  The Leak Seal came in a can 
and was spread using a paint roller. 

 
Photo No. 

2 
Date: 
10/12/2016 

Time: 
1052 

 

Direction: 
 
North 

Description: 
 
New sensors were placed on site around the 
perimeter of the site.  These sensors will shut down 
the PCU which shuts down the entire system if the 
sensor line is broken. 
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Date: 10/13/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Sunny, cold, 38 degrees Fahrenheit, forecast calls for mid 50s with skies 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Brad Morris (TRS), Amy Wagner (TRS), John Grabs (CDM 
Smith) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS fixed security system issues.  The new security sensors now shut down the PCU if 
the barrier is tripped. 

 An Amp Survey was completed at the PCU phase plates, electrode heads, and auto 
transformers. 

 Cable was changed to different taps on PCU in order to supply the correct current 
to the electrode field. 

 TRS having issues with stray voltage on phase plates of PCU when power is 
turned off.  They think it may be some sort of wiring issues inside of the PCU.  
Will have to wait until early next week to get the system running while it is 
unattended. 

 
Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were made today 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 
Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
 
Delivery of Equipment and Materials: 



 

 No deliveries were made today. 
 
Potential Work for Tomorrow: 
 

 Evoqua will be onsite to seal leaks in VGAC rolloff.  Stray voltage issues will be 
mitigated and fine-tuned.  Work will begin at 0900 on October 17, 2016. 



DAILY CONSTRUCTION REPORT  
 
 

Date: 10/17/2016 
 

Project Title: Southeast Rockford Area 4 Soil & Groundwater Contamination Superfund Site 
Electrical Resistance Heating (ERH) Remedial Action being performed by TRS Group, Inc. (TRS) 
 

Location of Work: Rockford, Illinois 
 

Weather: Cloudy, 71 degrees Fahrenheit, forecast calls for upper 70s with cloudy skies 

Report Author: Andrew Schamber (CDM Smith) 
Other personnel/visitors onsite: Brad Morris (TRS), Evoqua (Carbon Supplier), Brett Baker 
(Bodine) 
 

Work Performed Today by Contractor: 
 
TRS and Subcontractors 
  

 TRS fixed voltage issues where unexpected voltage was being read on the PCU 
enclosure.  A wire had come loose from a thermal couple inside of a transformer in the 
PCU sending voltage to the entire enclosure.  Issue was resolved and system was turned 
on at 1030 on Friday October 14, 2016. 

 Brett Baker (Bodine) was onsite to discuss planned groundwater extraction system 
maintenance that would be occurring weekly.  Bodine will be changing out their bag 
filters once a week (tentatively planned for Monday’s) and wanted to make sure TRS was 
aware that they may be sent an alarm because the extraction system has to be turned off 
during bag changing activities. 

 Evoqua was onsite today to fix issues with leaks in the VGAC rolloff.  Evoqua used a 
vacuum to remove carbon from each vessel (2 internal compartments) and placed carbon 
in separate bags to be added back to the rolloff once issues is resolved, removed steel 
plates, and removed rubber gasket on each end.  The gaskets that they brought with 
them were too small for the opening on either side.  They plan to come back to the site 
on Tuesday October 18, 2016, with a roll of rubber matting so that they can cut it to fit 
each end of the rolloff. 

 
Additional Notes and Observations: 
 

 None. 

 
Specific Inspections Performed and Results of these Inspections: 
 

 No inspections were made today 

 
Type and Location of Tests Performed and Results of these Tests: 

 

 No tests were performed today. 
 
 
 



Verbal Instructions Provided to the Contractor (s) on Construction Deficiencies or 
Retesting Required: 
 

 No instructions were provided today. 
 
 
Delivery of Equipment and Materials: 
 

 FedEx delivered a cooler for TRS. 
 
Potential Work for Tomorrow: 
 

 Evoqua will be back onsite, yet again, to seal leaks in the VGAC rolloff.  TRS plans to 
collect air samples from various locations around the site as well as continue to collect 
operational data.  Work will begin at 0700 on October 18, 2016. 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
10/17/2016 

Time: 
1049 

 

Direction: 
 
Southeast 

Description: 
 
Evoqua was on site to seal the VGAC vessel that was 
leaking from the plates on the north and south ends 
of the rolloff.  They started by removing the carbon 
with a vacuum and then taking the steel plates and 
rubber gaskets off.   
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EXECUTIVE SUMMARY 
This report presents the results of the electrical resistance heating (ERH) remediation performed at 2630 
Marshall Street, Rockford, Illinois (the Site). CDM Smith, Inc. (CDM) provided project oversight for the 
Illinois Environmental Protection Agency (IEPA). The primary goal of the remediation was to reduce 1,1,1-
trichloroethane (TCA) soil concentrations to less than 9,118 micrograms per kilogram (µg/kg) in soil as well as 
reduce concentrations of other relatively minor amounts of perchloroethene (PCE), trichloroethylene (TCE), 
cis-1,2 dichloroethene (DCE), and other chlorinated volatile organic compound (CVOC) breakdown products in 
the subsurface. The maximum historical concentration of TCA detected in soil was 510,000 µg/kg. 

Site lithology consists primarily of sand and is generally fine‐ to medium‐grained down to approximately 30 
feet below ground surface (ft bgs) and medium	to coarse‐grained below 30 feet bgs to the full depth of the 
treatment interval of 39 ft bgs. Groundwater is typically encountered at 25 ft bgs and groundwater flow is 
generally to the west. Contamination at the Site consists of contaminated soil (constituents listed above) with 
heavy staining and a light non‐aqueous phase liquid (LNAPL) layer at the top of the aquifer.  
 
Subsurface construction of the ERH system began on June 27, 2016, with system operations initiated on 
October 14, 2016. The final ERH system incorporated 39 individual electrodes with co-located vapor recovery 
(VR) wells. Subsurface temperatures were measured at seven temperature monitoring points (TMPs). 

The ERH system operated for 125 days and applied 1,356,100 kilowatt hours (kWh) of energy to the treatment 
volume. On average, subsurface temperatures increased at a rate of 1.2 degrees Celsius (ºC) per day as the 
average treatment area temperature increased from ambient to approximately 81.6ºC.  

Recovered vapor samples were collected once per week by TRS during the first month of operations and twice 
per month through the remaining duration of operations and submitted for laboratory analysis. Based on 
photoionization detector (PID) measurements and measured flow rates, it is estimated that approximately 5,700 
pounds of CVOCs and petroleum hydrocarbons were recovered from the treatment volume during ERH heating. 
Using stoichiometry, TRS calculated that approximately 150 pounds of TCA degraded in the subsurface via 
hydrolysis.  

Soil sampling was conducted by TRS during the final stages of operations in order to confirm successful 
completion of the remediation. A total of 52 soil samples were collected at various depths at 18 locations. These 
soil samples were collected over the course of three individual soil sampling events and all analytical results 
were validated by CDM. The 18 locations were selected based on pre-ERH characterization, observations 
during drilling, and temperature profiles generated during operations. 

A slight system modification was required based on the release of PCE emanating from existing hydrocarbon 
contamination on-site during heating. PCE was found at five times the previous known maximum soil 
concentration. To remediate these concentrations at depth quickly, TRS installed an air addition/steam induction 
(AA/SI) system.  

Upon project completion, confirmatory soil sampling results from all intervals within the ERH treatment 
volume that were analyzed showed that the CVOCs of concern were at concentrations below the cleanup 
objectives. The average concentration of each contaminant of concern (COC) in soil was below the laboratory 
minimum detection limit, resulting in an overall average 99.97 percent reduction when using the laboratory 
minimum detection limit for each COC as the basis of this calculation. 
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1.0  INTRODUCTION  
This report provides a summary of the design, installation, operation, sampling, and decommissioning of the 
ERH treatment system at the Southeast Rockford Groundwater Contamination Site Area 4, located in Rockford, 
Illinois (Site). The remediation was focused on a source area that was split between the interior of an existing 
unoccupied building including the associated lawn area outside of the building and a downgradient plume that 
extended below an asphalt parking lot and into a street. 

The ERH treatment volume is located at 2630 Marshall Street in what is known as Source Area 4 and is one of 
four known source areas that are part of the Southeast Rockford Groundwater Contamination Superfund Site. 
Area 4 is situated in a mixed industrial, commercial, and residential area of Rockford, Illinois, located east of 
Marshall Street and south of Harrison Avenue. Area 4 is comprised of a building and an associated parking lot 
that formerly housed a machine shop. Per previous Site investigations, elevated concentrations of 1,1,1-
trichloroethane (TCA) and other volatile organic compounds (VOCs) were detected in soil below the former 
loading dock area and in downgradient groundwater monitoring wells. 

Since 2004, CDM Smith (CDM) has conducted several pre‐design investigations that have included the 
collection of soil and groundwater samples. Contamination at the Site consists of contaminated soil with heavy 
staining and a light non‐aqueous phase liquid (LNAPL) layer at the top of the aquifer. 

Initially, an ex situ thermal remediation through excavation and onsite low-temperature thermal desorption 
(LTTD) was determined to be the appropriate remedy for the contaminated soils impacting the groundwater. 
However, after evaluating the challenges and cost of excavating and stockpiling soil on the small site, it was 
determined that employing ERH would provide a preferred method for remediating the contaminated soil. 
Electrodes were installed inside and outside the building without significant complications. Each of the 39 
electrodes was installed vertically using traditional drilling techniques. 

The ERH treatment area and other Site features are delineated on Figure 1. 

2.0  PROJECT OBJECTIVES 
The maximum pre-ERH concentration of TCA in soil was 510,000 micrograms per kilogram (µg/kg). The goal 
of the remediation was to reduce TCA concentrations in soil to 9,118 µg/kg or less. The remedial goals and 
maximum concentrations for all contaminants of concerns (COCs) at The Site are summarized below in Table 
1. 

Table 1 COC Remedial Goals 

Contaminant 
Remedial Goal 

(µg/kg) 
Maximum 

Concentration (µg/kg) 

Carbon tetrachloride 70 8,400 

1,1‐Dichloroethene 60 23,000 

1,1,1‐Trichloroethane 9,118 510,000 

1,1,2‐Trichloroethane 20 230 

Trichloroethene 60 360 

Tetrachloroethene 60 220 

 

3.0  THE ERH PROCESS 
During ERH, electrical current is passed through the soil and groundwater requiring chlorinated volatile organic 
compound (CVOC) removal. As power is applied to the remediation area, the soil’s natural resistance to 
electrical current creates heat. In turn, the temperature of the soil increases within the remediation volume. In 
traditional ERH, enough energy is applied so that eventually groundwater is converted to steam. The phase 
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change from liquid (including contaminants adsorbed onto soil particles) to vapor liberates the target 
contaminants into the vapor stream. The in situ steam generated by ERH acts as a carrier gas to sweep 
contaminants to negative pressure vapor recovery (VR) wells. The VR system collects the steam (and target 
contaminants) for CVOC removal in the above ground equipment.  

Once steam and soil vapors are collected by the VR system and removed from the subsurface, the steam 
mixture is conveyed by chlorinated polyvinyl chloride (CPVC) piping headers to the ERH condenser. At the 
ERH condenser, the recovered mixture is passed through a primary vapor/liquid separator to remove entrained 
moisture. Next, the mixture is passed through a water-cooled, non-contact heat exchanger and is cooled to near 
ambient temperatures. This reduction in temperature causes the steam to condense and allows CVOC vapors to 
continue to the CVOC vapor collection equipment to be collected on vapor-phase granular activated carbon 
(VGAC). 

4.0  SITE PARAMETERS 
The following sections detail the Site conditions contributing to the ERH application design. 

4.1 Site Characteristics 

Site lithology consists of primarily sand to the full depth of the treatment interval of 39 ft bgs. The 
sand is generally fine‐ to medium‐grained down to approximately 30 ft bgs and medium‐ to coarse‐grained 
below 30 ft bgs. Groundwater is typically encountered at 25 ft bgs and flow is generally to the west. CDM 
reported the geometric mean hydraulic conductivity of 150 ft/day (5.3 x 10-2 cm/sec). Based on the horizontal 
and vertical profile of the contamination and site characteristics, the contamination was divided into three 
zones.  

• Zone 1 consists of soil contamination and LNAPL below a portion of the building that is a high‐bay 
garage. Significant contamination generally existed between 12 and 37 ft bgs, but was closer to the 
building foundation on the northern end of the garage. It is believed that some waste was deposited in 
this area prior to construction of the garage. 

• Zone 2 consists of soil contamination and LNAPL in the former loading dock area. Contamination 
was originally encountered between 0.5 and 37 ft bgs, but the area was subsequently excavated down 
to 3 ft bgs. The excavated area was lined with plastic sheeting and backfilled with clean gravel. It is 
believed that this was the primary location where waste was deposited. 

• Zone 3 consists of the area below the parking lot where significant contamination and LNAPL existed 
in approximately the top 10 feet of the aquifer. The transition between Zone 2 and Zone 3 is very 
abrupt indicating the waste deposited in Zone 2 essentially travelled downward until it encountered 
the water table and then migrated into Zone 3. 

In addition to information provided to TRS by CDM soil electrical resistance testing (SERT) was conducted by 
TRS. During this process TRS applies low voltages to the soil volume to determine the resistance of the soil. 
This process allows TRS to estimate voltage that will be applied during actual operations and to ensure that 
electrode cabling is appropriately sized for the ERH treatment. TRS conducted SERT on September 6, 2016. 

TRS had estimated that the total mass of CVOCs in the treatment region was approximately 2,000 pounds based 
on the reported average concentration of the primary COCs in soil. No mass in place estimate was provided by 
CDM. The original and as-built treatment areas and volumes are defined in Table 2.  
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Table 2 Treatment Areas 

Treatment Area Identification Original Estimate As-Built 

ERH Treatment Area (ft²) 8,523 8,523 

ERH Treatment Volume (yd³) 6,100 6,100 

Shallow Extent (ft bgs) 2 (Zone 1&2), 23 (Zone 3) 2 (Zone 1&2), 23 (Zone 3) 

Deep Extent (ft bgs) 39 39 

4.2 Total Organic Carbon (TOC) Content  

The type of contaminant and the desired remedial goal affect the energy, time, and cost to remediate a site. 
However, two subsurface parameters are particularly important: the amount of TOC and the presence of heavy 
hydrocarbons such as diesel, oil, or grease. TOC and hydrocarbons in general can preferentially adsorb VOCs in 
comparison to water, which is why activated carbon is used for vapor and water treatment of VOCs. The Site 
was known to contain heavy hydrocarbons within the treatment volume which was a partial focus of the 
treatment. The Site TOC content was determined to be 0.8 percent based on analytical results provided to TRS. 
This TOC is over three times the typical assumed TOC of 0.25 percent, but was determined not to be elevated 
enough to affect the remediation duration due to the hydrolysis component of remediating the primary COC of 
TCA and the increased rate at which TCA breaks down under elevated temperatures. 

4.3 Hydrolysis 

1,1,1-TCA breaks down in water at elevated temperatures via hydrolysis. 1,1,1-TCA has a 
degradation half-life of approximately 1 day at a temperature of 65 degrees Celsius (°C). This is also 
the same temperature that liquid 1,1,1-TCA azeotropically boils in contact with water, therefore 
hydrolysis will occur simultaneously during DNAPL boiling. The first step of the hydrolysis reaction 
is a substitution reaction where a chloride anion is substituted with a hydroxide anion extracted from 
water. 

CH3CCl3 + H2O   CH3CCl2OH + HCl 
(1-hydroxy-1,1-dichloroethane) 

 
The 1-hydroxy-1,1-dichloroethane is very unstable and reacts quickly with water either by a substitution or 
elimination pathway. Hydrolysis by substitution is the primary pathway and approximately 50 to 80 percent of 
the 1-hydroxy-1,1-dichloroethane will convert into acetic acid by 
reaction through this pathway. 

CH3CCl2OH + H2O  CH3COOH + 2HCl 
(acetic acid) 

 
The acetic acid from the primary pathway serves as an electron donor for enhanced biodegradation of 
the down-gradient impacts after the project is completed. The remaining 20 percent to 50 percent of reaction 
proceeds by an elimination pathway to produce 1,1-DCE which is then recovered by steam stripping. 

CH3CCl2OH  CH2CCl2 + H2O 
(1,1-DCE) 

 
It is critical to not only reach temperatures that hydrolyze TCA to 1,1-DCE, but to also achieve water boiling 
that effectively strips the 1,1-DCE hydrolysis product and other VOCs like PCE and 
TCE from the groundwater. 
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5.0  ERH DESIGN APPROACH 
TRS reviewed Site data prior to completing the ERH system design to confirm the preliminary parameters set 
forth in the request for proposal. TRS’s remedial approach used ERH to heat the subsurface to facilitate the 
remediation of the primary COC in Site soil. TRS estimated that 790,000 kWh of electrical energy applied to 
the subsurface would be required to decrease the concentration COC contaminants below the remedial goals. 
The estimated electrical energy would be applied over a duration of approximately 8 weeks. 

5.1 ERH System Components 

A list of the ERH system components is provided in Table 3. A summary of the ERH process and supporting 
ancillary system components is also provided in the process flow diagram (PFD) illustrated on Figure 2. 

Table 3 ERH Treatment System Components 

System Component Original As -Built 

2,000-kW PCU and data acquisition system 1 1 

MPE Electrodes 39 39 

Steam condenser and cooling tower 1 1 

40-hp vapor recovery blower 1 1 

13,000-pound VGAC vessels (1 vessel, 2 chambers) 1 2 

200-pound LGAC vessels 2 2 

TMPs/RTDs 7/44 7/44 

Vapor recovery wells, co-located with electrodes 39 39 

Groundwater Piezometers 8 8 

Vapor Piezometers 8 8 

5.2 Power Control Unit 

The ERH system used a 2,000 kilowatt (kW) power control unit (PCU) to deliver the estimated treatment 
energy to the subsurface for heating and remediation. The PCU is contained in a weather-tight steel enclosure 
that provides security and electrical insulation. The PCU is designed for 100 percent cycle duty and is sized for 
a maximum power output of 2,000 kW. During ERH operation, the primary voltage is reduced to the 
appropriate level for optimum subsurface heating. As the subsurface is heated, this optimum voltage typically 
changes, and the PCU output is adjusted to those changes.  

TRS required an existing 100-amp, three-phase electrical service supplied with the typical line voltage in the 
range of 12,470 to 13,800 volts to be brought further south down Marshall Street by Commonwealth Edison 
(ComEd) to the TRS equipment compound. TRS contracted MKD Electric (MKD) to make all the electrical 
connections between the ComEd utility service and the PCU. All ancillary ERH system treatment equipment 
was powered from the PCU through an internal ancillary equipment distribution panel. The PCU output was 
cabled directly to field located electrodes in a designed configuration so heat up and treatment could be 
achieved as uniformly as possible.  

5.3 Electrodes 

A total of 39 electrodes were used to couple the energy output by the PCU to the subsurface within the 
treatment areas as shown on Figure 1. The electrodes were constructed as multi-phase extraction (MPE) 
electrodes for delivery of energy to the subsurface while also being able to recover vapor, steam, groundwater, 
and LNAPL from the subsurface. The electrode design and layout concentrated energy to areas of known 
contamination; this approach conserved energy and increased the efficiency of the remediation. A summary of 
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the treatment interval is presented in Table 2 above. Typical construction details for each electrode design are 
shown on Figure 3a through Figure 3e. 

5.4 Electrode Wetting System 

During operation, the area immediately surrounding each electrode had the potential for drying out, which may 
reduce the effectiveness of the electrode to transmit energy to the subsurface. This dry-out condition is 
addressed by periodically adding small amounts water to the electrode/soil interface. The ERH system was 
constructed to utilize a combination of treated water generated from condensed recovered steam and potable 
water. Water delivery to each electrode in need was carefully monitored to combat the effects of dry-out during 
ERH operations. In the design for this system, the electrode wetting equipment was only installed in Zones 1 
and 2 as ERH treatment in these zones extended well into the vadose zone of the Site. When heating within the 
vadose zone, the system does not benefit from electrode wetting from groundwater and thus must introduce 
water to avoid the potential for drying out. 

5.5 Temperature Monitoring Points 

The ERH system used seven temperature monitoring points (TMPs) containing temperature sensors to track the 
progress of the ERH remedial efforts and provide continuous temperature monitoring within the subsurface 
treatment volume. The TMP locations are shown on Figure 1. Each TMP casing was constructed of ¾-inch 
copper tube and installed to match the corresponding depth of remediation in the treatment area. A string of 
resistance temperature detector (RTD) sensors was inserted into the casing with each RTD spaced vertically in 
five-foot increments from the bottom of treatment interval. Zones 1 and 2 included a four-foot increment for the 
final shallow vertical increment. Construction details of typical TMPs are shown on Figure 4a through Figure 
4c. 

5.6 Groundwater Depth Piezometers 

Four sets of groundwater depth piezometers were installed around the treatment area with each set containing a 
piezometer located inside the treatment area and one located outside the treatment area.  The piezometers were 
located on the north, west, south, and east sides of the Site to demonstrate hydraulic control in an inward 
direction to the treatment area. Each piezometer was equipped with a pressure transducer which was placed into 
the water table at 40 ft bgs in a 2-inch stainless steel well below the heated zone to protect it from the boiling 
temperatures inside the treatment zone. Data from the piezometers was transferred to the Site computer for 
storage of data. The locations of the groundwater piezometers are shown in Figure 1 and the construction 
details are shown in Figures 5a and 5b.  

5.7 Vapor Piezometers 

Four vapor piezometers were installed within the vadose zone inside the treatment area and 4 were installed 
outside the treatment area to confirm that vapor recovery influence was maintained during the project. Each 
piezometer had a screened interval located at 5 ft bgs and the top of the piezometer was equipped with a port for 
collecting manual vacuum readings. The data from the vapor piezometers was collected weekly and transferred 
to the Site computer for data storage. The locations of the vapor piezometers are shown in Figure 1 and the 
construction details are shown in Figures 6a and 6b.   

5.8 Vapor Recovery and Treatment System 

The VR system consisted of a 40-horsepower (hp) rotary lobe positive displacement blower used to apply 
vacuum to the 39 co-located VR wells through a CPVC conveyance piping system. Sampling ports and gauges 
were installed to measure vacuum, flow, and temperature at the blower inlet. Temperature was measured by 
gauge at the blower outlet, and flow was measured using pitot tubes. The blower was capable of 1,000 standard 
cubic feet per minute (scfm) of airflow at 5 inches of mercury (in Hg) vacuum.  
 
Vapor recovery piping was sized primarily at 2, 4, and 6-inch CPVC to move the vapor stream mixture of 
steam, air, and CVOC vapors through the conveyance piping system to the ERH condenser unit. Once the 
recovered vapor stream passed through the ERH condenser and blower, the vapors were treated through VGAC 
treatment vessels prior to atmospheric discharge. ERH process equipment details are presented on Figure 2.  
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5.9 Site Security 

Since the treatment volume was partially located within a formerly occupied building and the remaining 
treatment area outside an adjacent building wall, two different security measures were employed. A vinyl-clad 
chain link fence with privacy screen was installed around the outside portion of the treatment area prior to 
operation of the ERH treatment system. In addition, the inside portion of the treatment area was delineated with 
orange caution fence. “Danger, High Voltage” signs were hung on the fence every 20 feet. A wireless, cellular 
based alarm system was installed by TRS around the perimeter of the ERH treatment area. The base unit was 
located in the PCU. The security alarm system was interlocked with the PCU and was set to automatically cease 
electrical energy delivery to the electrodes in the event of an unauthorized entry. A second motion sensitive 
video system was installed along the perimeter of the treatment area as well. If an intruder gained access to the 
treatment area, a 10 second video of the activity would be sent to a third party for review, and if necessary, the 
police would be notified. Access to the interior portion of the building was controlled by locked doors, but was 
also controlled by both security systems. Each entrance or access point to the treatment area within the building 
had a sensor and if unauthorized access was gained, the police were notified.  

6.0  SYSTEM CONSTRUCTION 
TRS contracted Blood Hound Inc. to locate subsurface utilities and clear the locations intended for drilling. This 
work was completed so that TRS could identify subsurface installation locations that could possibly be located 
within proximity of a buried utility. This work was completed in one day, June 27, 2016, and a report provided 
to TRS. JULIE, the public utility locating service, was also contacted and any exterior subsurface utilities were 
marked prior to drilling activities.  

Site mobilization began the week of June 27, 2016, with the delivery of electrode materials as well as TRS’s 
mobile tool box. TRS worked most of the week preparing electrodes and other subsurface materials for 
installation as well as cleaning out the interior of the building in preparation for drilling activities. The work in 
the building included the relocation of much trash and debris as well as the removal of an existing loading dock. 

During a preliminary Site walk, prior to the mobilization to the Site, it was determined that an existing loading 
dock would inhibit the installation of electrodes K7 and L7 as well as vapor piezometer L7. The loading dock 
which was comprised of a combination of concrete block, poured concrete, and large timbers sat at a higher 
elevation that the rest of the Site and thus created overhead issues for the safe operation of a drill rig. To 
facilitate an easier installation of the two mentioned electrodes and one vapor piezometer, TRS elected to 
remove the loading dock during the week of June 27th and to relocate the material further north into the building 
where it would not interfere with system construction.   

The subsurface installation of the ERH system began on July 6, 2016, with interior drilling work being 
conducted by TRS’ drilling subcontractor, Terra Probe Environmental. TRS began the installation of 7 interior 
electrodes, 1 TMP, and 2 VMPs using hollow stem augers. Upon completion of the interior drilling TRS 
dismissed Terra Probe and mobilized a second drilling subcontractor, K&S Engineers, Inc. (K&S), to complete 
all drilling activities outside of the Site building. Figure 1 presents the final electrode locations. The drilling 
work was completed on August 29, 2016.  

Throughout the drilling process, TRS installed one-inch copper tubes within the electrode well casing for use in 
removing NAPL from the subsurface. Following the copper “slurp” tube installation and the associated well-
head plumbing, each electrode boring location was completed with a grout seal approximately six inches thick. 
The electrode was isolated from incidental contact with the installation of a PVC oversleeve, set into the grout 
seal. The grout work was completed on the afternoon of August 26, 2016.  

In addition to the drilling inside and outside of the building, TRS had 14 drilling locations that were located 
within Marshall Street. These locations were the last of the drilling focus as TRS wished to minimize the impact 
to the active roadway. TRS obtained a Right Of Way Permit (Permit #: ROW20161344) and contracted Traffic 
Services, Inc. (TSI) to shut down Marshall Street with the appropriate traffic and detour signage. The street was 
officially closed on Tuesday August 16, 2016, and remained closed through drilling and the associated 
trenching activities. All work was completed and Marshall Street was reopened to normal traffic operations on 
Friday September 9, 2016. Note that a copy of the Right Of Way Permit is included 
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During the later stages of the subsurface portion of the installation in Marshall Street, TRS also focused on 
surface aspects of the installation. The surface installation began on September 7, 2016. The surface installation 
activities included:  

 Construction of electrode wetting system manifold; 

 Vapor recovery manifold construction; 

 Wiring of equipment and gauges; 

 Wiring of TMP and drip field boxes, and  

 Electrode supply cable connection. 

Towards the end of the ERH system surface construction, TRS conducted the successful placement of each 
piece of the ERH process equipment. This included the PCU, condenser, cooling tower, two autotransformers, 
and 40-hp vacuum blower. TRS contracted Creative Crane & Rigging, Inc to set each piece of equipment and 
the equipment placement was successfully completed on Thursday September 22, 2016. 

To protect the TRS equipment and materials, as well as maintain public safety during system construction and 
operation, a 6-foot tall, vinyl-clad, chain link fence with privacy screen was installed around the outdoor portion 
of the ERH treatment area and process equipment. A 16-foot gate was installed to provide access to TRS staff 
for operational activities as well as to provide access for larger tasks such as carbon vessel change-outs. The 
fence installation was completed on September 12, 2016. The surface installation of the ERH system was 
successfully completed on October 5, 2016. The electrodes, TMPs, equipment, and other Site features are 
shown on Figure 1. 

A security system was installed along the fence line and surrounded the equipment compound and electrode 
areas both inside and outside of the building. The system consisted of five motion-detecting sensors. If the 
sensors detected movement within the coverage area, the PCU contactor would open and discontinue electrical 
energy application to the subsurface. If the perimeter security system was breached, TRS was notified by an 
automated telephone call.  

In addition to the motion-detecting sensors, the security system also contained nine motion-activated cameras. If 
any of the cameras detected movement they recorded a 10-second video that was immediately e-mailed to both 
TRS and a third party security dispatch center. If the video depicted an unauthorized entry, the local police were 
contacted and dispatched to the Site. The Site also had an alternate camera mounted to the PCU so that the 
treatment area and equipment compound could be observed remotely. The camera was running in real time and 
could be accessed from off-site locations via any internet connection. The camera system installation, security 
system installation, and programming were completed on October 11, 2016. 

A 13,000-pound VGAC vessel that is divided into two separate chambers (acting as two vessels) was delivered 
to the Site on October 12, 2016. It was installed on the effluent side of the vapor recovery blower in series 
(primary and secondary chamber).   

7.0  ERH SYSTEM STARTUP 
ERH system startup is a key component of operation of the system. TRS takes extra precautions at this time to 
ensure a safe operating system is being deployed. The following sections detail this startup sequence. 

7.1 Pre-startup Tasks 

Prior to start-up, a final quality assurance inspection of all piping and electrical connections was completed. 
Quality assurance inspections and testing were completed by TRS on the electrode cable connections, 
condenser components, transformer connections, TMP field box connections, VR blower, and PCU. TRS also 
completed the initial phase of the internal TRS Start-Up Safety Checklist and all associated tasks prior to 
commencing start-up operations.  

All equipment were visually inspected for weld cracks or breaks, scrapes of protective coating, corrosion, 
structural damage, and inadequate installation or construction such as cracks, punctures, and damaged fittings. 
No discrepancies were identified.  
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7.2 System Startup 

System startup and optimization began on October 5, 2016. This phase of the work consisted of energizing the 
condenser/heat exchanger, cooling tower, vacuum blower, temperature monitoring points, water addition 
control systems, and groundwater piezometer monitoring. This was followed up with functionality testing of the 
ERH equipment and interlocks and the evaluation of subsurface energy application. 

The condenser was filled with water from the building’s potable water source and operations were initiated. 
Items inspected included leak checks, functionality (hand/off/auto switches, float switches, valves), and the 
ability to maintain normal operations. The inspection of the system also verified the proper operational 
parameters (flow, differential pressures, and applied field vacuum) on each gauge and valve. Once proper 
operations of the components were confirmed, ERH equipment interlock testing commenced. Testing of the 
ERH equipment interlocks was completed on October 6, 2016, and it was confirmed that each interlock 
performed as designed. 

TRS initiated electrical energy application to the treatment volume, via the electrodes, on October 6, 2016. The 
purpose of this testing was to evaluate the electrical characteristics of the treatment volume. This evaluation 
included:   

 observations of cable/electrode amperages;  

 applied voltages to the electrodes; and,  

 an overall evaluation of the energy applied to the treatment volume.  

Concurrent with the ERH system testing, ERH step-and-touch voltage safety tests were performed. This test 
was done to evaluate surface conditions for the presence of impressed, exposed voltages. Areas where personnel 
may walk or surfaces that could be touched were measured for exposed voltage potentials.  

The ERH step-and-touch voltage testing identified that there were a few locations that exceeded the TRS 10-
volt standard within the fenced area. The locations that contained exceedances of the 10-volt standard were 
comprised of a few of the water addition solenoids and some of the electrode grout seals in Zones 1 and 2. TRS 
mitigated these items by electrically insulating the affected valves eliminating the ability for an individual to 
come into contact with the valve. Subsequent surveys in wet and dry conditions confirmed that there were no 
other voltages exceeding the 10-volt limit within the fenced area.  

TRS has a 5-volt maximum standard in public areas that fall outside of the installed access control perimeter 
fence. During ERH Step and Touch surveys, TRS measured voltages on the trench concrete seal on Marshall 
Street that exceeded the 5-volt limit in wet conditions. Although TRS had reduced the voltage considerably with 
the use of surface coatings, there remained a need to further mitigate the issue and, as a result, the nine 
electrodes in the street remained offline initially. With the electrodes in the street offline, the site was 
established as electrically safe and cleared for uninterrupted operations. The first day of uninterrupted 
operations was October 14, 2016.  

In order to mitigate the voltage issues in the street, TRS contracted Stenstrom Excavation & Blacktop Group to 
install an asphalt cap over the concrete trenches in the street. The work had originally been planned to be 
completed at projects end as part of the site restoration, but TRS opted to complete this work early to create an 
electrically insulative barrier between the electrically conductive concrete surface and any possible contact by 
an individual. The work was completed on Wednesday, November 9, 2016. TRS visited the Site on Thursday 
November 10, 2016, and placed all nine electrodes back online. TRS conducted additional voltage safety tests at 
this time and the Site was established as electrically safe and cleared for operations with all 39 electrodes 
online. 

8.0  ERH OPERATIONS 

Full ERH system operations began on October 14, 2016. Operational parameters such as power application, 
subsurface temperatures, condensate production, vapor recovery parameters, and CVOC concentrations in the 
recovered subsurface vapors were routinely measured. This data was used to assess the efficiency of the ERH 
system and allow TRS personnel to target specific areas of the Site and optimize system performance. TRS was 
responsible for monitoring all soil, water, and process vapor sampling of the ERH system. 
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8.1 Electrical Energy Application 

The application of electrical energy to the subsurface was optimized throughout the project in an effort to 
achieve the most efficient heat-up (and treatment) in the subsurface per unit of energy applied. Through weekly 
analysis of electrical power application, subsurface temperatures, and CVOC recovery data, the optimal rate of 
electrical power application was determined. Near continuous incremental adjustments were made to the ERH 
system to maintain an optimal processing rate within the ERH system limitations.  

A total of 1,356,100 kWh of energy was applied to the treatment volume to achieve the remedial goals which 
exceeded the original TRS estimate of 790,000 kWh. Much of the additional energy required to remediate the 
Site was the result of additional days of operation required to achieve cleanup of soil at the deep extent of the 
treatment interval. Heating the soil at the bottom of the treatment interval was more difficult throughout system 
operations. It was the difficulty to heat the deep extent of the treatment interval that extended the duration of the 
remediation as the majority of the Site had met the remedial goals following the first confirmation soil sampling 
event. The average power level during energy application, when considering downtime, was 493 kW. The 
actual power level was less than the TRS original estimate of 616 kW. Energy application was near continuous 
during normal operations. In addition, the ERH process equipment used an additional 610,000 kWh of energy. 

8.2 Subsurface Temperatures 

Subsurface temperatures in the ERH treatment volume were measured and recorded daily at each of the seven 
TMPs. Each TMP contained temperature measurement sensors at 5-foot vertical increments, with the final 
shallow increment in Zones 1 and 2 being a 4-foot increment, to get representative temperature measurements 
from the target treatment volume. Figure 7 provides the average temperature for each TMP during operations. 

At the start of ERH operations, the average ambient subsurface temperature in the ERH treatment volume was 
14.9°C. At the peak of Site heating, the average subsurface temperature was 81.6 °C on December 12, 2016. 
The highest individual temperature measurement from within the ERH treatment volume was 101.9°C, recorded 
at TMP F4 at a depth of 27 ft bgs on December 10, 2016. 

Upon initial energy application, the average subsurface temperature rose rapidly, increasing at nearly 1 to over 
2°C per day. The heat-up rate then naturally slowed as the subsurface within the treatment volume attained 
steaming conditions. This slowing of the heat-up rate is an indication of a significant change in subsurface 
conditions as more of the applied energy is used to accomplish phase change from liquid to vapor rather than 
increase subsurface temperatures. One thing of note was that due to high groundwater flow at depth there was 
some difficulty observed in heating the bottom of the treatment interval during system operations. 

8.3 Vapor Treatment 

All CVOCs recovered from the subsurface required treatment prior to discharge to the atmosphere as stipulated 
in the existing Site air permit. Air treatment was accomplished using VGAC and was monitored by TRS using a 
photoionization detector (PID) at least one time per week to provide an indication of system performance. Air 
permit compliance samples were also collected by TRS and sent off-site for laboratory analysis once a week for 
the first month of operations and bi-weekly the remainder of operations. The results were coupled with the PID 
analysis in determining carbon efficiency for permit compliance as well as determining the total VOC mass 
recovered from the the treatment volume. Based on the PID measurements, TRS calculated that approximately 
5,700 pounds of petroleum hydrocarbons and CVOCs were recovered during treatment. PID readings collected 
during system operations are provided Table 9. 

Based on the stoichiometry discussed in Section 4.3, TRS calculated that for every pound of 1,1 DCE produced 
and recovered, approximately 4.3 pounds of TCA was degraded via hydolysis. Based on the laboratory analysis, 
TRS estimates that between 70 and 180 pounds of TCA were degraded, while about 500 pounds were recovered 
in the vapor phase during the first four weeks of operation.  

During operations, TRS also monitored the hazardous air pollutants (HAPs) recovered from the subsurface and 
discharged to the atmosphere. Based on TRS remedial experience in the state of Illinois, the applicable or 
relevant and appropriate requirements (ARAR) is 35 Ill. Adm. Code 201.146, which provides an emission limit 
of less than 0.5 tons per year of combined hazard air pollutants. As a result TRS operated the vapor treatment 
system in such a manner to ensure that no more than 1,000 pounds of hazard air pollutant were discharged 
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during the operational phase of the project. Additionally, 35 IAC 215, Subpart K provides an emission limit of 8 
pounds per hour of organic material into the atmosphere. Based on PID and Summa data collected, TRS 
calculated that approximately 280 pounds of HAPs were discharged to the atmosphere during treatment with the 
greatest hourly discharge rate only reaching approximately 0.39 pounds per hour. 

8.4 Vapor Recovery 

The VR system consisted of a 40-hp positive displacement blower. The VR system operated to provide capture 
and appropriate treatment of air, steam, and soil vapors from the subsurface. The VR blower maintained an 
average vacuum of 5.3 in Hg and a flow of 759 scfm as measured after the vacuum blower during ERH 
operations. The average flow rate was calculated using the flow rate measured daily by the automated data 
collection portion of the system and thus was the average measured over the full 125 days of system operation. 
Figure 8 illustrates average Site temperature, CVOC recovery rate, and CVOC mass removed over time. 

The vapor piezometers were monitored typically once a week and the readings are provided in Table 4. 

 

Table 4. Site VP Readings (inches water column) 
 

Date/Time VP-B4 VP-C2 VP-D4 VP-G4 VP-K5 VP-L4 VP-L7 VP-M6 

10/14/16 1.0 1.0 3.0 8.0 8.5 3.0 3.0 4.0 

10/18/16 1.5 1.5 4.0 8.8 8.0 3.0 3.3 3.5 

10/24/16 1.5 1.5 3.5 5.5 6.5 2.5 3.0 3.0 

11/2/16 1.5 1.5 4.0 5.0 6.5 2.5 3.0 3.5 

11/10/16 1.0 1.0 4.5 5.0 7.0 2.5 2.5 3.5 

11/15/16 1.0 1.0 4.0 4.5 7.0 3.0 2.5 3.0 

11/21/16 1.5 1.5 3.5 5.0 6.5 3.0 3.0 3.0 

11/29/16 1.0 1.0 3.0 4.5 6.0 2.5 2.5 3.0 

12/5/16 1.5 1.5 4.0 5.0 6.0 3.0 3.0 3.0 

12/14/16 1.0 1.0 3.5 4.5 5.5 2.5 2.5 2.5 

12/21/16 1.0 1.0 4.0 4.5 5.5 3.0 2.5 3.0 

1/4/17 1.0 1.0 3.5 4.0 5.0 3.0 2.5 2.5 

1/9/17 1.0 1.0 3.5 4.0 4.5 3.0 2.5 2.5 

1/18/17 1.0 1.0 3.0 4.0 4.5 3.5 3.0 3.0 

1/23/17 1.0 1.0 3.5 4.0 4.5 3.0 2.5 3.0 

1/31/17 1.0 1.0 3.2 3.9 4.5 3.1 2.9 3.0 

2/6/17 1.0 1.0 3.5 4.0 4.0 3.0 3.0 3.0 

2/16/17 1.0 1.0 3.0 3.5 4.0 3.5 3.0 3.0 

 

Vapor samples were collected from the influent and effluent of the VGAC system whenever TRS was onsite. 
Analysis was performed using a MiniRae 3000 PID. In accordance with the Work Plan, vapor samples were 
also collected once per week during the first four weeks of operations and then bi-monthly thereafter. The vapor 
samples were sent off-site for analysis by Method TO-15, including a listing of tentatively identified 
compounds, in an attempt to quantify the heavier compounds recovered by the vapor recovery system. The 
available results of the PID and TO-15 analysis can be found in Table 6, Table 7, and Table 8 attached. 

8.5 Groundwater Depth Piezometers 

Four sets of groundwater depth piezometers were installed around the treatment area with each set containing a 
piezometer located inside the treatment area and one located outside the treatment area.  The piezometers were 
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located on the north, west, south, and east sides of the Site to demonstrate hydraulic control in an inward 
direction to the treatment volume. Data from the piezometers was transferred to the Site computer for storage of 
data. Early in the project TRS experienced difficulty with the functionality of the piezometers resulting in errant 
readings, most notable at GWP G5. TRS spent some time collecting manual readings during this time to 
confirm that hydraulic control was being maintained. It took some additional programming work with support 
from the manufacturer (In-Situ) to permit the GWPs to stabilize and generate more reliable readings. TRS was 
able to rectify the problem within the first few weeks of system operations. TRS collected groundwater 
elevation measurement readings daily through automated data collection. The groundwater elevation readings 
are presented graphically in Figures 9a through 9d. 

8.6 Process Water Management 

The ERH system generated 214,685 gallons of condensate water and entrained liquid during operations at an 
average rate of 1.3 gallons per minute (gpm). The condensate water was reused by the system as cooling water 
for the condenser heat exchanger and evaporated to the atmosphere, reintroduced to the subsurface as electrode 
drip water, and/or discharged to the Site Groundwater Extraction Treatment System (GETS). Two 200-pound 
carbon vessels filled with liquid-phase granular activated carbon (LGAC) were used to treat the condensate 
before it was utilized by either the system or sent to the GETS. Automated condensate pumping functions were 
monitored, controlled, and recorded by the PCU computer and monitored on-site and remotely by project staff. 
The water recovered and treated with LGAC prior to being sent to the GETS was analyzed for VOCs by an off-
site laboratory. The results of these analyses are provided in Table 9.  

As the treatment volume began to increase in temperature, an increase in issues with runtime was observed in 
the on-site GETS due to the clogging of filters within the system. The thought was that the increase in 
temperature resulted in an increase in bio-solids that were most likely anaerobic sulfur-reducing bacteria. To 
combat the increase in bio-solid, TRS installed bag filters in-line at the system condenser in an effort to strip as 
many of the solids from the discharge stream as possible. In addition, a biocide was introduced at the GETS. 
Despite these efforts, the GETS system still struggled to operate for more than a period of a few days before it 
would shut down and ultimately shut down the ERH system.  

Since TRS could only operate the ERH system for a short time after the shutdown of the GETS, it was decided 
to increase the water storage capacity at the system condenser. In order to do this, TRS rented and installed a 
6,000-gallon storage tank from ETS. The additional capacity allowed for TRS to operate the ERH system for a 
period of a few days without the use of the GETS system. If the GETS system were to shut down water would 
be discharge to the tank for storage until the GETS was once again able to receive discharge water. This 
modification resulted in an improved run time of the ERH system. 

8.7 System Waste 

Throughout all phases of system construction and system operations, TRS generated waste in need of disposal. 
During electrode installation and trenching activities in the street, a total of 141.4 tons of soil were generated 
that were analyzed, profiled, and disposed of at the Winnebago Landfill. During system operations, of the 
214,685 gallons of condensate water and entrained liquid generated, 112,279 gallons were discharged to the 
GETS. Throughout system operations the vapor-phase carbon was monitored for breakthrough and air permit 
compliance. TRS required that one VGAC change out occur during the operations portion of the project 
resulting in a total of 24,000 pounds of spent carbon being removed from the Site at project’s end. Throughout 
system operations, the liquid-phase carbon was also monitored for breakthrough. No LGAC change outs were 
required throughout system operations resulting in just 400 pounds of spent carbon being removed from the Site 
at project’s end. Following system demobilization, TRS was required to collect a sample, profile, and dispose of 
approximately 3,000 gallons of water that was a combination of system process water and mild detergent used 
to clean the condenser. All paperwork associated with the disposal of these project-derived wastes is included as 
Appendix A.  

As was mentioned in TRS’s Work Plan, TRS was going to make efforts to streamline the construction to 
achieve an installation that was conducted in a green and sustainable fashion. TRS adhered to this mission 
throughout the project by making every effort to recycle items that could be sent off-site to recycling facilities 
instead of the landfill. TRS recycled cardboard and plastic water bottles throughout the project. At project’s 
end, any material that could be reused on future projects such as electrode cable was organized and shipped off-
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site. Other items that could be recycled such as the electrode heads themselves were responsibly disposed of at a 
local scrap yard. 

8.8 Site Voltage Monitoring 

Voltage potentials above the TRS administrative control limit of 10 volts (Occupational Safety and Health 
Administration (OSHA) limit is 50 volts) were not observed during any weekly step-and-touch and step-and-
step voltage surveys conducted throughout operations within the ERH restricted zone. In addition, voltage 
potentials above the TRS administrative control limit of 5 volts within public areas (outside the fence) were also 
not observed during these weekly surveys. 

9.0  ERH REMEDIATION RESULTS 

9.1 Soil Results 

Fifty-two (52) soil samples were collected from various depths at 18 separate locations over the course of three 
separate sampling events that occurred on Tuesday, December 13, 2016, Monday, January 16, 2017, and 
Thursday, February 16, 2017. The first soil sampling event that occurred on Tuesday, December 13, 2016, was 
conducted to assess system progress to date and found that the majority of the sample locations had met or 
exceeded the cleanup objective. Following the second soil sampling event, there remained only three locations 
at specific depths requiring additional treatment. These locations were SS1-37, SS6-32, and SS9-32. Due to the 
high flow of groundwater at depth that resulted in a difficulty to heat, TRS proposed installing air injection 
points in these areas to work in conjunction with ERH in volatizing the remaining contaminants. These wells 
were installed on Tuesday, January 17, 2017, following the completion of the second soil sampling event and 
were put into operation on Tuesday January 24, 2017.  

Following the conclusion of the third sampling event, the results of all soil sampling events were reviewed by 
TRS, CDM, and the IEPA and it was concluded that all of the remediation objectives had been met. The 
confirmatory soil borings and final concentrations are provided on Figure 11. Following ERH, the soil 
sampling event indicated that remediation goals were significantly exceeded with nearly every location 
reporting levels of the COCs below the laboratory minimum detection limits. The maximum pre-ERH 
concentrations and post-ERH average concentrations for each COC are summarized in Table 5. Since nearly all 
of the post-ERH concentrations fell below the laboratory detection limits the average concentration calculation 
resulted in a value of the detection limit for each COC. It should be noted that no detections of 1,1,1 TCA were 
observed during any of the post treatment soil sampling, indicating TCA was completely removed via 
vaporization initially, then hydrolysis.  

The pre- and post-ERH concentrations are illustrated graphically on Figure 10.  

Table 5. Maximum Pre-ERH COC Concentrations and Post-ERH Average Concentrations (Laboratory Detection 
Limits) (µg/kg) 

 Carbon 
Tet. 

1,1-DCE 1,1,1-TCA 1,1,2-TCA TCE PCE 

Max 
Concentration 

8,400 23,000 510,000 230 360 220 

Lab Detection 
Limit 

18 19 18 16 7.6 17 

10.0 DEMOBILIZATION 
TRS was granted permission to commence with system decommissioning on February 22, 2017. TRS 
immediately began with the initial tasks of shutting down equipment in anticipation of ERH equipment 
removal. During the week of February 27, 2017, TRS staff mobilized to the Site and focused on preparing all of 
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the ERH equipment for removal by cleaning and packing up each individual piece. On Tuesday, February 28, 
2017, the VGAC vessel was picked up by Evoqua Water Technologies and removed from the Site. On Tuesday, 
March 7, 2017, Creative Crane mobilized back to the Site to load out most of the ERH equipment. The PCU, 
Condenser, Cooling Tower, and Vacuum Blower were all loaded onto trucks and removed from the Site. 

During the week of March 13, 2017, TRS focused primarily on electrode abandonment. TRS utilized a mini-
excavator to excavate a hole next to each electrode, inside and outside of the building, that was completed 
above grade. On Wednesday, March 15, 2017, Jackson’s Welding, Inc. mobilized to the Site and utilized a torch 
to cut off all electrode heads to two ft bgs.  

During the week of March 20, 2017, TRS focused primarily on packing up remaining equipment, Site 
restoration, and the completion of the electrode abandonment. On Wednesday, March 22, 2017, TRS contracted 
PJs Concrete Pumping to fill all electrodes on-site with concrete up to grade. In addition, the electrodes in the 
street and all associated conveyance piping were filled with concrete. On Thursday, March 23, 2017, the 
remaining TRS materials on-site were loaded onto trucks and removed from the Site. TRS also had their fence 
subcontractor, Dach Fence Co., return to the Site and remove the chain link fence from around the treatment 
area. 

On April 6, 2017, TRS made a trip to the Site to conduct the demobe Site walk meeting with CDM and the 
IEPA. Following the meeting, it was determined that the Site had been satisfactorily restored and no further 
work was required on-site.  

On Wednesday, April 26, 2017, Evergreen Tank Solutions mobilized to the Site and removed the 6,000-gallon 
storage tank that was utilized by TRS during system operations. TRS returned to the Site one last time on April 
28, 2017, to facilitate the removal of the two 55-gallon drums of spent liquid-phase carbon.  
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11.0 CONCLUSIONS 
Based upon the data collected before, during, and after the ERH project, the following conclusions can be 
reached concerning this remediation effort. 

1. The goal to decrease concentrations of all Site CVOCs below the remedial goals was met and 
exceeded. 

2. Based upon PID analysis of soil vapors recovered during ERH operations, approximately 5,700 pounds 
of petroleum hydrocarbons and CVOCs were removed from the treatment volume during the 
remediation.  

3. Based on the recovered mass of 1,1-DCE, TRS estimates that nearly 150 pounds of 1,1,1 TCA was 
degraded in situ.  

4. The ERH system operated for a total of 125 days and applied a total of 1,356,100 kWh of energy to the 
total treatment volume.  

5. The ERH system was able to heat the soils within the treatment volume to design temperatures to 
remediate TCA, PCE, and other Site COCs.  

6. The highest individual temperature measurement from within the ERH treatment volume was 101.9°C, 
recorded at TMP F4 at a depth of 27 ft bgs on December 10, 2016. 

7. Throughout the project, Site and public safety were maintained at all times. 
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Table 6 Vapor Influent and Effluent PID Monitoring Results 

Date 
Blower 

Flow Rate 
(scfm) 

Influent 
Conc (ppm) 

Effluent 
Conc 
(ppm) 

VOC 
Recovery Rate 

(lb/day) 

Total VOC 
Recovery 

(lb) 

VOC 
Discharge 

Rate (lb/day) 

Total HAPS 
Discharged 

(lb) 

Total VOC 
Discharged 

(lb) 

LAB Total 
VOC Recovery 
Rate (lb/day) 

10/17/16 830 25.6 0.0 10.4 0.0 0.0 0.0 0.0  

10/18/16 830 53.4 0.0 21.7 15.0 0.0 0.0 0.0 8.1 

10/19/16 830 37.0 0.0 15.0 29.7 0.0 0.0 0.0  

10/24/16 834 50.2 0.0 20.5 119 0.0 0.0 0.0  

10/25/16 837 55.2 0.0 22.6 145 0.0 0.0 0.0 46.5 

10/26/16 839 67.9 0.0 27.8 168 0.0 0.0 0.0  

10/27/16 850 81.0 0.0 33.6 193 0.0 0.0 0.0  

10/28/16 861 96.0 1.0 40.4 233 0.4 0.0 0.2  

10/31/16 860 110.0 3.0 46.2 365 1.3 0.2 2.8  

11/1/16 845 83.0 8.0 34.3 399 3.3 0.3 4.7 56.0 

11/2/16 859 105.0 7.0 44.1 440 2.9 0.6 7.9  

11/3/16 860 160.0 15.0 67.2 497 6.3 0.9 12.8  

11/7/16 860 143.3 52.3 60.2 752 22.0 4.9 69.3 61.9 

11/10/16 869 142.7 45.1 60.6 946 19.1 9.5 135  

11/14/16 860 70.0 53.0 29.4 1,122 22.3 15.1 216  

11/16/16 878 172.0 92.0 73.8 1,215 39.5 19.0 272  

11/18/16 824 127.0 82.0 51.1 1,341 33.0 24.1 345  

11/23/16 800 200.0 0.0 78.2 1,684 0.0 30.3 433 240.4 

11/29/16 802 212.0 156.0 83.1 2,138 61.1 42.3 604  

12/1/16 719 138.0 122.0 48.3 2,291 42.8 50.1 726  

12/5/16 708 102.7 136.5 35.5 2,452 47.2 62.9 899  

12/6/16 711 126.1 123.0 43.8 2,498 42.7 66.6 951 50.9 
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Date 
Blower 

Flow Rate 
(scfm) 

Influent 
Conc (ppm) 

Effluent 
Conc 
(ppm) 

VOC 
Recovery Rate 

(lb/day) 

Total VOC 
Recovery 

(lb) 

VOC 
Discharge 

Rate (lb/day) 

Total HAPS 
Discharged 

(lb) 

Total VOC 
Discharged 

(lb) 

LAB Total 
VOC Recovery 
Rate (lb/day) 

12/16/16 770 206.0 202.0 77.5 3,064 76.0 105.3 1,505  

12/21/16 776 104 101 39.4 3,393 38.3 105.3 1,505 8.1 

12/23/16 886 120 117 51.9 3,473 50.6 105.3 1,505  

1/3/17 871 111.0 132.0 47.2 4,032 56.2 175.4 2,506 17.8 

1/9/17 879 124.9 100.0 53.7 4,331 43.0 196.0 2,800  

1/10/17 271 135.0 110.0 17.9 4,368 14.6 198.1 2,830  

1/11/17 762 71.6 65.0 26.7 4,388 24.2 199.3 2,847  

1/17/17 857 40.1 50.0 16.8 4,520 20.9 212.6 2,984  

1/23/17 848 173.4 100.0 71.8 4,784 41.4 227.4 3,249  

1/25/17 853 300.0 250.0 124.9 4,966 104.1 236.9 3,384 76.6 

1/26/17 859 268.7 180.0 112.7 5,108 75.5 244.3 3,490  

1/31/17  830 66 86 26.8 5,455 34.9 263.6 3,765  

2/6/17 782 100.9 80 38.6 5,650 30.6 277.3 3,961  

2/7/17 756 68.8 58.1 25.4 5,684 21.5 279.2 3,989 32.8 

2/8/17 782 91.5 55.3 35.0 5,709 21.1 280.4 4,006  
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Table 7. TO-15 Influent to VGAC 

Date 1,1,1 TCA 
(µg/m3) 

1,1 DCE 
(µg/m3) 

1,1 DCA  
(µg/m3) 

Other TO-15 
(µg/m3) 

Other as 
Decane (µg/m3) 

Total VOCs 
(µg/m3) 

Total VOC 
Recovery Rate 

(lbs/day) 

10/18/16 100,000 280 3,400 5,450 NS 109,130 8 

10/25/16 50,000 7,200 1,700 6,900 469,690 620,095 47 

11/1/16 53,000 29,000 430 23,670 633,670 739,770 56 

11/7/16 13,000 16,000 2,800 21,625 749,022 802,447 62 

11/23/16 1,800 1,800 590 121,860 5,330,521 5,456,571 391 

12/6/16 540 2,000 210 20,610 774,873 798,233 51 

12/22/16 200 150 18 9,396 106,610 116,374 8 

1/3/17 230 170 33 6,474 220,836 227,743 18 

1/25/17 130 600 39 34,647 967,051 1,002,467 77 

2/7/17 130 43 23 9,685 473,236 483,282 33 
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Table 8. TO-15 Effluent from VGAC 

Date 
1,1,1 TCA 

Conc. 
(µg/m3) 

1,1 DCE 
Conc. 

(µg/m3) 

1,1 DCA 
Conc. 

(µg/m3) 

Other TO-
15 (µg/m3) 

Other as 
Decane 
(µg/m3) 

Total VOCs 
(µg/m3) 

Total HAPS 
Discharge 

Rate (lb/day) 

Total VOC 
Discharge Rate 

(lb/day) 

10/18/16 47 ND ND 410 NS 457 0.03 0 

10/25/16 5,200 110 430 17 NS 5,757 0.43 0 

11/1/16 72,000 8,300 ND ND NS 80,300 6.08 6 

11/7/16 100,000 15,000 5,800 1,370 NS 122,170 9.42 9 

11/23/16 79 48 15 233 20,532 20,907 0.03 2 

12/6/16 1,200 3,200 120 6,600 860,440 871,561 0.71 56 

12/22/16 300 230 34 11,476 233,921 245,961 0.84 17 

1/3/17 250 220 36 5,812 389,064 395,382 0.49 31 

1/25/17 130 910 48 8,957 473,236 483,282 0.77 37 
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Table 9.  LGAC and GETS Discharge Data 

 
10/18/16 10/25/16 11/1/16 11/7/16 11/23/16 12/6/16 12/22/16 1/3/17 1/25/17 2/7/17 

Temperature (F) 75 80 85 84 85 57 -- 50 78 53 

pH 8.1 8.0 8.6 9 8.1 9.0 -- 8.2 8.0 8.2 

Pre LGAC Carbon Tetrachloride ND ND ND ND ND ND ND ND ND ND 

Pre LGAC DCE ND 8.4 17 15.0 ND ND ND ND ND ND 

Pre LGAC 1,1,1 - TCA 47 110 69 24 2.6 ND ND ND ND ND 

Pre LGAC 1,1,2 - TCA 0 1.5 2 2 ND ND ND ND ND ND 

Pre LGAC TCE ND 1.1 1 0,72 ND ND ND ND ND ND 

Pre LGAC PCE ND ND ND 1 ND ND ND ND ND ND 

Pre LGAC Total Contaminants 
Concentration 

248 457 300 1,014 4,446 1,718 6,282 2,614.1 2,241.0 2,299.0 

Mid LGAC Carbon Tetrachloride ND ND ND LGAC off ND ND ND ND ND ND 

Mid LGAC DCE ND ND ND ND ND ND ND ND ND 

Mid LGAC 1,1,1 - TCA ND ND ND 2.5 1.2 ND ND ND ND 

Mid LGAC 1,1,2 - TCA ND ND ND ND ND ND ND ND ND 

Mid LGAC TCE ND ND ND ND ND ND 3.4 ND ND 

Mid LGAC PCE ND ND ND ND ND ND ND ND ND 

Mid LGAC Total Contaminants 
Concentration 

191 193 0 1,503 932 5,368 2,621.4 2,201.0 2,331.0 

Post LGAC Carbon Tetrachloride ND ND ND LGAC off ND ND ND ND ND ND 

Post LGAC DCE ND ND ND ND ND ND ND ND ND 

Post LGAC 1,1,1 - TCA ND ND ND ND ND ND ND ND ND 

Post LGAC 1,1,2 - TCA ND ND ND ND ND ND ND ND ND 

Post LGAC TCE ND ND ND ND ND ND 8.6 ND ND 

Post LGAC PCE ND ND ND ND ND ND ND ND ND 

Post LGAC Total Contaminants 
Concentration 

249.0 214.9 24 228 485 3,683 1,974.5 1,624.4 2,179.0 
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Table 10.  PID Data 

 

Date Influent (ppm) Effluent (ppm) Date 
Influent 
(ppm) 

Effluent 
(ppm) 

Date 
Influent 
(ppm) 

Effluent 
(ppm) 

10/17/16 16:45 26 0 11/16/16 9:00 172 92 1/23/17 12:30 173 100 

10/18/16 15:15 53 0 11/18/16 9:30 127 82 1/25/17 9:00 300 250 

10/19/16 10:30 37 0 11/23/16 17:00 200 0 1/26/17 13:30 269 180 

10/24/16 11:30 50 0 11/29/16 8:00 212 156 1/31/17 13:00 66 86 

10/25/16 16:30 55 0 12/1/16 16:00 138 122 2/6/17 12:30 101 80 

10/26/16 14:00 68 0 12/5/16 12:15 103 137 2/7/17 14:15 69 58 

10/27/16 10:00 81 0 12/6/16 16:10 126 123 2/8/17 9:30 92 55 

10/28/16 11:45 96 1 12/16/16 0:00 206 202 

10/31/16 13:00 110 3 12/21/16 15:15 104 101 

11/1/16 9:00 83 8 12/23/16 9:15 120 117 

11/2/16 10:00 105 7 1/3/17 15:20 111 132 

11/3/16 11:00 160 15 1/9/17 13:45 125 100 

11/7/16 11:00 143 52 1/10/17 15:00 135 110 

11/10/16 16:00 143 45 1/11/17 11:30 72 87 

11/14/16 14:00 70 53 1/17/17 13:20 40 70 
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1. PIPING TO COME ABOVE GRADE AT TRENCH STICKUP AREA.
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4. DEPTH TO GROUNDWATER MUST BE CONFIRMED BEFORE ENTRAINMENT
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1 1/4" SWEATED COPPER COUPLER

NEAT CEMENT GROUT

1-1/4" SCH 80 COPPER PIPE (SEE

NOTE 2)

NEAT CEMENT GROUT

10'

20'

15'

5'

25'

30'

1 1/4" SWEATED COPPER CAP (FNPT)

35'

40'





2" CPVC OVERSLEEVE

LEGEND:

        TEMPERATURE SENSING DEVICE

TEMPERATURE MONITORING POINT

ZONES 1 AND 2

TYPICAL OF 4

25' BGS

NOTES:

1. TYPICAL OF TMP-M5, TMP-K4, TMP-K5,

TMP-K7

2. USE 10.5 FT SECTIONS OF PIPE FOR TMPS

3. GROUT SHOULD EXTEND 6 INCHES BELOW

BOTTOM BLACK IRON CAP

2" CPVC OVERSLEEVE CAP

SAND

SEE NOTE 3
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1 1/4" SWEATED COPPER COUPLER

NEAT CEMENT GROUT

1-1/4" COPPER PIPE

(SEE NOTE 2)

NEAT CEMENT GROUT

10'

20'

15'

5'

25'

30'

1 1/4" SWEATED COPPER CAP

35'

40'



LEGEND:

        TEMPERATURE SENSING DEVICE

ABOVE GRADE

TEMPERATURE MONITORING POINT - ZONE 3

TYPICAL OF 2

25' BGS

NOTES:

1. TYPICAL OF TMP-H3, TMP-F4

2. USE 10.5 FT SECTIONS OF PIPE FOR

TMPS

3. GROUT SHOULD EXTEND 6 INCHES

BELOW BOTTOM BLACK IRON CAP

2" CPVC OVERSLEEVE

2" CPVC OVERSLEEVE CAP

SAND

SEE NOTE 3
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1 1/4" SWEATED COPPER COUPLER

NEAT CEMENT GROUT

1-1/4" COPPER PIPE

 (SEE NOTE 2)

NEAT CEMENT GROUT

1 1/4" SWEATED COPPER CAP







10'

20'

15'

5'

25'

30'

35'

40'




LEGEND:

        TEMPERATURE SENSING DEVICE

FLOWABLE FILL

1' STICK UP

BELOW GRADE

TEMPERATURE MONITORING POINT - ZONE 3

TYPICAL OF 1

25' BGS

NOTES:

1. TYPICAL OF TMP-D3

2. USE 10.5 FT PIPE SECTIONS FOR TMPS

3. GROUT SHOULD EXTEND 6 INCHES

BELOW BOTTOM BLACK IRON CAP

1 1/4" SCH 80 CPVC PIPE

1 1/4" BLACK IRON BUSHING

SEE NOTE 3
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SAND (SEE NOTE 4)

2" V-WRAPPED STAINLESS STEEL

WELL SCREEN (20'-40' BGS)

2" STAINLESS STEEL END CAP

NEAT CEMENT SEAL

PRESSURE TRANSDUCER (SEE NOTE 3)

TRANSDUCER CABLE




25' BGS

NOTES:

1. TYPICAL OF GWP-K3, GWP-L4, GWP-H6,

GWP-G5, GWP-F3, GWP-E3

2. USE 10.5 FT SECTIONS OF PIPE FOR GWPS

3. TRANSDUCER WILL SIT ABOUT 5 FT BELOW

TREATMENT INTERVAL TO AVOID DAMAGE

FROM ELEVATED TEMPERATURES

4. SAND SHOULD BE GLOBAL #4 OR EQUIVALENT

(6X16 SILICA SAND WITH 95% OF PARTICLES IN

RANGE OF 0.045"-0.132"

2" STAINLESS STEEL PIPE (SEE NOTE 2)

2" STAINLESS STEEL COUPLER

4" CPVC OVERSLEEVE

SAND

4" CPVC 90 DEG ELBOWS

BOLTED INTO PLACE
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SAND (SEE NOTE 4)

2" V-WRAPPED STAINLESS STEEL

WELL SCREEN (20'-40' BGS)

2" STAINLESS STEEL END CAP

NEAT CEMENT SEAL

PRESSURE TRANSDUCER (SEE NOTE 3)

TRANSDUCER CABLE




25' BGS

NOTES:

1. TYPICAL OF GWP-C3, GWP-B4

2. USE 10.5 FT SECTIONS OF PIPE FOR GWPS

3. TRANSDUCER WILL SIT ABOUT 5 FT BELOW

TREATMENT INTERVAL TO AVOID DAMAGE

FROM ELEVATED TEMPERATURES

4. SAND SHOULD BE GLOBAL #4 OR EQUIVALENT

(6X16 SILICA SAND WITH 95% OF PARTICLES IN

RANGE OF 0.045"-0.132"

FLOWABLE FILL

1' STICK UP

1 1/4" SCH 80 CPVC PIPE

2" STAINLESS STEEL PIPE (SEE NOTE 2)

2" STAINLESS STEEL COUPLER

2" X 1 1/4" STAINLESS STEEL REDUCER BUSHING
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NEAT CEMENT GROUT

1.5" SCH 80 CPVC PIPE

SAND (SEE NOTE 2)

3' SECTION OF 1.5" V-WRAPPED

STAINLESS STEEL SCREEN (20 SLOT)

1.5" STAINLESS STEEL CAP




NOTES:

1. TYPICAL OF VP-M6, VP-K5, VP-L4, VP-L7,

VP-G4

2. SAND SHOULD BE GLOBAL #4 OR

EQUIVALENT (6X16 SILICA SAND WITH 95%

OF PARTICLES IN RANGE OF 0.045"-0.132"

1.5" STAINLESS STEEL COUPLER

1.5" CPVC FEMALE COUPLER WITH BAND

1.5" STAINLESS STEEL PIPE

BALL VALVE
1.5" SCH 80 CPVC PIPE
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FIGURE 6b
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NEAT CEMENT GROUT

1.5" STAINLESS STEEL PIPE




NOTES:

1. TYPICAL OF VP-C2, VP-D4, VP-B4

2. SAND SHOULD BE GLOBAL #4 OR

EQUIVALENT (6X16 SILICA SAND WITH 95%

OF PARTICLES IN RANGE OF 0.045"-0.132"

FLOWABLE FILL

1.5" SCH 80 CPVC PIPE

BALL VALVE

1.5" SCH 80 CPVC PIPE

SAND (SEE NOTE 2)

3' SECTION OF 1.5" V-WRAPPED

STAINLESS STEEL SCREEN (20 SLOT)

1.5" STAINLESS STEEL CAP

1.5" STAINLESS STEEL COUPLER

1.5" CPVC FEMALE COUPLER WITH BAND
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Figure 7. Average Site Temperatures 
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Figure 8. CVOC Mass Removal with Average Temperature 
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Figure 9a. GWP B4 and GWP C3 
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Figure 9b. GWP E3 and GWP F3 
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Figure 9c. GWP G5 and GWP H6 
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Figure 9d. GWP K3 and GWP L4 
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Figure 10. Pre and Post ERH Soil Results (µg/kg)
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CONNECTION TO

GETS SYSTEM

SS16

DATE DEPTH

(ft)

g/kg

12/13/2016 8

ND

12/13/2016 16 ND

12/13/2016 24 ND

12/13/2016 32 ND

SS11

DATE DEPTH

(ft)

g/kg

12/13/2016 8

ND

12/13/2016 16 ND

12/13/2016 24 ND

12/13/2016 32 ND

SS17

DATE DEPTH

(ft)

g/kg

12/13/2016 32 130 - PCE

12/13/2016 8

ND

12/13/2016 16 ND

12/13/2016 24 ND

1/16/2017 32 ND

SS18

DATE DEPTH

(ft)

g/kg

12/13/2016 8

ND

12/13/2016 16 ND

12/13/2016 24 ND

12/13/2016 32 ND

SS12

DATE DEPTH

(ft)

g/kg

12/13/2016 8

ND

12/13/2016 16 ND

12/13/2016 24 ND

12/13/2016 32 ND

SS13

DATE DEPTH

(ft)

g/kg

12/13/2016 8

ND

12/13/2016 16 ND

12/13/2016 24 ND

12/13/2016 32 26 - TCE

SS8

DATE DEPTH

(ft)

g/kg

12/13/2016 37 ND

SS4

DATE DEPTH

(ft)

g/kg

12/13/2016 32 ND

SS10

DATE DEPTH

(ft)

g/kg

12/13/2016 32

ND

SS5

DATE DEPTH

(ft)

g/kg

12/13/2016 32 ND

SS2

DATE DEPTH

(ft)

g/kg

12/13/2016 37 ND

SS3

DATE DEPTH

(ft)

g/kg

12/13/2016 32 420 - DCE

1/16/2017 32 ND

SS7

DATE DEPTH

(ft)

g/kg

12/13/2016 32 ND

SS14

DATE DEPTH

(ft)

g/kg

12/13/2016 8

ND

12/13/2016 16 ND

12/13/2016 24 ND

12/13/2016 37 ND

SS6

DATE DEPTH

(ft)

g/kg

12/13/2016 32

570 - DCE

1/16/2017 32

84 - TCE

520 -PCE

2/16/2017 32 ND

SS9

DATE DEPTH

(ft)

g/kg

1/16/2017 32 77 - PCE

2/16/2017 32 ND

SS1

DATE DEPTH

(ft)

g/kg

12/13/2016 37 560 - PCE

1/16/2017 37 1700 - PCE

2/16/2017 37 ND

SS15

DATE DEPTH

(ft)

g/kg

12/13/2016 32 67 - PCE

12/13/2016 8

ND

12/13/2016 16 ND

12/13/2016 24 ND

1/16/2017 32 ND

N

T

 

 

ELECTRODE (QTY 30)

BELOW GRADE ELECTRODE (QTY 9)

TEMPERATURE MONITORING POINT (QTY 7)

VAPOR PIEZOMETER (QTY 8)

GROUNDWATER PIEZOMETER (QTY 8)
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SOIL CONFIRMATION SAMPLE RESULTS

LEGEND

XX/XX/16

CONTAMINANT
SOIL REMEDIAL

GOAL (ug/kg)

CARBON TET 70

1,1-DCE
60

1,1,1-TCA
9118

1,1,2-TCA
20

TCE 60

PCE 60
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Appendix B •  Pre-Design and Design Documentation

Soil Testing Report 



 

Soil Testing Report   
 
 
Southeast Rockford 
Groundwater 
Contamination 
Superfund Site Area 4 
Rockford, IL 
 
 

 

DATE  

February 2, 2016 

 

 

Submitted to: 

CDM Smith 
 



RFD75 Soil Report 020216 1 

Soil Testing Report 
Rockford, Illinois Site  

 
On January 12, 2016, TRS Group (TRS) collected a continuous soil sample to 36 feet below grade at a 
location near former soil boring GP‐13 in the center portion of Zone 2 of the Electrical Resistance 
Heating (ERH) treatment area.  This is the location of the site where the highest concentrations of 
1,1,1‐trichloroethane (TCA) have been historically observed and also where low‐density non‐
aqueous phase liquids (LNAPL) have been previously observed.  Sampling was performed by Terra 
Probe Environmental of Ottawa Lake, Michigan.  The soil sample was collected using a direct push 
rig (Geoprobe 6620 Rig) with a dual‐tube 21 sampler system.  The rig was used to collect 9 core 
samples, each 4‐feet in length.  Each core sample was collected in 1‐3/8” diameter PVC sleeves.  The 
ends of the samples were immediately capped after sample collection. A water sample was 
collected from the boring location by pushing a 1‐inch temporary PVC well with 5‐feet of 10‐slot 
screen interval.  The screen remained in the borehole for 20 minutes to allow any mobile LNAPL at 
the surface of the water table to penetrate into the well.   A peristaltic pump was then used to 
evacuate the accumulated fluids from the well screen.  Although several attempts were made during 
purging of the well to identify and collect NAPL, none was observed.  After sample collection was 
completed, the borehole was closed using fine bentonite chips as the backfill material.  The soil and 
groundwater samples were transported from Rockford, Illinois to Sylvania, Ohio by Terra Probe 
Environmental.  Descriptions and photographs of the soils from each core sample are provided 
below.  
 
Figure 1:  0’ – 4’ Soil Sample      Figure 2: 4’ – 8’ Soil Sample 

 
 
 
 
 
  

 
 
  
 Limestone fines with some gravel, 

moist, no odor, no staining. 

Fine to medium sand, moist, slight 

weathered petroleum odor, light 

staining. 



RFD75 Soil Report 020216 2 

Figure 3:  8’ – 12’ Soil Sample     Figure 4:  12’ – 16’ Soil Sample 
 
 
 
 
 
 
 
 
 
 
 

 
 
Figure 5:  16’ – 20’ Soil Sample    Figure 6:  20’ – 24’ Soil Sample 

 
 
 
 
 
 
 
 
 
   
 

 
Figure 7:  24’ – 28’ Soil Sample    Figure 8:  28’ – 32’ Soil Sample 

 
 
 
 
 
 
 
 
 
 
 
 

 
 

Fine to medium sand, moist, slight 

weathered petroleum odor, stained.

Fine to medium sand, moist, strong 

weathered petroleum odor with 

sheen, light staining. 

Fine to medium sand, moist, 

weathered petroleum odor, light 

staining between 16’ and 18’. 

Fine to medium sand, moist, 

weathered petroleum odor, no 

staining. 

Fine to medium sand, moist, 

weathered petroleum odor, no 

staining. 

Fine to medium sand, moist, strong 

petroleum odor, no staining. 
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Figure 9:  32’ – 36’ Soil Sample 

   
 
 
 
 
 
 
 
 
 
 
 

 
SOIL TESTING 
The two soil samples with the strongest odor (12’‐16’ and 28’‐32’) were selected for individual 
testing of percent moisture (modified ASTM D2216), wet and dry density (modified ASTM D4380), 
calculated porosity, sieve analysis (ASTM D422) and gas chromatograph fingerprinting.  The result of 
the moisture, density and porosity testing for the samples are summarized in Table 1 below.  
 
Table 1:   Physical Characteristics of Soil 

Parameter  12’ ‐ 16’ Sample 32’ ‐ 36’ Sample 

Percent Moisture  10.3% 10.3% 

Wet Density  1.82 g/cc 1.84 g/cc 

Dry Density  1.63 g/cc 1.65 g/cc 

Porosity  38.5% 37.7% 

   
The density, moisture and porosity data are all within expected ranges for this project design.   
 
A sample from each of the soil cores was also subjected to resistivity testing using the two‐electrode 
soil box method outlined in ASTM G187‐12a.  The apparatus for this testing is shown on the 
following page in Figure 10.   
 
 
 
   

Fine to medium sand, moist, 

weathered petroleum odor, no 

staining. 
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Figure 10:  Two‐Electrode Soil Box 

 
 
 
 
 
 
 
 
 
 
 
 

 
The resistivity of the soil samples tested by ASTM G187‐12a ranged between approximately 23 and 
47 ohm‐meters (ohm‐m).  These values are consistent with values expected for moist sand.  The 
values also match up well with the 34 ohm‐m value that TRS used in the preliminary design for this 
project.  A summary of the resistivity data are summarized below in Table 2. 
 
Table 2:  Soil Resistivity Values 

 
 
The most important thing to note in reference to the resistivity data is that lowest resistivity values 
were observed for the two soil samples with the strongest weathered petroleum odors.  Historically 
the TCA has been observed co‐mingled with the petroleum impacts.  The low soil resistivity 
correlates to higher electrical conductivities, therefore the electrical current will preferentially flow 
at a slightly higher rate through the most impacted soils, thus resulting in targeted cleanup of these 
most‐impacted soil intervals. 
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SIEVE ANALYSIS 
Sieve analyses were performed on soil samples from the 12’ – 16’ depth interval and also from the 
28’ – 32’ soil interval using Method ASTM D 422.  Results of the analysis are included in Appendix A.  
The test results show that the soils located between 12 and 16 feet below grade consisted primarily 
of sand in the particle size range of 0.1 to 1 mm diameter, thus classifying the sand as a fine to 
medium sand with 90% of the sand being fine.  The particle size of the sand appeared to gradually 
increase with depth.  The test results for the soil sample collected from 28 to 32 feet showed that 
the particle sizes ranged from about 0.25 to 2 mm in diameter.  The soil sample was still classified as 
a fine to medium sand but only 27% of the sand was classified as fine with most of remainder being 
medium sand.   
 
ESTIMATED HYDRAULIC CONDUCTIVITY 
The hydraulic conductivity of sandy soil can be estimated from the grain‐size distribution curve using 
the Hazen method.  The method is applicable to sands where the grain size falls within the range of 
0.1 to 3.0 mm in diameter.  The sieve analyses for this project show that the majority of sand 
particles for both the upper and lower sand unit fall within this range.  The Hazen approximation 
method uses a constant (C) that is assigned a value based on the observed grain size of the sand.  
For the fine to medium sand observed at this project, the value of C would be approximately 100 
(Fetter, 1988).  The hydraulic conductivity as determined by the Hazen method is determined by the 
following formula: 
                                                   K = C(D10)2 
        where 
 
  K = hydraulic conductivity (cm/sec) 
  D10 = Effective sand diameter at the 10% line on the grain size curve (cm) 
  C = sand coefficient (100) 
         
The D10 values for the 12’ to 16’ sample and the 32’to 36’ sample are 0.017 cm and 0.030 cm, 
respectively.  The estimated hydraulic conductivity of the 2 sand samples are therefore calculated to 
be 2.9x10‐2 cm/sec for the shallower sand sample and 9.0x10‐2 cm/sec for the deeper sand sample.  
These values are of the same order of magnitude to the value of 5.3X10‐2 cm/sec reported in the 
project request for proposal (RFP).      
 
GROUNDWATER CONDUCTIVITY 
The groundwater collected from the temporary monitoring well had a strong weathered petroleum 
odor but no sheen or NAPL was observed in the sample.  The sample was tested for specific 
conductivity with an Oakton ECTestr11 conductivity probe.  The specific conductivity of the water 
sample was 1,320 uS/cm.  This correlates well with prior site data and it closely matches the value 
used in the preliminary design.   
 
HYDROCARBON FINGERPRINTING 
Soil samples from the 12’‐16’ interval and the 28’‐32’ interval were shipped to Torkelson 
Geochemistry, Inc. in Tulsa, Oklahoma for fingerprint analyses by gas chromatography.   The Site 
groundwater sample was also shipped for fingerprint analysis.  The purpose was to identify the 
typical range of hydrocarbons in the subsurface in order to understand how they would perform to 
ERH.    The chromatograms are shown below in Figures 11 through 13.  
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Figure 11:  Fingerprint Analysis for 12’‐16’ Soil Sample 

 
 
Figure 12:  Fingerprint Analysis for 28’ ‐32’ Soil Sample 
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Figure 13:  Fingerprint Analysis for Site Water Sample 
 

 
Note that in each sample there are 2 very distinct petroleum hydrocarbon patterns.  Between the 10 
and 15 minute retention time there are a series of peaks that represent the C8 to C12 hydrocarbon 
range that is characteristic of gasoline.  The lack of peaks in the early portion of the chromatogram 
indicate that the gasoline has been highly weathered over time.    
 
A second pattern of peaks is between the 20 and 35 minute retention time.  This series of peaks 
represents hydrocarbons in the C20 to C32 range and are representative of a typical pattern 
observed for lubricating oils.  The intensity of the peaks shows that the lubricating oil is more 
prevalent at the deeper depth interval than the shallow depth interval.   
 
CONCLUSIONS 
 
TRS could not collect a sample of NAPL for testing from the subsurface because mobile NAPL was 
not present in the soils or temporary monitoring well installed in the source area.  However, 
fingerprint analysis for the soils and groundwater at that location showed that the hydrocarbon 
impacts consist of 2 distinct hydrocarbon profiles.  A portion of the hydrocarbon is weathered 
gasoline (estimated to be 25% of the total hydrocarbon mass based on peak area) and the 
remainder falls into the typical range of a lubricating oil (estimated to make up 75% of the 
hydrocarbon mass based on peak area).   The gasoline‐range compounds are readily volatilized 
during ERH.  However, the lubricating oil will have a boiling point in the range of 300 to 500 °C and 
will have low volatility.  Based on these data, TRS proposes to make no changes in the preliminary 
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electrode design submitted with the RFP as multiphase extraction (MPE) electrodes will be 
beneficial in recovering lubricating oils under reduced viscosity conditions during heating. 

Samples of site soil were collected by a direct push rig and the soil samples were subjected to 
testing by sieve analysis, density, porosity and electrical resistivity. These data were compared to 
the data provided in the RFP to determine if any changes were required in refining the ERH model.  
The data correlate well with data provided in the RFP and support the design submitted with the 
RFP.  Based on the results of the soil testing report, TRS believes the design can be finalized using 
the preliminary design and assumptions submitted with our proposal.    
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November 4, 2016 
 
Mr. Brian Conrath 
Remedial Project Manager 
Illinois Environmental Protection Agency 
1021 N. Grand Ave. East 
Springfield, Illinois 62702 
(217) 557-8155  
Brian.Conrath@Illinois.gov 
 
Subject: ERH Construction/Start-up Report  
 June 27, 2016 to October 31, 2016 
 Southeast Rockford Groundwater Contamination Site Area 4 
 2630 Marshall Street, Rockford, Illinois. 
 
Dear Mr. Conrath, 
 
This letter report contains a brief description of the Electrical Resistance Heating (ERH) remediation 
system construction, start-up, and initial operations performed at 2630 Marshall Street, Rockford, 
Illinois (the Site). The time period addressed in this report is from June 27, 2016, through October 31, 
2016.  

Background 

The ERH treatment volume is located at 2630 Marshall Street in what is known as Source Area 4 and 
is one of four known source areas that are part of the Southeast Rockford Groundwater 
Contamination Superfund Site. Area 4 is situated in a mixed industrial, commercial, and residential 
area of Rockford, Illinois, located east of Marshall Street and south of Harrison Ave. Area 4 is 
comprised of a building and an associated parking lot that formerly housed a machine shop. Per 
previous Site investigations, elevated concentrations of 1,1,1-trichloroethane (TCA) and other volatile 
organic compounds (VOCs) were detected in soil below the former loading dock area and in 
downgradient groundwater monitoring wells. 

Initially, an ex situ thermal remediation through excavation and onsite low-temperature thermal 
desorption (LTTD) was determined to be the appropriate remedy for the contaminated soils impacting 
the groundwater. However, after evaluating the challenges and cost of excavating and stockpiling soil 
on the small site, it was determined that employing ERH provides a preferred method for remediating 
the contaminated soil. Electrodes were installed inside and outside the building without significant 
complications. Each of the 39 electrodes was installed vertically using traditional drilling techniques. 

Since 2004, CDM Smith (CDM) has conducted several pre‐design investigations that have included 
the collection of soil and groundwater samples. Contamination at the Site consists of contaminated 
soil with heavy staining and a light non‐aqueous phase liquid (LNAPL) layer at the top of the aquifer. 
Based on the horizontal and vertical profile of the contamination and site characteristics, the 
contamination is divided into three zones.  

 Zone 1 consists of soil contamination and LNAPL below a portion of the building that is a 
high‐bay garage. Significant contamination generally exists between 12 and 37 feet below 
ground surface (bgs), but is closer to the building foundation on the northern end of the 
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garage. It is believed that some waste was deposited in this area prior to construction of the 
garage. 

 Zone 2 consists of soil contamination and LNAPL in the former loading dock area. 
Contamination was originally encountered between 0.5 and 37 feet bgs, but the area was 
subsequently excavated down to 3 feet bgs. The excavated area was lined with plastic 
sheeting and backfilled with clean gravel. It is believed that this is the primary location where 
waste was deposited. Several photos of the contaminated soil in this zone are included in 
Exhibit A. 

 Zone 3 consists of the area below the parking lot where significant contamination and 
LNAPL exists in approximately the top 10 feet of the aquifer. The transition between Zone 2 
and Zone 3 is very abrupt indicating the waste deposited in Zone 2 essentially travelled 
downward until it encountered the water table and then migrated into Zone 3. 

System Construction 

Subsurface installation of the ERH system began on June 27, 2016. A private utility locate was 
conducted by the TRS Group, Inc.’s (TRS) locating subcontractor, Blood Hound Underground Utility 
Locators (Blood Hound). Ground penetrating radar (GPR) was used to scan over each boring location 
in the treatment area. The utility inspection did not identify any below grade issues within the 
treatment area outside of a few utility lines that had since been abandoned. Blood Hound did identify 
some utilities in the active roadway (Marshall Street) in front of the Site. These included the public 
water and gas mains, a storm sewer, as well as infrastructure associated with the Bodine 
Environmental Services, Inc. (Bodine) groundwater extraction system. Once the subsurface location 
services were completed, TRS began the installation of 39 electrodes, seven (7) temperature 
monitoring points (TMPs), eight (8) vapor piezometers, and eight (8) groundwater piezometers on 
Tuesday July 5, 2016. Drilling work inside the building was conducted by Terra Probe Environmental 
(Terra Probe) and the drilling work conducted outside of the building was conducted by K&S 
Engineering (K&S). The drilling work was completed on August 29, 2014.  

Due to the nature of the soil formation, the electrodes were drilled with hollow stem augers and built 
inside of the augers. Each of the 39 electrodes was made up of a 4-inch steel pipe and was designed to 
additionally function as vapor recovery (VR) with large portions of the electrode being slotted as well 
screen. Additionally, a 1-inch copper entrainment tube was installed within the electrode and 
connected to the VR conveyance piping to pull LNAPL from the electrode VR wells during the 
operational phase of the remediation. All electrodes, except for the nine installed in Marshall Street, 
were completed above grade and were electrically insulated with the use of an electrode oversleeve. 
All VR piping, electrode supply cable, and water addition piping were run through the oversleeve to 
their appropriate connection place within the oversleeve. The nine electrodes installed in Marshall 
Street were completed below grade, with all conveyance piping, electrical conductors, and 
instrumentation cable routed in subsurface trenches. All conveyance piping, electrical conductors, and 
instrumentation cable transitioned to the ground surface in the parking lot of the building. 

 
Asphalt saw cutting of the network of trenches within Marshall Street began on August 29, 2016, 
after the street had been completely closed with the use of signage and temporary fencing. All of the 
street work was performed under the City of Rockford permit number ROW20161344. TRS 
contracted Diamond Cut Concrete Cutters (Diamond Cut) to saw cut a 30-inch wide cut in the asphalt 
connecting each electrode location as well as a cut down to Bodine’s water treatment vault. The 
trenching was run primarily in a north to south orientation with one leg of the trench heading in an 
east to west direction south of Bodine’s groundwater extraction well EW3. TRS elected to run the 
trenching in this manner to avoid a potential encounter with any of Bodine’s pre-existing extraction 
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well infrastructure. TRS carefully removed the asphalt from the street and staged it aside for future 
recycling. The trench was then excavated to 26 inches bgs so that TRS could install the required 
electrode supply cable, VR piping, vapor piezometer piping, groundwater piezometer conduit, water 
addition piping, temperature monitoring point (TMP) cable, and water discharge line to Bodine’s 
treatment vault. The water discharge line was pressure tested in accordance with the work plan prior 
to burial and the test confirmed that no leaks were present. All excavated soil was placed into roll off 
containers and disposed of at Rock River Landfill following soil sample analysis. The trenches were 
backfilled with a controlled density fill to approximately 4 inches below grade. The top 4 inches of 
the trench were filled with concrete and were completed on the afternoon of Thursday, September 8, 
2016.Marshall Street was reopened to normal traffic patterns on Friday, September 9, 2016. 
 
Surface installation began on August 22, 2016, with TRS working behind the drillers to complete the 
construction of the surface components in a timely manner. The surface installation activities 
included:  

 Construction of electrode wetting system manifold; 

 Vapor recovery manifold construction; 

 Wiring of equipment and gauges, wiring of TMP and drip field boxes, and electrode supply 
cable connection. 

Throughout the course of the system construction, TRS conducted the successful placement of each 
piece of the ERH process equipment. This included the ERH power control unit (PCU), 
condenser/cooling tower, 20-ft storage box, 40-horsepower (hp) vacuum blower, and two auto-
transformers.  
 
The first piece of equipment to arrive was the 20-ft storage box on June 29, 2016, with the final 
pieces of equipment (the PCU, 40-hp blower, and condenser/cooling tower) arriving on August 22, 
2016. To protect the TRS equipment and materials, as well as maintain public safety during system 
operation, a 6-foot tall chain link fence with privacy screen was installed around the ERH treatment 
area and process equipment compound. A large 16-foot gate was installed to provide access to 
equipment for operational activities such as granular activated carbon (GAC) change-outs when 
needed. The fence installation was completed on August 12, 2016. The surface installation was 
successfully completed on October 5, 2016. The electrodes, TMPs, equipment, and other Site features 
are shown in Figure 1.  
 
A security system was installed along the fence line and surrounds the equipment compound and 
electrode areas. The system consists of five motion-detecting sensors. If the sensors detect movement 
within the coverage area, the PCU contactor will open and discontinue electrical power application to 
the treatment volume. TRS is notified by an automated telephone call in the event of interruption to 
the applied power. In addition to the motion-detecting sensors, the system consists of nine motion 
activated cameras. If the cameras detect movement, they record a ten second video that is 
immediately e-mailed to both TRS and a third-party security dispatch center. If the video is 
determined to depict an unauthorized entry, the local police are contacted and dispatched to the Site. 
The Site also has an overhead 360-degree camera so that the equipment compound can be observed. 
The camera is running in real time and can be accessed from off-site locations. The camera system 
installation, security system installation, and programming were completed on October 11, 2016. 
 
A 13,000-pound vapor phase granular activated carbon (VGAC) vessel that is divided into two 
separate chambers (acting as two vessels) was delivered to the Site on October 12, 2016. It was 
installed on the effluent side of the vapor recovery blower in series (primary and secondary chamber).   
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System Startup Activities 

System startup and optimization began on October 5, 2016. This phase of the work consisted of 
energizing the condenser/heat exchanger, cooling tower, vacuum blower, temperature monitoring 
points, water addition control systems, and groundwater piezometer monitoring. This was followed 
up with functionality testing of the ERH equipment and interlocks and the evaluation of subsurface 
energy application. 
 
The condenser was filled with water from the building’s potable water source and operations were 
initiated. Items inspected included leak checks, functionality (hand/off/auto switches, float switches, 
valves), and the ability to maintain normal operations. The inspection of the system also verified the 
proper operational parameters (flow, differential pressures, and applied field vacuum) on each gauge 
and valve. Once proper operations of the components were confirmed, ERH equipment interlock 
testing commenced. Testing of the ERH equipment interlocks was completed on October 6, 2016, and 
it was confirmed that each interlock performed as designed. 
  
TRS initiated electrical energy application to the treatment volume, via the electrodes, on October 6, 
2016. The purpose of this testing was to evaluate the electrical characteristics of the treatment 
volume. This evaluation included:   

 observations of cable/electrode amperages;  
 applied voltages to the electrodes; and,  
 an overall evaluation of the energy applied to the treatment volume.  

Concurrent with the ERH system testing, step-and-touch voltage safety tests were performed. This 
test was done to evaluate surface conditions for the presence of induced voltages. Areas where 
personnel may walk or surfaces could be touched were measured for voltage potentials.  
 
The step-and-touch voltage testing identified that there were a few locations that exceeded the TRS 
10-volt standard within the fenced area. The locations that contained exceedances of the 10-volt 
standard were a few of the water addition solenoids and some of the electrode grout seals in Zones 1 
and 2. TRS mitigated the issue by insulating the affected valves with pipe insulation, eliminating the 
ability for an individual to come into contact with the valve. Subsequent surveys in wet and dry 
conditions confirmed that there were no other voltages exceeding the 10-volt limit within the fenced 
area. TRS has a 5-volt standard in public areas that fall outside of the installed perimeter fence. TRS 
measured voltages on the trench concrete seal on Marshall Street that exceeded the 5-volt limit in wet 
conditions. Although TRS has reduced the voltage considerably with the use of rubberized paint, 
there still remains a need to further mitigate the issue and, as a result, the nine electrodes in the street 
remain offline. With the electrodes in the street offline, the site was established as electrically safe 
and cleared for uninterrupted operations. The first day of uninterrupted operations was October 14, 
2016.  
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ERH Application Summary 

The ERH system operational parameters for the start-up period through October 31, 2016, are 
presented below in Table 1.  
 
 
 

Table 1. Key ERH System Operational Parameters 

ERH System Parameters October 31 October 14 

Weekly Average Power (kW) 489 0 

Cumulative Energy Applied (kWh) 195,280 0 

Average Subsurface Temperature (°C) 46.9 15.0 

Average Vapor System Flow Rate (scfm) 813 860 

Duration of System Shutdown (approximate 
hours) 

6 0 

 
The ERH system operated without interruption, except for one unscheduled shutdown, during the 
reporting period. The unscheduled shutdown occurred on the morning of Monday, October 31, 2016, 
at approximately 6:00 a.m. and was the result of a high-water level alarm in the ERH condenser that 
resulted from a shutdown in the Site groundwater extraction and treatment system (GETS). TRS 
worked with Bodine to clear the alarm condition and the system was restarted at approximately 12:00 
p.m. Aside from the one unscheduled shutdown, the PCU and the VR and vapor abatement system 
have operated within design parameters during the reporting period. 

Temperatures 

The average subsurface temperature in the treatment area increased from 15.0 degrees Celsius (°C) to 
46.9 °C during the reporting period. The highest individual temperature measurement within the 
treatment volume was 98.9°C. This was recorded at TMP location M5, at 27-feet bgs.   
 
Temperatures relative to depth for each TMP are presented in Figures 2a through 2g. To adequately 
illustrate the temperature change, the data was broken into seven separate graphs based on the TMP 
location. Average subsurface temperature over time is presented in Figure 3. 

Power and Energy 

The PCU averaged 489 kilowatts (kW) of applied power to the treatment volume during the reporting 
period. A total of 195,280 kilowatt-hours (kWh) of energy have been applied to the subsurface as of 
October 31, 2016.  
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ERH Vapor Recovery and Piezometers 

During this reporting period, the average vacuum applied to the subsurface was approximately 4.7 
inches of mercury (in Hg). The vapor stream flow rate, as measured after the VR blower, averaged 
860 standard cubic feet per minute (scfm). TRS collects vapor piezometer readings at least once a 
week while onsite to illustrate full vacuum influence across the Site. The readings from the reporting 
period are presented in Table 2. 
 

Table 2. Site VP Readings, October 24, 2016 

VP Vacuum (“wc) VP Vacuum (“wc) 

B4 1.5 K5 6.5 

C2 1.5 L4 2.5 

D4 3.5 L7 3.0 

G4 5.5 M6 3.0 

 

In addition to the vapor piezometer readings, TRS also collects groundwater piezometer readings 
daily through automated data collection. The groundwater piezometer readings are presented 
graphically in Figures 4a through 4d.  Note that the readings from GWP G5 are errant however TRS 
has recently corrected the problem and the new readings will be incorporated into the next report. 
TRS noted the odd trend during start-up and took manual readings to determine that the automated 
readings were in fact incorrect. TRS continues to assess the function of the groundwater piezometer. 
As the readings show, there is fluctuation within the piezometer, it is consistent change from inside 
and outside the treatment volume. Regardless, TRS has started dual vacuum extraction (DVE) at 
approximately 75 percent of the electrodes.  

Planned Activities 

TRS personnel will visit the Site the week of November 7, 2016, to collect operations data, optimize 
the system, and perform weekly maintenance.  
 
Should you have any questions concerning this report, or if you would like any additional 
information, please contact either me or Chris Thomas by phone at (360) 560-7551 and (847) 376-
3691, respectively. 
 
Sincerely, 
TRS Group, Inc.        
   

 
     
Bradley Morris   
Assistant Project Manager  
 
Attachments: Figure 1 – Site Plan  
  Figure 2a – TMP D3 Temperature vs. Depth 
  Figure 2b – TMP F4 Temperature vs. Depth 
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  Figure 2c – TMP H3 Temperature vs. Depth 
  Figure 2d – TMP K4 Temperature vs. Depth 
  Figure 2e – TMP K5 Temperature vs. Depth 
  Figure 2f – TMP K7 Temperature vs. Depth 
  Figure 2g – TMP M5 Temperature vs. Depth 
  Figure 3 – Subsurface Temperatures vs. Time 
  Figure 4a – GWP B4 and C3 
  Figure 4b – GWP E3 and F3 
  Figure 4c – GWP G5 and H6 
  Figure 4d – GWP K3 and L4 
   
 
cc/att:  Chris Thomas, TRS 
 Tim Warner, TRS 
  
  
  
 



 
 

 

 
 
 
 
 
 
 
 
 

Attachments 
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Figure 2a.  TMP D3 Temperature vs. Depth 
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Figure 2b.   TMP F4 Temperature vs. Depth 
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Figure 2c.   TMP H3 Temperature vs. Depth 
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Figure 2d.   TMP K4 Temperature vs. Depth 
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Figure 2e.   TMP K5 Temperature vs. Depth 
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Figure 2f.   TMP K7 Temperature vs. Depth 
 

-40

-35

-30

-25

-20

-15

-10

-5

0

0 10 20 30 40 50 60 70 80 90 100 110

D
ep

th
 (f

t b
gs

)

Temperature (°C)

Baseline

10/17/16

10/24/16

10/31/16

DateDate



 

RFD75 SR 110416 bcf  15 

 
 

 
 

Figure 2g.   TMP M5 Temperature vs. Depth 
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Figure 3.   Subsurface Temperatures vs. Time 
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Figure 4a.   GWP B4 and GWP C3 
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Figure 4b.   GWP E3 and GWP F3 
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Figure 4c.   GWP G5 and GWP H6 
 
 

703

703.5

704

704.5

705

705.5

10/12 10/14 10/16 10/18 10/20 10/22 10/24 10/26 10/28 10/30

M
ea

n
 S

ea
 L

ev
el

 (
ft

)

GWP G5 GWP H6

Date



 

RFD75 SR 110416 bcf  20 

 
 

Figure 4c.   GWP K3 and GWP L4 
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November 14, 2016 
 
Mr. Brian Conrath 
Remedial Project Manager 
Illinois Environmental Protection Agency 
1021 N. Grand Ave. East 
Springfield, Illinois 62702 
(217) 557-8155  
Brian.Conrath@Illinois.gov 
 
Subject: ERH Weekly Report 
 October 31, 2016 to November 14, 2016 
 Southeast Rockford Groundwater Contamination Site Area 4 
 2630 Marshall Street, Rockford, Illinois. 
 
Dear Mr. Conrath, 
 
This letter report contains a brief description of the Electrical Resistance Heating (ERH) remediation 
operations performed at 2630 Marshall Street, Rockford, Illinois.  The time period addressed in this 
report is from October 31 to November 14, 2016.  

ERH Application Summary 

The ERH system operational parameters for start-up period through October 31, 2016 are presented 
below in Table 1.  

Table 1. Key ERH System Operational Parameters 

ERH System Parameters October 31 November 14 

Weekly Average Power (kW) 489 371 

Cumulative Energy Applied (kWh) 195,280 326,290 

Average Subsurface Temperature (°C) 46.9 58.2 

Average Vapor System Flow Rate (scfm) 813 860 

Duration of System Shutdown (approximate hours) 6 126 

Discharge to GETS flowrate (gpm) 0.3 0.6 

Total water discharged to GETS 7,646 16,449 
 

 
The ERH system experienced several shutdowns over the operating period due to the inability to 
discharge water to the GETS system. The GETS system continues to struggle with filters plugging at 
a higher rate than normal. At the request of Bodine, TRS removed the LGAC system from service and 
installed two parallel bag filter housings fitting with 25 µM poly propylene bag filters to match the 
filter size of the GETS system.  This work was completed on November 7, 2016. After another GETS 
system shut down, TRS elected to begin recycling the condensate and entrained water within the 
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condenser to minimize the excess water needed for discharge in an effort to increase ERH runtime. 
This has resulted in additional ERH runtime, but only can keep the ERH system operational for about 
a day while the GETS system is offline. TRS will likely need to rent a storage tank to keep the ERH 
system operational.  
 
During start-up testing, a potential voltage issue was identified in the street west of the site. TRS 
attempted to coat the trench scar with rubberized paint, but it was unsuccessful in completely 
removing the problem. TRS elected to repave the trench scar using asphalt in accordance with the 
City of Rockford permit criteria. The top two inches of the street was removed on November 4, 2016 
and the street was repaved on November 9, 2016. TRS placed the street electrodes on line for the first 
time on November 10, 2016 and additional voltage testing confirmed that voltage issue had been 
mitigated.  
 
The groundwater piezometer (GWP) at G5 has been repaired. After a second inspection, the 
atmospheric equalization tube was found to be kinked at a connection point. The kink was removed 
and the fitting was reconnected. The repair has resulted in much more stable readings.  

Temperatures 

The average subsurface temperature in the treatment area increased from 46.9 degrees Celsius (°C) to 
58.2 °C during the reporting period. The highest individual temperature measurement within the 
treatment volume was 98.9°C. This was recorded at TMP location M5 at 27-feet below ground 
surface (bgs).   
 
For the purpose of adequately illustrating the temperature change, the data was broken into seven 
separate graphs based on the TMP location. Temperatures relative to depth for each TMP are 
presented in Figures 2a through 2g. Average subsurface temperature over time is presented in Figure 
3. 

Power and Energy 

The PCU averaged 489 kilowatts (kW) of applied power to the treatment volume during the reporting 
period. A total of 326,290 kilowatt-hours (kWh) of energy have been applied to the subsurface as of 
November 14, 2016.  

ERH Vapor Recovery 

During this reporting period, the average vacuum applied to the subsurface was approximately 4.7 
inches of mercury (in Hg). The vapor stream flow rate as measured after the vapor recovery blower 
averaged 860 standard cubic feet per minute (scfm).  
 
Vapor samples are collected from the influent and effluent to and from the vapor GAC system 
whenever TRS is onsite. Analysis is performed using a photoionization detection (PID) MiniRae 
3000. In accordance with the Work Plan, vapor samples are also collected once per week during the 
first four weeks of operations and sent of site for analysis by TO-15. The available results of the PID 
and TO-15 analysis can be found in the attached Tables 3, 4 and 5.  The PID readings and TO-15 data 
confirm that the VGAC system is performing as designed and operating in accordance with the 
substantive requirements. Based on PID readings, TRS estimates that 365 pounds of VOCs have been 
removed from the treatment volume.  
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ERH Process Water 

During this reporting period the ERH system discharged 8,802 gallons to the GETS system at an 
average rate of 0.6 gpm. The water recovered by the ERH system is passed through a filter and two 
LGAC vessels prior to discharge to the GETS system. The water recovered and treated prior to being 
sent to GETS system is analyzed once per week by an outside lab. The results of these analyses are 
provided in Table 6. The LGAC system has been working as intended.  

Groundwater and Vapor Piezometers 

TRS collects vapor piezometer readings at least once a week while on site to illustrate full vacuum 
influence across the site. The readings collected through the reporting period are presented in Table 
2. 

Table 2. Site VP Readings 

 

Date/Time VP-B4 VP-C2 VP-D4 VP-G4 VP-K5 VP-L4 VP-L7 VP-M6 

10/14/16 1.0 1.0 3.0 8.0 8.5 3.0 3.0 4.0 

10/18/16 1.5 1.5 4.0 8.8 8.0 3.0 3.3 3.5 

10/24/16 1.5 1.5 3.5 5.5 6.5 2.5 3.0 3.0 

11/2/16 1.5 1.5 4.0 5.0 6.5 2.5 3.0 3.5 

11/10/16 1.0 1.0 4.5 5.0 7.0 2.5 2.5 3.5 

In addition to the vapor piezometer readings TRS also collects groundwater piezometer readings daily 
through automated data collection. The groundwater piezometer readings are presented graphically in 
Figures 4a through 4d.  Note that the readings from GWP G5 are errant and TRS is not sure of the 
cause. TRS noted the odd trend during start up and took manual readings to determine that the 
automated readings were in fact incorrect. TRS continues to assess the function of the groundwater 
piezometer. As the readings show, there is fluctuation within the piezometer, it is consistent change 
from inside and outside the treatment volume. Regardless, TRS has started DVE at approximately 
75% of the electrodes.  

The GETS system operated with EW2 and EW3 online during this operational period recovering 
about 60 gpm from both wells. EW3 is located in the middle of the treatment volume in the street.  

The piezometer data does show either no change between inside and outside the treatment volume or 
an inward gradient that developed as shown in Figure 4a. 

Planned Activities 

TRS personnel will visit the site the week of November 14, 2016 to collect operations data, optimize 
the system, and perform weekly maintenance. A water storage tank will likely be mobilized and 
installed. TRS will also evaluate the need and potentially schedule a change out of the vapor-phase 
carbon vessel.  
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Should you have any questions concerning this report, or if you would like any additional 
information, please contact either me or Chris Thomas by phone at (360) 560-7551 and (847) 376-
3691, respectively. 
 
Sincerely, 
TRS Group, Inc.        
   

 
Bradley Morris   
Project Manager  
 
Attachments: Table 3,4,5  - Vapor Concentrations 
  Table 6 – LGAC performance 
  Figure 1 – Site Plan  
  Figure 2a – TMP D3 Temperature vs. Depth 
  Figure 2b – TMP F4 Temperature vs. Depth 
  Figure 2c – TMP H3 Temperature vs. Depth 
  Figure 2d – TMP K4 Temperature vs. Depth 
  Figure 2e – TMP K5 Temperature vs. Depth 
  Figure 2f – TMP K7 Temperature vs. Depth 
  Figure 2g – TMP M5 Temperature vs. Depth 
  Figure 3 – Subsurface Temperatures vs. Time 
  Figure 4a – GWP B4 and C3 
  Figure 4b – GWP E3 and F3 
  Figure 4c – GWP G5 and H6 
  Figure 4d – GWP K3 and L4 
  Figure 5 – ERH Performance 
 
cc/att:  Chris Thomas, TRS 
 Tim Warner, TRS 
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Table 3 – PID Results 
  

Date 

Blower 
Effluent 

Flow 
Rate 

(scfm) 

PID 
Based  

Influent 
Conc 
(ppm) 

PID 
Based  

Effluent 
Conc 
(ppm) 

PID based 
VOC 

Recovery 
Rate 

(lbs/day) 

PID based 
Total VOC 
Recovery 

(lbs) 

PID based 
VOC 

Discharge 
Rate 

(lbs/day) 

PID based 
Total VOC 
Discharged 

(lbs) 

Lab Based 
Total VOC 
Recovery 

Rate 
(lbs/day) 

10/17/16 830 25.6 0.0 10.4 0.0 0.0 0.0 

 10/18/16 830 53.4 0.0 21.7 15.0 0.0 0.0 8.1 

10/19/16 830 37.0 0.0 15.0 29.7 0.0 0.0 

 10/24/16 834 50.2 0.0 20.5 119 0.0 0.0 

 10/25/16 837 55.2 0.0 22.6 145 0.0 0.0 46.5 

10/26/16 839 67.9 0.0 27.8 168 0.0 0.0 

 10/27/16 850 81.0 0.0 33.6 193 0.0 0.0 

 10/28/16 861 96.0 1.0 40.4 233 0.4 0.2 

 10/31/16 860 110.0 3.0 46.2 365 1.3 2.8 

 11/1/16 845 83.0 8.0 34.3 399 3.3 4.7 56.0 

11/2/16 859 105.0 7.0 44.1 440 2.9 7.9  

11/3/16 860 160.0 15.0 67.2 497 6.3 12.8  

11/7/16 860 143.3 52.3 60.2 752 22.0 69.3  

11/10/16 869 142.7 45.1 60.6 946 19.1 135  
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Table 4 – TO-15 Influent to VGAC 

Date 
1,1,1 TCA 

(ug/m3) 
1,1 DCE 
(ug/m3) 

1,1 DCA  
(ug/m3) 

Other 8260 
(ug/m3) 

Other as 
Decane (ug/m3) 

Total VOCs 
(ug/m3) 

Total VOC 
Recovery Rate 

(lbs/day) 

10/18/16 100,000 280 3,400 5,450 NS 109,130 8 

10/25/16 50,000 7,200 1,700 6,900 469,690 620,095 47 

11/1/16 53,000 29,000 430 23,670 633,670 739,770 56 
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Table 5 – TO 15 Effluent from VGAC 

Date 
1,1,1 TCA 

Conc. (ug/m3) 
1,1 DCE Conc. 

(ug/m3) 
1,1 DCA Conc. 

(ug/m3) 
Other 8260 

(ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total VOC 
Discharge Rate 

(lbs/day) 

10/18/16 47 ND ND 410 NS 457 0 

10/25/16 5,200 110 430 17 NS 5,757 0 

11/1/16 72,000 8,300 ND ND NS 80,300 6 
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Table 6 – LGAC Performance 

 
10/18/16 10/25/16 11/1/16 11/7/16 

Temperature (F) 75 80 85 84 

pH 8.1 8.0 8.6 9 

Pre LGAC Carbon Tetrachloride ND ND ND ND 

Pre LGAC DCE ND 8.4 17 15.0 

Pre LGAC 1,1,1 - TCA 47 110 69 24 

Pre LGAC 1,1,2 - TCA 0 1.5 2 2 

Pre LGAC TCE ND 1.1 1 0,72 

Pre LGAC PCE ND ND ND 1 

Pre LGAC Total Contaminants Concentration 248 457 300 1,014 

Mid LGAC Carbon Tetrachloride ND ND ND LGAC off 

Mid LGAC DCE ND ND ND 
 

Mid LGAC 1,1,1 - TCA ND ND ND 
 

Mid LGAC 1,1,2 - TCA ND ND ND 
 

Mid LGAC TCE ND ND ND 
 

Mid LGAC PCE ND ND ND 
 

Mid LGAC Total Contaminants Concentration 191 193 0 
 

Post LGAC Carbon Tetrachloride ND ND ND LGAC off 

Post LGAC DCE ND ND ND 
 

Post LGAC 1,1,1 - TCA ND ND ND 
 

Post LGAC 1,1,2 - TCA ND ND ND 
 

Post LGAC TCE ND ND ND 
 

Post LGAC PCE ND ND ND 
 

Post LGAC Total Contaminants Concentration 249.0 214.9 24 
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Figure 2a.  TMP D3 Temperature vs. Depth 
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Figure 2b.   TMP F4 Temperature vs. Depth 
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Figure 2c.   TMP H3 Temperature vs. Depth 
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Figure 2d.   TMP K4 Temperature vs. Depth 
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Figure 2e.   TMP K5 Temperature vs. Depth 
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Figure 2f.   TMP K7 Temperature vs. Depth 
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Figure 2g.   TMP M5 Temperature vs. Depth 
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Figure 3.   Subsurface Temperatures vs. Time 
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Figure 4a.   GWP B4 and GWP C3 
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Figure 4b.   GWP E3 and GWP F3 
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Figure 4c.   GWP G5 and GWP H6 
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Figure 4c.   GWP K3 and GWP L4  
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Figure 5.   ERH Performance 
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November 21, 2016 
 
Mr. Brian Conrath 
Remedial Project Manager 
Illinois Environmental Protection Agency 
1021 N. Grand Ave. East 
Springfield, Illinois 62702 
(217) 557-8155  
Brian.Conrath@Illinois.gov 
 
Subject: ERH Weekly Report 
 November 14, 2016 to November 21, 2016 
 Southeast Rockford Groundwater Contamination Site Area 4 
 2630 Marshall Street, Rockford, Illinois. 
 
Dear Mr. Conrath, 
 
This letter report contains a brief description of the Electrical Resistance Heating (ERH) remediation 
operations performed at 2630 Marshall Street, Rockford, Illinois.  The time period addressed in this 
report is from November 14 to November 21, 2016.  

ERH Application Summary 

The ERH system operational parameters for start-up period through November 21, 2016 are presented 
below in Table 1.  

Table 1. Key ERH System Operational Parameters 

ERH System Parameters November 14 November 21 

Weekly Average Power (kW) 371 712 

Cumulative Energy Applied (kWh) 326,290 444,700 

Average Subsurface Temperature (°C) 58.2 66.4 

Average Vapor System Flow Rate (scfm) 860 842 

Duration of System Shutdown (approximate hours) 126 14 

Discharge to GETS flow rate (gpm) 0.6 0.13 

Total water discharged to GETS  16,449 17,986 

 
The ERH system experienced a shut down on Sunday, November 20, 2016. The shutdown was due to 
a frozen blowdown line and lasted about 14 hrs. TRS returned to the site on Monday to restart the 
system. TRS was onsite during the reporting period to collect data and optimize system operation. 
TRS also installed a 6,000 gallon process water storage tank to be placed in service, if additional 
storage is needed. TRS also initiated the electrode drip system to ensure maintain electrical 
conductivity at the Zone 1 and 2 electrodes. TRS began preparing for winter operations by installing 
heat trace and insulation on exposed water lines. 
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Temperatures 

The average subsurface temperature in the treatment area increased from 58.2 degrees Celsius (°C) to 
66.4 °C during the reporting period. The highest individual temperature measurement within the 
treatment volume was 98.9°C. This was recorded at TMP location M5 at 27-feet below ground 
surface (bgs).   
 
For the purpose of adequately illustrating the temperature change, the data is presented in seven 
separate graphs based on the TMP location. Temperatures relative to depth for each TMP are 
presented in Figures 2a through 2g. Average subsurface temperature over time is presented in Figure 
3. 

Power and Energy 

The PCU averaged 712 kilowatts (kW) of applied power to the treatment volume during the reporting 
period. A total of 444,700 kilowatt-hours (kWh) of energy have been applied to the subsurface as of 
November 21, 2016.  

ERH Vapor Recovery 

During this reporting period, the average vacuum applied to the subsurface was approximately 5.0 
inches of mercury (in Hg). The vapor stream flow rate as measured after the vapor recovery blower 
averaged 842 standard cubic feet per minute (scfm).  
 
Vapor samples are collected from the influent and effluent of the vapor GAC system whenever TRS 
is onsite. Analysis is performed using a photoionization detection (PID) MiniRae 3000. In accordance 
with the Work Plan, vapor samples are also collected once per week during the first four weeks of 
operations and sent of site for analysis by TO-15. The available results of the PID and TO-15 analysis 
can be found in the attached Tables 3, 4 and 5.  The PID readings and TO-15 data confirm that the 
VGAC system is performing as designed and operating in accordance with the substantive discharge 
requirements. Based on PID readings, TRS estimates that 1,341 pounds of VOCs have been removed 
from the treatment volume.  

ERH Process Water 

During this reporting period the ERH system discharged 1,537 gallons to the GETS system at an 
average rate of 0.13 gpm during this reporting period. The water recovered by the ERH system is 
passed through a particulate filter and two LGAC vessels prior to discharge to the GETS system. The 
water recovered and treated with LGAC prior to being sent to the GETS system is analyzed once per 
week by an offsite lab. The results of these analyses are provided in Table 6. The LGAC system has 
been working as intended.  

Groundwater and Vapor Piezometers 

TRS collects vapor piezometer readings at least once a week while on site to illustrate full vacuum 
influence across the site. The readings collected through the reporting period are presented in Table 
2. 
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Table 2. Site VP Readings (inches water column) 

 

Date/Time VP-B4 VP-C2 VP-D4 VP-G4 VP-K5 VP-L4 VP-L7 VP-M6 

10/14/16 1.0 1.0 3.0 8.0 8.5 3.0 3.0 4.0 

10/18/16 1.5 1.5 4.0 8.8 8.0 3.0 3.3 3.5 

10/24/16 1.5 1.5 3.5 5.5 6.5 2.5 3.0 3.0 

11/2/16 1.5 1.5 4.0 5.0 6.5 2.5 3.0 3.5 

11/10/16 1.0 1.0 4.5 5.0 7.0 2.5 2.5 3.5 

11/15/16 1.0 1.0 4.0 4.5 7.0 3.0 2.5 3.0 

In addition to the vapor piezometer readings TRS also collects groundwater elevation measurement 
readings daily through automated data collection. The groundwater elevation readings are presented 
graphically in Figures 4a through 4d.  As the readings show, there is fluctuation within the 
piezometer, it is consistent change from inside and outside the treatment volume.  

The GETS system operated with ground water pumping well EW3 online during this operational 
period recovering about 30 gpm from the well. EW3 is located in the middle of the treatment volume 
in the street.  

The piezometer data does show either no change between inside and outside the treatment volume or 
an inward gradient that developed as shown in Figure 4a. 

Planned Activities 

TRS personnel will visit the site the week of November 21, 2016 to collect operations data, optimize 
the system, and perform weekly system maintenance. Due to signs of break-through, the VGAC 
vessel carbon will be replaced on November 22. Based on remediation progress and percent energy 
input, TRS is working on scheduling the first soil sampling event for the week of December 5, 2016.  
 
Should you have any questions concerning this report, or if you would like any additional 
information, please contact either me or Chris Thomas by phone at (360) 560-7551 and (847) 376-
3691, respectively. 
 
Sincerely, 
TRS Group, Inc.        
   

 
Bradley Morris   
Project Manager  
 
Attachments: Table 3, 4, 5 - Vapor Concentrations 
  Table 6 – LGAC performance 
  Figure 1 – Site Plan  
  Figure 2a – TMP D3 Temperature vs. Depth 



RFD75 WR 112316 bcf 4 

 

  Figure 2b – TMP F4 Temperature vs. Depth 
  Figure 2c – TMP H3 Temperature vs. Depth 
  Figure 2d – TMP K4 Temperature vs. Depth 
  Figure 2e – TMP K5 Temperature vs. Depth 
  Figure 2f – TMP K7 Temperature vs. Depth 
  Figure 2g – TMP M5 Temperature vs. Depth 
  Figure 3 – Subsurface Temperatures vs. Time 
  Figure 4a – GWP B4 and C3 
  Figure 4b – GWP E3 and F3 
  Figure 4c – GWP G5 and H6 
  Figure 4d – GWP K3 and L4 
  Figure 5 – ERH Performance 
 
cc/att:  Chris Thomas, TRS 
 Tim Warner, TRS 
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Table 4 – PID Monitoring Results 
 

Date 

Blower 
Effluent 

Flow 
Rate 

(scfm) 

PID 
Based  

Influent 
Conc 
(ppm) 

PID 
Based  

Effluent 
Conc 
(ppm) 

PID based 
VOC 

Recovery 
Rate 

(lbs/day) 

PID based 
Total VOC 
Recovery 

(lbs) 

PID based 
VOC 

Discharge 
Rate 

(lbs/day) 

PID based 
Total VOC 
Discharged 

(lbs) 

Lab Based 
Total VOC 
Recovery 

Rate 
(lbs/day) 

10/17/16 830 25.6 0.0 10.4 0.0 0.0 0.0 

10/18/16 830 53.4 0.0 21.7 15.0 0.0 0.0 8.1 

10/19/16 830 37.0 0.0 15.0 29.7 0.0 0.0 

10/24/16 834 50.2 0.0 20.5 119 0.0 0.0 

10/25/16 837 55.2 0.0 22.6 145 0.0 0.0 46.5 

10/26/16 839 67.9 0.0 27.8 168 0.0 0.0 

10/27/16 850 81.0 0.0 33.6 193 0.0 0.0 

10/28/16 861 96.0 1.0 40.4 233 0.4 0.2 

10/31/16 860 110.0 3.0 46.2 365 1.3 2.8 

11/1/16 845 83.0 8.0 34.3 399 3.3 4.7 56.0 

11/2/16 859 105.0 7.0 44.1 440 2.9 7.9  

11/3/16 860 160.0 15.0 67.2 497 6.3 12.8  

11/7/16 860 143.3 52.3 60.2 752 22.0 69.3  

11/10/16 869 142.7 45.1 60.6 946 19.1 135  

11/14/16 860 70.0 53.0 29.4 1,122 22.3 216  

11/16/16 878 172.0 92.0 73.8 1,215 39.5 272  

11/18/16 824 127.0 82.0 51.1 1,341 33.0 345  
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Date 
1,1,1 TCA 

(ug/m3) 
1,1 DCE 
(ug/m3) 

1,1 DCA  
(ug/m3) 

Other 8260 
(ug/m3) 

Other as 
Decane (ug/m3) 

Total VOCs 
(ug/m3) 

Total VOC 
Recovery Rate 

(lbs/day) 

10/18/16 100,000 280 3,400 5,450 NS 109,130 8 

10/25/16 50,000 7,200 1,700 6,900 469,690 620,095 47 

11/1/16 53,000 29,000 430 23,670 633,670 739,770 56 

11/7/16 13,000 16,000 2,800 21,625 749,022 802,447 62 
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Table 5 – TO 15 Effluent from VGAC 

Date 
1,1,1 TCA 

Conc. (ug/m3) 
1,1 DCE Conc. 

(ug/m3) 
1,1 DCA Conc. 

(ug/m3) 
Other 8260 

(ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total VOC 
Discharge Rate 

(lbs/day) 

10/18/16 47 ND ND 410 NS 457 0 

10/25/16 5,200 110 430 17 NS 5,757 0 

11/1/16 72,000 8,300 ND ND NS 80,300 6 

11/7/16 100,000 15,000 5,800 1,370 NS 122,170 9 
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Table 6-LGAC and GETS discharge data 
 

 10/18/16 10/25/16 11/1/16 11/7/16 

Temperature (F) 75 80 85 84 

pH 8.1 8.0 8.6 9 

Pre LGAC Carbon Tetrachloride ND ND ND ND 

Pre LGAC DCE ND 8.4 17 15.0 

Pre LGAC 1,1,1 - TCA 47 110 69 24 

Pre LGAC 1,1,2 - TCA 0 1.5 2 2 

Pre LGAC TCE ND 1.1 1 0,72 

Pre LGAC PCE ND ND ND 1 

Pre LGAC Total Contaminants Concentration 248 457 300 1,014 

Mid LGAC Carbon Tetrachloride ND ND ND LGAC off 

Mid LGAC DCE ND ND ND 

Mid LGAC 1,1,1 - TCA ND ND ND 

Mid LGAC 1,1,2 - TCA ND ND ND 

Mid LGAC TCE ND ND ND 

Mid LGAC PCE ND ND ND 

Mid LGAC Total Contaminants Concentration 191 193 0 

Post LGAC Carbon Tetrachloride ND ND ND LGAC off 

Post LGAC DCE ND ND ND 

Post LGAC 1,1,1 - TCA ND ND ND 

Post LGAC 1,1,2 - TCA ND ND ND 

Post LGAC TCE ND ND ND 

Post LGAC PCE ND ND ND 

Post LGAC Total Contaminants Concentration 249.0 214.9 24 
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Figure 2a.  TMP D3 Temperature vs. Depth 
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Figure 2b.   TMP F4 Temperature vs. Depth 
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Figure 2c.   TMP H3 Temperature vs. Depth 
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Figure 2d.   TMP K4 Temperature vs. Depth 
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Figure 2e.   TMP K5 Temperature vs. Depth 
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Figure 2f.   TMP K7 Temperature vs. Depth 
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Figure 2g.   TMP M5 Temperature vs. Depth 
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Figure 3.   Subsurface Temperatures vs. Time 
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Figure 4a.   GWP B4 and GWP C3 
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Figure 4b.   GWP E3 and GWP F3 
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Figure 4c.   GWP G5 and GWP H6 
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Figure 4c.   GWP K3 and GWP L4  

704

704.2

704.4

704.6

704.8

705

705.2

705.4

705.6

705.8

706

10/12 10/19 10/26 11/2 11/9 11/16

M
ea

n
 S

ea
 L

ev
el

 (
ft

)

GWP K3 GWP L4



 

RFD75 WR 112316 bcf  22 

 
 

 
Figure 5.   ERH Performance 
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PO Box 737 
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November 29, 2016 
 
Mr. Brian Conrath 
Remedial Project Manager 
Illinois Environmental Protection Agency 
1021 N. Grand Ave. East 
Springfield, Illinois 62702 
(217) 557-8155  
Brian.Conrath@Illinois.gov 
 
Subject: ERH Weekly Report 
 November 21, 2016 to November 28, 2016 
 Southeast Rockford Groundwater Contamination Site Area 4 
 2630 Marshall Street, Rockford, Illinois. 
 
Dear Mr. Conrath, 
 
This letter report contains a brief description of the Electrical Resistance Heating (ERH) remediation 
operations performed at 2630 Marshall Street, Rockford, Illinois (the Site). The time period addressed 
in this report is from November 21 to November 28, 2016.  

ERH Application Summary 

The ERH system operational parameters through November 28, 2016 are presented below in Table 1.  

Table 1. Key ERH System Operational Parameters 

ERH System Parameters November 21 November 28 

Weekly Average Power (kW) 712 646 

Cumulative Energy Applied (kWh) 444,700 553,700 

Average Subsurface Temperature (°C) 66.4 73.2 

Average Vapor System Flow Rate (scfm) 842 756 

Duration of System Shutdown (approximate hours) 14 10 

Discharge to GETS flow rate (gpm) 0.13 0.20 

Total water discharged to GETS  17,986 19,966 

 
The ERH system experienced two shut downs during the reporting period. The first shutdown 
occurred on the morning of Tuesday, November 22, 2016, at approximately 10:00 am and the 
shutdown was the result of a scheduled vapor phase carbon change out conducted by Evoqua Water 
Technologies. The system remained down for 8 hours while the change-out occurred. The second 
shut down occurred on the morning of Wednesday, November 23, 2016 at approximately 4:00 am and 
resulted from a high-water level alarm in the ERH condenser that was triggered by the shutdown of 
the groundwater extraction and treatment system (GETS). TRS responded to the shutdown alarm and 
were able to restart they system by discharging excess water to the 6,000-gallon process water storage 
tank. TRS restarted the ERH system and was fully operational by approximately 7:00 am. Aside from 
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these two system shutdowns, the PCU, vapor recovery, and vapor abatement systems operated within 
design parameters during the reporting period. 

Temperatures 

The average subsurface temperature in the treatment area increased from 66.4 degrees Celsius (°C) to 
73.2°C during the reporting period. The highest individual temperature measurement within the 
treatment volume was 100.2°C. This was recorded at TMP location F4 at 27-feet below ground 
surface (ft bgs).   
 
To illustrate the temperature change, the data is presented in seven separate graphs based on TMP 
location. Temperatures relative to depth for each TMP are presented in Figures 2a through 2g. 
Average subsurface temperature over time is presented in Figure 3. 

Power and Energy 

The PCU averaged 646 kilowatts (kW) of applied power to the treatment volume during the reporting 
period. A total of 553,700 kilowatt-hours (kWh) of energy have been applied to the subsurface as of 
November 28, 2016.  

ERH Vapor Recovery 

During this reporting period, the average vacuum applied to the subsurface was approximately 5.0 
inches of mercury (in Hg). The vapor stream flow rate, as measured after the vapor recovery blower, 
averaged 756 standard cubic feet per minute (scfm).  
 
Vapor samples are collected from the influent and effluent of the vapor-phase granular activated 
carbon (VGAC) system whenever TRS is onsite. Analysis is performed using a photoionization 
detector (PID) MiniRae 3000. In accordance with the Work Plan, vapor samples are also collected 
once per week during the first four weeks of operations and sent offsite for analysis by Method TO-
15. The available results of the PID and TO-15 analysis can be found in the attached Table 3, Table 4 
and Table 5. The PID readings and TO-15 data confirm that the VGAC system is performing as 
designed and operating in accordance with the substantive discharge requirements. Based on PID 
readings, TRS estimates that approximately 1,535 pounds of volatile organic compounds (VOCs) 
have been removed from the treatment volume.  

ERH Process Water 

During this reporting period, the ERH system discharged 1,980 gallons to the GETS system at an 
average rate of 0.20 gallons per minute (gpm). The water recovered by the ERH system is passed 
through a particulate filter, two liquid-phase granular activated carbon (LGAC) vessels prior to 
discharge to the GETS system. The water recovered and treated with LGAC prior to being sent to the 
GETS system is now being analyzed twice per month by an offsite laboratory. The results of these 
analyses are provided in Table 6. The LGAC system has been working as designed.  

Groundwater and Vacuum Piezometers 

TRS collects vacuum piezometer readings at least once a week while onsite to illustrate full vacuum 
influence across the Site. The readings collected through the reporting period are presented in Table 
2. 
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Table 2. Site VP Readings (inches water column) 

 

Date/Time VP-B4 VP-C2 VP-D4 VP-G4 VP-K5 VP-L4 VP-L7 VP-M6 

10/14/16 1.0 1.0 3.0 8.0 8.5 3.0 3.0 4.0 

10/18/16 1.5 1.5 4.0 8.8 8.0 3.0 3.3 3.5 

10/24/16 1.5 1.5 3.5 5.5 6.5 2.5 3.0 3.0 

11/2/16 1.5 1.5 4.0 5.0 6.5 2.5 3.0 3.5 

11/10/16 1.0 1.0 4.5 5.0 7.0 2.5 2.5 3.5 

11/15/16 1.0 1.0 4.0 4.5 7.0 3.0 2.5 3.0 

11/21/16 1.5 1.5 3.5 5.0 6.5 3.0 3.0 3.0 

In addition to the vacuum piezometer readings, TRS also collects groundwater elevation measurement 
readings daily through automated data collection. The groundwater elevation readings are presented 
graphically in Figures 4a through 4d. As the readings show, there are fluctuations occurring within 
the piezometers, but the changes are consistent inside and outside the treatment volume, indicating 
hydraulic control.  

Please note that the GWP readings have been adjusted slightly to account for the thermal expansion 
of GWP cable. Accordingly the greatest change as a result of this effect is seen at GWP B4 as its 
cable travels has the longest run and also has the most amount of cable below grade and within a 
conduit. 

The GETS system operated with ground water pumping well EW3 online during this operational 
period, recovering about 30 gpm from the well. EW3 is located in the middle of the treatment 
volume, on Marshall Street.  

Planned Activities 

TRS personnel will visit the Site the week of November 28, 2016, to collect operations data, optimize 
the system, and perform weekly system maintenance. Based on remediation progress and percent 
energy input, TRS is working on scheduling the first soil sampling event for the week of December 
12, 2016, based on the availability of the drilling subcontractor Terra Probe Environmental. 
 
Should you have any questions concerning this report, or if you would like any additional 
information, please contact either me or Chris Thomas by phone at (360) 560-7551 and (847) 376-
3691, respectively. 
 
Sincerely, 
TRS Group, Inc.        
   

 
Bradley Morris   
Project Manager  
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Attachments: Table 3, 4, 5 - Vapor Concentrations 
  Table 6 – LGAC performance 
  Figure 1 – Site Plan  
  Figure 2a – TMP D3 Temperature vs. Depth 
  Figure 2b – TMP F4 Temperature vs. Depth 
  Figure 2c – TMP H3 Temperature vs. Depth 
  Figure 2d – TMP K4 Temperature vs. Depth 
  Figure 2e – TMP K5 Temperature vs. Depth 
  Figure 2f – TMP K7 Temperature vs. Depth 
  Figure 2g – TMP M5 Temperature vs. Depth 
  Figure 3 – Subsurface Temperatures vs. Time 
  Figure 4a – GWP B4 and C3 
  Figure 4b – GWP E3 and F3 
  Figure 4c – GWP G5 and H6 
  Figure 4d – GWP K3 and L4 
  Figure 5 – ERH Performance 
 
cc/att:  Chris Thomas, TRS 
 Tim Warner, TRS 
 
  
 



 
 

 

 
 
 
 
 
 
 
 
 

Attachments 
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Table 3 – Vapor Influent and Effluent PID Monitoring Results 
 

Date 

Blower 
Effluent Flow 
Rate (scfm) 

PID Based  
Influent Conc 

(ppm) 

PID Based  
Effluent Conc 

(ppm) 

PID based 
VOC Recovery 
Rate (lbs/day) 

PID based 
Total VOC 

Recovery (lbs) 

PID based 
VOC 

Discharge Rate 
(lbs/day) 

PID based 
Total VOC 
Discharged 

(lbs) 

Lab Based 
Total VOC 

Recovery Rate 
(lbs/day) 

10/17/16 830 25.6 0.0 10.4 0.0 0.0 0.0  

10/18/16 830 53.4 0.0 21.7 15.0 0.0 0.0 8.1 

10/19/16 830 37.0 0.0 15.0 29.7 0.0 0.0  

10/24/16 834 50.2 0.0 20.5 119 0.0 0.0  

10/25/16 837 55.2 0.0 22.6 145 0.0 0.0 46.5 

10/26/16 839 67.9 0.0 27.8 168 0.0 0.0  

10/27/16 850 81.0 0.0 33.6 193 0.0 0.0  

10/28/16 861 96.0 1.0 40.4 233 0.4 0.2  

10/31/16 860 110.0 3.0 46.2 365 1.3 2.8  

11/1/16 845 83.0 8.0 34.3 399 3.3 4.7 56.0 

11/2/16 859 105.0 7.0 44.1 440 2.9 7.9  

11/3/16 860 160.0 15.0 67.2 497 6.3 12.8  

11/7/16 860 143.3 52.3 60.2 752 22.0 69.3 61.9 

11/10/16 869 142.7 45.1 60.6 946 19.1 135  

11/14/16 860 70.0 53.0 29.4 1,122 22.3 216  

11/16/16 878 172.0 92.0 73.8 1,215 39.5 272  

11/18/16 824 127.0 82.0 51.1 1,341 33.0 345  

11/23/16 225 200 0.0 22.0 1,535 0.0 433  
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Table 4 – TO 15 Influent to VGAC 
 

Date 
1,1,1 TCA 

(ug/m3) 1,1 DCE (ug/m3) 
1,1 DCA  
(ug/m3) 

Other 8260 
(ug/m3) 

Other as Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total VOC 
Recovery Rate 

(lbs/day) 

10/18/16 100,000 280 3,400 5,450 NS 109,130 8 

10/25/16 50,000 7,200 1,700 6,900 469,690 620,095 47 

11/1/16 53,000 29,000 430 23,670 633,670 739,770 56 

11/7/16 13,000 16,000 2,800 21,625 749,022 802,447 62 
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Table 5 – TO 15 Effluent from VGAC 

 

Date 
1,1,1 TCA 

Conc. (ug/m3) 
1,1 DCE Conc. 

(ug/m3) 
1,1 DCA Conc. 

(ug/m3) 
Other 8260 

(ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total VOC 
Discharge 

Rate 
(lbs/day) 

10/18/16 47 ND ND 410 NS 457 0 

10/25/16 5,200 110 430 17 NS 5,757 0 

11/1/16 72,000 8,300 ND ND NS 80,300 6 

11/7/16 100,000 15,000 5,800 1,370 NS 122,170 9 
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Table 6-LGAC and GETS discharge data 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 10/18/16 10/25/16 11/1/16 11/7/16 

Temperature (F) 75 80 85 84 

pH 8.1 8.0 8.6 9 

Pre LGAC Carbon Tetrachloride ND ND ND ND 

Pre LGAC DCE ND 8.4 17 15.0 

Pre LGAC 1,1,1 - TCA 47 110 69 24 

Pre LGAC 1,1,2 - TCA 0 1.5 2 2 

Pre LGAC TCE ND 1.1 1 0,72 

Pre LGAC PCE ND ND ND 1 

Pre LGAC Total Contaminants Concentration 248 457 300 1,014 

Mid LGAC Carbon Tetrachloride ND ND ND LGAC off 

Mid LGAC DCE ND ND ND 

Mid LGAC 1,1,1 - TCA ND ND ND 

Mid LGAC 1,1,2 - TCA ND ND ND 

Mid LGAC TCE ND ND ND 

Mid LGAC PCE ND ND ND 

Mid LGAC Total Contaminants Concentration 191 193 0 

Post LGAC Carbon Tetrachloride ND ND ND LGAC off 

Post LGAC DCE ND ND ND 

Post LGAC 1,1,1 - TCA ND ND ND 

Post LGAC 1,1,2 - TCA ND ND ND 

Post LGAC TCE ND ND ND 

Post LGAC PCE ND ND ND 

Post LGAC Total Contaminants Concentration 249.0 214.9 24 
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Figure 2a.  TMP D3 Temperature vs. Depth 
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Figure 2b.   TMP F4 Temperature vs. Depth 
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Figure 2c.   TMP H3 Temperature vs. Depth 
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Figure 2d.   TMP K4 Temperature vs. Depth 
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Figure 2e.   TMP K5 Temperature vs. Depth 
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Figure 2f.   TMP K7 Temperature vs. Depth 
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Figure 2g.   TMP M5 Temperature vs. Depth 
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Figure 3.   Subsurface Temperatures vs. Time 
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Figure 4a.   GWP B4 and GWP C3 
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Figure 4b.   GWP E3 and GWP F3 
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Figure 4c.   GWP G5 and GWP H6 
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Figure 4d.   GWP K3 and GWP L4  
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Figure 5.   ERH Performance 
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TRS Group, Inc. 
PO Box 737 

Longview, WA 98632 

www.thermalrs.com 

 
 

 

 
December 6, 2016 
 
Mr. Brian Conrath 
Remedial Project Manager 
Illinois Environmental Protection Agency 
1021 N. Grand Ave. East 
Springfield, Illinois 62702 
(217) 557-8155  
Brian.Conrath@Illinois.gov 
 
Subject: ERH Weekly Report 
 November 28, 2016 to December 5, 2016 
 Southeast Rockford Groundwater Contamination Site Area 4 
 2630 Marshall Street, Rockford, Illinois. 
 
Dear Mr. Conrath, 
 
This letter report contains a brief description of the Electrical Resistance Heating (ERH) remediation 
operations performed at 2630 Marshall Street, Rockford, Illinois (the Site). The time period addressed 
in this report is from November 28 to December 5, 2016.  

ERH Application Summary 

The ERH system operational parameters through November 28, 2016 are presented below in Table 1.  

Table 1. Key ERH System Operational Parameters 

ERH System Parameters November 28 December 5 

Weekly Average Power (kW) 646 792 

Cumulative Energy Applied (kWh) 553,700 684,500 

Average Subsurface Temperature (°C) 73.2 79.5 

Average Vapor System Flow Rate (scfm) 756 749 

Duration of System Shutdown (approximate hours) 10 0 

Discharge to GETS flow rate (gpm) 0.20 1.0 

Total water discharged to GETS  19,966 28,876 

 
The ERH system did not experience any shut downs during the reporting period and the PCU, vapor 
recovery, and vapor abatement systems operated within design parameters during the reporting 
period. 

Temperatures 

The average subsurface temperature in the treatment area increased from 73.2 degrees Celsius (°C) to 
79.5°C during the reporting period. The highest individual temperature measurement within the 
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treatment volume was 100.5°C. This was recorded at TMP location F4 at 27-feet below ground 
surface (ft bgs).   
 
To illustrate the temperature change, the data is presented in seven separate graphs based on TMP 
location. Temperatures relative to depth for each TMP are presented in Figures 2a through 2g. 
Average subsurface temperature over time is presented in Figure 3. 

Power and Energy 

The PCU averaged 792 kilowatts (kW) of applied power to the treatment volume during the reporting 
period. A total of 684,500 kilowatt-hours (kWh) of energy have been applied to the subsurface as of 
December 5, 2016.  

ERH Vapor Recovery 

During this reporting period, the average vacuum applied to the subsurface was approximately 6.0 
inches of mercury (in Hg). The vapor stream flow rate, as measured after the vapor recovery blower, 
averaged 749 standard cubic feet per minute (scfm).  
 
Vapor samples are collected from the influent and effluent of the vapor-phase granular activated 
carbon (VGAC) system whenever TRS is onsite. Analysis is performed using a photoionization 
detector (PID) MiniRae 3000. In accordance with the Work Plan, vapor samples are also collected 
once per week during the first four weeks of operations and then bimonthly thereafter. The samples 
were sent offsite for analysis by Method TO-15 including a listing of tentatively identified 
compounds in an attempt to quantify the heavier compounds recovered by the vapor recovery system. 
Of note, both 1,1,1-TCA and 1,1-DCE vapor concentrations have declined dramatically, while the 
heavier hydrocarbon compound recovery has dramatically increased.  
 
The available results of the PID and TO-15 analysis can be found in the attached Table 3, Table 4 
and Table 5. The PID readings and TO-15 data confirm that the VGAC system is performing as 
designed and operating in accordance with the substantive discharge requirements. Based on PID 
readings, TRS estimates that approximately 2,303 pounds of volatile organic compounds (VOCs) 
have been removed from the treatment volume.  

ERH Process Water 

During this reporting period, the ERH system discharged 8,910 gallons to the GETS system at an 
average rate of 1.0 gallon per minute (gpm). The water recovered by the ERH system is passed 
through a particulate filter and two liquid-phase granular activated carbon (LGAC) vessels arranged 
in series prior to discharge to the GETS system. The water recovered and treated with LGAC prior to 
being sent to the GETS system is now being analyzed for VOCs twice per month by an offsite 
laboratory. The results of these analyses are provided in Table 6. The LGAC system has been 
working as designed.  

Groundwater and Vacuum Piezometers 

TRS collects vacuum piezometer readings at least once a week while onsite to illustrate full vacuum 
influence across the Site. The readings collected through the reporting period are presented in Table 
2. 
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Table 2. Site VP Readings (inches water column) 

 

Date/Time VP-B4 VP-C2 VP-D4 VP-G4 VP-K5 VP-L4 VP-L7 VP-M6 

10/14/16 1.0 1.0 3.0 8.0 8.5 3.0 3.0 4.0 

10/18/16 1.5 1.5 4.0 8.8 8.0 3.0 3.3 3.5 

10/24/16 1.5 1.5 3.5 5.5 6.5 2.5 3.0 3.0 

11/2/16 1.5 1.5 4.0 5.0 6.5 2.5 3.0 3.5 

11/10/16 1.0 1.0 4.5 5.0 7.0 2.5 2.5 3.5 

11/15/16 1.0 1.0 4.0 4.5 7.0 3.0 2.5 3.0 

11/21/16 1.5 1.5 3.5 5.0 6.5 3.0 3.0 3.0 

11/29/16 1.0 1.0 3.0 4.5 6.0 2.5 2.5 3.0 

In addition to the vacuum piezometer readings, TRS also collects groundwater elevation measurement 
readings daily through automated data collection. The groundwater elevation readings are presented 
graphically in Figures 4a through 4d. As the readings show, there are fluctuations occurring within 
the piezometers, but the changes are consistent inside and outside the treatment volume, indicating 
hydraulic control.  

The GETS system operated with ground water pumping well EW1 online during this operational 
period, recovering about 30 gpm from the well. EW1 is located north of the treatment volume, on 
Marshall Street. Ground water pumping well EW3 was removed from operation early in the reporting 
period in an effort to reduce the negative effects on the GETS system from clogged bag filters and 
ultimately increase GETS system run time. 

Planned Activities 

TRS personnel will visit the Site the week of December 5, 2016, to collect operations data, optimize 
the system, and perform weekly system maintenance. Based on remediation progress and percent 
energy input, TRS has scheduled the first soil sampling event for the week of December 12, 2016. 
Terra Probe Environmental will begin soil sampling on the morning of Tuesday December 13, 2016. 
 
Should you have any questions concerning this report, or if you would like any additional 
information, please contact either me or Chris Thomas by phone at (360) 560-7551 and (847) 376-
3691, respectively. 
 
Sincerely, 
TRS Group, Inc.        
   

 
Bradley Morris   
Project Manager  
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Attachments: Table 3, 4, 5 - Vapor Concentrations 
  Table 6 – LGAC performance 
  Figure 1 – Site Plan  
  Figure 2a – TMP D3 Temperature vs. Depth 
  Figure 2b – TMP F4 Temperature vs. Depth 
  Figure 2c – TMP H3 Temperature vs. Depth 
  Figure 2d – TMP K4 Temperature vs. Depth 
  Figure 2e – TMP K5 Temperature vs. Depth 
  Figure 2f – TMP K7 Temperature vs. Depth 
  Figure 2g – TMP M5 Temperature vs. Depth 
  Figure 3 – Subsurface Temperatures vs. Time 
  Figure 4a – GWP B4 and C3 
  Figure 4b – GWP E3 and F3 
  Figure 4c – GWP G5 and H6 
  Figure 4d – GWP K3 and L4 
  Figure 5 – ERH Performance 
 
cc/att:  Chris Thomas, TRS 
 Tim Warner, TRS 
 
  
 



 
 

 

 
 
 
 
 
 
 
 
 

Attachments 
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Table 3 – Vapor Influent and Effluent PID Monitoring Results 
 

Date 

Blower 
Effluent 

Flow Rate 
(scfm) 

Influent 
Conc (ppm) 

Effluent 
Conc 
(ppm) 

VOC Recovery 
Rate (lbs/day) 

Total VOC 
Recovery 

(lbs) 

VOC 
Discharge 

Rate (lbs/day) 

Total HAPS 
Discharged 

(lbs) 

Total VOC 
Discharged 

(lbs) 

LAB Total VOC 
Recovery Rate 

(lbs/day) 

10/17/16 830 25.6 0.0 10.4 0.0 0.0 0.0 0.0  

10/18/16 830 53.4 0.0 21.7 15.0 0.0 0.0 0.0 8.1 

10/19/16 830 37.0 0.0 15.0 29.7 0.0 0.0 0.0  

10/24/16 834 50.2 0.0 20.5 119 0.0 0.0 0.0  

10/25/16 837 55.2 0.0 22.6 145 0.0 0.0 0.0 46.5 

10/26/16 839 67.9 0.0 27.8 168 0.0 0.0 0.0  

10/27/16 850 81.0 0.0 33.6 193 0.0 0.0 0.0  

10/28/16 861 96.0 1.0 40.4 233 0.4 0.0 0.2  

10/31/16 860 110.0 3.0 46.2 365 1.3 0.2 2.8  

11/1/16 845 83.0 8.0 34.3 399 3.3 0.3 4.7 56.0 

11/2/16 859 105.0 7.0 44.1 440 2.9 0.6 7.9  

11/3/16 860 160.0 15.0 67.2 497 6.3 0.9 12.8  

11/7/16 860 143.3 52.3 60.2 752 22.0 4.9 69.3 61.9 

11/10/16 869 142.7 45.1 60.6 946 19.1 9.5 135  

11/14/16 860 70.0 53.0 29.4 1,122 22.3 15.1 216  

11/16/16 878 172.0 92.0 73.8 1,215 39.5 19.0 272  

11/18/16 824 127.0 82.0 51.1 1,341 33.0 24.1 345  

11/23/16 800 200.0 0.0 78.2 1,684 0.0 30.3 433 240.4 

11/29/16 802 212.0 156.0 83.1 2,138 61.1 42.3 604  

12/1/16 719 0.0 0.0 0.0 2,235 0.0 47.3 676  

12/5/16 708 102.7 136.5 35.5 2,303 47.2 53.7 766  
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Table 4 – TO 15 Influent to VGAC 

 

Date 
1,1,1 TCA 

(ug/m3) 1,1 DCE (ug/m3) 
1,1 DCA  
(ug/m3) 

Other TO-15 
(ug/m3) 

Other as Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total VOC 
Recovery Rate 

(lbs/day) 

10/18/16 100,000 280 3,400 5,450 NS 109,130 8 

10/25/16 50,000 7,200 1,700 6,900 469,690 620,095 47 

11/1/16 53,000 29,000 430 23,670 633,670 739,770 56 

11/7/16 13,000 16,000 2,800 21,625 749,022 802,447 62 

11/23/16 1,800 1,800 590 121,860 5,330,521 3,351,575 240 

  



 

RFD75 WR 120516 acf  8 

Table 5 – TO 15 Effluent from VGAC 

 

Date 
1,1,1 TCA 

Conc. (ug/m3) 
1,1 DCE 

Conc. (ug/m3) 
1,1 DCA Conc. 

(ug/m3) 
Other TO-
15 (ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total VOC 
Discharge Rate 

(lbs/day) 

10/18/16 47 ND ND 410 NS 457 0 

10/25/16 5,200 110 430 17 NS 5,757 0 

11/1/16 72,000 8,300 ND ND NS 80,300 6 

11/7/16 100,000 15,000 5,800 1,370 NS 122,170 9 

11/23/16 79 48 15 233 20,532 20,907 2 
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Table 6-LGAC and GETS discharge data 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
10/18/16 10/25/16 11/1/16 11/7/16 

Temperature (F) 75 80 85 84 

pH 8.1 8.0 8.6 9 

Pre LGAC Carbon Tetrachloride ND ND ND ND 

Pre LGAC DCE ND 8.4 17 15.0 

Pre LGAC 1,1,1 - TCA 47 110 69 24 

Pre LGAC 1,1,2 - TCA 0 1.5 2 2 

Pre LGAC TCE ND 1.1 1 0,72 

Pre LGAC PCE ND ND ND 1 

Pre LGAC Total Contaminants Concentration 248 457 300 1,014 

Mid LGAC Carbon Tetrachloride ND ND ND LGAC off 

Mid LGAC DCE ND ND ND 
 

Mid LGAC 1,1,1 - TCA ND ND ND 
 

Mid LGAC 1,1,2 - TCA ND ND ND 
 

Mid LGAC TCE ND ND ND 
 

Mid LGAC PCE ND ND ND 
 

Mid LGAC Total Contaminants Concentration 191 193 0 
 

Post LGAC Carbon Tetrachloride ND ND ND LGAC off 

Post LGAC DCE ND ND ND 
 

Post LGAC 1,1,1 - TCA ND ND ND 
 

Post LGAC 1,1,2 - TCA ND ND ND 
 

Post LGAC TCE ND ND ND 
 

Post LGAC PCE ND ND ND 
 

Post LGAC Total Contaminants Concentration 249.0 214.9 24 
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Figure 2a.  TMP D3 Temperature vs. Depth 
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Figure 2b.   TMP F4 Temperature vs. Depth 
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Figure 2c.   TMP H3 Temperature vs. Depth 
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Figure 2d.   TMP K4 Temperature vs. Depth 
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Figure 2e.   TMP K5 Temperature vs. Depth 
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Figure 2f.   TMP K7 Temperature vs. Depth 
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Figure 2g.   TMP M5 Temperature vs. Depth 
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Figure 3.   Subsurface Temperatures vs. Time 
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Figure 4a.   GWP B4 and GWP C3 
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Figure 4b.   GWP E3 and GWP F3 
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Figure 4c.   GWP G5 and GWP H6 
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Figure 4d.   GWP K3 and GWP L4  
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Figure 5.   ERH Performance 
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December 27, 2016 
 
Mr. Brian Conrath 
Remedial Project Manager 
Illinois Environmental Protection Agency 
1021 N. Grand Ave. East 
Springfield, Illinois 62702 
(217) 557-8155  
Brian.Conrath@Illinois.gov 
 
Subject: ERH Weekly Report 
 December 19, 2016 to December 26, 2016 
 Southeast Rockford Groundwater Contamination Site Area 4 
 2630 Marshall Street, Rockford, Illinois. 
 
Dear Mr. Conrath, 
 
This letter report contains a brief description of the Electrical Resistance Heating (ERH) remediation 
operations performed at 2630 Marshall Street, Rockford, Illinois (the Site). The time period addressed 
in this report is from December 19 to December 26, 2016.  

ERH Application Summary 

The ERH system operational parameters through December 26, 2016 are presented below in Table 1.  

Table 1. Key ERH System Operational Parameters 

ERH System Parameters December 19 December 26 

Weekly Average Power (kW) 57 272 

Cumulative Energy Applied (kWh) 822,900 862,000 

Average Subsurface Temperature (°C) 71.3 67.2 

Average Vapor System Flow Rate (scfm) 766 824 

Duration of System Shutdown (approximate hours) 154 50 

Discharge to GETS flow rate (gpm) 0.9 0.5 

Total water discharged to GETS  53,330 58,034 

 
The ERH system was shutdown during the reporting period while the project team awaited the results 
of the confirmation soil sampling that occurred during the previous reporting period. The shutdown 
occurred on the evening of Monday December 12, 2016 at approximately 9:15 pm and involved only 
suspending the application of electrical energy to the subsurface. The vapor recovery system 
continued to operate. The ERH system remained down throughout the soil sampling event and into 
the beginning of this reporting period until all results from the soil sampling event were received and 
analyzed. 
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Upon receipt and analysis of the soil samples, TRS determined that small focus areas within the 
overall treatment volume were in need of additional treatment. These focus areas include sample 
depths at SS1, SS3, SS6, SS15, and SS17. 

TRS visited the site on Wednesday December 21, 2016 and removed from service the electrodes that 
were in areas no longer requiring ERH treatment (outside the focus areas). The ERH system was 
configured into reduced focus areas and restarted at approximately 10:30am Dec 21.  In the resulting 
reduced focus areas, the electrodes D4, D5, E4, E5, F4, F5, G4, G5, H4, H5, H6, K6, K7, L5, L7, M5, 
and M6 remain in operation. 

Aside from the scheduled shutdown the PCU, vapor recovery, and vapor abatement systems operated 
within design parameters during the reporting period. 

Temperatures 

The average subsurface temperature in the treatment area decreased from 71.3 degrees Celsius (°C) to 
67.2°C during the reporting period as the site began to cool during the ERH system shutdown. In 
addition, the areas requiring further treatment happen to be located in areas without TMPs so 
temperature increases have not been recorded during the reporting period. TRS is in the process of 
evaluating the installation of a TMP within the reduced focus area so that future temperature changes 
may be more closely observed. The highest individual temperature measurement within the treatment 
volume was 99.6°C. This was recorded at TMP location M5 at 27-feet below ground surface (ft bgs).   
 
To illustrate the temperature change, the data is presented in seven separate graphs based on TMP 
location. Temperatures relative to depth for each TMP are presented in Figures 2a through 2g. 
Average subsurface temperature over time is presented in Figure 3. 

Power and Energy 

The PCU averaged 272 kilowatts (kW) of applied power to the treatment volume during the reporting 
period. A total of 862,000 kilowatt-hours (kWh) of energy have been applied to the subsurface as of 
December 26, 2016.  

ERH Vapor Recovery 

During this reporting period, the average vacuum applied to the subsurface was approximately 5.5 
inches of mercury (in Hg). The vapor stream flow rate, as measured after the vapor recovery blower, 
averaged 824 standard cubic feet per minute (scfm).  
 
Vapor samples are collected from the influent and effluent of the vapor-phase granular activated 
carbon (VGAC) system whenever TRS is onsite. Analysis is performed using a photoionization 
detector (PID) MiniRae 3000. In accordance with the Work Plan, vapor samples are also collected 
once per week during the first four weeks of operations and then bimonthly thereafter. The samples 
were sent offsite for analysis by Method TO-15 including a listing of tentatively identified 
compounds in an attempt to quantify the heavier compounds recovered by the vapor recovery system. 
Of note, both 1,1,1-TCA and 1,1-DCE vapor concentrations have declined dramatically, while the 
heavier hydrocarbon compound recovery has dramatically increased.  
 
The available results of the PID and TO-15 analysis can be found in the attached Table 3, Table 4 
and Table 5. The PID readings and TO-15 data confirm that the VGAC system is performing as 
designed and operating in accordance with the substantive discharge requirements. Based on PID 
readings, TRS estimates that approximately 3,473 pounds of volatile organic compounds (VOCs) 
have been removed from the treatment volume.  
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ERH Process Water 

During this reporting period, the ERH system discharged 4,704 gallons to the GETS system at an 
average rate of 0.5 gallon per minute (gpm). To date a total of 58,034 gallons has been discharged to 
the GETS system. The water recovered by the ERH system is passed through a particulate filter and 
two liquid-phase granular activated carbon (LGAC) vessels arranged in series prior to discharge to 
the GETS system. The water recovered and treated with LGAC prior to being sent to the GETS 
system is now being analyzed for VOCs twice per month by an offsite laboratory. The results of these 
analyses are provided in Table 6. The LGAC system has been working as designed.  

Groundwater and Vacuum Piezometers 

TRS collects vacuum piezometer readings at least once a week while onsite to illustrate full vacuum 
influence across the Site. The readings collected through the reporting period are presented in Table 
2. 

Table 2 Site VP Readings (inches water column) 

Date/Time VP-B4 VP-C2 VP-D4 VP-G4 VP-K5 VP-L4 VP-L7 VP-M6 

10/14/16 1.0 1.0 3.0 8.0 8.5 3.0 3.0 4.0 

10/18/16 1.5 1.5 4.0 8.8 8.0 3.0 3.3 3.5 

10/24/16 1.5 1.5 3.5 5.5 6.5 2.5 3.0 3.0 

11/2/16 1.5 1.5 4.0 5.0 6.5 2.5 3.0 3.5 

11/10/16 1.0 1.0 4.5 5.0 7.0 2.5 2.5 3.5 

11/15/16 1.0 1.0 4.0 4.5 7.0 3.0 2.5 3.0 

11/21/16 1.5 1.5 3.5 5.0 6.5 3.0 3.0 3.0 

11/29/16 1.0 1.0 3.0 4.5 6.0 2.5 2.5 3.0 

12/5/16 1.5 1.5 4.0 5.0 6.0 3.0 3.0 3.0 

12/14/16 1.0 1.0 3.5 4.5 5.5 2.5 2.5 2.5 

12/21/16 1.0 1.0 4.0 4.5 5.5 3.0 2.5 3.0 

In addition to the vacuum piezometer readings, TRS also collects groundwater elevation measurement 
readings daily through automated data collection. The groundwater elevation readings are presented 
graphically in Figures 4a through 4d. As the readings show, there are fluctuations occurring within 
the piezometers, but the changes are consistent inside and outside the treatment volume, indicating 
hydraulic control.  

The GETS system operated with ground water pumping well EW1 online during this operational 
period, recovering about 30 gpm from the well. EW1 is located north of the treatment volume, on 
Marshall Street. 

Planned Activities 

TRS personnel will visit the Site the week of January 2, 2017, to collect operations data, optimize the 
system, and perform weekly system maintenance should additional operations of the ERH system be 
required. 
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Should you have any questions concerning this report, or if you would like any additional 
information, please contact either me or Chris Thomas by phone at (360) 560-7551 and (847) 376-
3691, respectively. 
 
Sincerely, 
TRS Group, Inc.        
   

 
Bradley Morris   
Project Manager 
 
Attachments:      Table 3, 4, 5 - Vapor Concentrations 
  Table 6 – LGAC performance 
  Figure 1 – Site Plan  
  Figure 2a – TMP D3 Temperature vs. Depth 
  Figure 2b – TMP F4 Temperature vs. Depth 
  Figure 2c – TMP H3 Temperature vs. Depth 
  Figure 2d – TMP K4 Temperature vs. Depth 
  Figure 2e – TMP K5 Temperature vs. Depth 
  Figure 2f – TMP K7 Temperature vs. Depth 
  Figure 2g – TMP M5 Temperature vs. Depth 
  Figure 3 – Subsurface Temperatures vs. Time 
  Figure 4a – GWP B4 and C3 
  Figure 4b – GWP E3 and F3 
  Figure 4c – GWP G5 and H6 
  Figure 4d – GWP K3 and L4 
  Figure 5 – ERH Performance 
 
cc/att:  Chris Thomas, TRS 
 Tim Warner, TRS 
 
  
 



 
 

 

 
 
 
 
 
 
 
 
 

Attachments 
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Table 3 Vapor Influent and Effluent PID Monitoring Results 

Date 
Blower 

Flow Rate 
(scfm) 

Influent 
Conc 
(ppm) 

Effluent 
Conc 
(ppm) 

VOC 
Recovery 

Rate 
(lbs/day) 

Total 
VOC 

Recovery 
(lbs) 

VOC 
Discharge 

Rate 
(lbs/day) 

Total HAPS 
Discharged 

(lbs) 

Total VOC 
Discharged 

(lbs) 

LAB Total 
VOC 

Recovery 
Rate 

(lbs/day) 

10/17/16 830 25.6 0.0 10.4 0.0 0.0 0.0 0.0  

10/18/16 830 53.4 0.0 21.7 15.0 0.0 0.0 0.0 8.1 

10/19/16 830 37.0 0.0 15.0 29.7 0.0 0.0 0.0  

10/24/16 834 50.2 0.0 20.5 119 0.0 0.0 0.0  

10/25/16 837 55.2 0.0 22.6 145 0.0 0.0 0.0 46.5 

10/26/16 839 67.9 0.0 27.8 168 0.0 0.0 0.0  

10/27/16 850 81.0 0.0 33.6 193 0.0 0.0 0.0  

10/28/16 861 96.0 1.0 40.4 233 0.4 0.0 0.2  

10/31/16 860 110.0 3.0 46.2 365 1.3 0.2 2.8  

11/1/16 845 83.0 8.0 34.3 399 3.3 0.3 4.7 56.0 

11/2/16 859 105.0 7.0 44.1 440 2.9 0.6 7.9  

11/3/16 860 160.0 15.0 67.2 497 6.3 0.9 12.8  

11/7/16 860 143.3 52.3 60.2 752 22.0 4.9 69.3 61.9 

11/10/16 869 142.7 45.1 60.6 946 19.1 9.5 135  

11/14/16 860 70.0 53.0 29.4 1,122 22.3 15.1 216  

11/16/16 878 172.0 92.0 73.8 1,215 39.5 19.0 272  

11/18/16 824 127.0 82.0 51.1 1,341 33.0 24.1 345  

11/23/16 800 200.0 0.0 78.2 1,684 0.0 30.3 433 240.4 

11/29/16 802 212.0 156.0 83.1 2,138 61.1 42.3 604  

12/1/16 719 138.0 122.0 48.3 2,291 42.8 50.1 726  

12/5/16 708 102.7 136.5 35.5 2,452 47.2 62.9 899  
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Date 
Blower 

Flow Rate 
(scfm) 

Influent 
Conc 
(ppm) 

Effluent 
Conc 
(ppm) 

VOC 
Recovery 

Rate 
(lbs/day) 

Total 
VOC 

Recovery 
(lbs) 

VOC 
Discharge 

Rate 
(lbs/day) 

Total HAPS 
Discharged 

(lbs) 

Total VOC 
Discharged 

(lbs) 

LAB Total 
VOC 

Recovery 
Rate 

(lbs/day) 

12/6/16 711 126.1 123.0 43.8 2,498 42.7 66.6 951 50.9 

12/16/16 770 206.0 202.0 77.5 3,064 76.0 105.3 1,505  

12/21/16 776 104 101 39.4 3,393 38.3 105.3 1,505  

12/23/16 886 120 117 51.9 3,473 50.6 105.3 1,505  

 
 
 

Table 4 TO 15 Influent to VGAC 

Date 1,1,1 TCA 
(ug/m3) 

1,1 DCE 
(ug/m3) 

1,1 DCA  
(ug/m3) 

Other TO-15 
(ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total VOC 
Recovery Rate 

(lbs/day) 

10/18/16 100,000 280 3,400 5,450 NS 109,130 8 

10/25/16 50,000 7,200 1,700 6,900 469,690 620,095 47 

11/1/16 53,000 29,000 430 23,670 633,670 739,770 56 

11/7/16 13,000 16,000 2,800 21,625 749,022 802,447 62 

11/23/16 1,800 1,800 590 121,860 5,330,521 5,456,571 391 

12/6/16 540 2,000 210 20,610 774,873 798,233 51 
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Table 5 TO 15 Effluent from VGAC 

Date 
1,1,1 TCA 

Conc. 
(ug/m3) 

1,1 DCE 
Conc. 

(ug/m3) 

1,1 DCA 
Conc. 

(ug/m3) 

Other 
TO-15 

(ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total HAPS 
Discharge 

Rate (lb/day) 

Total VOC 
Discharge Rate 

(lb/day) 

10/18/16 47 ND ND 410 NS 457 0.03 0 

10/25/16 5,200 110 430 17 NS 5,757 0.43 0 

11/1/16 72,000 8,300 ND ND NS 80,300 6.08 6 

11/7/16 100,000 15,000 5,800 1,370 NS 122,170 9.42 9 

11/23/16 79 48 15 233 20,532 20,907 0.03 2 

12/6/16 1,200 3,200 120 6,600 860,440 871,561 0.71 56 
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Table 6  LGAC and GETS discharge data 

 10/18/16 10/25/16 11/1/16 11/7/16 11/23/16 12/6/16 
Temperature (F) 75 80 85 84 85 57 
pH 8.1 8.0 8.6 9 8.1 9.0 

Pre LGAC Carbon Tetrachloride ND ND ND ND ND ND 
Pre LGAC DCE ND 8.4 17 15.0 ND ND 

Pre LGAC 1,1,1 - TCA 47 110 69 24 2.6 ND 
Pre LGAC 1,1,2 - TCA 0 1.5 2 2 ND ND 

Pre LGAC TCE ND 1.1 1 0,72 ND ND 
Pre LGAC PCE ND ND ND 1 ND ND 
Pre LGAC Total Contaminants Concentration 248 457 300 1,014 4,446 1718 

Mid LGAC Carbon Tetrachloride ND ND ND LGAC off ND ND 
Mid LGAC DCE ND ND ND  ND ND 

Mid LGAC 1,1,1 - TCA ND ND ND  2.5 1.2 
Mid LGAC 1,1,2 - TCA ND ND ND  ND ND 

Mid LGAC TCE ND ND ND  ND ND 
Mid LGAC PCE ND ND ND  ND ND 

Mid LGAC Total Contaminants Concentration 191 193 0  1,503 932 
Post LGAC Carbon Tetrachloride ND ND ND LGAC off ND ND 

Post LGAC DCE ND ND ND  ND ND 
Post LGAC 1,1,1 - TCA ND ND ND  ND ND 
Post LGAC 1,1,2 - TCA ND ND ND  ND ND 

Post LGAC TCE ND ND ND  ND ND 
Post LGAC PCE ND ND ND  ND ND 

Post LGAC Total Contaminants Concentration 249.0 214.9 24  228 485 
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Figure 2a.  TMP D3 Temperature vs. Depth 
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Figure 2b.   TMP F4 Temperature vs. Depth 
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Figure 2c.   TMP H3 Temperature vs. Depth 
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Figure 2d.   TMP K4 Temperature vs. Depth 

-40

-35

-30

-25

-20

-15

-10

-5

0

0 10 20 30 40 50 60 70 80 90 100 110

D
ep

th
 (f

t b
gs

)

Temperature (°C)

Baseline

12/12/16

12/19/16

12/26/16

DateDate



 

RFD75 WR 122616 acf  14 

 
 

Figure 2e.   TMP K5 Temperature vs. Depth 
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Figure 2f.   TMP K7 Temperature vs. Depth 
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Figure 2g.   TMP M5 Temperature vs. Depth 
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Figure 3.   Subsurface Temperatures vs. Time 
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Figure 4a.   GWP B4 and GWP C3 
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Figure 4b.   GWP E3 and GWP F3 
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Figure 4c.   GWP G5 and GWP H6 
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Figure 4d.   GWP K3 and GWP L4  
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Figure 5.   ERH Performance 
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www.thermalrs.com 

 
 

 

 
January 4, 2017 
 
Mr. Brian Conrath 
Remedial Project Manager 
Illinois Environmental Protection Agency 
1021 N. Grand Ave. East 
Springfield, Illinois 62702 
(217) 557-8155  
Brian.Conrath@Illinois.gov 
 
Subject: ERH Weekly Report 
 December 26, 2016 to January 2, 2017 
 Southeast Rockford Groundwater Contamination Site Area 4 
 2630 Marshall Street, Rockford, Illinois. 
 
Dear Mr. Conrath, 
 
This letter report contains a brief description of the Electrical Resistance Heating (ERH) remediation 
operations performed at 2630 Marshall Street, Rockford, Illinois (the Site). The time period addressed 
in this report is from December 26 to January 2, 2017.  

ERH Application Summary 

The ERH system operational parameters through January 2, 2017 are presented below in Table 1.  

Table 1. Key ERH System Operational Parameters 

ERH System Parameters December 26 January 2 

Weekly Average Power (kW) 272 432 

Cumulative Energy Applied (kWh) 862,000 933,800 

Average Subsurface Temperature (°C) 67.2 68.7 

Average Vapor System Flow Rate (scfm) 824 883 

Duration of System Shutdown (approximate hours) 50 0 

Discharge to GETS flow rate (gpm) 0.5 0.7 

Total water discharged to GETS  58,034 64,687 

 
The ERH system did not experience any shut downs during the reporting period and the PCU, vapor 
recovery, and vapor abatement systems operated within design parameters during the reporting 
period. 

Temperatures 

The average subsurface temperature in the treatment area increased from 67.2 degrees Celsius (°C) to 
68.7°C during the reporting period. As mentioned in previous reports the areas requiring further 
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treatment happen to be located in areas without TMPs so significant temperature increases have not 
been recorded during the reporting period. TRS remains in the process of evaluating the installation 
of a TMP within the reduced focus area so that future temperature changes may be more closely 
observed. The highest individual temperature measurement within the treatment volume was 99.9°C. 
This was recorded at TMP location F4 at 27-feet below ground surface (ft bgs). 
 
To illustrate the temperature change, the data is presented in seven separate graphs based on TMP 
location. Temperatures relative to depth for each TMP are presented in Figures 2a through 2g. 
Average subsurface temperature over time is presented in Figure 3. 

Power and Energy 

The PCU averaged 432 kilowatts (kW) of applied power to the treatment volume during the reporting 
period. A total of 933,800 kilowatt-hours (kWh) of energy have been applied to the subsurface as of 
January 2, 2017.  

ERH Vapor Recovery 

During this reporting period, the average vacuum applied to the subsurface was approximately 5.5 
inches of mercury (in Hg). The vapor stream flow rate, as measured after the vapor recovery blower, 
averaged 883 standard cubic feet per minute (scfm).  
 
Vapor samples are collected from the influent and effluent of the vapor-phase granular activated 
carbon (VGAC) system whenever TRS is onsite. Analysis is performed using a photoionization 
detector (PID) MiniRae 3000. In accordance with the Work Plan, vapor samples are also collected 
once per week during the first four weeks of operations and then bimonthly thereafter. The vapor 
samples were sent offsite for analysis by Method TO-15, including a listing of tentatively identified 
compounds, in an attempt to quantify the heavier compounds recovered by the vapor recovery 
system. Of note, both 1,1,1-TCA and 1,1-DCE vapor concentrations have declined dramatically, 
while the heavier hydrocarbon compound recovery has increased.  
 
The available results of the PID and TO-15 analysis can be found in the attached Table 3, Table 4 
and Table 5. The PID readings and TO-15 data confirm that the VGAC system is performing as 
designed and operating in accordance with the substantive discharge requirements. Based on PID 
readings, TRS estimates that approximately 3,473 pounds of volatile organic compounds (VOCs) 
have been removed from the treatment volume.  

ERH Process Water 

During this reporting period, the ERH system discharged 6,653 gallons to the Groundwater Extraction 
and Treatment System (GETS) at an average rate of 0.7 gallon per minute (gpm). To date a total of 
64,687 gallons has been discharged to the GETS. The water recovered by the ERH system is passed 
through a particulate filter and two liquid-phase granular activated carbon (LGAC) vessels arranged 
in series prior to discharge to the GETS. The water recovered and treated with LGAC prior to being 
sent to the GETS is now being analyzed for VOCs twice per month by an offsite laboratory. The 
results of these analyses are provided in Table 6. The LGAC system has been working as designed.  

Groundwater and Vacuum Piezometers 

TRS collects vacuum piezometer readings at least once a week while onsite to illustrate full vacuum 
influence across the Site. TRS was not on site during the reporting period so no new readings were 
collected. The readings collected to date are presented in Table 2.  
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Table 2 Site VP Readings (inches water column) 

Date/Time VP-B4 VP-C2 VP-D4 VP-G4 VP-K5 VP-L4 VP-L7 VP-M6 

10/14/16 1.0 1.0 3.0 8.0 8.5 3.0 3.0 4.0 

10/18/16 1.5 1.5 4.0 8.8 8.0 3.0 3.3 3.5 

10/24/16 1.5 1.5 3.5 5.5 6.5 2.5 3.0 3.0 

11/2/16 1.5 1.5 4.0 5.0 6.5 2.5 3.0 3.5 

11/10/16 1.0 1.0 4.5 5.0 7.0 2.5 2.5 3.5 

11/15/16 1.0 1.0 4.0 4.5 7.0 3.0 2.5 3.0 

11/21/16 1.5 1.5 3.5 5.0 6.5 3.0 3.0 3.0 

11/29/16 1.0 1.0 3.0 4.5 6.0 2.5 2.5 3.0 

12/5/16 1.5 1.5 4.0 5.0 6.0 3.0 3.0 3.0 

12/14/16 1.0 1.0 3.5 4.5 5.5 2.5 2.5 2.5 

12/21/16 1.0 1.0 4.0 4.5 5.5 3.0 2.5 3.0 

In addition to the vacuum piezometer readings, TRS also collects groundwater elevation measurement 
readings daily through automated data collection. The groundwater elevation readings are presented 
graphically in Figures 4a through 4d. As the readings show, there are fluctuations occurring within 
the piezometers, but the changes are consistent inside and outside the treatment volume, indicating 
hydraulic control.  

The GETS operated with ground water pumping well EW1 online during this operational period, 
recovering about 30 gpm from the well. EW1 is located north of the treatment volume, on Marshall 
Street. 

Planned Activities 

TRS personnel will visit the Site the week of January 2, 2017, to collect operations data, optimize the 
system, and perform weekly system maintenance. 
 
Should you have any questions concerning this report, or if you would like any additional 
information, please contact either me or Chris Thomas by phone at (360) 560-7551 and (847) 376-
3691, respectively. 
 
Sincerely, 
TRS Group, Inc.        
   

 
Bradley Morris   
Project Manager 
 
Attachments:      Table 3, 4, 5 - Vapor Concentrations 
  Table 6 – LGAC performance 
  Figure 1 – Site Plan  
  Figure 2a – TMP D3 Temperature vs. Depth 



RFD75 WR 010217 acf 4 

 

  Figure 2b – TMP F4 Temperature vs. Depth 
  Figure 2c – TMP H3 Temperature vs. Depth 
  Figure 2d – TMP K4 Temperature vs. Depth 
  Figure 2e – TMP K5 Temperature vs. Depth 
  Figure 2f – TMP K7 Temperature vs. Depth 
  Figure 2g – TMP M5 Temperature vs. Depth 
  Figure 3 – Subsurface Temperatures vs. Time 
  Figure 4a – GWP B4 and C3 
  Figure 4b – GWP E3 and F3 
  Figure 4c – GWP G5 and H6 
  Figure 4d – GWP K3 and L4 
  Figure 5 – ERH Performance 
 
cc/att:  Chris Thomas, TRS 
 Tim Warner, TRS 
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Table 3 Vapor Influent and Effluent PID Monitoring Results 

Date 
Blower 

Flow Rate 
(scfm) 

Influent 
Conc 
(ppm) 

Effluent 
Conc 
(ppm) 

VOC 
Recovery 

Rate 
(lbs/day) 

Total 
VOC 

Recovery 
(lbs) 

VOC 
Discharge 

Rate 
(lbs/day) 

Total HAPS 
Discharged 

(lbs) 

Total VOC 
Discharged 

(lbs) 

LAB Total 
VOC 

Recovery 
Rate 

(lbs/day) 

10/17/16 830 25.6 0.0 10.4 0.0 0.0 0.0 0.0  

10/18/16 830 53.4 0.0 21.7 15.0 0.0 0.0 0.0 8.1 

10/19/16 830 37.0 0.0 15.0 29.7 0.0 0.0 0.0  

10/24/16 834 50.2 0.0 20.5 119 0.0 0.0 0.0  

10/25/16 837 55.2 0.0 22.6 145 0.0 0.0 0.0 46.5 

10/26/16 839 67.9 0.0 27.8 168 0.0 0.0 0.0  

10/27/16 850 81.0 0.0 33.6 193 0.0 0.0 0.0  

10/28/16 861 96.0 1.0 40.4 233 0.4 0.0 0.2  

10/31/16 860 110.0 3.0 46.2 365 1.3 0.2 2.8  

11/1/16 845 83.0 8.0 34.3 399 3.3 0.3 4.7 56.0 

11/2/16 859 105.0 7.0 44.1 440 2.9 0.6 7.9  

11/3/16 860 160.0 15.0 67.2 497 6.3 0.9 12.8  

11/7/16 860 143.3 52.3 60.2 752 22.0 4.9 69.3 61.9 

11/10/16 869 142.7 45.1 60.6 946 19.1 9.5 135  

11/14/16 860 70.0 53.0 29.4 1,122 22.3 15.1 216  

11/16/16 878 172.0 92.0 73.8 1,215 39.5 19.0 272  

11/18/16 824 127.0 82.0 51.1 1,341 33.0 24.1 345  

11/23/16 800 200.0 0.0 78.2 1,684 0.0 30.3 433 240.4 

11/29/16 802 212.0 156.0 83.1 2,138 61.1 42.3 604  

12/1/16 719 138.0 122.0 48.3 2,291 42.8 50.1 726  

12/5/16 708 102.7 136.5 35.5 2,452 47.2 62.9 899  
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Date 
Blower 

Flow Rate 
(scfm) 

Influent 
Conc 
(ppm) 

Effluent 
Conc 
(ppm) 

VOC 
Recovery 

Rate 
(lbs/day) 

Total 
VOC 

Recovery 
(lbs) 

VOC 
Discharge 

Rate 
(lbs/day) 

Total HAPS 
Discharged 

(lbs) 

Total VOC 
Discharged 

(lbs) 

LAB Total 
VOC 

Recovery 
Rate 

(lbs/day) 

12/6/16 711 126.1 123.0 43.8 2,498 42.7 66.6 951 50.9 

12/16/16 770 206.0 202.0 77.5 3,064 76.0 105.3 1,505  

12/21/16 776 104 101 39.4 3,393 38.3 105.3 1,505 8.1 

12/23/16 886 120 117 51.9 3,473 50.6 105.3 1,505  

 
 
 

Table 4 TO 15 Influent to VGAC 

Date 1,1,1 TCA 
(ug/m3) 

1,1 DCE 
(ug/m3) 

1,1 DCA  
(ug/m3) 

Other TO-15 
(ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total VOC 
Recovery Rate 

(lbs/day) 

10/18/16 100,000 280 3,400 5,450 NS 109,130 8 

10/25/16 50,000 7,200 1,700 6,900 469,690 620,095 47 

11/1/16 53,000 29,000 430 23,670 633,670 739,770 56 

11/7/16 13,000 16,000 2,800 21,625 749,022 802,447 62 

11/23/16 1,800 1,800 590 121,860 5,330,521 5,456,571 391 

12/6/16 540 2,000 210 20,610 774,873 798,233 51 

12/22/16 200 150 18 9,396 106,610 116,374 8 
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Table 5 TO 15 Effluent from VGAC 

Date 
1,1,1 TCA 

Conc. 
(ug/m3) 

1,1 DCE 
Conc. 

(ug/m3) 

1,1 DCA 
Conc. 

(ug/m3) 

Other 
TO-15 

(ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total HAPS 
Discharge 

Rate (lb/day) 

Total VOC 
Discharge Rate 

(lb/day) 

10/18/16 47 ND ND 410 NS 457 0.03 0 

10/25/16 5,200 110 430 17 NS 5,757 0.43 0 

11/1/16 72,000 8,300 ND ND NS 80,300 6.08 6 

11/7/16 100,000 15,000 5,800 1,370 NS 122,170 9.42 9 

11/23/16 79 48 15 233 20,532 20,907 0.03 2 

12/6/16 1,200 3,200 120 6,600 860,440 871,561 0.71 56 

12/22/16 300 230 34 11,476 233,921 245,961 0.84 17 
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Table 6  LGAC and GETS discharge data 

 10/18/16 10/25/16 11/1/16 11/7/16 11/23/16 12/6/16 12/22/16 

Temperature (F) 75 80 85 84 85 57 -- 

pH 8.1 8.0 8.6 9 8.1 9.0 -- 

Pre LGAC Carbon Tetrachloride ND ND ND ND ND ND ND 

Pre LGAC DCE ND 8.4 17 15.0 ND ND ND 

Pre LGAC 1,1,1 - TCA 47 110 69 24 2.6 ND ND 

Pre LGAC 1,1,2 - TCA 0 1.5 2 2 ND ND ND 

Pre LGAC TCE ND 1.1 1 0,72 ND ND ND 

Pre LGAC PCE ND ND ND 1 ND ND ND 

Pre LGAC Total Contaminants Concentration 248 457 300 1,014 4,446 1,718 6,282 

Mid LGAC Carbon Tetrachloride ND ND ND LGAC off ND ND ND 

Mid LGAC DCE ND ND ND  ND ND ND 

Mid LGAC 1,1,1 - TCA ND ND ND  2.5 1.2 ND 

Mid LGAC 1,1,2 - TCA ND ND ND  ND ND ND 

Mid LGAC TCE ND ND ND  ND ND ND 

Mid LGAC PCE ND ND ND  ND ND ND 

Mid LGAC Total Contaminants Concentration 191 193 0  1,503 932 5,368 

Post LGAC Carbon Tetrachloride ND ND ND LGAC off ND ND ND 

Post LGAC DCE ND ND ND  ND ND ND 

Post LGAC 1,1,1 - TCA ND ND ND  ND ND ND 

Post LGAC 1,1,2 - TCA ND ND ND  ND ND ND 

Post LGAC TCE ND ND ND  ND ND ND 

Post LGAC PCE ND ND ND  ND ND ND 

Post LGAC Total Contaminants Concentration 249.0 214.9 24  228 485 3,683 
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Figure 2a.  TMP D3 Temperature vs. Depth 
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Figure 2b.   TMP F4 Temperature vs. Depth 
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Figure 2c.   TMP H3 Temperature vs. Depth 
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Figure 2d.   TMP K4 Temperature vs. Depth 
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Figure 2e.   TMP K5 Temperature vs. Depth 
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Figure 2f.   TMP K7 Temperature vs. Depth 
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Figure 2g.   TMP M5 Temperature vs. Depth 
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Figure 3.   Subsurface Temperatures vs. Time 
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Figure 4a.   GWP B4 and GWP C3 
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Figure 4b.   GWP E3 and GWP F3 
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Figure 4c.   GWP G5 and GWP H6 
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Figure 4d.   GWP K3 and GWP L4  
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Figure 5.   ERH Performance 
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January 31, 2017 
 
Mr. Brian Conrath 
Remedial Project Manager 
Illinois Environmental Protection Agency 
1021 N. Grand Ave. East 
Springfield, Illinois 62702 
(217) 557-8155  
Brian.Conrath@Illinois.gov 
 
Subject: ERH Weekly Report 
 January 23, 2017 to January 30, 2017 
 Southeast Rockford Groundwater Contamination Site Area 4 
 2630 Marshall Street, Rockford, Illinois. 
 
Dear Mr. Conrath, 
 
This letter report contains a brief description of the Electrical Resistance Heating (ERH) remediation 
operations performed at 2630 Marshall Street, Rockford, Illinois (the Site). The time period addressed 
in this report is from January 23 to January 30, 2017.  

ERH Application Summary 

The ERH system operational parameters through January 30, 2017 are presented below in Table 1.  

Table 1. Key ERH System Operational Parameters 

ERH System Parameters January 23 January 30 

Weekly Average Power (kW) 279 394 

Cumulative Energy Applied (kWh) 1,124,000 1,191,300 

Average Subsurface Temperature (°C) 64.5 61.1 

Average Vapor System Flow Rate (scfm) 863 843 

Duration of System Shutdown (approximate hours) 42 5 

Discharge to GETS flow rate (gpm) 0.6 0.8 

Total water discharged to GETS  81,706 89,465 

 
The ERH system experienced three shut downs during the reporting period. The first shutdown 
occurred on the afternoon of Tuesday January 24, 2017 at approximately 2:00pm so that TRS could 
safely install and implement an air addition system designed to work in conjunction with ERH. The 
installation was completed at approximately 4:00pm and the system was returned to full operation. 

The second shutdown occurred on the morning of Thursday January 26, 2017 at approximately 
1:30am and was the result of an unauthorized intrusion alarm. TRS staff and the Rockford Police 
Department both responded to the alarm, but no apprehension of suspects occurred. Following a 
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thorough search of the building on site the ERH system was restarted at approximately 3:30am and 
normal operations were resumed. The third shutdown occurred on the morning of Monday January 
30, 2017 at approximately 12:45am and was once again the result of an unauthorized intrusion alarm. 
The Rockford Police Department once again responded to the alarm, but again were unable to 
apprehend a suspect. TRS worked with the police to ensure the site was clear of intruders and the 
system was restarted remotely at approximately 1:45am. 

The PCU, vapor recovery, and vapor abatement systems operated within design parameters during the 
reporting period. 

Temperatures 

The highest individual temperature measurement within the treatment volume was 100.3°C. This was 
recorded at location SS8 at 32-feet below ground surface (ft bgs) on Tuesday January 24, 2017. 
The average subsurface temperature in the treatment area remained relatively constant with a slight 
decrease from 64.5 degrees Celsius (°C) to 61.1°C during the reporting period. It should be noted that 
following the implementation of the air addition system the RTD bundles that had been temporarily 
installed in wells SS1 and SS6 were returned to their original TMP casings. The RTD bundle located 
in SS1 was returned to TMP K4 and the RTD bundle located at SS6 was returned to TMP F4. These 
moves resulted in only one RTD bundle, located at SS8, remaining within the reduced focus area.  
 
To illustrate the temperature change, the data is presented in seven separate graphs based on TMP 
location. Temperatures relative to depth for each TMP are presented in Figures 2a through 2g. 
Average subsurface temperature over time is presented in Figure 3. 

Power and Energy 

The PCU averaged 394 kilowatts (kW) of applied power to the treatment volume during the reporting 
period. A total of 1,191,300 kilowatt-hours (kWh) of energy have been applied to the subsurface as of 
January 30, 2017.  

ERH Vapor Recovery 

During this reporting period, the average vacuum applied to the subsurface, as measured at the 
condenser inlet, was approximately 5.2 inches of mercury (in Hg). The vapor stream flow rate, as 
measured after the vapor recovery blower, averaged 843 standard cubic feet per minute (scfm).  
 
Vapor samples are collected from the influent and effluent of the vapor-phase granular activated 
carbon (VGAC) system whenever TRS is onsite. Analysis is performed using a photoionization 
detector (PID) MiniRae 3000. In accordance with the Work Plan, vapor samples are also collected 
once per week during the first four weeks of operations and then bimonthly thereafter. The vapor 
samples were sent offsite for analysis by Method TO-15, including a listing of tentatively identified 
compounds, in an attempt to quantify the heavier compounds recovered by the vapor recovery 
system. Of note, both 1,1,1-TCA and 1,1-DCE vapor concentrations have declined dramatically, 
while the heavier hydrocarbon compound recovery has increased.  
 
The available results of the PID and TO-15 analysis can be found in the attached Table 3, Table 4 
and Table 5. The PID readings and TO-15 data confirm that the VGAC system is performing as 
designed and operating in accordance with the substantive discharge requirements. Based on PID 
readings, TRS estimates that approximately 5,108 pounds of volatile organic compounds (VOCs) 
have been removed from the treatment volume.  
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ERH Process Water 

During this reporting period, the ERH system discharged 7,759 gallons to the Groundwater Extraction 
and Treatment System (GETS) at an average rate of 0.8 gallons per minute (gpm). To date a total of 
89,465 gallons has been discharged to the GETS. The water recovered by the ERH system is passed 
through a particulate filter and two liquid-phase granular activated carbon (LGAC) vessels arranged 
in series prior to discharge to the GETS. The water recovered and treated with LGAC prior to being 
sent to the GETS is now being analyzed for VOCs twice per month by an offsite laboratory. The 
results of these analyses are provided in Table 6. The LGAC system has been working as designed.  

Groundwater and Vacuum Piezometers 

TRS collects vacuum piezometer readings at least once a week while onsite to illustrate full vacuum 
influence across the Site. The readings collected to date are presented in Table 2.  

Table 2 Site VP Readings (inches water column) 

Date/Time VP-B4 VP-C2 VP-D4 VP-G4 VP-K5 VP-L4 VP-L7 VP-M6 

10/14/16 1.0 1.0 3.0 8.0 8.5 3.0 3.0 4.0 

10/18/16 1.5 1.5 4.0 8.8 8.0 3.0 3.3 3.5 

10/24/16 1.5 1.5 3.5 5.5 6.5 2.5 3.0 3.0 

11/2/16 1.5 1.5 4.0 5.0 6.5 2.5 3.0 3.5 

11/10/16 1.0 1.0 4.5 5.0 7.0 2.5 2.5 3.5 

11/15/16 1.0 1.0 4.0 4.5 7.0 3.0 2.5 3.0 

11/21/16 1.5 1.5 3.5 5.0 6.5 3.0 3.0 3.0 

11/29/16 1.0 1.0 3.0 4.5 6.0 2.5 2.5 3.0 

12/5/16 1.5 1.5 4.0 5.0 6.0 3.0 3.0 3.0 

12/14/16 1.0 1.0 3.5 4.5 5.5 2.5 2.5 2.5 

12/21/16 1.0 1.0 4.0 4.5 5.5 3.0 2.5 3.0 

1/4/17 1.0 1.0 3.5 4.0 5.0 3.0 2.5 2.5 

1/9/17 1.0 1.0 3.5 4.0 4.5 3.0 2.5 2.5 

1/18/17 1.0 1.0 3.0 4.0 4.5 3.5 3.0 3.0 

1/23/17 1.0 1.0 3.5 4.0 4.5 3.0 2.5 3.0 
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In addition to the vacuum piezometer readings, TRS also collects groundwater elevation measurement 
readings daily through automated data collection. On Thursday January 26, 2017 the device that 
records the groundwater elevation measurement readings reached the end of its battery life. TRS is in 
the process of looking into an alternative acceptable method to collect this data through the end of 
system operations. The groundwater elevation readings are presented graphically in Figures 4a 
through 4d. As the readings show, there are fluctuations occurring within the piezometers, but the 
changes are consistent inside and outside the treatment volume showing drawdown inside, indicating 
hydraulic control.  

The GETS operated with ground water pumping well EW1 online during this operational period, 
recovering about 30 gpm from the well. EW1 is located north of the treatment volume, on Marshall 
Street. 

Planned Activities 

TRS personnel will visit the Site the week of January 30, 2017 to collect operations data, optimize the 
system, and perform weekly system maintenance. 
 
Should you have any questions concerning this report, or if you would like any additional 
information, please contact either me or Chris Thomas by phone at (360) 560-7551 and (847) 376-
3691, respectively. 
 
Sincerely, 
TRS Group, Inc.        
   

 
Bradley Morris   
Project Manager 
 
Attachments:      Table 3, 4, 5 - Vapor Concentrations 
  Table 6 – LGAC performance 
  Figure 1 – Site Plan  
  Figure 2a – TMP D3 Temperature vs. Depth 
  Figure 2b – TMP F4 (SS6) Temperature vs. Depth 
  Figure 2c – TMP H3 Temperature vs. Depth 
  Figure 2d – TMP K4 (SS1) Temperature vs. Depth 
  Figure 2e – TMP K5 Temperature vs. Depth 
  Figure 2f – TMP K7 (SS8) Temperature vs. Depth 
  Figure 2g – TMP M5 Temperature vs. Depth 
  Figure 3 – Subsurface Temperatures vs. Time 
  Figure 4a – GWP B4 and C3 
  Figure 4b – GWP E3 and F3 
  Figure 4c – GWP G5 and H6 
  Figure 4d – GWP K3 and L4 
  Figure 5 – ERH Performance 
 
cc/att:  Chris Thomas, TRS 
 Tim Warner, TRS  
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Table 3 Vapor Influent and Effluent PID Monitoring Results 

Date 
Blower 

Flow Rate 
(scfm) 

Influent 
Conc 
(ppm) 

Effluent 
Conc 
(ppm) 

VOC 
Recovery 

Rate 
(lbs/day) 

Total 
VOC 

Recovery 
(lbs) 

VOC 
Discharge 

Rate 
(lbs/day) 

Total HAPS 
Discharged 

(lbs) 

Total VOC 
Discharged 

(lbs) 

LAB Total 
VOC 

Recovery 
Rate 

(lbs/day) 

10/17/16 830 25.6 0.0 10.4 0.0 0.0 0.0 0.0  

10/18/16 830 53.4 0.0 21.7 15.0 0.0 0.0 0.0 8.1 

10/19/16 830 37.0 0.0 15.0 29.7 0.0 0.0 0.0  

10/24/16 834 50.2 0.0 20.5 119 0.0 0.0 0.0  

10/25/16 837 55.2 0.0 22.6 145 0.0 0.0 0.0 46.5 

10/26/16 839 67.9 0.0 27.8 168 0.0 0.0 0.0  

10/27/16 850 81.0 0.0 33.6 193 0.0 0.0 0.0  

10/28/16 861 96.0 1.0 40.4 233 0.4 0.0 0.2  

10/31/16 860 110.0 3.0 46.2 365 1.3 0.2 2.8  

11/1/16 845 83.0 8.0 34.3 399 3.3 0.3 4.7 56.0 

11/2/16 859 105.0 7.0 44.1 440 2.9 0.6 7.9  

11/3/16 860 160.0 15.0 67.2 497 6.3 0.9 12.8  

11/7/16 860 143.3 52.3 60.2 752 22.0 4.9 69.3 61.9 

11/10/16 869 142.7 45.1 60.6 946 19.1 9.5 135  

11/14/16 860 70.0 53.0 29.4 1,122 22.3 15.1 216  

11/16/16 878 172.0 92.0 73.8 1,215 39.5 19.0 272  

11/18/16 824 127.0 82.0 51.1 1,341 33.0 24.1 345  

11/23/16 800 200.0 0.0 78.2 1,684 0.0 30.3 433 240.4 

11/29/16 802 212.0 156.0 83.1 2,138 61.1 42.3 604  

12/1/16 719 138.0 122.0 48.3 2,291 42.8 50.1 726  

12/5/16 708 102.7 136.5 35.5 2,452 47.2 62.9 899  

12/6/16 711 126.1 123.0 43.8 2,498 42.7 66.6 951 50.9 
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Date 
Blower 

Flow Rate 
(scfm) 

Influent 
Conc 
(ppm) 

Effluent 
Conc 
(ppm) 

VOC 
Recovery 

Rate 
(lbs/day) 

Total 
VOC 

Recovery 
(lbs) 

VOC 
Discharge 

Rate 
(lbs/day) 

Total HAPS 
Discharged 

(lbs) 

Total VOC 
Discharged 

(lbs) 

LAB Total 
VOC 

Recovery 
Rate 

(lbs/day) 

12/16/16 770 206.0 202.0 77.5 3,064 76.0 105.3 1,505  

12/21/16 776 104 101 39.4 3,393 38.3 105.3 1,505 8.1 

12/23/16 886 120 117 51.9 3,473 50.6 105.3 1,505  

1/3/17 871 111.0 132.0 47.2 4,032 56.2 175.4 2,506 17.8 

1/9/17 879 124.9 100.0 53.7 4,331 43.0 196.0 2,800  

1/10/17 271 135.0 110.0 17.9 4,368 14.6 198.1 2,830  

1/11/17 762 71.6 65.0 26.7 4,388 24.2 199.3 2,847  

1/17/17 857 40.1 50.0 16.8 4,520 20.9 212.6 2,984  

1/23/17 848 173.4 100.0 71.8 4,784 41.4 227.4 3,249  

1/25/17 853 300.0 250.0 124.9 4,966 104.1 236.9 3,384  

1/26/17 859 268.7 180.0 112.7 5,108 75.5 244.3 3,490  
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Table 4 TO 15 Influent to VGAC 

Date 1,1,1 TCA 
(ug/m3) 

1,1 DCE 
(ug/m3) 

1,1 DCA  
(ug/m3) 

Other TO-15 
(ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total VOC 
Recovery Rate 

(lbs/day) 

10/18/16 100,000 280 3,400 5,450 NS 109,130 8 

10/25/16 50,000 7,200 1,700 6,900 469,690 620,095 47 

11/1/16 53,000 29,000 430 23,670 633,670 739,770 56 

11/7/16 13,000 16,000 2,800 21,625 749,022 802,447 62 

11/23/16 1,800 1,800 590 121,860 5,330,521 5,456,571 391 

12/6/16 540 2,000 210 20,610 774,873 798,233 51 

12/22/16 200 150 18 9,396 106,610 116,374 8 

1/3/17 230 170 33 6,474 220,836 227,743 18 
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Table 5 TO 15 Effluent from VGAC 
 

Date 
1,1,1 TCA 

Conc. 
(ug/m3) 

1,1 DCE 
Conc. 

(ug/m3) 

1,1 DCA 
Conc. 

(ug/m3) 

Other 
TO-15 

(ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total HAPS 
Discharge 

Rate (lb/day) 

Total VOC 
Discharge Rate 

(lb/day) 

10/18/16 47 ND ND 410 NS 457 0.03 0 

10/25/16 5,200 110 430 17 NS 5,757 0.43 0 

11/1/16 72,000 8,300 ND ND NS 80,300 6.08 6 

11/7/16 100,000 15,000 5,800 1,370 NS 122,170 9.42 9 

11/23/16 79 48 15 233 20,532 20,907 0.03 2 

12/6/16 1,200 3,200 120 6,600 860,440 871,561 0.71 56 

12/22/16 300 230 34 11,476 233,921 245,961 0.84 17 

1/3/17 250 220 36 5,812 389,064 395,382 0.49 31 
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Table 6  LGAC and GETS discharge data 

 10/18/16 10/25/16 11/1/16 11/7/16 11/23/16 12/6/16 12/22/16 1/3/17 
Temperature (F) 75 80 85 84 85 57 -- 50 

pH 8.1 8.0 8.6 9 8.1 9.0 -- 8.2 

Pre LGAC Carbon Tetrachloride ND ND ND ND ND ND ND ND 

Pre LGAC DCE ND 8.4 17 15.0 ND ND ND ND 

Pre LGAC 1,1,1 - TCA 47 110 69 24 2.6 ND ND ND 

Pre LGAC 1,1,2 - TCA 0 1.5 2 2 ND ND ND ND 

Pre LGAC TCE ND 1.1 1 0,72 ND ND ND ND 

Pre LGAC PCE ND ND ND 1 ND ND ND ND 

Pre LGAC Total Contaminants 
Concentration 

248 457 300 1,014 4,446 1,718 6,282 2614.1 

Mid LGAC Carbon Tetrachloride ND ND ND LGAC off ND ND ND ND 

Mid LGAC DCE ND ND ND  ND ND ND ND 

Mid LGAC 1,1,1 - TCA ND ND ND  2.5 1.2 ND ND 

Mid LGAC 1,1,2 - TCA ND ND ND  ND ND ND ND 

Mid LGAC TCE ND ND ND  ND ND ND 3.4 

Mid LGAC PCE ND ND ND  ND ND ND ND 

Mid LGAC Total Contaminants 
Concentration 

191 193 0  1,503 932 5,368 2621.4 

Post LGAC Carbon Tetrachloride ND ND ND LGAC off ND ND ND ND 

Post LGAC DCE ND ND ND  ND ND ND ND 

Post LGAC 1,1,1 - TCA ND ND ND  ND ND ND ND 

Post LGAC 1,1,2 - TCA ND ND ND  ND ND ND ND 

Post LGAC TCE ND ND ND  ND ND ND 8.6 

Post LGAC PCE ND ND ND  ND ND ND ND 

Post LGAC Total Contaminants 
Concentration 

249.0 214.9 24  228 485 3,683 1974.5 
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Figure 2a.  TMP D3 Temperature vs. Depth 
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Figure 2b.   TMP F4 Temperature vs. Depth 
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Figure 2c.   TMP H3 Temperature vs. Depth 
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Figure 2d.   TMP K4 Temperature vs. Depth 
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Figure 2e.   TMP K5 Temperature vs. Depth 
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Figure 2f.   TMP K7 (SS8) Temperature vs. Depth 
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Figure 2g.   TMP M5 Temperature vs. Depth 
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Figure 3.   Subsurface Temperatures vs. Time 
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Figure 4a.   GWP B4 and GWP C3 
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Figure 4b.   GWP E3 and GWP F3 
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Figure 4c.   GWP G5 and GWP H6 
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Figure 4d.   GWP K3 and GWP L4  
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Figure 5.   ERH Performance 
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February 7, 2017 
 
Mr. Brian Conrath 
Remedial Project Manager 
Illinois Environmental Protection Agency 
1021 N. Grand Ave. East 
Springfield, Illinois 62702 
(217) 557-8155  
Brian.Conrath@Illinois.gov 
 
Subject: ERH Weekly Report 
 January 30, 2017 to February 6, 2017 
 Southeast Rockford Groundwater Contamination Site Area 4 
 2630 Marshall Street, Rockford, Illinois. 
 
Dear Mr. Conrath, 
 
This letter report contains a brief description of the Electrical Resistance Heating (ERH) remediation 
operations performed at 2630 Marshall Street, Rockford, Illinois (the Site). The time period addressed 
in this report is from January 30 to February 6, 2017.  

ERH Application Summary 

The ERH system operational parameters through February 6, 2017 are presented below in Table 1.  

Table 1. Key ERH System Operational Parameters 

ERH System Parameters January 30 February 6 

Weekly Average Power (kW) 394 408 

Cumulative Energy Applied (kWh) 1,191,300 1,260,500 

Average Subsurface Temperature (°C) 61.1 61.2 

Average Vapor System Flow Rate (scfm) 843 816 

Duration of System Shutdown (approximate hours) 5 0 

Discharge to GETS flow rate (gpm) 0.8 0.9 

Total water discharged to GETS  89,465 98,320 

 

The ERH system did not experience any shut downs and the PCU, vapor recovery, and vapor 
abatement systems operated within design parameters during the reporting period. 

Temperatures 

The highest individual temperature measurement within the treatment volume was 99°C. This was 
recorded at TMP K5 at 27-feet below ground surface (ft bgs) on Friday February 3, 2017. 
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The average subsurface temperature in the treatment area remained relatively constant with a slight 
increase from 61.1 degrees Celsius (°C) to 61.2°C during the reporting period. As mentioned in the 
previous report, following the implementation of the air addition system, the RTD bundles that had 
been temporarily installed in wells SS1 and SS6 were returned to their original TMP casings resulting 
in only one RTD bundle, located at SS8, remaining within the reduced focus area.  
 
To illustrate the temperature change, the data is presented in seven separate graphs based on TMP 
location. Temperatures relative to depth for each TMP are presented in Figures 2a through 2g. 
Average subsurface temperature over time is presented in Figure 3. 

Power and Energy 

The PCU averaged 408 kilowatts (kW) of applied power to the treatment volume during the reporting 
period. A total of 1,260,500 kilowatt-hours (kWh) of energy have been applied to the subsurface as of 
February 6, 2017.  

ERH Vapor Recovery 

During this reporting period, the average vacuum applied to the subsurface, as measured at the 
condenser inlet, was approximately 6.0 inches of mercury (in Hg). The vapor stream flow rate, as 
measured after the vapor recovery blower, averaged 816 standard cubic feet per minute (scfm).  
 
Vapor samples are collected from the influent and effluent of the vapor-phase granular activated 
carbon (VGAC) system whenever TRS is onsite. Analysis is performed using a photoionization 
detector (PID) MiniRae 3000. In accordance with the Work Plan, vapor samples are also collected 
once per week during the first four weeks of operations and then bimonthly thereafter. The vapor 
samples were sent offsite for analysis by Method TO-15, including a listing of tentatively identified 
compounds, in an attempt to quantify the heavier compounds recovered by the vapor recovery 
system. Of note, both 1,1,1-TCA and 1,1-DCE vapor concentrations have declined dramatically, 
while the heavier hydrocarbon compound recovery has increased.  
 
The available results of the PID and TO-15 analysis can be found in the attached Table 3, Table 4 
and Table 5. The PID readings and TO-15 data confirm that the VGAC system is performing as 
designed and operating in accordance with the substantive discharge requirements. Based on PID 
readings, TRS estimates that approximately 5,650 pounds of volatile organic compounds (VOCs) 
have been removed from the treatment volume.  

ERH Process Water 

During this reporting period, the ERH system discharged 8,855 gallons to the Groundwater Extraction 
and Treatment System (GETS) at an average rate of 0.9 gallons per minute (gpm). To date a total of 
98,320 gallons has been discharged to the GETS. The water recovered by the ERH system is passed 
through a particulate filter and two liquid-phase granular activated carbon (LGAC) vessels arranged 
in series prior to discharge to the GETS. The water recovered and treated with LGAC prior to being 
sent to the GETS is now being analyzed for VOCs twice per month by an offsite laboratory. The 
results of these analyses are provided in Table 6. The LGAC system has been working as designed.  

Groundwater and Vacuum Piezometers 

TRS collects vacuum piezometer readings at least once a week while onsite to illustrate full vacuum 
influence across the Site. The readings collected to date are presented in Table 2.  
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Table 2 Site VP Readings (inches water column) 

Date/Time VP-B4 VP-C2 VP-D4 VP-G4 VP-K5 VP-L4 VP-L7 VP-M6 

10/14/16 1.0 1.0 3.0 8.0 8.5 3.0 3.0 4.0 

10/18/16 1.5 1.5 4.0 8.8 8.0 3.0 3.3 3.5 

10/24/16 1.5 1.5 3.5 5.5 6.5 2.5 3.0 3.0 

11/2/16 1.5 1.5 4.0 5.0 6.5 2.5 3.0 3.5 

11/10/16 1.0 1.0 4.5 5.0 7.0 2.5 2.5 3.5 

11/15/16 1.0 1.0 4.0 4.5 7.0 3.0 2.5 3.0 

11/21/16 1.5 1.5 3.5 5.0 6.5 3.0 3.0 3.0 

11/29/16 1.0 1.0 3.0 4.5 6.0 2.5 2.5 3.0 

12/5/16 1.5 1.5 4.0 5.0 6.0 3.0 3.0 3.0 

12/14/16 1.0 1.0 3.5 4.5 5.5 2.5 2.5 2.5 

12/21/16 1.0 1.0 4.0 4.5 5.5 3.0 2.5 3.0 

1/4/17 1.0 1.0 3.5 4.0 5.0 3.0 2.5 2.5 

1/9/17 1.0 1.0 3.5 4.0 4.5 3.0 2.5 2.5 

1/18/17 1.0 1.0 3.0 4.0 4.5 3.5 3.0 3.0 

1/23/17 1.0 1.0 3.5 4.0 4.5 3.0 2.5 3.0 

1/31/17 1.0 1.0 3.2 3.9 4.5 3.1 2.9 3.0 

In addition to the vacuum piezometer readings, TRS also collects groundwater elevation measurement 
readings daily through automated data collection. As mentioned in the previous report, on Thursday 
January 26, 2017 the device that records the groundwater elevation measurement readings reached the 
end of its battery life. With the approval of the IEPA TRS replaced four of the eight piezometers that 
monitor the groundwater in and around the reduced treatment area. The piezometers that were 
replaced were GWP E3, GWP F3, GWP G5, and GWP H6. All four piezometers were replaced 
during the reporting period and confirmed to be functioning properly on Friday February 3, 2017. The 
groundwater elevation readings are presented graphically in Figures 4a through 4b. As the readings 
show, there are fluctuations occurring within the piezometers, but the changes are consistent inside 
and outside the treatment volume showing drawdown inside, indicating hydraulic control.  

The GETS operated with ground water pumping well EW1 online during this operational period, 
recovering about 30 gpm from the well. EW1 is located north of the treatment volume, on Marshall 
Street. 
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Planned Activities 

TRS personnel will visit the Site the week of February 6, 2017 to collect operations data, optimize the 
system, and perform weekly system maintenance. 
 
Should you have any questions concerning this report, or if you would like any additional 
information, please contact either me or Chris Thomas by phone at (360) 560-7551 and (847) 376-
3691, respectively. 
 
Sincerely, 
TRS Group, Inc.        
   

 
Bradley Morris   
Project Manager 
 
Attachments:      Table 3, 4, 5 - Vapor Concentrations 
  Table 6 – LGAC performance 
  Figure 1 – Site Plan  
  Figure 2a – TMP D3 Temperature vs. Depth 
  Figure 2b – TMP F4 (SS6) Temperature vs. Depth 
  Figure 2c – TMP H3 Temperature vs. Depth 
  Figure 2d – TMP K4 (SS1) Temperature vs. Depth 
  Figure 2e – TMP K5 Temperature vs. Depth 
  Figure 2f – TMP K7 (SS8) Temperature vs. Depth 
  Figure 2g – TMP M5 Temperature vs. Depth 
  Figure 3 – Subsurface Temperatures vs. Time 
  Figure 4a – GWP E3 and F3 
  Figure 4b – GWP G5 and H6 
  Figure 5 – ERH Performance 
 
cc/att:  Chris Thomas, TRS 
 Tim Warner, TRS  
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Table 3 Vapor Influent and Effluent PID Monitoring Results 

Date 
Blower 

Flow Rate 
(scfm) 

Influent 
Conc 
(ppm) 

Effluent 
Conc 
(ppm) 

VOC 
Recovery 

Rate 
(lbs/day) 

Total 
VOC 

Recovery 
(lbs) 

VOC 
Discharge 

Rate 
(lbs/day) 

Total HAPS 
Discharged 

(lbs) 

Total VOC 
Discharged 

(lbs) 

LAB Total 
VOC 

Recovery 
Rate 

(lbs/day) 

10/17/16 830 25.6 0.0 10.4 0.0 0.0 0.0 0.0  

10/18/16 830 53.4 0.0 21.7 15.0 0.0 0.0 0.0 8.1 

10/19/16 830 37.0 0.0 15.0 29.7 0.0 0.0 0.0  

10/24/16 834 50.2 0.0 20.5 119 0.0 0.0 0.0  

10/25/16 837 55.2 0.0 22.6 145 0.0 0.0 0.0 46.5 

10/26/16 839 67.9 0.0 27.8 168 0.0 0.0 0.0  

10/27/16 850 81.0 0.0 33.6 193 0.0 0.0 0.0  

10/28/16 861 96.0 1.0 40.4 233 0.4 0.0 0.2  

10/31/16 860 110.0 3.0 46.2 365 1.3 0.2 2.8  

11/1/16 845 83.0 8.0 34.3 399 3.3 0.3 4.7 56.0 

11/2/16 859 105.0 7.0 44.1 440 2.9 0.6 7.9  

11/3/16 860 160.0 15.0 67.2 497 6.3 0.9 12.8  

11/7/16 860 143.3 52.3 60.2 752 22.0 4.9 69.3 61.9 

11/10/16 869 142.7 45.1 60.6 946 19.1 9.5 135  

11/14/16 860 70.0 53.0 29.4 1,122 22.3 15.1 216  

11/16/16 878 172.0 92.0 73.8 1,215 39.5 19.0 272  

11/18/16 824 127.0 82.0 51.1 1,341 33.0 24.1 345  

11/23/16 800 200.0 0.0 78.2 1,684 0.0 30.3 433 240.4 

11/29/16 802 212.0 156.0 83.1 2,138 61.1 42.3 604  

12/1/16 719 138.0 122.0 48.3 2,291 42.8 50.1 726  

12/5/16 708 102.7 136.5 35.5 2,452 47.2 62.9 899  

12/6/16 711 126.1 123.0 43.8 2,498 42.7 66.6 951 50.9 
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Date 
Blower 

Flow Rate 
(scfm) 

Influent 
Conc 
(ppm) 

Effluent 
Conc 
(ppm) 

VOC 
Recovery 

Rate 
(lbs/day) 

Total 
VOC 

Recovery 
(lbs) 

VOC 
Discharge 

Rate 
(lbs/day) 

Total HAPS 
Discharged 

(lbs) 

Total VOC 
Discharged 

(lbs) 

LAB Total 
VOC 

Recovery 
Rate 

(lbs/day) 

12/16/16 770 206.0 202.0 77.5 3,064 76.0 105.3 1,505  

12/21/16 776 104 101 39.4 3,393 38.3 105.3 1,505 8.1 

12/23/16 886 120 117 51.9 3,473 50.6 105.3 1,505  

1/3/17 871 111.0 132.0 47.2 4,032 56.2 175.4 2,506 17.8 

1/9/17 879 124.9 100.0 53.7 4,331 43.0 196.0 2,800  

1/10/17 271 135.0 110.0 17.9 4,368 14.6 198.1 2,830  

1/11/17 762 71.6 65.0 26.7 4,388 24.2 199.3 2,847  

1/17/17 857 40.1 50.0 16.8 4,520 20.9 212.6 2,984  

1/23/17 848 173.4 100.0 71.8 4,784 41.4 227.4 3,249  

1/25/17 853 300.0 250.0 124.9 4,966 104.1 236.9 3,384 76.6 

1/26/17 859 268.7 180.0 112.7 5,108 75.5 244.3 3,490  

1/31/17  830 66 86 26.8 5,455 34.9 263.6 3,765  

2/6/17 782 100.9 80 38.6 5,650 30.6 277.3 3,961  
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Table 4 TO 15 Influent to VGAC 

Date 1,1,1 TCA 
(ug/m3) 

1,1 DCE 
(ug/m3) 

1,1 DCA  
(ug/m3) 

Other TO-15 
(ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total VOC 
Recovery Rate 

(lbs/day) 

10/18/16 100,000 280 3,400 5,450 NS 109,130 8 

10/25/16 50,000 7,200 1,700 6,900 469,690 620,095 47 

11/1/16 53,000 29,000 430 23,670 633,670 739,770 56 

11/7/16 13,000 16,000 2,800 21,625 749,022 802,447 62 

11/23/16 1,800 1,800 590 121,860 5,330,521 5,456,571 391 

12/6/16 540 2,000 210 20,610 774,873 798,233 51 

12/22/16 200 150 18 9,396 106,610 116,374 8 

1/3/17 230 170 33 6,474 220,836 227,743 18 

1/25/17 130 600 39 34,647 967,051 1,002,467 77 
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Table 5 TO 15 Effluent from VGAC 
 

Date 
1,1,1 TCA 

Conc. 
(ug/m3) 

1,1 DCE 
Conc. 

(ug/m3) 

1,1 DCA 
Conc. 

(ug/m3) 

Other 
TO-15 

(ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total HAPS 
Discharge 

Rate (lb/day) 

Total VOC 
Discharge Rate 

(lb/day) 

10/18/16 47 ND ND 410 NS 457 0.03 0 

10/25/16 5,200 110 430 17 NS 5,757 0.43 0 

11/1/16 72,000 8,300 ND ND NS 80,300 6.08 6 

11/7/16 100,000 15,000 5,800 1,370 NS 122,170 9.42 9 

11/23/16 79 48 15 233 20,532 20,907 0.03 2 

12/6/16 1,200 3,200 120 6,600 860,440 871,561 0.71 56 

12/22/16 300 230 34 11,476 233,921 245,961 0.84 17 

1/3/17 250 220 36 5,812 389,064 395,382 0.49 31 

1/25/17 130 910 48 8,957 473,236 483,282 0.77 37 
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Table 6  LGAC and GETS discharge data 

 10/18/16 10/25/16 11/1/16 11/7/16 11/23/16 12/6/16 12/22/16 1/3/17 1/25/17 
Temperature (F) 75 80 85 84 85 57 -- 50 78 

pH 8.1 8.0 8.6 9 8.1 9.0 -- 8.2 8.0 

Pre LGAC Carbon Tetrachloride ND ND ND ND ND ND ND ND ND 

Pre LGAC DCE ND 8.4 17 15.0 ND ND ND ND ND 

Pre LGAC 1,1,1 - TCA 47 110 69 24 2.6 ND ND ND ND 

Pre LGAC 1,1,2 - TCA 0 1.5 2 2 ND ND ND ND ND 

Pre LGAC TCE ND 1.1 1 0,72 ND ND ND ND ND 

Pre LGAC PCE ND ND ND 1 ND ND ND ND ND 

Pre LGAC Total Contaminants 
Concentration 

248 457 300 1,014 4,446 1,718 6,282 2,614.1 2,241.0 

Mid LGAC Carbon Tetrachloride ND ND ND LGAC off ND ND ND ND ND 

Mid LGAC DCE ND ND ND  ND ND ND ND ND 

Mid LGAC 1,1,1 - TCA ND ND ND  2.5 1.2 ND ND ND 

Mid LGAC 1,1,2 - TCA ND ND ND  ND ND ND ND ND 

Mid LGAC TCE ND ND ND  ND ND ND 3.4 ND 

Mid LGAC PCE ND ND ND  ND ND ND ND ND 

Mid LGAC Total Contaminants 
Concentration 

191 193 0  1,503 932 5,368 2,621.4 2,201.0 

Post LGAC Carbon Tetrachloride ND ND ND LGAC off ND ND ND ND ND 

Post LGAC DCE ND ND ND  ND ND ND ND ND 

Post LGAC 1,1,1 - TCA ND ND ND  ND ND ND ND ND 

Post LGAC 1,1,2 - TCA ND ND ND  ND ND ND ND ND 

Post LGAC TCE ND ND ND  ND ND ND 8.6 ND 

Post LGAC PCE ND ND ND  ND ND ND ND ND 

Post LGAC Total Contaminants 
Concentration 

249.0 214.9 24  228 485 3,683 1,974.5 1,624.4 
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Figure 2a.  TMP D3 Temperature vs. Depth 
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Figure 2b.   TMP F4 Temperature vs. Depth 
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Figure 2c.   TMP H3 Temperature vs. Depth 
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Figure 2d.   TMP K4 Temperature vs. Depth 
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Figure 2e.   TMP K5 Temperature vs. Depth 
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Figure 2f.   TMP K7 (SS8) Temperature vs. Depth 

 
 

-40

-35

-30

-25

-20

-15

-10

-5

0

0 10 20 30 40 50 60 70 80 90 100 110

D
ep

th
 (f

t b
gs

)

Temperature (°C)

Baseline

1/23/17

1/30/17

2/6/17

DateDate



 

RFD75 WR 020617 acf  17 

 
 

Figure 2g.   TMP M5 Temperature vs. Depth 
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Figure 3.   Subsurface Temperatures vs. Time 
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Figure 4a.   GWP E3 and GWP F3 
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Figure 4b.   GWP G5 and GWP H6 
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Figure 5.   ERH Performance 
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February 15, 2017 
 
Mr. Brian Conrath 
Remedial Project Manager 
Illinois Environmental Protection Agency 
1021 N. Grand Ave. East 
Springfield, Illinois 62702 
(217) 557-8155  
Brian.Conrath@Illinois.gov 
 
Subject: ERH Weekly Report 
 February 6, 2017 to February 13, 2017 
 Southeast Rockford Groundwater Contamination Site Area 4 
 2630 Marshall Street, Rockford, Illinois. 
 
Dear Mr. Conrath, 
 
This letter report contains a brief description of the Electrical Resistance Heating (ERH) remediation 
operations performed at 2630 Marshall Street, Rockford, Illinois (the Site). The time period addressed 
in this report is from February 6 to February 13, 2017.  

ERH Application Summary 

The ERH system operational parameters through February 13, 2017 are presented below in Table 1.  

Table 1. Key ERH System Operational Parameters 

ERH System Parameters February 6 February 13 

Weekly Average Power (kW) 408 385 

Cumulative Energy Applied (kWh) 1,260,500 1,325,900 

Average Subsurface Temperature (°C) 61.2 60.2 

Average Vapor System Flow Rate (scfm) 816 785 

Duration of System Shutdown (approximate hours) 0 0 

Discharge to GETS flow rate (gpm) 0.9 0.8 

Total water discharged to GETS  98,320 106,384 

 

The ERH system did not experience any shut downs and the PCU, vapor recovery, and vapor 
abatement systems operated within design parameters during the reporting period. 

Temperatures 

The highest individual temperature measurement within the treatment volume was 98.8°C. This was 
recorded at TMP K5 at 27-feet below ground surface (ft bgs) on Monday February 13, 2017. 
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The average subsurface temperature in the treatment area remained relatively constant with a slight 
decrease from 61.2 degrees Celsius (°C) to 60.2°C during the reporting period. As mentioned in the 
previous reports, following the implementation of the air addition system, the RTD bundles that had 
been temporarily installed in wells SS1 and SS6 were returned to their original TMP casings resulting 
in only one RTD bundle, located at SS8, remaining within the reduced focus area.  
 
To illustrate the treatment volume temperature change, the data is presented in seven separate graphs 
based on TMP location. Temperatures relative to depth for each TMP are presented in Figures 2a 
through 2g. Average subsurface temperature over time is presented in Figure 3. 

Power and Energy 

The PCU averaged 385 kilowatts (kW) of applied power to the treatment volume during the reporting 
period. A total of 1,325,900 kilowatt-hours (kWh) of energy have been applied to the subsurface as of 
February 13, 2017.  

ERH Vapor Recovery 

During this reporting period, the average vacuum applied to the subsurface, as measured at the 
condenser inlet, was approximately 6.7 inches of mercury (in Hg). The vapor stream flow rate, as 
measured after the vapor recovery blower, averaged 785 standard cubic feet per minute (scfm).  
 
Vapor samples are collected from the influent and effluent of the vapor-phase granular activated 
carbon (VGAC) system whenever TRS is onsite. Analysis is performed using a photoionization 
detector (PID) MiniRae 3000. In accordance with the Work Plan, vapor samples are also collected 
once per week during the first four weeks of operations and then bimonthly thereafter. The vapor 
samples were sent offsite for analysis by Method TO-15, including a listing of tentatively identified 
compounds, in an attempt to quantify the heavier compounds recovered by the vapor recovery 
system. Of note, PCE vapor concentrations declined dramatically during the reporting period.  
 
 
The available results of the PID and TO-15 analysis can be found in the attached Table 3, Table 4 
and Table 5. The PID readings and TO-15 data confirm that the VGAC system is performing as 
designed and operating in accordance with the substantive discharge requirements. Based on PID 
readings, TRS estimates that approximately 5,709 pounds of volatile organic compounds (VOCs) 
have been removed from the treatment volume.  

ERH Process Water 

During this reporting period, the ERH system discharged 8,064 gallons to the Groundwater Extraction 
and Treatment System (GETS) at an average rate of 0.8 gallons per minute (gpm). To date a total of 
106,384 gallons has been discharged to the GETS. The water recovered by the ERH system is passed 
through a particulate filter and two liquid-phase granular activated carbon (LGAC) vessels arranged 
in series prior to discharge to the GETS. The water recovered and treated with LGAC prior to being 
sent to the GETS is now being analyzed for VOCs twice per month by an offsite laboratory. The 
results of these analyses are provided in Table 6. The LGAC system has been working as designed.  
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Groundwater and Vacuum Piezometers 

TRS collects vacuum piezometer readings at least once a week while onsite to illustrate full vacuum 
influence across the Site. The readings collected to date are presented in Table 2.  

Table 2 Site VP Readings (inches water column) 

Date/Time VP-B4 VP-C2 VP-D4 VP-G4 VP-K5 VP-L4 VP-L7 VP-M6 

10/14/16 1.0 1.0 3.0 8.0 8.5 3.0 3.0 4.0 

10/18/16 1.5 1.5 4.0 8.8 8.0 3.0 3.3 3.5 

10/24/16 1.5 1.5 3.5 5.5 6.5 2.5 3.0 3.0 

11/2/16 1.5 1.5 4.0 5.0 6.5 2.5 3.0 3.5 

11/10/16 1.0 1.0 4.5 5.0 7.0 2.5 2.5 3.5 

11/15/16 1.0 1.0 4.0 4.5 7.0 3.0 2.5 3.0 

11/21/16 1.5 1.5 3.5 5.0 6.5 3.0 3.0 3.0 

11/29/16 1.0 1.0 3.0 4.5 6.0 2.5 2.5 3.0 

12/5/16 1.5 1.5 4.0 5.0 6.0 3.0 3.0 3.0 

12/14/16 1.0 1.0 3.5 4.5 5.5 2.5 2.5 2.5 

12/21/16 1.0 1.0 4.0 4.5 5.5 3.0 2.5 3.0 

1/4/17 1.0 1.0 3.5 4.0 5.0 3.0 2.5 2.5 

1/9/17 1.0 1.0 3.5 4.0 4.5 3.0 2.5 2.5 

1/18/17 1.0 1.0 3.0 4.0 4.5 3.5 3.0 3.0 

1/23/17 1.0 1.0 3.5 4.0 4.5 3.0 2.5 3.0 

1/31/17 1.0 1.0 3.2 3.9 4.5 3.1 2.9 3.0 

2/6/17 1.0 1.0 3.5 4.0 4.0 3.0 3.0 3.0 

In addition to the vacuum piezometer readings, TRS also collects groundwater elevation measurement 
readings daily through automated data collection. As mentioned in the previous report, on Thursday 
January 26, 2017 the device that records the groundwater elevation measurement readings reached the 
end of its battery life. With the approval of the IEPA TRS replaced four of the eight piezometers that 
monitor the groundwater in and around the reduced treatment area. The piezometers that were 
replaced were GWP E3, GWP F3, GWP G5, and GWP H6. All four piezometers were replaced 
during the previous reporting period and confirmed to be functioning properly on Friday February 3, 
2017. The groundwater elevation readings are presented graphically in Figures 4a through 4b. As the 
readings show, there are fluctuations occurring within the piezometers, but the changes are consistent 
inside and outside the treatment volume showing drawdown inside, indicating hydraulic control.  

The GETS operated with ground water pumping well EW1 online during this operational period, 
recovering about 30 gpm from the well. EW1 is located north of the treatment volume, on Marshall 
Street. 
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Planned Activities 

TRS personnel will visit the Site the week of February 13, 2017 to collect operations data, optimize 
the system, and perform weekly system maintenance. TRS will also be conducting the third 
confirmation soil sampling event on Thursday February 16, 2017. 
 
Should you have any questions concerning this report, or if you would like any additional 
information, please contact either me or Chris Thomas by phone at (360) 560-7551 and (847) 376-
3691, respectively. 
 
Sincerely, 
TRS Group, Inc.        
   

 
Bradley Morris   
Project Manager 
 
Attachments:      Table 3, 4, 5 - Vapor Concentrations 
  Table 6 – LGAC performance 
  Figure 1 – Site Plan  
  Figure 2a – TMP D3 Temperature vs. Depth 
  Figure 2b – TMP F4 (SS6) Temperature vs. Depth 
  Figure 2c – TMP H3 Temperature vs. Depth 
  Figure 2d – TMP K4 (SS1) Temperature vs. Depth 
  Figure 2e – TMP K5 Temperature vs. Depth 
  Figure 2f – TMP K7 (SS8) Temperature vs. Depth 
  Figure 2g – TMP M5 Temperature vs. Depth 
  Figure 3 – Subsurface Temperatures vs. Time 
  Figure 4a – GWP E3 and F3 
  Figure 4b – GWP G5 and H6 
  Figure 5 – ERH Performance 
 
cc/att:  Chris Thomas, TRS 
 Tim Warner, TRS  
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Table 3 Vapor Influent and Effluent PID Monitoring Results 

Date 
Blower 

Flow Rate 
(scfm) 

Influent 
Conc 
(ppm) 

Effluent 
Conc 
(ppm) 

VOC 
Recovery 

Rate 
(lbs/day) 

Total 
VOC 

Recovery 
(lbs) 

VOC 
Discharge 

Rate 
(lbs/day) 

Total 
HAPS 

Discharged 
(lbs) 

Total VOC 
Discharged 

(lbs) 

LAB Total 
VOC 

Recovery Rate 
(lbs/day) 

10/17/16 830 25.6 0.0 10.4 0.0 0.0 0.0 0.0  

10/18/16 830 53.4 0.0 21.7 15.0 0.0 0.0 0.0 8.1 

10/19/16 830 37.0 0.0 15.0 29.7 0.0 0.0 0.0  

10/24/16 834 50.2 0.0 20.5 119 0.0 0.0 0.0  

10/25/16 837 55.2 0.0 22.6 145 0.0 0.0 0.0 46.5 

10/26/16 839 67.9 0.0 27.8 168 0.0 0.0 0.0  

10/27/16 850 81.0 0.0 33.6 193 0.0 0.0 0.0  

10/28/16 861 96.0 1.0 40.4 233 0.4 0.0 0.2  

10/31/16 860 110.0 3.0 46.2 365 1.3 0.2 2.8  

11/1/16 845 83.0 8.0 34.3 399 3.3 0.3 4.7 56.0 

11/2/16 859 105.0 7.0 44.1 440 2.9 0.6 7.9  

11/3/16 860 160.0 15.0 67.2 497 6.3 0.9 12.8  

11/7/16 860 143.3 52.3 60.2 752 22.0 4.9 69.3 61.9 

11/10/16 869 142.7 45.1 60.6 946 19.1 9.5 135  

11/14/16 860 70.0 53.0 29.4 1,122 22.3 15.1 216  

11/16/16 878 172.0 92.0 73.8 1,215 39.5 19.0 272  

11/18/16 824 127.0 82.0 51.1 1,341 33.0 24.1 345  

11/23/16 800 200.0 0.0 78.2 1,684 0.0 30.3 433 240.4 

11/29/16 802 212.0 156.0 83.1 2,138 61.1 42.3 604  

12/1/16 719 138.0 122.0 48.3 2,291 42.8 50.1 726  

12/5/16 708 102.7 136.5 35.5 2,452 47.2 62.9 899  

12/6/16 711 126.1 123.0 43.8 2,498 42.7 66.6 951 50.9 
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Date 
Blower 

Flow Rate 
(scfm) 

Influent 
Conc 
(ppm) 

Effluent 
Conc 
(ppm) 

VOC 
Recovery 

Rate 
(lbs/day) 

Total 
VOC 

Recovery 
(lbs) 

VOC 
Discharge 

Rate 
(lbs/day) 

Total 
HAPS 

Discharged 
(lbs) 

Total VOC 
Discharged 

(lbs) 

LAB Total 
VOC 

Recovery Rate 
(lbs/day) 

12/16/16 770 206.0 202.0 77.5 3,064 76.0 105.3 1,505  

12/21/16 776 104 101 39.4 3,393 38.3 105.3 1,505 8.1 

12/23/16 886 120 117 51.9 3,473 50.6 105.3 1,505  

1/3/17 871 111.0 132.0 47.2 4,032 56.2 175.4 2,506 17.8 

1/9/17 879 124.9 100.0 53.7 4,331 43.0 196.0 2,800  

1/10/17 271 135.0 110.0 17.9 4,368 14.6 198.1 2,830  

1/11/17 762 71.6 65.0 26.7 4,388 24.2 199.3 2,847  

1/17/17 857 40.1 50.0 16.8 4,520 20.9 212.6 2,984  

1/23/17 848 173.4 100.0 71.8 4,784 41.4 227.4 3,249  

1/25/17 853 300.0 250.0 124.9 4,966 104.1 236.9 3,384 76.6 

1/26/17 859 268.7 180.0 112.7 5,108 75.5 244.3 3,490  

1/31/17  830 66 86 26.8 5,455 34.9 263.6 3,765  

2/6/17 782 100.9 80 38.6 5,650 30.6 277.3 3,961  

2/7/17 756 68.8 58.1 25.4 5,684 21.5 279.2 3,989 32.8 

2/8/17 782 91.5 55.3 35.0 5,709 21.1 280.4 4,006  
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Table 4 TO 15 Influent to VGAC 

Date 1,1,1 TCA 
(ug/m3) 

1,1 DCE 
(ug/m3) 

1,1 DCA  
(ug/m3) 

Other TO-15 
(ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total VOC 
Recovery Rate 

(lbs/day) 

10/18/16 100,000 280 3,400 5,450 NS 109,130 8 

10/25/16 50,000 7,200 1,700 6,900 469,690 620,095 47 

11/1/16 53,000 29,000 430 23,670 633,670 739,770 56 

11/7/16 13,000 16,000 2,800 21,625 749,022 802,447 62 

11/23/16 1,800 1,800 590 121,860 5,330,521 5,456,571 391 

12/6/16 540 2,000 210 20,610 774,873 798,233 51 

12/22/16 200 150 18 9,396 106,610 116,374 8 

1/3/17 230 170 33 6,474 220,836 227,743 18 

1/25/17 130 600 39 34,647 967,051 1,002,467 77 

2/7/17 130 43 23 9,685 473,236 483,282 33 
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Table 5 TO 15 Effluent from VGAC 
 

Date 
1,1,1 TCA 

Conc. 
(ug/m3) 

1,1 DCE 
Conc. 

(ug/m3) 

1,1 DCA 
Conc. 

(ug/m3) 

Other 
TO-15 

(ug/m3) 

Other as 
Decane 
(ug/m3) 

Total VOCs 
(ug/m3) 

Total HAPS 
Discharge 

Rate (lb/day) 

Total VOC 
Discharge Rate 

(lb/day) 

10/18/16 47 ND ND 410 NS 457 0.03 0 

10/25/16 5,200 110 430 17 NS 5,757 0.43 0 

11/1/16 72,000 8,300 ND ND NS 80,300 6.08 6 

11/7/16 100,000 15,000 5,800 1,370 NS 122,170 9.42 9 

11/23/16 79 48 15 233 20,532 20,907 0.03 2 

12/6/16 1,200 3,200 120 6,600 860,440 871,561 0.71 56 

12/22/16 300 230 34 11,476 233,921 245,961 0.84 17 

1/3/17 250 220 36 5,812 389,064 395,382 0.49 31 

1/25/17 130 910 48 8,957 473,236 483,282 0.77 37 
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Table 6  LGAC and GETS Discharge Data 

 10/18/16 10/25/16 11/1/16 11/7/16 11/23/16 12/6/16 12/22/16 1/3/17 1/25/17 2/7/17 
Temperature (F) 75 80 85 84 85 57 -- 50 78 53 

pH 8.1 8.0 8.6 9 8.1 9.0 -- 8.2 8.0 8.2 

Pre LGAC Carbon Tetrachloride ND ND ND ND ND ND ND ND ND ND 

Pre LGAC DCE ND 8.4 17 15.0 ND ND ND ND ND ND 

Pre LGAC 1,1,1 - TCA 47 110 69 24 2.6 ND ND ND ND ND 

Pre LGAC 1,1,2 - TCA 0 1.5 2 2 ND ND ND ND ND ND 

Pre LGAC TCE ND 1.1 1 0,72 ND ND ND ND ND ND 

Pre LGAC PCE ND ND ND 1 ND ND ND ND ND ND 

Pre LGAC Total Contaminants 
Concentration 

248 457 300 1,014 4,446 1,718 6,282 2,614.1 2,241.0 2,299.0 

Mid LGAC Carbon Tetrachloride ND ND ND LGAC off ND ND ND ND ND ND 

Mid LGAC DCE ND ND ND  ND ND ND ND ND ND 

Mid LGAC 1,1,1 - TCA ND ND ND  2.5 1.2 ND ND ND ND 

Mid LGAC 1,1,2 - TCA ND ND ND  ND ND ND ND ND ND 

Mid LGAC TCE ND ND ND  ND ND ND 3.4 ND ND 

Mid LGAC PCE ND ND ND  ND ND ND ND ND ND 

Mid LGAC Total Contaminants 
Concentration 

191 193 0  1,503 932 5,368 2,621.4 2,201.0 2,331.0 

Post LGAC Carbon Tetrachloride ND ND ND LGAC off ND ND ND ND ND ND 

Post LGAC DCE ND ND ND  ND ND ND ND ND ND 

Post LGAC 1,1,1 - TCA ND ND ND  ND ND ND ND ND ND 

Post LGAC 1,1,2 - TCA ND ND ND  ND ND ND ND ND ND 

Post LGAC TCE ND ND ND  ND ND ND 8.6 ND ND 

Post LGAC PCE ND ND ND  ND ND ND ND ND ND 

Post LGAC Total Contaminants 
Concentration 

249.0 214.9 24  228 485 3,683 1,974.5 1,624.4 2,179.0 
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Figure 2a.  TMP D3 Temperature vs. Depth 
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Figure 2b.   TMP F4 Temperature vs. Depth 
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Figure 2c.   TMP H3 Temperature vs. Depth 
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Figure 2d.   TMP K4 Temperature vs. Depth 
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Figure 2e.   TMP K5 Temperature vs. Depth 
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Figure 2f.   TMP K7 (SS8) Temperature vs. Depth 
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Figure 2g.   TMP M5 Temperature vs. Depth 
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Figure 3.   Subsurface Temperatures vs. Time 
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Figure 4a.   GWP E3 and GWP F3 
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Figure 4b.   GWP G5 and GWP H6 
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Figure 5.   ERH Performance 
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Appendix D 

Data Validation Reports 



 
UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 

REGION V 
SUPERFUND DIVISION 

 
 
DATE: 
 
SUBJECT: Review of Data 
  Received for Review on:   January 6, 2017 
 
 
FROM: Timothy Prendiville, Supervisor (SR-6J) 
  Superfund Contract Management Section 
 
TO:  Data User:  CDM Smith 
             Email Address: grabsjc@cdm.com 
 
Electronic and Manual Validation for Region 5 
 
We have reviewed the data for the following case: 
 
SITE Name:      Southeast Rockford Ground Water Contamination ( IL )             
 
Case No:  46716      SDG No: E3Y20 
 
Number and Type of Samples:  11 Soils (Low/Medium Volatiles) 
 
Sample Numbers: E3Y20 – E3Y30 
 
Laboratory: CHM      Hrs for Review: 
 
Following are our findings: 
 
 
 
 
 
 
 
 
 
CC: Howard Pham 
 Region 5 TPO 

Mail Code:  SA-5J  



  Page 2 of 10 
Case No:  46716   SDG No:  E3Y20 
Site Name:  Southeast Rockford Ground Water Contamination  (IL) Laboratory:  CHM 
 

 
Reviewed by:  Allison C Harvey  / Techlaw-ESAT 

Date:  February 1, 2017 

 
Below is a summary of the out-of-control audits and the possible effects on the data for this 
case: 
 
Eleven (11) soil samples labeled E3Y20 through E3Y30 were shipped to Chemtech Consulting 
Group (CHM) located in Mountainside, NJ.  The samples were collected December 13-15, 2016 
and received December 15-16, 2016 intact with a cooler temperature within the preferred range 
of 0-6 °C.   
 
Ten samples; E3Y20 thru E3Y26 and E3Y28 thru E3Y30, were analyzed for the low level 
volatile target analytes.  One sample, E3Y27, was analyzed for medium level volatile target 
analytes.  All samples were analyzed by CLP SOW SOM02.3 (09/2015) and reviewed according 
to the September 2016 NFG for SOM02.3 [EPA-540-R-2016-002] and the ESAT5 Data 
Review/Validation of CLP Organic Data SOP. 
 
Sample E3Y27 was designated by the samplers to be used for the MS/MSD analyses.   
 
No samples were identified as either trip blanks or field blanks.  Sample E3Y30 was identified as 
a field duplicate of sample E3Y22. 
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Case No:  46716   SDG No:  E3Y20 
Site Name:  Southeast Rockford Ground Water Contamination  (IL) Laboratory:  CHM 
 

 
Reviewed by:  Allison C Harvey  / Techlaw-ESAT 

Date:  February 1, 2017 

1. PRESERVATION AND HOLDING TIMES 
 
No problems found. 
 
2. GAS CHROMATOGRAPH/MASS SPECTROMETER INSTRUMENT 

PERFORMANCE CHECK 
 
No problems found. 
 
3. INITIAL CALIBRATION 
 
The following low/medium volatile samples are associated with an initial calibration in which a 
DMC did not meet percent relative standard deviation (%RSD) criteria.  Detects are not 
qualified.  Nondetects are not qualified. 
 
 E3Y28,  VBLK84 
 Vinyl chloride-d3 

 

E3Y20,  E3Y21,  E3Y22,  E3Y23,  E3Y24,  E3Y24RE,  E3Y25,  E3Y26,  E3Y26RE,  
E3Y28,  E3Y29,  E3Y30,  VBLK84,  VBLK87,  VBLK88,  VBLK89,  VHBLK01 

 trans-1,3-Dichloropropene-d4 
 
The following low/medium level volatile samples are associated with an initial calibration in 
which a DMC did not meet relative response factor (RRF) criteria.  Detects are not qualified.  
Nondetects are not qualified. 
 

E3Y20,  E3Y21,  E3Y22,  E3Y23,  E3Y24,  E3Y24RE,  E3Y25,  E3Y26,  E3Y26RE,  
E3Y28,  E3Y29,  E3Y30,  VBLK84,  VBLK87,  VBLK88,  VBLK89,  VHBLK01 

 trans-1,3-Dichloropropene-d4 
 
4. CONTINUING CALIBRATION 
 
The following low/medium level volatile samples are associated with an opening and/or closing 
CCV with DMC RRF exceeding criteria.  Detects are not qualified.  Nondetects are not qualified. 
 

E3Y20,  E3Y21,  E3Y22,  E3Y23,  E3Y24,  E3Y24RE,  E3Y25,  E3Y26,  E3Y26RE,  
E3Y28,  E3Y29,  E3Y30,  VBLK24,  VBLK87,  VBLK88,  VBLK89,  VHBLK01 

 trans-1,3-Dichloropropene-d4 
 
5. BLANKS 
 
The following low/medium volatile samples have analyte results reported greater than the CRQL 
but greater than the blank result.  The associated method blank results are greater than or equal to 
CRQLs.  Detects are qualified U.  Sample results have been reported at 2x CRQLs.  Results from 
sample E3Y26 were not used to generate the Final EXES Sample Summary Report. 
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Case No:  46716   SDG No:  E3Y20 
Site Name:  Southeast Rockford Ground Water Contamination  (IL) Laboratory:  CHM 
 

 
Reviewed by:  Allison C Harvey  / Techlaw-ESAT 

Date:  February 1, 2017 

 E3Y26 
 Methylene chloride 
 
The following low/medium volatile samples have analyte results reported greater than the CRQL 
but less than the blank result.  The associated method blank results are greater than or equal to 
CRQLs.  Detects are qualified U.  Sample results have been reported as the CRQLs.   
 
 VHBLK01 
 Methylene chloride 
 
The following low/medium volatile samples have analyte results reported less than CRQLs.  The 
associated method blank results are greater than or equal to CRQLs.  Detects are qualified U.  
Sample results have been reported at CRQLs.  Some nondetects are ultimately qualified UJ due 
to out-of-range DMC and/or IS recoveries. 
 
 E3Y22,  E3Y23,  E3Y24RE,  E3Y28,  E3Y29,  E3Y30 
 Methylene chloride 
 
The following low/medium volatile samples have analyte results reported less than CRQLs.  The 
associated method blank results are less than CRQLs.  Detects are qualified U.  Sample results 
have been reported at CRQLs.  Results from sample E3Y24 were not used to generate the Final 
EXES Sample Summary Report.  Some nondetects are ultimately qualified UJ due to out-of-
range DMC and/or IS recoveries. 
 
 E3Y20,  E3Y21,  E3Y24,  E3Y25,  E3Y26RE 
 Methylene chloride 
 
6. DEUTERATED MONITORING COMPOUNDS / SURROGATES 
 
The following low/medium volatile samples have DMC/surrogate percent recoveries greater than 
the primary maximum criteria.  Detects are qualified as estimated J+.  Nondetects are not 
qualified.  Results from samples E3Y24 and E3Y26 were not used to generate the Final EXES 
Sample Summary Report. 
 
 E3Y24,  E3Y26 
 Cyclohexane,  Methylcyclohexane,  1,2-Dichloropropane,  Bromodichloromethane,   
 4-Methyl-2-pentanone,  2-Hexanone 
 
 E3Y25 

Cyclohexane,  Trichloroethene,  Methylcyclohexane,  1,2-Dichloropropane,  
Bromodichloromethane,  4-Methyl-2-pentanone,  Toluene,  Tetrachloroethene,   
2-Hexanone,  Ethylbenzene,  o-Xylene,  m,p-Xylene,  Styrene,  Isopropylbenzene,  
1,1,2,2-Tetrachloroethane,  1,2-Dibromo-3-chloropropane 
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Case No:  46716   SDG No:  E3Y20 
Site Name:  Southeast Rockford Ground Water Contamination  (IL) Laboratory:  CHM 
 

 
Reviewed by:  Allison C Harvey  / Techlaw-ESAT 

Date:  February 1, 2017 

 E3Y27 
Chlorobenzene,  1,1,2,2-Tetrachloroethane,  1,3-Dichlorobenzene,  1,4-Dichlorobenzene,  
1,2-Dichlorobenzene,  1,2-Dibromo-3-chloropropane,  1,2,4-Trichlorobenzene,   
1,2,3-Trichlorobenzene 

 
 E3Y27MS 

Cyclohexane,  Methylcyclohexane,  1,2-Dichloropropane,  Bromodichloromethane,   
4-Methyl-2-pentanone,  2-Hexanone,  Chlorobenzene,  1,1,2,2-Tetrachloroethane,   
1,3-Dichlorobenzene,  1,4-Dichlorobenzene,  1,2-Dichlorobenzene,   
1,2-Dibromo-3-chloropropane,  1,2,4-Trichlorobenzene,  1,2,3-Trichlorobenzene 
 

 E3Y27MSD 
Cyclohexane,  Methylcyclohexane,  1,2-Dichloropropane,  Bromodichloromethane,  
Chlorobenzene,  1,1,2,2-Tetrachloroethane,  1,3-Dichlorobenzene,  1,4-Dichlorobenzene,  
1,2-Dichlorobenzene,  1,2-Dibromo-3-chloropropane,  1,2,4-Trichlorobenzene,   
1,2,3-Trichlorobenzene 

 
The following low/medium volatile samples have DMC/surrogate percent recoveries less than 
the primary minimum criteria but greater than or equal to the expanded minimum criteria.  The 
analytes were not detected in the samples.  Nondetects are qualified as estimated UJ. 
 
 E3Y21 

Trichlorofluoromethane,  1,1-Dichloroethene,  1,1,2-Trichloro-1,2,2-trifluoroethane,  
Methyl acetate,  Methylene chloride,  trans-1,2-Dichloroethene,  Methyl tert-butyl ether,  
cis-1,2-Dichloroethene,  1,1,1-Trichloroethane,  Carbon tetrachloride,   
1,2-Dichloroethane,  1,2-Dibromoethane,  Chlorobenzene,  1,3-Dichlorobenzene,   
1,4-Dichlorobenzene,  1,2-Dichlorobenzene,  1,2,4-Trichlorobenzene,   
1,2,3-Trichlorobenzene 

 
 E3Y23 

1,1-Dichloroethene,  trans-1,2-Dichloroethene,  cis-1,2-Dichloroethene,  Chlorobenzene,  
1,3-Dichlorobenzene,  1,4-Dichlorobenzene,  1,2-Dichlorobenzene,   
1,2,4-Trichlorobenzene,  1,2,3-Trichlorobenzene 
 
E3Y25,  E3Y29 
Chlorobenzene,  1,3-Dichlorobenzene,  1,4-Dichlorobenzene,  1,2-Dichlorobenzene,  
1,2,4-Trichlorobenzene,  1,2,3-Trichlorobenzene 
 
E3Y28 
Trichlorofluoromethane,  1,1,2-Trichloro-1,2,2-trifluoroethane,  Methyl acetate,  
Methylene chloride,  Methyl tert-butyl ether,  1,1,1-Trichloroethane,   
Carbon tetrachloride,  1,2-Dichloroethane,  1,2-Dibromoethane,  Chlorobenzene,   
1,3-Dichlorobenzene,  1,4-Dichlorobenzene,  1,2-Dichlorobenzene,   
1,2,4-Trichlorobenzene,  1,2,3-Trichlorobenzene 

 



  Page 6 of 10 
Case No:  46716   SDG No:  E3Y20 
Site Name:  Southeast Rockford Ground Water Contamination  (IL) Laboratory:  CHM 
 

 
Reviewed by:  Allison C Harvey  / Techlaw-ESAT 

Date:  February 1, 2017 

The following low/medium volatile samples have DMC/surrogate percent recoveries less than 
the expanded minimum criteria.  The analytes were not detected in the samples.  Nondetects are 
qualified as unusable R. 
 
 E3Y23,  E3Y29 
 1,1,2,2-Tetrachloroethane,  1,2-Dibromo-3-chloropropane 
 
7. MATRIX SPIKE/MATRIX SPIKE DUPLICATE 
 
Sample E3Y27 was designated by the samplers to be used for the MS/MSD analyses.   
 
No problems found. 
 
8. FLORISIL CARTRIDGE PERFORMANCE CHECK 
 
Not Applicable. 
 
9. CLEANUP PROCEDURES 
 
Not Applicable. 
 
10. LABORATORY  CONTROL SAMPLE 
 
Not Applicable. 
 
11. INTERNAL STANDARD 
 
The following low/medium volatile samples have internal standard area responses greater than or 
equal to expanded minimum (20%) criteria and less than primary minimum (50%) criteria.  
Detects are qualified as estimated J+.  Nondetects are qualified as estimated UJ.  Results from 
samples E3Y24 and E3Y26 were not used to generate the Final EXES Sample Summary Report. 
 
 E3Y24,  E3Y24RE,  E3Y26RE 

Bromoform,  1,3-Dichlorobenzene,  1,4-Dichlorobenzene,  1,2-Dichlorobenzene,   
1,2-Dibromo-3-chloropropane,  1,2,4-Trichlorobenzene,  1,2,3-Trichlorobenzene 
 
E3Y26 
1,1,1-Trichloroethane,  Cyclohexane,  Carbon tetrachloride,  Benzene,  Trichloroethene,  
Methylcyclohexane,  1,2-Dichloropropane,  Bromodichloromethane,  
 cis-1,3-Dichloropropene,  4-Methyl-2-pentanone,  Toluene,  trans-1,3-Dichloropropene,  
1,1,2-Trichloroethane,  Tetrachloroethene,  2-Hexanone,  Dibromochloromethane,   
1,2-Dibromoethane,  Chlorobenzene,  Ethylbenzene,  m,p-Xylene,  o-Xylene,  Styrene,  
Isopropylbenzene,  1,1,2,2-Tetrachloroethane 
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The following low/medium volatile samples have internal standard area response less than 
expanded minimum (20%) criteria.  Detects are qualified as estimated J+.  Nondetects are 
qualified as unusable R.  Results from sample E3Y26 were not used to generate the Final EXES 
Sample Summary Report. 
 
 E3Y26 

Bromoform,  1,3-Dichlorobenzene,  1,4-Dichlorobenzene,  1,2-Dichlorobenzene,   
1,2-Dibromo-3-chloropropane,  1,2,4-Trichlorobenzene,  1,2,3-Trichlorobenzene 

 
12. TARGET ANALYTE IDENTIFICATION 
 
All the soil samples had percent solids within the preferred range of 30-100%. 
 
13. REPORTED CONTRACT QUANTITATION LIMIT 
 
The following low/medium volatile samples have analyte results greater than or equal to 
detection limit (MDL) and below quantitation limit (CRQL).  Detects are qualified as estimated 
J. 
 
 E3Y22 
 2-Butanone,  o-Xylene,  m,p-Xylene 
 
 E3Y23 
 2-Butanone,  Tetrachloroethene,  Ethylbenzene 
 
 E3Y24,  E3Y24RE,  E3Y26,  E3Y26RE 
 2-Butanone 
 
 E3Y25 
 Acetone,  Trichloroethene 
 
 E3Y27 
 Isopropylbenzene 
 
 E3Y27MS 
 Tetrachloroethene,  Isopropylbenzene 
 
 E3Y27MSD 
 Tetrachloroethene,  Ethylbenzene,  Isopropylbenzene 
 
 E3Y29 
 Acetone,  2-Butanone,  Toluene 
 
 E3Y30 
 2-Butanone,  Toluene,  m,p-Xylene 
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 VBLK87 
 Methylene chloride 
 
14. TENTATIVELY IDENTIFIED COMPOUNDS 
 
Sample results are identified in the separate Data Validation Report titled ‘Tentatively Identified 
Compounds’.  The manually reviewed report is titled ‘46716.E3Y20.TIC.rtf’. 

 
15. SYSTEM PERFORMANCE 
 
No problems found. 

 
16. FIELD QC SAMPLES 
 
No samples were identified as either trip blanks or field blanks.  Sample E3Y30 was identified as 
a field duplicate of sample E3Y22.  Sample results and RPDs are summarized in the following 
table: 
 
CLP Sample Number: E3Y22 E3Y30  
Sample Identifier: A4-GP11A-161215 A4-GP11A-161215-D  
Station Location: A4-GP11 A4-GP11  
Collection Date/Time: 12/15/2016  09:35 12/15/2016  09:35 RPDs 
Units: µg/Kg µg/Kg % 
Percent solids: 95.1 95.6  
Target Analytes    
Acetone 24 19 23.3 
2-Butanone 8 5.3 40.6 
Toluene 8.5 2.2 118 
o-Xylene 1.2  200 
m,p-Xylene 1.9 1.3 37.5 
No. of TICs 17 14  
ND = Not Detected. 
 
17. OVERALL ASSESSMENT 
 
Manual integrations were reviewed and found to be acceptable.  Both before and after snapshots 
of the chromatograms were provided. 
 
The Laboratory’s SDG Narrative incorrectly reported the receipt temperature for sample E3Y20 
as 22 ºC.  Careful review of the Chain-of-Custody Record shows that the actual temperature 
recorded is 2.2 ºC. 
 
The following low/medium volatile samples reported a semivolatile TAL as a volatile TIC 
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 E3Y22 
 CAS No.  91-57-6 2-Methylnaphthalene 
 
 E3Y26 
 CAS No.  100-52-7 Benzaldehyde 
 
The following low/medium volatile samples reported atypical ‘alkanes’ improperly reported on 
the Form 1B-OR [Organic Analysis Data Sheet Tentatively Identified Compounds].  The 
compounds were removed from the EXES TIC Report and changed to non-reportable on the 
EXES Sample Summary Report.  Copies of the chemical formula and molecular structure are 
provided for verification. 
 
 E3Y26RE 
 CAS No.  589-90-2  Cyclohexane, 1,4-dimethyl-  

CAS No.  1678-93-9  Cyclohexane, butyl- 
CAS No.  4413-21-2  Cyclopentane, 1,1-ethylidenebis- 
CAS No.  61142-37-8  Cyclohexane, (1,2-dimethylbutyl) 

  
 E3Y27  
 CAS No.  6165-44-2  Cyclohexane, 1,1 (1,4-butanediyl 
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Validation Data Qualifier Sheet 
 
Qualifiers   Data Qualifier Definitions 
 

U The analyte was analyzed for, but was not detected above the 
reported sample quantitation limit. 

 
J The result is an estimated quantity.  The associated numerical 

value is the approximate concentration of the analyte in the 
sample.  

 
J+ The result is an estimated quantity, but the results may be biased 

high. 
 
J- The result is an estimated quantity, but the results may be biased 

low. 
 
NJ The analyte has been “tentatively identified” or “presumptively” as 

present and the associated numerical value is the estimated 
concentration in the sample. 

 
UJ The analyte was analyzed for, but was not detected.  The reported 

quantitation limit is approximate and may be inaccurate or 
imprecise.   

 
R The data are unusable.  The sample results are rejected due to 

serious deficiencies in meeting QC criteria.  The analyte may or 
may not be present in the sample. 

 
C The target Pesticide or Aroclor analyte identification has been 

confirmed by Gas Chromatograph/Mass Spectrometer (GC/MS). 
 
X The target Pesticide or Aroclor analyte identification was not 

confirmed when GC/MS analysis was performed. 
 
 
 
 
 
 
 

 
 
 



 
UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 

REGION V 
SUPERFUND DIVISION 

 
 
DATE: 
 
SUBJECT: Review of Data 
  Received for Review on:   February 2, 2017 
 
 
FROM: Timothy Prendiville, Supervisor (SR-6J) 
  Superfund Contract Management Section 
 
TO:  Data User:  CDM Smith 
             Email Address: grabsjc@cdm.com 
 
Electronic and Manual Validation for Region 5 
 
We have reviewed the data for the following case: 
 
SITE Name:      Southeast Rockford Ground Water Contamination ( IL )             
 
Case No:  46759      SDG No: E3Y31 
 
Number and Type of Samples:  8 Soils (Low/Medium Volatiles) 
 
Sample Numbers: E3Y31 – E3Y38 
 
Laboratory: CHM      Hrs for Review: 
 
Following are our findings: 
 
 
 
 
 
 
 
 
 
CC: Howard Pham 
 Region 5 TPO 

Mail Code:  SA-5J  
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Reviewed by:  Allison C Harvey  / Techlaw-ESAT 

Date:  February 22, 2017 

 
Below is a summary of the out-of-control audits and the possible effects on the data for this 
case: 
 
Eight (8) soil samples labeled E3Y31 through E3Y38 were shipped to Chemtech Consulting 
Group (CHM) located in Mountainside, NJ.  The samples were collected January 16-17, 2017 
and received January 17-18, 2017 intact and properly cooled.   
 
Two samples; E3Y31 and E3Y32 were analyzed for the low level volatile target analytes.  Six 
samples, E3Y33 through E3Y38, were analyzed for medium level volatile target analytes.  All 
samples were analyzed by CLP SOW SOM02.3 (09/2015) and reviewed according to the 
September 2016 NFG for SOM02.3 [EPA-540-R-2016-002] and the ESAT5 Data 
Review/Validation of CLP Organic Data SOP. 
 
Sample E3Y34 was designated by the samplers to be used for the MS/MSD analyses.   
 
No samples were identified as either trip blanks or field blanks.  Sample E3Y36 was identified as 
a field duplicate of sample E3Y35. 
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1. PRESERVATION AND HOLDING TIMES 
 
No problems found. 
 
2. GAS CHROMATOGRAPH/MASS SPECTROMETER INSTRUMENT 

PERFORMANCE CHECK 
 
No problems found. 
 
3. INITIAL CALIBRATION 
 
The following low level volatile samples are associated with an initial calibration percent relative 
standard deviation (%RSD) outside criteria.  The analytes were not detected in the samples. 
Nondetects are not qualified. 
 
 E3Y31,  E3Y32,  VBLK98,  VBLK99,  VHBLK01 
 o-Xylene 
 
The following low level volatile samples are associated with an initial calibration in which a 
DMC did not meet relative response factor (RRF) criteria.  Detects are not qualified.  Nondetects 
are not qualified. 
 

E3Y31,  E3Y32,  VBLK98,  VBLK99,  VHBLK01 
 trans-1,3-Dichloropropene-d4 
 
4. CONTINUING CALIBRATION 
 
The following low level volatile samples are associated with an opening and/or closing CCV 
with DMC RRF exceeding criteria.  Detects are not qualified.  Nondetects are not qualified. 
 

E3Y31,  E3Y32,  VBLK98,  VBLK99,  VHBLK01 
 trans-1,3-Dichloropropene-d4 
 
5. BLANKS 
 
The following low level volatile samples have analyte results reported less than CRQLs.  The 
associated method blank results are less than CRQLs.  Detects are qualified U.  Sample results 
have been reported at CRQLs. 
 
 E3Y31,  E3Y32,  VHBLK01 
 Methylene chloride 
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6. DEUTERATED MONITORING COMPOUNDS / SURROGATES 
 
The following low/medium volatile samples have DMC/surrogate percent recoveries greater than 
the primary maximum criteria.  The analytes were not detected in the samples.  Nondetects are 
not qualified.   
 
 E3Y31,  E3Y32 
 1,1,2,2-Tetrachloroethane,  1,2-Dibromo-3-chloropropane    
 
 E3Y33 
 Acetone,  2-Butanone 
 
The following low/medium volatile samples have DMC/surrogate percent recoveries less than 
the primary minimum criteria but greater than or equal to the expanded minimum criteria.  The 
analytes were not detected in the sample.  Nondetects are qualified as estimated UJ. 
 

E3Y32 
Chlorobenzene,  1,3-Dichlorobenzene,  1,4-Dichlorobenzene,  1,2-Dichlorobenzene,  
1,2,4-Trichlorobenzene,  1,2,3-Trichlorobenzene 

 
7. MATRIX SPIKE/MATRIX SPIKE DUPLICATE 
 
Sample E3Y34 was designated by the samplers to be used for the MS/MSD analyses.   
 
No problems found. 
 
8. FLORISIL CARTRIDGE PERFORMANCE CHECK 
 
Not Applicable. 
 
9. CLEANUP PROCEDURES 
 
Not Applicable. 
 
10. LABORATORY  CONTROL SAMPLE 
 
Not Applicable. 
 
11. INTERNAL STANDARD 
 
The following low/medium volatile samples have internal standard area response greater than 
maximum criteria.  The analytes were not detected in the sample.  Nondetects are not qualified.   
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 E3Y32 
Bromoform,  1,3-Dichlorobenzene,  1,4-Dichlorobenzene,  1,2-Dichlorobenzene,   
1,2-Dibromo-3-chloropropane,  1,2,4-Trichlorobenzene,  1,2,3-Trichlorobenzene 

 
12. TARGET ANALYTE IDENTIFICATION 
 
All the soil samples had percent solids within the preferred range of 30-100%. 
 
13. REPORTED CONTRACT QUANTITATION LIMIT 
 
The following low/medium volatile samples have analyte results greater than or equal to 
detection limit (MDL) and below quantitation limit (CRQL).  Detects are qualified as estimated 
J. 
 
 E3Y31,  E3Y32 
 Acetone 
 
 E3Y33 
 Isopropylbenzene 
 
 E3Y34,  E3Y34MS,  E3Y34MSD 
 o-Xylene,  m,p-Xylene 
 
 E3Y35 
 Methylcyclohexane,  Tetrachloroethene,  Isopropylbenzene 
 
 E3Y36 
 Methylcyclohexane,  Tetrachloroethene 
 
 E3Y38 
 Methylcyclohexane 
 
 VBLK98,  VBLK99 
 Methylene chloride 
 
14. TENTATIVELY IDENTIFIED COMPOUNDS 
 
Sample results are identified in the separate Data Validation Report titled ‘Tentatively Identified 
Compounds’.  The manually reviewed report is titled ‘46759.E3Y31.TIC.rtf’. 

 
15. SYSTEM PERFORMANCE 
 
No problems found. 
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16. FIELD QC SAMPLES 
 
No samples were identified as either trip blanks or field blanks.  Sample E3Y36 was identified as 
a field duplicate of sample E3Y35.  Sample results and RPDs are summarized in the following 
table: 
 
CLP Sample Number: E3Y35 E3Y36  
Sample Identifier: A4-GP06A-170117 A4-GP06A-170117-D  
Station Location: A4-GP06 A4-GP06  
Collection Date/Time: 1/17/2017  08:55 1/17/2017  08:55 RPDs 
Units: µg/Kg µg/Kg % 
Percent solids: 87.3 87.5  
Target Analytes    
Methylcyclohexane 72 83 14.2 
Tetrachloroethene 220 250 12.8 
Ethylbenzene 460 510 10.3 
o-Xylene 1200 1400 15.4 
m,p-Xylene 2200 2600 16.7 
Isopropylbenzene 280 330 16.4 
No. of TICs 25 24  
ND = Not Detected. 
 
17. OVERALL ASSESSMENT 
 
Manual integrations were reviewed and found to be acceptable.  Both before and after snapshots 
of the chromatograms were provided. 
 
EXES reported the MS/MSD spiking compounds at 50% of the concentration reported by the 
laboratory on the Form 3s.  The laboratory reported the spiking concentration as 2600 µg/kg 
which is comparable to the SOW nominal spiking solution of 2500 µg/Kg added to a 5.0 gram 
sample for the medium level soil samples.  EXES calculations are based on a spiking solution of 
1300 µg/Kg.  Therefore recoveries were calculated around 200% or greater.  The Reviewer used 
the concentrations reported by the laboratory for the validation of this package. 
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Validation Data Qualifier Sheet 
 
Qualifiers   Data Qualifier Definitions 
 

U The analyte was analyzed for, but was not detected above the 
reported sample quantitation limit. 

 
J The result is an estimated quantity.  The associated numerical 

value is the approximate concentration of the analyte in the 
sample.  

 
J+ The result is an estimated quantity, but the results may be biased 

high. 
 
J- The result is an estimated quantity, but the results may be biased 

low. 
 
NJ The analyte has been “tentatively identified” or “presumptively” as 

present and the associated numerical value is the estimated 
concentration in the sample. 

 
UJ The analyte was analyzed for, but was not detected.  The reported 

quantitation limit is approximate and may be inaccurate or 
imprecise.   

 
R The data are unusable.  The sample results are rejected due to 

serious deficiencies in meeting QC criteria.  The analyte may or 
may not be present in the sample. 

 
C The target Pesticide or Aroclor analyte identification has been 

confirmed by Gas Chromatograph/Mass Spectrometer (GC/MS). 
 
X The target Pesticide or Aroclor analyte identification was not 

confirmed when GC/MS analysis was performed. 
 
 
 
 
 
 
 

 
 
 



 
UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 

REGION V 
SUPERFUND DIVISION 

 
 
DATE: 
 
SUBJECT: Review of Data 
  Received for Review on:   March 10, 2017 
 
 
FROM: Timothy Prendiville, Supervisor (SR-6J) 
  Superfund Contract Management Section 
 
TO:  Data User:  CDM Smith 
             Email Address: grabsjc@cdm.com 
 
Electronic and Manual Validation for Region 5 
 
We have reviewed the data for the following case: 
 
SITE Name:      Southeast Rockford Ground Water Contamination ( IL )             
 
Case No:  46759      SDG No: E3Y39 
 
Number and Type of Samples:   4 Soils (Low/Medium Volatiles) 
 
Sample Numbers: E3Y39 – E3Y42 
 
Laboratory: CHM      Hrs for Review: 
 
Following are our findings: 
 
 
 
 
 
 
 
 
 
CC: Howard Pham 
 Region 5 TPO 

Mail Code:  SA-5J  
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Reviewed by:  Allison C Harvey / Techlaw-ESAT 

Date:  April 18, 2017 

 
Below is a summary of the out-of-control audits and the possible effects on the data for this 
case: 
 
Four (4) soil samples labeled E3Y39 through E3Y42 were shipped to Chemtech Consulting 
Group (CHM) located in Mountainside, NJ.  The samples were collected February 16, 2017 and 
received February 17, 2017 intact and properly cooled.   
 
All samples were analyzed for the low level volatile target analytes by CLP SOW SOM02.3 
(09/2015) and reviewed according to the September 2016 NFG for SOM02.3 [EPA-540-R-2016-
002] and the ESAT5 Data Review/Validation of CLP Organic Data SOP. 
 
Sample E3Y39 was designated by the samplers to be used for the MS/MSD analyses.   
 
No samples were identified as either trip blanks or field blanks.  Sample E3Y41 was identified as 
a field duplicate of sample E3Y40. 
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1. PRESERVATION AND HOLDING TIMES 
 
No problems found. 
 
2. GAS CHROMATOGRAPH/MASS SPECTROMETER INSTRUMENT 

PERFORMANCE CHECK 
 
No problems found. 
 
3. INITIAL CALIBRATION 
 
The following low level volatile samples are associated with an initial calibration percent relative 
standard deviation (%RSD) outside criteria.  The analyte was not detected in the samples. 
Nondetects are not qualified.  Only the sample results from E3Y42RE are reported in the EXES 
final summary as E3Y42. 
 

E3Y39,  E3Y39MS,  E3Y39MSD,  E3Y40,  E3Y41,  E3Y42,  E3Y42RE,  VBLK76,  
VBLK77,  VBLK78,  VHBLK01 

 o-Xylene 
 
The following low level volatile samples are associated with an initial calibration in which a 
DMC did not meet relative response factor (RRF) criteria.  Detects are not qualified.  Nondetects 
are not qualified. 
 

E3Y39,  E3Y39MS,  E3Y39MSD,  E3Y41,  E3Y40,  E3Y42,  E3Y42RE,  VBLK76,  
VBLK77,  VBLK78,  VHBLK01 

 trans-1,3-Dichloropropene-d4 
 
4. CONTINUING CALIBRATION 
 
The following low level volatile samples are associated with an opening and/or closing CCV 
with DMC RRF exceeding criteria.  Detects are not qualified.  Nondetects are not qualified.  
Only the sample results from E3Y42RE are reported in the EXES final summary as E3Y42. 
 

E3Y39,  E3Y39MS,  E3Y39MSD,  E3Y41,  E3Y40,  E3Y42,  E3Y42RE,  VBLK76,  
VBLK77,  VBLK78,  VHBLK01 

 trans-1,3-Dichloropropene-d4 

 
E3Y39,  E3Y39MS,  E3Y39MSD,  E3Y41,  E3Y42,  E3Y42RE,  VBLK76 

 1,1-Dichloroethene-d2 
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5. BLANKS 
 
The following low level volatile samples have analyte results reported less than CRQLs.  The 
associated method blank results are less than CRQLs.  Detects are qualified U.  Sample results 
have been reported at CRQLs.  Only the sample results from E3Y42RE are reported in the EXES 
final summary as E3Y42. 
 
 VHBLK01 
 Acetone 
 
 E3Y39,  E3Y39MS,  E3Y39MSD,  E3Y40,  E3Y41,  E3Y42,  E3Y42RE 
 Methylene chloride 
 
6. DEUTERATED MONITORING COMPOUNDS / SURROGATES 
 
The following low/medium volatile samples have DMC/surrogate percent recoveries greater than 
the primary maximum criteria.  These analytes were not detected in the samples.  Nondetects are 
not qualified.  Only the sample results from E3Y42RE are reported in the EXES final summary 
as E3Y42. 
 
 E3Y39 
 1,1,2,2-Tetrachloroethane,  1,2-Dibromo-3-chloropropane    
 
 E3Y39MS,  E3Y39MSD,  E3Y41 
 4-Methyl-2-pentanone,  2-Hexanone,  1,1,2,2-Tetrachloroethane,   
 1,2-Dibromo-3-chloropropane    
 
 E3Y40 

Cyclohexane,  Methylcyclohexane,  1,2-Dichloropropane,  Bromodichloromethane,  
1,1,2,2-Tetrachloroethane,  1,2-Dibromo-3-chloropropane    

 
 E3Y42 

Cyclohexane,  Benzene,  Methylcyclohexane,  1,2-Dichloropropane,  
Bromodichloromethane,  cis-1,3-Dichloropropene,  4-Methyl-2-pentanone,   
trans-1,3-Dichloropropene,  1,1,2-Trichloroethane,  2-Hexanone,  Chlorobenzene,  
1,1,2,2-Tetrachloroethane,  1,3-Dichlorobenzene,  1,4-Dichlorobenzene,   
1,2-Dichlorobenzene,  1,2-Dibromo-3-chloropropane,  1,2,4-Trichlorobenzene,   
1,2,3-Trichlorobenzene 

 
 E3Y42RE 

Cyclohexane,  Methylcyclohexane,  1,2-Dichloropropane,  Bromodichloromethane,   
cis-1,3-Dichloropropene,  4-Methyl-2-pentanone,  trans-1,3-Dichloropropene,   
1,1,2-Trichloroethane,  2-Hexanone,  Chlorobenzene,  1,1,2,2-Tetrachloroethane,   
1,3-Dichlorobenzene,  1,4-Dichlorobenzene,  1,2-Dichlorobenzene,   
1,2-Dibromo-3-chloropropane,  1,2,4-Trichlorobenzene,  1,2,3-Trichlorobenzene 
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The following low/medium volatile samples have DMC/surrogate percent recoveries less than 
the primary minimum criteria but greater than or equal to the expanded minimum criteria.  The 
detects are qualified as estimated J-.  Nondetects are qualified as estimated UJ. 
 

E3Y39,  E3Y39MS,  E3Y39MSD 
Chlorobenzene,  1,3-Dichlorobenzene,  1,4-Dichlorobenzene,  1,2-Dichlorobenzene,  
1,2,4-Trichlorobenzene,  1,2,3-Trichlorobenzene 
 
E3Y41 
1,1-Dichloroethene,  trans-1,2-Dichloroethene,  cis-1,2-Dichloroethene 

 
7. MATRIX SPIKE/MATRIX SPIKE DUPLICATE 
 
Sample E3Y39 was designated by the samplers to be used for the MS/MSD analyses.   
 
No problems found. 
 
8. FLORISIL CARTRIDGE PERFORMANCE CHECK 
 
Not Applicable. 
 
9. CLEANUP PROCEDURES 
 
Not Applicable. 
 
10. LABORATORY  CONTROL SAMPLE 
 
Not Applicable. 
 
11. INTERNAL STANDARD 
 
No problems found. 
 
12. TARGET ANALYTE IDENTIFICATION 
 
All the soil samples had percent solids within the preferred range of 30-100%. 
 
13. REPORTED CONTRACT QUANTITATION LIMIT 
 
The following low/medium volatile samples have analyte results greater than or equal to 
detection limit (MDL) and below quantitation limit (CRQL).  Detects are qualified as estimated 
J. 
 
 E3Y39,  E3Y39MS,  VBLK78 
 Acetone 
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 VBLK76,  VBLK77,  VHBLK01 
 Methylene chloride 
 
14. TENTATIVELY IDENTIFIED COMPOUNDS 
 
Sample results are identified in the separate Data Validation Report titled ‘Tentatively Identified 
Compounds’.  The manually reviewed report is titled ‘46759.E3Y39.TIC.rtf’. 
 
15. SYSTEM PERFORMANCE 
 
No problems found. 
 
16. FIELD QC SAMPLES 
 
No samples were identified as either trip blanks or field blanks.  Sample E3Y41 was identified as 
a field duplicate of sample E3Y40.  Sample results and RPDs are summarized in the following 
table: 
 
CLP Sample Number: E3Y40 E3Y41  
Sample Identifier: A4-GP06A-170216 A4-GP06A-170216-D  
Station Location: A4-GP06 A4-GP06  
Collection Date/Time: 2/16/2017  13:00 2/16/2017  13:00 RPDs 
Units: µg/Kg µg/Kg % 
Percent solids: 88.2 88.9  
Target Analytes    
Acetone 17 ND 200 
Total Alkanes 15970 8830  
No. of TICs 18 16  
ND = Not Detected. 
 
17. OVERALL ASSESSMENT 
 
Manual integrations were reviewed and found to be acceptable.  Both before and after snapshots 
of the chromatograms were provided. 
 
Only the sample results from E3Y42RE are reported in the EXES final summary as E3Y42. 
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Validation Data Qualifier Sheet 
 
Qualifiers   Data Qualifier Definitions 
 

U The analyte was analyzed for, but was not detected above the 
reported sample quantitation limit. 

 
J The result is an estimated quantity.  The associated numerical 

value is the approximate concentration of the analyte in the 
sample.  

 
J+ The result is an estimated quantity, but the results may be biased 

high. 
 
J- The result is an estimated quantity, but the results may be biased 

low. 
 
NJ The analyte has been “tentatively identified” or “presumptively” as 

present and the associated numerical value is the estimated 
concentration in the sample. 

 
UJ The analyte was analyzed for, but was not detected.  The reported 

quantitation limit is approximate and may be inaccurate or 
imprecise.   

 
R The data are unusable.  The sample results are rejected due to 

serious deficiencies in meeting QC criteria.  The analyte may or 
may not be present in the sample. 

 
C The target Pesticide or Aroclor analyte identification has been 

confirmed by Gas Chromatograph/Mass Spectrometer (GC/MS). 
 
X The target Pesticide or Aroclor analyte identification was not 

confirmed when GC/MS analysis was performed. 
 
 
 
 
 
 
 

 
 
 



Matrix: Soils
Collection date: December 14, 2016

Volatile Organic Compounds - Method SW8260

Sample ID

A4-GP14A-161214 16120484-001
A4-GP14B-161214 16120484-002 1:50 methanol
A4-GP13A-161214 16120484-003
A4-GP13B-161214 16120484-004

Volatile Organic Compounds Method 8260

Precision: Yes  No  N/A

Were the Field Duplicate relative percent differences (RPD) ≤ 50%?                                        N/A

Were the Matrix Spike Duplicate RPDs  ≤ 30%?                                       N/A

Were the Laboratory Control Spike Duplicate RPD  ≤ 30%?                                Yes

LCS / LCSD

LCS / LCSD % RPD Qualifier

Acceptable

Accuracy: Yes  No  N/A

Were the Matrix Spike/Matrix Spike Duplicates recoveries within control limits?  N/A

Were the Laboratory Control Sample recoveries within control limits?  No

Were the Laboratory Method Blank results all < reporting limit? No

Were the Trip Blanks/Field Blanks results all < reporting limit?  N/A

Was the ICAL criteria met? No

Was the CCV criteria met? No

Were the Tuning criteria met? Yes

Were the Surrogate % recoveries within laboratory determined control limits? Yes

Were the Internal Standard areas within ± 50 - 150%? No

General

Sample results are reported to the reporting limits.  Results between the MDL and RL, which would be estimated (J) have not been reported.

The soils were collected with Encore samplers.  All soils were analyzed either directly with the exception of A4-GP14B-161214, as noted above, which was 
analyzed from the  methanol dilution due to the presence of diesel range hydrocarbons.  (This information is from observing the chromatograms in the TRS 
sample analysis from Test America.  Data from this package did not include chromatograms, the narrative states there was matrix interference.) 

Comments (note deviations):

See SDG ID 16120511 for field duplicate and matrix spike data

Associated Sample

Base reporting limit is 5 ug/kg.  In the field, approximately 5 grams of soil are added to 5 ml of methanol.  The laboratory takes 100 ul of this extract into 5ml of 
water for analysis.  This calculates to a 50x.  A 10ul sample size would have been used for a 500x dilution.

Comments (note deviations) :

A 1x indicates no additional dilutions were performed.  The soil samples were collected in field preserved method 5035 kits, so the entire contents of one 
preserved vial were purged

SE Rockford Area 4 ERH Sampling

Data Evaluation Worksheet

Level 4 Validation

Validation was performed in accordance with the method and the EPA Organic National Functional Guidelines January 2017 

Sample Delivery Group (SDG) Number: 16120484
Laboratory: STAT Analysis Corporation

Analysis/Methods:

Samples in SDGs:      



Calibration

ICAL %RSD Criteria (%) Qualifier

Methylene Chloride 47.46 30 J** All samples

CCV %D Criteria (%) Qualifier

Acetone -24.1 20 J/UJ All samples

Methylene Chloride 23.1 20 J/UJ All samples

Carbon Disulfide -48.7 20 J/UJ All samples

Matrix Spikes

Matrix Spikes were not performed on the samples in this SDG - MS/MSD performed on samples in batch 16120511
 

Blanks

Method Blank

Concentration 

(ug/kg)

PQL 

(ug/kg) Qualifier

1,1,2,2-tetrachloroethane 0.26 5 None Sample results nondetect
2-hexanone 1.26 20 None Sample results nondetect
bromoform 2.7 5 None Sample results nondetect
ethylbenzene 0.17 5 None Sample results nondetect
tetrachloroethene 0.38 5.7 None Sample results equal to 

PQL

LCS / LCSD

LCS / LCSD % 

recovery limits Qualifier

carbon disulfide 137 / 137 70 - 130 None Sample results nondetect

Internal 

Standards Area

Area Lower / Upper Limit

Qualifiers Associated Samples

1,4-Dichlorobenzene-d4* 1,085,448 1,193,991 / 4,775,962 J+ / UJ A4-GP-13B-161214

Representativeness: Yes  No  N/A

  Yes   

Yes

Yes

Yes

Completeness (90%): Yes  No  N/A

Are all data in this SDG useable?   Yes   

Sensitivity: Yes  No  N/A

Are MDLs present and reported?   Yes   

Data Validator: Date: 12/22/2016  

Data Reviewer: 7/12/2017

Associated Sample

Associated Sample

Comments (note deviations):

Comments (note deviations):           

**No qualification required - qualification required for detected results only, sample 
results nondetect.

*Associated analyte 1,1,2,2-Tetrachloroethane

Comments (note deviations):

Kristine Molloy

Were sampling procedures and design criteria met?                                   
Were holding times met?                                                                      
Were preservation criteria met? (0 °C ± 6 °C)  
Were Chain-of-Custody records complete and provided in data package?

Associated Sample

Associated Sample

Cooler temperature was 4.2 °C 

Kim Zilis



Matrix: Soils
Collection date: December 15, 2016

Volatile Organic Compounds - Method SW8260

Sample ID

A4-GP11A-161215 16120511-001
A4-GP11B-161215 16120511-002
A4-GP12A-161215 16120511-003
A4-GP09A-161215 16120511-004
A4-GP08A-161215 16120511-005 1:50 methanol
A4-GP08A-161215D 16120511-006 1:50 methanol
A4-GP01A-161215 16120511-007 1:50 methanol

Volatile Organic Compounds Method 8260

Precision: Yes  No  N/A

Were the Field Duplicate relative percent differences (RPD) ≤ 50%?                                        N/A

Were the Matrix Spike Duplicate RPDs  ≤ 30%?                                      Yes

Were the Laboratory Control Spike Duplicate RPD  ≤ 30%?                                Yes

Matrix Spikes

% RPD Limits

Acceptable

LCS/LCSD

% RPD Limits

Acceptable

Accuracy: Yes  No  N/A

Were the Matrix Spike/Matrix Spike Duplicates recoveries within control limits?  N/A

Were the Laboratory Control Sample recoveries within control limits?  Yes

Were the Laboratory Method Blank results all < reporting limit? Yes

Were the Trip Blanks/Field Blanks results all < reporting limit? No

Was the ICAL criteria met? No

Was the CCV criteria met? No

Were the Tuning criteria met? Yes

Were the Surrogate % recoveries within laboratory determined control limits? Yes

Were the Internal Standard areas within ± 50 - 150%? Yes

General

Sample results are reported to the reporting limits.  Results between the MDL and RL, which would be estimated (J) have not been reported.

Laboratory: STAT Analysis Corporation

Analysis/Methods:

Comments (note deviations):

Field duplicates were not collected.  

Comments (note deviations) :

SE Rockford Area 4 ERH Sampling

Data Evaluation Worksheet

Level 4 Validation

Validation was performed in accordance with the method and the EPA Organic National Functional Guidelines January 2017 

A 1x indicates no additional dilutions were performed.  The soil samples were collected in field preserved method 5035 kits, so the entire contents of 
one preserved vial were purged

Samples in SDGs:      

Sample Delivery Group (SDG) Number: 16120511

The soils were collected with Encore samplers.  All soils were analyzed either directly with the exception of the samples noted above, which were 
analyzed from the  methanol dilution due to the presence of diesel range hydrocarbons.  (This information is from observing the chromatograms in the 
TRS sample analysis from Test America.  Data from this package did not include chromatograms, the narrative states there was matrix interference.) 

Base reporting limit is 5 ug/kg.  In the field, approximately 5 grams of soil are added to 5 ml of methanol.  The laboratory takes 100 ul of this extract into 
5ml of water for analysis.  This calculates to a 50x.  A 10ul sample size would have been used for a 500x dilution.



Calibration

ICAL %RSD Criteria (%) Qualifier

Methylene Chloride 47.46 30 J** All samples

CCV %D Criteria (%) Qualifier

Methylene Chloride 39.8 20 J/UJ All samples

2-Hexanone -24.3 20 J/UJ All samples

LCS/LCSD % Recovery Limits

Acceptable

Matrix Spikes

MS/MSD

% Recovery Limits Qualifier
Bromoform 65.5 / 57.3 70-130 J/UJ A4-GP12A-161215

Carbon Tetrachloride 67.6 / 75.1 70-130 J/UJ A4-GP12A-161215

Chlorobenzene 69.7 / 57.7 70-130 J/UJ A4-GP12A-161215

Ethylbenzene 68.5 / 56.7 70-130 J/UJ A4-GP12A-161215

Styrene 54.5 / 50.2 70-130 J/UJ A4-GP12A-161215

Toluene 64 / 64.7 70-130 J/UJ A4-GP12A-161215

Xylenes, Total 76 / 68.4 70-130 J/UJ A4-GP12A-161215

1,1,2,2-Tetrachloroethane 1500 / 1710 70-130 J** A4-GP12A-161215

Blanks

MethodBlank

No target compounds reported

Representativeness: Yes  No  N/A

  Yes   

Yes

Yes

Yes

Completeness (90%): Yes  No  N/A

Are all data in this SDG useable?   Yes   

Sensitivity: Yes  No  N/A

Are MDLs present and reported?   Yes   

Data Validator: Date: 12/22/2016  

Data Reviewer: 7/13/2017Kristine Molloy

Were Chain-of-Custody records complete and provided in data package?

Kim Zilis

Cooler temperature was 3.5 °C 

Were preservation criteria met? (0 °C ± 6 °C)  

Associated Sample

Comments (note deviations):

**No qualification required - qualification required for detected results only, sample 
results nondetect.

**No qualification required - qualification required for detected results only, sample 
results nondetect.

Comments (note deviations):

The surrogate 4-Bromofluorobenzene was below criteria in both the Matrix spike and matrix spike duplicate, at 58 and 56.1% with a lower limit of 58%.  
The BFB surrogate was recovered at 71% in the unspiked sample. 

Were sampling procedures and design criteria met?                                   
Were holding times met?                                                                      

Associated Sample

Associated Sample

Comments (note deviations):           



Matrix: Soils
Collection date: January 16, 2017

Volatile Organic Compounds - Method SW8260

Sample ID

A4-GP15L-170116 17010423-001
A4-GP15L-170116D 17010423-002
A4-GP03A-170116 17010423-003 1:50 methanol
A4-GP09A-170116 17010423-004

Volatile Organic Compounds Method 8260

Precision: Yes  No  N/A

Were the Field Duplicate relative percent differences (RPD) ≤ 50%?                                       No

Were the Matrix Spike Duplicate RPDs  ≤ 30%?                                      N/A

Were the Laboratory Control Spike Duplicate RPD  ≤ 30%?                                Yes

Accuracy: Yes  No  N/A

Were the Matrix Spike/Matrix Spike Duplicates recoveries within control limits? N/A

Were the Laboratory Control Sample recoveries within control limits?  Yes

Were the Laboratory Method Blank results all < reporting limit? No

Were the Trip Blanks/Field Blanks results all < reporting limit? Yes

Was the ICAL criteria met ? Yes

Was the CCV criteria met? Yes

Were the Tuning criteria met? Yes

Were the Surrogate % recoveries within laboratory determined control limits? No

Were the Internal Standard areas within ± 50 - 150%? No

General

Surrogate recovery

 % recovery limits Qualifier

44.9% 58-122 J-/UJ A4-GP09A-170116

54.3% 58-122 J-/UJ A4-GP09A-170116 (RE)

**Associated analytes - benzene, chlorobenzene, ethylbenzene, toluene, xylenes

Matrix Spikes

Matrix Spikes were not performed on the samples in this SDG

Comments (note deviations):

17010423

Analysis/Methods:

Base reporting limit is 5 ug/kg.  In the field, approximately 5 grams of soil are added to 5 ml of methanol.  The laboratory takes 100 ul of this extract into 5ml of 
water for analysis.  This calculates to a 50x.  

Samples in SDGs:      

4-Bromofluorobenzene

Comments (note deviations) :

Associated Sample

Laboratory: STAT Analysis Corporation

A 1x indicates no additional dilutions were performed.  The soil samples were collected in field preserved method 5035 kits, so the entire contents of one 
preserved vial were purged

Surrogate 4-Bromofluorobenzene was recovered at 44.9 %, below the lower limit of 58%.  The narrative states that the sample was reanalyzed with comparable 
results, confirming a matrix interference. 

The soils were collected with Encore samplers.  All soils were analyzed either directly with the exception of A4-GP03A-170116, as noted above, which was 
analyzed from the  methanol dilution due to the presence of diesel range hydrocarbons.  (This information is from observing the chromatograms in the TRS 
sample analysis from Test America.  Data from this package did not include chromatograms, the narrative states there was matrix interference.) 

SE Rockford Area 4 ERH Sampling

Data Evaluation Worksheet

Level 4 Validation

Validation was performed in accordance with the method and the EPA Organic National Functional Guidelines January 2017 

Sample Delivery Group (SDG) Number: 



Blanks

MethodBlank Concentration PQL Sample Qualifier

methylene chloride 2.29 10 A4-GP15L-170116 16 U
A4-GP15L-170116D 15 U
A4-GP03A-170116 510 U
A4-GP09A-170116 15 U

Trichloroethene 0.26 5 None Sample resulst nondetect

Internal 

Standards Area

Area Lower / Upper 

Limit Qualifiers Associated Samples

1,4-Dichlorobenzene-d4 1,088,354 1,110,956 / 4,443,824 J+ / UJ A4-GP09A-170116

Representativeness: Yes  No  N/A

  Yes   

Yes

Yes

Yes

Completeness (90%): Yes  No  N/A

Are all data in this SDG useable?   Yes   

Sensitivity: Yes  No  N/A

Are MDLs present and reported?   Yes   

Data Validator: Date: 1/25/2017 

Data Reviewer: 7/14/2017Kristine Molloy

Were preservation criteria met? (0 °C ± 6 °C)  

Kim Zilis

Comments (note deviations):

Comments (note deviations):           

Comments (note deviations):

Were sampling procedures and design criteria met?                                   

Cooler temperature was 3.8 °C 

Were Chain-of-Custody records complete and provided in data package?

ug/kg

Were holding times met?                                                                      

*Associated analyte 1,1,2,2-Tetrachloroethane



Matrix: Soils
Collection date: January 17, 2017

Volatile Organic Compounds - Method SW8260

Sample ID

A4-GP06A-170117 17010472-001A 1:50 methanol
A4-GP08A-170117 17010472-002A 1:50 methanol
A4-GP01A-170117 17010472-003A 1:50 methanol

Volatile Organic Compounds Method 8260

Precision: Yes  No  N/A

Were the Field Duplicate relative percent differences (RPD) ≤ 50%?                                        N/A

Were the Matrix Spike Duplicate RPDs  ≤ 30%?                                      Yes

Were the Laboratory Control Spike Duplicate RPD  ≤ 30%?                                Yes

Accuracy: Yes  No  N/A

Were the Matrix Spike/Matrix Spike Duplicates recoveries within control limits? No

Were the Laboratory Control Sample recoveries within control limits?  Yes

Were the Laboratory Method Blank results all < reporting limit? Yes

Were the Trip Blanks/Field Blanks results all < reporting limit?  N/A

Was the ICAL criteria met? Yes

Was the CCV criteria met? No

Were the Tuning criteria met? Yes

Were the Surrogate % recoveries within laboratory determined control limits? Yes

Were the Internal Standard areas within ± 50 - 150%? Yes

General

Calibration

CCV %D Criteria (%) Qualifier

Acetone 25.7 20 J/UJ All samples

2-Butanone 25.9 20 J/UJ All samples

Matrix Spikes

MS/MSD % Recovery Criteria Qualifier

bromomethane 49.3 / 47 70 - 130 J/UJ A4-GP08A-170117

chloroethane 55.8 / 57.2 70 - 130 J/UJ A4-GP08A-170117

1,1,2,2-Tetrachloroethane 307 / 256 70 - 130 J** A4-GP08A-170117

SE Rockford Area 4 ERH Sampling

Data Evaluation Worksheet

Level 4 Validation

Laboratory: STAT Analysis Corporation

The soils were collected with Encore samplers.  All soils were analyzed from the  methanol dilution due to the presence of diesel range hydrocarbons.  
(This information is from observing the chromatograms in the TRS sample analysis from Test America.  Data from this package did not include 
chromatograms, the narrative states there was matrix interference.) 

Sample Delivery Group (SDG) Number: 17010472

Comments (note deviations):

Field duplicates were not collected.  Matrix spikes and matrix spike duplicates were not performed.  There are no precision QC samples with this data set.

Comments (note deviations) :

Analysis/Methods:

Samples in SDGs:      

Validation was performed in accordance with the method and the EPA Organic National Functional Guidelines January 2017 

The methanol extraction was used for the analysis of all 3 samples.  Base reporting limit is 5 ug/kg.  In the field, approximately 5 grams of soil are added to 
5 ml of methanol.  The laboratory takes 100 ul of this extract into 5ml of water for analysis.  This calculates to a 50x.  A 10ul sample size would have been 
used for a 500x dilution.

Associated Sample

Associated Sample

**No qualification required - qualification required for detected results only, sample 
results nondetect.



Blanks

MethodBlank

No target compounds reported

Representativeness: Yes  No  N/A

  Yes   

Yes

Yes

Yes

Completeness (90%): Yes  No  N/A

Are all data in this SDG useable?   Yes   

Sensitivity: Yes  No  N/A

Are MDLs present and reported?   Yes   

Data Validator: Date: 1/25/2017 

Data Reviewer: 7/15/2017

Were Chain-of-Custody records complete and provided in data package?
Comments (note deviations):           

Comments (note deviations):

Kristine Molloy

Were sampling procedures and design criteria met?                                   
Were holding times met?                                                                      
Were preservation criteria met? (0 °C ± 6 °C)  

Kim Zilis 

Comments (note deviations):



Matrix: Soils

Collection date: February 16, 2017

Volatile Organic Compounds - Method SW8260

Sample ID

A4-GP06A-170216 17020519-001
A4-GP06A-170216D 17020519-002
A4-GP01A-170216 17020519-003
A4-GP09A-170216 17020519-004

Volatile Organic Compounds Method 8260

Precision: Yes  No  N/A

Were the Field Duplicate relative percent differences (RPD) ≤ 50%?                                       Yes

Were the Matrix Spike Duplicate RPDs  ≤ 30%?                                      No

Were the Laboratory Control Spike Duplicate RPD  ≤ 30%?                                Yes

LCS / LCSD

LCS / LCSD % RPD Qualifier

Acceptable

Matrix Spikes

MS/MSD

MS / MSD % RPD Limits Qualifier
1,1,2,2,-Tetrachloroethane 45.1 20 J** A4-GP09A-170216

2-Hexanone 23.5 20 J** A4-GP09A-170216

4-Methyl-2-pentanone 20.1 20 J** A4-GP09A-170216

Bromoform 21.3 20 J** A4-GP09A-170216

Styrene 33.7 20 J** A4-GP09A-170216

Xylenes 33 20 J** A4-GP09A-170216

Accuracy: Yes  No  N/A

Were the Matrix Spike/Matrix Spike Duplicates recoveries within control limits? No

Were the Laboratory Control Sample recoveries within control limits?  Yes

Were the Laboratory Method Blank results all < reporting limit? No

Were the Trip Blanks/Field Blanks results all < reporting limit?  N/A

Was the ICAL criteria met?  N/A

Was the CCV criteria met?  N/A

Were the Tuning criteria met?  N/A

Were the Surrogate % recoveries within laboratory determined control limits? No

Were the Internal Standard areas within ± 50 - 150%?  N/A

General

Sample results are reported to the reporting limits.  Results between the MDL and RL, which would be estimated (J) have not been reported.

Calibration

Comments (note deviations):

Associated Sample

No calibration information provided

Associated Sample

**No qualification required - qualification required for detected results only, sample 
results nondetect.

SE Rockford Area 4 ERH Sampling

Data Evaluation Worksheet

Level 2 Validation

Validation was performed in accordance with the method and the EPA Organic National Functional Guidelines January 2017 

Sample Delivery Group (SDG) Number: 17020519
Laboratory: STAT Analysis Corporation

Analysis/Methods:

Samples in SDGs:      

Comments (note deviations) :



Matrix Spikes

MS/MSD

% Recovery Limits Qualifier
1,1,2,2,-Tetrachloroethane 943 / 608 50-150 J** A4-GP09A-170216

2-Hexanone 180 / 145 50-150 J** A4-GP09A-170216

Bromoform 65.2 / 79.1 70-130 J/UJ A4-GP09A-170216

Styrene 76.5 / 55.5 70-130 J/UJ A4-GP09A-170216

Xylenes 70.3 / 51.4 70-130 J/UJ A4-GP09A-170216

 

Blanks

Method Blank

Concentration 

(mg/kg)

PQL 

(mg/kg) Qualifier

Ethylbenzene 0.00013 0.005 None Sample results 
nondetect

0.00021 0.005 ok RL U

A4-GP06A-170216D, 

A4-GP01A-170216, A4-

GP09A-170216

Chloroform 0.00119 0.005 None Sample results 
nondetect

LCS / LCSD

LCS / LCSD % 

recovery limits Qualifier

Acceptable

Surrogate recoveries

Surrogate % BFB recovery Limit % Qualifier Associated Samples

54.40% 71-120 J- / UJ A4-GP01A-170216

46.50% 71-120 J- / UJ A4-GP01A-170216 RE

**Associated analytes - benzene, chlorobenzene, ethylbenzene, toluene, xylenes

Representativeness: Yes  No  N/A

  Yes   

Yes

Yes

Yes

Completeness (90%): Yes  No  N/A

Are all data in this SDG useable?   Yes   

Sensitivity: Yes  No  N/A

Are MDLs present and reported?   Yes   

Data Validator: Date:

Data Reviewer: 7/22/2017

Cooler temperature was 2.7 °C 

Toluene

Associated Sample

Cherie Zakowski

Were sampling procedures and design criteria met?                                   
Were holding times met?                                                                      
Were preservation criteria met? (0 °C ± 6 °C)  
Were Chain-of-Custody records complete and provided in data package?

Associated Sample

Comments (note deviations):

Comments (note deviations):           

Kristine Molloy

Comments (note deviations):

**No qualification required - qualification required for detected results only, sample 
results nondetect.

7/21/2017

4-Bromofluorobenzene**

Associated Sample



Matrix: Soils
Collection date: May 19, 2017

Volatile Organic Compounds - Method SW8260

Sample ID

SB-408A-3436 17050731-001
SB-408A-3638 17050731-002
SB-408A-3840 17050731-003

Volatile Organic Compounds Method 8260

Precision: Yes  No  N/A

Were the Field Duplicate relative percent differences (RPD) ≤ 50%?                                        N/A

Were the Matrix Spike Duplicate RPDs  ≤ 30%?                                       N/A

Were the Laboratory Control Spike Duplicate RPD  ≤ 30%?                                Yes

LCS / LCSD

LCS / LCSD % RPD Qualifier

Acceptable

Accuracy: Yes  No  N/A

Were the Matrix Spike/Matrix Spike Duplicates recoveries within control limits?  N/A

Were the Laboratory Control Sample recoveries within control limits?  No

Were the Laboratory Method Blank results all < reporting limit? No

Were the Trip Blanks/Field Blanks results all < reporting limit?  N/A

Was the ICAL criteria met?  N/A

Was the CCV criteria met?  N/A

Were the Tuning criteria met?  N/A

Were the Surrogate % recoveries within laboratory determined control limits? Yes

Were the Internal Standard areas within ± 50 - 150%?  N/A

General

Sample results are reported to the reporting limits.  Results between the MDL and RL, which would be estimated (J) have not been reported.

Calibration

Matrix Spikes

Matrix Spikes were not performed.
 

Blanks

Method Blank

Concentration 

(mg/kg)

PQL 

(mg/kg) Qualifier

Benzene 0.00021 0.005 None Sample results nondetect
0.00287 0.01 None Sample results nondetect

Comments (note deviations) :

Methylene Chloride

No calibration information provided

SE Rockford Area 4 ERH Sampling

Data Evaluation Worksheet

Level 2 Validation

Validation was performed in accordance with the method and the EPA Organic National Functional Guidelines January 2017 

Sample Delivery Group (SDG) Number: 17050731
Laboratory: 

Associated Sample

STAT Analysis Corporation

Analysis/Methods:

Samples in SDGs:      

Comments (note deviations):

Associated Sample



LCS / LCSD

LCS / LCSD % 

recovery limits Qualifier

carbon disulfide 141 / 144 70 - 130 J** All samples

Representativeness: Yes  No  N/A

  Yes   

Yes

Yes

Yes

Completeness (90%): Yes  No  N/A

Are all data in this SDG useable?   Yes   

Sensitivity: Yes  No  N/A

Are MDLs present and reported?   Yes   

Data Validator: Date:

Data Reviewer: 7/21/2017

**No qualification required - qualification required for detected results only, sample 
results nondetect.

Kristine Molloy

Comments (note deviations):

Cherie Zakowski

Were sampling procedures and design criteria met?                                   
Were holding times met?                                                                      
Were preservation criteria met? (0 °C ± 6 °C)  
Were Chain-of-Custody records complete and provided in data package?

Comments (note deviations):

Comments (note deviations):           

Associated Sample

Cooler temperature was 3.7 °C 

7/20/2017



Matrix: Soils
Collection date: December 13 - 14, 2016

Volatile Organic Compounds - Method SW8260

Sample ID Lab ID Dilution
Split Samples SS16-8'-SOL-20161213 500-121487-1 50x

SS16-16'-SOL-20161213 500-121487-2 50x
SS14-24' SS16-24'-SOL-20161213 500-121487-3 50x
SS14-37' SS16-32'-SOL-20161213 500-121487-4 500x

SS17-8'-SOL-20161213 500-121487-5
SS13-24' SS17-16'-SOL-20161213 500-121487-6
SS13-32' SS17-24'-SOL-20161213 500-121487-7

SS17-32'-SOL-20161213 500-121487-8 100x
SS11-24' SS18-8'-SOL-20161213 500-121487-9
SS11-32' SS18-16'-SOL-20161213 500-121487-10

SS18-24'-SOL-20161213 500-121487-11
SS9-32' SS18-32'-SOL-20161213 500-121487-12 50x
SS8-37' SS15-8'-SOL-20161214 500-121487-13
SS1-37' SS15-16'-SOL-20161214 500-121487-14

SS15-24'-SOL-20161214 500-121487-15 50x
SS15-32'-SOL-20161214 500-121487-16 100x
SS15-24'-SOL-20161214-Dup 500-121487-17 50x
SS15-32'-SOL-20161214-Dup 500-121487-18 100x
SS3-32'-SOL-20161214 500-121487-19 500x
SS3-37'-SOL-20161214 500-121487-20

None of the above samples were split for analysis by STAT

Volatile Organic Compounds Method 8260

Precision: Yes  No  N/A

Were the Field Duplicate relative percent differences (RPD) ≤ 50%?                                       Yes

Were the Matrix Spike Duplicate RPDs  ≤ 30%?                                      N/A

Were the Laboratory Control Spike Duplicate RPD  ≤ 30%?                                Yes

Matrix spikes were not performed on the samples in this SDG

Accuracy: Yes  No  N/A

Were the Matrix Spike/Matrix Spike Duplicates recoveries within control limits? N/A

Were the Laboratory Control Sample recoveries within control limits?  No

Were the Laboratory Method Blank results all < reporting limit? Yes

Were the Trip Blanks/Field Blanks results all < reporting limit? N/A

Was the ICAL criteria met? Yes

Was the CCV criteria met? Yes

Were the Tuning criteria met? Yes

Were the Surrogate % recoveries within laboratory determined control limits? Yes

Were the Internal Standard areas within ± 50 - 150%? Yes

Blanks

MethodBlank

No target compounds were reported in the blanks

The soils were collected with Encore samplers.  All soils were analyzed from the  methanol dilution due to the presence of diesel range hydrocarbons.  

Comments (note deviations) :

Samples in SDGs:      

Comments (note deviations):

Sample Delivery Group (SDG) Number: 680-121487-1

SE Rockford Area 4 ERH Sampling

Data Evaluation Worksheet

Level 4 Validation

Validation was performed in accordance with the method and the EPA Organic National Functional Guidelines January 2017 

Laboratory: Test America

Analysis/Methods:



LCS / LCSD 

Analyte Analytical Batch LCS % recovery Limits Qualifier

1,2-Dichloropropane 365459 69 70 - 125 J/UJ

Carbon disulfide 365707 67 68 - 125 J/UJ 500-121487-16

Matrix Spikes

Matrix spikes were performed on samples in batch J121609

Representativeness: Yes  No  N/A

  Yes   

Yes

NR**

Yes

Completeness (90%): Yes  No  N/A

Are all data in this SDG useable?   Yes   

Sensitivity: Yes  No  N/A

Are MDLs present and reported?   Yes   

Login Sample Receipt Checklist indicates the laboratory received a Trip Blank - no Trip Blank was analyzed for this SDG.

Data Validator: Date: 12/22/2016   

Data Reviewer: 6/30/2017

Comments (note deviations):           

Comments (note deviations):

Kristine Molloy

** Login Sample Receipt Checklist indicates the temperature was acceptable - no temperature was reported 
in the SDG paperwork or on the COC.

Comments (note deviations):

Were sampling procedures and design criteria met?                                   
Were holding times met?                                                                      
Were preservation criteria met? (0 °C ± 6 °C)  
Were Chain-of-Custody records complete and provided in data package?

Associated Samples

500-121487-1 through 500-121487-4

500-121487-8  &  500-121487-17 through

 500-121487-19

Kim Zilis



Matrix: Soils
Collection date: December 13 - 14, 2016

Volatile Organic Compounds - Method SW8260

Sample ID Lab ID Dilution
SS14-8'-SOL-20161214 500-121487-21 50x

Split Samples SS14-16'-SOL-20161214 500-121487-22 50x
SS14-24'-SOL-20161214 500-121487-23 50x

SS14-24' SS14-37'-SOL-20161214 500-121487-24 50x
SS14-37' SS14-8'-SOL-20161214-Dup 500-121487-25 100x

SS14-16'-SOL-20161214-Dup 500-121487-26 50x
SS13-24' SS13-8'-SOL-20161214 500-121487-27 100x
SS13-32' SS13-16'-SOL-20161214 500-121487-28 50x

SS13-16'-SOL-20161214-Dup 500-121487-29 50x
SS11-24' SS13-24'-SOL-20161214 500-121487-30 50x
SS11-32' SS13-32'-SOL-20161214 500-121487-31 100x

Trip Blank 1 500-121487-32
SS9-32' Trip Blank 2 500-121487-33
SS8-37' Trip Blank 3 500-121487-34
SS1-37'

Volatile Organic Compounds Method 8260

Precision: Yes  No  N/A

Were the Field Duplicate relative percent differences (RPD) ≤ 50%?                                       Yes

Were the Matrix Spike Duplicate RPDs  ≤ 30%?                                       N/A

Were the Laboratory Control Spike Duplicate RPD  ≤ 30%?                                 N/A

Accuracy: Yes  No  N/A

Were the Matrix Spike/Matrix Spike Duplicates recoveries within control limits?  N/A

Were the Laboratory Control Sample recoveries within control limits?  No

Were the Laboratory Method Blank results all < reporting limit? Yes

Were the Trip Blanks/Field Blanks results all < reporting limit? No

Was the ICAL criteria met? Yes

Was the CCV criteria met? Yes

Were the Tuning criteria met? Yes

Were the Surrogate % recoveries within laboratory determined control limits? Yes

Were the Internal Standard areas within ± 50 - 150%? Yes

Matrix Spikes

Matrix Spikes were not performed on the samples in this SDG

Blanks

MethodBlank

No target compounds were reported in the blanks

Trip Blank Qualifier

Acetone was detected in trip blank 2 (12/13) at 5.9 ug/L None Sample results nondetect

No target compounds were detected in trip blank 1 or 3 (12/13)

Analysis/Methods:

SE Rockford Area 4 ERH Sampling

Data Evaluation Worksheet

Level 4 Validation

Validation was performed in accordance with the method and the EPA Organic National Functional Guidelines January 2017 

Laboratory: Test America

Comments (note deviations):

Sample Delivery Group (SDG) Number: 680-121487-2

The soils were collected with Encore samplers.  All soils were analyzed from the  methanol dilution due to the presence of diesel range hydrocarbons.  

Comments (note deviations) :

Samples in SDGs:      

Associated Sample



LCS 

Analyte LCS % recovery Limits Qualifier

1,2-Dichloropropane 69 70 - 125 None

Representativeness: Yes  No  N/A

  Yes   

Yes

Yes

Yes

Completeness (90%): Yes  No  N/A

Are all data in this SDG useable?   Yes   

Sensitivity: Yes  No  N/A

Are MDLs present and reported?   Yes   

Data Validator: Date: 12/22/2016  

Data Reviewer: 7/1/2017Kristine Molloy

Associated Sample

LCS associated with Trip Blanks - no 
qualification required

Kim Zilis 

Cooler temperatures were -0.3, 1.6 and 2.6 °C - no qualification was required as the -0.3 °C reading was just below 0 °C, the remaining readings were 
within acceptable criteria.

Were sampling procedures and design criteria met?                                   

Comments (note deviations):

Comments (note deviations):

Were holding times met?                                                                      
Were preservation criteria met? (0 °C ± 6 °C)  
Were Chain-of-Custody records complete and provided in data package?
Comments (note deviations):           



Matrix: Soils
Collection date: December 15 - 16, 2016

Volatile Organic Compounds - Method SW8260

Sample ID Lab ID Dilution
SS11-8'-SOL-20161215 500-121609-1 50x
SS11-16'-SOL-20161215 500-121609-2 50x

Split Samples SS11-24'-SOL-20161215 500-121609-3 50x
SS11-32'-SOL-20161215 500-121609-4 500x

SS14-24' SS12-8'-SOL-20161215 500-121609-5 50x
SS14-37' SS12-16'-SOL-20161215 500-121609-6 50x

SS12-24'-SOL-20161215 500-121609-7 50x
SS13-24' SS12-32'-SOL-20161215 500-121609-8 100x
SS13-32' SS9-32'-SOL-20161215 500-121609-9 100x

SS7-32'-SOL-20161215 500-121609-10 1x
SS11-24' SS8-37'-SOL-20161215 500-121609-11 500x
SS11-32' SS1-37'-SOL-20161215 500-121609-12 500x

SS6-37'-SOL-20161216 500-121609-13 500x
SS9-32' SS5-37'-SOL-20161216 500-121609-14 500x
SS8-37' SS4-37'-SOL-20161216 500-121609-15 100x
SS1-37' SS10-32'-SOL-20161216 500-121609-16 50x

Trip Blank - 1 500-121609-18
Trip Blank - 2 500-121609-19

None of the above samples were split for analysis by STAT

Volatile Organic Compounds Method 8260

Precision: Yes  No  N/A

Were the Field Duplicate relative percent differences (RPD) ≤ 50%?                                        N/A

Were the Matrix Spike Duplicate RPDs  ≤ 30%?                                      Yes

Were the Laboratory Control Spike Duplicate RPD  ≤ 30%?                                Yes

Matrix Spikes

% RPD Limits

Acceptable

LCS/LCSD

% RPD Limits

Acceptable

Accuracy: Yes  No  N/A

Were the Matrix Spike/Matrix Spike Duplicates recoveries within control limits? No

Were the Laboratory Control Sample recoveries within control limits?  Yes

Were the Laboratory Method Blank results all < reporting limit? Yes

Were the Trip Blanks/Field Blanks results all < reporting limit? No

Was the ICAL criteria met? Yes

Was the CCV criteria met ? Yes

Were the Tuning criteria met? Yes

Were the Surrogate % recoveries within laboratory determined control limits? Yes

Were the Internal Standard areas within ± 50 - 150%? Yes

Sample Delivery Group (SDG) Number: 500-121609-1

The soils were collected with Encore samplers.  All soils were analyzed from the  methanol dilution due to the presence of diesel range hydrocarbons.  

Comments (note deviations) :

Comments (note deviations):

See SDG ID J121487-1 for field duplicates

Samples in SDGs:      

Analysis/Methods:

SE Rockford Area 4 ERH Sampling

Data Evaluation Worksheet

Level 4 Validation

Validation was performed in accordance with the method and the EPA Organic National Functional Guidelines January 2017

Laboratory: Test America



Matrix Spikes

% Recovery Limits Qualifiers Associated Samples

1,1,2,2-Tetrachloroethane 115 / 132* 68 - 125 J** SS11-8'-SOL-20161215

LCS/LCSD % Recovery Limits

Acceptable

Blanks

MethodBlank

No target compounds were reported in the blanks

Trip Blank

Acetone was detected in trip blank 1 (12/15) at 7.0 ug/L 
No target compounds were detected in trip blank 2 (12/15)

Representativeness: Yes  No  N/A

  Yes   

Yes

Yes

Yes

Completeness (90%): Yes  No  N/A

Are all data in this SDG useable?   Yes   

Sensitivity: Yes  No  N/A

Are MDLs present and reported?   Yes   

Data Validator: Date: 12/22/2016  

Data Reviewer: 7/12/2017

Cooler temperatures were 4.8  &  5.1 °C 

Kristine Molloy

Comments (note deviations):

Comments (note deviations):           

Kim Zilis 

Comments (note deviations):

Were sampling procedures and design criteria met?                                   
Were holding times met?                                                                      
Were preservation criteria met? (0 °C ± 6 °C)  
Were Chain-of-Custody records complete and provided in data package?

**No qualification required - qualification required for detected results only, sample 
results nondetect.



Matrix: Soils
Collection date: January 16 and 17, 2017

Volatile Organic Compounds - Method SW8260B

Sample ID Lab ID Dilution
Split Samples SS1-37'-SOL-20170117 500-122698-1 100x

SS3-32'-SOL-20170116 500-122698-2 100x
SS1-37' SS8-37'-SOL-20170117 500-122698-3 100x
SS3-32' SS9-32'-SOL-20170116 500-122698-4 100x
SS8-37' SS15-32'-SOL-2017 500-122698-5 50x
SS9-32' SS17-32'-SOL-20170116 500-122698-6 50x
SS15-32' SS17-32'-SOL-20170116-DUP 500-122698-7 50x
SS6-32' SS6-32'-SOL-20170117 500-122698-8 50x

Trip Blank 500-122698-9 1x

Volatile Organic Compounds Method 8260

Precision: Yes  No  N/A

Were the Field Duplicate relative percent differences (RPD) ≤ 50%?                                       Yes

Were the Matrix Spike Duplicate RPDs  ≤ 30%?                                      NA

Were the Laboratory Control Spike Duplicate RPD  ≤ 30%?                                NA

Matrix spikes were not performed on the samples in this SDG

Accuracy: Yes  No  N/A

Were the Matrix Spike/Matrix Spike Duplicates recoveries within control limits? NA

Were the Laboratory Control Sample recoveries within control limits?  No

Were the Laboratory Method Blank results all < reporting limit? Yes

Were the Trip Blanks/Field Blanks results all < reporting limit? No

Was the ICAL criteria met? Yes

Was the CCV criteria met? Yes

Were the Tuning criteria met? Yes

Were the Surrogate % recoveries within laboratory determined control limits? No

Were the Internal Standard areas within ± 50 - 150%? Yes

Blanks

MethodBlank

No target compounds were reported in the blanks

LCS

Analytical Batch LCS % recovery limits Qualifier Associated Samples

chloroethane 369072 54 60 - 139 J/UJ
All samples with the 

exception of the TB

The soils were collected with Encore samplers.  All soils were analyzed from the  methanol dilution due to the presence of diesel range hydrocarbons.  

Comments (note deviations) :

Samples in SDGs:      

Comments (note deviations):

SE Rockford Area 4 ERH Sampling

Data Evaluation Worksheet

Level 4 Validation

Validation was performed in accordance with the method and the EPA Organic National Functional Guidelines January 2017 

Laboratory: Test America

Analysis/Methods:

Sample Delivery Group (SDG) Number: 500-122698-1



Surrogate recoveries

Surrogate % BFB recovery Limit % Qualifier Associated Samples

121 71-120 J+ ** SS1-37'-SOL-20170117

123 71-120 J+ ** SS3-32'-SOL-20170116

126 71-120 J+ ** SS8-37'-SOL-20170117

122 71-120 J+ SS9-32'-SOL-20170116

127 71-120 J+ SS6-32'-SOL-20170117

**Associated analytes - benzene, chlorobenzene, ethylbenzene, toluene, xylenes

Representativeness: Yes  No  N/A

  Yes   

Yes

No

Yes

Completeness (90%): Yes  No  N/A

Are all data in this SDG useable?   Yes   

Sensitivity: Yes  No  N/A

Are MDLs present and reported?   Yes   

Data Validator: Date: 1/25/2017

Data Reviewer: 7/15/2017

Were sampling procedures and design criteria met?                                   

Comments (note deviations):           

Comments (note deviations):

Were holding times met?                                                                      
Were preservation criteria met? (0 °C ± 6 °C)  
Were Chain-of-Custody records complete and provided in data package?

Kristine Molloy

Cooler temperature was -0.9 °C  - no qualification was required as the -0.3 °C reading was just below 0 °C.

4-Bromofluorobenzene*

Kim Zilis 

Comments (note deviations):



Test America
Matrix: Soil 
Collection date: 02/17/17

Volatile Organic Compounds   8260B
% Moisture

Samples in SDG:   

500-124029-1 SS6-32'-SOL-20170216
500-124029-2 SS1-37'-SOL-20170216
500-124029-3 SS9-32'-SOL-20170216
500-124029-4 SS1-37'-SOL-20170216-Dup
500-124029-5 Trip Blank

Precision: Yes  No  N/A

Yes 

Yes 

N/A

Field 8260B Sample Duplicate %RPD Qualifiers Associated Samples

Duplicates SS1-37'-SOL-
20170216

SS1-37'-SOL-
20170216-Dup

ND ND

LCS/LCSD 8260B %RPD Limits Qualifiers Associated Samples

N/A

MS/MSD 8260B %RPD Limit Qualifiers Associated Samples

500-124029-1 MS / MSD Acceptable

Laboratory Sample Duplicate MDL / RL %RPD Qualifier

Duplicate

N/A

Accuracy: Yes  No  N/A

Was the Matrix Spike/Matrix Spike Duplicate criteria met? (frequency ≥ 5% and laboratory determined control limits) Yes

Laboratory Control Sample criteria met? Yes

Were the Laboratory Method Blank results all < RL? Yes

Were the Field Blanks results all < RL? Yes

Was the ICAL criteria met? Yes

Was the CCV criteria met? Yes

Was the Tuning criteria met? Yes

Were the Surrogate % recoveries within laboratory determined control limits? Yes

Were the Internal Standard areas within ± 50 - 150%? Yes

Blanks 8260B Concentration MDL / RL Qualifiers Associated Samples

MB 500-372656 / 6 Nondetect

MB 500-372657 / 6 Nondetect

Field Blank
8260B

Concentration 

(ug/L) MDL / RL
Qualifiers Associated Samples

Trip Blank Nondetect

RFD75

Data Validation Report

Laboratory: 

Analysis/Methods:

J124029-01Sample Delivery Group (SDG) Number: 

Rockford, Illinois

Data validation was performed in accordance with the specific analytical methods and the U.S. EPA Contract Laboratory Program National 
Functional Guidelines for Superfund Organic Methods Data Review (September 2016).

Were the Matrix Spike Duplicate RPDs  ≤ 20%? (Or lab defined limits)                                      
Laboratory Control Spike Duplicates RPD within limits?                                
Comments (note deviations) :  

Associated Samples

Volatile Organic Compounds  8260B

Are the field duplicate relative percent differences (RPD) ≤50%?                                       

Comments (note deviations) :
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Surrogates 8260B %R Limit Qualifiers

Acceptable

MS/MSD 8260B %R Limits (%) Qualifiers Associated Samples

500-124029-1 MS / MSD Acceptable

LCS/LCSD 8260B %R Limits Qualifiers Associated Samples

LCS 500-372656 / 5 Acceptable

LCS 500-372657 / 5 Acceptable

ICAL 8260B RRF %RSD Qualifiers Associated Samples

(1/18/17   15:18) Acceptable Acceptable

CCV 8260B RRF %D Qualifiers Associated Samples

(1/19/17   00:34) Acceptable Acceptable

(1/19/17   00:59) Acceptable Acceptable

(2/19/17   19:53) Acceptable Acceptable

(2/19/17   20:18) Acceptable Acceptable

Tune 8260B 

Acceptable

Internal 8260B Qualifiers Associated Samples

Standards Acceptable

Representativeness: Yes  No  N/A

  Yes   

  Yes   

  Yes   

Yes

Holding Times Days to Analysis HT Criteria Qualifier Associated Samples

Acceptable

Comparability: Yes  No  N/A

Were analytical procedures and methods followed as defined in the QAPP or field change documentation? Yes    

Completeness (90%): Yes  No  N/A

Are all data in this SDG usable? Yes  

Sensitivity: Yes  No  N/A

Are MDLs present and reported? Yes  

Do the reporting limits meet project requirements?    Yes   

Overall Comments:  All data are usable with appropriate qualifiers applied.

Data Validator: Date: 2/21/2017
Data Reviewer: Date: 2/22/2017

Was preservation criteria met? (0° - 6° C)
Were holding times met?                                                                      
Were sampling procedures and design criteria met?                                   

Associated Samples

Cherie Zakowski
Kristine Molloy

Were Chain-of-Custody records complete and provided in data package?

Comments (note deviations):

Comments (note deviations):  

Comments (note deviations):  

Comments (note deviations):  Cooler temperature was -2.9 ° C .  Based on professional judgement no qualifiers were required.
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Appendix E 

Final Demobilization Memorandum 



 
125 South Wacker Drive, Suite 700 

Chicago, IL  60606 

tel:  312 346‐5000 

fax:  312 346‐5228 

 

 
April 10, 2017 
 
 
Mr. Brian Conrath 
Illinois Environmental Protection Agency 
1021 N. Grand Avenue East 
Springfield, IL  62702-4059 
 
 
Subject: Source Area 4 Remedial Action 

Electrical Resistance Heating Demobilization Checklist 
  Southeast Rockford Groundwater Contamination Superfund Site 
  Rockford, Winnebago County, Illinois 
   
 
Dear Mr. Conrath: 

A demobilization meeting was held at Area 4 on April 6, 2017 at 11:00 am between TRS 
Group, Inc. (TRS), CDM Smith, Inc. (CDM Smith), Bodine Environmental Services, Inc. 
(Bodine), the Illinois Environmental Protection Agency (Illinois EPA), and the United States 
Environmental Protection Agency (U.S. EPA).  This meeting was held to establish the 
completion of electrical resistance heating at Area 4 conducted by TRS.  Below is the 
completion status of each item from the attached Demobilization Checklist and any additional 
comments associated with each item.  A photolog is also attached. 
 
Item #1: 
All boreholes (i.e., electrodes and monitoring points) properly abandoned to grade 
Completion Status: 
Complete 
Additional Comments: 
All boreholes and monitoring points were previously cut off approximately 2 feet below 
ground surface.  Once cut, the borehole was filled with a concrete slurry up to existing grade. 
 
Item #2: 
Below grade utilities properly removed or abandoned 
Completion Status: 
Complete 
Additional Comments: 
A concrete slurry was pumped into all below grade pipes.  A pump was connected to the 
vapor recovery pipe at each multi-phase extraction electrode and concrete slurry was pumped 
into the pipe until the slurry came back out the water recovery pipe attached to the same 
multi-phase extraction electrode.  Once the pipes and boreholes were filled with concrete, the 
piping was cut below grade and concrete was placed on top up to existing grade. 
 



 
 
Mr. Brian Conrath 
April 10, 2017 
Page 2 
 

 

 
 
Item #3: 
All equipment removed from site 
Completion Status: 
In progress 
Additional Comments: 
Only piece of equipment that remains on site is the tank TRS had delivered to store excess 
water.  The tank is scheduled to be pumped out on April 7, 2017, and then removed from the 
site the week of April 10, 2017. 
 
Item #4: 
Chain link fencing removed and post holes filled in 
Completion Status: 
Complete 
Additional Comments: 
No additional comments. 
 
Item #5: 
Former electrical power connection secured 
Completion Status: 
Complete 
Additional Comments: 
Commonwealth Edison still needs to remove their equipment (i.e., electrical meter) from the 
pole.  The equipment has been de-energized.  They have been notified that they can remove 
their equipment at their earliest convenience.  No scheduled date of equipment removal. 
 
Item #6: 
Groundwater Extraction Treatment System (GETS) returned to pre-ERH condition (piping 
and I&C) 
Completion Status: 
Complete 
Additional Comments: 
Brett Baker of Bodine returned the GETS vault (including disconnection of piping) back to 
pre-ERH condition. 
 
Item #7: 
Authorities notified that building will be vacant 
Completion Status: 
In progress 
Additional Comments: 
CDM Smith will notify the Rockford Police Department that work is no longer being 
conducted on site and that the building will be vacant. 
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Item #8: 
Debris, waste, and IDW removed from inside and outside of the building 
Completion Status: 
In progress 
Additional Comments: 
The only remaining waste still on site are two drums containing spent carbon located just 
inside of the overhead door to the building.  Once TRS  receives the waste profile from 
Evoqua, the drums will be removed from the site and properly disposed.   
 
Item #9: 
New locks on overhead and man doors 
Completion Status: 
Complete 
Additional Comments: 
Currently there is a combination lock on the man door to keep it secure until a more robust 
lock can be placed. The new padlock will be placed on the man door by CDM Smith 
personnel upon the next site visit. 
 
If you have any questions or comments, please contact me at (312) 780-7737.   
 
Sincerely, 
 
 
 
John C. Grabs, P.G. 
Senior Project Manager 
CDM Smith, Inc. 



Demobilization Checklist 
Source Area 4 Remedial Action, Electrical Resistance Heating 

Southeast Rockford Groundwater Contamination Superfund Site 
 

 

Date:    April 6, 2017 

Time:    11:00 am, CDT 

Present:  Brian Conrath, Illinois EPA 
    Chris Thomas, TRS 
    Brad Morris, TRS 
    Brett Baker, Bodine 
    John Grabs, CDM Smith 
    Andrew Schamber, CDM Smith 
    Karen Kirchner, U.S. EPA 
    Tim Fischer, U.S. EPA 
 

Item  Complete?  Comments 
All boreholes (e.g., electrodes and 
monitoring points) properly abandoned 
to grade  Yes   
Below grade utilities properly removed 
or abandoned  Yes   

All equipment removed from site 
In Progress 

One 6,000‐gallon tank is still on site.  Tank should be 
removed week of April 10, 2017. 

Chain link fencing removed and post 
holes filled in  Yes   
Former electrical power connection 
secured  Yes  ComEd still needs to remove their equipment from the pole. 
GETS returned to pre‐ERH condition 
(piping and I&C)  Yes   
Authorities notified that building will be 
vacant  In Progress  CDM Smith to follow up with Rockford Police Department. 
Debris, waste, and IDW removed inside 
and outside  In Progress 

2 drums located inside of building are awaiting a waste 
profile. 

New locks on overhead and man doors  Yes  CDM Smith to replace with more robust lock. 
   
 
Other Observations 
 
 
 
 
 

 



Appendix F 

Photographic Log 



 

Photographic Log Project: IEPA Rockford Area 4 Project Number: 80527 

Photo No. 

1 
Date: 
07/18/2016 

Time: 
1101 

 

Direction: 
 
Northeast 

Description: 
 
Trees were trimmed on site to allow for installation of 
ERH equipment.  

 

Photo No. 

2 

Date: 
07/11/2016 

Time: 
1321 

 

Direction: 
 North 

Description: 
 
Terra Probe used a Geoprobe 6620 track-mounted 
rig to install multi-phase extraction (MPE) electrodes 
inside of existing building. 

 

Photo No. 

3 
Date: 
07/20/2016 

Time: 
1039 

 

Direction: 
 
West 

Description: 
 
K&S Engineers began installing borings outside of 
the building using a Central Mine Equipment Co. 850 
steel track-mounted drilling rig, but ceased using this 
drill rig and began using a Diedrich-120 truck-
mounted drill rig to avoid damaging asphalt 
pavement. 

 



 

Photo No. 

4 

Date: 
07/11/2016 

Time: 
1341 

 

Direction: 
 North 

Description: 
 
After the Schedule 40 black iron steel pipe was 
installed, a copper groundwater extraction pipe was 
lowered into the hole and screwed into the bottom of 
a cap placed on top of the black iron pipe.  The 
copper extraction pipe was placed approximately 6 
inches into the top of groundwater. 

 

Photo No. 

5 
Date: 
08/09/2016 

Time: 
0845 

 

Direction: 
 
N/A 

Description: 
 
After installation of black iron steel pipe, batches of 
graphite/iron shot were mixed in a wheelbarrow.  The 
mixture consisted of one 50-pound bag of iron shot 
for every three 50-pound bags of SWS Earth Contact 
Backfill graphite.  Batch was well mixed and hydrated 
with water from a hose on site. 

 

Photo No. 

6 
Date: 
08/02/2016 

Time: 
1121 

 

Direction: 
 
South 

Description: 
 
In Zones 2 and 3, #4 silica/bluestone sand was 
poured into the annulus on top of the installed 
graphite/iron shot mixture. 

 
 
 
 



 

Photo No. 

7 

Date: 
08/08/2016 

Time: 
1527 

 

Direction: 
 N/A 

Description: 
 
After the annulus was filled, a cap was screwed onto 
the black iron steel pipe and a copper drip tube was 
placed next to it. 

 

Photo No. 

8 

Date: 
08/08/2016 

Time: 
1613 

 

Direction: 
 N/A 

Description: 
After the cap was screwed on to the black iron steel 
pipe, a 10-inch CPVC sleeve was placed around the 
electrode and held into place with Type I Portland 
cement. 
 

 

Photo No. 

9 

Date: 
08/18/2016 

Time: 
0957 

 

Direction: 
North 
 

Description: 
 
After CPVC oversleeve was set, two 1.5-inch 
diameter holes were drilled into oversleeve and 4-foot 
long sections of 1-inch diameter thermally insulated, 
chemical-resistant tubing was connected to the 
electrode cap. 

 
 
 
 
 



 

Photo No. 

10 

Date: 
08/29/2016 

Time: 
1054 

 

Direction: 
 Southeast 

Description: 
 
Diamond Cut Concrete Cutters onsite sawcutting 
trenches in Marshall St. 

 
 

Photo No. 

11 

Date: 
08/29/2016 

Time: 
1112 

Direction: 
  

Description: 
 
K&S over-drilling multi-level well (MLW-01) located 
on site.  The well was grouted from bottom to top of 
casing then over-drilled to 10 feet below ground 
surface.  Concrete was then poured into well vault 
and settled to 2.5 feet below ground surface.  

 

Photo No. 

12 
Date: 
08/30/2016 

Time: 
0805 

 

Direction: 
 
East 

Description: 
 
TRS began trenching in Marshall St. starting on the 
Southeast corner and working their way to the North. 

 
 
 



 

Photo No. 

13 

Date: 
08/30/2016 

Time: 
1650 

 

Direction: 
 South 

Description: 
 
Asphalt from the trenches in Marshall Street was 
stockpiled in the southwest corner of the property.  All 
of the asphalt was recycled at the end of trenching 
activities. 

 

Photo No. 

14 
Date: 
08/31/2016 

Time: 
0857 

 

Direction: 
 
East 

Description: 
 
A stormwater pipe was encountered while digging a 
north-south trench between the “C” and “D” row of 
electrodes.  After discussions, a new trench was 
sawcut 4 feet to the east of planned trench. 

 

Photo No. 

15 
Date: 
09/01/2016 

Time: 
0816 

 

Direction: 
 
North 

Description: 
 
TRS excavated near Bodine’s groundwater extraction 
vault so that 2 holes could be drilled into the side for 
placement of the blowdown line and a 
communications cable.   

 
 
 
 



 

Photo No. 

16 

Date: 
09/01/2016 

Time: 
1156 

 

Direction: 
 South 

Description: 
 
The blowdown pipe was pressure tested by placing 
valves on each side and filling the pipe with water so 
that the internal pressure was between 40 and 70 psi. 

 

Photo No. 

17 

Date: 
09/01/2016 

Time: 
1423 

 

Direction: 
 North 

Description: 
 
Flowable backfill (Illinois DOT specified) was placed 
in trench by Ozinga. 

 

Photo No. 

18 

Date: 
09/06/2016 

Time: 
1335 

 

Direction: 
 
East 
 

Description: 
 
East-west trench with all of the underground piping. 

 
 
 
 
 



 

Photo No. 

19 

Date: 
09/06/2016 

Time: 
1554 

 

Direction: 
 East 

Description: 
 
Three 1.25-inch holes were drilled into side of EW003 
vault.  Two holes for the cooling loop that will be 
placed in EW-3 and 1 hole for a temperature probe.  
Holes were sealed with hydraulic cement. 

 

Photo No. 

20 

Date: 
09/07/2016 

Time: 
1431 

 

Direction: 
 
North 

 

Description: 
 
All trenches were filled with flowable backfill by 
Ozinga. 

 

Photo No. 

21 
Date: 
09/08/2016 

Time: 
1356 

 

Direction: 
 
South 

Description: 
 
Concrete was brought onto the site and poured by 
Ozinga.  TRS used concrete floats to smooth the 
concrete out by hand. 

 
 
 
 



 

Photo No. 

22 
Date: 
09/12/2016 

Time: 
1039 

 

Direction: 
 
East 

Description: 
 
Type W 350 cable was delivered on spools.  TRS 
unspooled the cable so that it could be connected to 
the MPE electrodes. 

 

Photo No. 

23 

Date: 
09/13/2016 

Time: 
1117 

 

Direction: 
 
West 
 

Description: 
 
TRS trenched to a depth of 3 feet below ground 
surface with a length of 10 feet and a width of 2 feet 
so that the PCU could be connected to ComEd’s 
electrical pole. 

 

Photo No. 

24 

Date: 
09/13/2016 

Time: 
1413 

 

Direction: 
 West 

Description: 
 
TRS completed the recovery piping for the 
underground electrodes in Marshall St. 

 
 
 
 



 

Photo No. 

25 
Date: 
09/22/2016 

Time: 
0915 

 

Direction: 
 
Southeast 

Description: 
 
Creative Crane and Rigging setting up the crane 
before the equipment arrives on site. 

 

Photo No. 

26 

Date: 
09/22/2016 

Time: 
1306 

 

Direction: 
 
Northeast 
 

Description: 
 
Two auto transformers (ATX-1 and ATX-3) as well as 
a spool of Type W 350 cable was delivered via semi-
truck. 

 

Photo No. 

27 

Date: 
09/22/2016 

Time: 
1525 

 

Direction: 
 Northeast 

Description: 
 
The condenser unit and cooling towers arrived on site 
via semi-truck.  Creative Crane used the same 
technique to lift the condenser unit as they did the 
PCU. 

 
 
 
 



 

Photo No. 

28 
Date: 
09/27/2016 

Time: 
1127 

 

Direction: 
 
N/A 

Description: 
 
Drip loop was installed in EW003 to 42 feet below 
ground surface and consisted of 0.75-inch PEX 
tubing to 35 feet and 0.5-inch PEX tubing from 35 
feet to 42 feet.  Two holes were drilled in the plastic 
cover so that the tubing could be brought into the 
manhole. 

 

Photo No. 

29 

Date: 
09/27/2016 

Time: 
1606 

 

Direction: 
 West 

Description: 
 
All electrode cables were attached to Amp-Traps and 
attached to phase plates on the PCU. 

 

Photo No. 

30 

Date: 
09/27/2016 

Time: 
1459 

 

Direction: 
 South 

Description: 
 
6-inch PVC pipe ran out of the south side of the 
condenser to the blower and then from the blower 
was connected to the VGAC vessel. 
 

 
 
 
 
 



 

Photo No. 

31 
Date: 
09/29/2016 

Time: 
1052 

 

Direction: 
 
East 

Description: 
 
One of two RTD (temperature control boxes) placed 
on site.  All of the temperature sensors were 
connected to one of the two boxes which then 
connected to the computer on site. 

 

Photo No. 

32 

Date: 
09/29/2016 

Time: 
1639 

 

Direction: 
 
South 

 

Description: 
 
The primary (left) and secondary (right) LGAC (Liquid 
Granular Activated Carbon) vessels were hard piped 
to the condenser unit using 1-inch CPVC pipe. 

 

Photo No. 

33 
Date: 
10/03/2016 

Time: 
1147 

 

Direction: 
 
North 

Description: 
 
One of the warning signs up on the exterior of the site 
warning of the dangers that are present at the site. 

 
 
 
 



 

Photo No. 

34 

Date: 
10/05/2016 

Time: 
0941 

 

Direction: 
 
South 

 

Description: 
 
TRS sprayed Flex Seal on the VP-C2 and 
groundwater monitoring well located in the adjacent 
property across Marshall Street.  This was done to 
mitigate any potential voltage issues in public areas. 
 

 

Photo No. 

35 

Date: 
10/05/2016 

Time: 
1512 

 

Direction: 
 
West 
 

Description: 
 
TRS had to build stands for 2 electrical boxes that 
were placed on site.  These boxes were used as 
extenders so that new cable would not need to be 
placed.  
 

 
 
 

Photo No. 

36 

Date: 
10/06/2016 

Time: 
0941 

 

Direction: 
 
West 
 

Description: 
 
TRS installed a 360-degree camera on top of the east 
side of the PCU so that they could see what was 
going on remotely on site if they get an alarm.  They 
checked this camera before starting the system 
remotely incase somebody is on site or there were 
any visible signs of equipment damage. 

 



 

Photo No. 

37 
Date: 
10/07/2016 

Time: 
0846 

 

Direction: 
 
N/A 

Description: 
 
The solenoid valves in Zone 2 were wrapped with 
foam because of voltage potential issues following 
the first voltage survey. 

 

Photo No. 

38 
Date: 
10/10/2016 

Time: 
1727 

 

Direction: 
 
Southwest 

Description: 
 
The blower out CPVC pipe was connected to the inlet 
of the northern most chamber of the VGAC system.  
The outlet was then CPVC piped to the second inlet.  
The second outlet was then fitted so that it could be 
connected to 6-inch hose to an exhaust stack that 
was attached to the PCU.  Each outlet and inlet was 
fitted with a Fernco fitting to reduce the 15-inch 
opening to a 6-inch opening. 

 

Photo No. 

39 
Date: 
10/11/2016 

Time: 
1412 

 

Direction: 
 
Northwest 

Description: 
 
TRS performed a voltage survey of concrete in 
Marshall St.  Voltage readings ranged between 8 and 
9 volts.   

 
 
 
 
 



 

Photo No. 

40 
Date: 
10/12/2016 

Time: 
1052 

 

Direction: 
 
North 

Description: 
 
New sensors were placed on site around the 
perimeter of the site.  These sensors will shut down 
the PCU which then discontinues power application 
to the treatment volume. 

 

Photo No. 

41 
Date: 
10/25/2016 

Time: 
1146 

 

Direction: 
 
Northwest 

Description: 
 
An overview of the entire site showing the above 
grade MPE electrodes, conveyance piping, VGAC 
rolloff, and part of the PCU. 

 

Photo No. 

42 
Date: 
11/10/2016 

Time: 
1007 

 

Direction: 
 
South 

Description: 
 
On November 9, 2016, a 40-foot by 121.5-foot 
section of Marshall Street was milled and repaved to 
fully mitigate voltage potential issues. 

 
 
 
 



 

Photo No. 

43 

Date: 
11/10/2016 

Time: 
1008 

 

Direction: 
 
South 

 

Description: 
 
Two 25-micron bag filters were installed in parallel in 
order to address a sulfate reducing bacteria issues 
with the process water. 

 

Photo No. 

44 
Date: 
11/22/2016 

Time: 
1106 

 

Direction: 
 
Northeast 

Description: 
 
A 6,300-gallon tank was delivered to the site to hold 
excess process water in an instance where the GETS 
system was not operating.  This was done to 
minimize the amount of ERH shut downs. 

 

Photo No. 

45 

Date: 
12/06/2016 

Time: 
1104 

 

Direction: 
 
South 

 

Description: 
 
Heat trace cable was installed on all exposed water 
lines to keep lines from freezing.  Insulation was also 
erected around the two LGAC vessels and bag filters. 

 
 



 

Photo No. 

46 
Date: 
12/16/2016 

Time: 
1057 

 

Direction: 
 
Northwest 

Description: 
 
Terra Probe used a track mounted Geoprobe to 
advance augers for all three confirmation sampling 
events. 

 

Photo No. 

47 
Date: 
12/13/2016 

Time: 
1417 

 

Direction: 
 
N/A 

Description: 
 
Soil at each sampling depth was collected inside of 2-
inch hollow stainless steel tubes.  After the tubes 
were removed from the auger, each end was sealed 
with tape. 

 

Photo No. 

48 
Date: 
12/13/2016 

Time: 
1409 

 

Direction: 
 
N/A 

Description: 
 
After the sampling tubes were removed from the 
auger and completely sealed, they were cooled to 
ambient temperature so that the soil could be 
sampled.  

 
 
 
 



 

Photo No. 

49 
Date: 
12/13/2016 

Time: 
1420 

 

Direction: 
 
East 

Description: 
 
After the soil was cooled, soil was removed from the 
sampling tubes and sampled. 

 

Photo No. 

50 

Date: 
01/24/2017 

Time: 
1415 

 

Direction: 
 
North 

 

Description: 
 
After the second round of soil confirmation sampling, 
a steam sparging system was installed at the site to 
help remediate PCE at the bottom interval of the 
treatment zone.  Air was supplied to each of the 3 
steam sparge points with a 5-hp air compressor and 
rubber hose.  A flow meter was attached to each 
point. 

 

Photo No. 

51 

Date: 
01/24/2017 

Time: 
1428 

 

Direction: 
 
N/A 

 

Description: 
 
A solenoid valve was attached to each of the three 
steam sparge points which allowed for air addition to 
each point in 1 hour cycles. 

 
 



 

Photo No. 

52 
Date: 
03/15/2017 

Time: 
0957 

 

Direction: 
 
N/A 

Description: 
 
After all RGs had been achieved at Area 4 and the 
Illinois EPA gave the go ahead, TRS began 
demobilizing equipment off site.  All MPE electrodes, 
VPs, GWPs, and TMPs were abandoned by the use 
of a mini excavator to expose the pipe below existing 
ground surface.  Once the pipes were exposed, 
Jackson Welding used a torch to cut the pipes at 
least 2 feet below ground surface. 

 

Photo No. 

53 
Date: 
03/15/2017 

Time: 
1115 

 

Direction: 
 
Southwest 

Description: 
 
Once the pipes were cut on all of the MPE 
electrodes, TRS used the mini excavator to lift up on 
the cut piece of pipe so that the copper water 
entrainment pipe inside of the black iron steel pipe 
could be removed. 

 

Photo No. 

54 
Date: 
03/22/2017 

Time: 
1055 

 

Direction: 
 
Northwest 

Description: 
 
PJ’s Concrete Pumping Services abandoned each 
below grade MPE electrode and monitoring point by 
forcing a concrete slurry through each CPVC pipe 
until it was completely filled.  

 
 
 
 



 

Photo No. 

55 
Date: 
03/22/2017 

Time: 
1144 

 

Direction: 
 
Northeast 

Description: 
 
PJ’s Concrete Pumping Services abandoned each 
above grade MPE electrode and monitoring point by 
pumping concrete into the well and filling in the area 
around the well up to the existing ground surface.  
Once the area was filled to existing ground surface, 
personnel smoothed out the concrete by hand. 

 

Photo No. 

56 
Date: 
03/23/2017 

Time: 
1321 

 

Direction: 
 
North 

Description: 
 
Two drums of spent carbon were stored inside of the 
building until they were hauled off and properly 
disposed of on April 28, 2017. 

 

Photo No. 

57 
Date: 
03/23/2017 

Time: 
1335 

 

Direction: 
 
Northeast 

Description: 
 
Area 4 was returned to existing site conditions on 
March 23, 2017. 

 
 
 
 



 

Photo No. 

58 
Date: 
04/06/2017 

Time: 
1142 

 

Direction: 
 
North 

Description: 
 
All of TRS’s equipment and waste was removed from 
the building, except for the 2 spent carbon drums. 
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